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The intention of this study is to investigate the main source of unacceptable humidity 
levels at the U.S. Coast Guard Housing located in Bayamon, Puerto Rico. The aim of this 
research is to use a systematic approach to resolve the humidity and mold issues by 
testing the least expensive solutions first. This study involves the recording of indoor air 
quality conditions for six months as an analysis tool to investigate current air conditions 
and to document how physical changes to the air conditioning units will affect the 
resulting air conditions. 
 This research will investigate and implement different approaches geared to solving the 
high humidity issues. Some of the most relevant changes that will be tested are the 
installation of heat pipe technology, the addition of fresh air to existing air conditioning 
units to create positive pressure, and the review of the space load design of currently 
installed air conditioning units to determine if the units were over-designed. In addition, 
this study will verify the relationship between energy-saving thermostats and high 
humidity, determine any connection between roof leaks and high humidity indoors, and 
determine the estimated cost to the Coast Guard to implement the recommended changes. 
 
1 
Introduction and Background 
 
A. Introduction  
The subject of this research developed from a personal interest in an existing 
situation at U.S. Coast Guard housing in Bayamon, PR. Since the site construction 
acceptance in 1997, there have been many concerns about construction defects, 
which varied from sewage problems, mold growing on the outside wall surfaces, 
air conditioning ducts full of construction debris, roof leaks, and many other 
design problems. Recently a new concern arose because mold is growing on the 
interior walls of some of the houses. Random tests of humidity levels performed 
inside the houses show levels in excess of 70% RH. According to 
ANSI/ASHRAE Standard 62-2001, humidity levels shall not exceed 60% to 
prevent mold growth. 
As a researcher, my role was to identify and test economically feasible solutions. 
The role of the U.S. Coast Guard GANTSEC (Greater Antilles Section) 
Engineering Division was to provide the Bayamon Facilities as an experimental 
ground to test possible solutions. The tests recommended were implemented and 
analyzed as part of this research in an attempt to reach a cost-effective solution 
that can provide the minimum ASHRAE Standard 62-2001 acceptable conditions. 
The aim of this case study is to investigate and propose a solution to control the 
indoor humidity levels and to use a systematic approach to resolve mold and 
humidity issues, evaluating and proposing the least expensive solutions first. The 
housing units selected will be similar in size, and will remain vacant during the 
experiment. The objectives of this research include to: 
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1. Investigate possible linkage between roof leaks and high humidity inside the 
houses. 
2. Examine any relationship between the lack of fresh air intake in the houses and 
the high humidity levels. 
3. Analyze several approaches to reduce humidity levels inside the housing units 
to select the most energy-efficient approach. 
4. Review the HVAC load design and determine if the a/c units are sized correctly 
for the current physical conditions. 
5. Investigate any relationship between the installation of the new energy efficient 
thermostats and humidity levels inside the houses. 
6. Estimate the cost necessary to solve the high humidity problem in all 149 
housing units. 
B. Bayamon Housing description: 
Rio Bayamon Housing is composed of 149 housing units, a community building, 
a pool and a daycare center (See Figure 1-1 Bayamon Housing aerial view). 
All units, except for six units for the handicapped, have two levels (See appendix 
R) and two split-type air conditioning units. The total housing units include 79 
two-bedroom units, 40 three-bedroom units and 30 four-bedroom units.  The units 
were built in clusters of 2, 4, 6 and 8 houses, and a total of 26 clusters (named A 
thru Z) include all the 149 housing units. The type of construction used 
throughout the housing was concrete walls and roof. The HVAC units originally 
installed were York split-type (condensing and evaporating unit), air 
conditioning-only units with mechanical (mercury-based) thermostats. The air 
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      Figure 1-1 Bayamon Housing Aerial View 
 
 
Between summer 2000 and summer 2002, some energy-efficient measures were 
applied to the Bayamon housing units. All the air conditioning units’ mechanical 
thermostats were replaced by an energy-efficient type that limited the lower 
temperature setting to 72°F. In addition, all incandescent lights bulbs were 
replaced by fluorescent light bulbs. Although this effort was good for saving 
energy, it did not take into consideration that the HVAC units for these houses 
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were designed under different load assumptions, and now they may be over-
designed. 
C. Hypothesis 
The following statements include the hypothesis of this research: 
1. The high humidity levels found inside the Rio Bayamon houses may be directly 
related to the fact that none of the houses has fresh air intake and the air 
circulation may be creating negative pressure, resulting in excessive air 
infiltration of untreated air. 
2. Some of the Bayamon Housing units’ original cooling load designs may have 
been over-estimated. 
3. The replacement of the cooling coil by a new “heat pipe” technology coil that 
provides the lacking sensible heat while dehumidifying, may bring indoor 







The issue of indoor air quality has taken on much significance in recent years, as 
the effects of air quality on human health have become better known.  Since there 
is no well-developed body of scientific knowledge regarding the toxicological 
effects of mold on humans, mold worries are multiplying. The situation gets 
worse as people read only about the few cases in which mold is harmful to the 
health of the occupants of homes with mold. According to the Center for Disease 
Control, there are between 50,000 and 250,000 species of fungi and less than 200 
can cause infections, while more than 1000 different kinds of molds have been 
found in U.S. homes (Redd, S, 2002). Even when the odds are between 1 in 250 
and 1 in 1250, most people panic when they observe mold growing inside their 
homes. As a facility manager it is important to be prepared to deal with this issue, 
especially when it relates to growth in a residential area, since we tend to be more 
protective about our personal space. The EPA acknowledges that indoor air 
quality problems are easily preventable and fixed if good building management 
practices are implemented (Building Air Quality Action Plan, 1998). However, as 
stated by the Chief of the Air Pollution and Respiratory Health Branch of the 
Center for Disease Control, “exposure to mold does not always result in a health 
problem” (Redd, 2002, page 4). 
Poor indoor air quality leads to high humidity indoors, and extended periods of 
moisture on indoor surfaces have the potential to develop mold growth. The 
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leading causes for moisture problems in buildings are related to leaks through 
roofs, walls, foundations, windows and doors.  However, a problem not easily 
noticed is when the air conditioning system has been improperly sized. Table 2-1, 




Table 2-1: Over-sizing impacts (Source: Hourahan, 2003) 
Comfort Equipment 
-Marginal part load temperature control -Larger ducts installed 
-Large temperature differences between rooms -Increased electrical circuit sizing 
-Degraded humidity control -Excessive part-load operation 
-Draft and noise -Frequent cycling (loading/unloading) 
-Shorter equipment life -Occupant discomfort/dissatisfaction 
-Nuisance service calls 
Economic Health 
-Higher installed costs -Potential to contribute to mold growth 
-Increased operating expense 
-Potential to contribute to asthma and other    
respiratory conditions 
-Increased installed load on the public utility system  
 
 
B. Mold assessment protocol 
The work of Thomas (2002) includes a systematic approach for facilities 
managers to be prepared in case a mold-related issue arises. Thus, Thomas (2002) 
asserts that a facilities manager should be concerned about mold on three specific 
occasions.  
The first is when an event occurs such as a flooding, or any situation that involves 
excessive moisture contents. If such an event takes place, immediate attention 
(24-48hr) is required to dehumidify the space.  
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A second course of action shall be taken if the occupants complain that the area 
should be inspected. In this case, the facilities manager should inspect the area 
and follow a series of questions geared to investigate if high moisture content is 
present in the area in question. According to Thomas (2002), different courses of 
action are taken, depending on the results of the investigation or answers to the 
questions. The courses of action will vary from interviewing the occupant to find 
out about his/her humidity-promoting habits, to verifying the maintenance 
schedule on the HVAC equipment, to investigating water leaks and others. 
The third approach is when mold is in fact present. In this case, a professional 
mold remediation expert may be hired to determine the amount of mold present 
and to eliminate the mold as much as possible.  At this point, the Facilities 
Manager should follow the steps delineated in the second course of action 
(described above), to determine the cause that allowed mold to grow in the 
specific environment. 
C. Lead causes of high humidity levels  
As mentioned earlier, the leading cause for moisture problems in buildings are 
related to leaks through roofs, walls, foundations, windows and doors. When 
indoor relative humidity is maintained above 60%, building materials and 
furnishings absorb the moisture. Those damp materials can then provide a good 
place for mold to grow. If the relative humidity is maintained below 60% indoors, 
there will not be enough water in those materials for mold to grow. Other major 
causes for high indoor humidity levels are the following: 
1. Improper evaporator air flow 
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When performing a load analysis, the mechanical engineer sizes the equipment 
based on the peak load, but unfortunately when it rains and temperatures are 
mild and humid, the a/c will short-cycle, not providing enough time for the 
system to fully dehumidify the air. To solve this problem, a basic fact about 
humidity control must not be overlooked: if the evaporator coil is not cool 
enough, it cannot remove moisture and it will stop removing moisture at its dew 
point temperature (Lloyd, 2003). The lower the airflow, the lower the 
evaporator coil temperature; therefore the airflow speed shall be lowered to 
about 350cfm/ton. Ideally, a variable speed blower can take care of the airflow 
speed variations needed when the weather is too humid; however this is not 
standard on small HVAC units (2-5 tons). According to Lloyd (2003), in order 
to control humidity properly, the evaporator coil temperature should be 21-26 
°F lower than room temperature. The evaporator coil temperature is equal to the 
supply-side wet bulb temperature, so it can be easily measured with an air 
meter. However, lowering the air speed will bring the system efficiency to 
lower levels at all conditions, even when the system humidity control is not 
needed.  In tropical areas such as Puerto Rico where humidity levels are high 10 
out of 12 months of the year, it is not advisable to change the blower speed 
during the winter months. 
According to Lloyd (2003), today’s higher-efficiency systems are having more 
humidity problems than the older systems because today’s systems are built 
with more surface area. However, the industry is still sizing equipment by the 
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old 400cfm per ton rule, which provides a higher coil temperature, and as stated 
before, a higher “cfm” per ton reduces the moisture removal capacity. 
2. Improper space pressurization 
Improper space pressurization causes excessive air infiltration that leads to a 
disproportionate latent load, which the HVAC system is not designed to handle. 
The proper amount of fresh air should be supplied to prevent negative pressure 
inside the buildings. The use of ASHRAE’s minimum recommended outdoor air 
in residential facilities of 15 cfm per person (ASHRAE Standard 62-2001) will 
ensure the proper space pressurization. 
3. Design for full load versus part load 
As part of the cooling load design process, the designer often pays more 
attention to the peak sensible load conditions (1% design day) rather than the 
peak latent load conditions, which represents 99% of the design day (Hourahan, 
2003).  However, when highly humid conditions occur, such as when it is 
raining during the night, the temperature requirement is easily satisfied, causing 
the system to cycle off and not allowing the system to run the time required for 
the dehumidification process to complete. Therefore, as part of the load 
calculation process, the designer should rerun the analysis under warm and 
highly humid ambient conditions such as 84°F and 95%RH, and use the 
resulting load to size the system. The result may cause a warmer-than-design 
condition during peak design hours (1% of the design day), but this will ensure 
that the system is satisfied and continuously removes humidity under latent load 
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conditions which, in tropical areas like Puerto Rico, accounts for 10 out of 12 
months of the year. 
4. Improper use of ceiling fans 
The use of ceiling fans when dew point temperatures exceed 60°F increases the 
humidity of the house (Peart, Cook, 1990). It is a known fact that raising the 
thermostat temperature setting during the summer will save energy. Air 
movement helps to keep you cool, primarily by increasing the rate of 
evaporation of moisture from your skin. Increasing the amount of air movement 
will allow you to feel comfortable at higher than normal temperatures. 
However, people will then tend to adjust their thermostat setting to higher 
temperatures so that they feel comfortable. On the other hand, if people do not 
adjust the thermostat, studies show that there is little or no energy savings. 
Contrary to popular belief, when fans are used, energy consumption will 
increase by 10% due to the heat created by the fan motor (Peart, Cook, 1990). 
Raising the temperature setting represents a problem in places where high dew 
point temperatures are predominant because it will shorten the periods when the 
compressor comes on, leading to higher humidity levels. Historical data taken at 
the San Juan International Airport (See Appendix A) show that every single 
month the average dew point exceeds 60°F. Therefore, it is not recommended to 
use indoor ceiling fans in air-conditioned spaces in Puerto Rico. 
5. Operation of kitchen and bathroom exhaust fans 
The kitchen exhaust fan needs to be closely monitored because it can add 200 
cubic feet of air per minute. If an exhaust fan is allowed to run for three hours, it 
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will add 36,000 cubic feet of outside air into the conditioned space. In addition, 
a bathroom exhaust fan is traditionally designed to exhaust 50 cubic feet per 
minute per bathroom; which in three hours will add 9000 cubic feet (675 lbm) 
of outside air per bathroom. 
D. Air-conditioning units’ over-sizing impacts 
It is difficult to understand why oversized air conditioning systems are still 
routinely being installed. According to Hourahan (2003), here are some of the 
reasons: 
1. Lack of load calculations:  
a) Prior experience is used: A contractor recommends and installs a unit based 
on similar buildings completed in the past. This very common mistake ignores 
the properties of new construction materials, which may have a better thermal 
insulation value and may have better space pressurization. 
b) Replacement of “like:” When replacing the existing unit, some designers 
replace it with a similar tonnage unit; however, this assumes that the original 
unit was properly sized, and does not consider if the conditions to which the 
space was designed have changed. Building functions may have changed by 
added occupancy or added new equipment. Through the years the building 
could have had substantial upgrades, such as a lighting retrofit to a more 
energy efficient type, exterior wall insulation replaced by a higher U-value, 
windows replaced to improve the shading coefficient, or appliances replaced to 
a more efficient mode. In addition, the latent loads originally designed may not 
have included a fountain, a new kitchen, plants or even a pool. 
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2. Errors in following sizing procedures:  
Sometimes even when a designer uses industry-recognized software, 
assumptions of building material properties or simple data entry errors could 
result in incorrect sizing. In addition, many designers use “safety factors” to 
protect themselves from an under-load design, which is a very easily noticed 
mistake because the space simply is not cool enough. An over-design situation 
is not as easily detected because high humidity can only be measured by a 
meter, and since the air conditioning is cooling to acceptable temperatures, it is 
not until mold begins to grow on interior surfaces, typically many months later, 
that the owner begins to suspect. Even when mold begins to grow, the owner 
may not think it is the HVAC unit, but some type of leak. Typically, the owner 
detects the over-design problem after the building has been operating for at least 
one year, which is the traditional time for the warranty to expire. As a result, 
design engineers/architects continue to design systems for larger than required 
loads. 
3. Use of “rules of thumb:”  
Some designers use rules of thumb to estimate size by comparing the design 
limits of previous jobs, which they assume are working correctly. These rules 
vary widely by location and by designer. Some of the more widely known in 
Puerto Rico are the following: 
a)  Square foot area per ton of cooling (such as 150-200 ft2 per ton) 
b)  Volume (cfm) per square foot of area (such as 1.8-2.5 cfm/ ft2) 
c) Volume (cfm) per ton of cooling such as (300-400 cfm/ton) 
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The “rules of thumb” limits should be used as “check figures” after the designer 
has finished the load calculation to verify any resulting numbers falling outside 
the normal range. This method shall not be used directly to estimate the load 
because the limits of the rules of thumb vary by building type, from high latent 
load design to high sensible load design. Latent and sensible heat loads vary 
greatly in several factors such as: compass orientation of the conditioned space, 
tightness of envelope, walls and roof insulation, shading coefficient of glass or 
glazing around the building, and even the color of the roof. Therefore, it is 
impossible to estimate the exact location in the “rules of thumb” limit, unless 
one completes a 24 hour / 12 month load design evaluating all the factors 
mentioned above. 
E. Methods to enhance air conditioning performance 
Some of the most common methods used to enhance A/C performance are the 
following (O’Neill, 2003): 
1. Control fan speed with relay:  
This installation can only be performed on multi-speed blowers. The 
modification requires the installation of a single-pole, double–throw relay in 
the evaporating unit, connected to a humidistat. In addition, the common 
terminal of the relay needs to be connected to the cooling speed tap of the 
blower relay. Also, the normally open and normally closed terminals of the 
relay need to be connected to the different blower motor speed taps. Finally, 
the humidistat must be set to the desired relative humidity.  As a result, when 
the humidistat detects a humidity level above the setting, the blower motor 
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speed is switched to the lower setting so that the evaporating coil temperature 
is lowered. In turn, when the humidity level falls back to normal, the blower 
speed will go back to the higher setting. 
2. Installation of a variable speed blower:  
This system is somewhat expensive, but the blower can be set for the exact 
airflow you want. The blower operation is as follows:  
For the first few minutes after startup, the blower runs at about 200cfm/ton. In 
the next five to eight minutes, it rises to 80% of the required airflow. If at this 
point the thermostat is not satisfied, the blower rises to full airflow. 
3. Multi-speed condensers:  
This type varies its capacity, depending on the load demand. Multi-speed 
condensers provide excellent humidity and temperature control, and since it 
runs most of the time in low speed, it offers high-efficiency operation. 
4. A unit with two compressors in a single condensing unit and only one 
refrigerant circuit: These units are normally combined with variable speed 
blowers to provide optimal performance. 
F. Design to control humidity:  
Air conditioning has been traditionally used to do a number of things, including 
dehumidification, ventilation, filtering, deodorizing and controlling temperature 
of a given space. The main objective of a conventional air conditioner is to reduce 
air temperature by removing sensible heat and to remove moisture in the air by 
reducing its latent heat. In geographical areas where high humidity is not an issue 
and in low moisture applications, the balance between these two purposes results 
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in a comfortable level of temperature and relative humidity. However there are 
many applications (indoor pools, decorative water fountains, etc.), and 
geographical areas (Florida and the Caribbean) where dehumidification is not an 
option, but rather a necessity, to comply with the minimum acceptable conditions 
of comfort. The most common approach to solve the high humidity issues has 
been to overcool the air and to dry the air with an electric, water or gas reheat coil 
to remove the moisture (Peart, Cook, 1990). However, with this approach, an 
excessive amount of energy is consumed because of the additional cooling and 
reheating.  
The most common methods used today to control humidity levels are the 
following. 
1. Heat pipe 
“Heat pipe” is a relatively new technique applied in high humidity areas to 
enhance dehumidification. Heat pipes remove the moisture more efficiently by 
pre-cooling the air before it passes though the cooling coil and using this energy 
to reheat the air as it exits the cooling coil. This reheated air is also significantly 
dryer than it otherwise would have been and the pre-cooling and reheating are 
totally passive, requiring no added energy or moving parts. The heat pipe 
technology is a closed-loop system where one end contains the refrigerant at 
saturated conditions and the other end has the same refrigerant in a gas phase. 
As returning warm air passes through the pipe, it removes heat from that air. 
The refrigerant becomes a gas and rises along the pipe to the other side of the 
cooling coil. On the supply side it is exposed to the chilled air and condenses 
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into a liquid which makes it return to the liquid phase (See Figure 2-1). As the 
refrigerant condenses, it transfers the heat extracted on the return side to the 
supply side.  
 




Heat pipe technology is available in any size and for commercial or residential 
applications (See Figure 2-2).  The estimated cost in parts and freight to replace 
the Bayamon Housing cooling coil by the Heat Pipe Technology (Z coil) is 
$945 per unit (Enhancing dehumidification with heat pipes, 1998). In a research 
conducted by the Florida Solar Energy Center, the heat pipe system costs 14% 
less to install than a system with electric reheat and has a reduced energy usage 
of 56% when compared to reheat (Enhancing dehumidification with heat pipes, 
2004). The first cost savings come because a unit with re-heat needs to be 
oversized to supercool the air, and the energy savings occur because the 









An evaporator without a heat pipe will provide a 75-80% sensible capacity and 
a 20-25% latent capacity to condense the moisture from the air. However, 
condensation occurs when the coil temperature is lower than the dew point of 
the air, and since a conventional a/c uses most of its capacity trying to achieve 
dew point, it has little spare capacity left for dehumidification. In order to 
remove humidity the thermostat must be lowered, thereby causing the air to be 
overcooled and requiring the need to re-heat the air before it is sent to the 
conditioned space to achieve comfortable levels. As a result, the a/c operates 
longer and consumes more energy. 
2. Desiccant wheels:   
A desiccant dehumidifier works differently from a cooling base dehumidifier 
because it does not cool the air to remove moisture. Instead, desiccants attract 
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moisture from the air by creating an area of low vapor pressure at the surface of 
the desiccant. Water molecules move from the air to the desiccant because the 
pressure exerted by the water in the air is higher. The materials used to design 
desiccant wheels can attract and hold 10% to 10,000% of their dry weight in 
water vapor. In addition, desiccant materials have a low surface vapor pressure 
so they can attract moisture from the air and have a high vapor pressure when it 
is moist and warm, so it can give off water vapor to the surrounding air.  
The desiccant cycle begins with a low surface vapor as it picks up moisture until 
its vapor pressure equals that of the surrounding air because the desiccant is 
warm and moist. At this point, the desiccant is taken out of the moist air, heated 
and placed into a different air stream. On this air stream, the desiccant surface 
vapor pressure is much higher than the surrounding air; therefore, moisture 
moves from the surface of the air to equalize the pressure differential. Now the 
desiccant is dry but still hot, so it is cooled before it completes the cycle so that 
vapor pressure can be lowered to the original conditions to continue removing 
moisture. 
A common material generally used on the rotating wheel to remove the 
humidity from the supply side and give it back on the return side is lithium 
bromide (Peart, V., Cook, G., 1990).  The desiccant is generally placed on a 
rotating wheel (see Figure 2-3) passing through the supply side while it absorbs 
moisture and gives up heat, and rotates to the return side prior to entering the 





Figure 2-3 Desiccant Wheels  








Desiccant wheel dehumidifiers are widely used in commercial buildings but 
their cost/benefit ratio is still too high for residential applications. Desiccant-
based systems are cost-effective because they use low-grade thermal sources to 
remove moisture from the air. In general, the benefits of desiccant-based 
systems are greater where the thermal energy required for regenerating the 
desiccant is readily available, the electricity price is high, and the sensible heat 
ratio (SHR) is less than 75%; meaning a latent heat of 25% or more. In other 
situations, the important variables that drive the economics should be carefully 
evaluated. Some of the applications in which the technology's benefits have 
been extensively demonstrated are: storage spaces, ice arenas, supermarkets, 
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military commissaries, hospital operating rooms, and as an add-on to existing 
air conditioning systems with inadequate dehumidification capacity. 
3. Dehumidifiers:  
Dehumidifiers have only a few components, and operate on the same principle 
as a refrigerator, freezer, or air-conditioner. Residential dehumidifiers have a 
cooling system made up of the following components: a compressor, a 
condenser, an evaporator and a circulating fan. 
The dehumidifying cycle is as follows: the fan draws humid room air through 
the cooling coil. The refrigeration unit cools the cooling coil to a temperature 
below the air dew-point temperature. As the humid air passes over the cooling 
coil, it is cooled, and some of the water vapor condenses on the cooling coil. 
The water drains off the cooling coil and is either collected in a container for 
disposal or passed through a tube to a drain. The cooled air is passed through 
the condenser where it is reheated before it is returned to the room. By 
circulating the room air through the dehumidifier, water vapor is removed from 
the air and the relative humidity of the room is reduced. This process removes 
water from the air and, because of the heat from the fan and compressor motor, 










Dehumidifiers are self-contained (see Figure 2-4) and require no refrigerant 
piping; however they require access to a drain line for the condensate. The other 
negative side is that they add a load to the air conditioning design because their 
excess heat shows up as sensible heat in the house. 
4. Reheat system: 
The purpose of a reheat system is to allow zone or space control for areas of 
unequal loading, to provide heating or cooling of perimeter areas with different 
exposures, or for process of comfort applications where close control of space 
conditions is desired (Mcquiston and Parker, 1994). As the word reheat implies, 
this application objective is to heat the air prior to entering the conditioned 
space. The more sophisticated systems utilize higher-pressure duct designs and 
pressure-reduction devices to permit system balancing at the reheat zone. The 
most common medium used for heating is hot water, steam and electricity. A 
control thermostat is used to activate the reheat unit when the temperature falls 
below the upper limit of the controlling instrument’s setting. To conserve 
energy, reheating should only be used when necessary to maintain acceptable 
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comfort standards. Reset control should be used to maintain the temperature at 









Reheat systems are known to be "energy wasters" because of the concept of 
total cooling at the air handling unit. Reheat systems are one of the most 
common, inexpensive and straightforward of HVAC systems. Air is cooled, 
dehumidified, and heated to the desired level, and the constant-volume supply 
fan moves the conditioned air to the desired zone. The system works well and 
maintains comfortable conditions in spaces with uniform heating and cooling 
requirements.  
G. Sources of envelope leaks 
Sick buildings have similar characteristics; most of them have some relation to 
careless construction methods and improper building envelope design to 
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accommodate humid climates. According to Ruggiero (1994), when a building 
envelope is compromised and the HVAC fails to provide the adequate amount of 
fresh air, the system creates negative pressure; forcing untreated warm and humid 
air into the building through the cracks and crevices of the improperly sealed 
building envelope. Although water leaks can come from any crack openings on 
the roof, walls, foundation or windows, it is more difficult to detect the exact 
location of a roof leak. It is even more difficult when the roof is made of concrete, 
which is the case of the U.S. Coast Guard Housing in Bayamon, because internal 
cracks can lead you in a different location from where the leak is. 
1. Roof leaks 
A very common source of water intrusion through the roof is around the curbs 
of HVAC rooftop systems.  “ The ducts are usually insulated and often sealed 
with a brush mastic and sometimes a reflective coating…such coatings remain 
waterproof for a maximum of five years…the fact that personnel commonly 
walks on ducts on roofs, further compounds this problem”(Checket-Hanks, 
2002 pp.25). Consequently, Checket-Hanks (2002) suggest that the use of rigid 
insulation board covered by a welded seam works better than the brush-on 
product. “Roofs that are installed with hot asphalt are more forgiving of human 
traffic since those roofs have the ability to reseal after punctures from tools or 
shoes” (Checket-Hanks, 2002, pp.26). 
Experience shows that roofs tend to fail on equipment curbs more than in flat 
areas where the material is continuous (Checket –Hanks, 2003). The weight of 
 
24 
the rooftop unit, with time, can depress the roof structure, which may result in 
ponding in a location where experience shows that leaks are common. 
The best way to ensure that the roof is kept in good condition is to perform 
regularly scheduled inspections or preventive maintenance. Some of the most 
common warning signs that indicate the need of re-roof are “frequent repairs, 
materials starting to fail, blister, buckle or take on water”(Klein, 2002 pp.61).  
Scheduled biennial inspections shall be performed by a trained roofing 
professional, preferably by the same inspector each time. The inspection process 
shall be methodical; therefore, Young (1999) suggests the following guidelines: 
Beginning inside the building, inspect interior walls and ceiling for water stains. 
Then divide the inspection into two areas, the flashing and the membrane itself. 
The membrane inspection covers the blisters, ridging, holes, surface 
deterioration, patching, debris, vegetation growth, equipment mountings and 
ponding water. The flashing inspection verifies the condition of the base 
flashing, metal coping and flashed penetrations. 
H. Improper use and maintenance of mechanical systems:  
The incorrect use of mechanical systems can lead to serious moisture intrusion 
problems. Some of the more common misuses are the following (Peart, V, Cook, G, 
1990): 
1. Setting the blower fan in the “on,” versus the “auto,” position:  
When the compressor has cycled “off,” the water collected in the drip pan and 
evaporator coil (which was originally condensed by the evaporator) will re-
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evaporate and be introduced once again into the space. Therefore, the blower 
fan setting should be left on “Auto” position at all times. 
2. Extensive operation of bathroom exhaust fan during the period of bathing and 
showering: 
 If the exhaust fan is left on for a long period, it will introduce between 50-100 
cubic feet of air per minute. This is equivalent to 3000 to 6000 cubic feet of air 
per hour, or 225 to 450 pounds of air per hour. 
3. Failure to clean ducts 
According to NADCA (National Air Duct Cleaners Association), HVAC 
systems have been shown to act as a collection source for a variety of 
contaminants (such as mold, fungi, bacteria, and very small particles of dust) 
that have the potential to affect our health. The removal of such contaminants 
from the HVAC system and home should be considered as one component in an 
overall plan to improve indoor air quality. NADCA also states that research by 
the U.S. EPA has demonstrated that HVAC system cleaning may allow systems 
to run more efficiently by removing debris from sensitive mechanical 
components. Clean, efficient systems are less likely to break down, have a 
longer life span, and generally operate more effectively than dirty systems. 
NADCA also states that the frequency of cleaning depends on several factors, 
including if there are smokers in the house, the existence of pets that shed high 
amounts of dander, water damage or contamination in the HVAC system, and if 
residents in the house have allergies or asthma. NADCA recommends duct 
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cleaning after home renovations or remodeling, and prior to the occupancy of a 








4. Evaporator and filter maintenance 
The air conditioning unit can become a source of water damage as the 
condensate line can become blocked, causing water to back up into the unit and 
overflow. This can be easily avoided if the unit is properly maintained. A 
condensate drain pan is built into the unit by the manufacturer and is located 
below the evaporator coil. The blower fan propels air across and through the 
evaporator coil and the refrigerant piping loops cool the air as it passes through 
the coil; this process causes the water vapor (humidity) in the air to condense 
and collect on the evaporator coil. The water drips into the condensate pan 
located under the evaporator coil and through the condensate line connected to 
the outlet hole in the drain. Water damage can occur when the condensate line 
clogs with algae or debris, causing the water to back up into the condensate pan. 
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The condensate pans are typically only about an inch deep, so it doesn't take 
long for the water to start overflowing and spilling onto the floor or ceiling 
below. 
In addition, when the unit operates without a filter or in an area with 
construction debris, the fins of the evaporator coil fill out with dirt. This results 
in a decrease of cooling efficiency and in worse case scenarios, the coil freezes 
because there is no airflow through the cooling coil. Figure 2-7 shows a sample 
of a clogged evaporator coil. Therefore, it is essential to provide proper 
evaporator preventive maintenance by frequently replacing the air filter and 















I. Energy Savings 
1. Thermostats 
The use of an energy savings thermostat can significantly reduce a/c energy 
consumption. Modern energy-saving thermostats are designed to a preset lower 
temperature limits (usually a minimum of 72°F). The purpose of limiting the 
lower temperature setting is to reduce the energy waste involved when an a/c 
unit is kept at a temperature below the required standard of 75°F. Without the 
assistance of an energy-saving thermostat, the air conditioning unit could be set 
to 65°F and continually run until it satisfies the 65°F requirement. 
2. Lights 
Lighting is usually considered the major internal load component in a cooling 
load design. Often, lighting retrofits lead to indoor humidity problems because 
the original design has assumed a higher lighting load. Therefore lighting 
retrofit projects should be compared to the original load design analysis. The 
purpose of this comparison is to ensure that savings in electric load do not 
vanish when compared to the health and safety negative effects of high 
humidity. 
3. Roof membrane.  
Another major component of a load analysis is the roof heat gain. Often, roof 
insulation properties are changed when a re-roofing project takes place. If the 
system is changed to a higher or lower insulation type, the original design-
cooling load needs to be analyzed to evaluate if the HVAC system needs to be 
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changed. Just as in the lighting retrofit case, the savings in energy may be 
minimal compared to the expenses related to humidity concerns. 
4. Solar cooling load through glazing. 
The third most important heat gain factor in a cooling design load is through 
glazing.  This refers to the amount of heat gain from the windows and glass 
surfaces around the conditioned space. Therefore, special glazings (tinted and 
reflective), and sun-controlled devices (overhangs fins, etc) are often employed 
to limit solar heat gain and reduce cooling loads. As with roof and lights 
retrofits, significant changes in glazing heat gain need to be carefully analyzed 








The methodology used in this case study is based on experimentation of various 
commercially available alternatives that provide appropriate space dehumidification. The 
literature review in suggests many solutions that could be used to reduce humidity levels 
inside the Bayamon houses; among them are heat pipes, desiccant wheels, reheat coils 
and dehumidifiers. Given the available options, the most energy-efficient solutions are 
heat pipe technology and desiccant wheels. However, desiccant wheels are not available 
or feasible for residential purposes because of the high initial costs. Consequently, this 
pilot study will concentrate on testing heat pipe technology as an energy-saving 
alternative; in addition, existing air conditioning units will be re-sized according to 
ASHRAE standards. Both options will be compared to determine the most feasible 
alternative. 
As changes are performed to the selected houses, temperature and humidity data will be 
collected by electronic data-loggers. These instruments will record the inside and outside 
conditions every hour for the length of the experiment. The HVAC system of three 
houses will be modified, and two others with the same conditions will remain the same 
for comparison purposes. A data logger will also be installed on the outside of two houses 
to log the ambient air characteristics. All data-loggers will be installed at least 30 days 
prior to the modifications to be able to collect the current conditions, and will be 
synchronized to take the readings simultaneously.  
The five units selected for this study were empty during the time of the experiment, and 
all have three bedrooms (See Appendix R: Bayamon Housing typical three bedroom floor 
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plans). All units selected were of the same size (3-BRM) because this is the average size 
for the 2- to 4-bedroom units. In addition, all the two-, three- and four-bedroom units 
were built similarly and have similar square footage, except for six senior officer units, 
and are mixed within the different twenty-six house clusters (named A to Z). They 
represent a true sample from all the units available, because the units were selected in 
random order from all the three- bedroom units available. 
Table 3-1 shows the original condition of the units selected for the pilot study. Note that 
all the units selected have three bedrooms and none of them has fresh air intake. 
 
Table 3-1: Units selected for pilot study "Original Conditions" 
Unit Number/ (Bedrooms) Roof Condition Fresh Air Intake 
S-2 (3) Old NO 
P-2 (3) New NO 
T-2 (3) New NO 
V-2 (3) Old NO 
Q-2 (3) New NO 
 
 
Table 3-2 shows what will be the “modified conditions” of the five (5) units selected for 
the pilot study (See Appendix Q: Bayamon Housing Site plan).  
 
 
Table 3-2: Units selected for pilot study "Modified Conditions" 
Unit Number/ 
(Bedrooms) 
Roof Condition Fresh Air Intake Heat Pipe installation 
(Z-Coil) 
Additional changes 
S-2 (3) Old Yes No none 
P-2 (3) New Yes Yes Temperature will be raised 
T-2 (3) New No Yes Install mechanical thermostat 
V-2 (3) Old No No Remain original conditions 





The fan blower of all five units will be set to a low setting on 20 January 2004 to test the 
before-and-after humidity conditions. 
Housing unit descriptions:  
S-2: Fresh air will be installed in its first-floor air-handling unit.  
P-2: Fresh air and heat pipe installed. Temperature will be raised above 72°F. 
T-2: Evaporator coil will be replaced by the heat pipe technology and thermostat will be 
replaced by mechanical type. 
V-2: This unit will remain unchanged throughout the pilot study, with the exception that 
the air handler fan blower will be changed to low at the same time as all the other units. 
Q-2 HVAC system will be resized to a smaller size HVAC to match its required cooling 
load.  
The Hobo temperature and humidity data loggers H-8 (See figure 3-1) are manufactured 
by Onset Computer Corporation. They are designed with sensors to take simultaneous 
readings of temperature and humidity with a temperature accuracy of ±1.3°F and a 
humidity accuracy of ±5%RH (Siegel, 2003). The Hobo data loggers will be installed on 







Figure 3-1 Onset Corp. Inc. Hobo H-08 temperature and humidity data logger  
     Source: (http://www.microdaq.com/occ/h8/rhtemp.php) 
 
 
Since the main goal is to find and correct the source of the high indoor humidity levels, 
this study will be divided into three phases to attempt to find the problem: 
A. First Phase 
The first phase of data gathering will include a comparison of the humidity levels 
of the houses that still have the old roof with the houses that had the roof replaced 
to find out if there is any relationship between roof leaks and the high indoor 
humidity levels. 
B. Second Phase 
The second phase of the study will consist of modifications to air handling units, 
including addition of fresh air intake, and the replacement of cooling coils by the 
heat pipe technology (Z-coil). After the installation is complete, the resulting air 
properties will be compared with all other existing and proposed conditions. 
1. Fresh air addition 
Units S-2 and P-2 will be modified to add fresh air to the first floor HVAC unit. 
The amount of fresh air will be 15cfm per person, as per ASHRAE 62-2001. 
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Therefore assuming a maximum occupancy of six people, the minimum fresh 
airflow required should be 90cfm. The designed sheet metal fresh air adapter is 
as follows: 
 




The fresh air sheet metal adapter will be installed under the evaporator, forcing 
90 cfm of air to be drawn from the outside; the remaining airflow will continue 
to be returned from the plenum. 
2. Heat pipe 
Heat Pipe technology has a residential product that is designed to replace the 











All Z-coils include a stainless steel drain pan and a premium thermal-expansion 
valve for maximum SEER (up to 15). As stated in the literature review, the use 
of heat pipes saves electricity due to higher thermostat settings and works 
silently without power consumption. 
C. Third Phase 
The third phase is to verify the housing units’ cooling load design and install an 
air conditioning system that is sized according to ASHRAE standards. In a 
preliminary review of the design drawings it was found that the Bayamon 
Housing units that are installed were not sized according to the designer’s 
specifications. The designer specified fresh air in all units, and they were not 
installed; also the designer assumed a heat gain from all 360° directions, but the 
houses were built in clusters of four to eight houses. Consequently, the buildings 
may not be getting all the heat gain that was assumed in the design. Therefore, 
under this assumption, the units installed may be over-designed.  
The process of sizing an HVAC unit is composed of a careful analysis of all 
possible areas of heat gain to the subject space. The type of construction, site 
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orientation and space utilization are some of the basic factors that differentiate 
one space design from another. To properly size a space, it is necessary to 
perform a 24-hour analysis on the hottest day of each month to identify the peak 
load. Because this is a very long calculation, the aid of computer software will be 
used to calculate the peak load. The software used is a leader in the industry 
manufactured by Carrier “HPAC 4.1 4.1;” in addition ASHRAE handbooks will 
be used as references to complement the design software.  
After the design is complete, the existing HVAC units will be replaced by those 
specified in the new design and the resulting space properties will be compared to 
those of the heat pipe option. The most economical option that provides 
comfortable space conditions will be recommended. 
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Analysis of findings 
 
The main purpose of this chapter is to analyze the different approaches discussed in the 
literature review and methodology to prove their validity on residential air quality issues. 
In addition, this chapter will concentrate in reviewing all the data, find out if the changes 
made improved the current conditions, and compare the new versus present conditions to 
determine the value of changing the existing conditions of all the Bayamon housing units 
to improve their indoor relative humidity. 
The data collected by the Hobo meters in Appendices C, D, E, F, G and H was corrected 
to a maximum range of two (2) standard deviations. The purpose of this correction was to 
eliminate any data outside the reasonable range. The aid of Microsoft Excel was used to 
plot the initial data and plot the two (2) standard deviation ranges; any data outside this 
range was removed. Most of the data eliminated was recorded during long periods of rain 
during November 2003 and March 2004. In addition, all data recorded while the units 
were being modified was removed. 
During a visual inspection of the subject units (V-2, T-2, P-2, Q-2 and S-2), mold was 
mostly found on the area around the supply air diffusers, inside the air handler and inside 
the duct system (see Figures 4-1 and 4-2). As discussed in the literature review, the 
procedure recommended by Thomas (2002) was followed to determine how to handle the 
















After a careful review to the subject housing units (V-2, S-2, P-2, Q-2 and T-2), there was 
no evidence of a water leak; however to verify evidence for a longer period of time, two 
of the housing units experimented with have the old roof and three others have had a 
completely new re-roofing job done recently. 
Therefore as recommended by Thomas (2002), high humidity complaints are being 
addressed by cleaning the mold and by accomplishing the main goal of this research, 
which is to find and correct the cause that allowed mold to grow in this environment. 
A. Comparison between historic and current weather conditions  
For comparison purposes, the nearest location in which historical data is available is 
located 15 miles away from the subject property, at the San Juan International 
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Airport. Table 4-1 shows data published by WeatherbaseSM, which provides average 
historical weather conditions for the last 30-40 year period.  The table shown below 
uses historical monthly data to calculate the average ambient conditions of the six 
months analyzed in this study (Nov. 2003 to April 2004). 
As shown in table 4-1, the average outside relative humidity levels (75.1% RH) are 
higher than the ASHRAE’s limit for indoor acceptable standards (60% RH) during 
the period evaluated. Therefore, if an HVAC unit cycles off for a relatively long 
period of time, outside air infiltration will tend to raise the indoor humidity levels. It 




Table 4-1: November to April historic average conditions 
  
NOV DEC JAN FEB MAR APR Six-month                 average 
Years                           
recorded 
Average temperature (F) 80 78 77 77 78 80 78.3 40 
Average high temperature (F) 86 84 83 84 85 86 84.7 40 
Average low temperature (F) 74 72 70 70 71 73 71.7 40 
Average number of rainy days 18 19 17 13 12 13 15.3 38 
Average precipitation (inches) 5.8 4.7 3 2.2 2.3 3.7 3.6 40 
Average morning relative humidity (%RH) 86 84 83 83 82 82 83.3 41 
Average evening relative humidity (%RH) 71 69 67 65 64 65 66.8 41 
Average dew point (F) 71 69 67 67 67 69 68.3 41 
Average cooling degree days 450 406 372 339 403 432 400.3 30 
         Source:http://www.weatherbase.com/weather/weatherall.pp3?s=062587&refer=&unitsunits =us 
 
 
Appendix A shows daily average outside conditions recorded at the San Juan 
International airport from November 2003 to April 2004. In Appendix B, the 
historical data shown in table 4-1 are compared to the actual data recorded during the 
time that the experiment was conducted. We may observe in Appendix B that when 
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comparing the change in the six –month average, the number of rainy days was 
higher during the subject period by 26.1% and the average precipitation was 23.7% 
higher that the historical average. In addition, the average relative humidity 
percentage was 5.8% higher during the subject period. This shows that the period 
experimented with was more humid than the average conditions. In addition, if one or 
more of the experimented changes to the air conditioning system is able to lower 
humidity levels to ASHRAE’s acceptable standards during the most humid part of the 
year, humidity levels shall be controlled at other times also. 
 
 
Table 4-2 Outside air average monthly conditions taken outside of V-2 and P-2 
 Nov-03 Dec-03 Jan-04 Feb-04 Mar-04 Apr-04 Average 6-Month 
Temperature monthly average 76.1 75.3 73.1 74.1 74.4 76.1 74.9 
RH% monthly average 77.1 78.9 77.8 75.6 73.6 73.8 76.2 
   Source: Appendix C: Average ambient hourly conditions outside of P-2 and V-2 
 
 
When comparing the historical ambient conditions (shown in Appendix A) versus the 
ambient conditions taken at Bayamon outside of units V-2 and P-2 (see Table 4-2), 
we notice that the average temperature for this period was slightly lower (74.9°F) 
than the historical average of (78.3°F). In fact, it was also lower than the average 
recorded in San Juan Airport, (78.1°F), or 4.5% lower than the historical average 
temperature. In addition, the average relative humidity levels were just 1% higher 
(76.2% RH) during the six-month period as compared to the historical data (75.1% 
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RH). The San Juan airport average humidity during this period was (79.4%), or 5.8% 
higher than the historical average. 
The purpose of comparing current versus historical data is to establish if the 
experimental data was obtained during a period that represents the historical average 
of the outside conditions in Bayamon. If the period was much dryer or much more 
humid than average, the results may be affected, and therefore the data taken will not 
be valid and more data would be required. Since the HOBO electronic meter has a 
±5% percent of error, it is reasonable to assume that the data taken is relatively close 
to the historical average; therefore, no other data was collected. 
B. New versus old roof humidity level analysis 
In order to study the effects of the roof conditions and high humidity levels, the 
original humidity data from all five units was measured and compared in Table 4-3. 
The period compared in Table 4-3 summarizes data collected in Appendices D 
through H from November 12, 2003, to January 5, 2004. 
 
 
Table: 4-3 Roof humidity conditions comparison  
Housing unit 
original conditions 
Mean RH% (original cond.)                    






V-2 (Old roof) 63.4 
S-2 (Old roof) 67.6 65.5   
P-2 (New roof) 65.6 
Q-2 (New roof) 65.8 
T-2 (New roof) 64.6 65.3 -0.30% 






As the data suggests, there seems to be no apparent or direct relationship between the 
high humidity and the assumption that the old roof leaks may have caused the high 
humidity levels in the units analyzed. The average relative humidity in houses with an 
old roof was 65.5% RH, and the average relative humidity of the units where a new 
roof was installed was 65.3% RH. The percent comparison was only 0.3% higher for 
the units with the old roofs; this study therefore assumes that there are no higher 
humidity levels in old roof units than those with a new roof. In addition, since the 
HOBO meters have an accuracy of ±5% RH, unless the difference is higher than the 
percent error, a relationship cannot be substantiated. 
C. View of the unchanged conditions: V-2 analysis 
Unit V-2 was used as a base comparison to be able to compare the changes that were 








Table 4-4 Housing Unit V-2 Analysis 
  V-2- 1st Fl.               RH% 
V-2-2nd Fl.        
RH% 
V-2 Average  
RH% 
Mean (original cond.)                    
(high-speed fan) 59 67 63.4 
Mean (after)                         
(low speed fan) 58 66 62.8 
% change     -1% 
         Source: Appendix E: Housing unit V-2 indoor hourly conditions 
 
 
Table 4-4 does not show any significant reduction in humidity levels after the blower 
speed setting was lowered from “high” to “low.” 
D. Relationship between lack of fresh air and high humidity levels 
1. Fresh air only option: S-2 analysis 
The Hobo meters were installed on unit S-2 on November 10, 2003; however a 
flooding occurred and the readings were deemed inaccurate. Therefore, the readings 
used were taken after December 23, 2003, when the flood damage was abated. The 










Appendix I shows a chart comparing S-2 versus V-2 relative humidity conditions. 
Note that after the fresh-air intake installation (January 10, 2004), the humidity 
levels in unit S-2 were considerably higher than the percent of relative humidity of 
the original conditions on V-2. 
 
 
Table 4-5 Housing Unit S-2 Analysis 
Unit/Calculations S-2- 1st Fl.               RH% 




Mean (original condition -high-speed fan) 67 69 67.6 
Mean (after fresh air -high-speed fan) 69 70.2 70 
% Change vs. original condition     3.0% 
Mean (after fresh air low-speed fan) 68 69.0 68.4 
% Change vs. original condition     1% 





As shown in table 4-5, the average relative humidity percentage experienced an 
overall increase after the fresh air was installed, as compared to the original 
conditions. When compared to the original conditions, the increase was 3% after the 





Table 4-6 Fresh air vs. original conditions    









after changes  
(fan at Low) 
% Change 




(V-2 vs. S-2) 
Unchanged V-2 63.4 62.8 -0.9% XXXXXXXX  
Added fresh air S-2 67.6 68.4 1.2% 9.0% 




As shown in Table 4-6, when comparing the conditions of S-2 to the unchanged 
conditions of V-2 during the same ambient conditions, the overall change observed 
in the relative humidity levels was a 9% increase. In addition, Chart 4-1 shows that 
humidity levels at unit S-2 were constantly above those in unit V-2. Therefore, 
adding fresh air to the Bayamon Housing Units to provide a positive pressure 
environment in the actual conditions seemed to result in higher indoor humidity 
levels. 
E. Analysis of other options available in the market to control residential humidity 
levels 
1. Heat pipe and fresh-air installation results: 
The heat pipe installation in the first and second floor air handling units and the 
fresh-air intake addition on the first floor of P-2 was completed on January 10, 2004 
(see figure 4-5). On March 25th, the setting of the indoor temperature was changed 
from 72°F to 73°F, and on April 8th, the temperature setting was changed to 74°F. 
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Figure 4-5: Heat pipe and fresh-air installation on P-2 
 
   Source: Appendix F: Unit P-2 average indoor conditions 
 
 
Appendix J: “P-2 Average Indoor Conditions” clearly shows how humidity levels 
were significantly reduced after the installation of the heat pipe on January 7, 2004. 
In addition, Appendix J illustrates how humidity levels were lowered to acceptable 
ASHRAE standards as temperature settings were raised from 72°F to 74°F after 
March 25, 2004. 
 
Table 4-7 Housing Unit P-2 Analysis 
    
 
Unit/Calculations P-2- 1st Fl.               RH% 
P-2-2nd 




Mean (original conditions)                    
(high-speed fan) 67.8 63.2 65.6 
Mean after heat pipe  (fan at 
medium) 65.3 59.4 62.4 
% Change     -5% 
Mean (after heat pipe)                         
(low-speed fan) 64.8 58.0 61.4 
% Change     -6% 
Mean after temp incr. heat pipe 59.5 57.5 58.6 
% Change     -11% 
Source: Appendix F: Unit P-2 indoor conditions 
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It is notable on Table 4-7, although it is not an exact comparison because the data 
was not obtained during the same ambient conditions, how the humidity levels 
decreased after the fan setting was lowered. The relative humidity decreased by 5% 
after the installation of the heat pipe and after adjusting the fan setting to medium. 
Humidity levels decreased 6%, when compared to the high setting, when the fan 
speed was changed to low. Finally, the humidity decreased 11%, compared to the 
high setting, after increasing the indoor temperature setting.  The reason for the 
humidity reduction after lowering the fan speed is because reducing the air flow 
allows the cooling coil to remove more humidity; also it allows the reheat portion to 
add more sensible heat to the air. Note that increasing the temperature setting by 
2%, the humidity was reduced by an additional 4% because the air returning to the 
pre-cool section of the reheat coil was hotter; therefore that energy is transferred to 
the reheat coil, adding more sensible heat to the supply air.  
 
 
Table 4-8 Heat pipe vs. original conditions   





(original cond.)                    
(high-speed fan) 
Mean RH% 
after changes  
(fan at low) 
% Change 




(V-2 vs. P-2) 
Unchanged V-2 63.4 62.8 -1%   
Heat pipe P-2 65.6 58.6 -11% -7% 





When comparing units P-2 and V-2 (See Appendix K) during similar ambient 
conditions, after the installation of heat pipe (Jan 7, 2004) the humidity levels were 
significantly lower in unit P-2 than in unit V-2. As shown in Table 4-8, the average 
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relative humidity levels decreased by 7%, compared to V-2, after the installation of 
heat pipe. 
2. Heat pipe-“only” installation results:  
The heat pipe installation in both HVAC units of T-2 was completed on January 7, 
2004 (see figure 4-6). On March 23, 2004, the thermostats on both units were 
replaced by a mechanical thermostat to test if the energy-saving thermostat was 
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Table 4-9 Housing Unit T-2 analysis 
Unit/Calculations 
T-2- 1st Fl.               
RH% 




Mean (original condition)                    
(high-speed fan) 65.6 63.5 64.6 
Mean after heat pipe  (fan at 
medium) 59.6 57.7 58.6 
% Change vs. original condition     -9% 
Mean (after heat pipe)  (low-speed 
fan) 58.5 56.1 57.3 
% Change vs. original condition     -11% 
Mean after (heat pipe) and 
thermostat changed to mechanical 
type 47 45.1 46.1 
% Change vs. original condition     -29% 
     Source: Appendix G: T-2 indoor condition 
 
 
Table 4-9 demonstrates how the humidity levels decreased after the heat pipe was 
installed and the fan speed setting was lowered. The relative humidity decreased by 
9% when the fan setting was changed from high to medium and decreased 11%, 
compared to the original conditions, when changed to low.  
Finally, the humidity levels decreased by 29%, compared to the T-2 original 
conditions, after the thermostat was changed to a mechanical type. This sudden 
drop in humidity levels is because the energy-saving thermostat only has 1 degree 
differential, meaning that it will cycle off when it reaches 72°F and will turn on 
again when it reaches 73. Therefore, the compressor does not run for a period long 
enough so that the cooling coil can remove the required humidity. With the 
mechanical thermostat, the differential is ±2-3 degrees, allowing a 4-6 degree range 
for the cooling coil to remove the required humidity.  
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It is evident in Appendix L (T-2 vs. V2 RH% comparison) that the relative humidity 
levels were considerably lowered after the “heat pipe” installation (Jan 7, 2004). It 
is also obvious that after the installation of the mechanical thermostat (March 23, 
2004), humidity levels were within ASHRAE’s acceptable standards. 
 
 







(original cond.)                    
(high-speed fan) 
Mean RH% after 
changes  (fan at 
low) 
% Change 
high vs. low 
speed 
% Change Low-
speed (V-2 vs. 
T-2) 
Unchanged V-2 63.4 62.8 -0.9% XXXXXXXX  
Heat pipe and 
mechanical 
thermostat 
T-2 64.6 46.1 -29% -27% 





When comparing T-2 to the unchanged conditions of V-2 (Table 4-10), we observe 
an overall 27% improvement in relative humidity.  
F. Analysis of the HVAC cooling load design 
1. Reviewing the empirical data: Q-2 Analysis: 
The purpose behind unit Q-2 was to study a change in the original air conditioning 
unit size to verify if the unit was properly sized.  The cooling load analysis was 
performed with the assistance of well-recognized industry software “HPAC,” 
distributed by Carrier and following the 24 HR ASHRAE Standard analysis. The 
cooling load results reflected that Q-2 current load conditions are over-designed (see 
Appendix N), or that the a/c units are larger than the required size. The current a/c 
sizes are 2 tons on the first floor and 2.5 on the second floor. The calculated size was 
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1.5 and 1.6 tons, respectively, or a 25% and 56% oversize, correspondingly. As 
explained in the literature review, when an over-design condition occurs, the space 
reaches the set temperature too soon and it cycles off for a long period of time before 
it demands to be turned on again. This situation reduces the time required by the 
evaporator to remove the moisture from the air.   
On March 26, 2004, Q-2 air conditioning units were replaced by the sizes calculated 
in HPAC 4.1. The specifications of the air conditioning units selected were obtained 
using the “York” software “RSVP 2002.” In addition, to verify if there was any 
relationship between humidity levels and the energy-saving thermostat, on April 7, 
2004, the energy-saving thermostats were replaced by a mechanical thermostat. 
Table 4-11 compares the humidity levels throughout the modifications made to unit 
Q-2. It shows a 2.2% reduction in humidity levels after the fan speed was changed. In 
addition, after the smaller air conditioning units were replaced and the fan speed was 
set to medium, the average humidity increased 0.4% (65.8 to 66.1RH%) when 
compared to the original conditions. However, once the thermostat was replaced by a 
mechanical type, the humidity level significantly decreased 17.3% (65.8 RH% to 54.4 
RH%) when compared to the original conditions. After the fan was set back to high, 
the humidity decreased only 16.7%, compared to outside conditions. Finally, the 
biggest humidity reduction came, as discussed in the literature review, when the fan 
speed was set at low with the mechanical thermostat, a 21.6% relative humidity 





Table 4-11 Housing Unit Q-2 Analysis 
Unit/Calculations 
Q-2- 1st 
Fl.               
RH% 
Q-2-2nd Fl.        
RH% 
Q-2 Average  
RH% 
Mean (original cond.)                    
(high-speed fan) 66 66 66 
Mean (after low-speed fan) 65 63 64 
% change     -2.2% 
Mean after air conditioning unit 
replaced & energy- saving 
thermostat   (fan set to medium) 67 65 66 
% change vs. original condition.     0.4% 
Mean after thermostat replaced by 
mechanical      (fan set to med.) 
 51 58 54 
% change vs. original cond.     -17.3% 
Mean after setting changed to 
high 55 55 55 
% change vs. original cond.     -16.7% 
Mean after setting changed to low 51 52 52 
% change vs.  original cond.     -21.6% 






Table 4-12: Q-2 New HVAC vs. original conditions 










after changes  





speed  (V-2 vs. 
Q-2) 
Unchanged V-2 63.4 62.8 -1% XXXXXXX  
New a/c and mechanical thermostat  Q-2 
65.8 51.6 -22% -18% 





The data shown in Table 4-12 demonstrate that when comparing the humidity levels 
at Q-2 with the smaller sized a/c unit to the unchanged conditions (V-2), with the fan 
at low speed, we observe a 18% reduction in humidity levels. 
Once again, as shown in Appendix M (Q-2 vs. V-2 Humidity Comparison), it is very 
apparent that after the new a/c was installed and the energy saving thermostat was 
replaced by a mechanical thermostat (April 7, 2004), the relative humidity reflected 
the levels recommended by ASHRAE. 
G. Relationship between high humidity levels and the energy efficient thermostats. 
As observed in the empirical data shown in tables 4-7 “Heat Pipe versus Original 
Conditions,” and 4-11 “Q-2 Analysis,” the use of the energy-saving thermostat has 
been a determining factor in the increase of humidity levels at the Bayamon Housing. 
Although empirical data show that the Bayamon housing units were over-designed, 
the situation got worse when the thermostats were changed. The reason behind this 
outcome is that the tolerance in the new electronic thermostat was too small, ±1°F 
compared with the mechanical thermostat (±2-3°F). In addition, if the thermostat is 
set to 72°F, the temperature differential is only plus-one degree (72-73°F vs. 71-73°F) 
because those thermostats are factory-set to cycle off the systems at 72°F. Therefore, 
the energy-saving thermostat kept the compressor continually cycling, not allowing 
the evaporator to run for the ±2-3°F period required to remove humidity from the air. 
 Replacing the existing energy-saving thermostats with the mechanical type is not a 
valid solution because the lack of control of the lower temperature limit will sharply 
increase energy consumption. A better solution would be to research an energy-
saving thermostat that provides at least ±2°F of tolerance between cycles. 
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H. Comparison of cooling load calculation  
 
 
Table 4-13: Comparison between current versus Carrier HPAC 4.1 results 




Q-2 (1ST)FL 2 1.6 25.0% 
Q-2 (2ND)FL 2.5 1.5 56.3% 
40.6% 
P-2 (1ST)FL 2 1.6 25.0% 
P-2 (2ND)FL 2.5 1.4 78.6% 
51.8% 
T-2 (1ST)FL 2 1.6 25.0% 
T-2 (2ND)FL 2.5 1.5 66.7% 
45.8% 
S-2 (1ST)FL 2 2.1 -4.8% 
S-2 (2ND)FL 2.5 1.6 56.3% 
25.7% 
V-2(1ST)FL 2 2 0.0% 
V-2(2ND)FL 2.5 1.6 56.3% 
28.1% 
Average oversized --------------------------------------------------->> 38.4% 
      Source: (Air system sizing summaries) Appendix O  
 
 
Notice that the original air conditioning unit size for all three-bedroom units shown in 
Table 4-13 was the same for the first and second floors. As shown in Figure 1-1, 
Bayamon Housing units are all facing in different directions; therefore, a designer 
must make a separate cooling load analysis for each unit. As shown in the column 
labeled “Carrier HPAC results,” the air conditioning unit sizes recommended vary 
widely because of their locations. It is surprising to observe that the range of oversize 






I. Cost estimate to solve the Bayamon Housing humidity issues 
Although the heat pipe option is a valid solution to control humidity levels, the 
empirical data show that it is possible to control humidity if the units are properly sized 
and if different thermostats are used.  
The cost for parts to replace a 2-ton evaporating unit including the blower and the Z-
coil with heat pipe technology was estimated by a local San Juan contractor at $1300 
per evaporating unit. The cost for parts to replace the evaporating unit for Q-2 was only 
$400. Therefore, heat pipe costs $900 more per evaporating unit, or 225% more than 
the price of a new “York” unit. 
Appendix P shows an average cost per housing unit of $3,873.69, including all new 
“York” evaporating and condensing units, parts and labor, which results in a total 
replacement cost of $577,180. This estimate assumes 2004 costs as provided by a local 
contractor in the San Juan area. In addition, the estimated cost excludes units P-2, Q-2 






The results of this study show that the existing indoor conditions at the Bayamon 
Housing do not meet ASHRAE indoor humidity standards. The average relative humidity 
level for all five units for the six months analyzed was 65%RH. This value is 8% above 
ASHRAE’s 62-2001 indoor humidity limit of 60%RH.  
The hypothesis suggested a link between lack of fresh air and high humidity. However, 
the addition of fresh air to pressurize the space in unit S-2 did not improve the humidity 
conditions but, on the contrary, fresh air raised the humidity levels compared to the 
current conditions. Nevertheless, when fresh air was combined with the heat pipe and a 
mechanical thermostat in P-2, the average humidity levels was lowered 7% to 59%RH. 
Fresh air intake performed better with heat pipe and a mechanical thermostat because it 
transferred more energy to the reheat portion, providing more dehumidification capacity 
to the system. In addition, the long air conditioning cycles allowed for a more efficient 
moisture removal process. 
The second hypothesis statement stated that the original cooling load designs may have 
been over estimated. This research concludes that one of the reasons for high indoor 
humidity levels in Bayamon was due to original design misconceptions in specifying air 
conditioning units larger than required. The problem was not noticed until the original 
mechanical thermostats were replaced by the energy-saving thermostat, which aggravated 
the problem, becoming the second cause that raise humidity levels to unacceptable levels. 
On average, the air conditioning units studied are oversized by 38%. After reducing the 
air conditioning sizes and changing the thermostats to a mechanical type, the humidity 
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levels were lowered to ASHRAE’s acceptable standards. The current use of energy-
saving thermostats seems to be keeping humidity levels high because the compressors are 
not running long enough to dehumidify the space. The reason is that the energy-saving 
thermostat has a ±1°F temperature differential with a preset low limit of 72°F. The old 
mechanical thermostat has a ±2-3°F temperature differential, which allowed the 
evaporator to dehumidify the space effectively. 
After a detailed comparison of humidity levels inside the housing units with the new roof 
and those with the old roof, no apparent relationship was found between leaks in the old 
roofs and high humidity indoors. 
It is not recommended to use indoor ceiling fans in air-conditioned spaces in Puerto Rico 
because the historic yearly average dew point temperatures exceed 60°F. 
Finally, the third hypothesis statement affirmed that the addition of heat pipe technology 
might be a solution to reduce humidity levels in Bayamon. The research results prove that 
heat pipe technology reduces humidity levels to acceptable standards while it saves 
energy because thermostat settings can be raised to 74°F.   
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Recommendations for Further Research 
 
The Bayamon Housing case is very common among high-humidity areas; however, it is 
not notable until mold begins to grow indoors. Many facility managers think that mold 
remediation is the solution to the problem; however it is not, because current technology 
provides the necessary tools, such as inexpensive electronic meters, so that the facility 
managers can make a better diagnosis of their high humidity problems.  
Some additional studies that could be performed to further the knowledge in this area are 
the following: 
A. Perform the same experiment with over-designed units and install electronic 
meters inside the evaporating and condensing units to track their energy consumption 
and compare this with different options such as properly sized units, heat pipe and 
traditional dehumidifiers. 
B. Continue to test with the addition of fresh air to provide the 15 cfm/person 
recommended in residential applications by ASHRAE-62 (2001), but this time with a 
mechanical thermostat so that the long cycles can help dehumidify the air. 
C. Install a desiccant system for residential applications and compare with properly 
sized units, heat pipe and traditional dehumidifiers. 
D. It would be interesting to perform this experiment while residents are living in the 
houses, and see how their personal high-humidity habits (such as plants inside the 




In indoor air quality terms, the main goal of a facility manager is to provide an 
environment that meets ASHRAE’s conditions of indoor humidity levels. However, 









Appendix A: Ambient conditions at San Juan Airport from November 
2003 thru April 2004  
 



























Appendix A: November 2003: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 87 80 72 75 70 69 93 78 63 0.2 Thunderstorm 
2 87 82 76 75 74 73 94 82 70 0.68 Fog , Rain 
3 88 83 77 77 74 74 91 80 68 0.02 Rain 
4 87 82 76 76 74 72 94 80 65 0.25 Rain 
5 88 82 76 76 72 70 100 80 59 0.5 Rain 
6 88 81 74 76 75 71 100 84 68 0.19 Thunderstorm 
7 89 82 75 77 74 73 97 83 68 0.15 Rain 
8 87 81 74 77 75 73 100 85 70 0.22 Thunderstorm 
9 84 79 73 76 74 72 100 87 74 0.86 Rain 
10 86 81 75 77 74 73 100 87 74 0.77 Thunderstorm 
11 85 80 75 76 74 72 100 87 74 0.14 Rain 
12 78 77 75 76 72 72 100 94 87 0.54 Rain 
13 82 79 75 77 74 74 100 90 79 1.27 Rain 
14 89 82 75 77 75 73 100 82 63 0.26 Rain 
15 85 80 75 77 76 75 100 87 74 0.7 Thunderstorm 
16 84 80 75 76 75 73 100 87 74 0.5 Rain 
17 82 79 76 78 75 74 100 90 79 1.83 Thunderstorm 
18 87 81 74 77 74 73 100 83 65 0.38 Rain 
19 84 79 73 75 74 72 100 85 70 0.01 Rain 
20 84 79 73 73 72 71 93 81 69 0   
21 86 80 73 76 72 70 93 77 61 0.18 Rain 
22 84 79 73 75 72 72 100 87 74 0.54 Rain 
23 84 79 73 75 72 72 100 85 69 0.02 Rain 
24 81 78 74 75 74 71 100 87 74 1 Rain 
25 83 78 73 74 74 69 100 83 65 0   
26 84 80 76 72 69 69 79 74 69 0   
27 84 81 78 72 70 69 79 72 65 0   
28 85 81 76 72 70 68 79 72 65 0   
29 85 79 72 73 72 71 93 79 65 0   
30 84 79 73 73 72 67 93 77 61 0.05 Rain
Averages 85.0 80.1 74.5 75.4 73.1 71.6 95.9 82.8 69.4
11.3 24.0
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
61
Appendix A: December 2003: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 85 78 71 73 70 68 87 76 65 0.03 Rain 
2 85 79 72 71 70 69 87 76 65 0.01 Rain 
3 84 78 72 71 70 67 93 78 63 0.01   
4 85 80 75 73 67 66 87 76 65 0 Rain 
5 82 78 74 74 70 70 100 83 65 0.82 Rain 
6 79 77 74 75 74 73 100 96 91 1.45 Rain 
7 84 80 75 76 74 73 94 82 70 0.32 Thunderstorm 
8 80 77 74 75 74 68 100 86 71 0.65 Rain 
9 82 79 76 70 68 63 74 66 58 0   
10 82 78 74 72 65 64 82 71 60 0 Rain 
11 83 79 74 76 71 70 100 85 69 0.22 Rain 
12 84 78 72 75 73 71 100 85 70 0   
13 84 79 74 75 72 72 94 91 87 0.13 Rain 
14 84 79 73 74 72 71 NR NR NR 0.07 Rain 
15 85 79 73 75 72 70 NR NR NR 0.01 Rain 
16 84 80 75 73 72 70 90 80 65 0   
17 84 80 75 74 73 71 NR NR NR 0.38 Rain 
18 85 79 73 73 72 69 NR NR NR 0   
19 84 77 70 73 69 68 NR NR NR 0.06   
20 86 80 73 73 70 64 NR NR NR 0   
21 84 79 74 75 72 71 NR NR NR 0   
22 85 79 72 72 71 70 NR NR NR 0.03   
23 84 79 73 72 71 69 NR NR NR 0.05   
24 83 78 72 74 71 70 NR NR NR 0   
25 84 78 72 74 72 71 NR NR NR 0.23 Rain 
26 83 78 73 75 72 71 NR NR NR 0.14 Rain 
27 82 77 72 75 73 70 94 85 76 0.29 Rain 
28 81 76 71 70 69 60 90 74 58 0.09 Rain 
29 80 75 70 65 62 58 79 67 54 0.21 Rain 
30 81 77 72 64 61 56 68 55 42 0 Rain 
31 81 75 69 68 63 58 84 69 54 0.05 Rain 
Averages 83.2 78.2 72.9 72.7 70.2 67.8 89.6 77.9 65.7
5.25 20
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
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Appendix A: January 2004: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 82 76 70 69 64 58 84 67 49 0.03 Rain 
2 79 75 71 71 68 66 93 81 69 0.19 Rain 
3 82 77 72 70 69 62 93 76 58 0.11 Rain 
4 80 76 72 70 67 63 90 76 62 0.03 Rain 
5 81 76 70 72 68 66 97 83 69 0.2 Rain 
6 78 75 72 73 70 68 100 88 76 0.61 Rain 
7 82 76 70 72 71 65 100 79 58 0.02 Rain 
8 81 75 68 71 69 67 97 83 69 0.02 Rain 
9 82 76 70 72 70 67 93 80 67 0.01   
10 83 76 69 73 68 67 100 85 69 0.04 Rain 
11 81 77 72 73 72 69 100 85 69 0.16 Rain 
12 81 77 72 72 69 68 100 84 67 0.07 Rain 
13 81 76 71 72 70 68 93 81 69 0   
14 81 76 71 73 69 69 93 84 74 0.09 Rain 
15 82 76 70 72 71 69 93 79 65 0.31 Rain 
16 82 76 70 72 69 67 93 81 69 0   
17 82 77 72 71 70 66 87 78 69 0   
18 81 76 71 72 66 66 93 81 69 0 Rain 
19 82 76 69 73 70 68 97 81 65 0   
20 84 79 73 75 72 70 94 82 69 0.03 Rain 
21 82 76 70 74 71 70 100 87 74 0   
22 82 77 71 73 71 70 93 81 69 0   
23 82 77 72 73 71 70 93 81 69 0   
24 82 77 72 72 70 63 93 76 58 0.04 Rain 
25 80 74 68 66 63 60 90 72 54 0   
26 81 75 69 66 64 61 84 68 51 0   
27 82 75 67 72 66 66 93 81 69 0 Rain 
28 86 78 70 74 70 68 97 79 61 0   
29 83 78 73 73 71 69 93 79 65 0   
30 84 76 68 70 67 65 93 76 58 0   
31 88 79 70 71 70 67 93 72 51 0
Averages 81.9 76.3 70.5 71.7 68.9 66.4 93.9 79.5 64.8
1.96 17
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
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Appendix A: February 2004: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 85 77 69 72 69 68 97 79 61 0   
2 81 77 72 73 71 70 94 84 74 0.18 Rain 
3 83 76 68 73 69 68 97 83 69 0.04 Rain 
4 83 79 74 71 71 66 87 73 58 0   
5 83 76 69 72 68 66 90 78 65 0   
6 83 78 72 73 68 65 93 76 58 0.45 Rain 
7 82 77 71 71 70 67 100 83 65 0.05   
8 84 77 69 73 69 67 97 81 65 0   
9 82 77 72 72 68 65 93 78 62 0.05 Rain 
10 83 78 72 71 70 65 100 78 55 0.13 Rain 
11 83 76 69 72 68 62 97 74 51 0   
12 83 78 72 70 69 65 87 73 58 0   
13 85 78 71 71 69 60 90 67 44 0.04 Rain 
14 82 77 72 72 70 68 100 84 67 0.17 Rain 
15 85 78 71 73 70 65 100 76 51 0.07 Rain 
16 85 78 71 73 72 68 100 80 59 0.05   
17 83 77 71 73 73 68 100 83 65 0.21 Rain 
18 81 75 68 72 68 67 93 81 69 0 Rain 
19 82 76 70 73 69 68 93 79 65 0   
20 81 77 72 72 70 69 93 81 69 0.1 Rain 
21 78 74 70 73 70 69 100 87 74 0.44 Rain 
22 83 76 69 72 70 67 100 81 62 0.01 Rain 
23 82 75 67 72 68 66 100 84 67 0   
24 83 77 70 70 70 65 93 76 58 0   
25 84 77 69 75 69 66 100 87 74 0 Rain 
26 84 79 73 76 70 68 94 80 65 0.16   
27 87 79 70 72 71 67 93 72 51 0   
28 84 78 71 71 68 66 93 75 60 0
Averages 83.0 77.0 70.5 72.3 69.5 66.5 95.5 79.0 62.2 0
2.15 14
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
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Appendix A: March 2004: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 82 78 73 67 66 62 79 67 54 0 Rain 
2 81 76 71 70 66 63 93 78 62 0.06 Rain 
3 82 78 74 88 67 62 82 70 58 0 Rain 
4 83 77 71 69 63 34 93 72 50 0.04 Rain 
5 84 79 74 68 63 46 79 67 54 0   
6 82 78 74 69 66 64 82 70 58 0   
7 83 78 73 70 68 66 87 73 58 0   
8 87 79 70 72 68 64 97 74 51 0   
9 85 77 69 74 69 66 94 82 69 0   
10 88 80 72 75 74 72 100 85 70 0 Rain 
11 85 80 75 76 74 74 100 87 74 0   
12 85 80 74 75 70 32 100 85 70 0.05 Rain 
13 84 79 74 75 72 71 100 85 69 0.01 Rain 
14 82 77 72 77 74 72 100 91 79 0.36 Rain 
15 81 77 73 75 70 63 96 86 72 0.06 Rain 
16 84 78 71 75 72 72 100 88 69 0 Rain 
17 86 78 70 77 74 73 100 87 74 0 Rain 
18 84 78 72 75 74 66 100 79 58 0 Rain 
19 83 78 73 72 70 66 93 78 62 0.06 Rain 
20 83 78 73 72 71 66 93 79 65 0.06 Rain 
21 84 78 71 70 67 66 90 74 58 0 Rain 
22 85 79 73 70 68 66 87 71 55 0 Rain 
23 84 77 70 71 68 67 90 74 58 0   
24 80 76 73 72 70 68 94 84 69 0.61 Rain 
25 83 78 72 72 70 68 93 78 63 0.34 Rain 
26 81 76 71 72 69 67 93 80 67 0.35 Rain 
27 80 76 71 70 69 65 94 79 62 0.45 Rain 
28 81 77 72 71 67 66 90 76 62 0.07 Rain 
29 80 75 69 70 67 66 97 82 67 0.55 Rain 
30 82 76 69 69 67 65 93 78 62 0.04 Rain 
31 82 77 71 69 66 65 84 71 58 0.04 Rain 
Averages 83.1 77.7 71.9 72.5 69.0 64.0 92.7 78.4 63.1
3.15 24
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
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Appendix A: April 2004: Recorded Conditions at San Juan International Airport
Date Precipitation Events 
high avg low high avg low high avg low sum
1 82 77 72 72 70 68 93 81 69 0.09 Rain 
2 87 78 69 70 68 65 97 73 48 0   
3 88 81 73 74 70 69 94 76 57 0.03 Rain 
4 82 77 72 74 72 70 93 86 79 0.02 Rain 
5 87 79 71 73 71 69 93 79 65 0   
6 85 80 74 73 71 68 93 76 59 0   
7 84 79 73 75 72 72 94 82 70 1.22 Rain 
8 85 79 73 75 73 69 100 83 65 0.02   
9 85 79 73 74 71 70 94 82 70 0   
10 84 79 73 73 73 71 94 82 69 0   
11 83 79 74 71 71 68 87 76 65 0   
12 84 79 73 70 69 66 87 75 62 0   
13 84 79 74 71 68 66 79 69 58 0   
14 84 78 72 67 65 60 84 66 47 0   
15 84 78 71 71 66 66 84 75 65 0   
16 85 79 73 72 69 67 87 71 55 0   
17 84 78 72 71 69 66 84 70 55 0   
18 85 80 75 75 70 70 88 77 65 0 Rain 
19 83 79 74 76 74 72 94 87 79 0.22 Thunderstorm 
20 83 78 73 75 72 69 100 85 69 0.6 Rain 
21 83 79 74 76 71 70 100 87 74 0.04 Rain 
22 86 81 76 75 73 70 94 82 70 0 Rain 
23 85 80 74 75 73 71 100 85 70 0.09 Rain 
24 84 79 74 74 72 72 94 82 70 0.09 Rain 
25 84 79 74 74 73 71 94 80 65 0.05 Rain 
26 85 79 73 75 73 70 94 80 65 0.05 Rain 
27 86 79 72 76 72 69 100 81 61 0.31 Rain 
28 87 81 75 76 72 69 94 76 57 0.08 Rain 
29 85 80 74 75 73 69 94 80 65 0.12 Rain 
30 84 79 74 72 69 68 87 76 65 0.04 Rain
Averages 84.6 79.0 73.1 73.3 70.8 68.7 92.3 78.7 64.4
3.07 17
Source: http://www.wunderground.com/history/airport/TJSJ/2003/11/1/DailyHistory.html
Sum (inches) // (#Days of rain)
Temperature Dew Point Humidity 
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Appendix B:  Comparison of Current versus Historic Average Conditions from November 2003 to April 2004
NOV NOV-03 % Change DEC DEC-03 % Change JAN JAN-04 % Change
Average Temperature (F) 80.0 80.1 0.1% 78.0 78.2 0.3% 77.0 76.3 -0.9%
Average High Temperature (F) 86.0 85.0 -1.1% 84.0 83.2 -1.0% 83.0 81.9 -1.3%
Average Low Temperature (F) 74.0 74.5 0.7% 72.0 72.9 1.2% 70.0 70.5 0.7%
Average number of rainy days 18.0 24.0 33.3% 19.0 20.0 5.3% 17.0 17.0 0.0%
Average Precipitation (inches) 5.8 11.26 94.1% 4.70 5.3 11.7% 3.0 1.96 -34.7%
Average Relative Humidity (%RH) 78.5 82.8 5.5% 76.5 77.9 1.9% 75.0 79.5 6.1%
Average Dew point (F) 71.0 73.1 3.0% 69.0 70.2 1.7% 67.0 68.9 2.8%
Average Cooling Degree Days 450.0 453.0 0.7% 406.0 409.0 0.7% 372.0 351.0 -5.6%
FEB FEB-04 % Change MAR MAR-04 % Change APR APR-04 % Change
6-Mth. NOV-








Average Temperature (F) 77.0 78.0 1.3% 78.0 77.7 -0.4% 80.0 79.0 -1.2% 78.3 78.2 -0.1%
Average High Temperature (F) 84.0 84.0 0.0% 85.0 83.1 -2.2% 86.0 84.6 -1.7% 84.7 83.6 -1.2%
Average Low Temperature (F) 70.0 71.0 1.4% 71.0 71.9 1.3% 73.0 73.1 0.2% 71.7 72.3 0.9%
Average number of rainy days 13.0 0.0 -100.0% 12.0 24.0 100.0% 13.0 17.0 30.8% 15.3 17.0 10.9%
Average Precipitation (inches) 2.2 0.00 -100.0% 2.3 3.15 37.0% 3.7 3.07 -17.0% 3.6 4.1 13.8%
Average Relative Humidity (%RH) 74.0 75.0 1.4% 73.0 78.4 7.4% 73.5 78.7 7.0% 75.1 78.7 4.9%
Average Dew point (F) 67.0 68.0 1.5% 67.0 69.0 3.0% 69.0 70.8 2.7% 68.3 70.0 2.4%
Average Cooling Degree Days 339.0 348.0 2.7% 403.0 392.0 -2.7% 432.0 421.0 -2.5% 400.3 395.7 -1.2%
Sources: http://www.weatherbase.com/weather/weatherall.pp3?s=062587&refer=&unitsunits=us and http://www.wunderground.com
               /history/airport/TJSJ/2003/11/1/DailyHistory.html
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Appendix C: Average ambient conditions outside of housing units P-2 
and V-2 
        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
11/10/03 12:00:00.0 63.8 73.84 11/12/03 21:00:00.0 82.7 74.53 11/15/03 06:00:00.0 85.2 74.875 11/17/03 15:00:00.0 81.2 78.01 11/20/03 00:00:00.0 80.55 74.53
11/10/03 13:00:00.0 63 73.84 11/12/03 22:00:00.0 82.7 74.53 11/15/03 07:00:00.0 85.2 75.92 11/17/03 16:00:00.0 81.2 77.66 11/20/03 01:00:00.0 80.6 73.84
11/10/03 14:00:00.0 62.5 73.84 11/12/03 23:00:00.0 82.7 75.22 11/15/03 08:00:00.0 83.5 77.31 11/17/03 17:00:00.0 81.2 76.965 11/20/03 02:00:00.0 80.6 73.84
11/10/03 15:00:00.0 62.1 73.84 11/13/03 00:00:00.0 82.7 74.875 11/15/03 09:00:00.0 81.2 78.01 11/17/03 18:00:00.0 81.9 76.62 11/20/03 03:00:00.0 80.6 73.15
11/10/03 16:00:00.0 61.4 73.84 11/13/03 01:00:00.0 82.7 74.875 11/15/03 10:00:00.0 78.65 79.06 11/17/03 19:00:00.0 82.7 76.27 11/20/03 04:00:00.0 80.6 72.805
11/10/03 17:00:00.0 60.95 73.84 11/13/03 02:00:00.0 83.5 75.22 11/15/03 11:00:00.0 77.95 80.115 11/17/03 20:00:00.0 82.7 76.27 11/20/03 05:00:00.0 80.6 72.46
11/10/03 18:00:00.0 60.4 73.15 11/13/03 03:00:00.0 83.5 75.22 11/15/03 12:00:00.0 75.85 80.825 11/17/03 21:00:00.0 83.5 76.27 11/20/03 06:00:00.0 80.6 72.46
11/10/03 19:00:00.0 60.1 72.805 11/13/03 04:00:00.0 84.35 75.22 11/15/03 13:00:00.0 76.3 81.18 11/17/03 22:00:00.0 82.7 75.92 11/20/03 07:00:00.0 82.7 73.84
11/10/03 20:00:00.0 59.7 72.46 11/13/03 05:00:00.0 84.35 75.22 11/15/03 14:00:00.0 75.4 81.18 11/17/03 23:00:00.0 82.7 75.57 11/20/03 08:00:00.0 81.2 75.92
11/10/03 21:00:00.0 59.45 72.46 11/13/03 06:00:00.0 84.35 75.22 11/15/03 15:00:00.0 76.85 79.41 11/18/03 00:00:00.0 83.5 75.22 11/20/03 09:00:00.0 78.6 77.31
11/10/03 22:00:00.0 59.3 72.46 11/13/03 07:00:00.0 85.2 74.875 11/15/03 16:00:00.0 80.5 78.71 11/18/03 01:00:00.0 84.35 74.875 11/20/03 10:00:00.0 74 78.71
11/10/03 23:00:00.0 59.15 72.46 11/13/03 08:00:00.0 85.2 75.22 11/15/03 17:00:00.0 79.25 78.01 11/18/03 02:00:00.0 84.35 74.875 11/20/03 11:00:00.0 73.5 79.765
11/11/03 00:00:00.0 59 72.46 11/13/03 09:00:00.0 84.35 75.22 11/15/03 18:00:00.0 80.55 77.31 11/18/03 03:00:00.0 84.35 74.185 11/20/03 12:00:00.0 75.3 79.41
11/11/03 01:00:00.0 58.85 72.46 11/13/03 10:00:00.0 83.5 75.92 11/15/03 19:00:00.0 81.9 78.01 11/18/03 04:00:00.0 85.2 74.185 11/20/03 13:00:00.0 72.65 80.825
11/11/03 02:00:00.0 58.75 72.46 11/13/03 11:00:00.0 83.5 76.27 11/15/03 20:00:00.0 81.2 77.31 11/18/03 05:00:00.0 85.2 74.185 11/20/03 14:00:00.0 70.25 81.54
11/11/03 03:00:00.0 58.65 72.46 11/13/03 12:00:00.0 83.5 76.965 11/15/03 21:00:00.0 82.7 76.62 11/18/03 06:00:00.0 85.2 74.185 11/20/03 15:00:00.0 68.55 81.54
11/11/03 04:00:00.0 58.65 72.46 11/13/03 13:00:00.0 82.7 77.31 11/15/03 22:00:00.0 83.5 76.965 11/18/03 07:00:00.0 84.35 75.57 11/20/03 16:00:00.0 66.7 80.83
11/11/03 05:00:00.0 58.55 72.115 11/13/03 14:00:00.0 83.5 76.965 11/15/03 23:00:00.0 82.7 76.62 11/18/03 08:00:00.0 81.9 76.965 11/20/03 17:00:00.0 72.7 78.71
11/11/03 06:00:00.0 58.5 72.46 11/13/03 15:00:00.0 84.35 76.27 11/16/03 00:00:00.0 82.7 75.92 11/18/03 09:00:00.0 79.1 78.71 11/20/03 18:00:00.0 75.2 77.66
11/11/03 07:00:00.0 58.75 72.46 11/13/03 16:00:00.0 85.2 75.57 11/16/03 01:00:00.0 84.35 75.57 11/18/03 10:00:00.0 77.35 79.765 11/20/03 19:00:00.0 77.55 76.965
11/11/03 08:00:00.0 59.05 73.15 11/13/03 17:00:00.0 85.2 75.22 11/16/03 02:00:00.0 82.7 75.22 11/18/03 11:00:00.0 83.5 77.31 11/20/03 20:00:00.0 78.2 76.27
11/11/03 09:00:00.0 59.35 73.15 11/13/03 18:00:00.0 85.2 74.53 11/16/03 03:00:00.0 82.7 75.22 11/18/03 12:00:00.0 82.7 76.965 11/20/03 21:00:00.0 78.7 75.57
11/11/03 10:00:00.0 59.85 73.15 11/13/03 19:00:00.0 85.2 74.53 11/16/03 04:00:00.0 83.5 75.22 11/18/03 13:00:00.0 85.2 76.27 11/20/03 22:00:00.0 79.3 75.22
11/11/03 11:00:00.0 60.1 73.495 11/13/03 20:00:00.0 84.35 74.53 11/16/03 05:00:00.0 81.9 76.27 11/18/03 14:00:00.0 82.7 78.36 11/20/03 23:00:00.0 79.3 74.53
11/11/03 12:00:00.0 60.4 73.495 11/13/03 21:00:00.0 85.2 74.185 11/16/03 06:00:00.0 80.5 76.27 11/18/03 15:00:00.0 78.3 80.83 11/21/03 00:00:00.0 79.3 74.53
11/11/03 13:00:00.0 60.75 73.495 11/13/03 22:00:00.0 85.2 74.185 11/16/03 07:00:00.0 79.2 76.965 11/18/03 16:00:00.0 77.85 80.12 11/21/03 01:00:00.0 79.9 73.84
11/11/03 14:00:00.0 60.9 73.495 11/13/03 23:00:00.0 85.2 74.185 11/16/03 08:00:00.0 76.4 77.66 11/18/03 17:00:00.0 79.95 78.01 11/21/03 02:00:00.0 79.9 73.84
11/11/03 15:00:00.0 61.15 73.84 11/14/03 00:00:00.0 85.2 74.53 11/16/03 09:00:00.0 76.35 78.36 11/18/03 18:00:00.0 82 76.965 11/21/03 03:00:00.0 79.3 73.495
11/11/03 16:00:00.0 61.4 73.495 11/14/03 01:00:00.0 85.2 74.185 11/16/03 10:00:00.0 75.8 79.06 11/18/03 19:00:00.0 82.7 76.62 11/21/03 04:00:00.0 77.7 73.495
11/11/03 17:00:00.0 61.6 73.15 11/14/03 02:00:00.0 84.35 74.185 11/16/03 11:00:00.0 75.8 79.41 11/18/03 20:00:00.0 84.35 75.92 11/21/03 05:00:00.0 77.1 72.805
11/11/03 18:00:00.0 61.6 73.15 11/14/03 03:00:00.0 84.35 74.185 11/16/03 12:00:00.0 77.4 78.71 11/18/03 21:00:00.0 84.35 76.27 11/21/03 06:00:00.0 78.75 72.805
11/11/03 19:00:00.0 61.9 73.15 11/14/03 04:00:00.0 84.35 74.185 11/16/03 13:00:00.0 74.35 79.765 11/18/03 22:00:00.0 82.7 75.92 11/21/03 07:00:00.0 78.1 75.22
11/11/03 20:00:00.0 61.9 73.15 11/14/03 05:00:00.0 84.35 74.185 11/16/03 14:00:00.0 74.35 79.41 11/18/03 23:00:00.0 82.7 75.22 11/21/03 08:00:00.0 77.55 76.965
11/11/03 21:00:00.0 61.9 73.15 11/14/03 06:00:00.0 85.2 74.53 11/16/03 15:00:00.0 75.8 78.71 11/19/03 00:00:00.0 82.7 74.875 11/21/03 09:00:00.0 75.6 78.01
11/11/03 22:00:00.0 62 72.46 11/14/03 07:00:00.0 85.2 74.53 11/16/03 16:00:00.0 75.4 78.01 11/19/03 01:00:00.0 84.35 74.53 11/21/03 10:00:00.0 72.95 79.06
11/11/03 23:00:00.0 61.8 72.46 11/14/03 08:00:00.0 85.2 74.875 11/16/03 17:00:00.0 76.4 77.66 11/19/03 02:00:00.0 84.35 74.185 11/21/03 11:00:00.0 69.9 80.825
11/12/03 00:00:00.0 61.65 72.46 11/14/03 09:00:00.0 85.2 76.27 11/16/03 18:00:00.0 76.4 77.66 11/19/03 03:00:00.0 84.35 74.185 11/21/03 12:00:00.0 71.8 80.115
11/12/03 01:00:00.0 61.45 72.46 11/14/03 10:00:00.0 83.5 76.965 11/16/03 19:00:00.0 78.6 77.31 11/19/03 04:00:00.0 84.35 74.185 11/21/03 13:00:00.0 69.5 82.61
11/12/03 02:00:00.0 61.25 72.46 11/14/03 11:00:00.0 83.5 76.965 11/16/03 20:00:00.0 78 76.965 11/19/03 05:00:00.0 83.55 73.495 11/21/03 14:00:00.0 70.55 81.18
11/12/03 03:00:00.0 61 72.115 11/14/03 12:00:00.0 78.65 79.765 11/16/03 21:00:00.0 78 76.965 11/19/03 06:00:00.0 83.55 73.495 11/21/03 15:00:00.0 78.8 79.77
11/12/03 04:00:00.0 60.95 72.46 11/14/03 13:00:00.0 76.1 79.415 11/16/03 22:00:00.0 79.85 76.965 11/19/03 07:00:00.0 84.35 74.185 11/21/03 16:00:00.0 80.5 79.065
11/12/03 05:00:00.0 60.65 72.46 11/14/03 14:00:00.0 74.4 79.065 11/16/03 23:00:00.0 81.9 76.27 11/19/03 08:00:00.0 83.5 76.27 11/21/03 17:00:00.0 78.6 78.01
11/12/03 06:00:00.0 60.7 72.115 11/14/03 15:00:00.0 73.05 80.12 11/17/03 00:00:00.0 83.5 76.27 11/19/03 09:00:00.0 81.9 77.66 11/21/03 18:00:00.0 76.95 76.965
11/12/03 07:00:00.0 60.8 72.46 11/14/03 16:00:00.0 73.65 79.77 11/17/03 01:00:00.0 81.9 76.27 11/19/03 10:00:00.0 80.5 78.71 11/21/03 19:00:00.0 77.45 76.965
11/12/03 08:00:00.0 60.85 73.15 11/14/03 17:00:00.0 77.55 77.66 11/17/03 02:00:00.0 83.5 75.92 11/19/03 11:00:00.0 77.35 80.115 11/21/03 20:00:00.0 77.45 76.27
11/12/03 09:00:00.0 60.7 73.15 11/14/03 18:00:00.0 77.05 77.66 11/17/03 03:00:00.0 83.5 75.57 11/19/03 12:00:00.0 75.25 80.47 11/21/03 21:00:00.0 77.45 76.27
11/12/03 10:00:00.0 61.15 73.495 11/14/03 19:00:00.0 78.7 76.965 11/17/03 04:00:00.0 84.35 75.22 11/19/03 13:00:00.0 73.1 80.825 11/21/03 22:00:00.0 79.2 75.92
11/12/03 11:00:00.0 64.7 77.31 11/14/03 20:00:00.0 79.95 76.965 11/17/03 05:00:00.0 85.2 75.22 11/19/03 14:00:00.0 70.95 81.895 11/21/03 23:00:00.0 79.85 75.22
11/12/03 12:00:00.0 72.15 77.315 11/14/03 21:00:00.0 80.55 76.27 11/17/03 06:00:00.0 86.2 75.22 11/19/03 15:00:00.0 70.85 81.18 11/22/03 00:00:00.0 79.2 75.22
11/12/03 13:00:00.0 81.9 75.22 11/14/03 22:00:00.0 81.2 76.27 11/17/03 07:00:00.0 86.2 75.57 11/19/03 16:00:00.0 69.25 80.475 11/22/03 01:00:00.0 80.5 75.22
11/12/03 14:00:00.0 81.9 75.22 11/14/03 23:00:00.0 82.7 76.27 11/17/03 08:00:00.0 85.2 75.57 11/19/03 17:00:00.0 73.35 78.71 11/22/03 02:00:00.0 81.9 74.875
11/12/03 15:00:00.0 82.7 75.22 11/15/03 00:00:00.0 82.7 75.92 11/17/03 09:00:00.0 86.2 75.22 11/19/03 18:00:00.0 74.65 78.01 11/22/03 03:00:00.0 81.9 75.22
11/12/03 16:00:00.0 81.9 75.22 11/15/03 01:00:00.0 84.35 75.92 11/17/03 10:00:00.0 85.2 75.57 11/19/03 19:00:00.0 78.7 77.315 11/22/03 04:00:00.0 81.9 74.875
11/12/03 17:00:00.0 81.2 74.53 11/15/03 02:00:00.0 84.35 75.22 11/17/03 11:00:00.0 85.2 76.27 11/19/03 20:00:00.0 78.7 76.62 11/22/03 05:00:00.0 81.9 74.53
11/12/03 18:00:00.0 81.9 74.53 11/15/03 03:00:00.0 84.35 75.22 11/17/03 12:00:00.0 85.2 76.965 11/19/03 21:00:00.0 80.55 75.92 11/22/03 06:00:00.0 83.5 74.53
11/12/03 19:00:00.0 81.2 74.53 11/15/03 04:00:00.0 84.35 75.22 11/17/03 13:00:00.0 82.7 77.66 11/19/03 22:00:00.0 81.2 75.92 11/22/03 07:00:00.0 83.5 75.57
11/12/03 20:00:00.0 82.7 74.53 11/15/03 05:00:00.0 84.35 75.22 11/17/03 14:00:00.0 81.2 78.36 11/19/03 23:00:00.0 81.2 75.22 11/22/03 08:00:00.0 81.9 76.965
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
11/22/03 09:00:00.0 78 78.36 11/24/03 18:00:00.0 85.2 75.57 11/27/03 03:00:00.0 76.55 75.225 11/29/03 12:00:00.0 71.15 80.12 12/01/03 21:00:00.0 75.6 75.22
11/22/03 10:00:00.0 77.4 78.36 11/24/03 19:00:00.0 84.35 75.22 11/27/03 04:00:00.0 79.85 74.875 11/29/03 13:00:00.0 70.75 80.475 12/01/03 22:00:00.0 77.55 73.84
11/22/03 11:00:00.0 76.35 78.71 11/24/03 20:00:00.0 85.2 74.875 11/27/03 05:00:00.0 78.2 75.225 11/29/03 14:00:00.0 68.25 80.83 12/01/03 23:00:00.0 78.2 73.15
11/22/03 12:00:00.0 77.45 77.66 11/24/03 21:00:00.0 85.2 74.875 11/27/03 06:00:00.0 78.9 75.225 11/29/03 15:00:00.0 67.3 80.48 12/02/03 00:00:00.0 78.75 72.46
11/22/03 13:00:00.0 79.85 77.31 11/24/03 22:00:00.0 85.2 74.875 11/27/03 07:00:00.0 75.05 75.92 11/29/03 16:00:00.0 68.8 79.415 12/02/03 01:00:00.0 78.75 72.46
11/22/03 14:00:00.0 85.2 76.27 11/24/03 23:00:00.0 85.2 74.875 11/27/03 08:00:00.0 74.95 77.66 11/29/03 17:00:00.0 70.7 77.66 12/02/03 02:00:00.0 79.3 72.115
11/22/03 15:00:00.0 83.5 75.57 11/25/03 00:00:00.0 85.2 74.185 11/27/03 09:00:00.0 72.8 78.01 11/29/03 18:00:00.0 73.7 76.965 12/02/03 03:00:00.0 79.3 71.77
11/22/03 16:00:00.0 85.2 74.875 11/25/03 01:00:00.0 85.2 74.185 11/27/03 10:00:00.0 71.65 78.36 11/29/03 19:00:00.0 75.45 76.615 12/02/03 04:00:00.0 79.4 71.08
11/22/03 17:00:00.0 85.2 74.185 11/25/03 02:00:00.0 85.2 73.495 11/27/03 11:00:00.0 72.3 79.41 11/29/03 20:00:00.0 76.55 75.92 12/02/03 05:00:00.0 79.4 71.08
11/22/03 18:00:00.0 85.2 74.185 11/25/03 03:00:00.0 84.35 73.15 11/27/03 12:00:00.0 70.1 79.41 11/29/03 21:00:00.0 78.65 74.875 12/02/03 06:00:00.0 79.4 71.08
11/22/03 19:00:00.0 85.2 74.185 11/25/03 04:00:00.0 84.35 72.805 11/27/03 13:00:00.0 70.1 79.41 11/29/03 22:00:00.0 79.3 74.53 12/02/03 07:00:00.0 80.6 72.46
11/22/03 20:00:00.0 83.5 74.185 11/25/03 05:00:00.0 83.5 72.805 11/27/03 14:00:00.0 70.8 79.41 11/29/03 23:00:00.0 79.3 73.84 12/02/03 08:00:00.0 79.85 74.53
11/22/03 21:00:00.0 84.35 74.185 11/25/03 06:00:00.0 83.5 72.805 11/27/03 15:00:00.0 66.85 81.18 11/30/03 00:00:00.0 79.85 74.185 12/02/03 09:00:00.0 75 76.27
11/22/03 22:00:00.0 83.5 74.185 11/25/03 07:00:00.0 84.35 73.84 11/27/03 16:00:00.0 66.9 80.12 11/30/03 01:00:00.0 80.6 73.84 12/02/03 10:00:00.0 69.7 76.62
11/22/03 23:00:00.0 83.5 74.185 11/25/03 08:00:00.0 81.9 75.225 11/27/03 17:00:00.0 70.7 78.01 11/30/03 02:00:00.0 81.25 73.15 12/02/03 11:00:00.0 70.95 77.66
11/23/03 00:00:00.0 83.5 73.84 11/25/03 09:00:00.0 76.95 77.66 11/27/03 18:00:00.0 74.05 78.01 11/30/03 03:00:00.0 81.25 72.805 12/02/03 12:00:00.0 65.65 79.415
11/23/03 01:00:00.0 82.7 73.84 11/25/03 10:00:00.0 74.4 79.06 11/27/03 19:00:00.0 74.05 77.31 11/30/03 04:00:00.0 81.25 73.15 12/02/03 13:00:00.0 67.7 80.125
11/23/03 02:00:00.0 83.5 73.495 11/25/03 11:00:00.0 71.6 79.415 11/27/03 20:00:00.0 76.4 77.31 11/30/03 05:00:00.0 81.9 73.15 12/02/03 14:00:00.0 65.15 80.48
11/23/03 03:00:00.0 83.5 73.495 11/25/03 12:00:00.0 69.5 80.115 11/27/03 21:00:00.0 75.45 76.965 11/30/03 06:00:00.0 82.7 72.805 12/02/03 15:00:00.0 63.7 80.84
11/23/03 04:00:00.0 85.2 73.495 11/25/03 13:00:00.0 69.15 80.115 11/27/03 22:00:00.0 76.4 76.965 11/30/03 07:00:00.0 82.7 73.84 12/02/03 16:00:00.0 66.75 78.715
11/23/03 05:00:00.0 85.2 73.84 11/25/03 14:00:00.0 70.2 78.36 11/27/03 23:00:00.0 75.45 76.965 11/30/03 08:00:00.0 81.9 75.92 12/02/03 17:00:00.0 68.3 77.315
11/23/03 06:00:00.0 85.2 73.495 11/25/03 15:00:00.0 71.25 78.01 11/28/03 00:00:00.0 75 76.62 11/30/03 09:00:00.0 76.4 76.965 12/02/03 18:00:00.0 69.75 76.965
11/23/03 07:00:00.0 85.2 74.875 11/25/03 16:00:00.0 72.05 77.66 11/28/03 01:00:00.0 73.7 76.27 11/30/03 10:00:00.0 70.65 77.66 12/02/03 19:00:00.0 71.8 76.615
11/23/03 08:00:00.0 83.5 75.57 11/25/03 17:00:00.0 72.45 77.31 11/28/03 02:00:00.0 74.55 76.27 11/30/03 11:00:00.0 72.05 77.66 12/02/03 20:00:00.0 75 76.27
11/23/03 09:00:00.0 79.2 77.66 11/25/03 18:00:00.0 72.85 76.965 11/28/03 03:00:00.0 72.15 75.57 11/30/03 12:00:00.0 69.9 78.01 12/02/03 21:00:00.0 76.45 75.57
11/23/03 10:00:00.0 78.55 78.01 11/25/03 19:00:00.0 72.85 76.965 11/28/03 04:00:00.0 77 74.185 11/30/03 13:00:00.0 72.35 78.36 12/02/03 22:00:00.0 77 74.53
11/23/03 11:00:00.0 74 79.065 11/25/03 20:00:00.0 72.85 76.965 11/28/03 05:00:00.0 79.3 73.495 11/30/03 14:00:00.0 70.5 78.71 12/02/03 23:00:00.0 78.7 73.84
11/23/03 12:00:00.0 74.9 79.415 11/25/03 21:00:00.0 72.05 76.965 11/28/03 06:00:00.0 78.75 72.805 11/30/03 15:00:00.0 66.1 78.71 12/03/03 00:00:00.0 79.35 73.15
11/23/03 13:00:00.0 72.4 80.48 11/25/03 22:00:00.0 72.45 76.965 11/28/03 07:00:00.0 80.5 74.185 11/30/03 16:00:00.0 67.05 78.715 12/03/03 01:00:00.0 78.75 72.46
11/23/03 14:00:00.0 69.85 81.545 11/25/03 23:00:00.0 73.7 76.27 11/28/03 08:00:00.0 78.05 76.27 11/30/03 17:00:00.0 69.75 76.965 12/03/03 02:00:00.0 79.95 72.46
11/23/03 15:00:00.0 70.75 80.475 11/26/03 00:00:00.0 80.5 75.57 11/28/03 09:00:00.0 74.45 77.66 11/30/03 18:00:00.0 69.1 76.62 12/03/03 03:00:00.0 79.95 71.77
11/23/03 16:00:00.0 74.1 78.71 11/26/03 01:00:00.0 80.5 74.875 11/28/03 10:00:00.0 70.45 78.71 11/30/03 19:00:00.0 71.05 76.27 12/03/03 04:00:00.0 78.9 71.425
11/23/03 17:00:00.0 75.45 77.66 11/26/03 02:00:00.0 81.9 74.185 11/28/03 11:00:00.0 67.75 79.765 11/30/03 20:00:00.0 72.9 75.92 12/03/03 05:00:00.0 78.75 71.425
11/23/03 18:00:00.0 78.05 77.66 11/26/03 03:00:00.0 81.9 74.185 11/28/03 12:00:00.0 67.4 80.47 11/30/03 21:00:00.0 75.15 74.875 12/03/03 06:00:00.0 79.35 71.425
11/23/03 19:00:00.0 78 77.31 11/26/03 04:00:00.0 81.9 74.185 11/28/03 13:00:00.0 64.2 80.825 11/30/03 22:00:00.0 77.6 73.15 12/03/03 07:00:00.0 80.6 72.46
11/23/03 20:00:00.0 80.55 76.62 11/26/03 05:00:00.0 81.9 73.495 11/28/03 14:00:00.0 63.1 81.54 11/30/03 23:00:00.0 78.1 73.15 12/03/03 08:00:00.0 76 74.53
11/23/03 21:00:00.0 81.9 76.27 11/26/03 06:00:00.0 80.55 73.84 11/28/03 15:00:00.0 64.25 81.545 12/01/03 00:00:00.0 78.75 72.805 12/03/03 09:00:00.0 72.15 75.92
11/23/03 22:00:00.0 84.35 75.92 11/26/03 07:00:00.0 79.85 74.875 11/28/03 16:00:00.0 65.6 80.475 12/01/03 01:00:00.0 78.75 72.46 12/03/03 10:00:00.0 64.9 77.66
11/23/03 23:00:00.0 84.35 75.22 11/26/03 08:00:00.0 76.4 76.965 11/28/03 17:00:00.0 68.25 78.01 12/01/03 02:00:00.0 79.3 71.77 12/03/03 11:00:00.0 64.4 78.71
11/24/03 00:00:00.0 84.35 75.22 11/26/03 09:00:00.0 75.4 76.965 11/28/03 18:00:00.0 68 77.66 12/01/03 03:00:00.0 79.35 71.425 12/03/03 12:00:00.0 65.65 79.415
11/24/03 01:00:00.0 84.35 74.53 11/26/03 10:00:00.0 74 78.71 11/28/03 19:00:00.0 71.4 76.965 12/01/03 04:00:00.0 78.75 71.425 12/03/03 13:00:00.0 63.2 77.66
11/24/03 02:00:00.0 84.35 74.185 11/26/03 11:00:00.0 73.5 79.06 11/28/03 20:00:00.0 75 75.57 12/01/03 05:00:00.0 79.4 71.08 12/03/03 14:00:00.0 64.15 79.77
11/24/03 03:00:00.0 84.35 73.84 11/26/03 12:00:00.0 71.9 79.41 11/28/03 21:00:00.0 76.5 74.53 12/01/03 06:00:00.0 79.4 70.735 12/03/03 15:00:00.0 64.35 79.065
11/24/03 04:00:00.0 84.35 73.84 11/26/03 13:00:00.0 71.45 80.825 11/28/03 22:00:00.0 77.55 73.84 12/01/03 07:00:00.0 79.95 72.115 12/03/03 16:00:00.0 65.55 78.01
11/24/03 05:00:00.0 84.35 74.185 11/26/03 14:00:00.0 69.85 80.115 11/28/03 23:00:00.0 78.2 73.495 12/01/03 08:00:00.0 78.1 73.84 12/03/03 17:00:00.0 71.4 76.965
11/24/03 06:00:00.0 85.2 74.185 11/26/03 15:00:00.0 71.2 80.115 11/29/03 00:00:00.0 78.2 73.15 12/01/03 09:00:00.0 76.95 75.92 12/03/03 18:00:00.0 68 76.62
11/24/03 07:00:00.0 85.2 74.875 11/26/03 16:00:00.0 71.65 78.36 11/29/03 01:00:00.0 78.7 73.15 12/01/03 10:00:00.0 81.2 75.92 12/03/03 19:00:00.0 69.75 76.27
11/24/03 08:00:00.0 83.5 75.92 11/26/03 17:00:00.0 73.2 78.01 11/29/03 02:00:00.0 78.75 72.46 12/01/03 11:00:00.0 75.45 76.965 12/03/03 20:00:00.0 75.5 75.57
11/24/03 09:00:00.0 80.5 76.965 11/26/03 18:00:00.0 73.6 77.66 11/29/03 03:00:00.0 78.75 72.46 12/01/03 12:00:00.0 72 78.36 12/03/03 21:00:00.0 75.5 75.57
11/24/03 10:00:00.0 79.2 77.66 11/26/03 19:00:00.0 72.8 77.31 11/29/03 04:00:00.0 78.75 71.77 12/01/03 13:00:00.0 69.6 78.715 12/03/03 22:00:00.0 72.2 75.57
11/24/03 11:00:00.0 78 78.01 11/26/03 20:00:00.0 74.05 77.31 11/29/03 05:00:00.0 78.75 71.77 12/01/03 14:00:00.0 70.95 79.77 12/03/03 23:00:00.0 72.95 75.22
11/24/03 12:00:00.0 75.9 78.36 11/26/03 21:00:00.0 74.5 76.965 11/29/03 06:00:00.0 79.95 71.77 12/01/03 15:00:00.0 65.6 80.48 12/04/03 00:00:00.0 72.2 75.22
11/24/03 13:00:00.0 75.9 78.01 11/26/03 22:00:00.0 74.5 76.965 11/29/03 07:00:00.0 80.6 72.46 12/01/03 16:00:00.0 66.8 79.065 12/04/03 01:00:00.0 72.2 74.875
11/24/03 14:00:00.0 76.9 77.66 11/26/03 23:00:00.0 74.95 76.965 11/29/03 08:00:00.0 81.9 74.875 12/01/03 17:00:00.0 70.45 77.315 12/04/03 02:00:00.0 72.6 74.53
11/24/03 15:00:00.0 77.45 77.31 11/27/03 00:00:00.0 75.45 76.27 11/29/03 09:00:00.0 77.45 76.965 12/01/03 18:00:00.0 71.1 76.615 12/04/03 03:00:00.0 71.9 74.53
11/24/03 16:00:00.0 78 76.965 11/27/03 01:00:00.0 77.5 75.225 11/29/03 10:00:00.0 74.05 77.66 12/01/03 19:00:00.0 74.25 75.92 12/04/03 04:00:00.0 73 74.53
11/24/03 17:00:00.0 83.5 75.57 11/27/03 02:00:00.0 75.55 75.225 11/29/03 11:00:00.0 71.55 78.71 12/01/03 20:00:00.0 76.5 75.22 12/04/03 05:00:00.0 74.65 74.53
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
12/04/03 06:00:00.0 76 73.84 12/06/03 15:00:00.0 85.2 73.84 12/09/03 00:00:00.0 79.45 74.875 12/11/03 09:00:00.0 84.35 76.62 12/13/03 18:00:00.0 82.7 76.27
12/04/03 07:00:00.0 75.1 74.53 12/06/03 16:00:00.0 85.2 73.84 12/09/03 01:00:00.0 77.6 74.875 12/11/03 10:00:00.0 80.55 76.965 12/13/03 19:00:00.0 84.35 75.57
12/04/03 08:00:00.0 75 75.92 12/06/03 17:00:00.0 86.2 73.84 12/09/03 02:00:00.0 79.45 73.84 12/11/03 11:00:00.0 79.25 77.66 12/13/03 20:00:00.0 84.35 75.22
12/04/03 09:00:00.0 70.3 78.01 12/06/03 18:00:00.0 87.2 73.84 12/09/03 03:00:00.0 84.35 72.805 12/11/03 12:00:00.0 80.5 77.66 12/13/03 21:00:00.0 84.35 75.22
12/04/03 10:00:00.0 67.3 78.36 12/06/03 19:00:00.0 87.2 73.84 12/09/03 04:00:00.0 84.35 72.805 12/11/03 13:00:00.0 87.25 76.965 12/13/03 22:00:00.0 85.2 74.53
12/04/03 11:00:00.0 67.8 78.71 12/06/03 20:00:00.0 87.2 74.185 12/09/03 05:00:00.0 83.5 72.805 12/11/03 14:00:00.0 77.6 79.77 12/13/03 23:00:00.0 86.2 74.185
12/04/03 12:00:00.0 68.85 79.765 12/06/03 21:00:00.0 87.2 73.84 12/09/03 06:00:00.0 82.7 72.46 12/11/03 15:00:00.0 73.35 79.775 12/14/03 00:00:00.0 85.2 73.84
12/04/03 13:00:00.0 73.55 79.415 12/06/03 22:00:00.0 87.2 74.185 12/09/03 07:00:00.0 83.5 72.805 12/11/03 16:00:00.0 74.05 79.065 12/14/03 01:00:00.0 86.2 73.84
12/04/03 14:00:00.0 71.25 78.36 12/06/03 23:00:00.0 87.2 74.53 12/09/03 08:00:00.0 84.35 73.495 12/11/03 17:00:00.0 79.4 77.315 12/14/03 02:00:00.0 84.35 73.84
12/04/03 15:00:00.0 71.6 78.01 12/07/03 00:00:00.0 87.2 74.53 12/09/03 09:00:00.0 77.1 74.875 12/11/03 18:00:00.0 79.25 76.615 12/14/03 03:00:00.0 83.5 73.84
12/04/03 16:00:00.0 72.8 77.31 12/07/03 01:00:00.0 89.5 74.185 12/09/03 10:00:00.0 73.75 75.57 12/11/03 19:00:00.0 80.55 75.92 12/14/03 04:00:00.0 83.5 73.84
12/04/03 17:00:00.0 75.95 75.92 12/07/03 02:00:00.0 88.35 74.53 12/09/03 11:00:00.0 71.5 76.615 12/11/03 20:00:00.0 82.7 75.22 12/14/03 05:00:00.0 83.5 73.495
12/04/03 18:00:00.0 78.65 74.875 12/07/03 03:00:00.0 87.2 74.53 12/09/03 12:00:00.0 69.8 77.31 12/11/03 21:00:00.0 83.5 74.53 12/14/03 06:00:00.0 85.2 73.15
12/04/03 19:00:00.0 77 74.53 12/07/03 04:00:00.0 87.2 75.22 12/09/03 13:00:00.0 67.05 78.01 12/11/03 22:00:00.0 84.35 74.185 12/14/03 07:00:00.0 84.35 74.53
12/04/03 20:00:00.0 78.7 74.185 12/07/03 05:00:00.0 87.2 75.22 12/09/03 14:00:00.0 65.35 78.01 12/11/03 23:00:00.0 84.35 73.84 12/14/03 08:00:00.0 81.2 75.57
12/04/03 21:00:00.0 80.5 74.53 12/07/03 06:00:00.0 87.2 75.22 12/09/03 15:00:00.0 65.55 77.66 12/12/03 00:00:00.0 85.2 73.15 12/14/03 09:00:00.0 80.5 76.965
12/04/03 22:00:00.0 81.9 73.84 12/07/03 07:00:00.0 87.2 75.22 12/09/03 16:00:00.0 65.4 77.31 12/12/03 01:00:00.0 84.35 73.15 12/14/03 10:00:00.0 80.5 77.31
12/04/03 23:00:00.0 79.95 73.495 12/07/03 08:00:00.0 85.2 75.92 12/09/03 17:00:00.0 66 75.92 12/12/03 02:00:00.0 84.35 72.46 12/14/03 11:00:00.0 75.85 78.71
12/05/03 00:00:00.0 79.95 73.495 12/07/03 09:00:00.0 83.5 76.62 12/09/03 18:00:00.0 68.3 75.57 12/12/03 03:00:00.0 84.35 72.46 12/14/03 12:00:00.0 73.5 79.765
12/05/03 01:00:00.0 80.6 72.805 12/07/03 10:00:00.0 82.7 76.965 12/09/03 19:00:00.0 67 75.57 12/12/03 04:00:00.0 85.2 72.46 12/14/03 13:00:00.0 75.4 78.01
12/05/03 02:00:00.0 80.6 72.115 12/07/03 11:00:00.0 82.7 77.31 12/09/03 20:00:00.0 67.55 75.57 12/12/03 05:00:00.0 83.5 72.115 12/14/03 14:00:00.0 72.3 80.475
12/05/03 03:00:00.0 81.3 72.115 12/07/03 12:00:00.0 79.25 77.66 12/09/03 21:00:00.0 67.6 75.225 12/12/03 06:00:00.0 83.5 71.77 12/14/03 15:00:00.0 74.95 79.77
12/05/03 04:00:00.0 81.3 72.115 12/07/03 13:00:00.0 76.9 78.36 12/09/03 22:00:00.0 68.4 74.875 12/12/03 07:00:00.0 85.2 72.805 12/14/03 16:00:00.0 75 78.01
12/05/03 05:00:00.0 81.3 72.115 12/07/03 14:00:00.0 77.45 79.06 12/09/03 23:00:00.0 67.1 74.53 12/12/03 08:00:00.0 85.2 74.185 12/14/03 17:00:00.0 76.95 77.31
12/05/03 06:00:00.0 81.95 72.115 12/07/03 15:00:00.0 77 78.71 12/10/03 00:00:00.0 67.35 74.53 12/12/03 09:00:00.0 83.5 76.615 12/14/03 18:00:00.0 78.6 75.92
12/05/03 07:00:00.0 83.5 73.15 12/07/03 16:00:00.0 78.05 77.66 12/10/03 01:00:00.0 73.75 73.495 12/12/03 10:00:00.0 79.85 76.965 12/14/03 19:00:00.0 78.6 75.92
12/05/03 08:00:00.0 82.7 74.875 12/07/03 17:00:00.0 81.2 76.965 12/10/03 02:00:00.0 77.15 72.115 12/12/03 11:00:00.0 79.8 78.01 12/14/03 20:00:00.0 81.2 75.22
12/05/03 09:00:00.0 79.85 76.27 12/07/03 18:00:00.0 86.2 76.27 12/10/03 03:00:00.0 78.25 71.77 12/12/03 12:00:00.0 76.85 79.415 12/14/03 21:00:00.0 82.7 74.53
12/05/03 10:00:00.0 78 76.965 12/07/03 19:00:00.0 87.2 75.92 12/10/03 04:00:00.0 78.2 71.08 12/12/03 13:00:00.0 74.45 79.415 12/14/03 22:00:00.0 81.9 74.185
12/05/03 11:00:00.0 76.9 77.66 12/07/03 20:00:00.0 88.35 75.57 12/10/03 05:00:00.0 78.2 71.08 12/12/03 14:00:00.0 76.95 79.765 12/14/03 23:00:00.0 83.5 73.495
12/05/03 12:00:00.0 75.9 77.66 12/07/03 21:00:00.0 89.5 75.22 12/10/03 06:00:00.0 78.8 70.735 12/12/03 15:00:00.0 76.95 80.125 12/15/03 00:00:00.0 83.5 73.495
12/05/03 13:00:00.0 72.4 77.66 12/07/03 22:00:00.0 89.5 75.22 12/10/03 07:00:00.0 78.8 71.425 12/12/03 16:00:00.0 76.1 79.415 12/15/03 01:00:00.0 83.5 73.15
12/05/03 14:00:00.0 74 77.31 12/07/03 23:00:00.0 88.35 75.22 12/10/03 08:00:00.0 78.7 73.495 12/12/03 17:00:00.0 79.25 77.66 12/15/03 02:00:00.0 85.2 73.495
12/05/03 15:00:00.0 74.05 76.965 12/08/03 00:00:00.0 87.2 74.875 12/10/03 09:00:00.0 75.05 75.57 12/12/03 18:00:00.0 80.55 76.965 12/15/03 03:00:00.0 84.35 72.46
12/05/03 16:00:00.0 74.55 76.62 12/08/03 01:00:00.0 87.2 74.53 12/10/03 10:00:00.0 74.2 76.965 12/12/03 19:00:00.0 81.2 76.27 12/15/03 04:00:00.0 83.5 72.115
12/05/03 17:00:00.0 78 76.27 12/08/03 02:00:00.0 87.2 74.53 12/10/03 11:00:00.0 71.35 77.31 12/12/03 20:00:00.0 82.7 75.57 12/15/03 05:00:00.0 82.75 71.77
12/05/03 18:00:00.0 79.2 75.92 12/08/03 03:00:00.0 87.2 74.53 12/10/03 12:00:00.0 74.55 76.62 12/12/03 21:00:00.0 84.35 75.22 12/15/03 06:00:00.0 81.95 71.77
12/05/03 19:00:00.0 81.2 75.57 12/08/03 04:00:00.0 88.35 74.53 12/10/03 13:00:00.0 72.9 76.965 12/12/03 22:00:00.0 85.2 74.875 12/15/03 07:00:00.0 83.5 72.805
12/05/03 20:00:00.0 81.9 75.22 12/08/03 05:00:00.0 88.35 74.185 12/10/03 14:00:00.0 78.05 75.57 12/12/03 23:00:00.0 85.2 74.53 12/15/03 08:00:00.0 81.2 74.53
12/05/03 21:00:00.0 83.5 74.53 12/08/03 06:00:00.0 88.35 74.185 12/10/03 15:00:00.0 75.45 75.92 12/13/03 00:00:00.0 84.35 73.84 12/15/03 09:00:00.0 79.85 76.62
12/05/03 22:00:00.0 85.2 74.53 12/08/03 07:00:00.0 88.35 74.53 12/10/03 16:00:00.0 76 75.22 12/13/03 01:00:00.0 83.5 73.15 12/15/03 10:00:00.0 77.05 78.01
12/05/03 23:00:00.0 85.2 73.84 12/08/03 08:00:00.0 88.35 74.875 12/10/03 17:00:00.0 77.55 74.875 12/13/03 02:00:00.0 83.5 73.15 12/15/03 11:00:00.0 74.1 78.715
12/06/03 00:00:00.0 85.2 73.84 12/08/03 09:00:00.0 88.35 74.53 12/10/03 18:00:00.0 77.55 74.875 12/13/03 03:00:00.0 83.5 73.15 12/15/03 12:00:00.0 73.2 80.475
12/06/03 01:00:00.0 85.2 74.185 12/08/03 10:00:00.0 88.35 75.92 12/10/03 19:00:00.0 78.1 74.53 12/13/03 04:00:00.0 85.2 73.15 12/15/03 13:00:00.0 69.1 80.825
12/06/03 02:00:00.0 86.2 73.84 12/08/03 11:00:00.0 86.2 75.22 12/10/03 20:00:00.0 79.85 74.185 12/13/03 05:00:00.0 84.35 72.46 12/15/03 14:00:00.0 73.95 81.54
12/06/03 03:00:00.0 86.2 73.84 12/08/03 12:00:00.0 85.2 75.22 12/10/03 21:00:00.0 78.7 74.185 12/13/03 06:00:00.0 85.2 72.46 12/15/03 15:00:00.0 71.15 82.62
12/06/03 04:00:00.0 87.2 74.185 12/08/03 13:00:00.0 87.2 75.22 12/10/03 22:00:00.0 78.7 73.84 12/13/03 07:00:00.0 85.2 73.495 12/15/03 16:00:00.0 68.3 80.84
12/06/03 05:00:00.0 87.2 74.185 12/08/03 14:00:00.0 87.2 75.22 12/10/03 23:00:00.0 79.95 73.495 12/13/03 08:00:00.0 87.2 74.875 12/15/03 17:00:00.0 72.7 78.36
12/06/03 06:00:00.0 87.2 73.84 12/08/03 15:00:00.0 87.2 74.875 12/11/03 00:00:00.0 79.95 73.15 12/13/03 09:00:00.0 83.5 76.62 12/15/03 18:00:00.0 75.15 77.665
12/06/03 07:00:00.0 87.2 73.84 12/08/03 16:00:00.0 87.2 74.53 12/11/03 01:00:00.0 82.05 72.805 12/13/03 10:00:00.0 81.9 76.965 12/15/03 19:00:00.0 77.05 77.315
12/06/03 08:00:00.0 87.2 73.84 12/08/03 17:00:00.0 78.65 74.875 12/11/03 02:00:00.0 81.95 72.115 12/13/03 11:00:00.0 78 78.715 12/15/03 20:00:00.0 78.2 76.965
12/06/03 09:00:00.0 86.2 73.84 12/08/03 18:00:00.0 78.25 74.875 12/11/03 03:00:00.0 84.35 72.805 12/13/03 12:00:00.0 73.95 79.415 12/15/03 21:00:00.0 79.95 76.615
12/06/03 10:00:00.0 86.2 73.84 12/08/03 19:00:00.0 80 74.875 12/11/03 04:00:00.0 84.35 72.805 12/13/03 13:00:00.0 74.9 79.415 12/15/03 22:00:00.0 79.95 75.92
12/06/03 11:00:00.0 87.2 74.875 12/08/03 20:00:00.0 86.2 74.185 12/11/03 05:00:00.0 84.35 72.46 12/13/03 14:00:00.0 73.2 79.765 12/15/03 23:00:00.0 80.55 74.875
12/06/03 12:00:00.0 87.2 74.185 12/08/03 21:00:00.0 84.55 74.53 12/11/03 06:00:00.0 84.35 72.115 12/13/03 15:00:00.0 74.5 80.125 12/16/03 00:00:00.0 81.2 74.53
12/06/03 13:00:00.0 87.2 73.84 12/08/03 22:00:00.0 85.35 74.185 12/11/03 07:00:00.0 85.2 72.805 12/13/03 16:00:00.0 77 78.71 12/16/03 01:00:00.0 82 74.185
12/06/03 14:00:00.0 85.2 73.495 12/08/03 23:00:00.0 81.65 74.53 12/11/03 08:00:00.0 86.2 75.57 12/13/03 17:00:00.0 79.25 77.66 12/16/03 02:00:00.0 82 73.84
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
12/16/03 03:00:00.0 82 73.495 12/18/03 12:00:00.0 70.9 80.48 12/20/03 21:00:00.0 80.55 75.57 01/10/04 19:00:00.0 83.25 73.15 01/13/04 04:00:00.0 85.3 71.425
12/16/03 04:00:00.0 82.05 73.15 12/18/03 13:00:00.0 68.3 80.84 12/20/03 22:00:00.0 81.2 75.57 01/10/04 20:00:00.0 84.55 72.805 01/13/04 05:00:00.0 85.3 71.08
12/16/03 05:00:00.0 82.7 73.15 12/18/03 14:00:00.0 66.15 80.84 12/20/03 23:00:00.0 82.7 74.875 01/10/04 21:00:00.0 84.55 72.805 01/13/04 06:00:00.0 85.3 71.08
12/16/03 06:00:00.0 82.7 73.15 12/18/03 15:00:00.0 68.5 78.715 12/21/03 00:00:00.0 82.7 74.53 01/10/04 22:00:00.0 84.55 72.46 01/13/04 07:00:00.0 85.3 71.425
12/16/03 07:00:00.0 82.7 73.84 12/18/03 16:00:00.0 70.05 78.36 12/21/03 01:00:00.0 82.7 74.185 01/10/04 23:00:00.0 84.55 72.115 01/13/04 08:00:00.0 85.35 72.46
12/16/03 08:00:00.0 83.55 75.22 12/18/03 17:00:00.0 72.95 76.615 12/21/03 02:00:00.0 82.85 73.84 01/11/04 00:00:00.0 85.35 72.115 01/13/04 09:00:00.0 81.2 74.185
12/16/03 09:00:00.0 80.55 77.31 12/18/03 18:00:00.0 75.1 76.27 12/21/03 03:00:00.0 83.55 73.495 01/11/04 01:00:00.0 83.55 72.46 01/13/04 10:00:00.0 77 74.53
12/16/03 10:00:00.0 76.9 77.66 12/18/03 19:00:00.0 76.15 75.57 12/21/03 04:00:00.0 83.55 73.15 01/11/04 02:00:00.0 84.55 72.115 01/13/04 11:00:00.0 75.5 75.225
12/16/03 11:00:00.0 70.85 78.71 12/18/03 20:00:00.0 75.8 74.875 12/21/03 05:00:00.0 82.7 72.46 01/11/04 03:00:00.0 84.55 72.115 01/13/04 12:00:00.0 72.85 76.265
12/16/03 12:00:00.0 69.2 79.415 12/18/03 21:00:00.0 76.55 74.875 12/21/03 06:00:00.0 82.7 72.46 01/11/04 04:00:00.0 86.2 71.77 01/13/04 13:00:00.0 72.9 76.615
12/16/03 13:00:00.0 69.6 79.765 12/18/03 22:00:00.0 77.35 74.185 12/21/03 07:00:00.0 82.7 73.15 01/11/04 05:00:00.0 85.3 71.425 01/13/04 14:00:00.0 72.8 77.665
12/16/03 14:00:00.0 69.55 80.475 12/18/03 23:00:00.0 77 73.495 12/21/03 08:00:00.0 82.7 74.53 01/11/04 06:00:00.0 85.3 71.425 01/13/04 15:00:00.0 67.8 77.67
12/16/03 15:00:00.0 66.4 81.19 12/19/03 00:00:00.0 79 72.805 12/21/03 09:00:00.0 82 75.92 01/11/04 07:00:00.0 85.35 71.77 01/13/04 16:00:00.0 67.7 76.965
12/16/03 16:00:00.0 68.7 79.415 12/19/03 01:00:00.0 79.55 71.77 12/21/03 10:00:00.0 79.25 77.66 01/11/04 08:00:00.0 85.35 72.46 01/13/04 17:00:00.0 70.2 74.88
12/16/03 17:00:00.0 69.8 78.36 12/19/03 02:00:00.0 77.95 71.425 12/21/03 11:00:00.0 74.85 79.065 01/11/04 09:00:00.0 82 73.495 01/13/04 18:00:00.0 73.6 74.185
12/16/03 18:00:00.0 78.2 77.315 12/19/03 03:00:00.0 78.3 70.735 12/21/03 12:00:00.0 73.7 79.065 01/11/04 10:00:00.0 82.7 75.225 01/13/04 19:00:00.0 73.5 73.84
12/16/03 19:00:00.0 78.2 76.965 12/19/03 04:00:00.0 78.8 71.08 12/21/03 13:00:00.0 75 79.065 01/11/04 11:00:00.0 78.6 75.225 01/13/04 20:00:00.0 77.85 72.805
12/16/03 20:00:00.0 78.7 75.92 12/19/03 05:00:00.0 78.3 70.39 12/21/03 14:00:00.0 75.85 79.415 01/11/04 12:00:00.0 85.35 72.115 01/13/04 21:00:00.0 79.05 71.77
12/16/03 21:00:00.0 78.75 74.875 12/19/03 06:00:00.0 78.8 70.39 12/21/03 15:00:00.0 76.45 78.36 01/11/04 13:00:00.0 86.2 73.15 01/13/04 22:00:00.0 79.6 71.08
12/16/03 22:00:00.0 80 74.185 12/19/03 07:00:00.0 81.3 71.77 12/21/03 16:00:00.0 79.85 77.31 01/11/04 14:00:00.0 87.3 73.495 01/13/04 23:00:00.0 79.55 71.425
12/16/03 23:00:00.0 80 73.84 12/19/03 08:00:00.0 82.7 73.15 12/21/03 17:00:00.0 84.35 76.27 01/11/04 15:00:00.0 84.35 72.46 01/14/04 00:00:00.0 79.6 70.735
12/17/03 00:00:00.0 80.6 73.495 12/19/03 09:00:00.0 74.15 75.22 12/21/03 18:00:00.0 80.55 75.22 01/11/04 16:00:00.0 83.55 72.115 01/14/04 01:00:00.0 80.1 70.735
12/17/03 01:00:00.0 82 73.495 12/19/03 10:00:00.0 74.55 76.27 12/21/03 19:00:00.0 82 74.53 01/11/04 17:00:00.0 83.6 71.77 01/14/04 02:00:00.0 80.1 70.39
12/17/03 02:00:00.0 84.35 74.185 12/19/03 11:00:00.0 73.85 76.615 12/21/03 20:00:00.0 80.55 74.185 01/11/04 18:00:00.0 81.4 71.77 01/14/04 03:00:00.0 80.7 69.71
12/17/03 03:00:00.0 86.2 74.185 12/19/03 12:00:00.0 69.95 78.01 12/21/03 21:00:00.0 79.9 73.84 01/11/04 19:00:00.0 80.65 71.77 01/14/04 04:00:00.0 82.05 70.39
12/17/03 04:00:00.0 84.35 74.185 12/19/03 13:00:00.0 69.45 79.77 12/21/03 22:00:00.0 81.25 73.15 01/11/04 20:00:00.0 82.75 71.08 01/14/04 05:00:00.0 82.05 70.39
12/17/03 05:00:00.0 84.35 74.185 12/19/03 14:00:00.0 70.45 80.125 12/21/03 23:00:00.0 81.25 72.805 01/11/04 21:00:00.0 82.05 71.08 01/14/04 06:00:00.0 83.6 70.39
12/17/03 06:00:00.0 86.2 74.185 12/19/03 15:00:00.0 74.45 77.66 12/22/03 00:00:00.0 81.3 72.115 01/11/04 22:00:00.0 83.6 71.08 01/14/04 07:00:00.0 83.6 71.08
12/17/03 07:00:00.0 81.65 74.185 12/19/03 16:00:00.0 74.1 78.36 12/22/03 01:00:00.0 81.3 71.77 01/11/04 23:00:00.0 83.6 70.39 01/14/04 08:00:00.0 82.7 72.115
12/17/03 08:00:00.0 82 75.57 12/19/03 17:00:00.0 82 75.57 12/22/03 02:00:00.0 81.3 71.77 01/12/04 00:00:00.0 83.6 70.39 01/14/04 09:00:00.0 81.2 73.495
12/17/03 09:00:00.0 80.55 76.615 12/19/03 18:00:00.0 83.55 74.875 12/22/03 03:00:00.0 81.3 71.77 01/12/04 01:00:00.0 83.6 70.39 01/14/04 10:00:00.0 80.5 75.225
12/17/03 10:00:00.0 84.35 75.57 12/19/03 19:00:00.0 81.2 74.875 12/22/03 04:00:00.0 81.3 71.425 01/12/04 02:00:00.0 83.6 70.39 01/14/04 11:00:00.0 81.2 75.225
12/17/03 11:00:00.0 81.35 76.27 12/19/03 20:00:00.0 82.7 74.53 12/22/03 05:00:00.0 82.75 71.425 01/12/04 03:00:00.0 83.6 70.39 01/14/04 12:00:00.0 75.45 76.27
12/17/03 12:00:00.0 77.65 78.715 12/19/03 21:00:00.0 83.55 73.84 12/22/03 06:00:00.0 82.75 71.425 01/12/04 04:00:00.0 84.35 70.39 01/14/04 13:00:00.0 73.35 76.615
12/17/03 13:00:00.0 74.05 79.77 12/19/03 22:00:00.0 83.55 73.495 12/22/03 07:00:00.0 81.35 74.19 01/12/04 05:00:00.0 86.15 70.39 01/14/04 14:00:00.0 73.75 75.92
12/17/03 14:00:00.0 70.05 80.48 12/19/03 23:00:00.0 83.55 73.15 12/22/03 08:00:00.0 76.65 77.695 01/12/04 06:00:00.0 86.15 70.39 01/14/04 15:00:00.0 71.4 76.965
12/17/03 15:00:00.0 70.8 79.415 12/20/03 00:00:00.0 84.35 73.84 12/22/03 09:00:00.0 70.3 79.795 01/12/04 07:00:00.0 85.3 71.08 01/14/04 16:00:00.0 72.6 76.965
12/17/03 16:00:00.0 71.7 78.01 12/20/03 01:00:00.0 84.35 73.84 12/22/03 10:00:00.0 69.3 81.205 01/12/04 08:00:00.0 86.2 71.77 01/14/04 17:00:00.0 76.15 74.875
12/17/03 17:00:00.0 75.45 77.315 12/20/03 02:00:00.0 84.35 73.495 01/10/04 00:00:00.0 82.9 70.05 01/12/04 09:00:00.0 85.2 73.495 01/14/04 18:00:00.0 77.65 74.185
12/17/03 18:00:00.0 79.25 76.27 12/20/03 03:00:00.0 84.35 73.15 01/10/04 01:00:00.0 82.9 70.05 01/12/04 10:00:00.0 80 74.875 01/14/04 19:00:00.0 80.8 73.84
12/17/03 19:00:00.0 78.75 74.875 12/20/03 04:00:00.0 84.35 73.15 01/10/04 02:00:00.0 81.45 69.365 01/12/04 11:00:00.0 77 75.225 01/14/04 20:00:00.0 82.9 72.805
12/17/03 20:00:00.0 80.55 74.875 12/20/03 05:00:00.0 85.2 73.15 01/10/04 03:00:00.0 81.45 69.365 01/12/04 12:00:00.0 76.95 75.57 01/14/04 21:00:00.0 82.9 72.805
12/17/03 21:00:00.0 80.55 74.185 12/20/03 06:00:00.0 85.2 73.15 01/10/04 04:00:00.0 80.9 69.02 01/12/04 13:00:00.0 75.45 76.265 01/14/04 22:00:00.0 83.55 72.115
12/17/03 22:00:00.0 82 73.84 12/20/03 07:00:00.0 84.35 73.84 01/10/04 05:00:00.0 80.9 68.675 01/12/04 14:00:00.0 69.7 77.315 01/14/04 23:00:00.0 83.9 71.77
12/17/03 23:00:00.0 82 73.495 12/20/03 08:00:00.0 84.35 74.53 01/10/04 06:00:00.0 78.75 68.335 01/12/04 15:00:00.0 72.55 77.315 01/15/04 00:00:00.0 83.9 71.425
12/18/03 00:00:00.0 83.55 73.15 12/20/03 09:00:00.0 81.2 75.92 01/10/04 07:00:00.0 81.35 68.675 01/12/04 16:00:00.0 69.9 75.225 01/15/04 01:00:00.0 83.6 71.08
12/18/03 01:00:00.0 82.9 72.46 12/20/03 10:00:00.0 72.45 76.965 01/10/04 08:00:00.0 84.35 71.08 01/12/04 17:00:00.0 71.55 74.53 01/15/04 02:00:00.0 85.3 71.425
12/18/03 02:00:00.0 83.55 72.46 12/20/03 11:00:00.0 66 78.01 01/10/04 09:00:00.0 81.25 72.805 01/12/04 18:00:00.0 73.5 73.84 01/15/04 03:00:00.0 85.3 71.425
12/18/03 03:00:00.0 82.9 72.115 12/20/03 12:00:00.0 65.05 78.715 01/10/04 10:00:00.0 79.25 74.185 01/12/04 19:00:00.0 76.15 73.495 01/15/04 04:00:00.0 84.55 70.39
12/18/03 04:00:00.0 82.9 72.115 12/20/03 13:00:00.0 66 79.42 01/10/04 11:00:00.0 79.25 74.53 01/12/04 20:00:00.0 78.15 73.495 01/15/04 05:00:00.0 82.9 70.39
12/18/03 05:00:00.0 82.9 71.425 12/20/03 14:00:00.0 62.7 80.125 01/10/04 12:00:00.0 76.95 76.615 01/12/04 21:00:00.0 80 72.805 01/15/04 06:00:00.0 82.3 70.05
12/18/03 06:00:00.0 82.05 71.425 12/20/03 15:00:00.0 60.25 80.48 01/10/04 13:00:00.0 75 75.92 01/12/04 22:00:00.0 81.4 72.115 01/15/04 07:00:00.0 83.6 70.39
12/18/03 07:00:00.0 81.7 72.115 12/20/03 16:00:00.0 64.2 79.065 01/10/04 14:00:00.0 75.5 75.92 01/12/04 23:00:00.0 82.9 72.115 01/15/04 08:00:00.0 83.6 71.77
12/18/03 08:00:00.0 83.5 74.53 12/20/03 17:00:00.0 69.15 77.315 01/10/04 15:00:00.0 70.4 77.315 01/13/04 00:00:00.0 82.9 72.115 01/15/04 09:00:00.0 82.7 73.495
12/18/03 09:00:00.0 80.55 76.27 12/20/03 18:00:00.0 76 76.615 01/10/04 16:00:00.0 70.55 77.325 01/13/04 01:00:00.0 82.9 71.77 01/15/04 10:00:00.0 78.05 74.88
12/18/03 10:00:00.0 77.1 76.27 12/20/03 19:00:00.0 77.55 75.92 01/10/04 17:00:00.0 74.95 74.185 01/13/04 02:00:00.0 83.6 71.08 01/15/04 11:00:00.0 74.2 76.265
12/18/03 11:00:00.0 72.85 78.36 12/20/03 20:00:00.0 79.95 75.57 01/10/04 18:00:00.0 79.3 73.15 01/13/04 03:00:00.0 83.6 71.08 01/15/04 12:00:00.0 76 75.92
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
01/15/04 13:00:00.0 74.5 77.315 01/17/04 22:00:00.0 72.35 73.15 01/20/04 07:00:00.0 82.9 71.08 01/22/04 16:00:00.0 73.95 76.615 01/25/04 01:00:00.0 76.85 69.365
01/15/04 14:00:00.0 72.8 78.37 01/17/04 23:00:00.0 73.15 73.15 01/20/04 08:00:00.0 85.35 72.805 01/22/04 17:00:00.0 76.65 75.225 01/25/04 02:00:00.0 76.85 68.675
01/15/04 15:00:00.0 72.2 78.02 01/18/04 00:00:00.0 73.25 72.46 01/20/04 09:00:00.0 82.85 74.185 01/22/04 18:00:00.0 77.65 74.185 01/25/04 03:00:00.0 76.35 68.33
01/15/04 16:00:00.0 72.05 78.02 01/18/04 01:00:00.0 73.9 72.46 01/20/04 10:00:00.0 79.25 75.225 01/22/04 19:00:00.0 78.15 74.185 01/25/04 04:00:00.0 75.45 67.99
01/15/04 17:00:00.0 65.45 75.23 01/18/04 02:00:00.0 75.2 71.77 01/20/04 11:00:00.0 80.55 75.225 01/22/04 20:00:00.0 78.7 73.84 01/25/04 05:00:00.0 75.55 67.305
01/15/04 18:00:00.0 71.2 74.185 01/18/04 03:00:00.0 79.4 71.08 01/20/04 12:00:00.0 82 75.57 01/22/04 21:00:00.0 82 73.495 01/25/04 06:00:00.0 74.3 66.96
01/15/04 19:00:00.0 73 73.84 01/18/04 04:00:00.0 79.4 70.735 01/20/04 13:00:00.0 86.2 74.53 01/22/04 22:00:00.0 85.35 72.805 01/25/04 07:00:00.0 75.55 67.305
01/15/04 20:00:00.0 75.85 72.805 01/18/04 05:00:00.0 80.15 70.05 01/20/04 14:00:00.0 84.35 74.185 01/22/04 23:00:00.0 84.35 72.46 01/25/04 08:00:00.0 75.75 69.71
01/15/04 21:00:00.0 76.8 72.115 01/18/04 06:00:00.0 80.7 70.05 01/20/04 15:00:00.0 80 74.53 01/23/04 00:00:00.0 83.55 72.115 01/25/04 09:00:00.0 68.9 71.77
01/15/04 22:00:00.0 77.7 71.77 01/18/04 07:00:00.0 80 70.39 01/20/04 16:00:00.0 79.45 74.53 01/23/04 01:00:00.0 84.6 71.77 01/25/04 10:00:00.0 63.5 73.84
01/15/04 23:00:00.0 79.4 71.08 01/18/04 08:00:00.0 80.65 71.77 01/20/04 17:00:00.0 81.4 73.495 01/23/04 02:00:00.0 84.55 71.08 01/25/04 11:00:00.0 62.75 74.185
01/16/04 00:00:00.0 80.1 71.08 01/18/04 09:00:00.0 79.3 73.495 01/20/04 18:00:00.0 81.4 72.805 01/23/04 03:00:00.0 82.9 71.08 01/25/04 12:00:00.0 60.45 75.92
01/16/04 01:00:00.0 79.4 70.39 01/18/04 10:00:00.0 77 75.57 01/20/04 19:00:00.0 81.25 72.46 01/23/04 04:00:00.0 83.6 71.08 01/25/04 13:00:00.0 58 75.92
01/16/04 02:00:00.0 80.7 70.39 01/18/04 11:00:00.0 74.2 74.875 01/20/04 20:00:00.0 81.9 72.805 01/23/04 05:00:00.0 84.35 71.08 01/25/04 14:00:00.0 59.6 76.62
01/16/04 03:00:00.0 78.9 69.71 01/18/04 12:00:00.0 72.5 76.615 01/20/04 21:00:00.0 83.55 72.46 01/23/04 06:00:00.0 85.3 71.08 01/25/04 15:00:00.0 59.7 75.23
01/16/04 04:00:00.0 78.45 69.365 01/18/04 13:00:00.0 72.45 76.965 01/20/04 22:00:00.0 83.6 71.77 01/23/04 07:00:00.0 85.3 71.425 01/25/04 16:00:00.0 58.85 76.275
01/16/04 05:00:00.0 79 68.675 01/18/04 14:00:00.0 72.1 76.615 01/20/04 23:00:00.0 83.6 71.425 01/23/04 08:00:00.0 84.35 72.46 01/25/04 17:00:00.0 62.75 73.84
01/16/04 06:00:00.0 79 69.02 01/18/04 15:00:00.0 73.75 75.57 01/21/04 00:00:00.0 84.35 71.08 01/23/04 09:00:00.0 82.7 73.84 01/25/04 18:00:00.0 66.05 73.15
01/16/04 07:00:00.0 80 70.05 01/18/04 16:00:00.0 74.2 74.875 01/21/04 01:00:00.0 84.35 71.08 01/23/04 10:00:00.0 77.55 75.22 01/25/04 19:00:00.0 68.3 72.805
01/16/04 08:00:00.0 80.65 71.425 01/18/04 17:00:00.0 79.3 74.185 01/21/04 02:00:00.0 83.6 70.735 01/23/04 11:00:00.0 75.1 74.875 01/25/04 20:00:00.0 69.8 72.115
01/16/04 09:00:00.0 80.55 73.15 01/18/04 18:00:00.0 80.6 73.495 01/21/04 03:00:00.0 82.9 70.735 01/23/04 12:00:00.0 81.2 74.875 01/25/04 21:00:00.0 72.15 71.77
01/16/04 10:00:00.0 76.5 74.53 01/18/04 19:00:00.0 80.6 73.15 01/21/04 04:00:00.0 84.35 70.735 01/23/04 13:00:00.0 81.2 75.22 01/25/04 22:00:00.0 75.3 70.39
01/16/04 11:00:00.0 62.45 75.92 01/18/04 20:00:00.0 82.05 72.805 01/21/04 05:00:00.0 84.35 70.39 01/23/04 14:00:00.0 78.05 76.965 01/25/04 23:00:00.0 76.25 69.71
01/16/04 12:00:00.0 74.65 76.965 01/18/04 21:00:00.0 82.25 72.46 01/21/04 06:00:00.0 83.6 70.05 01/23/04 15:00:00.0 76.6 76.615 01/26/04 00:00:00.0 75.85 69.365
01/16/04 13:00:00.0 72.9 77.665 01/18/04 22:00:00.0 82.9 72.115 01/21/04 07:00:00.0 84.35 70.735 01/23/04 16:00:00.0 75.65 76.265 01/26/04 01:00:00.0 75.95 68.33
01/16/04 14:00:00.0 71.75 77.315 01/18/04 23:00:00.0 83.6 71.77 01/21/04 08:00:00.0 88.3 72.46 01/23/04 17:00:00.0 79.3 74.875 01/26/04 02:00:00.0 77.8 69.02
01/16/04 15:00:00.0 70.8 77.315 01/19/04 00:00:00.0 83.6 71.425 01/21/04 09:00:00.0 86.2 73.84 01/23/04 18:00:00.0 80.6 73.84 01/26/04 03:00:00.0 77.3 69.02
01/16/04 16:00:00.0 71.45 76.62 01/19/04 01:00:00.0 81.45 70.735 01/21/04 10:00:00.0 81.9 75.57 01/23/04 19:00:00.0 80.6 73.495 01/26/04 04:00:00.0 79.5 69.02
01/16/04 17:00:00.0 73.9 74.53 01/19/04 02:00:00.0 80.15 70.05 01/21/04 11:00:00.0 82.7 76.27 01/23/04 20:00:00.0 80.8 72.805 01/26/04 05:00:00.0 80.05 69.365
01/16/04 18:00:00.0 75.2 74.185 01/19/04 03:00:00.0 80.7 70.05 01/21/04 12:00:00.0 82.7 76.265 01/23/04 21:00:00.0 81.4 72.46 01/26/04 06:00:00.0 77.2 70.39
01/16/04 19:00:00.0 75.25 73.84 01/19/04 04:00:00.0 80.7 69.365 01/21/04 13:00:00.0 77.25 76.965 01/23/04 22:00:00.0 82.05 72.46 01/26/04 07:00:00.0 80 70.39
01/16/04 20:00:00.0 75.25 73.495 01/19/04 05:00:00.0 79.65 69.365 01/21/04 14:00:00.0 74.6 78.02 01/23/04 23:00:00.0 83.6 71.77 01/26/04 08:00:00.0 74.9 71.08
01/16/04 21:00:00.0 76.75 73.15 01/19/04 06:00:00.0 80.05 69.02 01/21/04 15:00:00.0 74.1 77.665 01/24/04 00:00:00.0 83.6 71.77 01/26/04 09:00:00.0 64.05 72.805
01/16/04 22:00:00.0 80.8 72.805 01/19/04 07:00:00.0 80.7 69.71 01/21/04 16:00:00.0 72.7 77.665 01/24/04 01:00:00.0 83.6 71.08 01/26/04 10:00:00.0 65.35 73.84
01/16/04 23:00:00.0 81.4 72.115 01/19/04 08:00:00.0 83.6 71.425 01/21/04 17:00:00.0 72.6 75.575 01/24/04 02:00:00.0 83.6 70.735 01/26/04 11:00:00.0 62.65 74.53
01/17/04 00:00:00.0 82.9 71.77 01/19/04 09:00:00.0 82.05 72.805 01/21/04 18:00:00.0 75.1 74.875 01/24/04 03:00:00.0 82.9 70.39 01/26/04 12:00:00.0 58.6 74.53
01/17/04 01:00:00.0 81.4 72.115 01/19/04 10:00:00.0 76.5 74.53 01/21/04 19:00:00.0 77.65 74.185 01/24/04 04:00:00.0 82.05 69.71 01/26/04 13:00:00.0 59.75 75.575
01/17/04 02:00:00.0 81.4 72.115 01/19/04 11:00:00.0 71.8 76.265 01/21/04 20:00:00.0 80 73.495 01/24/04 05:00:00.0 84.35 70.39 01/26/04 14:00:00.0 57.1 74.875
01/17/04 03:00:00.0 81.4 72.115 01/19/04 12:00:00.0 66.6 77.665 01/21/04 21:00:00.0 81.4 72.46 01/24/04 06:00:00.0 85.3 70.39 01/26/04 15:00:00.0 59.3 74.875
01/17/04 04:00:00.0 82.05 71.425 01/19/04 13:00:00.0 72.6 77.315 01/21/04 22:00:00.0 82.9 71.77 01/24/04 07:00:00.0 87.3 71.08 01/26/04 16:00:00.0 63.15 74.185
01/17/04 05:00:00.0 82.9 71.08 01/19/04 14:00:00.0 75.9 76.965 01/21/04 23:00:00.0 82.9 71.77 01/24/04 08:00:00.0 85.35 72.46 01/26/04 17:00:00.0 64.85 73.495
01/17/04 06:00:00.0 82.9 70.39 01/19/04 15:00:00.0 74.95 76.615 01/22/04 00:00:00.0 83.6 71.425 01/24/04 09:00:00.0 79.9 73.84 01/26/04 18:00:00.0 67.8 72.46
01/17/04 07:00:00.0 83.6 71.77 01/19/04 16:00:00.0 75.15 77.665 01/22/04 01:00:00.0 82.3 70.735 01/24/04 10:00:00.0 71.9 74.53 01/26/04 19:00:00.0 70.1 71.77
01/17/04 08:00:00.0 82.9 72.46 01/19/04 17:00:00.0 77.1 75.92 01/22/04 02:00:00.0 82.9 70.735 01/24/04 11:00:00.0 71.55 74.53 01/26/04 20:00:00.0 72.8 71.08
01/17/04 09:00:00.0 80 73.495 01/19/04 18:00:00.0 78.25 74.53 01/22/04 03:00:00.0 82.9 70.39 01/24/04 12:00:00.0 68.85 76.27 01/26/04 21:00:00.0 75.75 70.05
01/17/04 10:00:00.0 78.1 75.225 01/19/04 19:00:00.0 81.35 74.53 01/22/04 04:00:00.0 82.3 70.05 01/24/04 13:00:00.0 66.9 76.615 01/26/04 22:00:00.0 76.3 69.365
01/17/04 11:00:00.0 74.6 75.225 01/19/04 20:00:00.0 81.35 73.84 01/22/04 05:00:00.0 82.05 70.05 01/24/04 14:00:00.0 66.75 75.575 01/26/04 23:00:00.0 76.8 69.02
01/17/04 12:00:00.0 74.65 75.575 01/19/04 21:00:00.0 80.3 72.805 01/22/04 06:00:00.0 82.05 69.71 01/24/04 15:00:00.0 64.4 76.615 01/27/04 00:00:00.0 76.35 68.675
01/17/04 13:00:00.0 77 75.225 01/19/04 22:00:00.0 81.4 72.46 01/22/04 07:00:00.0 83.6 70.39 01/24/04 16:00:00.0 65.4 75.575 01/27/04 01:00:00.0 77.3 68.33
01/17/04 14:00:00.0 75.55 75.575 01/19/04 23:00:00.0 82.05 72.115 01/22/04 08:00:00.0 85.35 71.77 01/24/04 17:00:00.0 65.5 74.185 01/27/04 02:00:00.0 76.45 67.99
01/17/04 15:00:00.0 76.55 75.225 01/20/04 00:00:00.0 80.65 71.77 01/22/04 09:00:00.0 85.35 73.84 01/24/04 18:00:00.0 64.9 73.15 01/27/04 03:00:00.0 76.55 67.305
01/17/04 16:00:00.0 73.8 74.185 01/20/04 01:00:00.0 81.45 71.425 01/22/04 10:00:00.0 81.2 74.875 01/24/04 19:00:00.0 66.25 72.805 01/27/04 04:00:00.0 76.95 67.305
01/17/04 17:00:00.0 73.8 74.185 01/20/04 02:00:00.0 82.75 71.77 01/22/04 11:00:00.0 79.25 75.57 01/24/04 20:00:00.0 70.05 72.46 01/27/04 05:00:00.0 76.55 66.965
01/17/04 18:00:00.0 72.65 73.84 01/20/04 03:00:00.0 82.9 71.08 01/22/04 12:00:00.0 75.9 76.965 01/24/04 21:00:00.0 75.2 71.77 01/27/04 06:00:00.0 77.95 66.96
01/17/04 19:00:00.0 71.2 73.84 01/20/04 04:00:00.0 83.6 71.08 01/22/04 13:00:00.0 74.55 76.965 01/24/04 22:00:00.0 74.85 71.425 01/27/04 07:00:00.0 78.95 67.65
01/17/04 20:00:00.0 71.9 73.84 01/20/04 05:00:00.0 82.9 70.735 01/22/04 14:00:00.0 71.7 78.37 01/24/04 23:00:00.0 76.25 70.39 01/27/04 08:00:00.0 80.7 70.05
01/17/04 21:00:00.0 70.65 73.495 01/20/04 06:00:00.0 83.6 70.735 01/22/04 15:00:00.0 70.6 78.02 01/25/04 00:00:00.0 76.7 69.71 01/27/04 09:00:00.0 81.3 71.77
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
01/27/04 10:00:00.0 80.6 73.495 01/29/04 19:00:00.0 76.15 73.84 02/01/04 04:00:00.0 79.6 71.08 02/03/04 13:00:00.0 73.2 78.015 02/05/04 22:00:00.0 84.55 73.495
01/27/04 11:00:00.0 76 75.225 01/29/04 20:00:00.0 77.2 73.15 02/01/04 05:00:00.0 79.6 70.735 02/03/04 14:00:00.0 73.2 78.715 02/05/04 23:00:00.0 84.35 72.805
01/27/04 12:00:00.0 75.55 74.875 01/29/04 21:00:00.0 78.2 72.805 02/01/04 06:00:00.0 78.25 70.05 02/03/04 15:00:00.0 71.55 79.075 02/06/04 00:00:00.0 84.35 72.46
01/27/04 13:00:00.0 75.55 74.875 01/29/04 22:00:00.0 78.75 72.115 02/01/04 07:00:00.0 80.7 70.735 02/03/04 16:00:00.0 75.9 76.615 02/06/04 01:00:00.0 83.55 72.46
01/27/04 14:00:00.0 81.9 73.495 01/29/04 23:00:00.0 79.4 72.115 02/01/04 08:00:00.0 82.05 72.805 02/03/04 17:00:00.0 79.25 75.57 02/06/04 02:00:00.0 82.05 72.115
01/27/04 15:00:00.0 85.2 73.495 01/30/04 00:00:00.0 80.1 71.77 02/01/04 09:00:00.0 74.2 74.875 02/03/04 18:00:00.0 80.55 74.875 02/06/04 03:00:00.0 82.75 71.77
01/27/04 16:00:00.0 80.6 73.15 01/30/04 01:00:00.0 80.1 71.425 02/01/04 10:00:00.0 65.95 76.615 02/03/04 19:00:00.0 81.2 74.53 02/06/04 04:00:00.0 76.1 72.46
01/27/04 17:00:00.0 78.7 72.805 01/30/04 02:00:00.0 75.8 71.425 02/01/04 11:00:00.0 60.65 78.01 02/03/04 20:00:00.0 80.55 74.53 02/06/04 05:00:00.0 73.5 72.46
01/27/04 18:00:00.0 79.95 72.46 01/30/04 03:00:00.0 75.9 70.39 02/01/04 12:00:00.0 59.4 78.715 02/03/04 21:00:00.0 82 73.84 02/06/04 06:00:00.0 72.35 72.46
01/27/04 19:00:00.0 82.7 72.115 01/30/04 04:00:00.0 77.35 69.365 02/01/04 13:00:00.0 58.25 79.77 02/03/04 22:00:00.0 83.55 73.84 02/06/04 07:00:00.0 71.3 73.15
01/27/04 20:00:00.0 84.35 71.77 01/30/04 05:00:00.0 74.2 67.99 02/01/04 14:00:00.0 55.05 80.125 02/03/04 23:00:00.0 83.55 73.495 02/06/04 08:00:00.0 70.9 74.185
01/27/04 21:00:00.0 84.35 71.77 01/30/04 06:00:00.0 76.05 67.99 02/01/04 15:00:00.0 59.05 80.48 02/04/04 00:00:00.0 83.55 73.495 02/06/04 09:00:00.0 65.25 75.22
01/27/04 22:00:00.0 83.6 71.08 01/30/04 07:00:00.0 77.85 69.02 02/01/04 16:00:00.0 60.7 80.13 02/04/04 01:00:00.0 85.2 73.15 02/06/04 10:00:00.0 67.65 75.92
01/27/04 23:00:00.0 84.55 70.735 01/30/04 08:00:00.0 76.1 71.77 02/01/04 17:00:00.0 65.1 77.665 02/04/04 02:00:00.0 81.9 73.15 02/06/04 11:00:00.0 68.25 77.315
01/28/04 00:00:00.0 84.55 70.05 01/30/04 09:00:00.0 72.3 73.495 02/01/04 18:00:00.0 73.35 76.265 02/04/04 03:00:00.0 79.95 73.15 02/06/04 12:00:00.0 69.4 76.965
01/28/04 01:00:00.0 82.3 69.365 01/30/04 10:00:00.0 65.55 75.225 02/01/04 19:00:00.0 75.85 75.575 02/04/04 04:00:00.0 78.7 73.15 02/06/04 13:00:00.0 72.45 77.315
01/28/04 02:00:00.0 84.35 69.71 01/30/04 11:00:00.0 64.95 76.615 02/01/04 20:00:00.0 78.45 74.88 02/04/04 05:00:00.0 79.4 72.46 02/06/04 14:00:00.0 71.7 77.665
01/28/04 03:00:00.0 82.95 69.02 01/30/04 12:00:00.0 63.9 76.965 02/01/04 21:00:00.0 79.7 74.88 02/04/04 06:00:00.0 82.05 71.425 02/06/04 15:00:00.0 78.05 76.965
01/28/04 04:00:00.0 81.5 68.675 01/30/04 13:00:00.0 64.45 77.665 02/01/04 22:00:00.0 79.75 74.53 02/04/04 07:00:00.0 84.35 71.77 02/06/04 16:00:00.0 77.75 75.575
01/28/04 05:00:00.0 82.75 69.02 01/30/04 14:00:00.0 61.35 79.42 02/01/04 23:00:00.0 80.8 73.84 02/04/04 08:00:00.0 80.6 73.84 02/06/04 17:00:00.0 81.35 73.84
01/28/04 06:00:00.0 81.5 68.33 01/30/04 15:00:00.0 62.55 80.13 02/02/04 00:00:00.0 80.8 73.495 02/04/04 09:00:00.0 73.4 75.22 02/06/04 18:00:00.0 82.25 73.495
01/28/04 07:00:00.0 83.6 69.02 01/30/04 16:00:00.0 60.5 79.785 02/02/04 01:00:00.0 81.4 72.805 02/04/04 10:00:00.0 69.5 75.92 02/06/04 19:00:00.0 84.55 72.805
01/28/04 08:00:00.0 86.15 71.08 01/30/04 17:00:00.0 66.75 76.615 02/02/04 02:00:00.0 82.05 72.805 02/04/04 11:00:00.0 69.4 76.965 02/06/04 20:00:00.0 82.9 72.46
01/28/04 09:00:00.0 85.35 73.15 01/30/04 18:00:00.0 71.8 75.23 02/02/04 03:00:00.0 81.4 72.46 02/04/04 12:00:00.0 64.5 77.315 02/06/04 21:00:00.0 83.55 72.805
01/28/04 10:00:00.0 79.3 74.875 01/30/04 19:00:00.0 73.2 74.88 02/02/04 04:00:00.0 82.25 71.77 02/04/04 13:00:00.0 58.7 78.715 02/06/04 22:00:00.0 80.6 73.15
01/28/04 11:00:00.0 76.95 76.615 01/30/04 20:00:00.0 75.35 74.53 02/02/04 05:00:00.0 84.35 72.115 02/04/04 14:00:00.0 57.15 79.42 02/06/04 23:00:00.0 81.4 72.115
01/28/04 12:00:00.0 70 77.665 01/30/04 21:00:00.0 74.45 74.185 02/02/04 06:00:00.0 83.55 72.115 02/04/04 15:00:00.0 61.1 79.775 02/07/04 00:00:00.0 84.5 71.77
01/28/04 13:00:00.0 65.7 78.715 01/30/04 22:00:00.0 76.35 73.84 02/02/04 07:00:00.0 85.35 72.46 02/04/04 16:00:00.0 63.65 79.075 02/07/04 01:00:00.0 83.55 72.115
01/28/04 14:00:00.0 64 79.42 01/30/04 23:00:00.0 78.3 73.495 02/02/04 08:00:00.0 85.35 73.495 02/04/04 17:00:00.0 68.45 76.615 02/07/04 02:00:00.0 83.55 72.115
01/28/04 15:00:00.0 62 79.775 01/31/04 00:00:00.0 79.45 73.15 02/02/04 09:00:00.0 83.55 74.875 02/04/04 18:00:00.0 71.3 75.225 02/07/04 03:00:00.0 82.05 72.115
01/28/04 16:00:00.0 66.05 78.02 01/31/04 01:00:00.0 81.4 72.805 02/02/04 10:00:00.0 75.55 74.875 02/04/04 19:00:00.0 69.95 74.88 02/07/04 04:00:00.0 80.65 72.115
01/28/04 17:00:00.0 72.7 75.575 01/31/04 02:00:00.0 80.8 73.15 02/02/04 11:00:00.0 78.75 75.22 02/04/04 20:00:00.0 70.6 74.53 02/07/04 05:00:00.0 80.65 72.115
01/28/04 18:00:00.0 77.75 74.53 01/31/04 03:00:00.0 80.8 72.46 02/02/04 12:00:00.0 76.4 76.615 02/04/04 21:00:00.0 71.65 73.495 02/07/04 06:00:00.0 79.4 71.77
01/28/04 19:00:00.0 79.45 74.53 01/31/04 04:00:00.0 81.4 72.46 02/02/04 13:00:00.0 74.95 77.315 02/04/04 22:00:00.0 72.75 72.46 02/07/04 07:00:00.0 79.95 72.46
01/28/04 20:00:00.0 79.45 73.84 01/31/04 05:00:00.0 81.3 72.115 02/02/04 14:00:00.0 78.6 76.615 02/04/04 23:00:00.0 75.65 72.115 02/07/04 08:00:00.0 75.55 73.84
01/28/04 21:00:00.0 80.8 73.84 01/31/04 06:00:00.0 81.4 72.115 02/02/04 15:00:00.0 83.55 74.875 02/05/04 00:00:00.0 76.6 71.77 02/07/04 09:00:00.0 73 75.22
01/28/04 22:00:00.0 82.85 73.15 01/31/04 07:00:00.0 82.9 72.805 02/02/04 16:00:00.0 81.2 75.225 02/05/04 01:00:00.0 76.75 70.39 02/07/04 10:00:00.0 70.8 75.57
01/28/04 23:00:00.0 84.35 73.15 01/31/04 08:00:00.0 83.55 73.495 02/02/04 17:00:00.0 79.85 75.225 02/05/04 02:00:00.0 76.25 70.39 02/07/04 11:00:00.0 71.05 76.965
01/29/04 00:00:00.0 84.35 72.805 01/31/04 09:00:00.0 79.3 74.875 02/02/04 18:00:00.0 80.55 74.185 02/05/04 03:00:00.0 76.25 69.71 02/07/04 12:00:00.0 71 78.36
01/29/04 01:00:00.0 85.35 72.805 01/31/04 10:00:00.0 74.55 76.615 02/02/04 19:00:00.0 82 73.84 02/05/04 04:00:00.0 75.9 69.02 02/07/04 13:00:00.0 68.9 78.715
01/29/04 02:00:00.0 85.35 72.46 01/31/04 11:00:00.0 69.4 77.66 02/02/04 20:00:00.0 83.55 72.805 02/05/04 05:00:00.0 75.45 68.675 02/07/04 14:00:00.0 69.7 77.315
01/29/04 03:00:00.0 84.35 72.115 01/31/04 12:00:00.0 67.35 78.01 02/02/04 21:00:00.0 82.9 72.46 02/05/04 06:00:00.0 76.8 69.02 02/07/04 15:00:00.0 78.2 75.92
01/29/04 04:00:00.0 84.35 72.115 01/31/04 13:00:00.0 64.5 79.415 02/02/04 22:00:00.0 84.35 72.115 02/05/04 07:00:00.0 77.8 69.365 02/07/04 16:00:00.0 73.95 76.615
01/29/04 05:00:00.0 84.6 71.77 01/31/04 14:00:00.0 60.9 80.125 02/02/04 23:00:00.0 83.6 71.77 02/05/04 08:00:00.0 80.6 72.46 02/07/04 17:00:00.0 75.7 75.575
01/29/04 06:00:00.0 84.35 71.425 01/31/04 15:00:00.0 58.2 80.84 02/03/04 00:00:00.0 83.6 71.425 02/05/04 09:00:00.0 76.05 74.875 02/07/04 18:00:00.0 77.65 74.53
01/29/04 07:00:00.0 85.35 72.115 01/31/04 16:00:00.0 60.8 80.49 02/03/04 01:00:00.0 82.3 70.735 02/05/04 10:00:00.0 72.2 74.875 02/07/04 19:00:00.0 77.65 74.185
01/29/04 08:00:00.0 84.35 72.805 01/31/04 17:00:00.0 64.5 77.665 02/03/04 02:00:00.0 81.45 70.735 02/05/04 11:00:00.0 63.9 76.615 02/07/04 20:00:00.0 77.65 73.495
01/29/04 09:00:00.0 81.2 74.185 01/31/04 18:00:00.0 68.4 75.92 02/03/04 03:00:00.0 80.9 70.05 02/05/04 12:00:00.0 64.3 78.715 02/07/04 21:00:00.0 77.15 72.46
01/29/04 10:00:00.0 74.2 74.875 01/31/04 19:00:00.0 73.65 75.575 02/03/04 04:00:00.0 81.3 70.05 02/05/04 13:00:00.0 67.3 78.01 02/07/04 22:00:00.0 77.15 72.46
01/29/04 11:00:00.0 73.35 76.615 01/31/04 20:00:00.0 75.95 74.53 02/03/04 05:00:00.0 80 69.71 02/05/04 14:00:00.0 66.2 78.36 02/07/04 23:00:00.0 78.2 71.77
01/29/04 12:00:00.0 67.35 77.315 01/31/04 21:00:00.0 76.95 74.185 02/03/04 06:00:00.0 82.75 69.71 02/05/04 15:00:00.0 67 79.42 02/08/04 00:00:00.0 80 71.08
01/29/04 13:00:00.0 71.15 76.965 01/31/04 22:00:00.0 77.85 73.84 02/03/04 07:00:00.0 84.35 70.735 02/05/04 16:00:00.0 69.5 77.315 02/08/04 01:00:00.0 79.6 70.735
01/29/04 14:00:00.0 66.85 77.315 01/31/04 23:00:00.0 78.8 73.15 02/03/04 08:00:00.0 86.2 71.77 02/05/04 17:00:00.0 70.45 75.92 02/08/04 02:00:00.0 80.15 70.05
01/29/04 15:00:00.0 63.65 79.075 02/01/04 00:00:00.0 78.5 73.15 02/03/04 09:00:00.0 85.2 73.495 02/05/04 18:00:00.0 80.8 74.53 02/08/04 03:00:00.0 78.9 69.71
01/29/04 16:00:00.0 67.85 77.315 02/01/04 01:00:00.0 79.35 73.15 02/03/04 10:00:00.0 79.2 75.92 02/05/04 19:00:00.0 80 73.84 02/08/04 04:00:00.0 79.45 69.365
01/29/04 17:00:00.0 77.75 74.53 02/01/04 02:00:00.0 78.8 73.15 02/03/04 11:00:00.0 76.95 76.27 02/05/04 20:00:00.0 84.55 73.84 02/08/04 05:00:00.0 79 69.02
01/29/04 18:00:00.0 76.75 73.84 02/01/04 03:00:00.0 80.1 72.115 02/03/04 12:00:00.0 75.45 77.665 02/05/04 21:00:00.0 82.85 73.84 02/08/04 06:00:00.0 79 68.675
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
02/08/04 07:00:00.0 81.3 69.71 02/10/04 16:00:00.0 60.75 76.965 02/13/04 01:00:00.0 78.9 71.08 02/15/04 10:00:00.0 78.1 75.22 02/17/04 19:00:00.0 71 75.225
02/08/04 08:00:00.0 82.05 71.77 02/10/04 17:00:00.0 66.85 76.265 02/13/04 02:00:00.0 77.8 70.39 02/15/04 11:00:00.0 72.2 76.615 02/17/04 20:00:00.0 72.8 74.53
02/08/04 09:00:00.0 78.65 74.185 02/10/04 18:00:00.0 72.35 74.875 02/13/04 03:00:00.0 78.3 70.05 02/15/04 12:00:00.0 62.8 78.01 02/17/04 21:00:00.0 73.85 73.495
02/08/04 10:00:00.0 72.55 75.57 02/10/04 19:00:00.0 73 74.53 02/13/04 04:00:00.0 79.4 70.735 02/15/04 13:00:00.0 56.4 79.065 02/17/04 22:00:00.0 77.15 72.805
02/08/04 11:00:00.0 68.85 76.615 02/10/04 20:00:00.0 73.05 74.185 02/13/04 05:00:00.0 78.3 70.39 02/15/04 14:00:00.0 58.4 79.065 02/17/04 23:00:00.0 77.15 72.115
02/08/04 12:00:00.0 72.85 76.965 02/10/04 21:00:00.0 74.35 73.495 02/13/04 06:00:00.0 77.25 70.05 02/15/04 15:00:00.0 66.25 78.01 02/18/04 00:00:00.0 77.15 71.77
02/08/04 13:00:00.0 70 78.715 02/10/04 22:00:00.0 75.65 73.495 02/13/04 07:00:00.0 77.7 71.08 02/15/04 16:00:00.0 69.1 76.965 02/18/04 01:00:00.0 77.2 71.08
02/08/04 14:00:00.0 66.7 78.36 02/10/04 23:00:00.0 75.65 73.495 02/13/04 08:00:00.0 73.25 72.46 02/15/04 17:00:00.0 68.65 75.57 02/18/04 02:00:00.0 78.3 71.08
02/08/04 15:00:00.0 70.55 79.065 02/11/04 00:00:00.0 76.6 72.805 02/13/04 09:00:00.0 65.9 74.185 02/15/04 18:00:00.0 70.15 74.875 02/18/04 03:00:00.0 77.35 70.39
02/08/04 16:00:00.0 66.7 78.72 02/11/04 01:00:00.0 76.1 72.46 02/13/04 10:00:00.0 66.45 76.27 02/15/04 19:00:00.0 75.1 74.53 02/18/04 04:00:00.0 77.95 70.05
02/08/04 17:00:00.0 72.65 76.615 02/11/04 02:00:00.0 78.3 71.08 02/13/04 11:00:00.0 61.6 76.965 02/15/04 20:00:00.0 82.85 73.495 02/18/04 05:00:00.0 81.3 70.735
02/08/04 18:00:00.0 77.55 75.57 02/11/04 03:00:00.0 77.8 70.39 02/13/04 12:00:00.0 48.45 78.715 02/15/04 21:00:00.0 82.85 73.495 02/18/04 06:00:00.0 79.4 70.735
02/08/04 19:00:00.0 80.55 74.875 02/11/04 04:00:00.0 76.95 70.05 02/13/04 13:00:00.0 51.3 79.77 02/15/04 22:00:00.0 82.7 73.495 02/18/04 07:00:00.0 79.4 71.08
02/08/04 20:00:00.0 80.55 74.53 02/11/04 05:00:00.0 77.3 69.365 02/13/04 14:00:00.0 50.65 79.77 02/15/04 23:00:00.0 82.05 72.46 02/18/04 08:00:00.0 77.65 72.46
02/08/04 21:00:00.0 80.55 73.84 02/11/04 06:00:00.0 76.85 69.365 02/13/04 15:00:00.0 55.1 79.775 02/16/04 00:00:00.0 80.65 71.77 02/18/04 09:00:00.0 73 74.185
02/08/04 22:00:00.0 81.4 73.495 02/11/04 07:00:00.0 78.85 70.05 02/13/04 16:00:00.0 62.4 80.13 02/16/04 01:00:00.0 81.3 71.77 02/18/04 10:00:00.0 69.2 75.57
02/08/04 23:00:00.0 81.4 73.495 02/11/04 08:00:00.0 78.2 72.115 02/13/04 17:00:00.0 56.85 78.02 02/16/04 02:00:00.0 80.7 71.08 02/18/04 11:00:00.0 75.05 75.57
02/09/04 00:00:00.0 80.6 73.495 02/11/04 09:00:00.0 68.05 74.53 02/13/04 18:00:00.0 69.2 75.92 02/16/04 03:00:00.0 81.3 71.425 02/18/04 12:00:00.0 74.1 76.615
02/09/04 01:00:00.0 75.55 73.495 02/11/04 10:00:00.0 63.55 75.57 02/13/04 19:00:00.0 72.15 74.88 02/16/04 04:00:00.0 81.3 71.77 02/18/04 13:00:00.0 71.75 76.965
02/09/04 02:00:00.0 72.7 73.495 02/11/04 11:00:00.0 60.75 76.965 02/13/04 20:00:00.0 73.25 74.53 02/16/04 05:00:00.0 82.75 71.77 02/18/04 14:00:00.0 71.45 76.27
02/09/04 03:00:00.0 79.35 72.805 02/11/04 12:00:00.0 66.75 78.01 02/13/04 21:00:00.0 72.8 73.84 02/16/04 06:00:00.0 81.3 71.77 02/18/04 15:00:00.0 72.1 76.615
02/09/04 04:00:00.0 77.15 72.805 02/11/04 13:00:00.0 63.7 78.715 02/13/04 22:00:00.0 73.1 73.15 02/16/04 07:00:00.0 81.25 72.46 02/18/04 16:00:00.0 71.5 75.225
02/09/04 05:00:00.0 75.7 72.46 02/11/04 14:00:00.0 63.45 79.065 02/13/04 23:00:00.0 75.15 73.15 02/16/04 08:00:00.0 76.5 73.84 02/18/04 17:00:00.0 73.85 74.185
02/09/04 06:00:00.0 74.75 72.46 02/11/04 15:00:00.0 59.7 79.42 02/14/04 00:00:00.0 75.8 73.15 02/16/04 09:00:00.0 69.85 75.22 02/18/04 18:00:00.0 73.85 73.495
02/09/04 07:00:00.0 78.75 72.46 02/11/04 16:00:00.0 59.25 79.43 02/14/04 01:00:00.0 75.8 73.15 02/16/04 10:00:00.0 61.85 76.27 02/18/04 19:00:00.0 73.5 73.495
02/09/04 08:00:00.0 80.6 72.805 02/11/04 17:00:00.0 61.55 77.665 02/14/04 02:00:00.0 75.8 73.15 02/16/04 11:00:00.0 58.2 77.66 02/18/04 20:00:00.0 73.85 73.495
02/09/04 09:00:00.0 76.05 73.84 02/11/04 18:00:00.0 68.55 75.575 02/14/04 03:00:00.0 75.2 72.115 02/16/04 12:00:00.0 57.4 79.415 02/18/04 21:00:00.0 74.8 72.805
02/09/04 10:00:00.0 77 74.875 02/11/04 19:00:00.0 72.75 74.88 02/14/04 04:00:00.0 76.25 70.735 02/16/04 13:00:00.0 62.5 78.71 02/18/04 22:00:00.0 74.75 72.805
02/09/04 11:00:00.0 78.65 75.92 02/11/04 20:00:00.0 75.7 74.53 02/14/04 05:00:00.0 76.25 70.39 02/16/04 14:00:00.0 68.55 79.77 02/18/04 23:00:00.0 77.1 72.46
02/09/04 12:00:00.0 68.55 76.27 02/11/04 21:00:00.0 77.2 74.185 02/14/04 06:00:00.0 78.8 71.08 02/16/04 15:00:00.0 67.95 79.775 02/19/04 00:00:00.0 78.75 72.46
02/09/04 13:00:00.0 80 73.495 02/11/04 22:00:00.0 75.75 73.84 02/14/04 07:00:00.0 78.25 71.425 02/16/04 16:00:00.0 70.4 79.065 02/19/04 01:00:00.0 78.2 72.46
02/09/04 14:00:00.0 72.1 75.92 02/11/04 23:00:00.0 77.65 73.495 02/14/04 08:00:00.0 79.4 72.46 02/16/04 17:00:00.0 75.2 76.965 02/19/04 02:00:00.0 80.6 72.46
02/09/04 15:00:00.0 69.8 75.57 02/12/04 00:00:00.0 78.3 73.15 02/14/04 09:00:00.0 81.2 74.185 02/16/04 18:00:00.0 77.1 75.92 02/19/04 03:00:00.0 79.95 72.115
02/09/04 16:00:00.0 64.05 75.57 02/12/04 01:00:00.0 78.35 72.805 02/14/04 10:00:00.0 81.2 74.53 02/16/04 19:00:00.0 78.05 75.225 02/19/04 04:00:00.0 79.95 72.115
02/09/04 17:00:00.0 63.65 75.57 02/12/04 02:00:00.0 78.2 72.46 02/14/04 11:00:00.0 71.8 76.615 02/16/04 20:00:00.0 82.85 74.875 02/19/04 05:00:00.0 81.3 71.77
02/09/04 18:00:00.0 67.4 74.185 02/12/04 03:00:00.0 78.85 71.77 02/14/04 12:00:00.0 68.35 75.57 02/16/04 21:00:00.0 82 74.875 02/19/04 06:00:00.0 82.75 71.77
02/09/04 19:00:00.0 70.55 73.84 02/12/04 04:00:00.0 79.4 71.08 02/14/04 13:00:00.0 68.4 75.92 02/16/04 22:00:00.0 82 74.185 02/19/04 07:00:00.0 82.7 72.46
02/09/04 20:00:00.0 72.6 73.84 02/12/04 05:00:00.0 79.1 70.735 02/14/04 14:00:00.0 69.7 76.965 02/16/04 23:00:00.0 83.55 74.185 02/19/04 08:00:00.0 80.55 73.495
02/09/04 21:00:00.0 74.2 73.84 02/12/04 06:00:00.0 79.4 71.08 02/14/04 15:00:00.0 69.5 75.57 02/17/04 00:00:00.0 85.35 73.84 02/19/04 09:00:00.0 77.05 74.875
02/09/04 22:00:00.0 74.2 73.84 02/12/04 07:00:00.0 79.35 71.425 02/14/04 16:00:00.0 70.75 75.57 02/17/04 01:00:00.0 85.35 73.495 02/19/04 10:00:00.0 72.95 75.22
02/09/04 23:00:00.0 75.1 73.84 02/12/04 08:00:00.0 73.5 73.15 02/14/04 17:00:00.0 70.45 75.57 02/17/04 02:00:00.0 84.55 73.495 02/19/04 11:00:00.0 72.85 77.315
02/10/04 00:00:00.0 80.6 72.805 02/12/04 09:00:00.0 62.6 74.53 02/14/04 18:00:00.0 74.25 74.185 02/17/04 03:00:00.0 84.55 73.495 02/19/04 12:00:00.0 70.2 78.36
02/10/04 01:00:00.0 82.05 72.115 02/12/04 10:00:00.0 63.85 76.615 02/14/04 19:00:00.0 76.05 73.84 02/17/04 04:00:00.0 83.55 72.805 02/19/04 13:00:00.0 71.7 77.66
02/10/04 02:00:00.0 84.35 71.77 02/12/04 11:00:00.0 62.2 76.965 02/14/04 20:00:00.0 77.65 73.495 02/17/04 05:00:00.0 84.55 72.46 02/19/04 14:00:00.0 70.55 78.36
02/10/04 03:00:00.0 84.35 71.77 02/12/04 12:00:00.0 56.15 77.665 02/14/04 21:00:00.0 77.15 72.805 02/17/04 06:00:00.0 85.35 72.115 02/19/04 15:00:00.0 68.5 76.965
02/10/04 04:00:00.0 84.35 71.08 02/12/04 13:00:00.0 49.6 78.715 02/14/04 22:00:00.0 78.2 72.805 02/17/04 07:00:00.0 84.55 72.115 02/19/04 16:00:00.0 70.15 76.965
02/10/04 05:00:00.0 82.75 71.08 02/12/04 14:00:00.0 52.4 78.715 02/14/04 23:00:00.0 78.25 71.425 02/17/04 08:00:00.0 85.35 72.46 02/19/04 17:00:00.0 74.25 75.57
02/10/04 06:00:00.0 82.05 70.735 02/12/04 15:00:00.0 56.2 79.42 02/15/04 00:00:00.0 78.8 71.08 02/17/04 09:00:00.0 82.7 73.495 02/19/04 18:00:00.0 77.05 74.875
02/10/04 07:00:00.0 84.35 71.77 02/12/04 16:00:00.0 62.35 78.72 02/15/04 01:00:00.0 78.9 70.39 02/17/04 10:00:00.0 83.5 74.185 02/19/04 19:00:00.0 78.65 74.53
02/10/04 08:00:00.0 83.5 72.805 02/12/04 17:00:00.0 68.25 76.265 02/15/04 02:00:00.0 80 70.39 02/17/04 11:00:00.0 75.1 77.315 02/19/04 20:00:00.0 79.85 74.53
02/10/04 09:00:00.0 75.55 74.53 02/12/04 18:00:00.0 71.6 75.225 02/15/04 03:00:00.0 78.9 70.05 02/17/04 12:00:00.0 67.6 78.01 02/19/04 21:00:00.0 79.3 73.84
02/10/04 10:00:00.0 68.9 75.92 02/12/04 19:00:00.0 73.55 74.53 02/15/04 04:00:00.0 81.3 70.39 02/17/04 13:00:00.0 65.5 79.065 02/19/04 22:00:00.0 78.7 73.84
02/10/04 11:00:00.0 62.65 77.31 02/12/04 20:00:00.0 74.8 74.53 02/15/04 05:00:00.0 85.2 71.08 02/17/04 14:00:00.0 64.7 79.415 02/19/04 23:00:00.0 78.2 73.15
02/10/04 12:00:00.0 57.95 78.36 02/12/04 21:00:00.0 75.75 73.84 02/15/04 06:00:00.0 86.15 70.735 02/17/04 15:00:00.0 63.5 79.42 02/20/04 00:00:00.0 81.25 72.46
02/10/04 13:00:00.0 57.2 78.715 02/12/04 22:00:00.0 76.6 73.495 02/15/04 07:00:00.0 86.2 71.77 02/17/04 16:00:00.0 61.65 79.785 02/20/04 01:00:00.0 82.05 71.77
02/10/04 14:00:00.0 53.35 79.42 02/12/04 23:00:00.0 77.7 72.46 02/15/04 08:00:00.0 87.3 72.46 02/17/04 17:00:00.0 65.5 77.665 02/20/04 02:00:00.0 82.75 71.77
02/10/04 15:00:00.0 59.6 78.36 02/13/04 00:00:00.0 78.85 71.77 02/15/04 09:00:00.0 85.2 73.84 02/17/04 18:00:00.0 69.4 75.575 02/20/04 03:00:00.0 83.6 71.77
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
02/20/04 04:00:00.0 82.75 71.77 02/22/04 13:00:00.0 81.2 74.185 02/24/04 22:00:00.0 74.4 72.46 02/27/04 07:00:00.0 80.8 73.84 02/29/04 16:00:00.0 76.65 73.15
02/20/04 05:00:00.0 82.75 71.77 02/22/04 14:00:00.0 77.15 75.225 02/24/04 23:00:00.0 75.8 71.425 02/27/04 08:00:00.0 81.35 74.875 02/29/04 17:00:00.0 81.4 71.77
02/20/04 06:00:00.0 83.6 71.08 02/22/04 15:00:00.0 66.3 77.665 02/25/04 00:00:00.0 75.8 71.425 02/27/04 09:00:00.0 77.1 76.27 02/29/04 18:00:00.0 71.65 72.805
02/20/04 07:00:00.0 84.35 71.77 02/22/04 16:00:00.0 62.25 78.37 02/25/04 01:00:00.0 76.7 71.77 02/27/04 10:00:00.0 72.8 77.66 02/29/04 19:00:00.0 70.65 72.805
02/20/04 08:00:00.0 86.2 73.15 02/22/04 17:00:00.0 61.6 76.97 02/25/04 02:00:00.0 76.7 71.425 02/27/04 11:00:00.0 66.1 78.71 02/29/04 20:00:00.0 79.4 71.77
02/20/04 09:00:00.0 78.25 74.875 02/22/04 18:00:00.0 69.15 74.185 02/25/04 03:00:00.0 77.8 70.39 02/27/04 12:00:00.0 60.35 79.765 02/29/04 21:00:00.0 79.4 72.115
02/20/04 10:00:00.0 71.15 75.92 02/22/04 19:00:00.0 73.1 73.495 02/25/04 04:00:00.0 77.35 69.71 02/27/04 13:00:00.0 58.55 80.475 02/29/04 22:00:00.0 74.8 72.805
02/20/04 11:00:00.0 74.5 76.965 02/22/04 20:00:00.0 75.8 73.15 02/25/04 05:00:00.0 76.95 69.365 02/27/04 14:00:00.0 58.3 81.54 02/29/04 23:00:00.0 70 72.805
02/20/04 12:00:00.0 74.1 76.27 02/22/04 21:00:00.0 79.4 72.46 02/25/04 06:00:00.0 78.95 69.365 02/27/04 15:00:00.0 53.4 81.545 03/01/04 00:00:00.0 68.85 72.805
02/20/04 13:00:00.0 71.7 76.965 02/22/04 22:00:00.0 79.4 71.425 02/25/04 07:00:00.0 80.1 71.08 02/27/04 16:00:00.0 54.2 81.555 03/01/04 01:00:00.0 68.3 72.805
02/20/04 14:00:00.0 71.65 77.665 02/22/04 23:00:00.0 79.6 70.39 02/25/04 08:00:00.0 82.05 72.805 02/27/04 17:00:00.0 53.05 80.845 03/01/04 02:00:00.0 67.75 72.805
02/20/04 15:00:00.0 65 78.37 02/23/04 00:00:00.0 80.1 70.39 02/25/04 09:00:00.0 79.3 74.875 02/27/04 18:00:00.0 64.35 77.665 03/01/04 03:00:00.0 67.05 72.46
02/20/04 16:00:00.0 70.7 76.965 02/23/04 01:00:00.0 80.15 69.71 02/25/04 10:00:00.0 75.05 75.57 02/27/04 19:00:00.0 69.55 76.615 03/01/04 04:00:00.0 66.6 72.115
02/20/04 17:00:00.0 73.9 75.225 02/23/04 02:00:00.0 80.15 69.71 02/25/04 11:00:00.0 68.75 77.66 02/27/04 20:00:00.0 72.5 75.92 03/01/04 05:00:00.0 63.4 72.46
02/20/04 18:00:00.0 80 74.185 02/23/04 03:00:00.0 78.5 69.02 02/25/04 12:00:00.0 72.35 79.065 02/27/04 21:00:00.0 72.3 74.88 03/01/04 06:00:00.0 64.4 72.115
02/20/04 19:00:00.0 80.8 73.84 02/23/04 04:00:00.0 79 68.675 02/25/04 13:00:00.0 75.45 78.01 02/27/04 22:00:00.0 71.6 73.84 03/01/04 07:00:00.0 63.7 73.15
02/20/04 20:00:00.0 82 73.495 02/23/04 05:00:00.0 78.4 68.33 02/25/04 14:00:00.0 73.6 78.715 02/27/04 23:00:00.0 72.3 72.805 03/01/04 08:00:00.0 63.25 73.84
02/20/04 21:00:00.0 78.3 73.15 02/23/04 06:00:00.0 77.9 68.33 02/25/04 15:00:00.0 65.1 80.83 02/28/04 00:00:00.0 72.45 73.15 03/01/04 09:00:00.0 64.15 74.53
02/20/04 22:00:00.0 82.85 73.15 02/23/04 07:00:00.0 79 69.02 02/25/04 16:00:00.0 63.85 80.48 02/28/04 01:00:00.0 72.9 72.46 03/01/04 10:00:00.0 62.95 74.53
02/20/04 23:00:00.0 79.95 72.805 02/23/04 08:00:00.0 80.7 71.08 02/25/04 17:00:00.0 68.7 78.72 02/28/04 02:00:00.0 73.75 71.77 03/01/04 11:00:00.0 59.65 74.53
02/21/04 00:00:00.0 76.1 72.805 02/23/04 09:00:00.0 77.7 73.15 02/25/04 18:00:00.0 74.5 76.615 02/28/04 03:00:00.0 74.1 71.425 03/01/04 12:00:00.0 59.8 75.92
02/21/04 01:00:00.0 80.65 71.77 02/23/04 10:00:00.0 73.4 74.53 02/25/04 19:00:00.0 78.4 75.92 02/28/04 04:00:00.0 75 71.08 03/01/04 13:00:00.0 57.7 75.92
02/21/04 02:00:00.0 82.05 71.77 02/23/04 11:00:00.0 74.6 75.57 02/25/04 20:00:00.0 80.2 75.23 02/28/04 05:00:00.0 74.2 70.735 03/01/04 14:00:00.0 59.55 75.225
02/21/04 03:00:00.0 83.6 71.77 02/23/04 12:00:00.0 75 76.27 02/25/04 21:00:00.0 82.2 74.88 02/28/04 06:00:00.0 76.7 71.77 03/01/04 15:00:00.0 62.15 75.92
02/21/04 04:00:00.0 85.3 71.425 02/23/04 13:00:00.0 73.35 75.92 02/25/04 22:00:00.0 82.2 74.88 02/28/04 07:00:00.0 74.55 72.46 03/01/04 16:00:00.0 63.3 74.875
02/21/04 05:00:00.0 86.15 71.425 02/23/04 14:00:00.0 73.7 76.27 02/25/04 23:00:00.0 82.2 74.185 02/28/04 08:00:00.0 70.7 73.84 03/01/04 17:00:00.0 63.8 74.185
02/21/04 06:00:00.0 83.6 71.425 02/23/04 15:00:00.0 73.35 75.92 02/26/04 00:00:00.0 82.2 74.185 02/28/04 09:00:00.0 70.05 75.57 03/01/04 18:00:00.0 61.95 74.185
02/21/04 07:00:00.0 83.6 71.425 02/23/04 16:00:00.0 73.3 75.22 02/26/04 01:00:00.0 82.2 74.185 02/28/04 10:00:00.0 69.5 77.315 03/01/04 19:00:00.0 61.35 73.495
02/21/04 08:00:00.0 82.7 72.805 02/23/04 17:00:00.0 67.45 74.53 02/26/04 02:00:00.0 81.65 73.84 02/28/04 11:00:00.0 66.2 78.71 03/01/04 20:00:00.0 62.45 73.84
02/21/04 09:00:00.0 83.5 73.84 02/23/04 18:00:00.0 62.85 73.84 02/26/04 03:00:00.0 80.25 73.495 02/28/04 12:00:00.0 63.75 80.475 03/01/04 21:00:00.0 60.8 73.84
02/21/04 10:00:00.0 84.35 74.185 02/23/04 19:00:00.0 70.3 73.15 02/26/04 04:00:00.0 80.25 73.495 02/28/04 13:00:00.0 66.3 78.36 03/01/04 22:00:00.0 59.65 73.495
02/21/04 11:00:00.0 87.2 73.495 02/23/04 20:00:00.0 74.35 72.805 02/26/04 05:00:00.0 78.95 73.495 02/28/04 14:00:00.0 66.9 79.42 03/01/04 23:00:00.0 59.7 72.805
02/21/04 12:00:00.0 86.2 74.185 02/23/04 21:00:00.0 77.65 71.77 02/26/04 06:00:00.0 80.8 73.495 02/28/04 15:00:00.0 69.55 79.42 03/02/04 00:00:00.0 62.45 72.805
02/21/04 13:00:00.0 86.2 72.805 02/23/04 22:00:00.0 79.4 71.425 02/26/04 07:00:00.0 79.45 73.84 02/28/04 16:00:00.0 69.4 78.72 03/02/04 01:00:00.0 57.65 72.805
02/21/04 14:00:00.0 86.2 72.805 02/23/04 23:00:00.0 80.1 70.735 02/26/04 08:00:00.0 77.1 75.225 02/28/04 17:00:00.0 65.7 76.615 03/02/04 02:00:00.0 64.2 72.46
02/21/04 15:00:00.0 81.9 73.495 02/24/04 00:00:00.0 80.7 70.05 02/26/04 09:00:00.0 76.05 76.27 02/28/04 18:00:00.0 72.05 75.92 03/02/04 03:00:00.0 71.35 72.46
02/21/04 16:00:00.0 82.7 73.84 02/24/04 01:00:00.0 80.7 70.05 02/26/04 10:00:00.0 74.95 77.315 02/28/04 19:00:00.0 74.9 75.575 03/02/04 04:00:00.0 76.1 72.115
02/21/04 17:00:00.0 83.5 73.495 02/24/04 02:00:00.0 80.15 69.365 02/26/04 11:00:00.0 73.8 79.06 02/28/04 20:00:00.0 76.65 75.575 03/02/04 05:00:00.0 77.65 71.425
02/21/04 18:00:00.0 85.35 72.805 02/24/04 03:00:00.0 80.7 69.02 02/26/04 12:00:00.0 78.2 77.315 02/28/04 21:00:00.0 76.7 74.88 03/02/04 06:00:00.0 72.45 71.425
02/21/04 19:00:00.0 84.35 72.115 02/24/04 04:00:00.0 80.75 68.675 02/26/04 13:00:00.0 77.4 79.415 02/28/04 22:00:00.0 76.75 74.53 03/02/04 07:00:00.0 71.65 72.805
02/21/04 20:00:00.0 84.35 71.77 02/24/04 05:00:00.0 80.75 68.675 02/26/04 14:00:00.0 75.75 78.715 02/28/04 23:00:00.0 77.2 73.84 03/02/04 08:00:00.0 79.55 71.77
02/21/04 21:00:00.0 86.2 71.77 02/24/04 06:00:00.0 80.75 68.675 02/26/04 15:00:00.0 76.15 78.36 02/29/04 00:00:00.0 77.85 73.84 03/02/04 09:00:00.0 77.6 72.805
02/21/04 22:00:00.0 85.3 71.08 02/24/04 07:00:00.0 82 69.71 02/26/04 16:00:00.0 70.95 78.37 02/29/04 01:00:00.0 78.3 73.15 03/02/04 10:00:00.0 71.55 73.84
02/21/04 23:00:00.0 85.3 71.08 02/24/04 08:00:00.0 82 71.425 02/26/04 17:00:00.0 75.8 76.265 02/29/04 02:00:00.0 78.35 72.805 03/02/04 11:00:00.0 66.85 74.875
02/22/04 00:00:00.0 85.3 71.08 02/24/04 09:00:00.0 74.3 73.15 02/26/04 18:00:00.0 78.45 75.575 02/29/04 03:00:00.0 79.5 72.805 03/02/04 12:00:00.0 63.1 75.57
02/22/04 01:00:00.0 83.85 70.05 02/24/04 10:00:00.0 70.9 74.185 02/26/04 19:00:00.0 80.2 75.225 02/29/04 04:00:00.0 80.6 73.15 03/02/04 13:00:00.0 61.55 75.92
02/22/04 02:00:00.0 83.6 69.71 02/24/04 11:00:00.0 65.85 74.875 02/26/04 20:00:00.0 81.6 75.225 02/29/04 05:00:00.0 80.6 73.15 03/02/04 14:00:00.0 62.6 75.92
02/22/04 03:00:00.0 82.95 69.365 02/24/04 12:00:00.0 65.45 76.965 02/26/04 21:00:00.0 81.6 74.88 02/29/04 06:00:00.0 84.55 73.15 03/02/04 15:00:00.0 61.75 75.57
02/22/04 04:00:00.0 82.95 69.02 02/24/04 13:00:00.0 65.5 78.015 02/26/04 22:00:00.0 81.65 74.53 02/29/04 07:00:00.0 84.55 73.15 03/02/04 16:00:00.0 60.35 76.27
02/22/04 05:00:00.0 82.95 68.675 02/24/04 14:00:00.0 63.6 77.665 02/26/04 23:00:00.0 82.2 74.185 02/29/04 08:00:00.0 87.3 72.805 03/02/04 17:00:00.0 64.2 74.53
02/22/04 06:00:00.0 83.6 68.675 02/24/04 15:00:00.0 54.05 78.72 02/27/04 00:00:00.0 81.65 73.84 02/29/04 09:00:00.0 82 74.185 03/02/04 18:00:00.0 63.4 74.185
02/22/04 07:00:00.0 86.15 70.05 02/24/04 16:00:00.0 54.2 78.725 02/27/04 01:00:00.0 81.65 73.84 02/29/04 10:00:00.0 79.95 73.15 03/02/04 19:00:00.0 68.4 73.495
02/22/04 08:00:00.0 84.35 72.115 02/24/04 17:00:00.0 54.15 75.575 02/27/04 02:00:00.0 80.25 73.15 02/29/04 11:00:00.0 74.65 73.84 03/02/04 20:00:00.0 66 73.84
02/22/04 09:00:00.0 81.2 73.84 02/24/04 18:00:00.0 66.3 74.53 02/27/04 03:00:00.0 80.8 73.15 02/29/04 12:00:00.0 71.95 73.84 03/02/04 21:00:00.0 61.95 73.84
02/22/04 10:00:00.0 76.5 74.875 02/24/04 19:00:00.0 70.65 74.185 02/27/04 04:00:00.0 80.8 73.15 02/29/04 13:00:00.0 77.2 73.15 03/02/04 22:00:00.0 63.3 73.495
02/22/04 11:00:00.0 85.2 72.46 02/24/04 20:00:00.0 71.7 73.84 02/27/04 05:00:00.0 80.8 73.15 02/29/04 14:00:00.0 80.6 72.805 03/02/04 23:00:00.0 63.75 73.15
02/22/04 12:00:00.0 84.35 73.84 02/24/04 21:00:00.0 71.4 73.15 02/27/04 06:00:00.0 81.4 73.15 02/29/04 15:00:00.0 72.65 74.185 03/03/04 00:00:00.0 65.15 73.15
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
03/03/04 01:00:00.0 65.6 72.805 03/05/04 10:00:00.0 59.25 76.27 03/07/04 19:00:00.0 68.55 74.88 03/10/04 04:00:00.0 80.6 72.805 03/12/04 13:00:00.0 64.8 78.36
03/03/04 02:00:00.0 68.85 72.805 03/05/04 11:00:00.0 53.5 77.315 03/07/04 20:00:00.0 69.35 74.53 03/10/04 05:00:00.0 80.6 72.46 03/12/04 14:00:00.0 69.35 78.36
03/03/04 03:00:00.0 68.3 72.805 03/05/04 12:00:00.0 47.95 77.665 03/07/04 21:00:00.0 68.9 73.495 03/10/04 06:00:00.0 83.55 72.805 03/12/04 15:00:00.0 65.1 80.475
03/03/04 04:00:00.0 66.75 72.805 03/05/04 13:00:00.0 55.1 78.015 03/07/04 22:00:00.0 70.4 72.805 03/10/04 07:00:00.0 82.7 73.84 03/12/04 16:00:00.0 65.15 80.125
03/03/04 05:00:00.0 62.8 72.46 03/05/04 14:00:00.0 56.4 78.015 03/07/04 23:00:00.0 73.95 72.115 03/10/04 08:00:00.0 84.35 74.53 03/12/04 17:00:00.0 67.2 79.065
03/03/04 06:00:00.0 67.1 72.46 03/05/04 15:00:00.0 52.95 79.065 03/08/04 00:00:00.0 74 71.425 03/10/04 09:00:00.0 86.2 74.875 03/12/04 18:00:00.0 73.35 76.615
03/03/04 07:00:00.0 69.4 73.15 03/05/04 16:00:00.0 54.75 77.665 03/08/04 01:00:00.0 74.1 70.39 03/10/04 10:00:00.0 78.6 77.31 03/12/04 19:00:00.0 74.6 75.92
03/03/04 08:00:00.0 69.95 73.84 03/05/04 17:00:00.0 56.85 76.965 03/08/04 02:00:00.0 74.9 70.05 03/10/04 11:00:00.0 72.3 79.06 03/12/04 20:00:00.0 77 75.57
03/03/04 09:00:00.0 56.7 75.57 03/05/04 18:00:00.0 56.8 75.225 03/08/04 03:00:00.0 74.15 69.365 03/10/04 12:00:00.0 68.85 79.765 03/12/04 21:00:00.0 77.05 75.22
03/03/04 10:00:00.0 61.9 75.57 03/05/04 19:00:00.0 59.3 74.875 03/08/04 04:00:00.0 75 69.02 03/10/04 13:00:00.0 68 80.47 03/12/04 22:00:00.0 78.1 74.875
03/03/04 11:00:00.0 66.55 75.57 03/05/04 20:00:00.0 59.4 74.185 03/08/04 05:00:00.0 75 68.675 03/10/04 14:00:00.0 68.35 80.825 03/12/04 23:00:00.0 77.05 74.875
03/03/04 12:00:00.0 62.55 76.965 03/05/04 21:00:00.0 60.9 74.185 03/08/04 06:00:00.0 74.55 68.675 03/10/04 15:00:00.0 70.25 78.71 03/13/04 00:00:00.0 77.65 74.185
03/03/04 13:00:00.0 61 77.315 03/05/04 22:00:00.0 63.2 74.185 03/08/04 07:00:00.0 76.7 70.39 03/10/04 16:00:00.0 72.4 78.71 03/13/04 01:00:00.0 78.15 74.185
03/03/04 14:00:00.0 64.55 76.615 03/05/04 23:00:00.0 64.85 73.84 03/08/04 08:00:00.0 72.75 72.46 03/10/04 17:00:00.0 75.45 77.315 03/13/04 02:00:00.0 80.55 73.495
03/03/04 15:00:00.0 54.3 77.665 03/06/04 00:00:00.0 66.65 73.84 03/08/04 09:00:00.0 67.9 74.185 03/10/04 18:00:00.0 78.05 76.27 03/13/04 03:00:00.0 79.95 73.15
03/03/04 16:00:00.0 55.2 77.665 03/06/04 01:00:00.0 67.4 73.495 03/08/04 10:00:00.0 64 76.27 03/10/04 19:00:00.0 80.55 75.92 03/13/04 04:00:00.0 81.25 72.46
03/03/04 17:00:00.0 56.15 76.965 03/06/04 02:00:00.0 67.2 73.495 03/08/04 11:00:00.0 64.3 76.965 03/10/04 20:00:00.0 81.2 75.57 03/13/04 05:00:00.0 82 71.77
03/03/04 18:00:00.0 64.4 74.875 03/06/04 03:00:00.0 62 73.495 03/08/04 12:00:00.0 58.7 78.36 03/10/04 21:00:00.0 82 75.57 03/13/04 06:00:00.0 80.7 71.08
03/03/04 19:00:00.0 66.85 74.53 03/06/04 04:00:00.0 62.45 72.805 03/08/04 13:00:00.0 52.5 79.065 03/10/04 22:00:00.0 82 74.875 03/13/04 07:00:00.0 81.95 72.115
03/03/04 20:00:00.0 66.65 74.185 03/06/04 05:00:00.0 63.45 72.115 03/08/04 14:00:00.0 50.25 80.125 03/10/04 23:00:00.0 82.7 74.875 03/13/04 08:00:00.0 81.35 74.53
03/03/04 21:00:00.0 69.65 74.185 03/06/04 06:00:00.0 63.1 72.115 03/08/04 15:00:00.0 51.75 80.13 03/11/04 00:00:00.0 83.55 74.185 03/13/04 09:00:00.0 75.6 75.22
03/03/04 22:00:00.0 71.6 73.84 03/06/04 07:00:00.0 66.5 72.805 03/08/04 16:00:00.0 47.7 79.785 03/11/04 01:00:00.0 84.35 74.185 03/13/04 10:00:00.0 72.3 77.31
03/03/04 23:00:00.0 69.65 73.84 03/06/04 08:00:00.0 66.65 73.495 03/08/04 17:00:00.0 46.95 79.08 03/11/04 02:00:00.0 82.7 74.185 03/13/04 11:00:00.0 70.65 78.36
03/04/04 00:00:00.0 73.5 73.495 03/06/04 09:00:00.0 68.7 74.875 03/08/04 18:00:00.0 59.35 75.92 03/11/04 03:00:00.0 81.2 74.185 03/13/04 12:00:00.0 66.25 78.71
03/04/04 01:00:00.0 77.65 72.805 03/06/04 10:00:00.0 67.65 75.92 03/08/04 19:00:00.0 66.5 75.23 03/11/04 04:00:00.0 81.2 74.185 03/13/04 13:00:00.0 67.7 79.415
03/04/04 02:00:00.0 79.4 72.46 03/06/04 11:00:00.0 56.35 77.315 03/08/04 20:00:00.0 67.25 74.88 03/11/04 05:00:00.0 80.5 73.84 03/13/04 14:00:00.0 69.2 79.065
03/04/04 03:00:00.0 77.65 72.46 03/06/04 12:00:00.0 60.55 78.015 03/08/04 21:00:00.0 68.1 74.185 03/11/04 06:00:00.0 81.9 73.84 03/13/04 15:00:00.0 65.65 79.77
03/04/04 04:00:00.0 79.4 71.77 03/06/04 13:00:00.0 61.55 78.715 03/08/04 22:00:00.0 70.7 73.84 03/11/04 07:00:00.0 83.5 74.53 03/13/04 16:00:00.0 67.3 79.065
03/04/04 05:00:00.0 76.15 71.77 03/06/04 14:00:00.0 62.15 78.37 03/08/04 23:00:00.0 72.75 72.805 03/11/04 08:00:00.0 78.05 75.57 03/13/04 17:00:00.0 70.45 77.315
03/04/04 06:00:00.0 66.4 72.115 03/06/04 15:00:00.0 59.95 78.015 03/09/04 00:00:00.0 73.5 72.46 03/11/04 09:00:00.0 76.95 76.965 03/13/04 18:00:00.0 74.6 76.27
03/04/04 07:00:00.0 58.2 72.805 03/06/04 16:00:00.0 57.2 78.37 03/09/04 01:00:00.0 75.75 71.77 03/11/04 10:00:00.0 73.25 76.965 03/13/04 19:00:00.0 75.05 75.57
03/04/04 08:00:00.0 51.7 73.84 03/06/04 17:00:00.0 61.65 77.315 03/09/04 02:00:00.0 75.4 71.425 03/11/04 11:00:00.0 75.45 77.31 03/13/04 20:00:00.0 75.5 75.22
03/04/04 09:00:00.0 54.25 74.53 03/06/04 18:00:00.0 66.15 75.225 03/09/04 03:00:00.0 77.2 70.735 03/11/04 12:00:00.0 74.95 79.415 03/13/04 21:00:00.0 77.05 74.875
03/04/04 10:00:00.0 62.9 75.57 03/06/04 19:00:00.0 68.2 74.875 03/09/04 04:00:00.0 75.95 70.05 03/11/04 13:00:00.0 73.55 79.06 03/13/04 22:00:00.0 78.1 74.875
03/04/04 11:00:00.0 60.75 75.57 03/06/04 20:00:00.0 69.6 74.53 03/09/04 05:00:00.0 76.9 70.05 03/11/04 14:00:00.0 71.15 80.12 03/13/04 23:00:00.0 79.3 74.53
03/04/04 12:00:00.0 56.5 76.27 03/06/04 21:00:00.0 69.65 74.185 03/09/04 06:00:00.0 77.35 69.71 03/11/04 15:00:00.0 69.6 80.83 03/14/04 00:00:00.0 82 74.185
03/04/04 13:00:00.0 57.1 76.965 03/06/04 22:00:00.0 69.35 74.185 03/09/04 07:00:00.0 80.6 71.77 03/11/04 16:00:00.0 66.55 80.48 03/14/04 01:00:00.0 82 74.185
03/04/04 14:00:00.0 52.4 78.015 03/06/04 23:00:00.0 70 73.84 03/09/04 08:00:00.0 79.3 73.15 03/11/04 17:00:00.0 67.6 79.42 03/14/04 02:00:00.0 82.7 73.495
03/04/04 15:00:00.0 56.3 77.665 03/07/04 00:00:00.0 70 73.495 03/09/04 09:00:00.0 75.6 74.875 03/11/04 18:00:00.0 74.3 76.615 03/14/04 03:00:00.0 81.2 73.495
03/04/04 16:00:00.0 54.45 77.665 03/07/04 01:00:00.0 71.3 73.495 03/09/04 10:00:00.0 71.9 75.92 03/11/04 19:00:00.0 76.55 75.92 03/14/04 04:00:00.0 81.25 72.805
03/04/04 17:00:00.0 58.8 75.92 03/07/04 02:00:00.0 71.3 73.495 03/09/04 11:00:00.0 71.65 77.66 03/11/04 20:00:00.0 77.55 75.57 03/14/04 05:00:00.0 83.5 72.46
03/04/04 18:00:00.0 61.2 74.875 03/07/04 03:00:00.0 72.35 73.15 03/09/04 12:00:00.0 70.6 77.66 03/11/04 21:00:00.0 78.7 75.57 03/14/04 06:00:00.0 86.2 72.46
03/04/04 19:00:00.0 62.8 74.185 03/07/04 04:00:00.0 70.65 72.805 03/09/04 13:00:00.0 68.05 78.71 03/11/04 22:00:00.0 78.75 74.875 03/14/04 07:00:00.0 86.2 73.15
03/04/04 20:00:00.0 60.15 74.185 03/07/04 05:00:00.0 71 72.805 03/09/04 14:00:00.0 69.15 79.77 03/11/04 23:00:00.0 80 74.875 03/14/04 08:00:00.0 84.35 74.53
03/04/04 21:00:00.0 64.2 74.185 03/07/04 06:00:00.0 70.65 72.805 03/09/04 15:00:00.0 68.05 80.125 03/12/04 00:00:00.0 79.3 74.53 03/14/04 09:00:00.0 85.35 75.57
03/04/04 22:00:00.0 67 73.495 03/07/04 07:00:00.0 70.9 73.84 03/09/04 16:00:00.0 61.45 80.13 03/12/04 01:00:00.0 79.9 73.84 03/14/04 10:00:00.0 81.2 76.27
03/04/04 23:00:00.0 69.4 73.495 03/07/04 08:00:00.0 68.2 74.53 03/09/04 17:00:00.0 64.3 79.075 03/12/04 02:00:00.0 78.1 73.84 03/14/04 11:00:00.0 78.2 77.66
03/05/04 00:00:00.0 69.75 72.805 03/07/04 09:00:00.0 62.2 75.57 03/09/04 18:00:00.0 68.8 76.265 03/12/04 03:00:00.0 80.6 73.15 03/14/04 12:00:00.0 81.9 75.92
03/05/04 01:00:00.0 69.75 72.805 03/07/04 10:00:00.0 56.7 76.615 03/09/04 19:00:00.0 74.75 75.575 03/12/04 04:00:00.0 81.25 72.46 03/14/04 13:00:00.0 74.9 78.36
03/05/04 02:00:00.0 67.25 72.805 03/07/04 11:00:00.0 58.25 77.315 03/09/04 20:00:00.0 75.7 75.225 03/12/04 05:00:00.0 85.2 72.805 03/14/04 14:00:00.0 78.05 77.66
03/05/04 03:00:00.0 67.55 72.46 03/07/04 12:00:00.0 59.75 78.36 03/09/04 21:00:00.0 76.15 74.53 03/12/04 06:00:00.0 87.2 73.15 03/14/04 15:00:00.0 79.85 76.965
03/05/04 04:00:00.0 63.75 72.805 03/07/04 13:00:00.0 61.05 78.715 03/09/04 22:00:00.0 77.75 74.53 03/12/04 07:00:00.0 86.2 73.84 03/14/04 16:00:00.0 83.55 75.225
03/05/04 05:00:00.0 64.2 72.46 03/07/04 14:00:00.0 61.6 78.715 03/09/04 23:00:00.0 78.25 74.53 03/12/04 08:00:00.0 80.55 74.53 03/14/04 17:00:00.0 80.55 75.225
03/05/04 06:00:00.0 62.1 72.46 03/07/04 15:00:00.0 62.45 78.37 03/10/04 00:00:00.0 79.45 74.185 03/12/04 09:00:00.0 77.55 76.62 03/14/04 18:00:00.0 80.55 74.53
03/05/04 07:00:00.0 60.95 72.805 03/07/04 16:00:00.0 62.65 78.37 03/10/04 01:00:00.0 80 73.84 03/12/04 10:00:00.0 74.05 77.66 03/14/04 19:00:00.0 82 74.185
03/05/04 08:00:00.0 62.15 73.84 03/07/04 17:00:00.0 61.6 77.67 03/10/04 02:00:00.0 80 73.15 03/12/04 11:00:00.0 69 79.06 03/14/04 20:00:00.0 81.2 74.185
03/05/04 09:00:00.0 58.7 75.22 03/07/04 18:00:00.0 67.15 75.575 03/10/04 03:00:00.0 81.4 72.46 03/12/04 12:00:00.0 63.3 79.06 03/14/04 21:00:00.0 80.6 73.495
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
03/14/04 22:00:00.0 80.6 73.495 03/17/04 07:00:00.0 83.5 73.495 03/19/04 16:00:00.0 72.55 75.22 03/22/04 01:00:00.0 78.2 71.77 03/24/04 10:00:00.0 81.2 73.84
03/14/04 23:00:00.0 80.6 73.15 03/17/04 08:00:00.0 81.2 74.53 03/19/04 17:00:00.0 76 73.84 03/22/04 02:00:00.0 78.8 71.77 03/24/04 11:00:00.0 85.2 73.495
03/15/04 00:00:00.0 80.6 72.805 03/17/04 09:00:00.0 76.45 75.57 03/19/04 18:00:00.0 77.6 73.15 03/22/04 03:00:00.0 77.65 72.115 03/24/04 12:00:00.0 86.2 73.15
03/15/04 01:00:00.0 81.25 72.805 03/17/04 10:00:00.0 73.2 77.66 03/19/04 19:00:00.0 79.95 72.805 03/22/04 04:00:00.0 78.2 71.77 03/24/04 13:00:00.0 84.35 74.53
03/15/04 02:00:00.0 82.05 72.805 03/17/04 11:00:00.0 70.25 78.71 03/19/04 20:00:00.0 82.7 72.805 03/22/04 05:00:00.0 75.65 71.77 03/24/04 14:00:00.0 85.2 74.185
03/15/04 03:00:00.0 81.25 72.46 03/17/04 12:00:00.0 69.45 80.115 03/19/04 21:00:00.0 83.5 72.46 03/22/04 06:00:00.0 77.1 71.77 03/24/04 15:00:00.0 85.2 74.53
03/15/04 04:00:00.0 81.3 72.115 03/17/04 13:00:00.0 66.85 79.765 03/19/04 22:00:00.0 83.5 72.115 03/22/04 07:00:00.0 77.1 72.805 03/24/04 16:00:00.0 78.65 75.22
03/15/04 05:00:00.0 81.3 72.115 03/17/04 14:00:00.0 66.8 80.47 03/19/04 23:00:00.0 83.5 72.115 03/22/04 08:00:00.0 71.9 74.185 03/24/04 17:00:00.0 77.05 74.875
03/15/04 06:00:00.0 82.7 72.115 03/17/04 15:00:00.0 63.55 80.825 03/20/04 00:00:00.0 84.35 71.425 03/22/04 09:00:00.0 67.05 75.57 03/24/04 18:00:00.0 81.2 73.84
03/15/04 07:00:00.0 83.5 72.805 03/17/04 16:00:00.0 67.2 78.36 03/20/04 01:00:00.0 85.2 71.425 03/22/04 10:00:00.0 66.45 76.27 03/24/04 19:00:00.0 80.6 73.495
03/15/04 08:00:00.0 80.6 73.84 03/17/04 17:00:00.0 65.45 78.015 03/20/04 02:00:00.0 85.2 71.425 03/22/04 11:00:00.0 60.4 77.66 03/24/04 20:00:00.0 79.95 73.495
03/15/04 09:00:00.0 76.7 75.22 03/17/04 18:00:00.0 71.8 75.92 03/20/04 03:00:00.0 83.6 71.08 03/22/04 12:00:00.0 60.05 78.71 03/24/04 21:00:00.0 83.5 72.805
03/15/04 10:00:00.0 74.3 76.62 03/17/04 19:00:00.0 75.15 75.57 03/20/04 04:00:00.0 84.35 70.735 03/22/04 13:00:00.0 54.3 79.765 03/24/04 22:00:00.0 85.2 72.115
03/15/04 11:00:00.0 71.1 77.66 03/17/04 20:00:00.0 78.05 75.57 03/20/04 05:00:00.0 85.2 71.08 03/22/04 14:00:00.0 55.35 79.415 03/24/04 23:00:00.0 85.2 72.46
03/15/04 12:00:00.0 70.05 78.36 03/17/04 21:00:00.0 78.1 74.875 03/20/04 06:00:00.0 84.35 70.735 03/22/04 15:00:00.0 49.5 80.475 03/25/04 00:00:00.0 85.2 72.115
03/15/04 13:00:00.0 71.05 77.31 03/17/04 22:00:00.0 78.1 74.53 03/20/04 07:00:00.0 87.2 72.115 03/22/04 16:00:00.0 54.85 80.125 03/25/04 01:00:00.0 85.2 71.425
03/15/04 14:00:00.0 68.9 79.065 03/17/04 23:00:00.0 79.9 73.84 03/20/04 08:00:00.0 88.3 73.495 03/22/04 17:00:00.0 56.95 79.43 03/25/04 02:00:00.0 85.2 71.425
03/15/04 15:00:00.0 70.55 78.715 03/18/04 00:00:00.0 79.85 74.185 03/20/04 09:00:00.0 85.35 74.53 03/22/04 18:00:00.0 65 76.265 03/25/04 03:00:00.0 85.2 71.425
03/15/04 16:00:00.0 70.9 78.36 03/18/04 01:00:00.0 82.7 73.84 03/20/04 10:00:00.0 82.2 75.57 03/22/04 19:00:00.0 69.35 75.225 03/25/04 04:00:00.0 86.15 71.08
03/15/04 17:00:00.0 72.75 77.315 03/18/04 02:00:00.0 81.25 73.15 03/20/04 11:00:00.0 81.9 74.53 03/22/04 20:00:00.0 73.1 75.225 03/25/04 05:00:00.0 85.2 71.08
03/15/04 18:00:00.0 77 75.57 03/18/04 03:00:00.0 81.25 72.805 03/20/04 12:00:00.0 76.5 75.92 03/22/04 21:00:00.0 74.65 74.53 03/25/04 06:00:00.0 86.15 71.425
03/15/04 19:00:00.0 76 75.22 03/18/04 04:00:00.0 82.05 72.115 03/20/04 13:00:00.0 79.95 75.92 03/22/04 22:00:00.0 76.05 74.185 03/25/04 07:00:00.0 86.2 72.115
03/15/04 20:00:00.0 76.5 74.875 03/18/04 05:00:00.0 82.7 72.46 03/20/04 14:00:00.0 79.85 74.53 03/22/04 23:00:00.0 76.05 73.84 03/25/04 08:00:00.0 84.55 73.495
03/15/04 21:00:00.0 77.05 74.53 03/18/04 06:00:00.0 83.5 72.805 03/20/04 15:00:00.0 74.6 75.22 03/23/04 00:00:00.0 76.6 73.15 03/25/04 09:00:00.0 77.8 74.53
03/15/04 22:00:00.0 78.15 74.185 03/18/04 07:00:00.0 86.2 72.805 03/20/04 16:00:00.0 74.2 75.22 03/23/04 01:00:00.0 78.75 72.46 03/25/04 10:00:00.0 75.85 75.57
03/15/04 23:00:00.0 80.55 74.185 03/18/04 08:00:00.0 86.2 73.84 03/20/04 17:00:00.0 73.4 75.22 03/23/04 02:00:00.0 77.65 72.115 03/25/04 11:00:00.0 68.55 76.965
03/16/04 00:00:00.0 81.2 73.495 03/18/04 09:00:00.0 84.35 73.84 03/20/04 18:00:00.0 75.55 73.84 03/23/04 03:00:00.0 77.7 71.425 03/25/04 12:00:00.0 69.45 78.36
03/16/04 01:00:00.0 82.7 73.15 03/18/04 10:00:00.0 86.2 73.84 03/20/04 19:00:00.0 80.6 73.15 03/23/04 04:00:00.0 78.25 71.08 03/25/04 13:00:00.0 70.75 78.36
03/16/04 02:00:00.0 83.5 72.46 03/18/04 11:00:00.0 86.2 74.185 03/20/04 20:00:00.0 79.35 72.805 03/23/04 05:00:00.0 77.2 70.735 03/25/04 14:00:00.0 70.3 77.315
03/16/04 03:00:00.0 83.5 72.46 03/18/04 12:00:00.0 84.35 75.22 03/20/04 21:00:00.0 78.7 72.805 03/23/04 06:00:00.0 77.7 71.08 03/25/04 15:00:00.0 67.85 77.66
03/16/04 04:00:00.0 82.05 71.77 03/18/04 13:00:00.0 77.55 76.965 03/20/04 22:00:00.0 77.1 72.46 03/23/04 07:00:00.0 80.6 72.115 03/25/04 16:00:00.0 72.15 75.92
03/16/04 05:00:00.0 79.95 71.77 03/18/04 14:00:00.0 83.5 75.22 03/20/04 23:00:00.0 76.7 71.77 03/23/04 08:00:00.0 79.45 74.185 03/25/04 17:00:00.0 70.35 76.27
03/16/04 06:00:00.0 80.7 70.735 03/18/04 15:00:00.0 80.55 76.27 03/21/04 00:00:00.0 78.25 71.425 03/23/04 09:00:00.0 75.6 75.22 03/25/04 18:00:00.0 75.55 74.53
03/16/04 07:00:00.0 84.35 71.77 03/18/04 16:00:00.0 79.95 75.92 03/21/04 01:00:00.0 78.75 72.115 03/23/04 10:00:00.0 68.95 76.62 03/25/04 19:00:00.0 81.2 73.495
03/16/04 08:00:00.0 81.35 74.185 03/18/04 17:00:00.0 57.15 77.665 03/21/04 02:00:00.0 80 70.735 03/23/04 11:00:00.0 69.7 76.965 03/25/04 20:00:00.0 82.05 73.15
03/16/04 09:00:00.0 77 75.57 03/18/04 18:00:00.0 70.8 75.57 03/21/04 03:00:00.0 79.4 69.705 03/23/04 12:00:00.0 70.45 77.66 03/25/04 21:00:00.0 80.6 72.805
03/16/04 10:00:00.0 74.65 77.31 03/18/04 19:00:00.0 73 74.53 03/21/04 04:00:00.0 80 70.05 03/23/04 13:00:00.0 70 78.36 03/25/04 22:00:00.0 81.9 72.805
03/16/04 11:00:00.0 72.5 77.66 03/18/04 20:00:00.0 75.6 74.185 03/21/04 05:00:00.0 79.4 69.705 03/23/04 14:00:00.0 67.5 79.065 03/25/04 23:00:00.0 79.3 73.15
03/16/04 12:00:00.0 67.7 77.66 03/18/04 21:00:00.0 80.55 74.185 03/21/04 06:00:00.0 78.3 69.02 03/23/04 15:00:00.0 68.45 78.36 03/26/04 00:00:00.0 81.3 72.115
03/16/04 13:00:00.0 62.3 78.71 03/18/04 22:00:00.0 79.35 73.15 03/21/04 07:00:00.0 79.4 71.08 03/23/04 16:00:00.0 67.15 76.965 03/26/04 01:00:00.0 81.3 72.115
03/16/04 14:00:00.0 60.4 79.765 03/18/04 23:00:00.0 79.9 73.495 03/21/04 08:00:00.0 77.15 72.805 03/23/04 17:00:00.0 65.85 77.315 03/26/04 02:00:00.0 83.5 71.77
03/16/04 15:00:00.0 61.2 80.12 03/19/04 00:00:00.0 79.95 72.805 03/21/04 09:00:00.0 72.6 74.875 03/23/04 18:00:00.0 68.9 75.57 03/26/04 03:00:00.0 83.5 71.77
03/16/04 16:00:00.0 63.25 77.66 03/19/04 01:00:00.0 80 71.425 03/21/04 10:00:00.0 67.6 75.57 03/23/04 19:00:00.0 71.85 74.875 03/26/04 04:00:00.0 84.35 71.425
03/16/04 17:00:00.0 67.6 76.965 03/19/04 02:00:00.0 80 71.425 03/21/04 11:00:00.0 68.95 75.92 03/23/04 20:00:00.0 74.65 74.53 03/26/04 05:00:00.0 82.75 71.77
03/16/04 18:00:00.0 69.2 75.57 03/19/04 03:00:00.0 80 71.08 03/21/04 12:00:00.0 67.35 77.31 03/23/04 21:00:00.0 77.05 74.53 03/26/04 06:00:00.0 84.35 71.425
03/16/04 19:00:00.0 72.2 75.22 03/19/04 04:00:00.0 80.6 70.735 03/21/04 13:00:00.0 72.15 77.315 03/23/04 22:00:00.0 77.05 73.84 03/26/04 07:00:00.0 82.7 72.115
03/16/04 20:00:00.0 72.6 74.53 03/19/04 05:00:00.0 82 71.425 03/21/04 14:00:00.0 70.75 77.315 03/23/04 23:00:00.0 77.6 73.495 03/26/04 08:00:00.0 81.4 73.495
03/16/04 21:00:00.0 74.7 74.185 03/19/04 06:00:00.0 82 70.735 03/21/04 15:00:00.0 74.55 77.665 03/24/04 00:00:00.0 80.6 72.805 03/26/04 09:00:00.0 77.75 75.225
03/16/04 22:00:00.0 76.5 73.84 03/19/04 07:00:00.0 83.5 72.46 03/21/04 16:00:00.0 67.65 76.615 03/24/04 01:00:00.0 82.7 72.46 03/26/04 10:00:00.0 75.15 74.875
03/16/04 23:00:00.0 77.55 73.495 03/19/04 08:00:00.0 80.55 74.185 03/21/04 17:00:00.0 66.35 77.665 03/24/04 02:00:00.0 84.35 72.115 03/26/04 11:00:00.0 73.3 76.965
03/17/04 00:00:00.0 78.2 73.15 03/19/04 09:00:00.0 74.25 75.57 03/21/04 18:00:00.0 72.25 74.875 03/24/04 03:00:00.0 85.2 71.77 03/26/04 12:00:00.0 68.85 77.66
03/17/04 01:00:00.0 79.4 72.805 03/19/04 10:00:00.0 71.75 76.27 03/21/04 19:00:00.0 75.55 74.185 03/24/04 04:00:00.0 83.5 71.77 03/26/04 13:00:00.0 69.4 76.965
03/17/04 02:00:00.0 80.6 72.115 03/19/04 11:00:00.0 72.9 76.27 03/21/04 20:00:00.0 77.55 73.84 03/24/04 05:00:00.0 84.35 71.77 03/26/04 14:00:00.0 71.8 75.92
03/17/04 03:00:00.0 81.95 72.115 03/19/04 12:00:00.0 64.8 78.36 03/21/04 21:00:00.0 77.6 73.15 03/24/04 06:00:00.0 85.2 71.77 03/26/04 15:00:00.0 81.2 73.495
03/17/04 04:00:00.0 81.25 72.46 03/19/04 13:00:00.0 57.25 78.01 03/21/04 22:00:00.0 77.6 73.15 03/24/04 07:00:00.0 85.2 73.15 03/26/04 16:00:00.0 81.25 73.15
03/17/04 05:00:00.0 81.25 72.115 03/19/04 14:00:00.0 64.75 76.62 03/21/04 23:00:00.0 76.6 72.46 03/24/04 08:00:00.0 84.35 74.185 03/26/04 17:00:00.0 80.6 72.805
03/17/04 06:00:00.0 81.25 72.46 03/19/04 15:00:00.0 77.6 74.875 03/22/04 00:00:00.0 76.6 72.115 03/24/04 09:00:00.0 83.5 74.875 03/26/04 18:00:00.0 80.6 73.15
78
        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
03/26/04 19:00:00.0 81.25 72.46 03/29/04 04:00:00.0 82.75 71.08 03/31/04 13:00:00.0 61.8 77.315 04/02/04 22:00:00.0 71.9 74.53 04/05/04 08:00:00.0 78.25 72.46
03/26/04 20:00:00.0 81.3 72.115 03/29/04 05:00:00.0 83.5 70.735 03/31/04 14:00:00.0 63.9 76.62 04/02/04 23:00:00.0 73.85 74.185 04/05/04 09:00:00.0 78.7 73.84
03/26/04 21:00:00.0 83.5 71.77 03/29/04 06:00:00.0 83.5 70.735 03/31/04 15:00:00.0 77.55 74.53 04/03/04 00:00:00.0 75.1 74.185 04/05/04 10:00:00.0 78.1 75.23
03/26/04 22:00:00.0 82.75 71.77 03/29/04 07:00:00.0 83.5 71.425 03/31/04 16:00:00.0 76 74.53 04/03/04 01:00:00.0 74.5 73.495 04/05/04 11:00:00.0 75.05 76.965
03/26/04 23:00:00.0 84.35 71.77 03/29/04 08:00:00.0 81.2 73.15 03/31/04 17:00:00.0 74.2 73.84 04/03/04 02:00:00.0 74 73.15 04/05/04 12:00:00.0 70.45 78.36
03/27/04 00:00:00.0 83.5 72.115 03/29/04 09:00:00.0 81.35 74.185 03/31/04 18:00:00.0 77 73.84 04/03/04 03:00:00.0 73.6 72.46 04/05/04 13:00:00.0 67.05 79.765
03/27/04 01:00:00.0 82 71.77 03/29/04 10:00:00.0 70.35 74.53 03/31/04 19:00:00.0 77.05 73.495 04/03/04 04:00:00.0 73.9 72.805 04/05/04 14:00:00.0 62.8 80.82
03/27/04 02:00:00.0 85.2 71.425 03/29/04 11:00:00.0 69.15 75.92 03/31/04 20:00:00.0 79.95 73.495 04/03/04 05:00:00.0 73.9 72.805 04/05/04 15:00:00.0 68.4 79.06
03/27/04 03:00:00.0 83.5 71.08 03/29/04 12:00:00.0 69.8 75.57 03/31/04 21:00:00.0 78.7 73.15 04/03/04 06:00:00.0 73.85 73.15 04/05/04 16:00:00.0 69.15 79.765
03/27/04 04:00:00.0 84.35 71.08 03/29/04 13:00:00.0 67.95 76.965 03/31/04 22:00:00.0 78.75 72.805 04/03/04 07:00:00.0 74.65 74.535 04/05/04 17:00:00.0 74.05 77.665
03/27/04 05:00:00.0 85.2 71.08 03/29/04 14:00:00.0 65.3 76.615 03/31/04 23:00:00.0 78.7 72.805 04/03/04 08:00:00.0 74.55 75.92 04/05/04 18:00:00.0 75.9 76.965
03/27/04 06:00:00.0 85.2 71.425 03/29/04 15:00:00.0 65.65 76.965 04/01/04 00:00:00.0 79.3 72.805 04/03/04 09:00:00.0 73.6 77.315 04/05/04 19:00:00.0 78.05 76.615
03/27/04 07:00:00.0 78.85 72.46 03/29/04 16:00:00.0 66.75 75.57 04/01/04 01:00:00.0 79.3 72.805 04/03/04 10:00:00.0 69.2 79.065 04/05/04 20:00:00.0 78.2 76.265
03/27/04 08:00:00.0 72.75 73.495 03/29/04 17:00:00.0 67.35 74.53 04/01/04 02:00:00.0 80.6 72.46 04/03/04 11:00:00.0 66.45 79.065 04/05/04 21:00:00.0 73.75 75.575
03/27/04 09:00:00.0 71.3 74.53 03/29/04 18:00:00.0 70.9 73.84 04/01/04 03:00:00.0 79.95 72.115 04/03/04 12:00:00.0 68.8 80.825 04/05/04 22:00:00.0 76.45 75.225
03/27/04 10:00:00.0 69.15 75.57 03/29/04 19:00:00.0 70.55 73.84 04/01/04 04:00:00.0 79.3 72.115 04/03/04 13:00:00.0 69.95 78.01 04/05/04 23:00:00.0 75.5 74.88
03/27/04 11:00:00.0 66.2 76.615 03/29/04 20:00:00.0 70.6 73.495 04/01/04 05:00:00.0 79.3 72.115 04/03/04 14:00:00.0 74.95 77.315 04/06/04 00:00:00.0 76.6 74.185
03/27/04 12:00:00.0 62.65 76.62 03/29/04 21:00:00.0 71.3 73.495 04/01/04 06:00:00.0 80.6 72.115 04/03/04 15:00:00.0 79.85 75.92 04/06/04 01:00:00.0 77.15 73.84
03/27/04 13:00:00.0 64.8 77.315 03/29/04 22:00:00.0 72.4 72.805 04/01/04 07:00:00.0 79.95 73.15 04/03/04 16:00:00.0 78.05 75.575 04/06/04 02:00:00.0 78.8 73.495
03/27/04 14:00:00.0 66.45 76.965 03/29/04 23:00:00.0 77.65 72.115 04/01/04 08:00:00.0 73.3 74.185 04/03/04 17:00:00.0 76.95 75.225 04/06/04 03:00:00.0 79.35 73.495
03/27/04 15:00:00.0 66.65 76.965 03/30/04 00:00:00.0 77.15 71.425 04/01/04 09:00:00.0 71.6 75.225 04/03/04 18:00:00.0 80.6 74.53 04/06/04 04:00:00.0 79.5 72.805
03/27/04 16:00:00.0 64.95 77.665 03/30/04 01:00:00.0 78.8 70.735 04/01/04 10:00:00.0 65.55 76.965 04/03/04 19:00:00.0 80.6 74.53 04/06/04 05:00:00.0 79.5 72.46
03/27/04 17:00:00.0 74.7 74.185 03/30/04 02:00:00.0 78.3 70.05 04/01/04 11:00:00.0 69.15 76.27 04/03/04 20:00:00.0 78.3 74.185 04/06/04 06:00:00.0 79 72.46
03/27/04 18:00:00.0 79.95 73.15 03/30/04 03:00:00.0 77.85 69.705 04/01/04 12:00:00.0 72.25 75.92 04/03/04 21:00:00.0 78.3 74.185 04/06/04 07:00:00.0 80.05 72.46
03/27/04 19:00:00.0 81.25 72.46 03/30/04 04:00:00.0 78.85 69.365 04/01/04 13:00:00.0 70.05 76.965 04/03/04 22:00:00.0 80.6 73.84 04/06/04 08:00:00.0 81.25 73.84
03/27/04 20:00:00.0 81.25 72.46 03/30/04 05:00:00.0 78.3 69.02 04/01/04 14:00:00.0 70.05 76.615 04/03/04 23:00:00.0 80.8 73.84 04/06/04 09:00:00.0 80.2 75.92
03/27/04 21:00:00.0 80.6 72.46 03/30/04 06:00:00.0 78.3 69.365 04/01/04 15:00:00.0 72.9 76.27 04/04/04 00:00:00.0 80.6 73.84 04/06/04 10:00:00.0 76.6 76.965
03/27/04 22:00:00.0 81.25 72.46 03/30/04 07:00:00.0 78.2 71.08 04/01/04 16:00:00.0 75 76.62 04/04/04 01:00:00.0 79.3 73.84 04/06/04 11:00:00.0 72.15 77.315
03/27/04 23:00:00.0 81.3 71.77 03/30/04 08:00:00.0 75.6 72.805 04/01/04 17:00:00.0 75.5 74.875 04/04/04 03:00:00.0 78.15 73.495 04/06/04 12:00:00.0 70.05 78.71
03/28/04 00:00:00.0 78.2 72.46 03/30/04 09:00:00.0 71.4 74.88 04/01/04 18:00:00.0 74.6 74.53 04/04/04 04:00:00.0 77.65 73.495 04/06/04 13:00:00.0 65.8 79.765
03/28/04 01:00:00.0 79.3 72.115 03/30/04 10:00:00.0 67.85 75.22 04/01/04 19:00:00.0 74.2 74.53 04/04/04 05:00:00.0 78.15 73.495 04/06/04 14:00:00.0 58.3 79.415
03/28/04 02:00:00.0 79.3 72.115 03/30/04 11:00:00.0 68.5 76.965 04/01/04 20:00:00.0 73.4 74.185 04/04/04 06:00:00.0 78.8 73.495 04/06/04 15:00:00.0 57.2 80.82
03/28/04 03:00:00.0 81.3 71.77 03/30/04 12:00:00.0 68.4 77.31 04/01/04 21:00:00.0 71.6 73.84 04/04/04 07:00:00.0 80.6 73.495 04/06/04 16:00:00.0 63.45 79.06
03/28/04 04:00:00.0 80.6 71.77 03/30/04 13:00:00.0 66.3 75.57 04/01/04 22:00:00.0 73.1 73.495 04/04/04 08:00:00.0 80.55 73.84 04/06/04 17:00:00.0 69.6 78.01
03/28/04 05:00:00.0 78.75 72.115 03/30/04 14:00:00.0 72.15 75.92 04/01/04 23:00:00.0 74 73.15 04/04/04 09:00:00.0 79.9 74.535 04/06/04 18:00:00.0 74.05 76.965
03/28/04 06:00:00.0 79.3 71.77 03/30/04 15:00:00.0 68.3 76.965 04/02/04 00:00:00.0 75.3 72.805 04/04/04 10:00:00.0 76.5 76.615 04/06/04 19:00:00.0 77.45 76.615
03/28/04 07:00:00.0 81.25 72.46 03/30/04 16:00:00.0 70.8 75.225 04/02/04 01:00:00.0 76.3 72.115 04/04/04 11:00:00.0 73.75 77.665 04/06/04 20:00:00.0 81.2 75.92
03/28/04 08:00:00.0 81.2 73.15 03/30/04 17:00:00.0 72.7 73.495 04/02/04 02:00:00.0 77.7 72.115 04/04/04 12:00:00.0 75.45 77.665 04/06/04 21:00:00.0 82.7 74.88
03/28/04 09:00:00.0 71.5 75.57 03/30/04 18:00:00.0 80.6 72.46 04/02/04 03:00:00.0 77.9 72.115 04/04/04 13:00:00.0 78.2 76.265 04/06/04 22:00:00.0 80.25 74.88
03/28/04 10:00:00.0 68.25 76.27 03/30/04 19:00:00.0 82 71.77 04/02/04 04:00:00.0 78.85 72.115 04/04/04 14:00:00.0 82.7 75.225 04/06/04 23:00:00.0 79.9 74.88
03/28/04 11:00:00.0 78.1 74.53 03/30/04 20:00:00.0 82.75 71.77 04/02/04 05:00:00.0 79.4 71.77 04/04/04 15:00:00.0 82.7 74.185 04/07/04 00:00:00.0 81.2 74.88
03/28/04 12:00:00.0 73.85 76.615 03/30/04 21:00:00.0 79.95 71.77 04/02/04 06:00:00.0 79.95 72.46 04/04/04 16:00:00.0 83.5 73.84 04/07/04 01:00:00.0 82.05 74.185
03/28/04 13:00:00.0 74.1 76.27 03/30/04 22:00:00.0 79.3 71.77 04/02/04 07:00:00.0 81.25 73.495 04/04/04 17:00:00.0 84.35 73.84 04/07/04 02:00:00.0 80.3 73.495
03/28/04 14:00:00.0 74.2 74.875 03/30/04 23:00:00.0 78.75 71.77 04/02/04 08:00:00.0 76.55 74.535 04/04/04 18:00:00.0 83.55 73.495 04/07/04 03:00:00.0 79.75 73.495
03/28/04 15:00:00.0 71.15 74.875 03/31/04 00:00:00.0 78.2 71.425 04/02/04 09:00:00.0 72.2 75.92 04/04/04 19:00:00.0 82.05 73.15 04/07/04 04:00:00.0 78.9 73.15
03/28/04 16:00:00.0 73.75 75.575 03/31/04 01:00:00.0 78.2 71.425 04/02/04 10:00:00.0 61.25 77.315 04/04/04 20:00:00.0 83.55 73.15 04/07/04 05:00:00.0 80.65 72.805
03/28/04 17:00:00.0 68.65 75.23 03/31/04 02:00:00.0 77.7 71.08 04/02/04 11:00:00.0 59.05 78.36 04/04/04 21:00:00.0 82.25 72.805 04/07/04 06:00:00.0 81.7 72.805
03/28/04 18:00:00.0 75.65 73.495 03/31/04 03:00:00.0 80.6 71.08 04/02/04 12:00:00.0 62.6 79.41 04/04/04 22:00:00.0 81.4 72.805 04/07/04 07:00:00.0 81.4 72.805
03/28/04 19:00:00.0 75.1 73.495 03/31/04 04:00:00.0 79.4 71.08 04/02/04 13:00:00.0 60.55 80.12 04/04/04 23:00:00.0 82.25 72.805 04/07/04 08:00:00.0 81.9 74.885
03/28/04 20:00:00.0 77.1 73.15 03/31/04 05:00:00.0 79.4 70.735 04/02/04 14:00:00.0 59.65 80.825 04/05/04 00:00:00.0 80.65 72.805 04/07/04 09:00:00.0 80.75 75.92
03/28/04 21:00:00.0 74.3 73.15 03/31/04 06:00:00.0 78.8 71.08 04/02/04 15:00:00.0 56.9 81.18 04/05/04 01:00:00.0 82.9 72.46 04/07/04 10:00:00.0 77.55 76.27
03/28/04 22:00:00.0 79.3 72.46 03/31/04 07:00:00.0 79.95 72.115 04/02/04 16:00:00.0 59.3 78.71 04/05/04 02:00:00.0 81.15 72.46 04/07/04 11:00:00.0 78.15 76.62
03/28/04 23:00:00.0 80.6 72.115 03/31/04 08:00:00.0 77.6 73.15 04/02/04 17:00:00.0 63.85 77.31 04/05/04 03:00:00.0 80.35 71.77 04/07/04 12:00:00.0 78.15 77.315
03/29/04 00:00:00.0 82.75 71.77 03/31/04 09:00:00.0 73.65 73.84 04/02/04 18:00:00.0 67.2 76.62 04/05/04 04:00:00.0 80.35 71.08 04/07/04 13:00:00.0 75.15 78.71
03/29/04 01:00:00.0 83.5 71.08 03/31/04 10:00:00.0 69.1 74.875 04/02/04 19:00:00.0 69.85 75.57 04/05/04 05:00:00.0 82.05 71.425 04/07/04 14:00:00.0 73.8 79.41
03/29/04 02:00:00.0 85.2 71.08 03/31/04 11:00:00.0 67.75 75.92 04/02/04 20:00:00.0 71.2 75.22 04/05/04 06:00:00.0 81.45 71.08 04/07/04 15:00:00.0 74.55 77.315
03/29/04 03:00:00.0 82 71.425 03/31/04 12:00:00.0 64 76.965 04/02/04 21:00:00.0 70.65 74.875 04/05/04 07:00:00.0 78.9 71.08 04/07/04 16:00:00.0 82.7 75.225
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F) Date/Time Ambient RH% Temp.( F)
04/07/04 17:00:00.0 87.35 75.225 04/10/04 02:00:00.0 85.35 74.53 04/12/04 11:00:00.0 68.05 78.36 04/14/04 20:00:00.0 61.1 76.965 04/17/04 05:00:00.0 72.7 73.495
04/07/04 18:00:00.0 89.7 74.53 04/10/04 03:00:00.0 85.35 74.185 04/12/04 12:00:00.0 68.3 78.36 04/14/04 21:00:00.0 63.35 76.27 04/17/04 06:00:00.0 74.35 72.46
04/07/04 19:00:00.0 89.7 74.53 04/10/04 04:00:00.0 85.35 73.84 04/12/04 13:00:00.0 63.4 79.765 04/14/04 22:00:00.0 65.3 75.92 04/17/04 07:00:00.0 75.6 73.15
04/07/04 20:00:00.0 89.7 74.53 04/10/04 05:00:00.0 84.35 73.495 04/12/04 14:00:00.0 63.25 79.765 04/14/04 23:00:00.0 68.5 75.225 04/17/04 08:00:00.0 70.75 75.575
04/07/04 21:00:00.0 89.7 74.185 04/10/04 06:00:00.0 83.55 73.15 04/12/04 15:00:00.0 59.95 79.765 04/15/04 00:00:00.0 70.25 74.185 04/17/04 09:00:00.0 64 76.965
04/07/04 22:00:00.0 87.3 73.84 04/10/04 07:00:00.0 84.35 73.495 04/12/04 16:00:00.0 59.7 80.115 04/15/04 01:00:00.0 71.95 73.15 04/17/04 10:00:00.0 60.15 78.01
04/07/04 23:00:00.0 89.65 73.84 04/10/04 08:00:00.0 84.55 74.885 04/12/04 17:00:00.0 57 80.47 04/15/04 02:00:00.0 72.35 73.15 04/17/04 11:00:00.0 55.95 79.415
04/08/04 00:00:00.0 89.65 73.84 04/10/04 09:00:00.0 81.05 76.27 04/12/04 18:00:00.0 55.2 79.77 04/15/04 03:00:00.0 72.4 72.115 04/17/04 12:00:00.0 62.8 80.12
04/08/04 01:00:00.0 87.3 73.495 04/10/04 10:00:00.0 77.7 77.665 04/12/04 19:00:00.0 61.75 77.31 04/15/04 04:00:00.0 72.05 71.77 04/17/04 13:00:00.0 63.55 80.47
04/08/04 02:00:00.0 87.3 73.495 04/10/04 11:00:00.0 73.5 78.36 04/12/04 20:00:00.0 64.1 76.62 04/15/04 05:00:00.0 72.85 71.08 04/17/04 14:00:00.0 60.8 80.825
04/08/04 03:00:00.0 87.3 73.15 04/10/04 12:00:00.0 73.45 79.06 04/12/04 21:00:00.0 63.35 76.27 04/15/04 06:00:00.0 73.6 70.735 04/17/04 15:00:00.0 59.6 81.18
04/08/04 04:00:00.0 87.3 73.15 04/10/04 13:00:00.0 70.55 79.41 04/12/04 22:00:00.0 65.55 75.57 04/15/04 07:00:00.0 72.8 71.425 04/17/04 16:00:00.0 59.35 81.535
04/08/04 05:00:00.0 85.35 73.15 04/10/04 14:00:00.0 70.9 80.47 04/12/04 23:00:00.0 67.9 74.875 04/15/04 08:00:00.0 70.85 74.535 04/17/04 17:00:00.0 61.65 80.47
04/08/04 06:00:00.0 86.2 72.805 04/10/04 15:00:00.0 67.1 80.825 04/13/04 00:00:00.0 72.1 73.84 04/15/04 09:00:00.0 69.55 76.265 04/17/04 18:00:00.0 58.8 80.12
04/08/04 07:00:00.0 86.2 72.805 04/10/04 16:00:00.0 65.25 80.825 04/13/04 01:00:00.0 73.2 73.495 04/15/04 10:00:00.0 68.05 77.315 04/17/04 19:00:00.0 66.05 78.36
04/08/04 08:00:00.0 85.35 74.535 04/10/04 17:00:00.0 64.4 80.47 04/13/04 02:00:00.0 75.65 72.805 04/15/04 11:00:00.0 61.2 78.71 04/17/04 20:00:00.0 65.1 77.66
04/08/04 09:00:00.0 81.6 75.575 04/10/04 18:00:00.0 64.75 80.12 04/13/04 03:00:00.0 75.15 73.15 04/15/04 12:00:00.0 66.6 78.71 04/17/04 21:00:00.0 67.65 77.66
04/08/04 10:00:00.0 78.9 76.965 04/10/04 19:00:00.0 71 77.31 04/13/04 04:00:00.0 76.65 72.805 04/15/04 13:00:00.0 65.25 79.765 04/17/04 22:00:00.0 68.75 77.66
04/08/04 11:00:00.0 73.85 78.36 04/10/04 20:00:00.0 71.75 76.965 04/13/04 05:00:00.0 76.7 71.77 04/15/04 14:00:00.0 62.35 80.47 04/17/04 23:00:00.0 70 76.965
04/08/04 12:00:00.0 68.3 79.765 04/10/04 21:00:00.0 72.9 76.615 04/13/04 06:00:00.0 76.2 71.425 04/15/04 15:00:00.0 62.25 80.825 04/18/04 00:00:00.0 70.7 76.965
04/08/04 13:00:00.0 67.9 80.47 04/10/04 22:00:00.0 73.75 76.27 04/13/04 07:00:00.0 76.4 72.46 04/15/04 16:00:00.0 62.55 79.765 04/18/04 01:00:00.0 70.7 76.965
04/08/04 14:00:00.0 63.45 81.175 04/10/04 23:00:00.0 74.65 75.92 04/13/04 08:00:00.0 72.7 74.885 04/15/04 17:00:00.0 62.8 79.415 04/18/04 02:00:00.0 72.1 76.27
04/08/04 15:00:00.0 61.7 80.47 04/11/04 00:00:00.0 75.55 75.92 04/13/04 09:00:00.0 67.95 75.92 04/15/04 18:00:00.0 65.05 78.36 04/18/04 03:00:00.0 75.05 75.57
04/08/04 16:00:00.0 63.8 79.765 04/11/04 01:00:00.0 78.1 74.875 04/13/04 10:00:00.0 51.4 76.965 04/15/04 19:00:00.0 65.6 77.31 04/18/04 04:00:00.0 76.5 75.22
04/08/04 17:00:00.0 62.45 81.175 04/11/04 02:00:00.0 79.3 74.875 04/13/04 11:00:00.0 54 78.71 04/15/04 20:00:00.0 68.75 77.31 04/18/04 05:00:00.0 77.55 74.875
04/08/04 18:00:00.0 64.5 79.41 04/11/04 03:00:00.0 80.55 74.53 04/13/04 12:00:00.0 60.7 79.41 04/15/04 21:00:00.0 70.65 76.62 04/18/04 06:00:00.0 77.55 74.53
04/08/04 19:00:00.0 72 77.66 04/11/04 04:00:00.0 80.55 73.84 04/13/04 13:00:00.0 62.55 79.41 04/15/04 22:00:00.0 71.7 76.62 04/18/04 07:00:00.0 78.1 74.875
04/08/04 20:00:00.0 74.95 76.615 04/11/04 05:00:00.0 81.2 73.495 04/13/04 14:00:00.0 63.75 80.47 04/15/04 23:00:00.0 71.8 75.92 04/18/04 08:00:00.0 75.4 76.965
04/08/04 21:00:00.0 76.55 75.92 04/11/04 06:00:00.0 81.2 73.15 04/13/04 15:00:00.0 61.6 80.825 04/16/04 00:00:00.0 73.3 75.22 04/18/04 09:00:00.0 71.65 77.66
04/08/04 22:00:00.0 78.05 75.92 04/11/04 07:00:00.0 80.65 72.805 04/13/04 16:00:00.0 63.95 80.825 04/16/04 01:00:00.0 74.2 74.875 04/18/04 10:00:00.0 69.6 78.71
04/08/04 23:00:00.0 78.2 75.225 04/11/04 08:00:00.0 81.35 75.23 04/13/04 17:00:00.0 72.35 78.71 04/16/04 02:00:00.0 75.1 74.185 04/18/04 11:00:00.0 64.95 79.41
04/09/04 00:00:00.0 78.7 75.225 04/11/04 09:00:00.0 76.05 76.965 04/13/04 18:00:00.0 68.4 78.01 04/16/04 03:00:00.0 76.5 74.185 04/18/04 12:00:00.0 66.05 80.825
04/09/04 01:00:00.0 80 74.185 04/11/04 10:00:00.0 74.1 77.66 04/13/04 19:00:00.0 64.6 76.965 04/16/04 04:00:00.0 76.55 73.84 04/18/04 13:00:00.0 63.25 81.53
04/09/04 02:00:00.0 82 74.185 04/11/04 11:00:00.0 69.65 78.71 04/13/04 20:00:00.0 65.1 76.27 04/16/04 05:00:00.0 76.6 73.15 04/18/04 14:00:00.0 58.8 82.24
04/09/04 03:00:00.0 80.55 73.495 04/11/04 12:00:00.0 66.5 79.41 04/13/04 21:00:00.0 65.15 75.92 04/16/04 06:00:00.0 75.65 72.805 04/18/04 15:00:00.0 61.85 82.955
04/09/04 04:00:00.0 80.6 73.15 04/11/04 13:00:00.0 64.95 79.765 04/13/04 22:00:00.0 66.05 75.57 04/16/04 07:00:00.0 76.55 73.84 04/18/04 16:00:00.0 64.4 80.825
04/09/04 05:00:00.0 82 72.805 04/11/04 14:00:00.0 62.35 80.12 04/13/04 23:00:00.0 68.95 75.225 04/16/04 08:00:00.0 75.05 75.575 04/18/04 17:00:00.0 69.15 80.115
04/09/04 06:00:00.0 82 72.805 04/11/04 15:00:00.0 60.7 80.47 04/14/04 00:00:00.0 70.85 74.53 04/16/04 09:00:00.0 72.6 76.965 04/18/04 18:00:00.0 73.15 79.06
04/09/04 07:00:00.0 82 72.805 04/11/04 16:00:00.0 59.45 80.825 04/14/04 01:00:00.0 74 73.84 04/16/04 10:00:00.0 67.3 78.36 04/18/04 19:00:00.0 78.65 78.36
04/09/04 08:00:00.0 82.85 74.535 04/11/04 17:00:00.0 58.65 80.825 04/14/04 02:00:00.0 75.25 73.15 04/16/04 11:00:00.0 63.7 79.41 04/18/04 20:00:00.0 78.6 78.01
04/09/04 09:00:00.0 83.85 76.27 04/11/04 18:00:00.0 59.7 79.77 04/14/04 03:00:00.0 76.2 72.805 04/16/04 12:00:00.0 63.95 79.06 04/18/04 21:00:00.0 76.95 77.66
04/09/04 10:00:00.0 78.85 78.015 04/11/04 19:00:00.0 65.4 77.31 04/14/04 04:00:00.0 75.05 72.805 04/16/04 13:00:00.0 67.35 80.47 04/18/04 22:00:00.0 76.95 77.66
04/09/04 11:00:00.0 71.7 79.065 04/11/04 20:00:00.0 68.2 76.62 04/14/04 05:00:00.0 75.85 72.115 04/16/04 14:00:00.0 64.15 80.82 04/18/04 23:00:00.0 76.95 77.315
04/09/04 12:00:00.0 74.6 78.71 04/11/04 21:00:00.0 69.15 76.27 04/14/04 06:00:00.0 75.8 71.08 04/16/04 15:00:00.0 64.15 81.53 04/19/04 00:00:00.0 77.55 76.965
04/09/04 13:00:00.0 75.65 80.47 04/11/04 22:00:00.0 69.8 76.27 04/14/04 07:00:00.0 75.35 71.425 04/16/04 16:00:00.0 64 82.245 04/19/04 01:00:00.0 80.5 76.62
04/09/04 14:00:00.0 74.15 80.82 04/11/04 23:00:00.0 68.6 75.92 04/14/04 08:00:00.0 71.75 73.84 04/16/04 17:00:00.0 63.6 79.765 04/19/04 02:00:00.0 81.2 76.62
04/09/04 15:00:00.0 66.85 80.82 04/12/04 00:00:00.0 71.2 75.92 04/14/04 09:00:00.0 61.95 75.23 04/16/04 18:00:00.0 65.45 79.06 04/19/04 03:00:00.0 82.7 75.92
04/09/04 16:00:00.0 69.65 79.06 04/12/04 01:00:00.0 75.1 74.53 04/14/04 10:00:00.0 55.4 76.965 04/16/04 19:00:00.0 67.3 78.01 04/19/04 04:00:00.0 82.7 75.57
04/09/04 17:00:00.0 76.4 78.71 04/12/04 02:00:00.0 76.05 74.185 04/14/04 11:00:00.0 49.35 78.01 04/16/04 20:00:00.0 69.35 77.31 04/19/04 05:00:00.0 80.55 74.53
04/09/04 18:00:00.0 74.05 77.66 04/12/04 03:00:00.0 77.05 73.84 04/14/04 12:00:00.0 45.1 79.06 04/16/04 21:00:00.0 70 76.965 04/19/04 06:00:00.0 82 74.53
04/09/04 19:00:00.0 78.05 76.615 04/12/04 04:00:00.0 77.6 73.15 04/14/04 13:00:00.0 51.15 79.765 04/16/04 22:00:00.0 71 76.62 04/19/04 07:00:00.0 80.55 74.53
04/09/04 20:00:00.0 78.7 76.615 04/12/04 05:00:00.0 78.2 72.46 04/14/04 14:00:00.0 53.6 80.47 04/16/04 23:00:00.0 71.05 76.27 04/19/04 08:00:00.0 83.5 75.22
04/09/04 21:00:00.0 78.7 76.615 04/12/04 06:00:00.0 77.65 72.115 04/14/04 15:00:00.0 50.5 80.825 04/17/04 00:00:00.0 71.45 75.57 04/19/04 09:00:00.0 82 77.31
04/09/04 22:00:00.0 79.95 76.265 04/12/04 07:00:00.0 78.8 72.805 04/14/04 16:00:00.0 52.25 81.18 04/17/04 01:00:00.0 73 74.185 04/19/04 10:00:00.0 79.25 78.36
04/09/04 23:00:00.0 82.2 75.575 04/12/04 08:00:00.0 76.75 74.185 04/14/04 17:00:00.0 53.3 81.18 04/17/04 02:00:00.0 73.45 73.84 04/19/04 11:00:00.0 77.6 79.41
04/10/04 00:00:00.0 83.55 74.88 04/12/04 09:00:00.0 71.6 76.965 04/14/04 18:00:00.0 54.5 80.83 04/17/04 03:00:00.0 73.85 73.84 04/19/04 12:00:00.0 82.7 77.31
04/10/04 01:00:00.0 85.35 74.88 04/12/04 10:00:00.0 67.55 77.315 04/14/04 19:00:00.0 58.35 77.66 04/17/04 04:00:00.0 72.25 74.185 04/19/04 13:00:00.0 84.35 77.315
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        Appendix C: Average ambient conditions outside of  P-2 and V-2
Date/Time Ambient RH% Temp.( F)
04/19/04 14:00:00.0 84.6 78.71
04/19/04 15:00:00.0 81.2 78.01
04/19/04 16:00:00.0 82.7 75.57
04/19/04 17:00:00.0 78.7 75.57
04/19/04 18:00:00.0 82 75.57
04/19/04 19:00:00.0 82 75.22
04/19/04 20:00:00.0 82 75.22
04/19/04 21:00:00.0 82.7 74.875
04/19/04 22:00:00.0 82.7 74.875
04/19/04 23:00:00.0 83.55 74.875
04/20/04 00:00:00.0 82 74.53
04/20/04 01:00:00.0 83.55 74.53
04/20/04 02:00:00.0 84.35 74.53
04/20/04 03:00:00.0 85.35 74.185
04/20/04 04:00:00.0 84.35 74.185
04/20/04 05:00:00.0 83.55 74.185
04/20/04 06:00:00.0 85.2 74.185
04/20/04 07:00:00.0 86.2 74.185
04/20/04 08:00:00.0 86.2 74.185
04/20/04 09:00:00.0 85.35 75.22
04/20/04 10:00:00.0 85.2 76.62
04/20/04 11:00:00.0 80.55 78.01
04/20/04 12:00:00.0 78 78.36
04/20/04 13:00:00.0 74.9 78.01
04/20/04 14:00:00.0 75.9 78.01
04/20/04 15:00:00.0 71.65 78.36
04/20/04 16:00:00.0 75.9 77.66
04/20/04 17:00:00.0 70.65 77.66
04/20/04 18:00:00.0 74.55 76.965
04/20/04 19:00:00.0 76.95 76.965
04/20/04 20:00:00.0 75 76.27
04/20/04 21:00:00.0 71.2 75.57
04/20/04 22:00:00.0 69.85 75.57
04/20/04 23:00:00.0 73.75 75.22
04/21/04 00:00:00.0 75.5 75.22
04/21/04 01:00:00.0 74.2 74.875
04/21/04 02:00:00.0 76.5 74.875
04/21/04 03:00:00.0 77.55 74.875
04/21/04 04:00:00.0 78.65 74.875
04/21/04 05:00:00.0 81.2 74.875
04/21/04 06:00:00.0 83.5 74.53
04/21/04 07:00:00.0 85.2 74.53
04/21/04 08:00:00.0 85.2 75.22
04/21/04 09:00:00.0 83.5 75.92
04/21/04 10:00:00.0 78.6 77.66
04/21/04 11:00:00.0 80.5 77.31
04/21/04 12:00:00.0 76.3 78.71
04/21/04 13:00:00.0 70.55 79.06
04/21/04 14:00:00.0 69.5 80.47
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Appendix D: Housing unit S-2 indoor hourly conditions 
      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
12/23/03 10:00:00.0 71.08 68.3 12/25/03 22:00:00.0 71.77 65.9 12/28/03 21:00:00.0 71.425 66.65 12/31/03 06:00:00.0 71.425 65.55 01/02/04 20:00:00.0 71.77 67.9
12/23/03 11:00:00.0 71.08 67.65 12/25/03 23:00:00.0 71.77 66.9 12/28/03 22:00:00.0 71.425 65.75 12/31/03 07:00:00.0 71.77 64.6 01/02/04 21:00:00.0 71.77 69.5
12/23/03 12:00:00.0 71.08 68.85 12/26/03 00:00:00.0 71.77 67.3 12/28/03 23:00:00.0 71.425 66.95 12/31/03 08:00:00.0 71.77 66.4 01/02/04 22:00:00.0 71.77 68.9
12/23/03 13:00:00.0 71.425 68.55 12/26/03 01:00:00.0 71.77 67.3 12/29/03 00:00:00.0 71.425 65.5 12/31/03 09:00:00.0 71.77 66.9 01/02/04 23:00:00.0 71.77 70.7
12/23/03 14:00:00.0 71.77 67.35 12/26/03 02:00:00.0 71.77 67.9 12/29/03 01:00:00.0 71.425 66 12/31/03 10:00:00.0 71.77 65.9 01/03/04 00:00:00.0 71.77 70.1
12/23/03 15:00:00.0 72.115 67.4 12/26/03 03:00:00.0 71.77 68.4 12/29/03 02:00:00.0 71.425 65.8 12/31/03 11:00:00.0 71.77 67.9 01/03/04 01:00:00.0 71.77 69.5
12/23/03 16:00:00.0 71.425 66.05 12/26/03 04:00:00.0 71.77 69.5 12/29/03 03:00:00.0 71.425 64.95 12/31/03 12:00:00.0 72.115 67.3 01/03/04 02:00:00.0 71.77 69.5
12/23/03 17:00:00.0 71.425 66.75 12/26/03 05:00:00.0 71.425 68.4 12/29/03 04:00:00.0 71.425 66.25 12/31/03 13:00:00.0 72.46 65.35 01/03/04 03:00:00.0 71.77 70.1
12/23/03 18:00:00.0 71.425 67.9 12/26/03 06:00:00.0 71.77 71.55 12/29/03 05:00:00.0 71.425 65.35 12/31/03 14:00:00.0 72.46 64.05 01/03/04 04:00:00.0 71.77 70.1
12/23/03 19:00:00.0 71.425 66.9 12/26/03 07:00:00.0 71.77 71.95 12/29/03 06:00:00.0 71.425 66.65 12/31/03 15:00:00.0 72.805 62.5 01/03/04 05:00:00.0 71.77 69.5
12/23/03 20:00:00.0 71.425 66.95 12/26/03 08:00:00.0 71.77 70.85 12/29/03 07:00:00.0 71.425 66.65 12/31/03 16:00:00.0 72.805 64.95 01/03/04 06:00:00.0 71.77 71.4
12/23/03 21:00:00.0 71.425 66.9 12/26/03 09:00:00.0 71.77 70.6 12/29/03 08:00:00.0 71.425 65.95 12/31/03 17:00:00.0 71.77 63.1 01/03/04 07:00:00.0 71.77 70.1
12/23/03 22:00:00.0 71.425 66 12/26/03 10:00:00.0 71.77 70.7 12/29/03 09:00:00.0 71.425 66.2 12/31/03 18:00:00.0 71.77 63.8 01/03/04 08:00:00.0 71.77 69.5
12/23/03 23:00:00.0 71.425 65.55 12/26/03 13:00:00.0 71.77 68.9 12/29/03 10:00:00.0 71.77 65.5 12/31/03 19:00:00.0 71.77 65.5 01/03/04 09:00:00.0 71.77 71.4
12/24/03 00:00:00.0 71.425 65.55 12/26/03 14:00:00.0 71.77 68.9 12/29/03 11:00:00.0 71.77 65.95 12/31/03 20:00:00.0 71.77 65.9 01/03/04 10:00:00.0 71.77 70.7
12/24/03 01:00:00.0 71.425 66 12/26/03 15:00:00.0 71.77 70.1 12/29/03 12:00:00.0 71.77 64.65 12/31/03 21:00:00.0 71.77 66.4 01/03/04 11:00:00.0 71.77 70.1
12/24/03 02:00:00.0 71.425 65.35 12/26/03 16:00:00.0 71.77 69.5 12/29/03 13:00:00.0 72.115 64.6 12/31/03 22:00:00.0 71.77 67.15 01/03/04 12:00:00.0 71.77 68.4
12/24/03 03:00:00.0 71.425 65.75 12/26/03 17:00:00.0 71.77 70.1 12/29/03 14:00:00.0 72.115 62.5 12/31/03 23:00:00.0 71.77 68.7 01/03/04 13:00:00.0 72.46 68.3
12/24/03 04:00:00.0 71.425 65.3 12/26/03 18:00:00.0 71.77 70.1 12/29/03 15:00:00.0 72.115 62.7 01/01/04 00:00:00.0 71.77 70.45 01/03/04 14:00:00.0 72.46 65.5
12/24/03 05:00:00.0 71.425 65.1 12/26/03 19:00:00.0 71.77 68.9 12/29/03 16:00:00.0 71.425 63.85 01/01/04 01:00:00.0 71.77 67.4 01/03/04 15:00:00.0 73.15 62.5
12/24/03 06:00:00.0 71.425 64.85 12/26/03 20:00:00.0 71.77 69.5 12/29/03 17:00:00.0 71.425 63.5 01/01/04 02:00:00.0 71.425 65.4 01/03/04 16:00:00.0 72.805 59.1
12/24/03 07:00:00.0 71.425 65.1 12/26/03 21:00:00.0 71.77 68.9 12/29/03 18:00:00.0 71.425 65.1 01/01/04 03:00:00.0 71.425 64.45 01/03/04 17:00:00.0 72.115 65.55
12/24/03 08:00:00.0 71.425 63.5 12/26/03 22:00:00.0 71.77 69.5 12/29/03 19:00:00.0 71.425 64.65 01/01/04 04:00:00.0 71.425 64.05 01/03/04 18:00:00.0 71.77 65.45
12/24/03 09:00:00.0 71.425 67.85 12/26/03 23:00:00.0 71.77 70.1 12/29/03 20:00:00.0 71.425 64.65 01/01/04 05:00:00.0 71.425 63.85 01/03/04 19:00:00.0 71.77 67.65
12/24/03 10:00:00.0 71.77 66.4 12/27/03 00:00:00.0 71.77 70.7 12/29/03 21:00:00.0 71.425 64.85 01/01/04 06:00:00.0 71.425 64.9 01/03/04 20:00:00.0 71.77 66.8
12/24/03 11:00:00.0 71.77 67.9 12/27/03 01:00:00.0 71.77 70.7 12/29/03 22:00:00.0 71.425 65.1 01/01/04 07:00:00.0 71.77 70.65 01/03/04 21:00:00.0 71.77 70.15
12/24/03 12:00:00.0 71.77 68.9 12/27/03 02:00:00.0 71.77 70.1 12/29/03 23:00:00.0 71.425 65.1 01/01/04 08:00:00.0 71.77 69.85 01/03/04 22:00:00.0 71.77 66.3
12/24/03 13:00:00.0 71.77 69.5 12/27/03 03:00:00.0 71.77 69.5 12/30/03 00:00:00.0 71.425 64.65 01/01/04 09:00:00.0 72.115 66.2 01/03/04 23:00:00.0 71.77 69.1
12/24/03 14:00:00.0 71.77 69.5 12/27/03 08:00:00.0 71.77 70.1 12/30/03 01:00:00.0 71.425 64.8 01/01/04 10:00:00.0 72.115 65.45 01/04/04 00:00:00.0 71.77 65.9
12/24/03 15:00:00.0 72.46 67.3 12/27/03 09:00:00.0 71.77 71.1 12/30/03 02:00:00.0 71.425 65.55 01/01/04 11:00:00.0 72.115 68.55 01/04/04 01:00:00.0 71.77 66.9
12/24/03 16:00:00.0 71.77 67.9 12/27/03 10:00:00.0 72.115 71.4 12/30/03 03:00:00.0 71.425 65.95 01/01/04 12:00:00.0 71.77 67.95 01/04/04 02:00:00.0 71.77 66.9
12/24/03 17:00:00.0 71.77 70.1 12/27/03 11:00:00.0 71.77 72.05 12/30/03 04:00:00.0 71.425 66.4 01/01/04 13:00:00.0 72.115 67.25 01/04/04 03:00:00.0 71.77 68.9
12/24/03 18:00:00.0 71.77 70.7 12/27/03 12:00:00.0 71.77 70.8 12/30/03 05:00:00.0 71.425 66.4 01/01/04 14:00:00.0 72.46 67 01/04/04 04:00:00.0 71.77 67.9
12/24/03 19:00:00.0 71.77 70.1 12/27/03 13:00:00.0 71.77 68.9 12/30/03 06:00:00.0 71.425 65.8 01/01/04 15:00:00.0 72.46 63.8 01/04/04 05:00:00.0 71.77 68.9
12/24/03 20:00:00.0 71.77 70.1 12/27/03 14:00:00.0 72.46 67.3 12/30/03 07:00:00.0 71.425 66 01/01/04 16:00:00.0 72.46 62.3 01/04/04 06:00:00.0 71.77 69.5
12/24/03 21:00:00.0 71.77 68.4 12/27/03 15:00:00.0 72.46 64.2 12/30/03 08:00:00.0 71.77 66 01/01/04 17:00:00.0 71.77 63.8 01/04/04 07:00:00.0 71.77 69.5
12/24/03 22:00:00.0 71.77 70.7 12/27/03 16:00:00.0 71.77 65.5 12/30/03 09:00:00.0 71.77 64.7 01/01/04 18:00:00.0 71.77 67.9 01/04/04 08:00:00.0 71.77 68.9
12/24/03 23:00:00.0 71.77 68.9 12/27/03 17:00:00.0 71.77 68.4 12/30/03 10:00:00.0 71.77 62.3 01/01/04 19:00:00.0 71.77 65.9 01/04/04 09:00:00.0 71.77 72.15
12/25/03 00:00:00.0 71.77 69.5 12/27/03 18:00:00.0 71.77 68.4 12/30/03 11:00:00.0 71.77 61.55 01/01/04 20:00:00.0 71.77 67.3 01/04/04 10:00:00.0 71.77 71.4
12/25/03 01:00:00.0 71.77 69.5 12/27/03 19:00:00.0 71.77 67.3 12/30/03 12:00:00.0 71.77 62.35 01/01/04 21:00:00.0 71.77 67.9 01/04/04 11:00:00.0 71.77 71.4
12/25/03 02:00:00.0 71.77 68.9 12/27/03 20:00:00.0 71.77 68.9 12/30/03 13:00:00.0 72.115 67.35 01/01/04 22:00:00.0 71.77 67.3 01/04/04 12:00:00.0 72.115 70.2
12/25/03 03:00:00.0 71.77 69.5 12/27/03 21:00:00.0 71.77 68.9 12/30/03 14:00:00.0 72.46 65.2 01/01/04 23:00:00.0 71.77 69 01/04/04 13:00:00.0 71.77 71.4
12/25/03 07:00:00.0 71.77 69.5 12/27/03 22:00:00.0 71.77 69.5 12/30/03 15:00:00.0 72.805 64 01/02/04 00:00:00.0 71.77 70.4 01/04/04 14:00:00.0 72.115 69.3
12/25/03 08:00:00.0 71.77 71.4 12/27/03 23:00:00.0 71.77 68.9 12/30/03 16:00:00.0 72.46 62.05 01/02/04 01:00:00.0 71.77 70.5 01/04/04 15:00:00.0 72.46 68.15
12/25/03 09:00:00.0 72.46 71.3 12/28/03 00:00:00.0 71.77 70.1 12/30/03 17:00:00.0 71.77 66.55 01/02/04 02:00:00.0 71.77 72.1 01/04/04 16:00:00.0 72.46 65.25
12/25/03 10:00:00.0 72.46 72 12/28/03 09:00:00.0 71.77 72.1 12/30/03 18:00:00.0 72.115 66 01/02/04 03:00:00.0 71.77 72.1 01/04/04 17:00:00.0 71.77 68.3
12/25/03 11:00:00.0 72.46 72.7 12/28/03 10:00:00.0 71.77 70.45 12/30/03 19:00:00.0 71.77 65.55 01/02/04 04:00:00.0 72.46 74.3 01/04/04 18:00:00.0 72.115 71.05
12/25/03 12:00:00.0 72.46 68.6 12/28/03 11:00:00.0 71.77 69.65 12/30/03 20:00:00.0 71.77 64.2 01/02/04 10:00:00.0 71.77 68.4 01/04/04 19:00:00.0 71.77 69.3
12/25/03 13:00:00.0 72.46 68.1 12/28/03 12:00:00.0 72.115 70.7 12/30/03 21:00:00.0 71.77 63.45 01/02/04 11:00:00.0 71.77 68.9 01/04/04 20:00:00.0 71.77 67.9
12/25/03 14:00:00.0 72.115 69.3 12/28/03 13:00:00.0 72.46 68.35 12/30/03 22:00:00.0 71.77 63.3 01/02/04 12:00:00.0 71.77 68.4 01/04/04 21:00:00.0 71.77 66.4
12/25/03 15:00:00.0 72.46 67.75 12/28/03 14:00:00.0 71.77 69.9 12/30/03 23:00:00.0 71.425 62.95 01/02/04 13:00:00.0 72.46 67.3 01/04/04 22:00:00.0 71.77 67.3
12/25/03 16:00:00.0 72.46 67.35 12/28/03 15:00:00.0 71.77 70.35 12/31/03 00:00:00.0 71.77 63.5 01/02/04 14:00:00.0 71.77 67.3 01/04/04 23:00:00.0 71.77 67.3
12/25/03 17:00:00.0 71.77 67.45 12/28/03 16:00:00.0 71.77 71.7 12/31/03 01:00:00.0 71.425 63.1 01/02/04 15:00:00.0 71.77 66.4 01/05/04 00:00:00.0 71.77 69.5
12/25/03 18:00:00.0 71.77 68.65 12/28/03 17:00:00.0 71.77 70.05 12/31/03 02:00:00.0 71.425 62.95 01/02/04 16:00:00.0 71.77 65.5 01/05/04 01:00:00.0 71.77 69.5
12/25/03 19:00:00.0 71.77 65.9 12/28/03 18:00:00.0 71.77 69.55 12/31/03 03:00:00.0 71.425 61.4 01/02/04 17:00:00.0 71.77 65.9 01/05/04 02:00:00.0 71.77 70.1
12/25/03 20:00:00.0 71.77 66.4 12/28/03 19:00:00.0 71.77 71.15 12/31/03 04:00:00.0 71.425 62.25 01/02/04 18:00:00.0 71.77 67.9 01/05/04 03:00:00.0 71.77 70.1
12/25/03 21:00:00.0 71.77 65.5 12/28/03 20:00:00.0 71.77 69.5 12/31/03 05:00:00.0 71.425 64.05 01/02/04 19:00:00.0 71.77 68.4 01/05/04 04:00:00.0 71.77 70.1
83
      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
01/05/04 05:00:00.0 71.77 70.1 01/08/04 19:00:00.0 71.77 70.6 01/11/04 16:00:00.0 71.425 74.5 01/14/04 01:00:00.0 71.08 67.5 01/16/04 10:00:00.0 71.08 68.8
01/05/04 06:00:00.0 71.425 69.85 01/08/04 20:00:00.0 71.77 71.1 01/11/04 17:00:00.0 71.77 73.6 01/14/04 02:00:00.0 71.08 66.95 01/16/04 11:00:00.0 71.08 68.2
01/05/04 07:00:00.0 71.77 68.9 01/08/04 21:00:00.0 71.77 69.5 01/11/04 18:00:00.0 71.77 72.1 01/14/04 03:00:00.0 71.08 66.75 01/16/04 12:00:00.0 71.08 68.45
01/05/04 08:00:00.0 71.77 70.7 01/08/04 22:00:00.0 71.77 72.65 01/11/04 19:00:00.0 71.425 73.45 01/14/04 04:00:00.0 71.08 67.5 01/16/04 13:00:00.0 71.77 67.85
01/05/04 09:00:00.0 71.77 72.1 01/08/04 23:00:00.0 71.77 74.6 01/11/04 20:00:00.0 71.77 73.6 01/14/04 05:00:00.0 71.08 67.7 01/16/04 14:00:00.0 71.77 66.5
01/05/04 10:00:00.0 71.77 71.4 01/09/04 00:00:00.0 71.77 72.15 01/11/04 21:00:00.0 71.425 74.05 01/14/04 06:00:00.0 71.08 68.45 01/16/04 15:00:00.0 71.77 69.55
01/05/04 11:00:00.0 71.77 69.5 01/09/04 01:00:00.0 71.77 74.25 01/11/04 22:00:00.0 71.77 72.8 01/14/04 07:00:00.0 71.08 68.5 01/16/04 16:00:00.0 72.115 66.9
01/05/04 12:00:00.0 71.77 69.5 01/09/04 02:00:00.0 71.77 74.85 01/11/04 23:00:00.0 71.77 73.6 01/14/04 08:00:00.0 71.08 69.05 01/16/04 17:00:00.0 71.425 69.95
01/06/04 06:00:00.0 71.77 72.8 01/09/04 03:00:00.0 71.77 74.1 01/12/04 00:00:00.0 71.77 74.4 01/14/04 09:00:00.0 71.08 69.6 01/16/04 18:00:00.0 71.425 69.6
01/06/04 14:00:00.0 71.77 65.5 01/09/04 04:00:00.0 72.115 74.45 01/12/04 01:00:00.0 71.77 74.4 01/14/04 10:00:00.0 71.08 69.9 01/16/04 19:00:00.0 71.425 69.95
01/06/04 15:00:00.0 71.77 66.4 01/09/04 05:00:00.0 72.115 74.45 01/12/04 02:00:00.0 71.77 74.4 01/14/04 11:00:00.0 71.08 70.25 01/16/04 20:00:00.0 71.425 68.85
01/06/04 16:00:00.0 71.77 67.3 01/09/04 06:00:00.0 71.77 74.85 01/12/04 03:00:00.0 71.425 75.3 01/14/04 12:00:00.0 71.425 70.15 01/16/04 21:00:00.0 71.08 66.45
01/06/04 17:00:00.0 71.77 67.9 01/09/04 07:00:00.0 71.77 75.35 01/12/04 04:00:00.0 71.77 73.6 01/14/04 13:00:00.0 71.77 68.9 01/16/04 22:00:00.0 71.08 66.45
01/06/04 18:00:00.0 71.77 68.9 01/09/04 08:00:00.0 71.77 73.6 01/12/04 05:00:00.0 71.77 74.4 01/14/04 14:00:00.0 71.77 67.85 01/16/04 23:00:00.0 71.08 66.8
01/06/04 19:00:00.0 71.77 69.5 01/09/04 09:00:00.0 71.77 74.85 01/12/04 06:00:00.0 71.77 73.6 01/14/04 15:00:00.0 71.77 66.2 01/17/04 00:00:00.0 71.08 66.7
01/06/04 20:00:00.0 71.77 69.5 01/09/04 10:00:00.0 72.115 74.95 01/12/04 07:00:00.0 71.77 74.4 01/14/04 16:00:00.0 72.46 64.05 01/17/04 01:00:00.0 71.08 67.05
01/07/04 02:00:00.0 71.77 73.6 01/09/04 11:00:00.0 71.77 74.6 01/12/04 08:00:00.0 71.77 73.6 01/14/04 17:00:00.0 71.425 65.55 01/17/04 02:00:00.0 71.08 67.35
01/07/04 03:00:00.0 71.77 77.1 01/10/04 00:00:00.0 71.77 70.7 01/12/04 09:00:00.0 71.425 74.9 01/14/04 18:00:00.0 71.425 66.45 01/17/04 03:00:00.0 71.08 67.55
01/07/04 04:00:00.0 71.77 77.1 01/10/04 01:00:00.0 71.425 68.6 01/12/04 10:00:00.0 71.77 73.6 01/14/04 19:00:00.0 71.08 66.25 01/17/04 04:00:00.0 71.08 67.5
01/07/04 05:00:00.0 71.77 76.1 01/10/04 02:00:00.0 71.425 68.05 01/12/04 11:00:00.0 71.77 74.95 01/14/04 20:00:00.0 71.08 66.2 01/17/04 05:00:00.0 71.08 68
01/07/04 06:00:00.0 71.77 76.1 01/10/04 03:00:00.0 71.425 68.05 01/12/04 12:00:00.0 71.77 71.4 01/14/04 21:00:00.0 71.08 65.35 01/17/04 06:00:00.0 71.08 68.5
01/07/04 07:00:00.0 71.77 75.2 01/10/04 04:00:00.0 71.425 68 01/12/04 13:00:00.0 72.115 73.4 01/14/04 22:00:00.0 71.08 66.25 01/17/04 07:00:00.0 71.08 68.5
01/07/04 08:00:00.0 71.77 74.4 01/10/04 05:00:00.0 71.425 68.7 01/12/04 14:00:00.0 72.115 71.25 01/14/04 23:00:00.0 71.08 67.25 01/17/04 08:00:00.0 71.08 68.3
01/07/04 09:00:00.0 71.77 74.4 01/10/04 06:00:00.0 71.425 69.25 01/12/04 15:00:00.0 72.115 67.7 01/15/04 00:00:00.0 71.08 67.35 01/17/04 09:00:00.0 71.08 68.5
01/07/04 10:00:00.0 72.46 77.1 01/10/04 07:00:00.0 71.425 69.55 01/12/04 16:00:00.0 72.115 70.75 01/15/04 01:00:00.0 71.08 67.7 01/17/04 10:00:00.0 71.08 68.75
01/07/04 11:00:00.0 72.46 75.2 01/10/04 08:00:00.0 71.425 69 01/12/04 17:00:00.0 71.425 70.15 01/15/04 02:00:00.0 71.08 67.85 01/17/04 11:00:00.0 71.08 68.45
01/07/04 12:00:00.0 72.46 75.2 01/10/04 09:00:00.0 71.425 68.65 01/12/04 18:00:00.0 71.425 69.7 01/15/04 03:00:00.0 71.08 67.5 01/17/04 12:00:00.0 71.08 67.45
01/07/04 13:00:00.0 72.46 71.25 01/10/04 10:00:00.0 71.425 69.9 01/12/04 19:00:00.0 71.425 71.3 01/15/04 04:00:00.0 71.08 67.7 01/17/04 13:00:00.0 71.08 67.4
01/07/04 14:00:00.0 72.46 68.05 01/10/04 11:00:00.0 71.425 71.45 01/12/04 20:00:00.0 71.425 73.05 01/15/04 05:00:00.0 71.08 69.9 01/17/04 14:00:00.0 71.08 66.2
01/07/04 15:00:00.0 73.15 65.25 01/10/04 12:00:00.0 71.77 70.4 01/12/04 21:00:00.0 71.425 71.85 01/15/04 06:00:00.0 71.08 68.5 01/17/04 15:00:00.0 71.08 67.4
01/07/04 16:00:00.0 73.15 59.55 01/10/04 13:00:00.0 71.77 70.1 01/12/04 22:00:00.0 71.425 72.55 01/15/04 07:00:00.0 71.08 69.05 01/17/04 16:00:00.0 71.08 67.95
01/07/04 17:00:00.0 72.46 67.25 01/10/04 14:00:00.0 71.77 69.5 01/12/04 23:00:00.0 71.425 72.1 01/15/04 08:00:00.0 71.08 68.2 01/17/04 17:00:00.0 71.08 67.45
01/07/04 18:00:00.0 71.77 67.25 01/10/04 15:00:00.0 72.46 66.65 01/13/04 00:00:00.0 71.425 69 01/15/04 09:00:00.0 71.08 69.3 01/17/04 18:00:00.0 71.08 67.95
01/07/04 19:00:00.0 71.77 70.35 01/10/04 16:00:00.0 72.46 65 01/13/04 01:00:00.0 71.08 68 01/15/04 10:00:00.0 71.08 69.3 01/17/04 19:00:00.0 71.08 68.25
01/07/04 20:00:00.0 71.77 69.95 01/10/04 17:00:00.0 71.77 69.5 01/13/04 02:00:00.0 71.425 68.6 01/15/04 11:00:00.0 71.08 68.8 01/17/04 20:00:00.0 71.08 68.45
01/07/04 21:00:00.0 71.77 71.5 01/10/04 18:00:00.0 71.77 72 01/13/04 03:00:00.0 71.08 68.85 01/15/04 12:00:00.0 71.425 73.45 01/17/04 21:00:00.0 71.08 68.5
01/07/04 22:00:00.0 71.77 66.9 01/10/04 19:00:00.0 71.77 72.5 01/13/04 04:00:00.0 71.08 68.85 01/15/04 13:00:00.0 72.46 68.9 01/17/04 22:00:00.0 71.08 68.8
01/07/04 23:00:00.0 71.77 70.75 01/10/04 20:00:00.0 71.77 70.35 01/13/04 05:00:00.0 71.08 68.6 01/15/04 14:00:00.0 71.77 69.5 01/17/04 23:00:00.0 71.08 68.25
01/08/04 00:00:00.0 71.77 68.4 01/10/04 21:00:00.0 71.77 73 01/13/04 06:00:00.0 71.08 68.8 01/15/04 15:00:00.0 71.77 64.65 01/18/04 00:00:00.0 71.08 68
01/08/04 01:00:00.0 71.77 73.3 01/10/04 22:00:00.0 71.77 73.3 01/13/04 07:00:00.0 71.08 67.95 01/15/04 16:00:00.0 72.115 62.6 01/18/04 01:00:00.0 71.08 67.45
01/08/04 02:00:00.0 71.77 68.9 01/10/04 23:00:00.0 71.77 73.3 01/13/04 08:00:00.0 71.08 69.7 01/15/04 17:00:00.0 71.425 66.9 01/18/04 02:00:00.0 71.08 68.45
01/08/04 03:00:00.0 71.77 72.15 01/11/04 00:00:00.0 71.77 71.1 01/13/04 09:00:00.0 71.08 69.05 01/15/04 18:00:00.0 71.425 69.95 01/18/04 03:00:00.0 71.08 68.5
01/08/04 04:00:00.0 71.77 73.9 01/11/04 01:00:00.0 71.77 73.1 01/13/04 10:00:00.0 71.425 70.15 01/15/04 19:00:00.0 71.425 68.8 01/18/04 04:00:00.0 71.08 67.7
01/08/04 05:00:00.0 72.115 73.1 01/11/04 02:00:00.0 71.77 73.9 01/13/04 11:00:00.0 71.08 69.05 01/15/04 20:00:00.0 71.08 65.55 01/18/04 05:00:00.0 71.08 69.3
01/08/04 06:00:00.0 72.115 73.4 01/11/04 03:00:00.0 71.77 74.25 01/13/04 12:00:00.0 71.425 69.25 01/15/04 21:00:00.0 71.08 65.8 01/18/04 06:00:00.0 71.08 68.25
01/08/04 07:00:00.0 71.77 73.75 01/11/04 04:00:00.0 71.77 73.75 01/13/04 13:00:00.0 71.77 68.1 01/15/04 22:00:00.0 71.08 65.4 01/18/04 07:00:00.0 71.08 68.75
01/08/04 08:00:00.0 71.77 74.1 01/11/04 05:00:00.0 71.77 74.6 01/13/04 14:00:00.0 71.77 66.65 01/15/04 23:00:00.0 71.08 66.05 01/18/04 08:00:00.0 71.08 68.45
01/08/04 09:00:00.0 71.77 72.9 01/11/04 06:00:00.0 71.77 73.2 01/13/04 15:00:00.0 72.46 63.55 01/16/04 00:00:00.0 71.08 66.75 01/18/04 09:00:00.0 71.08 67.7
01/08/04 10:00:00.0 71.77 72.9 01/11/04 07:00:00.0 71.77 75.35 01/13/04 16:00:00.0 72.46 66.35 01/16/04 01:00:00.0 71.08 66.75 01/18/04 10:00:00.0 71.08 68.45
01/08/04 11:00:00.0 72.115 72.5 01/11/04 08:00:00.0 71.77 74.1 01/13/04 17:00:00.0 71.425 69.1 01/16/04 02:00:00.0 71.08 66.05 01/18/04 11:00:00.0 71.08 69.6
01/08/04 12:00:00.0 71.77 73.9 01/11/04 09:00:00.0 71.77 73.25 01/13/04 18:00:00.0 71.425 69.95 01/16/04 03:00:00.0 71.08 66.25 01/18/04 12:00:00.0 71.08 68.7
01/08/04 13:00:00.0 71.77 73.6 01/11/04 10:00:00.0 71.77 71.4 01/13/04 19:00:00.0 71.425 71.05 01/16/04 04:00:00.0 71.08 66.45 01/18/04 13:00:00.0 71.77 68.95
01/08/04 14:00:00.0 72.115 73.4 01/11/04 11:00:00.0 71.77 71.4 01/13/04 20:00:00.0 71.425 70.6 01/16/04 05:00:00.0 71.08 67.65 01/18/04 14:00:00.0 71.77 68.1
01/08/04 15:00:00.0 72.46 71.75 01/11/04 12:00:00.0 71.77 72.1 01/13/04 21:00:00.0 71.425 68.65 01/16/04 06:00:00.0 71.08 66.45 01/18/04 15:00:00.0 71.08 68.45
01/08/04 16:00:00.0 72.805 67.6 01/11/04 13:00:00.0 71.77 72.8 01/13/04 22:00:00.0 71.08 66.95 01/16/04 07:00:00.0 71.08 67.7 01/18/04 16:00:00.0 71.08 67.7
01/08/04 17:00:00.0 72.46 70 01/11/04 14:00:00.0 71.77 72.8 01/13/04 23:00:00.0 71.08 66.25 01/16/04 08:00:00.0 71.08 66.7 01/18/04 17:00:00.0 71.08 68.2
01/08/04 18:00:00.0 71.77 68.4 01/11/04 15:00:00.0 71.77 72.1 01/14/04 00:00:00.0 71.08 65.8 01/16/04 09:00:00.0 71.08 67.95 01/18/04 18:00:00.0 71.08 68.2
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
01/18/04 19:00:00.0 71.08 67.95 01/21/04 04:00:00.0 71.77 74.45 01/23/04 13:00:00.0 71.77 68.7 01/25/04 22:00:00.0 71.425 64.5 01/28/04 07:00:00.0 71.425 71.05
01/18/04 20:00:00.0 71.08 68.5 01/21/04 05:00:00.0 71.77 73.6 01/23/04 14:00:00.0 71.77 68.7 01/25/04 23:00:00.0 71.425 64.6 01/28/04 08:00:00.0 71.425 69.55
01/18/04 21:00:00.0 71.08 67.95 01/21/04 06:00:00.0 71.77 75.25 01/23/04 15:00:00.0 72.115 66.6 01/26/04 00:00:00.0 71.425 65.35 01/28/04 09:00:00.0 71.425 70.5
01/18/04 22:00:00.0 71.08 68 01/21/04 07:00:00.0 71.77 73.6 01/23/04 16:00:00.0 71.77 69.35 01/26/04 01:00:00.0 71.425 64.35 01/28/04 10:00:00.0 71.425 68.8
01/18/04 23:00:00.0 71.08 67.5 01/21/04 08:00:00.0 71.77 74.4 01/23/04 17:00:00.0 71.77 73.3 01/26/04 02:00:00.0 71.425 64.25 01/28/04 11:00:00.0 71.77 69.35
01/19/04 00:00:00.0 71.08 68.25 01/21/04 09:00:00.0 72.115 75.75 01/23/04 18:00:00.0 71.77 71 01/26/04 03:00:00.0 71.425 63.8 01/28/04 12:00:00.0 71.77 69.3
01/19/04 01:00:00.0 71.08 68.8 01/21/04 10:00:00.0 71.77 74 01/23/04 19:00:00.0 71.77 71.95 01/26/04 04:00:00.0 71.425 64.5 01/28/04 13:00:00.0 71.77 68.7
01/19/04 02:00:00.0 71.08 68.7 01/21/04 11:00:00.0 72.115 74.85 01/23/04 20:00:00.0 72.115 72.8 01/26/04 05:00:00.0 71.08 66.1 01/28/04 14:00:00.0 72.115 66.45
01/19/04 03:00:00.0 71.08 68.8 01/21/04 12:00:00.0 71.77 72.1 01/23/04 21:00:00.0 71.77 73.4 01/26/04 06:00:00.0 71.425 66.5 01/28/04 15:00:00.0 72.115 64.05
01/19/04 04:00:00.0 71.08 68.25 01/21/04 13:00:00.0 72.46 73.6 01/23/04 22:00:00.0 71.77 74.1 01/26/04 07:00:00.0 71.425 66.75 01/28/04 16:00:00.0 72.115 63.4
01/19/04 05:00:00.0 71.08 68.5 01/21/04 14:00:00.0 72.46 70.45 01/23/04 23:00:00.0 71.77 74.6 01/26/04 08:00:00.0 71.425 68.4 01/28/04 17:00:00.0 71.425 66
01/19/04 06:00:00.0 71.08 68.5 01/21/04 15:00:00.0 72.46 69.3 01/24/04 00:00:00.0 71.77 69.9 01/26/04 09:00:00.0 71.425 67.65 01/28/04 18:00:00.0 71.425 66
01/19/04 07:00:00.0 71.08 69 01/21/04 16:00:00.0 72.46 67.5 01/24/04 01:00:00.0 71.77 68.65 01/26/04 10:00:00.0 71.77 67.9 01/28/04 19:00:00.0 71.77 66.2
01/19/04 08:00:00.0 71.08 68.75 01/21/04 17:00:00.0 71.77 70.15 01/24/04 02:00:00.0 71.77 67.9 01/26/04 11:00:00.0 71.77 67.1 01/28/04 20:00:00.0 71.425 66.2
01/19/04 09:00:00.0 71.08 68.45 01/21/04 18:00:00.0 71.77 71.5 01/24/04 03:00:00.0 71.77 67.4 01/26/04 12:00:00.0 71.425 66.45 01/28/04 21:00:00.0 71.425 66.4
01/19/04 10:00:00.0 71.08 68.75 01/21/04 19:00:00.0 71.77 72 01/24/04 04:00:00.0 71.425 66.6 01/26/04 13:00:00.0 71.77 65.7 01/28/04 22:00:00.0 71.425 67.3
01/19/04 11:00:00.0 71.08 68.75 01/21/04 20:00:00.0 71.77 67.9 01/24/04 05:00:00.0 71.425 68.05 01/26/04 14:00:00.0 71.77 64.65 01/28/04 23:00:00.0 71.425 67.3
01/19/04 12:00:00.0 71.08 68.45 01/21/04 21:00:00.0 71.77 71.15 01/24/04 06:00:00.0 71.425 69.25 01/26/04 15:00:00.0 71.425 65.75 01/29/04 00:00:00.0 71.425 66.4
01/19/04 13:00:00.0 71.425 67.35 01/21/04 22:00:00.0 71.77 69.5 01/24/04 07:00:00.0 71.425 68.3 01/26/04 16:00:00.0 71.425 66.2 01/29/04 01:00:00.0 71.425 67.2
01/19/04 14:00:00.0 71.77 68.35 01/21/04 23:00:00.0 71.77 70.1 01/24/04 08:00:00.0 71.425 68.35 01/26/04 17:00:00.0 71.425 66 01/29/04 02:00:00.0 71.425 67.4
01/19/04 15:00:00.0 71.77 67.85 01/22/04 00:00:00.0 71.77 73.4 01/24/04 09:00:00.0 71.77 67.9 01/26/04 18:00:00.0 71.425 65.55 01/29/04 03:00:00.0 71.425 67.7
01/19/04 16:00:00.0 72.115 64.25 01/22/04 01:00:00.0 71.77 68.5 01/24/04 10:00:00.0 71.77 69.25 01/26/04 19:00:00.0 71.425 66.2 01/29/04 04:00:00.0 71.425 67.85
01/19/04 17:00:00.0 71.425 66.1 01/22/04 02:00:00.0 71.77 70.1 01/24/04 11:00:00.0 71.425 68.35 01/26/04 20:00:00.0 71.425 65.2 01/29/04 05:00:00.0 71.425 68.6
01/19/04 18:00:00.0 71.08 66.2 01/22/04 03:00:00.0 71.77 74.1 01/24/04 12:00:00.0 71.77 67.7 01/26/04 21:00:00.0 71.425 64.5 01/29/04 06:00:00.0 71.425 68.95
01/19/04 19:00:00.0 71.08 67.15 01/22/04 04:00:00.0 71.77 72.8 01/24/04 13:00:00.0 71.77 67.9 01/26/04 22:00:00.0 71.425 66.2 01/29/04 07:00:00.0 71.425 67.9
01/19/04 20:00:00.0 71.08 67 01/22/04 05:00:00.0 71.77 74.6 01/24/04 14:00:00.0 71.77 66.2 01/26/04 23:00:00.0 71.425 66 01/29/04 08:00:00.0 71.425 68.3
01/19/04 21:00:00.0 71.08 66.05 01/22/04 06:00:00.0 71.77 74.85 01/24/04 15:00:00.0 72.115 64.25 01/27/04 00:00:00.0 71.08 65.85 01/29/04 09:00:00.0 71.425 67.75
01/19/04 22:00:00.0 71.08 66.45 01/22/04 07:00:00.0 71.77 74.6 01/24/04 16:00:00.0 71.77 64.85 01/27/04 01:00:00.0 71.425 66 01/29/04 10:00:00.0 71.425 68
01/19/04 23:00:00.0 71.08 66.25 01/22/04 08:00:00.0 71.77 74.95 01/24/04 17:00:00.0 71.425 65.8 01/27/04 02:00:00.0 71.08 65.35 01/29/04 11:00:00.0 71.77 67.65
01/20/04 00:00:00.0 71.08 67 01/22/04 09:00:00.0 71.77 73.2 01/24/04 18:00:00.0 71.77 65.95 01/27/04 03:00:00.0 71.425 66.45 01/29/04 12:00:00.0 71.77 67.95
01/20/04 01:00:00.0 71.08 66.55 01/22/04 10:00:00.0 72.115 73.55 01/24/04 19:00:00.0 71.425 65.9 01/27/04 04:00:00.0 71.425 66.45 01/29/04 13:00:00.0 71.77 67.85
01/20/04 02:00:00.0 71.08 67.95 01/22/04 11:00:00.0 72.115 73.65 01/24/04 20:00:00.0 71.425 65.6 01/27/04 05:00:00.0 71.425 67.35 01/29/04 14:00:00.0 71.77 66
01/20/04 03:00:00.0 71.08 67.5 01/22/04 12:00:00.0 72.115 72.45 01/24/04 21:00:00.0 71.425 65.95 01/27/04 06:00:00.0 71.425 67.85 01/29/04 15:00:00.0 72.46 63.2
01/20/04 04:00:00.0 71.08 67.7 01/22/04 13:00:00.0 72.115 73.1 01/24/04 22:00:00.0 71.425 66.55 01/27/04 07:00:00.0 71.425 67.6 01/29/04 16:00:00.0 71.77 64
01/20/04 05:00:00.0 71.08 67.45 01/22/04 14:00:00.0 72.46 70 01/24/04 23:00:00.0 71.425 66.2 01/27/04 08:00:00.0 71.425 68.15 01/29/04 17:00:00.0 71.77 65.95
01/20/04 06:00:00.0 71.08 69 01/22/04 15:00:00.0 72.46 66.4 01/25/04 00:00:00.0 71.425 66.35 01/27/04 09:00:00.0 71.425 67.25 01/29/04 18:00:00.0 71.77 65.4
01/20/04 07:00:00.0 71.08 67.7 01/22/04 16:00:00.0 72.46 67.2 01/25/04 01:00:00.0 71.425 65.6 01/27/04 10:00:00.0 71.425 67.9 01/29/04 19:00:00.0 71.77 65
01/20/04 08:00:00.0 71.08 68.2 01/22/04 17:00:00.0 71.77 69 01/25/04 02:00:00.0 71.08 65.15 01/27/04 11:00:00.0 71.425 69.25 01/29/04 20:00:00.0 71.77 65.15
01/20/04 09:00:00.0 71.08 69.35 01/22/04 18:00:00.0 71.77 71.55 01/25/04 03:00:00.0 71.425 66.15 01/27/04 12:00:00.0 71.425 69.85 01/29/04 21:00:00.0 71.425 64.45
01/20/04 10:00:00.0 71.425 73.15 01/22/04 19:00:00.0 71.77 67.3 01/25/04 04:00:00.0 71.08 65.65 01/27/04 13:00:00.0 71.425 70.8 01/29/04 22:00:00.0 71.77 64.4
01/20/04 11:00:00.0 71.77 71.4 01/22/04 20:00:00.0 71.77 66.85 01/25/04 05:00:00.0 71.425 67.1 01/27/04 14:00:00.0 71.425 69.9 01/29/04 23:00:00.0 71.425 65.35
01/20/04 12:00:00.0 71.77 73.75 01/22/04 21:00:00.0 71.77 70.25 01/25/04 06:00:00.0 71.425 66.9 01/27/04 15:00:00.0 71.425 70.85 01/30/04 00:00:00.0 71.425 64.9
01/20/04 13:00:00.0 71.77 73.4 01/22/04 22:00:00.0 71.77 72.25 01/25/04 07:00:00.0 71.425 66.95 01/27/04 16:00:00.0 71.425 69.75 01/30/04 01:00:00.0 71.425 66
01/20/04 14:00:00.0 71.77 71.75 01/22/04 23:00:00.0 71.77 70.1 01/25/04 08:00:00.0 71.425 67.2 01/27/04 17:00:00.0 71.425 69 01/30/04 02:00:00.0 71.425 64.85
01/20/04 15:00:00.0 71.77 71.25 01/23/04 00:00:00.0 71.77 72.25 01/25/04 09:00:00.0 71.425 65.75 01/27/04 18:00:00.0 71.425 70.5 01/30/04 03:00:00.0 71.425 64.6
01/20/04 16:00:00.0 72.115 72.25 01/23/04 01:00:00.0 71.77 71.95 01/25/04 10:00:00.0 71.77 65.05 01/27/04 19:00:00.0 71.425 70.85 01/30/04 04:00:00.0 71.425 65.8
01/20/04 17:00:00.0 71.77 72.5 01/23/04 02:00:00.0 71.77 69.8 01/25/04 11:00:00.0 71.77 65.75 01/27/04 20:00:00.0 71.425 69.85 01/30/04 05:00:00.0 71.08 65.7
01/20/04 18:00:00.0 71.77 72.9 01/23/04 03:00:00.0 71.77 67.8 01/25/04 12:00:00.0 71.77 66.15 01/27/04 21:00:00.0 71.425 68.2 01/30/04 06:00:00.0 71.425 65.9
01/20/04 19:00:00.0 71.77 73.9 01/23/04 04:00:00.0 71.77 66.65 01/25/04 13:00:00.0 71.77 65.05 01/27/04 22:00:00.0 71.425 69.9 01/30/04 07:00:00.0 71.425 65.05
01/20/04 20:00:00.0 71.77 74.6 01/23/04 05:00:00.0 71.77 68.25 01/25/04 14:00:00.0 72.115 64 01/27/04 23:00:00.0 71.425 70.5 01/30/04 08:00:00.0 71.425 65.7
01/20/04 21:00:00.0 71.77 71.05 01/23/04 06:00:00.0 71.425 67.1 01/25/04 15:00:00.0 71.77 64 01/28/04 00:00:00.0 71.425 71.05 01/30/04 09:00:00.0 71.425 65.5
01/20/04 22:00:00.0 71.77 73.9 01/23/04 07:00:00.0 71.425 66.6 01/25/04 16:00:00.0 72.46 61.6 01/28/04 01:00:00.0 71.425 69.55 01/30/04 10:00:00.0 71.77 65.75
01/20/04 23:00:00.0 71.77 71.4 01/23/04 08:00:00.0 71.425 67.45 01/25/04 17:00:00.0 71.77 63.45 01/28/04 02:00:00.0 71.08 69.6 01/30/04 11:00:00.0 71.77 66.4
01/21/04 00:00:00.0 71.77 73.1 01/23/04 09:00:00.0 71.425 68.05 01/25/04 18:00:00.0 71.425 64.15 01/28/04 03:00:00.0 71.425 71.05 01/30/04 12:00:00.0 71.77 66.9
01/21/04 01:00:00.0 71.77 69.9 01/23/04 10:00:00.0 71.77 67.2 01/25/04 19:00:00.0 71.425 65.25 01/28/04 04:00:00.0 71.08 69.6 01/30/04 13:00:00.0 71.77 66.7
01/21/04 02:00:00.0 71.77 72.1 01/23/04 11:00:00.0 71.77 68.1 01/25/04 20:00:00.0 71.425 65.6 01/28/04 05:00:00.0 71.08 70.2 01/30/04 14:00:00.0 72.115 64.65
01/21/04 03:00:00.0 71.77 75.25 01/23/04 12:00:00.0 71.425 68.2 01/25/04 21:00:00.0 71.425 65.4 01/28/04 06:00:00.0 71.425 70.75 01/30/04 15:00:00.0 72.46 63.2
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
01/30/04 16:00:00.0 72.805 60.65 02/02/04 01:00:00.0 71.77 63.4 02/04/04 10:00:00.0 71.77 69 02/06/04 19:00:00.0 71.77 68.4 02/09/04 04:00:00.0 71.77 70.1
01/30/04 17:00:00.0 71.77 62.8 02/02/04 02:00:00.0 71.77 63.95 02/04/04 11:00:00.0 71.77 68.5 02/06/04 20:00:00.0 71.77 70.45 02/09/04 05:00:00.0 71.77 70.1
01/30/04 18:00:00.0 71.77 63.65 02/02/04 03:00:00.0 71.77 64.5 02/04/04 12:00:00.0 71.77 68.4 02/06/04 21:00:00.0 71.77 72.25 02/09/04 06:00:00.0 71.77 70.7
01/30/04 19:00:00.0 71.77 64.1 02/02/04 04:00:00.0 71.425 64.2 02/04/04 13:00:00.0 72.115 72 02/06/04 22:00:00.0 71.77 72.25 02/09/04 07:00:00.0 71.77 71.4
01/30/04 20:00:00.0 71.77 64.1 02/02/04 05:00:00.0 71.77 65.05 02/04/04 14:00:00.0 72.46 68.3 02/06/04 23:00:00.0 71.77 73.3 02/09/04 08:00:00.0 71.77 74.6
01/30/04 21:00:00.0 71.77 63.15 02/02/04 06:00:00.0 71.425 65.35 02/04/04 15:00:00.0 72.46 65.1 02/07/04 00:00:00.0 71.77 71.4 02/09/04 09:00:00.0 71.77 70.7
01/30/04 22:00:00.0 71.77 63.75 02/02/04 07:00:00.0 71.425 65.7 02/04/04 16:00:00.0 72.46 64.4 02/07/04 01:00:00.0 71.77 71.4 02/09/04 10:00:00.0 71.77 71.4
01/30/04 23:00:00.0 71.425 64.45 02/02/04 08:00:00.0 71.425 65.7 02/04/04 17:00:00.0 71.77 66.5 02/07/04 02:00:00.0 71.77 71.4 02/09/04 11:00:00.0 72.115 72.95
01/31/04 00:00:00.0 71.425 64.45 02/02/04 09:00:00.0 71.425 66.05 02/04/04 18:00:00.0 71.77 66.3 02/07/04 03:00:00.0 71.77 74.25 02/09/04 12:00:00.0 71.77 70.1
01/31/04 01:00:00.0 71.425 64.35 02/02/04 10:00:00.0 71.425 66.7 02/04/04 19:00:00.0 71.77 69.5 02/07/04 04:00:00.0 71.77 74 02/09/04 13:00:00.0 71.77 71.85
01/31/04 02:00:00.0 71.425 65.05 02/02/04 11:00:00.0 71.425 66.55 02/04/04 20:00:00.0 71.77 70.35 02/07/04 05:00:00.0 71.77 69.5 02/09/04 14:00:00.0 71.77 68.4
01/31/04 03:00:00.0 71.425 65.85 02/02/04 12:00:00.0 71.77 66.75 02/04/04 21:00:00.0 71.77 66.7 02/07/04 06:00:00.0 71.77 68.65 02/09/04 15:00:00.0 71.77 70.35
01/31/04 04:00:00.0 71.425 65.35 02/02/04 13:00:00.0 71.77 66.2 02/04/04 22:00:00.0 71.77 68.25 02/07/04 07:00:00.0 71.425 74.3 02/09/04 16:00:00.0 71.77 68.4
01/31/04 05:00:00.0 71.425 65.85 02/02/04 14:00:00.0 71.77 67.2 02/04/04 23:00:00.0 71.77 70.8 02/07/04 08:00:00.0 71.77 72.5 02/09/04 17:00:00.0 72.115 71
01/31/04 06:00:00.0 71.425 66.05 02/02/04 15:00:00.0 71.425 67.1 02/05/04 00:00:00.0 71.77 70.15 02/07/04 09:00:00.0 71.77 74.1 02/09/04 18:00:00.0 72.115 72
01/31/04 07:00:00.0 71.425 67.45 02/02/04 16:00:00.0 71.77 65.95 02/05/04 01:00:00.0 71.77 67.65 02/07/04 10:00:00.0 71.77 72.45 02/09/04 19:00:00.0 71.77 70.6
01/31/04 08:00:00.0 71.425 67.55 02/02/04 17:00:00.0 71.425 65.2 02/05/04 02:00:00.0 71.77 68.65 02/07/04 11:00:00.0 72.115 74.6 02/09/04 20:00:00.0 71.77 72.35
01/31/04 09:00:00.0 71.77 67.2 02/02/04 18:00:00.0 71.425 66.7 02/05/04 03:00:00.0 71.77 64.4 02/07/04 12:00:00.0 72.115 73.4 02/09/04 21:00:00.0 71.77 71.75
01/31/04 10:00:00.0 71.77 67.15 02/02/04 19:00:00.0 71.425 66.4 02/05/04 04:00:00.0 71.77 64.15 02/07/04 13:00:00.0 72.46 72.5 02/09/04 22:00:00.0 71.77 72.9
01/31/04 11:00:00.0 71.77 67.2 02/02/04 20:00:00.0 71.425 66.5 02/05/04 05:00:00.0 71.425 64.1 02/07/04 14:00:00.0 72.46 71.95 02/09/04 23:00:00.0 71.77 72.9
01/31/04 12:00:00.0 71.77 65.75 02/02/04 21:00:00.0 71.425 65.6 02/05/04 06:00:00.0 71.425 64.7 02/07/04 15:00:00.0 71.77 68.4 02/10/04 00:00:00.0 71.77 74.25
01/31/04 13:00:00.0 72.115 65.05 02/02/04 22:00:00.0 71.425 66.4 02/05/04 07:00:00.0 71.425 63.8 02/07/04 16:00:00.0 71.77 68.65 02/10/04 01:00:00.0 71.77 74.25
01/31/04 14:00:00.0 72.115 64 02/02/04 23:00:00.0 71.425 67.2 02/05/04 08:00:00.0 71.425 65.25 02/07/04 17:00:00.0 71.77 69.85 02/10/04 02:00:00.0 71.77 70.7
01/31/04 15:00:00.0 72.46 63.1 02/03/04 00:00:00.0 71.425 65.8 02/05/04 09:00:00.0 71.77 67.2 02/07/04 18:00:00.0 71.77 67.9 02/10/04 03:00:00.0 71.77 71.1
01/31/04 16:00:00.0 72.805 62.25 02/03/04 01:00:00.0 71.425 66.7 02/05/04 10:00:00.0 71.425 67.25 02/07/04 19:00:00.0 71.77 72.5 02/10/04 04:00:00.0 71.77 72.1
01/31/04 17:00:00.0 71.77 62.95 02/03/04 02:00:00.0 71.425 65.8 02/05/04 11:00:00.0 71.77 68.4 02/07/04 20:00:00.0 71.77 72.5 02/10/04 05:00:00.0 71.77 74.25
01/31/04 18:00:00.0 71.77 66.7 02/03/04 03:00:00.0 71.08 65.8 02/05/04 12:00:00.0 72.115 72.05 02/07/04 21:00:00.0 71.77 71.55 02/10/04 06:00:00.0 72.115 74.6
01/31/04 19:00:00.0 71.77 66.4 02/03/04 04:00:00.0 71.08 65.2 02/05/04 13:00:00.0 72.115 72.05 02/07/04 22:00:00.0 71.77 68.4 02/10/04 07:00:00.0 71.77 72.8
01/31/04 20:00:00.0 71.77 69.35 02/03/04 05:00:00.0 71.425 66.5 02/05/04 14:00:00.0 72.46 68.65 02/07/04 23:00:00.0 71.77 73 02/10/04 08:00:00.0 71.77 73.6
01/31/04 21:00:00.0 71.77 64.4 02/03/04 06:00:00.0 71.425 67.1 02/05/04 15:00:00.0 72.46 67.7 02/08/04 00:00:00.0 71.77 72.55 02/10/04 09:00:00.0 72.115 73.55
01/31/04 22:00:00.0 71.77 63.15 02/03/04 07:00:00.0 71.425 67.3 02/05/04 16:00:00.0 72.115 68.85 02/08/04 01:00:00.0 71.77 70.7 02/10/04 10:00:00.0 72.115 72.05
01/31/04 23:00:00.0 71.77 63.4 02/03/04 08:00:00.0 71.425 68.05 02/05/04 17:00:00.0 71.77 70.15 02/08/04 02:00:00.0 72.115 73.1 02/10/04 11:00:00.0 72.115 72.5
02/01/04 00:00:00.0 71.77 63.25 02/03/04 09:00:00.0 71.425 68 02/05/04 18:00:00.0 71.77 70 02/08/04 03:00:00.0 71.77 74.25 02/10/04 12:00:00.0 72.115 70.8
02/01/04 01:00:00.0 71.77 63.55 02/03/04 10:00:00.0 71.77 69.65 02/05/04 19:00:00.0 71.77 70.05 02/08/04 04:00:00.0 72.115 73.75 02/10/04 13:00:00.0 72.46 70.55
02/01/04 02:00:00.0 71.77 63.95 02/03/04 11:00:00.0 71.425 70.85 02/05/04 20:00:00.0 71.77 72.25 02/08/04 05:00:00.0 71.77 74.95 02/10/04 14:00:00.0 72.46 68.05
02/01/04 03:00:00.0 71.77 64.2 02/03/04 12:00:00.0 71.77 69.8 02/05/04 21:00:00.0 71.77 70.25 02/08/04 06:00:00.0 71.425 74.1 02/10/04 15:00:00.0 72.46 68.3
02/01/04 04:00:00.0 71.425 64.35 02/03/04 13:00:00.0 71.77 69.55 02/05/04 22:00:00.0 71.77 72.5 02/08/04 07:00:00.0 71.77 73.2 02/10/04 16:00:00.0 72.46 66.5
02/01/04 05:00:00.0 71.425 64.1 02/03/04 14:00:00.0 72.115 67.35 02/05/04 23:00:00.0 71.77 72.5 02/08/04 08:00:00.0 71.77 74.85 02/10/04 17:00:00.0 72.115 69.05
02/01/04 06:00:00.0 71.425 64.55 02/03/04 15:00:00.0 72.46 70.55 02/06/04 00:00:00.0 71.77 70.85 02/08/04 09:00:00.0 71.77 74.1 02/10/04 18:00:00.0 71.77 69.6
02/01/04 07:00:00.0 71.425 65 02/03/04 16:00:00.0 71.77 71.7 02/06/04 01:00:00.0 71.77 70.15 02/08/04 10:00:00.0 72.115 74.45 02/10/04 19:00:00.0 72.115 70.8
02/01/04 08:00:00.0 71.425 64.7 02/03/04 17:00:00.0 71.77 71.4 02/06/04 02:00:00.0 71.77 73.1 02/08/04 11:00:00.0 71.77 74.1 02/10/04 20:00:00.0 71.77 67.3
02/01/04 09:00:00.0 71.77 65.2 02/03/04 18:00:00.0 71.77 70.85 02/06/04 03:00:00.0 71.77 72.8 02/08/04 12:00:00.0 71.77 72.95 02/10/04 21:00:00.0 71.77 70
02/01/04 10:00:00.0 71.77 66.5 02/03/04 19:00:00.0 71.77 66.95 02/06/04 04:00:00.0 71.77 73.1 02/08/04 13:00:00.0 72.115 72.65 02/10/04 22:00:00.0 72.115 71.75
02/01/04 11:00:00.0 71.77 66.6 02/03/04 20:00:00.0 71.77 66.75 02/06/04 05:00:00.0 71.77 70.4 02/08/04 14:00:00.0 72.46 72.2 02/10/04 23:00:00.0 71.77 72
02/01/04 12:00:00.0 71.77 65.75 02/03/04 21:00:00.0 71.77 66.5 02/06/04 06:00:00.0 71.77 73.75 02/08/04 15:00:00.0 72.46 70.55 02/11/04 00:00:00.0 71.77 67.9
02/01/04 13:00:00.0 71.77 65.7 02/03/04 22:00:00.0 71.77 66.2 02/06/04 07:00:00.0 71.77 73.4 02/08/04 16:00:00.0 72.46 69.9 02/11/04 01:00:00.0 71.77 70.85
02/01/04 14:00:00.0 72.46 65.75 02/03/04 23:00:00.0 71.77 66.55 02/06/04 08:00:00.0 71.77 71.05 02/08/04 17:00:00.0 71.77 65.1 02/11/04 02:00:00.0 71.77 73
02/01/04 15:00:00.0 72.46 63.45 02/04/04 00:00:00.0 71.425 66.6 02/06/04 09:00:00.0 72.115 71.7 02/08/04 18:00:00.0 71.77 71.7 02/11/04 03:00:00.0 71.77 70.1
02/01/04 16:00:00.0 72.805 61.9 02/04/04 01:00:00.0 71.425 66.7 02/06/04 10:00:00.0 72.115 72.65 02/08/04 19:00:00.0 71.77 72.25 02/11/04 04:00:00.0 71.77 73.1
02/01/04 17:00:00.0 72.115 64.9 02/04/04 02:00:00.0 71.425 66.9 02/06/04 11:00:00.0 72.115 71 02/08/04 20:00:00.0 71.77 67.3 02/11/04 05:00:00.0 72.115 74.25
02/01/04 18:00:00.0 71.77 66 02/04/04 03:00:00.0 71.425 67.7 02/06/04 12:00:00.0 72.115 70.7 02/08/04 21:00:00.0 71.77 71.7 02/11/04 06:00:00.0 71.77 74.6
02/01/04 19:00:00.0 71.77 64.05 02/04/04 04:00:00.0 71.425 68.5 02/06/04 13:00:00.0 72.115 71.8 02/08/04 22:00:00.0 71.77 71.7 02/11/04 07:00:00.0 71.77 72.85
02/01/04 20:00:00.0 71.77 66.85 02/04/04 05:00:00.0 71.425 68.7 02/06/04 14:00:00.0 72.46 70.15 02/08/04 23:00:00.0 71.77 72.5 02/11/04 08:00:00.0 71.77 71.4
02/01/04 21:00:00.0 71.77 63.65 02/04/04 06:00:00.0 71.425 66.8 02/06/04 15:00:00.0 72.46 70.4 02/09/04 00:00:00.0 71.77 67.9 02/11/04 09:00:00.0 71.77 71.05
02/01/04 22:00:00.0 71.77 63.3 02/04/04 07:00:00.0 71.425 67.1 02/06/04 16:00:00.0 72.115 70 02/09/04 01:00:00.0 71.77 72.25 02/11/04 10:00:00.0 72.115 71.35
02/01/04 23:00:00.0 71.77 62.95 02/04/04 08:00:00.0 71.425 68.15 02/06/04 17:00:00.0 71.77 68.4 02/09/04 02:00:00.0 71.77 72.25 02/11/04 11:00:00.0 72.115 71.2
02/02/04 00:00:00.0 71.77 63.25 02/04/04 09:00:00.0 71.77 69 02/06/04 18:00:00.0 71.77 71.25 02/09/04 03:00:00.0 71.77 68.9 02/11/04 12:00:00.0 72.115 71.2
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
02/11/04 13:00:00.0 72.46 70.1 02/13/04 22:00:00.0 72.115 67.4 02/16/04 07:00:00.0 71.77 69 02/18/04 16:00:00.0 72.115 72.5 02/21/04 01:00:00.0 71.77 69.2
02/11/04 14:00:00.0 72.46 68.6 02/13/04 23:00:00.0 72.115 69.7 02/16/04 08:00:00.0 71.77 69 02/18/04 17:00:00.0 71.77 70.35 02/21/04 02:00:00.0 71.77 66.65
02/11/04 15:00:00.0 72.805 66.45 02/14/04 00:00:00.0 72.115 71.1 02/16/04 09:00:00.0 71.77 73.9 02/18/04 18:00:00.0 71.77 73 02/21/04 03:00:00.0 71.77 66.35
02/11/04 16:00:00.0 73.15 63.7 02/14/04 01:00:00.0 71.77 71 02/16/04 10:00:00.0 71.77 69.5 02/18/04 19:00:00.0 71.77 69.5 02/21/04 04:00:00.0 71.77 66.8
02/11/04 17:00:00.0 72.46 64.15 02/14/04 02:00:00.0 71.77 69.35 02/16/04 11:00:00.0 72.115 70.75 02/18/04 20:00:00.0 71.77 71.65 02/21/04 05:00:00.0 71.77 67.45
02/11/04 18:00:00.0 72.115 67.55 02/14/04 03:00:00.0 71.77 72.2 02/16/04 12:00:00.0 72.115 70.75 02/18/04 21:00:00.0 71.77 69.8 02/21/04 06:00:00.0 71.425 67.3
02/11/04 19:00:00.0 72.115 68.65 02/14/04 04:00:00.0 71.77 70.45 02/16/04 13:00:00.0 72.115 70.95 02/18/04 22:00:00.0 71.77 71.45 02/21/04 07:00:00.0 71.425 67.25
02/11/04 20:00:00.0 72.115 69.9 02/14/04 05:00:00.0 71.77 70.85 02/16/04 14:00:00.0 72.46 71.25 02/18/04 23:00:00.0 71.77 72.8 02/21/04 08:00:00.0 71.77 67.15
02/11/04 21:00:00.0 72.115 69.7 02/14/04 06:00:00.0 71.77 72.8 02/16/04 15:00:00.0 72.46 67.95 02/19/04 00:00:00.0 71.77 70.7 02/21/04 09:00:00.0 71.77 67.6
02/11/04 22:00:00.0 72.115 70.6 02/14/04 07:00:00.0 71.77 73.3 02/16/04 16:00:00.0 72.46 67.5 02/19/04 01:00:00.0 71.77 68.4 02/21/04 10:00:00.0 71.77 69.3
02/11/04 23:00:00.0 71.77 71.75 02/14/04 08:00:00.0 71.77 73 02/16/04 17:00:00.0 72.115 67.55 02/19/04 02:00:00.0 71.77 70.5 02/21/04 11:00:00.0 71.77 68.25
02/12/04 00:00:00.0 71.77 70.45 02/14/04 09:00:00.0 71.77 70.4 02/16/04 18:00:00.0 72.115 71 02/19/04 03:00:00.0 71.77 67.8 02/21/04 12:00:00.0 71.77 69.3
02/12/04 01:00:00.0 71.77 67.9 02/14/04 10:00:00.0 72.115 73 02/16/04 19:00:00.0 71.77 66.4 02/19/04 04:00:00.0 71.77 68 02/21/04 13:00:00.0 71.425 69.9
02/12/04 02:00:00.0 71.77 70.65 02/14/04 11:00:00.0 72.115 73.1 02/16/04 20:00:00.0 71.77 66.4 02/19/04 05:00:00.0 71.77 66.75 02/21/04 14:00:00.0 71.425 70.25
02/12/04 03:00:00.0 71.77 67.9 02/14/04 12:00:00.0 71.77 70.8 02/16/04 21:00:00.0 71.77 70.45 02/19/04 06:00:00.0 71.425 67.25 02/21/04 15:00:00.0 71.425 68.6
02/12/04 04:00:00.0 72.115 72.5 02/14/04 13:00:00.0 71.77 69.5 02/16/04 22:00:00.0 72.115 72.75 02/19/04 07:00:00.0 71.77 69 02/21/04 16:00:00.0 71.425 68.05
02/12/04 05:00:00.0 71.77 72.35 02/14/04 14:00:00.0 72.115 71.2 02/16/04 23:00:00.0 71.77 70.6 02/19/04 08:00:00.0 71.77 67.9 02/21/04 17:00:00.0 71.425 69.9
02/12/04 06:00:00.0 71.77 69.5 02/14/04 15:00:00.0 71.77 70.6 02/17/04 00:00:00.0 72.115 72.2 02/19/04 09:00:00.0 71.77 68.8 02/21/04 18:00:00.0 71.425 71.4
02/12/04 07:00:00.0 71.77 71.95 02/14/04 16:00:00.0 72.46 68.9 02/17/04 01:00:00.0 71.77 72.75 02/19/04 10:00:00.0 71.77 68 02/21/04 19:00:00.0 71.425 70.9
02/12/04 08:00:00.0 71.77 70.7 02/14/04 17:00:00.0 71.77 67.9 02/17/04 02:00:00.0 71.77 72.75 02/19/04 11:00:00.0 71.77 67.7 02/21/04 20:00:00.0 71.425 70.45
02/12/04 09:00:00.0 72.115 71.2 02/14/04 18:00:00.0 71.77 70.25 02/17/04 03:00:00.0 71.77 69.5 02/19/04 12:00:00.0 71.77 68.4 02/21/04 21:00:00.0 71.425 71.15
02/12/04 10:00:00.0 72.115 71.35 02/14/04 19:00:00.0 71.77 71.95 02/17/04 04:00:00.0 71.77 68.9 02/19/04 13:00:00.0 71.77 70.1 02/21/04 22:00:00.0 71.425 69.05
02/12/04 11:00:00.0 72.115 72 02/14/04 20:00:00.0 71.77 70.4 02/17/04 05:00:00.0 71.77 69.5 02/19/04 14:00:00.0 72.46 71.6 02/21/04 23:00:00.0 71.425 69.55
02/12/04 12:00:00.0 72.115 71.7 02/14/04 21:00:00.0 71.77 73.6 02/17/04 06:00:00.0 71.77 72.1 02/19/04 15:00:00.0 71.77 67.9 02/22/04 00:00:00.0 71.425 69.15
02/12/04 13:00:00.0 72.46 68.85 02/14/04 22:00:00.0 71.77 69.5 02/17/04 07:00:00.0 71.77 72.1 02/19/04 16:00:00.0 71.77 71.25 02/22/04 01:00:00.0 71.08 69.05
02/12/04 14:00:00.0 72.46 68.25 02/14/04 23:00:00.0 71.77 70.7 02/17/04 08:00:00.0 71.77 71.4 02/19/04 17:00:00.0 71.77 69.85 02/22/04 02:00:00.0 71.425 72.1
02/12/04 15:00:00.0 72.46 64.45 02/15/04 00:00:00.0 71.77 68.4 02/17/04 09:00:00.0 71.77 73.25 02/19/04 18:00:00.0 71.77 67.9 02/22/04 03:00:00.0 71.08 69.9
02/12/04 16:00:00.0 72.46 65 02/15/04 01:00:00.0 71.77 71.4 02/17/04 10:00:00.0 71.77 71.4 02/19/04 19:00:00.0 71.77 72.05 02/22/04 04:00:00.0 71.425 71.4
02/12/04 17:00:00.0 72.115 66 02/15/04 02:00:00.0 71.77 71.4 02/17/04 11:00:00.0 72.115 71.4 02/19/04 20:00:00.0 71.77 71.25 02/22/04 05:00:00.0 71.425 71.75
02/12/04 18:00:00.0 72.115 68.1 02/15/04 03:00:00.0 71.77 72.1 02/17/04 12:00:00.0 72.115 72.05 02/19/04 21:00:00.0 71.77 69.5 02/22/04 06:00:00.0 71.425 71.4
02/12/04 19:00:00.0 72.115 68.1 02/15/04 04:00:00.0 71.77 74 02/17/04 13:00:00.0 72.46 72.2 02/19/04 22:00:00.0 71.77 72.65 02/22/04 07:00:00.0 71.425 71.1
02/12/04 20:00:00.0 72.115 68.4 02/15/04 05:00:00.0 72.115 75.35 02/17/04 14:00:00.0 72.46 67.7 02/19/04 23:00:00.0 71.77 70.7 02/22/04 08:00:00.0 71.425 70.15
02/12/04 21:00:00.0 72.115 69.3 02/15/04 06:00:00.0 71.77 73.6 02/17/04 15:00:00.0 72.46 65.65 02/20/04 00:00:00.0 71.77 73.3 02/22/04 09:00:00.0 71.77 69.9
02/12/04 22:00:00.0 72.115 69.7 02/15/04 07:00:00.0 71.77 73.2 02/17/04 16:00:00.0 72.805 63.45 02/20/04 01:00:00.0 71.77 72.95 02/22/04 10:00:00.0 71.425 70.15
02/12/04 23:00:00.0 72.115 71.75 02/15/04 08:00:00.0 71.77 72.1 02/17/04 17:00:00.0 72.46 65.65 02/20/04 02:00:00.0 71.77 71.1 02/22/04 11:00:00.0 71.425 71.75
02/13/04 00:00:00.0 71.77 69 02/15/04 09:00:00.0 71.77 74 02/17/04 18:00:00.0 72.115 67.55 02/20/04 03:00:00.0 71.77 67.3 02/22/04 12:00:00.0 71.425 70.25
02/13/04 01:00:00.0 72.115 72 02/15/04 10:00:00.0 72.115 74 02/17/04 19:00:00.0 72.115 68.25 02/20/04 04:00:00.0 71.77 67.15 02/22/04 13:00:00.0 71.425 70.85
02/13/04 02:00:00.0 71.77 70.25 02/15/04 11:00:00.0 71.77 71.4 02/17/04 20:00:00.0 72.115 68.5 02/20/04 05:00:00.0 71.425 66.75 02/22/04 14:00:00.0 71.425 69.65
02/13/04 03:00:00.0 71.77 70.5 02/15/04 12:00:00.0 72.115 73.4 02/17/04 21:00:00.0 72.115 70.15 02/20/04 06:00:00.0 71.425 70.45 02/22/04 15:00:00.0 72.115 68.1
02/13/04 04:00:00.0 71.77 73.1 02/15/04 13:00:00.0 72.115 72.5 02/17/04 22:00:00.0 71.77 65.9 02/20/04 07:00:00.0 71.77 70.7 02/22/04 16:00:00.0 72.115 65.05
02/13/04 05:00:00.0 71.77 73.1 02/15/04 14:00:00.0 72.115 69.95 02/17/04 23:00:00.0 71.77 68.95 02/20/04 08:00:00.0 71.77 74.45 02/22/04 17:00:00.0 71.77 68.55
02/13/04 06:00:00.0 71.77 70.85 02/15/04 15:00:00.0 72.115 69.45 02/18/04 00:00:00.0 71.77 69.5 02/20/04 09:00:00.0 72.115 74.45 02/22/04 18:00:00.0 71.77 68.4
02/13/04 07:00:00.0 71.77 71.05 02/15/04 16:00:00.0 71.77 66.9 02/18/04 01:00:00.0 71.77 72.5 02/20/04 10:00:00.0 72.115 73.2 02/22/04 19:00:00.0 71.77 73
02/13/04 08:00:00.0 71.77 71.4 02/15/04 17:00:00.0 71.77 71.5 02/18/04 02:00:00.0 71.77 72.5 02/20/04 11:00:00.0 72.115 72.05 02/22/04 20:00:00.0 71.77 72.25
02/13/04 09:00:00.0 72.115 71.8 02/15/04 18:00:00.0 71.77 71.25 02/18/04 03:00:00.0 71.77 67.65 02/20/04 12:00:00.0 72.115 72.95 02/22/04 21:00:00.0 71.77 72.05
02/13/04 10:00:00.0 72.115 70.4 02/15/04 19:00:00.0 71.77 71.15 02/18/04 04:00:00.0 71.77 65.55 02/20/04 13:00:00.0 72.115 71.4 02/22/04 22:00:00.0 71.77 73.4
02/13/04 11:00:00.0 72.115 71.6 02/15/04 20:00:00.0 71.77 68.9 02/18/04 05:00:00.0 71.77 66 02/20/04 14:00:00.0 72.46 70.5 02/22/04 23:00:00.0 71.77 72.55
02/13/04 12:00:00.0 72.115 71.05 02/15/04 21:00:00.0 71.77 68.9 02/18/04 06:00:00.0 71.425 65.7 02/20/04 15:00:00.0 72.46 67.85 02/23/04 00:00:00.0 71.77 73.75
02/13/04 13:00:00.0 72.115 68.2 02/15/04 22:00:00.0 71.77 71.45 02/18/04 07:00:00.0 71.77 65.2 02/20/04 16:00:00.0 72.46 70.35 02/23/04 01:00:00.0 71.77 74
02/13/04 14:00:00.0 72.46 66.5 02/15/04 23:00:00.0 71.77 70.85 02/18/04 08:00:00.0 71.77 66.65 02/20/04 17:00:00.0 71.77 69.35 02/23/04 02:00:00.0 71.77 74.6
02/13/04 15:00:00.0 72.805 65.3 02/16/04 00:00:00.0 71.77 71.45 02/18/04 09:00:00.0 71.77 67.15 02/20/04 18:00:00.0 72.115 72.75 02/23/04 03:00:00.0 71.77 73.75
02/13/04 16:00:00.0 73.15 63.95 02/16/04 01:00:00.0 71.77 70.75 02/18/04 10:00:00.0 72.115 72.2 02/20/04 19:00:00.0 71.77 70.35 02/23/04 04:00:00.0 71.77 74
02/13/04 17:00:00.0 72.46 62.85 02/16/04 02:00:00.0 71.77 70.7 02/18/04 11:00:00.0 72.115 73.75 02/20/04 20:00:00.0 71.77 68.4 02/23/04 05:00:00.0 71.77 74.4
02/13/04 18:00:00.0 72.115 68.7 02/16/04 03:00:00.0 71.77 69.5 02/18/04 12:00:00.0 72.115 71.05 02/20/04 21:00:00.0 71.77 68.4 02/23/04 06:00:00.0 71.77 73.3
02/13/04 19:00:00.0 72.115 69.4 02/16/04 04:00:00.0 71.425 66.5 02/18/04 13:00:00.0 72.115 73.6 02/20/04 22:00:00.0 71.77 70.15 02/23/04 07:00:00.0 71.77 72.1
02/13/04 20:00:00.0 72.115 68.5 02/16/04 05:00:00.0 71.77 68.25 02/18/04 14:00:00.0 71.77 71.65 02/20/04 23:00:00.0 71.77 71.45 02/23/04 08:00:00.0 71.77 72.15
02/13/04 21:00:00.0 72.115 67.55 02/16/04 06:00:00.0 71.77 68.25 02/18/04 15:00:00.0 72.115 71.2 02/21/04 00:00:00.0 71.77 69.5 02/23/04 09:00:00.0 71.77 72.1
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
02/23/04 10:00:00.0 71.77 75.35 02/25/04 19:00:00.0 71.77 66.15 02/28/04 04:00:00.0 71.77 67.15 03/01/04 13:00:00.0 72.115 69.3 03/03/04 22:00:00.0 71.77 71.65
02/23/04 11:00:00.0 71.77 73.2 02/25/04 20:00:00.0 71.77 65.5 02/28/04 05:00:00.0 71.77 73 03/01/04 14:00:00.0 71.77 68.55 03/03/04 23:00:00.0 71.77 71.25
02/23/04 12:00:00.0 71.77 72.1 02/25/04 21:00:00.0 71.77 65.3 02/28/04 06:00:00.0 71.77 73.3 03/01/04 15:00:00.0 71.77 70.15 03/04/04 00:00:00.0 71.77 72.75
02/23/04 13:00:00.0 71.77 74.45 02/25/04 22:00:00.0 71.77 65.4 02/28/04 07:00:00.0 71.77 70.75 03/01/04 16:00:00.0 72.115 70.2 03/04/04 01:00:00.0 71.77 70.7
02/23/04 14:00:00.0 72.115 73.65 02/25/04 23:00:00.0 71.77 65.4 02/28/04 08:00:00.0 72.115 72.1 03/01/04 17:00:00.0 71.77 69.9 03/04/04 02:00:00.0 71.77 70.1
02/23/04 15:00:00.0 71.77 71.4 02/26/04 00:00:00.0 71.77 65.95 02/28/04 09:00:00.0 72.115 70.75 03/01/04 18:00:00.0 72.115 71.2 03/04/04 03:00:00.0 71.77 71.4
02/23/04 16:00:00.0 71.77 72.25 02/26/04 01:00:00.0 71.425 65.25 02/28/04 10:00:00.0 71.77 70.1 03/01/04 19:00:00.0 71.77 68.1 03/04/04 04:00:00.0 71.77 72.1
02/23/04 17:00:00.0 71.77 71.4 02/26/04 02:00:00.0 71.77 66.55 02/28/04 11:00:00.0 72.115 71.1 03/01/04 20:00:00.0 72.115 71.75 03/04/04 05:00:00.0 71.77 72.1
02/23/04 18:00:00.0 71.77 68.9 02/26/04 03:00:00.0 71.425 66.4 02/28/04 12:00:00.0 72.115 70.2 03/01/04 21:00:00.0 72.115 73 03/04/04 06:00:00.0 71.77 72.15
02/23/04 19:00:00.0 71.77 71.4 02/26/04 04:00:00.0 71.77 66.25 02/28/04 13:00:00.0 72.115 70.2 03/01/04 22:00:00.0 71.77 68.1 03/04/04 07:00:00.0 72.115 72.05
02/23/04 20:00:00.0 71.77 70.1 02/26/04 05:00:00.0 71.425 66.2 02/28/04 14:00:00.0 72.46 68.15 03/01/04 23:00:00.0 71.77 66.6 03/04/04 08:00:00.0 72.115 68.95
02/23/04 21:00:00.0 71.77 68.4 02/26/04 06:00:00.0 71.425 66.9 02/28/04 15:00:00.0 72.46 66.15 03/02/04 00:00:00.0 71.77 65.75 03/04/04 09:00:00.0 72.115 70.8
02/23/04 22:00:00.0 71.77 68.7 02/26/04 07:00:00.0 71.425 67.85 02/28/04 16:00:00.0 72.46 66.5 03/02/04 01:00:00.0 71.77 65.4 03/04/04 10:00:00.0 72.115 69.95
02/23/04 23:00:00.0 71.77 68.45 02/26/04 08:00:00.0 71.425 67.2 02/28/04 17:00:00.0 72.115 68.95 03/02/04 02:00:00.0 71.425 64.3 03/04/04 11:00:00.0 72.115 71.8
02/24/04 00:00:00.0 71.425 67.15 02/26/04 09:00:00.0 71.77 67.7 02/28/04 18:00:00.0 71.77 68 03/02/04 03:00:00.0 71.77 66.2 03/04/04 12:00:00.0 72.115 66.85
02/24/04 01:00:00.0 71.08 67.2 02/26/04 10:00:00.0 72.115 72.5 02/28/04 19:00:00.0 71.77 69.55 03/02/04 04:00:00.0 71.08 64.5 03/04/04 13:00:00.0 72.115 66.1
02/24/04 02:00:00.0 71.08 66.45 02/26/04 11:00:00.0 72.115 70.45 02/28/04 20:00:00.0 71.77 70.8 03/02/04 05:00:00.0 71.425 67.9 03/04/04 14:00:00.0 72.46 69.3
02/24/04 03:00:00.0 71.425 67.6 02/26/04 12:00:00.0 72.115 73.1 02/28/04 21:00:00.0 71.77 70.15 03/02/04 06:00:00.0 71.425 67.55 03/04/04 15:00:00.0 72.46 67.3
02/24/04 04:00:00.0 71.08 66.75 02/26/04 13:00:00.0 71.77 70.75 02/28/04 22:00:00.0 71.77 70.85 03/02/04 07:00:00.0 71.77 70.7 03/04/04 16:00:00.0 72.46 66.3
02/24/04 05:00:00.0 71.425 68.7 02/26/04 14:00:00.0 72.46 71.45 02/28/04 23:00:00.0 71.77 71.25 03/02/04 08:00:00.0 71.77 74.95 03/04/04 17:00:00.0 71.77 68.95
02/24/04 06:00:00.0 71.08 67.45 02/26/04 15:00:00.0 71.77 68.6 02/29/04 00:00:00.0 71.77 68.4 03/02/04 09:00:00.0 71.425 74.1 03/04/04 18:00:00.0 72.115 67.55
02/24/04 07:00:00.0 71.425 67.9 02/26/04 16:00:00.0 72.46 68.65 02/29/04 01:00:00.0 71.77 71.55 03/02/04 10:00:00.0 71.77 74.4 03/04/04 19:00:00.0 71.77 67.9
02/24/04 08:00:00.0 71.425 68.05 02/26/04 17:00:00.0 71.77 71 02/29/04 02:00:00.0 71.77 72.5 03/02/04 11:00:00.0 72.115 72.85 03/04/04 20:00:00.0 71.77 64.85
02/24/04 09:00:00.0 71.425 67.35 02/26/04 18:00:00.0 71.77 69.85 02/29/04 03:00:00.0 71.77 72.35 03/02/04 12:00:00.0 71.77 70.1 03/04/04 21:00:00.0 71.77 71.5
02/24/04 10:00:00.0 71.77 69.8 02/26/04 19:00:00.0 71.77 70.25 02/29/04 04:00:00.0 71.77 69.5 03/02/04 13:00:00.0 71.77 71.75 03/04/04 22:00:00.0 71.77 71.75
02/24/04 11:00:00.0 71.77 70.1 02/26/04 20:00:00.0 71.77 67.9 02/29/04 05:00:00.0 71.77 70.8 03/02/04 14:00:00.0 71.77 72.25 03/04/04 23:00:00.0 71.77 72.5
02/24/04 12:00:00.0 71.77 69.5 02/26/04 21:00:00.0 71.77 71.7 02/29/04 06:00:00.0 71.77 72.35 03/02/04 15:00:00.0 71.77 72.5 03/05/04 00:00:00.0 72.115 72
02/24/04 13:00:00.0 71.77 69.5 02/26/04 22:00:00.0 71.77 71.15 02/29/04 07:00:00.0 71.77 71.4 03/02/04 16:00:00.0 72.46 70.25 03/05/04 01:00:00.0 71.77 71
02/24/04 14:00:00.0 72.115 68.1 02/26/04 23:00:00.0 71.77 73.3 02/29/04 08:00:00.0 71.77 72.1 03/02/04 17:00:00.0 71.77 70.6 03/05/04 02:00:00.0 71.77 67.05
02/24/04 15:00:00.0 72.115 64.2 02/27/04 00:00:00.0 71.77 71.65 02/29/04 09:00:00.0 71.77 71.4 03/02/04 18:00:00.0 72.115 71.7 03/05/04 03:00:00.0 71.77 66.1
02/24/04 16:00:00.0 72.115 62.9 02/27/04 01:00:00.0 71.77 72.8 02/29/04 10:00:00.0 71.77 72.8 03/02/04 19:00:00.0 72.115 72.8 03/05/04 04:00:00.0 71.77 65.5
02/24/04 17:00:00.0 71.77 63.25 02/27/04 02:00:00.0 71.77 69.5 02/29/04 11:00:00.0 71.77 73.25 03/02/04 20:00:00.0 71.77 72.75 03/05/04 05:00:00.0 71.77 63.9
02/24/04 18:00:00.0 71.77 65.1 02/27/04 03:00:00.0 71.77 73.9 02/29/04 12:00:00.0 71.77 72.45 03/02/04 21:00:00.0 72.115 72.5 03/05/04 06:00:00.0 71.425 65.4
02/24/04 19:00:00.0 71.425 65.1 02/27/04 04:00:00.0 71.77 72.55 02/29/04 13:00:00.0 71.77 70.7 03/02/04 22:00:00.0 72.115 73.1 03/05/04 07:00:00.0 71.77 65.25
02/24/04 20:00:00.0 71.77 65.55 02/27/04 05:00:00.0 71.77 72.1 02/29/04 14:00:00.0 71.77 71.4 03/02/04 23:00:00.0 71.77 67.85 03/05/04 08:00:00.0 71.77 65.75
02/24/04 21:00:00.0 71.425 65.2 02/27/04 06:00:00.0 71.77 71.4 02/29/04 15:00:00.0 71.77 72.1 03/03/04 00:00:00.0 71.77 67.95 03/05/04 09:00:00.0 71.77 65.75
02/24/04 22:00:00.0 71.425 65.6 02/27/04 07:00:00.0 71.77 72.9 02/29/04 16:00:00.0 71.77 72.8 03/03/04 01:00:00.0 71.77 70.7 03/05/04 10:00:00.0 71.77 66.15
02/24/04 23:00:00.0 71.425 65.7 02/27/04 08:00:00.0 71.77 72.5 02/29/04 17:00:00.0 71.77 70.7 03/03/04 02:00:00.0 72.115 73.4 03/05/04 11:00:00.0 72.115 70.35
02/25/04 00:00:00.0 71.425 65.8 02/27/04 09:00:00.0 71.77 70.75 02/29/04 18:00:00.0 71.77 73.6 03/03/04 03:00:00.0 72.115 73.65 03/05/04 12:00:00.0 72.115 68.65
02/25/04 01:00:00.0 71.425 66.8 02/27/04 10:00:00.0 72.115 71.7 02/29/04 19:00:00.0 71.77 73.65 03/03/04 04:00:00.0 71.77 69.2 03/05/04 13:00:00.0 72.46 68.7
02/25/04 02:00:00.0 71.425 66.2 02/27/04 11:00:00.0 72.115 72.65 02/29/04 20:00:00.0 71.77 72.8 03/03/04 05:00:00.0 71.77 67.95 03/05/04 14:00:00.0 72.46 68.65
02/25/04 03:00:00.0 71.425 66.35 02/27/04 12:00:00.0 72.115 70.55 02/29/04 21:00:00.0 72.115 75.25 03/03/04 06:00:00.0 71.425 71.95 03/05/04 15:00:00.0 72.46 64.7
02/25/04 04:00:00.0 71.425 66.25 02/27/04 13:00:00.0 72.46 70 02/29/04 22:00:00.0 71.77 74.4 03/03/04 07:00:00.0 71.77 73.9 03/05/04 16:00:00.0 72.46 65.95
02/25/04 05:00:00.0 71.425 66.7 02/27/04 14:00:00.0 72.46 67.45 02/29/04 23:00:00.0 72.115 75.75 03/03/04 08:00:00.0 72.115 72.95 03/05/04 17:00:00.0 72.46 67.3
02/25/04 06:00:00.0 71.425 66.6 02/27/04 15:00:00.0 72.46 64.95 03/01/04 00:00:00.0 71.77 71.4 03/03/04 09:00:00.0 71.77 70.4 03/05/04 18:00:00.0 71.77 65.55
02/25/04 07:00:00.0 71.425 68.15 02/27/04 16:00:00.0 72.46 64.05 03/01/04 01:00:00.0 72.115 74.25 03/03/04 10:00:00.0 72.115 72.35 03/05/04 19:00:00.0 71.77 64
02/25/04 08:00:00.0 71.425 66 02/27/04 17:00:00.0 72.46 62.8 03/01/04 02:00:00.0 71.77 73.6 03/03/04 11:00:00.0 72.115 72.95 03/05/04 20:00:00.0 71.77 68.15
02/25/04 09:00:00.0 71.77 67.15 02/27/04 18:00:00.0 71.77 65.6 03/01/04 03:00:00.0 72.115 73.9 03/03/04 12:00:00.0 71.77 71.55 03/05/04 21:00:00.0 72.115 68.3
02/25/04 10:00:00.0 71.77 69.25 02/27/04 19:00:00.0 71.77 67.25 03/01/04 04:00:00.0 71.77 71.75 03/03/04 13:00:00.0 72.115 70.45 03/05/04 22:00:00.0 71.77 65.05
02/25/04 11:00:00.0 71.77 67.95 02/27/04 20:00:00.0 72.115 68.65 03/01/04 05:00:00.0 72.115 73.3 03/03/04 14:00:00.0 71.77 67.85 03/05/04 23:00:00.0 71.77 64.3
02/25/04 12:00:00.0 71.77 68.7 02/27/04 21:00:00.0 71.77 68.15 03/01/04 06:00:00.0 72.115 72.5 03/03/04 15:00:00.0 72.46 69.65 03/06/04 00:00:00.0 71.77 64.7
02/25/04 13:00:00.0 71.77 69.8 02/27/04 22:00:00.0 71.77 66.8 03/01/04 07:00:00.0 71.77 73.6 03/03/04 16:00:00.0 72.46 67.65 03/06/04 01:00:00.0 71.77 65.55
02/25/04 14:00:00.0 72.115 68.35 02/27/04 23:00:00.0 71.77 67.25 03/01/04 08:00:00.0 72.115 71.05 03/03/04 17:00:00.0 72.46 66 03/06/04 02:00:00.0 71.77 65.7
02/25/04 15:00:00.0 72.115 65.5 02/28/04 00:00:00.0 71.77 69.35 03/01/04 09:00:00.0 72.115 73.4 03/03/04 18:00:00.0 71.77 70.45 03/06/04 03:00:00.0 71.77 64.95
02/25/04 16:00:00.0 72.115 62.7 02/28/04 01:00:00.0 71.77 71.3 03/01/04 10:00:00.0 72.115 72.5 03/03/04 19:00:00.0 71.77 69.15 03/06/04 04:00:00.0 71.77 64.55
02/25/04 17:00:00.0 72.115 66.9 02/28/04 02:00:00.0 71.77 70.05 03/01/04 11:00:00.0 72.115 70.8 03/03/04 20:00:00.0 71.77 69.65 03/06/04 05:00:00.0 71.77 63.55
02/25/04 18:00:00.0 71.77 65.9 02/28/04 03:00:00.0 71.77 71.25 03/01/04 12:00:00.0 72.115 70.55 03/03/04 21:00:00.0 71.77 67.3 03/06/04 06:00:00.0 71.425 64.45
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
03/06/04 07:00:00.0 71.77 63.3 03/08/04 16:00:00.0 72.46 63.1 03/11/04 01:00:00.0 71.77 68.55 03/13/04 10:00:00.0 72.115 70.4 03/15/04 19:00:00.0 71.77 68.1
03/06/04 08:00:00.0 71.77 64.3 03/08/04 17:00:00.0 72.46 63.25 03/11/04 02:00:00.0 71.77 69.75 03/13/04 11:00:00.0 72.115 69.85 03/15/04 20:00:00.0 71.77 65.5
03/06/04 09:00:00.0 71.77 72.5 03/08/04 18:00:00.0 72.115 67.95 03/11/04 03:00:00.0 71.77 69.7 03/13/04 12:00:00.0 72.46 71.25 03/15/04 21:00:00.0 71.77 65.5
03/06/04 10:00:00.0 72.115 71.6 03/08/04 19:00:00.0 71.77 67.1 03/11/04 04:00:00.0 71.77 70.4 03/13/04 13:00:00.0 72.46 70 03/15/04 22:00:00.0 71.77 70.4
03/06/04 11:00:00.0 72.115 69.3 03/08/04 20:00:00.0 71.77 67.6 03/11/04 05:00:00.0 71.77 72 03/13/04 14:00:00.0 72.46 68.3 03/15/04 23:00:00.0 72.115 69.7
03/06/04 12:00:00.0 71.77 67.9 03/08/04 21:00:00.0 71.77 68.95 03/11/04 06:00:00.0 71.77 69.85 03/13/04 15:00:00.0 72.46 67.15 03/16/04 00:00:00.0 71.77 66.4
03/06/04 13:00:00.0 72.46 70.55 03/08/04 22:00:00.0 71.77 67.25 03/11/04 07:00:00.0 71.77 69.15 03/13/04 16:00:00.0 72.46 67.15 03/16/04 01:00:00.0 71.77 71.55
03/06/04 14:00:00.0 72.46 70.1 03/08/04 23:00:00.0 71.77 67.45 03/11/04 08:00:00.0 72.115 68.15 03/13/04 17:00:00.0 72.46 66.6 03/16/04 02:00:00.0 71.77 69
03/06/04 15:00:00.0 72.46 67.75 03/09/04 00:00:00.0 71.77 68.15 03/11/04 09:00:00.0 72.115 69.3 03/13/04 18:00:00.0 72.115 68.25 03/16/04 03:00:00.0 71.77 65.05
03/06/04 16:00:00.0 72.46 66.65 03/09/04 01:00:00.0 72.115 70.15 03/11/04 10:00:00.0 72.115 69.6 03/13/04 19:00:00.0 72.46 69.7 03/16/04 04:00:00.0 71.77 64.55
03/06/04 17:00:00.0 72.46 66.15 03/09/04 02:00:00.0 71.77 68.8 03/11/04 11:00:00.0 72.115 71.1 03/13/04 20:00:00.0 72.115 70.35 03/16/04 05:00:00.0 71.77 66.2
03/06/04 18:00:00.0 71.77 67.8 03/09/04 03:00:00.0 71.77 69.55 03/11/04 12:00:00.0 72.115 69.6 03/13/04 21:00:00.0 72.115 70.85 03/16/04 06:00:00.0 71.425 65.85
03/06/04 19:00:00.0 71.77 69.3 03/09/04 04:00:00.0 71.77 70.4 03/11/04 13:00:00.0 72.46 70.9 03/13/04 22:00:00.0 72.115 70.45 03/16/04 07:00:00.0 71.77 65.65
03/06/04 20:00:00.0 71.77 68 03/09/04 05:00:00.0 71.77 72 03/11/04 14:00:00.0 72.46 68.95 03/13/04 23:00:00.0 71.77 70.85 03/16/04 08:00:00.0 71.77 67.7
03/06/04 21:00:00.0 72.115 69.1 03/09/04 06:00:00.0 71.77 72.25 03/11/04 15:00:00.0 72.46 68.05 03/14/04 00:00:00.0 71.77 70.6 03/16/04 09:00:00.0 71.77 67.4
03/06/04 22:00:00.0 71.77 70.15 03/09/04 07:00:00.0 72.115 70.95 03/11/04 16:00:00.0 72.805 64.95 03/14/04 01:00:00.0 71.77 70 03/16/04 10:00:00.0 71.77 67.7
03/06/04 23:00:00.0 71.77 68 03/09/04 08:00:00.0 71.77 69.8 03/11/04 17:00:00.0 72.46 63.5 03/14/04 02:00:00.0 71.77 69.25 03/16/04 11:00:00.0 71.77 67.4
03/07/04 00:00:00.0 71.77 70.25 03/09/04 09:00:00.0 72.115 70.1 03/11/04 18:00:00.0 72.46 66.15 03/14/04 03:00:00.0 71.77 65.1 03/16/04 12:00:00.0 71.77 68.1
03/07/04 01:00:00.0 71.77 71.7 03/09/04 10:00:00.0 71.77 71.25 03/11/04 19:00:00.0 72.46 68.65 03/14/04 04:00:00.0 71.77 69.25 03/16/04 13:00:00.0 71.77 66.4
03/07/04 02:00:00.0 71.77 65.75 03/09/04 11:00:00.0 72.115 71.1 03/11/04 20:00:00.0 72.115 66.7 03/14/04 05:00:00.0 71.77 72 03/16/04 14:00:00.0 72.115 66.15
03/07/04 03:00:00.0 71.77 69.5 03/09/04 12:00:00.0 72.115 70.7 03/11/04 21:00:00.0 72.115 69.15 03/14/04 06:00:00.0 71.77 71.8 03/16/04 15:00:00.0 72.115 64.25
03/07/04 04:00:00.0 71.77 71.7 03/09/04 13:00:00.0 72.46 70.9 03/11/04 22:00:00.0 72.115 68.9 03/14/04 07:00:00.0 71.77 70.35 03/16/04 16:00:00.0 71.77 64.4
03/07/04 05:00:00.0 71.77 72.8 03/09/04 14:00:00.0 72.46 68.5 03/11/04 23:00:00.0 72.115 69.05 03/14/04 08:00:00.0 71.77 71.7 03/16/04 17:00:00.0 71.77 65.1
03/07/04 06:00:00.0 71.77 67.6 03/09/04 15:00:00.0 72.46 67.15 03/12/04 00:00:00.0 71.77 67.95 03/14/04 09:00:00.0 72.115 70.7 03/16/04 18:00:00.0 71.77 64.85
03/07/04 07:00:00.0 71.77 70.45 03/09/04 16:00:00.0 72.46 63.9 03/12/04 01:00:00.0 71.77 68.25 03/14/04 10:00:00.0 72.46 72.5 03/16/04 19:00:00.0 71.77 64.65
03/07/04 08:00:00.0 71.77 70.45 03/09/04 17:00:00.0 72.46 63.35 03/12/04 02:00:00.0 71.77 68.45 03/14/04 11:00:00.0 72.46 72.15 03/16/04 20:00:00.0 71.77 64.7
03/07/04 09:00:00.0 72.115 72.25 03/09/04 18:00:00.0 72.115 66.7 03/12/04 03:00:00.0 71.77 68.9 03/14/04 12:00:00.0 72.115 72.65 03/16/04 21:00:00.0 71.77 63.85
03/07/04 10:00:00.0 72.115 70.6 03/09/04 19:00:00.0 71.77 66.4 03/12/04 04:00:00.0 71.77 70.3 03/14/04 13:00:00.0 72.46 71.2 03/16/04 22:00:00.0 71.77 64.3
03/07/04 11:00:00.0 72.115 70.2 03/09/04 20:00:00.0 71.77 67.05 03/12/04 05:00:00.0 71.77 68.8 03/14/04 14:00:00.0 72.46 71.95 03/16/04 23:00:00.0 71.77 63.3
03/07/04 12:00:00.0 72.46 69.4 03/09/04 21:00:00.0 72.115 67.55 03/12/04 06:00:00.0 71.77 71.05 03/14/04 15:00:00.0 72.46 70.55 03/17/04 00:00:00.0 71.425 64.35
03/07/04 13:00:00.0 72.46 68.7 03/09/04 22:00:00.0 71.77 67.6 03/12/04 07:00:00.0 71.77 70.05 03/14/04 16:00:00.0 71.77 65.5 03/17/04 01:00:00.0 71.425 63
03/07/04 14:00:00.0 72.46 67 03/09/04 23:00:00.0 71.77 67.1 03/12/04 08:00:00.0 72.115 71.2 03/14/04 17:00:00.0 71.77 64.6 03/17/04 02:00:00.0 71.425 63.3
03/07/04 15:00:00.0 72.46 65.95 03/10/04 00:00:00.0 71.77 68.7 03/12/04 09:00:00.0 72.115 70.55 03/14/04 18:00:00.0 71.77 71.75 03/17/04 03:00:00.0 71.425 65.25
03/07/04 16:00:00.0 72.46 64.65 03/10/04 01:00:00.0 71.77 68.35 03/12/04 10:00:00.0 72.115 69 03/14/04 19:00:00.0 71.77 70.15 03/17/04 04:00:00.0 71.425 65.9
03/07/04 17:00:00.0 72.46 64.05 03/10/04 02:00:00.0 71.77 68.6 03/12/04 11:00:00.0 72.46 70.4 03/14/04 20:00:00.0 71.77 65.9 03/17/04 05:00:00.0 71.425 65.6
03/07/04 18:00:00.0 71.77 66.1 03/10/04 03:00:00.0 71.77 69.55 03/12/04 12:00:00.0 72.115 69.8 03/14/04 21:00:00.0 71.77 69.5 03/17/04 06:00:00.0 71.425 67.3
03/07/04 19:00:00.0 71.77 67.75 03/10/04 04:00:00.0 71.77 70.45 03/12/04 13:00:00.0 72.46 68.05 03/14/04 22:00:00.0 71.77 66.4 03/17/04 07:00:00.0 71.425 67.1
03/07/04 20:00:00.0 71.77 69.35 03/10/04 05:00:00.0 71.77 68.95 03/12/04 14:00:00.0 72.46 70.75 03/14/04 23:00:00.0 71.77 71.4 03/17/04 08:00:00.0 71.77 71.4
03/07/04 21:00:00.0 72.115 69.8 03/10/04 06:00:00.0 71.77 72.25 03/12/04 15:00:00.0 72.46 67.9 03/15/04 00:00:00.0 71.77 70 03/17/04 09:00:00.0 72.115 72
03/07/04 22:00:00.0 72.115 70.45 03/10/04 07:00:00.0 72.115 70.7 03/12/04 16:00:00.0 72.46 66.15 03/15/04 01:00:00.0 71.77 72.5 03/17/04 10:00:00.0 71.77 68.7
03/07/04 23:00:00.0 71.77 70.35 03/10/04 08:00:00.0 71.77 71.8 03/12/04 17:00:00.0 72.46 65.35 03/15/04 02:00:00.0 71.77 68.9 03/17/04 11:00:00.0 71.77 69.9
03/08/04 00:00:00.0 71.77 68.1 03/10/04 09:00:00.0 71.77 72.5 03/12/04 18:00:00.0 72.115 70.3 03/15/04 03:00:00.0 71.77 70.1 03/17/04 12:00:00.0 72.46 70.4
03/08/04 01:00:00.0 72.115 72 03/10/04 10:00:00.0 72.115 69.3 03/12/04 19:00:00.0 72.115 69.25 03/15/04 04:00:00.0 71.77 69.5 03/17/04 13:00:00.0 72.46 70.4
03/08/04 02:00:00.0 71.77 67.6 03/10/04 11:00:00.0 72.115 69.6 03/12/04 20:00:00.0 72.115 67.4 03/15/04 05:00:00.0 71.77 74.25 03/17/04 14:00:00.0 72.46 67.75
03/08/04 03:00:00.0 71.77 71.5 03/10/04 12:00:00.0 72.46 69.5 03/12/04 21:00:00.0 71.77 67.95 03/15/04 06:00:00.0 71.77 71.85 03/17/04 15:00:00.0 72.46 66.85
03/08/04 04:00:00.0 71.77 71.7 03/10/04 13:00:00.0 72.46 68.05 03/12/04 22:00:00.0 71.77 68.6 03/15/04 07:00:00.0 72.115 72.05 03/17/04 16:00:00.0 72.46 68.3
03/08/04 05:00:00.0 71.77 67.7 03/10/04 14:00:00.0 72.46 66.4 03/12/04 23:00:00.0 71.77 68.9 03/15/04 08:00:00.0 71.77 73.4 03/17/04 17:00:00.0 72.46 66.65
03/08/04 06:00:00.0 71.77 73 03/10/04 15:00:00.0 72.46 67.5 03/13/04 00:00:00.0 71.77 68.95 03/15/04 09:00:00.0 71.77 71.75 03/17/04 18:00:00.0 71.77 67.75
03/08/04 07:00:00.0 71.77 70.75 03/10/04 16:00:00.0 72.46 66.2 03/13/04 01:00:00.0 71.77 68.65 03/15/04 10:00:00.0 72.115 73.3 03/17/04 19:00:00.0 71.77 69.1
03/08/04 08:00:00.0 72.115 71.2 03/10/04 17:00:00.0 72.115 67 03/13/04 02:00:00.0 72.115 70.1 03/15/04 11:00:00.0 71.77 70.7 03/17/04 20:00:00.0 71.77 68.5
03/08/04 09:00:00.0 72.115 71.1 03/10/04 18:00:00.0 72.115 69.25 03/13/04 03:00:00.0 71.77 71.7 03/15/04 12:00:00.0 72.115 72.65 03/17/04 21:00:00.0 71.77 68.7
03/08/04 10:00:00.0 71.77 70.25 03/10/04 19:00:00.0 72.115 69.9 03/13/04 04:00:00.0 71.77 70.45 03/15/04 13:00:00.0 71.77 68.9 03/17/04 22:00:00.0 71.77 69.1
03/08/04 11:00:00.0 72.115 72.35 03/10/04 20:00:00.0 71.77 67.25 03/13/04 05:00:00.0 71.77 68.2 03/15/04 14:00:00.0 72.46 71.5 03/17/04 23:00:00.0 71.77 65.95
03/08/04 12:00:00.0 72.115 71.55 03/10/04 21:00:00.0 72.115 70.6 03/13/04 06:00:00.0 71.77 72.2 03/15/04 15:00:00.0 72.46 68.95 03/18/04 00:00:00.0 71.77 64.65
03/08/04 13:00:00.0 72.46 69.3 03/10/04 22:00:00.0 71.77 68.35 03/13/04 07:00:00.0 71.77 70.85 03/15/04 16:00:00.0 72.46 70.65 03/18/04 01:00:00.0 71.77 64.3
03/08/04 14:00:00.0 72.46 68.3 03/10/04 23:00:00.0 71.77 67.6 03/13/04 08:00:00.0 71.77 69.3 03/15/04 17:00:00.0 72.46 69.25 03/18/04 02:00:00.0 71.77 70.35
03/08/04 15:00:00.0 72.46 64.6 03/11/04 00:00:00.0 71.77 68.9 03/13/04 09:00:00.0 72.115 70.7 03/15/04 18:00:00.0 71.77 65.5 03/18/04 03:00:00.0 71.77 64.7
89
      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
03/18/04 04:00:00.0 71.77 70.8 03/20/04 13:00:00.0 72.115 72.5 03/22/04 22:00:00.0 71.77 67.6 03/25/04 07:00:00.0 71.77 73.6 03/27/04 16:00:00.0 72.46 68.65
03/18/04 05:00:00.0 71.77 68.4 03/20/04 14:00:00.0 71.77 71.55 03/22/04 23:00:00.0 71.77 70.15 03/25/04 08:00:00.0 71.77 71.75 03/27/04 17:00:00.0 71.77 66.9
03/18/04 06:00:00.0 71.77 69.15 03/20/04 15:00:00.0 71.77 71.75 03/23/04 00:00:00.0 71.77 65.1 03/25/04 09:00:00.0 71.77 72.1 03/27/04 18:00:00.0 71.77 72
03/18/04 07:00:00.0 72.115 71.9 03/20/04 16:00:00.0 71.77 73.3 03/23/04 01:00:00.0 71.77 69.35 03/25/04 10:00:00.0 71.77 74 03/27/04 19:00:00.0 71.77 70.8
03/18/04 08:00:00.0 71.77 70.75 03/20/04 17:00:00.0 71.77 73 03/23/04 02:00:00.0 71.77 65.5 03/25/04 11:00:00.0 71.77 73.65 03/27/04 20:00:00.0 71.77 70.1
03/18/04 09:00:00.0 71.77 72.95 03/20/04 18:00:00.0 71.77 73.4 03/23/04 03:00:00.0 71.77 69.5 03/25/04 12:00:00.0 72.115 72.95 03/27/04 21:00:00.0 71.77 70.1
03/18/04 10:00:00.0 71.77 73.1 03/20/04 19:00:00.0 71.77 70.7 03/23/04 04:00:00.0 71.77 71.05 03/25/04 13:00:00.0 72.115 73.4 03/27/04 22:00:00.0 71.77 70.1
03/18/04 11:00:00.0 71.77 72.5 03/20/04 20:00:00.0 71.77 73.6 03/23/04 05:00:00.0 71.77 72 03/25/04 14:00:00.0 72.115 71.6 03/27/04 23:00:00.0 71.77 70.7
03/18/04 12:00:00.0 71.77 71.95 03/20/04 21:00:00.0 71.77 69.5 03/23/04 06:00:00.0 71.77 72.2 03/25/04 15:00:00.0 72.46 71 03/28/04 00:00:00.0 71.77 71.4
03/18/04 13:00:00.0 71.77 70.45 03/20/04 22:00:00.0 71.77 70.7 03/23/04 07:00:00.0 72.115 71.1 03/25/04 16:00:00.0 71.77 66.9 03/28/04 01:00:00.0 71.77 70.4
03/18/04 14:00:00.0 72.115 73.3 03/20/04 23:00:00.0 71.77 74.25 03/23/04 08:00:00.0 71.77 70.4 03/25/04 17:00:00.0 71.77 65.9 03/28/04 02:00:00.0 71.77 70.25
03/18/04 15:00:00.0 72.115 72.2 03/21/04 00:00:00.0 71.77 74.1 03/23/04 09:00:00.0 71.77 71.65 03/25/04 18:00:00.0 71.77 66.9 03/28/04 03:00:00.0 71.77 70.15
03/18/04 16:00:00.0 72.115 71.7 03/21/04 01:00:00.0 71.77 73.9 03/23/04 10:00:00.0 71.77 71.4 03/25/04 19:00:00.0 71.77 70.4 03/28/04 04:00:00.0 71.77 68.3
03/18/04 17:00:00.0 72.115 67.6 03/21/04 02:00:00.0 71.77 72.95 03/23/04 11:00:00.0 72.115 73 03/25/04 20:00:00.0 71.77 68.4 03/28/04 05:00:00.0 71.77 69.35
03/18/04 18:00:00.0 71.77 71.3 03/21/04 03:00:00.0 71.425 72.4 03/23/04 12:00:00.0 72.115 71.5 03/25/04 21:00:00.0 71.77 71.25 03/28/04 06:00:00.0 71.77 68.6
03/18/04 19:00:00.0 71.77 66.4 03/21/04 04:00:00.0 71.425 73.05 03/23/04 13:00:00.0 72.46 69.9 03/25/04 22:00:00.0 71.77 68.9 03/28/04 07:00:00.0 71.425 68.05
03/18/04 20:00:00.0 71.77 65.3 03/21/04 05:00:00.0 71.77 74.4 03/23/04 14:00:00.0 72.46 71.45 03/25/04 23:00:00.0 71.77 68.9 03/28/04 08:00:00.0 71.77 68.7
03/18/04 21:00:00.0 71.77 65.95 03/21/04 06:00:00.0 71.77 74.4 03/23/04 15:00:00.0 72.46 69.25 03/26/04 00:00:00.0 71.77 73.6 03/28/04 09:00:00.0 71.77 69
03/18/04 22:00:00.0 71.77 65.7 03/21/04 07:00:00.0 71.77 71.4 03/23/04 16:00:00.0 72.115 68.85 03/26/04 01:00:00.0 71.77 71.85 03/28/04 10:00:00.0 71.77 70.1
03/18/04 23:00:00.0 71.77 64.2 03/21/04 08:00:00.0 71.77 72.45 03/23/04 17:00:00.0 72.46 68.45 03/26/04 02:00:00.0 71.77 71.55 03/28/04 11:00:00.0 71.77 68.4
03/19/04 00:00:00.0 71.425 64.7 03/21/04 09:00:00.0 71.77 72.8 03/23/04 18:00:00.0 71.77 68.95 03/26/04 03:00:00.0 71.77 68.9 03/28/04 12:00:00.0 71.77 70.1
03/19/04 01:00:00.0 71.425 65.4 03/21/04 10:00:00.0 72.115 73.65 03/23/04 19:00:00.0 71.77 69.55 03/26/04 04:00:00.0 71.77 72.1 03/28/04 13:00:00.0 71.77 68.25
03/19/04 02:00:00.0 71.425 66.9 03/21/04 11:00:00.0 71.77 71.4 03/23/04 20:00:00.0 71.77 69.75 03/26/04 05:00:00.0 71.77 71.75 03/28/04 14:00:00.0 71.77 68.7
03/19/04 03:00:00.0 71.425 65.8 03/21/04 12:00:00.0 71.77 73.4 03/23/04 21:00:00.0 71.77 70.8 03/26/04 06:00:00.0 71.77 72.1 03/28/04 15:00:00.0 71.77 67.4
03/19/04 04:00:00.0 71.425 66 03/21/04 13:00:00.0 71.77 71.45 03/23/04 22:00:00.0 71.77 71.5 03/26/04 07:00:00.0 71.77 72.8 03/28/04 16:00:00.0 72.115 66.15
03/19/04 05:00:00.0 71.425 65.95 03/21/04 14:00:00.0 71.77 71.15 03/23/04 23:00:00.0 71.77 71.5 03/26/04 08:00:00.0 71.77 72.85 03/28/04 17:00:00.0 71.77 64.6
03/19/04 06:00:00.0 71.425 67.6 03/21/04 15:00:00.0 72.46 70.9 03/24/04 00:00:00.0 71.77 69.25 03/26/04 09:00:00.0 71.77 72.65 03/28/04 18:00:00.0 71.77 66.25
03/19/04 07:00:00.0 71.425 67.1 03/21/04 16:00:00.0 71.77 69.75 03/24/04 01:00:00.0 71.77 67.9 03/26/04 10:00:00.0 71.77 72.1 03/28/04 19:00:00.0 71.77 65.25
03/19/04 08:00:00.0 71.425 68.15 03/21/04 17:00:00.0 72.115 69.1 03/24/04 02:00:00.0 71.77 68.4 03/26/04 11:00:00.0 72.115 73.65 03/28/04 20:00:00.0 71.77 67.2
03/19/04 09:00:00.0 71.77 68.5 03/21/04 18:00:00.0 71.77 66.4 03/24/04 03:00:00.0 71.77 69.5 03/26/04 12:00:00.0 72.115 73.4 03/28/04 21:00:00.0 71.425 67.2
03/19/04 10:00:00.0 71.425 70.15 03/21/04 19:00:00.0 71.77 68.4 03/24/04 04:00:00.0 71.77 73.1 03/26/04 13:00:00.0 71.77 67.9 03/28/04 22:00:00.0 71.77 65.75
03/19/04 11:00:00.0 71.77 69.55 03/21/04 20:00:00.0 71.77 68.4 03/24/04 05:00:00.0 72.115 72 03/26/04 14:00:00.0 71.77 71.65 03/28/04 23:00:00.0 71.425 66.3
03/19/04 12:00:00.0 71.77 67.4 03/21/04 21:00:00.0 71.77 71.55 03/24/04 06:00:00.0 71.77 72.8 03/26/04 15:00:00.0 71.77 70.1 03/29/04 00:00:00.0 71.425 69.25
03/19/04 13:00:00.0 71.77 67.1 03/21/04 22:00:00.0 71.77 70.05 03/24/04 07:00:00.0 71.77 71.75 03/26/04 16:00:00.0 71.77 68.9 03/29/04 01:00:00.0 71.08 66.95
03/19/04 14:00:00.0 71.77 66 03/21/04 23:00:00.0 71.77 71.7 03/24/04 08:00:00.0 72.115 72.5 03/26/04 17:00:00.0 71.77 71.95 03/29/04 02:00:00.0 71.08 66.25
03/19/04 15:00:00.0 71.77 67.9 03/22/04 00:00:00.0 71.77 71.8 03/24/04 09:00:00.0 72.115 71.5 03/26/04 18:00:00.0 71.77 70.7 03/29/04 03:00:00.0 71.425 69.9
03/19/04 16:00:00.0 71.77 70.75 03/22/04 01:00:00.0 71.77 70.75 03/24/04 10:00:00.0 71.77 73 03/26/04 19:00:00.0 71.77 70.1 03/29/04 04:00:00.0 71.425 68.3
03/19/04 17:00:00.0 71.77 72.75 03/22/04 02:00:00.0 71.77 72 03/24/04 11:00:00.0 71.77 70.7 03/26/04 20:00:00.0 71.77 70.1 03/29/04 05:00:00.0 71.08 67.9
03/19/04 18:00:00.0 71.77 72.65 03/22/04 03:00:00.0 71.425 71.8 03/24/04 12:00:00.0 71.77 72.95 03/26/04 21:00:00.0 71.77 72.5 03/29/04 06:00:00.0 71.425 69.75
03/19/04 19:00:00.0 71.77 70.25 03/22/04 04:00:00.0 71.77 70.7 03/24/04 13:00:00.0 71.77 73.1 03/26/04 22:00:00.0 71.77 71.4 03/29/04 07:00:00.0 71.425 69.15
03/19/04 20:00:00.0 71.77 70.35 03/22/04 05:00:00.0 71.77 72.25 03/24/04 14:00:00.0 72.115 73.9 03/26/04 23:00:00.0 71.77 71.4 03/29/04 08:00:00.0 71.425 70.15
03/19/04 21:00:00.0 71.77 71.8 03/22/04 06:00:00.0 71.77 74.6 03/24/04 15:00:00.0 71.77 73.1 03/27/04 00:00:00.0 71.77 73.6 03/29/04 09:00:00.0 71.425 70.8
03/19/04 22:00:00.0 71.425 66.5 03/22/04 07:00:00.0 71.77 70.7 03/24/04 16:00:00.0 71.77 70.7 03/27/04 01:00:00.0 71.77 71.4 03/29/04 10:00:00.0 71.425 70.5
03/19/04 23:00:00.0 71.77 66 03/22/04 08:00:00.0 72.115 71.7 03/24/04 17:00:00.0 71.77 70.7 03/27/04 02:00:00.0 71.77 70.1 03/29/04 11:00:00.0 71.77 70.45
03/20/04 00:00:00.0 71.425 64.95 03/22/04 09:00:00.0 71.77 71.1 03/24/04 18:00:00.0 71.77 73.4 03/27/04 03:00:00.0 71.77 71.4 03/29/04 12:00:00.0 71.77 69.3
03/20/04 01:00:00.0 71.425 66.2 03/22/04 10:00:00.0 72.115 73.3 03/24/04 19:00:00.0 71.77 71.75 03/27/04 04:00:00.0 71.77 72.8 03/29/04 13:00:00.0 71.77 69
03/20/04 02:00:00.0 71.425 66.8 03/22/04 11:00:00.0 71.77 71.4 03/24/04 20:00:00.0 71.77 71.05 03/27/04 05:00:00.0 71.77 73.6 03/29/04 14:00:00.0 71.77 68.15
03/20/04 03:00:00.0 71.425 65.9 03/22/04 12:00:00.0 71.77 71.4 03/24/04 21:00:00.0 71.77 70.7 03/27/04 06:00:00.0 71.77 74.45 03/29/04 15:00:00.0 72.115 67.3
03/20/04 04:00:00.0 71.08 65.8 03/22/04 13:00:00.0 72.46 68.8 03/24/04 22:00:00.0 71.77 70.7 03/27/04 07:00:00.0 71.77 74.4 03/29/04 16:00:00.0 71.77 65.95
03/20/04 05:00:00.0 71.425 68.05 03/22/04 14:00:00.0 72.46 67.75 03/24/04 23:00:00.0 71.77 72.1 03/27/04 08:00:00.0 71.77 72.8 03/29/04 17:00:00.0 71.425 66
03/20/04 06:00:00.0 71.425 67.75 03/22/04 15:00:00.0 72.46 66.65 03/25/04 00:00:00.0 71.77 71.4 03/27/04 09:00:00.0 71.77 73.6 03/29/04 18:00:00.0 71.77 67.65
03/20/04 07:00:00.0 71.08 63.75 03/22/04 16:00:00.0 72.46 66.6 03/25/04 01:00:00.0 71.77 71.1 03/27/04 10:00:00.0 71.77 70.7 03/29/04 19:00:00.0 71.425 66.95
03/20/04 08:00:00.0 71.425 68.5 03/22/04 17:00:00.0 72.46 64.15 03/25/04 02:00:00.0 71.77 71.4 03/27/04 11:00:00.0 72.115 72.85 03/29/04 20:00:00.0 71.425 66.75
03/20/04 09:00:00.0 71.77 75.35 03/22/04 18:00:00.0 72.115 68.25 03/25/04 03:00:00.0 71.77 73.6 03/27/04 12:00:00.0 72.115 71.35 03/29/04 21:00:00.0 71.425 66.3
03/20/04 10:00:00.0 71.77 74.4 03/22/04 19:00:00.0 71.77 67.8 03/25/04 04:00:00.0 71.77 73.6 03/27/04 13:00:00.0 71.77 72.75 03/29/04 22:00:00.0 71.425 64.65
03/20/04 11:00:00.0 72.115 74.4 03/22/04 20:00:00.0 71.77 67.4 03/25/04 05:00:00.0 71.425 74.25 03/27/04 14:00:00.0 72.115 70.4 03/29/04 23:00:00.0 71.425 68
03/20/04 12:00:00.0 72.115 74.1 03/22/04 21:00:00.0 71.77 67.8 03/25/04 06:00:00.0 71.08 70.2 03/27/04 15:00:00.0 72.46 71.7 03/30/04 00:00:00.0 71.425 68
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
03/30/04 01:00:00.0 71.425 67.45 04/01/04 10:00:00.0 71.77 67.95 04/03/04 19:00:00.0 71.77 66.95 04/06/04 05:00:00.0 71.425 67.4 04/08/04 14:00:00.0 71.77 66.85
03/30/04 02:00:00.0 71.425 68 04/01/04 11:00:00.0 71.425 68.45 04/03/04 20:00:00.0 71.77 65.95 04/06/04 06:00:00.0 71.425 66.9 04/08/04 15:00:00.0 71.77 66.4
03/30/04 03:00:00.0 71.425 67.7 04/01/04 12:00:00.0 71.77 68.95 04/03/04 21:00:00.0 71.77 66.1 04/06/04 07:00:00.0 71.425 67 04/08/04 16:00:00.0 71.77 65.05
03/30/04 04:00:00.0 71.425 68.45 04/01/04 13:00:00.0 72.115 69.55 04/03/04 22:00:00.0 71.77 65.4 04/06/04 08:00:00.0 71.425 66.5 04/08/04 17:00:00.0 72.115 65.05
03/30/04 05:00:00.0 71.425 68.35 04/01/04 14:00:00.0 71.77 68.2 04/03/04 23:00:00.0 71.77 66.05 04/06/04 09:00:00.0 71.77 68.1 04/08/04 18:00:00.0 72.115 64.4
03/30/04 06:00:00.0 71.425 70.45 04/01/04 15:00:00.0 71.425 67.9 04/04/04 00:00:00.0 71.77 65.75 04/06/04 10:00:00.0 71.77 67.7 04/08/04 19:00:00.0 71.77 65.25
03/30/04 07:00:00.0 71.425 67.65 04/01/04 16:00:00.0 72.115 67.8 04/04/04 01:00:00.0 71.77 66.3 04/06/04 11:00:00.0 71.77 67.7 04/08/04 20:00:00.0 71.77 64.85
03/30/04 08:00:00.0 71.425 66.75 04/01/04 17:00:00.0 71.77 68.1 04/04/04 03:00:00.0 71.77 67.6 04/06/04 12:00:00.0 71.77 68.5 04/08/04 21:00:00.0 71.77 64.3
03/30/04 09:00:00.0 71.425 68.7 04/01/04 18:00:00.0 71.425 67 04/04/04 04:00:00.0 71.425 66.8 04/06/04 13:00:00.0 71.77 67.4 04/08/04 22:00:00.0 71.77 65.3
03/30/04 10:00:00.0 71.425 68.95 04/01/04 19:00:00.0 71.425 67.2 04/04/04 05:00:00.0 71.425 67.2 04/06/04 14:00:00.0 72.115 67.35 04/08/04 23:00:00.0 71.77 64.95
03/30/04 11:00:00.0 71.77 68.4 04/01/04 20:00:00.0 71.425 66.55 04/04/04 06:00:00.0 71.425 66.3 04/06/04 15:00:00.0 72.115 65.65 04/09/04 00:00:00.0 71.77 65.55
03/30/04 12:00:00.0 71.77 69.25 04/01/04 21:00:00.0 71.425 66.55 04/04/04 07:00:00.0 71.425 67.25 04/06/04 16:00:00.0 72.115 65.25 04/09/04 01:00:00.0 71.77 65.4
03/30/04 13:00:00.0 71.77 69 04/01/04 22:00:00.0 71.425 66.45 04/04/04 08:00:00.0 71.425 66.75 04/06/04 17:00:00.0 71.77 65.3 04/09/04 02:00:00.0 71.425 65.15
03/30/04 14:00:00.0 71.77 68.7 04/01/04 23:00:00.0 71.425 65.6 04/04/04 09:00:00.0 71.425 66.8 04/06/04 18:00:00.0 71.77 65.55 04/09/04 03:00:00.0 71.425 65.35
03/30/04 15:00:00.0 71.77 67.15 04/02/04 00:00:00.0 71.425 65.8 04/04/04 10:00:00.0 71.77 66.75 04/06/04 19:00:00.0 71.77 65.1 04/09/04 04:00:00.0 71.425 65.95
03/30/04 16:00:00.0 71.77 67.15 04/02/04 01:00:00.0 71.425 67.3 04/04/04 11:00:00.0 71.77 67.15 04/06/04 20:00:00.0 71.77 64.45 04/09/04 05:00:00.0 71.425 65.8
03/30/04 17:00:00.0 71.425 68.15 04/02/04 02:00:00.0 71.425 68.5 04/04/04 12:00:00.0 71.77 66.9 04/06/04 21:00:00.0 71.77 64.5 04/09/04 06:00:00.0 71.425 66.35
03/30/04 18:00:00.0 71.425 67 04/02/04 03:00:00.0 71.425 67.45 04/04/04 13:00:00.0 71.77 67.9 04/06/04 22:00:00.0 71.77 64.75 04/09/04 07:00:00.0 71.425 66.3
03/30/04 19:00:00.0 71.425 67 04/02/04 04:00:00.0 71.425 68.3 04/04/04 14:00:00.0 71.77 67.95 04/06/04 23:00:00.0 71.77 64.75 04/09/04 08:00:00.0 71.77 66.5
03/30/04 20:00:00.0 71.08 65.6 04/02/04 05:00:00.0 71.425 68.3 04/04/04 15:00:00.0 71.425 67 04/07/04 00:00:00.0 71.425 64.85 04/09/04 09:00:00.0 71.77 66.4
03/30/04 21:00:00.0 71.425 68.5 04/02/04 06:00:00.0 71.425 68.7 04/04/04 16:00:00.0 71.425 66.15 04/07/04 01:00:00.0 71.77 65.35 04/09/04 10:00:00.0 71.77 67.4
03/30/04 22:00:00.0 71.425 67.85 04/02/04 07:00:00.0 71.425 68.45 04/04/04 17:00:00.0 71.425 67.1 04/07/04 02:00:00.0 71.425 65.8 04/09/04 11:00:00.0 71.77 67.15
03/30/04 23:00:00.0 71.425 69.55 04/02/04 08:00:00.0 71.77 68 04/04/04 18:00:00.0 71.425 67.1 04/07/04 03:00:00.0 71.425 63.9 04/09/04 12:00:00.0 71.77 67.4
03/31/04 00:00:00.0 71.425 69.9 04/02/04 09:00:00.0 71.425 68.35 04/04/04 19:00:00.0 71.425 68.05 04/07/04 04:00:00.0 71.425 65.45 04/09/04 13:00:00.0 72.115 67.9
03/31/04 01:00:00.0 71.425 68.75 04/02/04 10:00:00.0 71.425 68.15 04/04/04 20:00:00.0 71.425 66.9 04/07/04 05:00:00.0 71.425 66.1 04/09/04 14:00:00.0 72.115 67.9
03/31/04 02:00:00.0 71.425 67.45 04/02/04 11:00:00.0 71.77 67.4 04/04/04 21:00:00.0 71.425 67.4 04/07/04 06:00:00.0 71.425 67.2 04/09/04 15:00:00.0 72.115 67.1
03/31/04 03:00:00.0 71.425 70.45 04/02/04 12:00:00.0 71.77 66.95 04/04/04 22:00:00.0 71.425 67.9 04/07/04 07:00:00.0 71.425 66.8 04/09/04 16:00:00.0 71.77 65.95
03/31/04 04:00:00.0 71.425 69.3 04/02/04 13:00:00.0 71.77 67.4 04/04/04 23:00:00.0 71.425 68.05 04/07/04 08:00:00.0 71.77 67.15 04/09/04 17:00:00.0 71.77 65.3
03/31/04 05:00:00.0 71.425 69.55 04/02/04 14:00:00.0 72.115 66.4 04/05/04 00:00:00.0 71.425 67.9 04/07/04 09:00:00.0 71.77 67.45 04/09/04 18:00:00.0 71.77 63.85
03/31/04 06:00:00.0 71.425 70.45 04/02/04 15:00:00.0 72.115 64.2 04/05/04 01:00:00.0 71.425 68.6 04/07/04 10:00:00.0 71.77 67.2 04/09/04 19:00:00.0 71.77 64.2
03/31/04 07:00:00.0 71.425 69.25 04/02/04 16:00:00.0 71.77 68.45 04/05/04 02:00:00.0 71.425 68.7 04/07/04 11:00:00.0 71.77 67.4 04/09/04 20:00:00.0 71.77 64.45
03/31/04 08:00:00.0 71.425 69.55 04/02/04 17:00:00.0 71.77 68.7 04/05/04 03:00:00.0 71.425 68.8 04/07/04 12:00:00.0 71.77 68.3 04/09/04 21:00:00.0 71.77 65.3
03/31/04 09:00:00.0 71.425 70.15 04/02/04 18:00:00.0 71.77 68.9 04/05/04 04:00:00.0 71.08 66.75 04/07/04 13:00:00.0 72.115 68.65 04/09/04 22:00:00.0 71.77 64.65
03/31/04 10:00:00.0 71.425 70.15 04/02/04 19:00:00.0 71.77 68.25 04/05/04 05:00:00.0 71.425 68.75 04/07/04 14:00:00.0 72.115 68.95 04/09/04 23:00:00.0 71.77 64.5
03/31/04 11:00:00.0 71.425 67.7 04/02/04 20:00:00.0 71.77 68.15 04/05/04 06:00:00.0 71.425 70.55 04/07/04 15:00:00.0 71.77 68.7 04/10/04 00:00:00.0 71.77 65
03/31/04 12:00:00.0 71.425 68.65 04/02/04 21:00:00.0 71.77 69.95 04/05/04 07:00:00.0 71.425 68.7 04/07/04 16:00:00.0 71.77 66.3 04/10/04 01:00:00.0 71.77 63.75
03/31/04 13:00:00.0 71.77 67.9 04/02/04 22:00:00.0 71.77 69 04/05/04 08:00:00.0 71.425 68.25 04/07/04 17:00:00.0 71.77 65.75 04/10/04 02:00:00.0 71.425 64.6
03/31/04 14:00:00.0 71.425 67.9 04/02/04 23:00:00.0 71.77 72.2 04/05/04 09:00:00.0 71.425 67.85 04/07/04 18:00:00.0 71.77 66.05 04/10/04 03:00:00.0 71.77 64.95
03/31/04 15:00:00.0 71.425 67.45 04/03/04 00:00:00.0 71.77 69.35 04/05/04 10:00:00.0 71.425 68.3 04/07/04 19:00:00.0 71.425 66.1 04/10/04 04:00:00.0 71.425 65.2
03/31/04 16:00:00.0 71.425 67.25 04/03/04 01:00:00.0 71.77 71.25 04/05/04 11:00:00.0 71.425 69 04/07/04 20:00:00.0 71.425 66.9 04/10/04 05:00:00.0 71.425 66.2
03/31/04 17:00:00.0 71.425 67.4 04/03/04 02:00:00.0 71.77 70.85 04/05/04 12:00:00.0 71.77 67.15 04/07/04 21:00:00.0 71.425 67.1 04/10/04 06:00:00.0 71.425 65.6
03/31/04 18:00:00.0 71.425 67.45 04/03/04 03:00:00.0 71.77 66.9 04/05/04 13:00:00.0 71.77 69 04/07/04 22:00:00.0 71.425 67 04/10/04 07:00:00.0 71.425 65.7
03/31/04 19:00:00.0 71.425 67 04/03/04 04:00:00.0 71.77 67.3 04/05/04 14:00:00.0 71.77 67.4 04/07/04 23:00:00.0 71.425 67.5 04/10/04 08:00:00.0 71.77 65.55
03/31/04 20:00:00.0 71.425 68 04/03/04 05:00:00.0 71.77 68.9 04/05/04 15:00:00.0 71.77 68.7 04/08/04 00:00:00.0 71.425 67.2 04/10/04 09:00:00.0 71.77 66.65
03/31/04 21:00:00.0 71.425 68.6 04/03/04 06:00:00.0 71.77 71.65 04/05/04 16:00:00.0 72.115 67.55 04/08/04 01:00:00.0 71.425 67.6 04/10/04 10:00:00.0 71.77 66.75
03/31/04 22:00:00.0 71.425 67.9 04/03/04 07:00:00.0 71.77 68.65 04/05/04 17:00:00.0 71.77 67.65 04/08/04 02:00:00.0 71.425 67.2 04/10/04 11:00:00.0 71.77 66.05
03/31/04 23:00:00.0 71.425 67.25 04/03/04 08:00:00.0 71.77 68.7 04/05/04 18:00:00.0 71.77 66.9 04/08/04 03:00:00.0 71.425 67.85 04/10/04 12:00:00.0 71.77 66.75
04/01/04 00:00:00.0 71.425 68.3 04/03/04 09:00:00.0 71.77 69.5 04/05/04 19:00:00.0 71.77 67.65 04/08/04 04:00:00.0 71.425 68.3 04/10/04 13:00:00.0 72.115 67.1
04/01/04 01:00:00.0 71.425 69.4 04/03/04 10:00:00.0 72.115 70.75 04/05/04 20:00:00.0 71.77 67.15 04/08/04 05:00:00.0 71.425 69.3 04/10/04 14:00:00.0 72.115 65.05
04/01/04 02:00:00.0 71.425 68.15 04/03/04 11:00:00.0 71.77 68.4 04/05/04 21:00:00.0 71.77 65.75 04/08/04 06:00:00.0 71.425 68.05 04/10/04 15:00:00.0 72.115 65.05
04/01/04 03:00:00.0 71.425 68.7 04/03/04 12:00:00.0 72.46 68.85 04/05/04 22:00:00.0 71.77 66.2 04/08/04 07:00:00.0 71.425 68.35 04/10/04 16:00:00.0 72.115 62.7
04/01/04 04:00:00.0 71.425 70.45 04/03/04 13:00:00.0 71.77 67.9 04/05/04 23:00:00.0 71.425 65.6 04/08/04 08:00:00.0 71.425 68.95 04/10/04 17:00:00.0 72.115 62.6
04/01/04 05:00:00.0 71.425 69.85 04/03/04 14:00:00.0 71.77 66.2 04/06/04 00:00:00.0 71.425 64.05 04/08/04 09:00:00.0 71.425 68.8 04/10/04 18:00:00.0 72.115 61.35
04/01/04 06:00:00.0 71.425 69.85 04/03/04 15:00:00.0 71.77 69.15 04/06/04 01:00:00.0 71.425 65.95 04/08/04 10:00:00.0 71.77 68.3 04/10/04 19:00:00.0 71.77 61.85
04/01/04 07:00:00.0 71.425 69.85 04/03/04 16:00:00.0 71.77 71.25 04/06/04 02:00:00.0 71.425 66.8 04/08/04 11:00:00.0 71.77 68.3 04/10/04 20:00:00.0 71.77 62.7
04/01/04 08:00:00.0 71.425 68.6 04/03/04 17:00:00.0 71.77 71.25 04/06/04 03:00:00.0 71.425 66.9 04/08/04 12:00:00.0 71.77 68.2 04/10/04 21:00:00.0 71.77 62.2
04/01/04 09:00:00.0 71.425 68.35 04/03/04 18:00:00.0 71.77 71.05 04/06/04 04:00:00.0 71.425 66.3 04/08/04 13:00:00.0 71.77 67.95 04/10/04 22:00:00.0 71.77 63.1
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      Appendix D: Housing unit S-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH% Date/Time S-2 Temp.( F) S-2 RH%
04/10/04 23:00:00.0 71.77 62.25 04/13/04 08:00:00.0 71.77 64.4 04/15/04 17:00:00.0 72.115 63.4 04/18/04 02:00:00.0 71.77 62.9 04/20/04 11:00:00.0 71.425 68.05
04/11/04 00:00:00.0 71.77 62.25 04/13/04 09:00:00.0 71.77 64.1 04/15/04 18:00:00.0 71.77 62.4 04/18/04 03:00:00.0 71.77 62.75 04/20/04 12:00:00.0 71.425 68.6
04/11/04 01:00:00.0 71.77 62.8 04/13/04 10:00:00.0 71.77 65.1 04/15/04 19:00:00.0 71.77 63.1 04/18/04 04:00:00.0 71.77 62.9 04/20/04 13:00:00.0 71.425 67.55
04/11/04 02:00:00.0 71.77 62.8 04/13/04 11:00:00.0 71.77 64.5 04/15/04 20:00:00.0 71.77 63.5 04/18/04 05:00:00.0 71.77 63.45 04/20/04 14:00:00.0 71.425 67.45
04/11/04 03:00:00.0 71.77 63.05 04/13/04 12:00:00.0 71.77 65.1 04/15/04 21:00:00.0 71.77 63.3 04/18/04 06:00:00.0 71.425 63.3 04/20/04 15:00:00.0 71.425 67.45
04/11/04 04:00:00.0 71.77 63.4 04/13/04 13:00:00.0 71.77 65.75 04/15/04 22:00:00.0 71.77 63.75 04/18/04 07:00:00.0 71.77 63.25 04/20/04 16:00:00.0 71.425 67.2
04/11/04 05:00:00.0 71.77 64.05 04/13/04 14:00:00.0 72.115 66.1 04/15/04 23:00:00.0 71.77 62.55 04/18/04 08:00:00.0 71.77 64.3 04/20/04 17:00:00.0 71.425 66.95
04/11/04 06:00:00.0 71.77 63.75 04/13/04 15:00:00.0 72.46 65.65 04/16/04 00:00:00.0 71.77 62.75 04/18/04 09:00:00.0 71.77 64.7 04/20/04 18:00:00.0 71.425 66.55
04/11/04 07:00:00.0 71.425 64.9 04/13/04 16:00:00.0 72.115 64.2 04/16/04 01:00:00.0 71.77 62.6 04/18/04 10:00:00.0 71.77 65 04/20/04 19:00:00.0 71.425 67.2
04/11/04 08:00:00.0 71.77 63.7 04/13/04 17:00:00.0 72.115 63.65 04/16/04 02:00:00.0 71.77 62.75 04/18/04 11:00:00.0 71.77 65.35 04/20/04 20:00:00.0 71.425 67.55
04/11/04 09:00:00.0 71.77 64.85 04/13/04 18:00:00.0 72.115 63.1 04/16/04 03:00:00.0 71.425 62.15 04/18/04 12:00:00.0 72.115 65.9 04/20/04 21:00:00.0 71.425 67.3
04/11/04 10:00:00.0 71.77 66.1 04/13/04 19:00:00.0 71.77 63.3 04/16/04 04:00:00.0 71.425 63.2 04/18/04 13:00:00.0 72.115 65.5 04/20/04 22:00:00.0 71.425 65.8
04/11/04 11:00:00.0 71.77 66.7 04/13/04 20:00:00.0 71.77 62.45 04/16/04 05:00:00.0 71.425 64.15 04/18/04 14:00:00.0 72.115 65.65 04/20/04 23:00:00.0 71.425 65.9
04/11/04 12:00:00.0 71.77 66.7 04/13/04 21:00:00.0 71.77 62.9 04/16/04 06:00:00.0 71.425 64.2 04/18/04 15:00:00.0 72.46 64 04/21/04 00:00:00.0 71.425 66.4
04/11/04 13:00:00.0 72.115 65.25 04/13/04 22:00:00.0 71.77 62.95 04/16/04 07:00:00.0 71.425 64.25 04/18/04 16:00:00.0 72.115 64.2 04/21/04 01:00:00.0 71.425 66.5
04/11/04 14:00:00.0 72.115 64.85 04/13/04 23:00:00.0 71.77 63.1 04/16/04 08:00:00.0 71.77 63.55 04/18/04 17:00:00.0 72.115 64.2 04/21/04 02:00:00.0 71.425 66.4
04/11/04 15:00:00.0 72.115 64.2 04/14/04 00:00:00.0 71.77 62.25 04/16/04 09:00:00.0 71.77 65.2 04/18/04 18:00:00.0 72.115 64.25 04/21/04 03:00:00.0 71.425 67
04/11/04 16:00:00.0 72.115 63.1 04/14/04 01:00:00.0 71.77 62.6 04/16/04 10:00:00.0 71.77 65.2 04/18/04 19:00:00.0 72.115 64.85 04/21/04 04:00:00.0 71.425 66.2
04/11/04 17:00:00.0 72.46 61.5 04/14/04 02:00:00.0 71.77 62.45 04/16/04 11:00:00.0 71.77 65.4 04/18/04 20:00:00.0 71.77 63.65 04/21/04 05:00:00.0 71.425 67.75
04/11/04 18:00:00.0 72.115 60.8 04/14/04 03:00:00.0 71.425 62.2 04/16/04 12:00:00.0 71.77 65.75 04/18/04 21:00:00.0 71.77 63.1 04/21/04 06:00:00.0 71.425 67.5
04/11/04 19:00:00.0 72.115 61.2 04/14/04 04:00:00.0 71.425 63.85 04/16/04 13:00:00.0 71.77 66.2 04/18/04 22:00:00.0 71.77 62.6 04/21/04 07:00:00.0 71.425 68.35
04/11/04 20:00:00.0 71.77 61.35 04/14/04 05:00:00.0 71.425 63.15 04/16/04 14:00:00.0 72.115 65.5 04/18/04 23:00:00.0 71.77 62.25 04/21/04 08:00:00.0 71.425 68
04/11/04 21:00:00.0 71.77 61.35 04/14/04 06:00:00.0 71.425 62.55 04/16/04 15:00:00.0 72.115 65.7 04/19/04 00:00:00.0 71.77 62.9 04/21/04 09:00:00.0 71.425 68.35
04/11/04 22:00:00.0 71.77 61.2 04/14/04 07:00:00.0 71.425 63.3 04/16/04 16:00:00.0 72.46 64 04/19/04 01:00:00.0 71.77 62.45 04/21/04 10:00:00.0 71.425 69.55
04/11/04 23:00:00.0 71.77 62.05 04/14/04 08:00:00.0 71.77 63.85 04/16/04 17:00:00.0 72.115 63.05 04/19/04 02:00:00.0 71.77 63 04/21/04 11:00:00.0 71.425 69
04/12/04 00:00:00.0 71.77 61.9 04/14/04 09:00:00.0 71.77 65.55 04/16/04 18:00:00.0 71.77 63.8 04/19/04 03:00:00.0 71.77 62.8 04/21/04 12:00:00.0 71.425 67.45
04/12/04 01:00:00.0 71.77 62.05 04/14/04 10:00:00.0 71.77 65.35 04/16/04 19:00:00.0 71.77 63.25 04/19/04 04:00:00.0 71.77 63.3 04/21/04 13:00:00.0 71.425 67.9
04/12/04 02:00:00.0 71.77 62.3 04/14/04 11:00:00.0 71.77 64.2 04/16/04 20:00:00.0 71.77 62.9 04/19/04 05:00:00.0 71.77 63.45 04/21/04 14:00:00.0 71.77 66.65
04/12/04 03:00:00.0 71.77 61.65 04/14/04 12:00:00.0 71.77 63.3 04/16/04 21:00:00.0 71.77 63.1 04/19/04 06:00:00.0 71.77 63.8
04/12/04 04:00:00.0 71.77 62.1 04/14/04 13:00:00.0 71.77 63.3 04/16/04 22:00:00.0 71.77 62.6 04/19/04 07:00:00.0 71.425 64.7
04/12/04 05:00:00.0 71.77 62.45 04/14/04 14:00:00.0 72.115 63.65 04/16/04 23:00:00.0 71.77 62.6 04/19/04 08:00:00.0 71.425 64.55
04/12/04 06:00:00.0 71.425 62.7 04/14/04 15:00:00.0 72.115 63.25 04/17/04 00:00:00.0 71.77 63.15 04/19/04 09:00:00.0 71.77 64.2
04/12/04 07:00:00.0 71.77 62.6 04/14/04 16:00:00.0 72.115 62.55 04/17/04 01:00:00.0 71.77 62.1 04/19/04 10:00:00.0 71.77 66.3
04/12/04 08:00:00.0 71.77 63.65 04/14/04 17:00:00.0 72.115 60.9 04/17/04 02:00:00.0 71.77 62.8 04/19/04 11:00:00.0 71.77 66.05
04/12/04 09:00:00.0 71.77 64.75 04/14/04 18:00:00.0 72.115 60.35 04/17/04 03:00:00.0 71.77 63.95 04/19/04 12:00:00.0 71.77 64.4
04/12/04 10:00:00.0 71.77 66.05 04/14/04 19:00:00.0 72.115 60.7 04/17/04 04:00:00.0 71.425 63.8 04/19/04 13:00:00.0 71.77 65.7
04/12/04 11:00:00.0 71.77 66.7 04/14/04 20:00:00.0 71.77 61 04/17/04 05:00:00.0 71.425 63.65 04/19/04 14:00:00.0 71.77 66.25
04/12/04 12:00:00.0 71.77 66.5 04/14/04 21:00:00.0 71.77 61.2 04/17/04 06:00:00.0 71.425 64.7 04/19/04 15:00:00.0 71.77 66.35
04/12/04 13:00:00.0 72.115 66.85 04/14/04 22:00:00.0 71.77 61.05 04/17/04 07:00:00.0 71.425 63.5 04/19/04 16:00:00.0 71.425 65.45
04/12/04 14:00:00.0 72.115 66.2 04/14/04 23:00:00.0 71.77 60.55 04/17/04 08:00:00.0 71.77 64.4 04/19/04 17:00:00.0 71.425 65.45
04/12/04 15:00:00.0 72.115 64.85 04/15/04 00:00:00.0 71.77 60.9 04/17/04 09:00:00.0 71.77 64.3 04/19/04 18:00:00.0 71.425 64.7
04/12/04 16:00:00.0 72.46 64.85 04/15/04 01:00:00.0 71.77 60.95 04/17/04 10:00:00.0 71.77 65.1 04/19/04 19:00:00.0 71.425 65.6
04/12/04 17:00:00.0 72.46 63 04/15/04 02:00:00.0 71.425 61.3 04/17/04 11:00:00.0 71.77 64.5 04/19/04 20:00:00.0 71.425 66.4
04/12/04 18:00:00.0 72.115 61.4 04/15/04 03:00:00.0 71.77 61.25 04/17/04 12:00:00.0 71.77 66.2 04/19/04 21:00:00.0 71.425 65.7
04/12/04 19:00:00.0 72.115 63.05 04/15/04 04:00:00.0 71.425 62.35 04/17/04 13:00:00.0 71.77 66.05 04/19/04 22:00:00.0 71.425 66.7
04/12/04 20:00:00.0 71.77 61.7 04/15/04 05:00:00.0 71.425 63.15 04/17/04 14:00:00.0 71.77 66.2 04/19/04 23:00:00.0 71.425 65.7
04/12/04 21:00:00.0 71.77 60.85 04/15/04 06:00:00.0 71.425 62.7 04/17/04 15:00:00.0 72.115 65.5 04/20/04 00:00:00.0 71.425 66.65
04/12/04 22:00:00.0 71.77 61.35 04/15/04 07:00:00.0 71.425 63.5 04/17/04 16:00:00.0 72.46 64.6 04/20/04 01:00:00.0 71.425 66.65
04/12/04 23:00:00.0 71.77 61.5 04/15/04 08:00:00.0 71.77 63.15 04/17/04 17:00:00.0 72.115 63.45 04/20/04 02:00:00.0 71.425 66.65
04/13/04 00:00:00.0 71.77 60.9 04/15/04 09:00:00.0 71.77 63.45 04/17/04 18:00:00.0 72.115 61.9 04/20/04 03:00:00.0 71.425 67.4
04/13/04 01:00:00.0 71.77 61.4 04/15/04 10:00:00.0 71.77 65.2 04/17/04 19:00:00.0 71.77 62.55 04/20/04 04:00:00.0 71.425 67.55
04/13/04 02:00:00.0 71.77 61.6 04/15/04 11:00:00.0 71.77 65.3 04/17/04 20:00:00.0 71.77 62.4 04/20/04 05:00:00.0 71.425 66.5
04/13/04 03:00:00.0 71.425 62.35 04/15/04 12:00:00.0 71.77 65.55 04/17/04 21:00:00.0 71.77 62.9 04/20/04 06:00:00.0 71.425 67.45
04/13/04 04:00:00.0 71.425 62.8 04/15/04 13:00:00.0 71.77 65.75 04/17/04 22:00:00.0 71.77 62.6 04/20/04 07:00:00.0 71.425 68.3
04/13/04 05:00:00.0 71.425 63.6 04/15/04 14:00:00.0 72.115 65.7 04/17/04 23:00:00.0 71.77 62.6 04/20/04 08:00:00.0 71.425 69.5
04/13/04 06:00:00.0 71.425 62.65 04/15/04 15:00:00.0 72.115 64.6 04/18/04 00:00:00.0 71.77 62.75 04/20/04 09:00:00.0 71.425 69.05
04/13/04 07:00:00.0 71.425 64.35 04/15/04 16:00:00.0 72.115 63.25 04/18/04 01:00:00.0 71.77 63.55 04/20/04 10:00:00.0 71.425 68.7
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Appendix E:  Housing unit V-2 indoor hourly conditions 
        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
11/12/03 18:00:00.0 71.08 59.05 11/15/03 03:00:00.0 70.39 62.55 11/17/03 12:00:00.0 70.39 66.05 11/19/03 21:00:00.0 71.08 61 11/22/03 06:00:00.0 70.39 60.85
11/12/03 19:00:00.0 71.08 61.5 11/15/03 04:00:00.0 70.39 63.25 11/17/03 13:00:00.0 70.735 66 11/19/03 22:00:00.0 70.39 61.1 11/22/03 07:00:00.0 70.39 60.9
11/12/03 20:00:00.0 70.39 62.9 11/15/03 05:00:00.0 70.39 62.8 11/17/03 14:00:00.0 70.735 67.1 11/19/03 23:00:00.0 70.39 60.9 11/22/03 08:00:00.0 70.39 62.3
11/12/03 21:00:00.0 70.735 60.05 11/15/03 06:00:00.0 70.39 64.4 11/17/03 15:00:00.0 70.735 67.15 11/20/03 00:00:00.0 70.39 59.7 11/22/03 09:00:00.0 70.735 62.85
11/12/03 22:00:00.0 70.39 60.25 11/15/03 07:00:00.0 70.39 63.7 11/17/03 16:00:00.0 70.735 67 11/20/03 01:00:00.0 70.39 59.4 11/22/03 10:00:00.0 70.735 61.8
11/12/03 23:00:00.0 70.735 62.25 11/15/03 08:00:00.0 70.735 63.95 11/17/03 17:00:00.0 70.39 72.2 11/20/03 02:00:00.0 70.39 58.75 11/22/03 11:00:00.0 70.735 61.45
11/13/03 00:00:00.0 70.39 61.95 11/15/03 09:00:00.0 70.735 64.2 11/17/03 18:00:00.0 71.08 71.4 11/20/03 03:00:00.0 70.39 59 11/22/03 12:00:00.0 70.39 61.6
11/13/03 01:00:00.0 70.39 61.5 11/15/03 10:00:00.0 70.735 63.95 11/17/03 19:00:00.0 70.39 66.05 11/20/03 04:00:00.0 70.39 58.6 11/22/03 13:00:00.0 70.39 61.65
11/13/03 02:00:00.0 70.39 62 11/15/03 11:00:00.0 70.735 64.35 11/17/03 20:00:00.0 70.735 65.7 11/20/03 05:00:00.0 70.39 59.15 11/22/03 14:00:00.0 70.39 61.7
11/13/03 03:00:00.0 70.39 62.5 11/15/03 12:00:00.0 70.735 64.2 11/17/03 21:00:00.0 70.39 64.85 11/20/03 06:00:00.0 70.39 59.45 11/22/03 15:00:00.0 70.39 61.6
11/13/03 04:00:00.0 70.39 64.25 11/15/03 13:00:00.0 71.08 63.7 11/17/03 22:00:00.0 70.39 65.7 11/20/03 07:00:00.0 70.735 59.7 11/22/03 16:00:00.0 70.39 62.3
11/13/03 05:00:00.0 70.39 65.55 11/15/03 14:00:00.0 71.08 61.75 11/17/03 23:00:00.0 70.39 65.4 11/20/03 08:00:00.0 71.08 64.7 11/22/03 17:00:00.0 70.39 60.6
11/13/03 06:00:00.0 70.735 65.05 11/15/03 15:00:00.0 71.08 62.15 11/18/03 00:00:00.0 70.39 64.05 11/20/03 09:00:00.0 70.735 64.05 11/22/03 18:00:00.0 70.39 60.35
11/13/03 07:00:00.0 70.39 64.95 11/15/03 16:00:00.0 71.08 62.5 11/18/03 01:00:00.0 70.39 64 11/20/03 10:00:00.0 70.735 63.25 11/22/03 19:00:00.0 70.39 61.05
11/13/03 08:00:00.0 70.39 64.4 11/15/03 17:00:00.0 71.08 63.35 11/18/03 02:00:00.0 70.39 62.85 11/20/03 11:00:00.0 70.735 65.45 11/22/03 20:00:00.0 70.39 60.8
11/13/03 09:00:00.0 70.39 64.1 11/15/03 18:00:00.0 70.735 63.1 11/18/03 03:00:00.0 70.39 63.2 11/20/03 12:00:00.0 70.735 63.45 11/22/03 21:00:00.0 70.39 60.55
11/13/03 10:00:00.0 70.39 72.2 11/15/03 19:00:00.0 71.08 62.8 11/18/03 04:00:00.0 70.39 64.1 11/20/03 13:00:00.0 71.08 63.9 11/22/03 22:00:00.0 70.39 61.5
11/13/03 11:00:00.0 70.39 72.9 11/15/03 20:00:00.0 71.08 63.5 11/18/03 05:00:00.0 70.39 63.25 11/20/03 14:00:00.0 71.08 62.1 11/22/03 23:00:00.0 70.39 60.9
11/13/03 12:00:00.0 70.39 67.9 11/15/03 21:00:00.0 70.735 63.05 11/18/03 06:00:00.0 70.39 64.2 11/20/03 15:00:00.0 71.08 61 11/23/03 00:00:00.0 70.39 61.1
11/13/03 13:00:00.0 70.39 72.9 11/15/03 22:00:00.0 70.735 63.55 11/18/03 07:00:00.0 70.39 63.75 11/20/03 16:00:00.0 71.08 63.5 11/23/03 01:00:00.0 70.39 61.85
11/13/03 14:00:00.0 70.39 68.45 11/15/03 23:00:00.0 70.735 63.4 11/18/03 08:00:00.0 70.735 63.45 11/20/03 17:00:00.0 70.735 60.8 11/23/03 02:00:00.0 70.39 60.55
11/13/03 15:00:00.0 70.39 66.4 11/16/03 00:00:00.0 70.39 63.1 11/18/03 09:00:00.0 70.735 64.8 11/20/03 18:00:00.0 70.735 61.7 11/23/03 03:00:00.0 70.39 60.9
11/13/03 16:00:00.0 70.39 62.2 11/16/03 01:00:00.0 70.39 62.75 11/18/03 10:00:00.0 70.735 65.1 11/20/03 19:00:00.0 70.735 61.5 11/23/03 04:00:00.0 70.39 61.25
11/13/03 17:00:00.0 70.39 74.4 11/16/03 02:00:00.0 70.39 63.1 11/18/03 11:00:00.0 70.39 63.75 11/20/03 20:00:00.0 70.735 61.45 11/23/03 05:00:00.0 70.39 61.25
11/13/03 18:00:00.0 70.39 65.85 11/16/03 03:00:00.0 70.39 63.65 11/18/03 12:00:00.0 70.39 64.75 11/20/03 21:00:00.0 70.735 61.7 11/23/03 06:00:00.0 70.39 61.75
11/13/03 19:00:00.0 70.39 63.95 11/16/03 04:00:00.0 70.39 62.65 11/18/03 13:00:00.0 70.39 63.5 11/20/03 22:00:00.0 70.39 60.35 11/23/03 07:00:00.0 70.39 61.95
11/13/03 20:00:00.0 70.39 64.4 11/16/03 05:00:00.0 70.735 63.55 11/18/03 14:00:00.0 70.735 64.95 11/20/03 23:00:00.0 71.08 60.15 11/23/03 08:00:00.0 70.39 58.1
11/13/03 21:00:00.0 70.39 63.6 11/16/03 06:00:00.0 70.39 63.3 11/18/03 15:00:00.0 71.08 63.2 11/21/03 00:00:00.0 70.39 59.55 11/23/03 09:00:00.0 71.08 61.1
11/13/03 22:00:00.0 70.39 64.5 11/16/03 07:00:00.0 70.39 63.6 11/18/03 16:00:00.0 70.735 62.6 11/21/03 01:00:00.0 70.39 59.15 11/23/03 10:00:00.0 70.735 63.45
11/13/03 23:00:00.0 70.39 64.2 11/16/03 08:00:00.0 70.39 63.6 11/18/03 17:00:00.0 70.735 64.3 11/21/03 02:00:00.0 70.39 59.65 11/23/03 11:00:00.0 70.735 63.3
11/14/03 00:00:00.0 70.39 64.6 11/16/03 09:00:00.0 70.39 63.3 11/18/03 18:00:00.0 70.735 65.15 11/21/03 03:00:00.0 70.735 59.8 11/23/03 12:00:00.0 71.08 63.55
11/14/03 01:00:00.0 70.39 63.8 11/16/03 10:00:00.0 71.08 63.5 11/18/03 19:00:00.0 70.735 63.8 11/21/03 04:00:00.0 70.39 59.65 11/23/03 13:00:00.0 71.08 60.85
11/14/03 02:00:00.0 70.39 64.6 11/16/03 11:00:00.0 70.39 64.4 11/18/03 20:00:00.0 70.735 62.15 11/21/03 05:00:00.0 70.39 58.5 11/23/03 14:00:00.0 71.08 64.3
11/14/03 03:00:00.0 70.39 64.85 11/16/03 12:00:00.0 71.08 63.2 11/18/03 21:00:00.0 70.39 62.85 11/21/03 06:00:00.0 70.39 63.35 11/23/03 15:00:00.0 71.08 59.65
11/14/03 04:00:00.0 70.39 64.45 11/16/03 13:00:00.0 71.08 63.9 11/18/03 22:00:00.0 71.08 63.35 11/21/03 07:00:00.0 70.39 61.1 11/23/03 16:00:00.0 70.735 60.25
11/14/03 05:00:00.0 70.39 64.6 11/16/03 14:00:00.0 71.08 62.5 11/18/03 23:00:00.0 70.39 62.95 11/21/03 08:00:00.0 70.735 62.5 11/23/03 17:00:00.0 70.735 61.45
11/14/03 06:00:00.0 70.39 64.9 11/16/03 15:00:00.0 70.39 62.9 11/19/03 00:00:00.0 70.39 61.85 11/21/03 09:00:00.0 70.735 64.1 11/23/03 18:00:00.0 70.735 61.1
11/14/03 07:00:00.0 70.39 65.55 11/16/03 16:00:00.0 70.39 62.2 11/19/03 01:00:00.0 70.735 62.3 11/21/03 10:00:00.0 71.08 72.1 11/23/03 19:00:00.0 70.735 61
11/14/03 08:00:00.0 70.39 67.95 11/16/03 17:00:00.0 71.08 62.8 11/19/03 02:00:00.0 70.39 62 11/21/03 11:00:00.0 71.08 71.4 11/23/03 20:00:00.0 70.735 62.4
11/14/03 09:00:00.0 70.39 67.55 11/16/03 18:00:00.0 71.08 62.8 11/19/03 03:00:00.0 70.39 61.65 11/21/03 12:00:00.0 71.08 63.1 11/23/03 21:00:00.0 70.735 61.8
11/14/03 10:00:00.0 70.39 67.65 11/16/03 19:00:00.0 71.08 62.8 11/19/03 04:00:00.0 70.39 61.65 11/21/03 13:00:00.0 71.08 63.1 11/23/03 22:00:00.0 70.735 61.45
11/14/03 11:00:00.0 70.39 62.5 11/16/03 20:00:00.0 70.39 63.1 11/19/03 05:00:00.0 70.39 61.3 11/21/03 14:00:00.0 70.735 62.4 11/23/03 23:00:00.0 70.735 62.7
11/14/03 12:00:00.0 70.735 68.45 11/16/03 21:00:00.0 70.39 62.9 11/19/03 06:00:00.0 70.39 61.45 11/21/03 15:00:00.0 70.735 62.15 11/24/03 00:00:00.0 70.735 60
11/14/03 13:00:00.0 70.735 67.4 11/16/03 22:00:00.0 70.39 61.9 11/19/03 07:00:00.0 70.735 61.8 11/21/03 16:00:00.0 70.735 64.25 11/24/03 01:00:00.0 70.735 60.8
11/14/03 14:00:00.0 70.735 66.15 11/16/03 23:00:00.0 70.39 63.05 11/19/03 08:00:00.0 70.735 62.95 11/21/03 17:00:00.0 70.735 62.65 11/24/03 02:00:00.0 70.39 59.8
11/14/03 15:00:00.0 71.08 64.55 11/17/03 00:00:00.0 70.39 62.9 11/19/03 09:00:00.0 70.735 64 11/21/03 18:00:00.0 70.735 61.2 11/24/03 03:00:00.0 70.39 58.6
11/14/03 16:00:00.0 70.735 63.9 11/17/03 01:00:00.0 70.39 63.25 11/19/03 10:00:00.0 70.735 64.7 11/21/03 19:00:00.0 70.39 60.95 11/24/03 04:00:00.0 70.735 61.25
11/14/03 17:00:00.0 70.735 64 11/17/03 02:00:00.0 70.39 63.55 11/19/03 11:00:00.0 71.08 64.7 11/21/03 20:00:00.0 70.735 61.3 11/24/03 05:00:00.0 70.39 60.2
11/14/03 18:00:00.0 70.735 64.45 11/17/03 03:00:00.0 70.735 65.25 11/19/03 12:00:00.0 70.735 66.9 11/21/03 21:00:00.0 70.39 60.4 11/24/03 06:00:00.0 70.735 61.45
11/14/03 19:00:00.0 70.735 64.75 11/17/03 04:00:00.0 70.39 64.75 11/19/03 13:00:00.0 71.08 64.75 11/21/03 22:00:00.0 70.39 60.5 11/24/03 07:00:00.0 70.735 65.55
11/14/03 20:00:00.0 70.39 64.15 11/17/03 05:00:00.0 70.39 64.2 11/19/03 14:00:00.0 71.08 62.55 11/21/03 23:00:00.0 70.39 60.85 11/24/03 08:00:00.0 70.735 62.55
11/14/03 21:00:00.0 70.735 64.7 11/17/03 06:00:00.0 70.39 65.55 11/19/03 15:00:00.0 71.08 62 11/22/03 00:00:00.0 70.39 60.45 11/24/03 09:00:00.0 70.735 63.4
11/14/03 22:00:00.0 70.39 64.4 11/17/03 07:00:00.0 70.39 65.85 11/19/03 16:00:00.0 71.08 61.25 11/22/03 01:00:00.0 70.39 60.45 11/24/03 10:00:00.0 70.735 64.35
11/14/03 23:00:00.0 70.39 64.45 11/17/03 08:00:00.0 70.39 66.35 11/19/03 17:00:00.0 70.735 60.55 11/22/03 02:00:00.0 70.39 60.4 11/24/03 11:00:00.0 70.735 64.8
11/15/03 00:00:00.0 70.735 66 11/17/03 09:00:00.0 70.39 65.55 11/19/03 18:00:00.0 70.735 62.2 11/22/03 03:00:00.0 70.39 61.35 11/24/03 12:00:00.0 71.08 65.1
11/15/03 01:00:00.0 70.735 65.1 11/17/03 10:00:00.0 70.39 65.4 11/19/03 19:00:00.0 70.735 61.65 11/22/03 04:00:00.0 70.39 60.6 11/24/03 13:00:00.0 71.08 63.9
11/15/03 02:00:00.0 70.39 62.55 11/17/03 11:00:00.0 70.735 66 11/19/03 20:00:00.0 70.735 62.15 11/22/03 05:00:00.0 70.39 60.65 11/24/03 14:00:00.0 70.39 62.9
94
        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
11/24/03 15:00:00.0 70.39 61.55 11/27/03 00:00:00.0 70.735 63.25 11/29/03 09:00:00.0 71.425 63.35 12/01/03 18:00:00.0 71.425 63.05 12/04/03 03:00:00.0 71.425 61.2
11/24/03 16:00:00.0 70.39 62.35 11/27/03 01:00:00.0 70.735 61.75 11/29/03 10:00:00.0 71.425 63.7 12/01/03 19:00:00.0 71.425 61.3 12/04/03 04:00:00.0 71.425 61.85
11/24/03 17:00:00.0 70.39 61.6 11/27/03 02:00:00.0 70.735 62.05 11/29/03 11:00:00.0 71.425 65 12/01/03 20:00:00.0 71.425 62.55 12/04/03 05:00:00.0 71.425 62.6
11/24/03 18:00:00.0 70.735 62.15 11/27/03 03:00:00.0 70.735 61.1 11/29/03 12:00:00.0 71.425 63.2 12/01/03 21:00:00.0 71.425 61.95 12/04/03 06:00:00.0 71.425 61
11/24/03 19:00:00.0 70.735 63.2 11/27/03 04:00:00.0 70.39 61.5 11/29/03 13:00:00.0 71.77 62.85 12/01/03 22:00:00.0 71.425 59.8 12/04/03 07:00:00.0 71.425 65.35
11/24/03 20:00:00.0 70.39 61.35 11/27/03 05:00:00.0 70.735 62.4 11/29/03 14:00:00.0 72.115 60.05 12/01/03 23:00:00.0 71.425 59.85 12/04/03 13:00:00.0 71.08 59.3
11/24/03 21:00:00.0 70.39 60.65 11/27/03 06:00:00.0 70.39 62.25 11/29/03 15:00:00.0 71.77 59.35 12/02/03 00:00:00.0 71.425 59.85 12/04/03 14:00:00.0 70.39 61.5
11/24/03 22:00:00.0 70.39 63 11/27/03 07:00:00.0 70.735 63.2 11/29/03 16:00:00.0 71.77 58.6 12/02/03 01:00:00.0 71.425 59.65 12/04/03 15:00:00.0 70.39 62.2
11/24/03 23:00:00.0 70.39 61.45 11/27/03 08:00:00.0 70.735 65.7 11/29/03 17:00:00.0 71.425 60.2 12/02/03 02:00:00.0 71.425 58.65 12/04/03 16:00:00.0 71.425 63.9
11/25/03 00:00:00.0 70.39 61.6 11/27/03 09:00:00.0 71.08 70.2 11/29/03 18:00:00.0 71.425 61 12/02/03 03:00:00.0 71.425 58.95 12/04/03 17:00:00.0 71.425 64.05
11/25/03 01:00:00.0 70.39 61.1 11/27/03 10:00:00.0 71.08 70.2 11/29/03 19:00:00.0 71.425 60.7 12/02/03 04:00:00.0 71.425 60.9 12/04/03 18:00:00.0 71.425 62.05
11/25/03 02:00:00.0 70.39 60.9 11/27/03 11:00:00.0 70.735 67.5 11/29/03 20:00:00.0 71.425 59.9 12/02/03 05:00:00.0 71.425 61 12/04/03 19:00:00.0 71.425 60.8
11/25/03 03:00:00.0 70.05 59.85 11/27/03 12:00:00.0 70.735 65.95 11/29/03 21:00:00.0 71.425 60.95 12/02/03 06:00:00.0 71.425 61.85 12/04/03 20:00:00.0 71.425 60.8
11/25/03 04:00:00.0 70.39 60 11/27/03 13:00:00.0 70.735 66.05 11/29/03 22:00:00.0 71.425 61.25 12/02/03 07:00:00.0 71.425 61.7 12/04/03 21:00:00.0 71.425 62.6
11/25/03 05:00:00.0 70.39 59.75 11/27/03 14:00:00.0 70.735 64.8 11/29/03 23:00:00.0 71.425 59.95 12/02/03 08:00:00.0 71.425 65.4 12/04/03 22:00:00.0 71.425 60.2
11/25/03 06:00:00.0 70.39 60.85 11/27/03 15:00:00.0 71.425 60.6 11/30/03 00:00:00.0 71.425 59.05 12/02/03 09:00:00.0 71.425 65.2 12/04/03 23:00:00.0 71.425 61
11/25/03 07:00:00.0 70.39 62.8 11/27/03 16:00:00.0 71.77 65.5 11/30/03 01:00:00.0 71.425 59.85 12/02/03 10:00:00.0 71.425 64.75 12/05/03 00:00:00.0 71.425 60.55
11/25/03 08:00:00.0 70.735 62.95 11/27/03 17:00:00.0 70.735 62.35 11/30/03 02:00:00.0 71.425 59.15 12/02/03 11:00:00.0 71.425 65.65 12/05/03 01:00:00.0 71.425 60
11/25/03 09:00:00.0 70.39 62.1 11/27/03 18:00:00.0 70.735 63.5 11/30/03 03:00:00.0 71.425 60.15 12/02/03 12:00:00.0 71.77 65.3 12/05/03 02:00:00.0 71.425 60.3
11/25/03 10:00:00.0 70.735 61.85 11/27/03 19:00:00.0 70.735 63.15 11/30/03 04:00:00.0 71.425 60.85 12/02/03 13:00:00.0 72.115 64.65 12/05/03 03:00:00.0 71.425 60.8
11/25/03 11:00:00.0 70.735 63.1 11/27/03 20:00:00.0 70.735 63.2 11/30/03 05:00:00.0 71.425 61.7 12/02/03 14:00:00.0 72.115 63.55 12/05/03 04:00:00.0 71.425 60.8
11/25/03 12:00:00.0 70.735 67.5 11/27/03 21:00:00.0 70.735 63.5 11/30/03 06:00:00.0 71.425 61.05 12/02/03 15:00:00.0 73.15 67.7 12/05/03 05:00:00.0 71.425 61.6
11/25/03 13:00:00.0 71.08 66.9 11/27/03 22:00:00.0 70.735 63.85 11/30/03 07:00:00.0 71.425 62.75 12/02/03 16:00:00.0 71.77 60.75 12/05/03 06:00:00.0 71.425 62.45
11/25/03 14:00:00.0 70.735 64.1 11/27/03 23:00:00.0 70.735 64.65 11/30/03 08:00:00.0 71.425 63.9 12/02/03 17:00:00.0 71.77 62.05 12/05/03 07:00:00.0 70.39 58.1
11/25/03 15:00:00.0 70.39 64.15 11/28/03 00:00:00.0 70.735 62.9 11/30/03 09:00:00.0 71.425 62.85 12/02/03 18:00:00.0 71.425 60.6 12/05/03 08:00:00.0 70.39 59.2
11/25/03 16:00:00.0 70.735 63.1 11/28/03 01:00:00.0 70.735 62.7 11/30/03 10:00:00.0 71.425 61.8 12/02/03 19:00:00.0 71.425 63.15 12/05/03 09:00:00.0 71.425 65.35
11/25/03 17:00:00.0 70.39 62.95 11/28/03 02:00:00.0 70.735 62.3 11/30/03 11:00:00.0 71.425 64.1 12/02/03 20:00:00.0 71.425 61.15 12/05/03 10:00:00.0 72.46 72
11/25/03 18:00:00.0 70.735 63.15 11/28/03 03:00:00.0 70.735 61.55 11/30/03 12:00:00.0 71.425 63.35 12/02/03 21:00:00.0 71.425 61.95 12/05/03 11:00:00.0 71.425 66.3
11/25/03 19:00:00.0 70.39 61.8 11/28/03 04:00:00.0 70.735 60.6 11/30/03 13:00:00.0 71.425 64.25 12/02/03 22:00:00.0 71.425 60.7 12/05/03 12:00:00.0 71.425 63.75
11/25/03 20:00:00.0 70.39 60.95 11/28/03 05:00:00.0 70.39 58.95 11/30/03 14:00:00.0 71.425 63.2 12/02/03 23:00:00.0 71.425 59.05 12/05/03 13:00:00.0 71.425 64.3
11/25/03 21:00:00.0 70.735 61.85 11/28/03 06:00:00.0 70.39 59.35 11/30/03 15:00:00.0 71.425 62.35 12/03/03 00:00:00.0 71.425 57.55 12/05/03 14:00:00.0 71.425 62.85
11/25/03 22:00:00.0 70.39 61.3 11/28/03 07:00:00.0 70.735 59.7 11/30/03 16:00:00.0 71.77 59.95 12/03/03 01:00:00.0 71.425 58.35 12/05/03 15:00:00.0 71.425 63.85
11/25/03 23:00:00.0 70.39 61.45 11/28/03 08:00:00.0 71.08 63.5 11/30/03 17:00:00.0 71.425 61.7 12/03/03 02:00:00.0 71.425 58.25 12/05/03 16:00:00.0 71.425 62.3
11/26/03 00:00:00.0 70.39 61.05 11/28/03 09:00:00.0 71.08 65.5 11/30/03 18:00:00.0 71.425 60.2 12/03/03 03:00:00.0 71.425 58.05 12/05/03 17:00:00.0 71.425 64.3
11/26/03 01:00:00.0 70.39 60.45 11/28/03 10:00:00.0 71.08 67.35 11/30/03 19:00:00.0 71.425 60.15 12/03/03 04:00:00.0 71.425 59.5 12/05/03 18:00:00.0 71.425 63.65
11/26/03 02:00:00.0 70.39 60.55 11/28/03 11:00:00.0 71.425 66.75 11/30/03 20:00:00.0 71.425 61.5 12/03/03 05:00:00.0 71.425 59.35 12/05/03 19:00:00.0 71.425 63.35
11/26/03 03:00:00.0 70.39 60.05 11/28/03 12:00:00.0 71.425 67.1 11/30/03 21:00:00.0 71.425 60.45 12/03/03 06:00:00.0 71.425 60.7 12/05/03 20:00:00.0 71.425 64.95
11/26/03 04:00:00.0 70.39 60.7 11/28/03 13:00:00.0 71.77 65.6 11/30/03 22:00:00.0 71.425 59.05 12/03/03 07:00:00.0 71.425 61.45 12/05/03 21:00:00.0 71.425 62.85
11/26/03 05:00:00.0 70.39 59.75 11/28/03 14:00:00.0 72.115 63.35 11/30/03 23:00:00.0 71.425 59.8 12/03/03 08:00:00.0 71.425 63.15 12/05/03 22:00:00.0 71.425 63
11/26/03 06:00:00.0 70.39 60.95 11/28/03 15:00:00.0 73.15 68.8 12/01/03 00:00:00.0 71.425 58.5 12/03/03 09:00:00.0 71.425 63.1 12/05/03 23:00:00.0 71.425 64.05
11/26/03 07:00:00.0 70.39 60.55 11/28/03 16:00:00.0 73.15 66.2 12/01/03 01:00:00.0 71.425 59.35 12/03/03 10:00:00.0 71.425 62.85 12/06/03 00:00:00.0 71.425 64.8
11/26/03 08:00:00.0 70.735 61.05 11/28/03 17:00:00.0 71.425 61.15 12/01/03 02:00:00.0 71.425 59.55 12/03/03 11:00:00.0 71.425 63.55 12/06/03 01:00:00.0 71.425 64.45
11/26/03 09:00:00.0 70.735 64.4 11/28/03 18:00:00.0 71.425 61.35 12/01/03 03:00:00.0 71.425 59.35 12/03/03 12:00:00.0 71.425 63.75 12/06/03 02:00:00.0 70.39 56.9
11/26/03 10:00:00.0 70.735 66 11/28/03 19:00:00.0 71.425 60.7 12/01/03 04:00:00.0 71.425 60.2 12/03/03 13:00:00.0 71.77 64.15 12/06/03 03:00:00.0 70.39 57.8
11/26/03 11:00:00.0 70.735 66.35 11/28/03 20:00:00.0 71.425 60.1 12/01/03 05:00:00.0 71.425 60.25 12/03/03 14:00:00.0 72.115 62.35 12/06/03 04:00:00.0 70.39 57.6
11/26/03 12:00:00.0 70.735 66.5 11/28/03 21:00:00.0 71.425 60.55 12/01/03 06:00:00.0 71.425 61.3 12/03/03 15:00:00.0 71.425 61 12/06/03 05:00:00.0 70.39 57.6
11/26/03 13:00:00.0 71.08 66.45 11/28/03 22:00:00.0 71.425 60.8 12/01/03 07:00:00.0 71.425 60.8 12/03/03 16:00:00.0 71.77 62.65 12/06/03 06:00:00.0 70.39 56.9
11/26/03 14:00:00.0 70.735 66.25 11/28/03 23:00:00.0 71.425 60.05 12/01/03 08:00:00.0 71.425 61.2 12/03/03 17:00:00.0 71.425 62.55 12/06/03 07:00:00.0 70.39 56.9
11/26/03 15:00:00.0 70.735 65.7 11/29/03 00:00:00.0 71.425 59.55 12/01/03 09:00:00.0 71.425 62.25 12/03/03 18:00:00.0 71.425 62.7 12/06/03 08:00:00.0 70.39 57.6
11/26/03 16:00:00.0 70.735 65.1 11/29/03 01:00:00.0 71.425 58.75 12/01/03 10:00:00.0 71.425 64.45 12/03/03 19:00:00.0 71.425 62.45 12/06/03 09:00:00.0 70.39 58.6
11/26/03 17:00:00.0 70.735 65.7 11/29/03 02:00:00.0 71.425 60.45 12/01/03 11:00:00.0 71.425 63.25 12/03/03 20:00:00.0 71.425 63.1 12/06/03 10:00:00.0 70.39 58.9
11/26/03 18:00:00.0 70.735 65.1 11/29/03 03:00:00.0 71.425 60.45 12/01/03 12:00:00.0 71.425 64 12/03/03 21:00:00.0 71.425 63.9 12/06/03 11:00:00.0 70.39 58.9
11/26/03 19:00:00.0 70.735 65.1 11/29/03 04:00:00.0 71.425 60.55 12/01/03 13:00:00.0 71.425 63.75 12/03/03 22:00:00.0 71.425 61.95 12/06/03 12:00:00.0 70.39 58.9
11/26/03 20:00:00.0 70.735 64.5 11/29/03 05:00:00.0 71.425 61 12/01/03 14:00:00.0 71.77 61.75 12/03/03 23:00:00.0 71.425 62.95 12/06/03 13:00:00.0 70.39 58.9
11/26/03 21:00:00.0 70.735 63.65 11/29/03 06:00:00.0 71.425 61.25 12/01/03 15:00:00.0 73.15 66.2 12/04/03 00:00:00.0 71.425 61.95 12/06/03 14:00:00.0 70.39 58.9
11/26/03 22:00:00.0 70.735 63.8 11/29/03 07:00:00.0 71.425 60.5 12/01/03 16:00:00.0 73.15 66.2 12/04/03 01:00:00.0 71.425 60.9 12/06/03 15:00:00.0 70.39 58.6
11/26/03 23:00:00.0 70.735 64.5 11/29/03 08:00:00.0 71.425 60.9 12/01/03 17:00:00.0 72.46 69.4 12/04/03 02:00:00.0 71.425 61.85 12/06/03 16:00:00.0 70.39 58.6
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
12/06/03 17:00:00.0 70.39 58.9 12/09/03 02:00:00.0 70.39 57.1 12/11/03 13:00:00.0 70.39 61.2 12/13/03 22:00:00.0 71.425 60.95 12/16/03 07:00:00.0 70.39 66.1
12/06/03 18:00:00.0 70.39 57.8 12/09/03 03:00:00.0 70.39 57.4 12/11/03 14:00:00.0 71.08 58.8 12/13/03 23:00:00.0 71.425 62.2 12/16/03 08:00:00.0 71.08 72.1
12/06/03 19:00:00.0 70.39 58.1 12/09/03 04:00:00.0 70.39 57.4 12/11/03 15:00:00.0 71.77 60.85 12/14/03 00:00:00.0 71.425 62.55 12/16/03 10:00:00.0 71.08 74.4
12/06/03 20:00:00.0 70.39 57.8 12/09/03 05:00:00.0 70.39 56.9 12/11/03 16:00:00.0 71.425 60.45 12/14/03 01:00:00.0 71.425 62.1 12/16/03 11:00:00.0 71.08 74.4
12/06/03 21:00:00.0 70.39 59.2 12/09/03 06:00:00.0 70.39 57.6 12/11/03 17:00:00.0 71.425 63.5 12/14/03 02:00:00.0 71.425 61.5 12/16/03 12:00:00.0 71.08 72.8
12/06/03 22:00:00.0 70.39 59.2 12/09/03 07:00:00.0 70.39 57.8 12/11/03 18:00:00.0 71.425 63.95 12/14/03 03:00:00.0 71.425 61.9 12/16/03 14:00:00.0 71.77 73.6
12/06/03 23:00:00.0 70.39 59.7 12/09/03 08:00:00.0 70.39 57.4 12/11/03 19:00:00.0 71.77 64.8 12/14/03 04:00:00.0 71.425 62 12/16/03 16:00:00.0 71.77 74.4
12/07/03 00:00:00.0 70.39 59.4 12/09/03 09:00:00.0 70.39 58.1 12/11/03 20:00:00.0 71.425 64.15 12/14/03 05:00:00.0 71.425 62.35 12/16/03 17:00:00.0 71.77 72.1
12/07/03 01:00:00.0 70.39 60 12/09/03 10:00:00.0 70.39 60.9 12/11/03 21:00:00.0 71.425 63.4 12/14/03 06:00:00.0 71.425 62.2 12/16/03 18:00:00.0 71.77 70.7
12/07/03 02:00:00.0 70.39 59.7 12/09/03 11:00:00.0 70.39 61.9 12/11/03 22:00:00.0 71.425 64.2 12/14/03 07:00:00.0 71.425 63.15 12/16/03 19:00:00.0 71.08 69.6
12/07/03 03:00:00.0 70.39 60.3 12/09/03 12:00:00.0 70.39 61.5 12/11/03 23:00:00.0 71.425 63.65 12/14/03 08:00:00.0 71.425 62.35 12/16/03 20:00:00.0 71.08 67.9
12/07/03 04:00:00.0 70.39 59.4 12/09/03 13:00:00.0 70.39 60.6 12/12/03 00:00:00.0 71.425 62.65 12/14/03 09:00:00.0 71.425 64.05 12/16/03 21:00:00.0 71.08 67.4
12/07/03 05:00:00.0 70.39 60 12/09/03 14:00:00.0 70.39 59.7 12/12/03 01:00:00.0 71.425 62.75 12/14/03 10:00:00.0 71.425 64.1 12/16/03 22:00:00.0 71.08 66.5
12/07/03 06:00:00.0 70.39 60.6 12/09/03 15:00:00.0 70.39 59.7 12/12/03 02:00:00.0 71.425 63.2 12/14/03 11:00:00.0 71.425 64.6 12/16/03 23:00:00.0 71.08 65.1
12/07/03 07:00:00.0 70.39 60 12/09/03 16:00:00.0 70.39 58.6 12/12/03 03:00:00.0 71.425 63.85 12/14/03 12:00:00.0 71.425 62.8 12/17/03 00:00:00.0 71.08 65.1
12/07/03 08:00:00.0 70.39 60.6 12/09/03 17:00:00.0 70.39 58.6 12/12/03 04:00:00.0 71.425 63.85 12/14/03 13:00:00.0 71.425 62.7 12/17/03 01:00:00.0 71.08 65.6
12/07/03 09:00:00.0 70.39 59.7 12/09/03 18:00:00.0 70.39 58.6 12/12/03 05:00:00.0 71.425 64.1 12/14/03 14:00:00.0 71.77 61.7 12/17/03 02:00:00.0 71.08 64.7
12/07/03 10:00:00.0 70.39 59.7 12/09/03 19:00:00.0 70.39 58.9 12/12/03 06:00:00.0 71.425 63.65 12/14/03 15:00:00.0 71.77 62.3 12/17/03 03:00:00.0 71.08 64.7
12/07/03 11:00:00.0 70.39 61.5 12/09/03 20:00:00.0 70.39 57.8 12/12/03 07:00:00.0 71.425 65.95 12/14/03 16:00:00.0 71.425 63.4 12/17/03 04:00:00.0 71.08 64.7
12/07/03 12:00:00.0 70.39 60.3 12/09/03 21:00:00.0 70.39 58.9 12/12/03 08:00:00.0 71.425 65.3 12/14/03 17:00:00.0 71.425 62.75 12/17/03 05:00:00.0 71.08 64.7
12/07/03 13:00:00.0 70.39 59.2 12/09/03 22:00:00.0 70.39 58.1 12/12/03 09:00:00.0 71.425 64.2 12/14/03 18:00:00.0 71.425 62.45 12/17/03 06:00:00.0 71.08 65.6
12/07/03 14:00:00.0 70.39 59.2 12/09/03 23:00:00.0 70.39 57.4 12/12/03 10:00:00.0 71.425 64.65 12/14/03 19:00:00.0 71.425 63.05 12/17/03 07:00:00.0 71.08 69.6
12/07/03 15:00:00.0 70.39 58.9 12/10/03 00:00:00.0 70.39 57.6 12/12/03 11:00:00.0 71.425 65.25 12/14/03 20:00:00.0 71.425 60.9 12/17/03 15:00:00.0 71.08 63.9
12/07/03 16:00:00.0 70.39 59.7 12/10/03 01:00:00.0 70.39 57.1 12/12/03 12:00:00.0 71.425 65 12/14/03 21:00:00.0 71.425 61.35 12/17/03 16:00:00.0 71.08 62.5
12/07/03 17:00:00.0 70.39 59.7 12/10/03 02:00:00.0 70.39 57.1 12/12/03 13:00:00.0 71.425 65.2 12/14/03 22:00:00.0 71.425 61.85 12/17/03 17:00:00.0 71.08 61.8
12/07/03 18:00:00.0 70.39 59.2 12/10/03 03:00:00.0 70.39 56 12/12/03 14:00:00.0 71.77 64.15 12/14/03 23:00:00.0 71.425 62.75 12/17/03 18:00:00.0 71.08 63.9
12/07/03 19:00:00.0 70.39 57.4 12/10/03 04:00:00.0 70.39 56.2 12/12/03 15:00:00.0 71.77 62.9 12/15/03 00:00:00.0 71.425 60.9 12/17/03 19:00:00.0 71.08 62.5
12/07/03 20:00:00.0 70.39 58.6 12/10/03 05:00:00.0 70.39 57.4 12/12/03 16:00:00.0 71.77 61.55 12/15/03 01:00:00.0 71.425 61.75 12/17/03 20:00:00.0 71.08 65.1
12/07/03 21:00:00.0 70.39 57.6 12/10/03 06:00:00.0 70.39 57.1 12/12/03 17:00:00.0 71.425 62.95 12/15/03 02:00:00.0 71.425 61.95 12/17/03 21:00:00.0 70.735 57.7
12/07/03 22:00:00.0 70.39 58.1 12/10/03 07:00:00.0 70.39 57.4 12/12/03 18:00:00.0 71.425 63.45 12/15/03 03:00:00.0 71.425 63 12/17/03 22:00:00.0 70.39 58.4
12/07/03 23:00:00.0 70.39 58.4 12/10/03 08:00:00.0 70.39 58.4 12/12/03 19:00:00.0 71.425 62.6 12/15/03 04:00:00.0 71.425 63.3 12/17/03 23:00:00.0 70.735 59.8
12/08/03 00:00:00.0 70.39 58.4 12/10/03 09:00:00.0 70.39 60.6 12/12/03 20:00:00.0 71.425 61.85 12/15/03 05:00:00.0 71.425 63.2 12/18/03 00:00:00.0 70.39 58.75
12/08/03 01:00:00.0 70.39 58.4 12/10/03 10:00:00.0 70.39 62.2 12/12/03 21:00:00.0 71.425 62.25 12/15/03 06:00:00.0 71.425 63.3 12/18/03 01:00:00.0 70.39 58.2
12/08/03 02:00:00.0 70.39 58.1 12/10/03 11:00:00.0 70.39 61.9 12/12/03 22:00:00.0 71.425 63.15 12/15/03 07:00:00.0 71.425 63 12/18/03 02:00:00.0 70.39 58.65
12/08/03 03:00:00.0 70.39 57.1 12/10/03 14:00:00.0 70.39 62.2 12/12/03 23:00:00.0 71.425 61.5 12/15/03 08:00:00.0 71.425 63.6 12/18/03 03:00:00.0 70.39 58.65
12/08/03 04:00:00.0 70.39 58.4 12/10/03 15:00:00.0 70.39 61.2 12/13/03 00:00:00.0 71.425 61.15 12/15/03 09:00:00.0 71.425 63.1 12/18/03 04:00:00.0 70.39 58.05
12/08/03 05:00:00.0 70.39 58.4 12/10/03 16:00:00.0 70.39 59.4 12/13/03 01:00:00.0 71.425 62.1 12/15/03 10:00:00.0 71.08 59.3 12/18/03 05:00:00.0 70.39 58.75
12/08/03 06:00:00.0 70.39 58.6 12/10/03 17:00:00.0 70.39 60 12/13/03 02:00:00.0 71.425 61.8 12/15/03 11:00:00.0 71.08 59.3 12/18/03 06:00:00.0 70.39 59.7
12/08/03 07:00:00.0 70.39 58.4 12/10/03 18:00:00.0 70.39 59.7 12/13/03 03:00:00.0 71.425 62.15 12/15/03 12:00:00.0 71.425 60 12/18/03 07:00:00.0 70.39 61.9
12/08/03 08:00:00.0 70.39 58.9 12/10/03 19:00:00.0 70.39 57.8 12/13/03 04:00:00.0 71.425 61.35 12/15/03 13:00:00.0 71.08 62.5 12/18/03 08:00:00.0 70.39 70.2
12/08/03 09:00:00.0 70.39 59.4 12/10/03 20:00:00.0 70.39 58.1 12/13/03 05:00:00.0 71.425 62.45 12/15/03 14:00:00.0 71.08 61.1 12/18/03 09:00:00.0 71.08 73.6
12/08/03 10:00:00.0 70.39 58.9 12/10/03 21:00:00.0 70.39 57.6 12/13/03 06:00:00.0 71.425 63.45 12/15/03 15:00:00.0 71.77 59.8 12/18/03 11:00:00.0 71.08 72.1
12/08/03 11:00:00.0 70.39 59.4 12/10/03 22:00:00.0 70.39 58.9 12/13/03 07:00:00.0 71.425 63.45 12/15/03 16:00:00.0 71.08 59.3 12/18/03 12:00:00.0 71.08 69
12/08/03 12:00:00.0 70.39 59.4 12/10/03 23:00:00.0 70.39 57.6 12/13/03 08:00:00.0 71.425 63.15 12/15/03 17:00:00.0 71.08 60.5 12/18/03 13:00:00.0 71.08 69.6
12/08/03 13:00:00.0 70.39 58.9 12/11/03 00:00:00.0 70.39 57.6 12/13/03 09:00:00.0 71.425 64.05 12/15/03 18:00:00.0 71.08 61.8 12/18/03 14:00:00.0 71.08 69
12/08/03 14:00:00.0 70.39 58.9 12/11/03 01:00:00.0 70.39 56.9 12/13/03 10:00:00.0 71.425 65.5 12/15/03 19:00:00.0 71.08 61.1 12/18/03 15:00:00.0 71.425 64.55
12/08/03 15:00:00.0 70.39 63.6 12/11/03 02:00:00.0 70.39 57.6 12/13/03 11:00:00.0 71.425 65.6 12/15/03 20:00:00.0 71.08 61.1 12/18/03 16:00:00.0 71.425 63.3
12/08/03 16:00:00.0 70.39 59.4 12/11/03 03:00:00.0 70.39 56.9 12/13/03 12:00:00.0 71.425 65.6 12/15/03 21:00:00.0 71.08 61.1 12/18/03 17:00:00.0 71.425 63.35
12/08/03 17:00:00.0 70.39 58.4 12/11/03 04:00:00.0 70.39 58.1 12/13/03 13:00:00.0 71.425 64.5 12/15/03 22:00:00.0 71.08 60.2 12/18/03 18:00:00.0 71.425 64
12/08/03 18:00:00.0 70.39 58.9 12/11/03 05:00:00.0 70.39 58.1 12/13/03 14:00:00.0 71.77 62.5 12/15/03 23:00:00.0 71.08 60.2 12/18/03 19:00:00.0 71.425 63.85
12/08/03 19:00:00.0 70.39 58.4 12/11/03 06:00:00.0 70.39 57.4 12/13/03 15:00:00.0 71.77 61.25 12/16/03 00:00:00.0 71.08 60.5 12/18/03 20:00:00.0 71.08 63.85
12/08/03 20:00:00.0 70.39 58.1 12/11/03 07:00:00.0 70.39 56.9 12/13/03 16:00:00.0 71.425 63.25 12/16/03 01:00:00.0 70.39 59.7 12/18/03 21:00:00.0 71.08 62
12/08/03 21:00:00.0 70.39 57.4 12/11/03 08:00:00.0 70.39 58.9 12/13/03 17:00:00.0 71.425 63.65 12/16/03 02:00:00.0 70.39 60 12/18/03 22:00:00.0 71.08 61.7
12/08/03 22:00:00.0 70.39 57.4 12/11/03 09:00:00.0 70.39 58.9 12/13/03 18:00:00.0 71.425 62.15 12/16/03 03:00:00.0 70.39 60.3 12/18/03 23:00:00.0 71.08 60.85
12/08/03 23:00:00.0 70.39 57.1 12/11/03 10:00:00.0 70.39 60.3 12/13/03 19:00:00.0 71.425 60.8 12/16/03 04:00:00.0 70.39 60.9 12/19/03 00:00:00.0 70.735 59.85
12/09/03 00:00:00.0 70.39 57.8 12/11/03 11:00:00.0 70.39 59.7 12/13/03 20:00:00.0 71.425 60.8 12/16/03 05:00:00.0 70.39 60.9 12/19/03 01:00:00.0 71.08 59
12/09/03 01:00:00.0 70.39 58.6 12/11/03 12:00:00.0 70.39 58.9 12/13/03 21:00:00.0 71.425 61.6 12/16/03 06:00:00.0 70.39 60.3 12/19/03 02:00:00.0 71.08 59.3
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
12/19/03 03:00:00.0 70.39 58.4 12/21/03 12:00:00.0 71.08 64.4 12/23/03 21:00:00.0 71.08 65.1 12/27/03 10:00:00.0 71.08 71.4 12/30/03 00:00:00.0 70.39 60.9
12/19/03 04:00:00.0 70.39 58.9 12/21/03 13:00:00.0 71.08 64.65 12/23/03 22:00:00.0 70.735 63.55 12/27/03 16:00:00.0 71.08 74.4 12/30/03 01:00:00.0 70.39 61.4
12/19/03 05:00:00.0 70.39 60 12/21/03 14:00:00.0 71.425 65.8 12/23/03 23:00:00.0 70.735 63.9 12/27/03 17:00:00.0 71.08 72.1 12/30/03 02:00:00.0 70.39 61.55
12/19/03 06:00:00.0 70.39 59.7 12/21/03 15:00:00.0 71.08 64.65 12/24/03 00:00:00.0 70.39 62.75 12/27/03 18:00:00.0 71.08 71.4 12/30/03 03:00:00.0 70.39 62.25
12/19/03 07:00:00.0 70.39 61.35 12/21/03 16:00:00.0 70.735 65.5 12/24/03 01:00:00.0 70.735 63.25 12/27/03 19:00:00.0 71.08 68.4 12/30/03 04:00:00.0 70.39 62.2
12/19/03 08:00:00.0 70.39 62.95 12/21/03 17:00:00.0 70.735 63.05 12/24/03 02:00:00.0 70.39 62 12/27/03 20:00:00.0 71.08 68.4 12/30/03 05:00:00.0 70.39 62.05
12/19/03 09:00:00.0 71.08 69 12/21/03 18:00:00.0 70.735 62.25 12/24/03 03:00:00.0 70.39 61.8 12/27/03 21:00:00.0 71.08 69 12/30/03 06:00:00.0 70.39 62.2
12/19/03 10:00:00.0 71.08 72.8 12/21/03 19:00:00.0 70.735 61.3 12/24/03 04:00:00.0 70.39 62.2 12/27/03 22:00:00.0 71.08 69.6 12/30/03 07:00:00.0 70.39 62.25
12/19/03 11:00:00.0 71.08 70.2 12/21/03 20:00:00.0 71.08 60.95 12/24/03 05:00:00.0 70.39 63.25 12/27/03 23:00:00.0 71.08 67.4 12/30/03 08:00:00.0 70.735 62.4
12/19/03 12:00:00.0 71.08 65.95 12/21/03 21:00:00.0 70.735 59.75 12/24/03 06:00:00.0 70.39 63.45 12/28/03 00:00:00.0 70.39 66.1 12/30/03 09:00:00.0 70.39 62
12/19/03 13:00:00.0 71.08 63.75 12/21/03 22:00:00.0 70.39 59.95 12/24/03 07:00:00.0 70.39 63.65 12/28/03 01:00:00.0 71.08 68.4 12/30/03 10:00:00.0 70.735 59
12/19/03 14:00:00.0 71.08 62.95 12/21/03 23:00:00.0 70.735 58.95 12/24/03 08:00:00.0 70.39 68 12/28/03 02:00:00.0 70.39 70.8 12/30/03 11:00:00.0 70.735 58.45
12/19/03 15:00:00.0 70.735 64.25 12/22/03 00:00:00.0 70.39 59.15 12/24/03 09:00:00.0 71.08 72.1 12/28/03 03:00:00.0 71.08 71.4 12/30/03 12:00:00.0 70.735 61.2
12/19/03 16:00:00.0 71.08 63 12/22/03 01:00:00.0 70.39 58.95 12/24/03 10:00:00.0 71.08 73.6 12/28/03 04:00:00.0 70.39 70.8 12/30/03 13:00:00.0 70.735 61.35
12/19/03 17:00:00.0 71.08 63.35 12/22/03 02:00:00.0 70.39 58.55 12/24/03 16:00:00.0 71.08 74.4 12/28/03 05:00:00.0 70.39 70.8 12/30/03 14:00:00.0 70.735 60.25
12/19/03 18:00:00.0 70.735 63.5 12/22/03 03:00:00.0 70.39 58.7 12/24/03 17:00:00.0 71.08 70.8 12/28/03 06:00:00.0 70.39 68.5 12/30/03 15:00:00.0 71.08 59.8
12/19/03 19:00:00.0 70.735 63.95 12/22/03 04:00:00.0 70.39 59.3 12/24/03 18:00:00.0 71.08 72.1 12/28/03 07:00:00.0 70.39 67 12/30/03 16:00:00.0 70.735 59
12/19/03 20:00:00.0 71.08 63.2 12/22/03 05:00:00.0 70.39 57.8 12/24/03 19:00:00.0 71.08 71.4 12/28/03 08:00:00.0 70.39 69.1 12/30/03 17:00:00.0 70.39 59.15
12/19/03 21:00:00.0 70.735 62 12/22/03 06:00:00.0 70.39 59.4 12/24/03 20:00:00.0 71.08 69.6 12/28/03 09:00:00.0 71.08 68.4 12/30/03 18:00:00.0 70.735 59.25
12/19/03 22:00:00.0 70.39 61.85 12/22/03 07:00:00.0 70.39 59.2 12/24/03 21:00:00.0 71.08 70.8 12/28/03 10:00:00.0 71.08 66.5 12/30/03 19:00:00.0 70.39 59.45
12/19/03 23:00:00.0 70.735 61.8 12/22/03 08:00:00.0 70.39 67.5 12/24/03 22:00:00.0 71.08 71.4 12/28/03 11:00:00.0 71.08 66.9 12/30/03 20:00:00.0 70.39 58.9
12/20/03 00:00:00.0 70.39 61.1 12/22/03 09:00:00.0 71.08 73.6 12/24/03 23:00:00.0 71.08 68.4 12/28/03 12:00:00.0 71.08 68.4 12/30/03 21:00:00.0 70.39 59.3
12/20/03 01:00:00.0 70.39 62.25 12/22/03 10:00:00.0 71.08 72.1 12/25/03 00:00:00.0 71.08 66.5 12/28/03 13:00:00.0 71.08 68.4 12/30/03 22:00:00.0 70.39 59
12/20/03 02:00:00.0 70.39 62.7 12/22/03 11:00:00.0 71.08 71.4 12/25/03 01:00:00.0 70.39 64.4 12/28/03 14:00:00.0 71.08 68.4 12/30/03 23:00:00.0 70.39 58.3
12/20/03 03:00:00.0 70.39 62.55 12/22/03 12:00:00.0 71.08 70.8 12/25/03 02:00:00.0 71.08 65.1 12/28/03 15:00:00.0 71.08 70.8 12/31/03 00:00:00.0 70.39 59.55
12/20/03 04:00:00.0 70.39 63.35 12/22/03 13:00:00.0 71.08 72.8 12/25/03 03:00:00.0 70.39 64.4 12/28/03 16:00:00.0 71.08 71.4 12/31/03 01:00:00.0 70.39 59.05
12/20/03 05:00:00.0 70.39 62.7 12/22/03 14:00:00.0 71.77 73.6 12/25/03 04:00:00.0 71.08 65.6 12/28/03 17:00:00.0 71.08 70.8 12/31/03 02:00:00.0 70.39 58.6
12/20/03 06:00:00.0 70.39 63.45 12/22/03 15:00:00.0 71.77 73.6 12/25/03 05:00:00.0 70.39 64 12/28/03 18:00:00.0 71.08 70.2 12/31/03 03:00:00.0 70.39 58
12/20/03 07:00:00.0 70.39 63.6 12/22/03 16:00:00.0 71.425 66.95 12/25/03 21:00:00.0 71.08 66.5 12/28/03 19:00:00.0 70.39 67.5 12/31/03 04:00:00.0 70.39 60
12/20/03 08:00:00.0 70.735 65.4 12/22/03 17:00:00.0 71.08 72.1 12/25/03 22:00:00.0 71.08 67.4 12/28/03 20:00:00.0 71.08 65.6 12/31/03 05:00:00.0 70.39 61.05
12/20/03 09:00:00.0 70.735 65.5 12/22/03 18:00:00.0 71.08 71.4 12/25/03 23:00:00.0 71.08 66.9 12/28/03 21:00:00.0 70.735 63.05 12/31/03 06:00:00.0 70.39 61.25
12/20/03 10:00:00.0 70.735 64.5 12/22/03 19:00:00.0 71.08 72.1 12/26/03 00:00:00.0 71.08 66 12/28/03 22:00:00.0 70.735 61.65 12/31/03 07:00:00.0 70.39 62.25
12/20/03 11:00:00.0 70.735 63 12/22/03 20:00:00.0 71.08 69.6 12/26/03 01:00:00.0 71.08 65.6 12/28/03 23:00:00.0 70.735 62 12/31/03 08:00:00.0 70.39 61.85
12/20/03 12:00:00.0 70.735 62.85 12/22/03 21:00:00.0 70.735 65.1 12/26/03 02:00:00.0 71.08 64.3 12/29/03 00:00:00.0 70.735 64.2 12/31/03 09:00:00.0 70.39 62.4
12/20/03 13:00:00.0 71.08 61.3 12/22/03 22:00:00.0 70.735 63.8 12/26/03 03:00:00.0 71.08 63.9 12/29/03 01:00:00.0 70.735 63.75 12/31/03 10:00:00.0 70.735 64
12/20/03 14:00:00.0 71.08 61.15 12/22/03 23:00:00.0 70.735 65.6 12/26/03 04:00:00.0 71.08 63.5 12/29/03 02:00:00.0 70.39 64.8 12/31/03 11:00:00.0 70.39 65.2
12/20/03 15:00:00.0 71.08 63.2 12/23/03 00:00:00.0 70.735 64.9 12/26/03 05:00:00.0 71.08 64.7 12/29/03 03:00:00.0 70.39 64.4 12/31/03 12:00:00.0 70.735 63.2
12/20/03 16:00:00.0 71.08 63.5 12/23/03 01:00:00.0 70.39 63.85 12/26/03 06:00:00.0 70.39 64.8 12/29/03 04:00:00.0 70.39 64 12/31/03 13:00:00.0 70.735 61.35
12/20/03 17:00:00.0 70.735 60.55 12/23/03 02:00:00.0 70.39 65.15 12/26/03 07:00:00.0 71.08 64.7 12/29/03 05:00:00.0 70.39 64.4 12/31/03 14:00:00.0 70.735 60.85
12/20/03 18:00:00.0 70.735 61.55 12/23/03 03:00:00.0 70.39 65.15 12/26/03 08:00:00.0 71.08 70.2 12/29/03 06:00:00.0 70.39 63.25 12/31/03 15:00:00.0 70.735 59.85
12/20/03 19:00:00.0 70.735 61.55 12/23/03 04:00:00.0 70.39 66.05 12/26/03 13:00:00.0 71.08 74.4 12/29/03 07:00:00.0 70.39 64.25 12/31/03 16:00:00.0 70.735 61.35
12/20/03 20:00:00.0 70.735 61.55 12/23/03 05:00:00.0 70.39 64.7 12/26/03 18:00:00.0 71.08 73.6 12/29/03 08:00:00.0 70.39 61.9 12/31/03 17:00:00.0 70.39 62.2
12/20/03 21:00:00.0 70.735 62.25 12/23/03 06:00:00.0 70.39 63.3 12/26/03 19:00:00.0 71.08 72.1 12/29/03 09:00:00.0 70.735 65 12/31/03 18:00:00.0 70.39 62.25
12/20/03 22:00:00.0 70.735 61.75 12/23/03 07:00:00.0 70.39 67.05 12/26/03 20:00:00.0 71.08 70.8 12/29/03 10:00:00.0 71.08 64.15 12/31/03 19:00:00.0 70.39 61.7
12/20/03 23:00:00.0 71.08 62.45 12/23/03 08:00:00.0 71.08 72.1 12/26/03 21:00:00.0 71.08 68.4 12/29/03 11:00:00.0 70.39 63.7 12/31/03 20:00:00.0 70.39 61.4
12/21/03 00:00:00.0 70.735 62.4 12/23/03 09:00:00.0 71.08 73.6 12/26/03 22:00:00.0 71.08 68.4 12/29/03 12:00:00.0 71.08 61.35 12/31/03 21:00:00.0 70.39 60.9
12/21/03 01:00:00.0 70.735 61.75 12/23/03 10:00:00.0 71.08 72.1 12/26/03 23:00:00.0 71.08 66.5 12/29/03 13:00:00.0 70.735 61.35 12/31/03 22:00:00.0 70.735 60.85
12/21/03 02:00:00.0 70.735 61.7 12/23/03 11:00:00.0 71.08 71.4 12/27/03 00:00:00.0 71.08 65.6 12/29/03 14:00:00.0 70.735 59 12/31/03 23:00:00.0 70.39 62.8
12/21/03 03:00:00.0 70.735 61.9 12/23/03 12:00:00.0 71.08 73.6 12/27/03 01:00:00.0 71.08 66 12/29/03 15:00:00.0 70.735 59.95 01/01/04 00:00:00.0 70.735 62.9
12/21/03 04:00:00.0 70.39 59.95 12/23/03 13:00:00.0 71.77 72.8 12/27/03 02:00:00.0 70.39 65.2 12/29/03 16:00:00.0 70.39 60.05 01/01/04 01:00:00.0 70.39 61.25
12/21/03 05:00:00.0 70.39 60.25 12/23/03 14:00:00.0 71.425 68.35 12/27/03 03:00:00.0 71.08 65.1 12/29/03 17:00:00.0 70.39 60.05 01/01/04 02:00:00.0 70.735 61.85
12/21/03 06:00:00.0 70.39 59.65 12/23/03 15:00:00.0 71.425 66.95 12/27/03 04:00:00.0 70.39 63.3 12/29/03 18:00:00.0 70.735 60.25 01/01/04 03:00:00.0 70.39 61.2
12/21/03 07:00:00.0 70.735 60.55 12/23/03 16:00:00.0 71.425 67.1 12/27/03 05:00:00.0 70.39 64.4 12/29/03 19:00:00.0 70.735 60.1 01/01/04 04:00:00.0 70.39 62.4
12/21/03 08:00:00.0 70.735 62.15 12/23/03 17:00:00.0 71.08 70.8 12/27/03 06:00:00.0 70.39 64.8 12/29/03 20:00:00.0 70.39 60.15 01/01/04 05:00:00.0 70.39 62.55
12/21/03 09:00:00.0 71.08 63.45 12/23/03 18:00:00.0 71.08 70.8 12/27/03 07:00:00.0 70.39 64.4 12/29/03 21:00:00.0 70.39 60.9 01/01/04 06:00:00.0 70.39 61.2
12/21/03 10:00:00.0 70.735 63.4 12/23/03 19:00:00.0 71.08 70.8 12/27/03 08:00:00.0 70.39 68.5 12/29/03 22:00:00.0 70.39 61.2 01/01/04 07:00:00.0 70.39 61.2
12/21/03 11:00:00.0 71.08 63.95 12/23/03 20:00:00.0 70.735 65.35 12/27/03 09:00:00.0 71.08 72.1 12/29/03 23:00:00.0 70.39 60.9 01/01/04 08:00:00.0 70.39 61.85
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
01/11/04 05:00:00.0 70.39 64.7 01/13/04 20:00:00.0 70.735 62 01/16/04 09:00:00.0 70.39 66.7 01/18/04 18:00:00.0 70.39 68.45 01/21/04 03:00:00.0 70.05 60.6
01/11/04 06:00:00.0 70.39 65.1 01/13/04 21:00:00.0 70.39 60.45 01/16/04 10:00:00.0 70.39 67.2 01/18/04 19:00:00.0 70.39 67.35 01/21/04 04:00:00.0 70.05 60.95
01/11/04 07:00:00.0 70.39 66.6 01/13/04 22:00:00.0 70.39 59.3 01/16/04 11:00:00.0 70.39 64.25 01/18/04 20:00:00.0 70.39 66.2 01/21/04 05:00:00.0 70.05 61.55
01/11/04 08:00:00.0 70.39 61.2 01/13/04 23:00:00.0 70.39 60.5 01/16/04 12:00:00.0 70.39 66.5 01/18/04 21:00:00.0 70.39 64.7 01/21/04 06:00:00.0 70.39 61.35
01/11/04 09:00:00.0 70.39 66.85 01/14/04 00:00:00.0 70.39 60.45 01/16/04 13:00:00.0 71.08 68.05 01/18/04 22:00:00.0 70.39 63.9 01/21/04 07:00:00.0 70.05 61.75
01/11/04 10:00:00.0 71.08 62.5 01/14/04 01:00:00.0 70.39 60.3 01/16/04 14:00:00.0 71.08 67.65 01/18/04 23:00:00.0 70.39 62.75 01/21/04 08:00:00.0 70.39 62.05
01/11/04 13:00:00.0 70.39 61.5 01/14/04 02:00:00.0 70.39 60.45 01/16/04 15:00:00.0 71.08 64.15 01/19/04 00:00:00.0 70.39 62.5 01/21/04 09:00:00.0 70.05 65.65
01/11/04 14:00:00.0 70.39 73.6 01/14/04 03:00:00.0 70.39 60.75 01/16/04 16:00:00.0 71.08 64.15 01/19/04 01:00:00.0 70.39 61.1 01/21/04 10:00:00.0 70.39 62.2
01/11/04 15:00:00.0 70.39 72.2 01/14/04 04:00:00.0 70.39 60.9 01/16/04 17:00:00.0 70.39 65.7 01/19/04 02:00:00.0 70.39 61.1 01/21/04 11:00:00.0 70.39 61.2
01/11/04 16:00:00.0 69.71 69.7 01/14/04 05:00:00.0 70.39 62.05 01/16/04 18:00:00.0 70.39 65.4 01/19/04 03:00:00.0 70.39 61.1 01/21/04 12:00:00.0 70.39 60.6
01/11/04 17:00:00.0 70.39 70.2 01/14/04 06:00:00.0 70.39 61.1 01/16/04 19:00:00.0 70.39 65.25 01/19/04 04:00:00.0 70.39 62.4 01/21/04 13:00:00.0 71.08 73.6
01/11/04 18:00:00.0 70.39 67.2 01/14/04 07:00:00.0 70.39 64.7 01/16/04 20:00:00.0 70.39 62.9 01/19/04 05:00:00.0 70.05 62.3 01/21/04 14:00:00.0 71.08 72.1
01/11/04 19:00:00.0 70.39 66.2 01/14/04 08:00:00.0 70.39 65.75 01/16/04 21:00:00.0 70.39 62.4 01/19/04 06:00:00.0 70.39 62.5 01/21/04 15:00:00.0 70.735 66
01/11/04 20:00:00.0 70.39 65.55 01/14/04 09:00:00.0 70.39 61.9 01/16/04 22:00:00.0 70.39 62 01/19/04 07:00:00.0 70.39 62.9 01/21/04 16:00:00.0 71.08 64
01/11/04 21:00:00.0 70.39 65.25 01/14/04 14:00:00.0 70.39 73.6 01/16/04 23:00:00.0 70.39 62.95 01/19/04 08:00:00.0 70.39 63.5 01/21/04 17:00:00.0 70.39 64.65
01/11/04 22:00:00.0 70.39 64.75 01/14/04 15:00:00.0 71.08 67.7 01/17/04 00:00:00.0 70.39 60.5 01/19/04 09:00:00.0 70.39 65 01/21/04 18:00:00.0 70.39 62.15
01/11/04 23:00:00.0 70.05 63.5 01/14/04 16:00:00.0 70.735 66.15 01/17/04 01:00:00.0 70.39 61.25 01/19/04 10:00:00.0 70.39 62.5 01/21/04 19:00:00.0 70.39 62.1
01/12/04 00:00:00.0 70.39 64.35 01/14/04 17:00:00.0 70.735 68.45 01/17/04 02:00:00.0 70.39 60.5 01/19/04 11:00:00.0 70.39 62.9 01/21/04 20:00:00.0 70.39 60.7
01/12/04 01:00:00.0 70.39 64.5 01/14/04 18:00:00.0 70.39 65.25 01/17/04 03:00:00.0 70.39 62.25 01/19/04 12:00:00.0 70.39 64.95 01/21/04 21:00:00.0 70.39 61.75
01/12/04 02:00:00.0 70.39 64.45 01/14/04 19:00:00.0 70.39 66.2 01/17/04 04:00:00.0 70.39 62.7 01/19/04 13:00:00.0 70.735 68.05 01/21/04 22:00:00.0 70.05 60.7
01/12/04 03:00:00.0 70.39 65.55 01/14/04 20:00:00.0 70.39 65.45 01/17/04 05:00:00.0 70.39 60.8 01/19/04 14:00:00.0 70.39 63.6 01/21/04 23:00:00.0 70.39 60
01/12/04 04:00:00.0 70.39 66.25 01/14/04 21:00:00.0 70.39 64.65 01/17/04 06:00:00.0 70.39 60.95 01/19/04 15:00:00.0 70.39 63.3 01/22/04 00:00:00.0 70.05 59.7
01/12/04 05:00:00.0 70.39 70.2 01/14/04 22:00:00.0 70.39 63.3 01/17/04 07:00:00.0 70.39 62.1 01/19/04 16:00:00.0 71.08 65.8 01/22/04 01:00:00.0 70.39 58.6
01/12/04 06:00:00.0 70.39 66.45 01/14/04 23:00:00.0 70.39 62.8 01/17/04 08:00:00.0 70.39 64.95 01/19/04 17:00:00.0 70.39 65.75 01/22/04 02:00:00.0 70.39 58.25
01/12/04 07:00:00.0 70.39 66.45 01/15/04 00:00:00.0 70.39 61.25 01/17/04 09:00:00.0 70.39 64.95 01/19/04 18:00:00.0 70.39 66.1 01/22/04 03:00:00.0 70.39 59.4
01/12/04 08:00:00.0 70.39 67.4 01/15/04 01:00:00.0 70.39 61.65 01/17/04 10:00:00.0 70.39 67.65 01/19/04 19:00:00.0 70.39 65.75 01/22/04 04:00:00.0 69.71 59.15
01/12/04 09:00:00.0 70.39 62.9 01/15/04 02:00:00.0 70.05 61.65 01/17/04 11:00:00.0 70.39 68.65 01/19/04 20:00:00.0 70.39 63.45 01/22/04 05:00:00.0 70.05 59.95
01/12/04 14:00:00.0 71.08 67.65 01/15/04 03:00:00.0 70.39 62.5 01/17/04 12:00:00.0 70.39 66.5 01/19/04 21:00:00.0 70.39 63.05 01/22/04 06:00:00.0 70.39 60.85
01/12/04 15:00:00.0 70.735 66.85 01/15/04 04:00:00.0 70.39 61.25 01/17/04 13:00:00.0 70.39 66 01/19/04 22:00:00.0 70.39 62.15 01/22/04 07:00:00.0 70.05 61.1
01/12/04 16:00:00.0 70.39 65.1 01/15/04 05:00:00.0 70.39 61.4 01/17/04 14:00:00.0 70.39 65.4 01/19/04 23:00:00.0 70.39 62.25 01/22/04 08:00:00.0 70.39 61.25
01/12/04 17:00:00.0 70.39 66.05 01/15/04 06:00:00.0 70.39 62.05 01/17/04 15:00:00.0 70.39 67.55 01/20/04 00:00:00.0 70.39 60.45 01/22/04 09:00:00.0 70.39 63.05
01/12/04 18:00:00.0 70.39 65 01/15/04 07:00:00.0 70.39 62.2 01/17/04 16:00:00.0 70.39 66.2 01/20/04 01:00:00.0 70.39 60.55 01/22/04 10:00:00.0 70.39 63.85
01/12/04 19:00:00.0 70.39 66.1 01/15/04 08:00:00.0 70.39 65 01/17/04 17:00:00.0 70.39 67.35 01/20/04 02:00:00.0 70.39 60.05 01/22/04 11:00:00.0 70.39 65.95
01/12/04 20:00:00.0 70.39 64.85 01/15/04 09:00:00.0 70.39 67.1 01/17/04 18:00:00.0 70.39 66.5 01/20/04 03:00:00.0 70.39 61.05 01/22/04 12:00:00.0 70.39 65.4
01/12/04 21:00:00.0 70.39 64.8 01/15/04 10:00:00.0 70.39 68.25 01/17/04 19:00:00.0 70.39 65.3 01/20/04 04:00:00.0 70.39 61 01/22/04 13:00:00.0 70.39 65
01/12/04 22:00:00.0 70.39 62.7 01/15/04 11:00:00.0 70.39 67.55 01/17/04 20:00:00.0 70.39 65.4 01/20/04 05:00:00.0 70.39 61.25 01/22/04 14:00:00.0 71.08 64.15
01/12/04 23:00:00.0 70.39 64.8 01/15/04 12:00:00.0 70.39 73.6 01/17/04 21:00:00.0 70.39 65.75 01/20/04 06:00:00.0 70.05 61.45 01/22/04 15:00:00.0 71.08 62.5
01/13/04 00:00:00.0 70.39 64.25 01/15/04 13:00:00.0 70.39 72.9 01/17/04 22:00:00.0 70.39 65 01/20/04 07:00:00.0 70.39 64.55 01/22/04 16:00:00.0 70.735 64.2
01/13/04 01:00:00.0 70.05 62.3 01/15/04 14:00:00.0 71.08 68 01/17/04 23:00:00.0 70.39 64.95 01/20/04 08:00:00.0 70.39 65.85 01/22/04 17:00:00.0 70.39 63.85
01/13/04 02:00:00.0 70.39 62.9 01/15/04 15:00:00.0 71.08 64.95 01/18/04 00:00:00.0 70.39 62.2 01/20/04 09:00:00.0 70.39 67.05 01/22/04 18:00:00.0 70.39 62.2
01/13/04 03:00:00.0 70.39 62.95 01/15/04 16:00:00.0 71.08 64.8 01/18/04 01:00:00.0 70.39 63.75 01/20/04 10:00:00.0 70.39 67.7 01/22/04 19:00:00.0 70.39 63.05
01/13/04 04:00:00.0 70.05 63.15 01/15/04 17:00:00.0 70.39 62.35 01/18/04 02:00:00.0 70.39 61.85 01/20/04 11:00:00.0 70.39 68.25 01/22/04 20:00:00.0 70.39 62.55
01/13/04 05:00:00.0 70.05 63.2 01/15/04 18:00:00.0 70.39 62.7 01/18/04 03:00:00.0 70.39 61 01/20/04 12:00:00.0 70.39 68.85 01/22/04 21:00:00.0 70.39 62.4
01/13/04 06:00:00.0 70.39 64.55 01/15/04 19:00:00.0 70.39 62.2 01/18/04 04:00:00.0 70.39 61.1 01/20/04 13:00:00.0 70.39 61.2 01/22/04 22:00:00.0 70.39 61.6
01/13/04 07:00:00.0 70.39 65.25 01/15/04 20:00:00.0 70.39 61.3 01/18/04 05:00:00.0 70.39 60.95 01/20/04 14:00:00.0 70.39 66.65 01/22/04 23:00:00.0 70.39 60.95
01/13/04 08:00:00.0 70.39 64.85 01/15/04 21:00:00.0 70.39 60.55 01/18/04 06:00:00.0 70.05 61.5 01/20/04 15:00:00.0 70.39 63.85 01/23/04 00:00:00.0 70.05 59.8
01/13/04 09:00:00.0 70.39 62.2 01/15/04 22:00:00.0 70.39 60.15 01/18/04 07:00:00.0 70.39 62.2 01/20/04 16:00:00.0 70.39 62.9 01/23/04 01:00:00.0 70.05 59.15
01/13/04 10:00:00.0 70.39 63.6 01/15/04 23:00:00.0 70.39 59.9 01/18/04 08:00:00.0 70.39 62.75 01/20/04 17:00:00.0 70.05 63.25 01/23/04 02:00:00.0 70.39 59.25
01/13/04 11:00:00.0 70.39 68.25 01/16/04 00:00:00.0 70.39 59.6 01/18/04 09:00:00.0 70.39 66.15 01/20/04 18:00:00.0 70.39 62.35 01/23/04 03:00:00.0 70.05 59.15
01/13/04 12:00:00.0 70.39 68.1 01/16/04 01:00:00.0 70.39 60 01/18/04 10:00:00.0 70.39 67.8 01/20/04 19:00:00.0 70.39 62.8 01/23/04 04:00:00.0 70.39 60.3
01/13/04 13:00:00.0 70.735 67.5 01/16/04 02:00:00.0 70.39 60.3 01/18/04 11:00:00.0 70.39 67.55 01/20/04 20:00:00.0 70.05 63.25 01/23/04 05:00:00.0 70.39 59.8
01/13/04 14:00:00.0 71.08 66.45 01/16/04 03:00:00.0 70.39 61.1 01/18/04 12:00:00.0 70.735 68.85 01/20/04 21:00:00.0 70.39 62.1 01/23/04 06:00:00.0 70.05 59.45
01/13/04 15:00:00.0 71.08 64.35 01/16/04 04:00:00.0 70.39 61.25 01/18/04 13:00:00.0 71.08 67.3 01/20/04 22:00:00.0 70.05 60.95 01/23/04 07:00:00.0 70.05 62.1
01/13/04 16:00:00.0 70.735 62.15 01/16/04 05:00:00.0 70.39 61.7 01/18/04 14:00:00.0 70.735 68.25 01/20/04 23:00:00.0 70.05 61.75 01/23/04 08:00:00.0 70.05 62.2
01/13/04 17:00:00.0 70.39 63.05 01/16/04 06:00:00.0 70.39 62.25 01/18/04 15:00:00.0 70.39 68.1 01/21/04 00:00:00.0 70.05 61.9 01/23/04 09:00:00.0 70.05 62.5
01/13/04 18:00:00.0 70.39 64.1 01/16/04 07:00:00.0 70.39 62.75 01/18/04 16:00:00.0 70.39 66.65 01/21/04 01:00:00.0 70.05 60.85 01/23/04 10:00:00.0 70.39 63.05
01/13/04 19:00:00.0 70.39 62.4 01/16/04 08:00:00.0 70.39 62.9 01/18/04 17:00:00.0 70.39 67.2 01/21/04 02:00:00.0 70.05 61.5 01/23/04 11:00:00.0 70.39 64.85
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
01/23/04 12:00:00.0 70.39 65.9 01/25/04 21:00:00.0 70.05 59.6 01/28/04 06:00:00.0 70.05 65.4 01/30/04 15:00:00.0 71.08 59.75 02/02/04 00:00:00.0 70.39 60.15
01/23/04 13:00:00.0 70.39 65.45 01/25/04 22:00:00.0 70.05 58.15 01/28/04 07:00:00.0 70.39 65.3 01/30/04 16:00:00.0 71.08 59.2 02/02/04 01:00:00.0 70.39 58.5
01/23/04 14:00:00.0 70.39 65.1 01/25/04 23:00:00.0 70.05 57.9 01/28/04 08:00:00.0 70.39 65.9 01/30/04 17:00:00.0 70.39 60.1 02/02/04 02:00:00.0 70.39 58.75
01/23/04 15:00:00.0 70.735 64.65 01/26/04 00:00:00.0 70.39 58.8 01/28/04 09:00:00.0 70.05 66.05 01/30/04 18:00:00.0 70.39 61.35 02/02/04 03:00:00.0 70.05 59.5
01/23/04 16:00:00.0 70.39 64.25 01/26/04 01:00:00.0 70.05 58.1 01/28/04 10:00:00.0 70.39 66.05 01/30/04 19:00:00.0 70.39 60.35 02/02/04 04:00:00.0 70.39 58.1
01/23/04 17:00:00.0 70.39 64.15 01/26/04 02:00:00.0 70.05 58.5 01/28/04 11:00:00.0 70.39 66.6 01/30/04 20:00:00.0 70.39 61.7 02/02/04 05:00:00.0 70.39 58.5
01/23/04 18:00:00.0 70.05 64.2 01/26/04 03:00:00.0 70.39 59.15 01/28/04 12:00:00.0 70.39 66.35 01/30/04 21:00:00.0 70.39 59.65 02/02/04 06:00:00.0 70.05 58.4
01/23/04 19:00:00.0 70.39 62.4 01/26/04 04:00:00.0 70.05 60.1 01/28/04 13:00:00.0 70.39 65.55 01/30/04 22:00:00.0 70.39 61.15 02/02/04 07:00:00.0 70.39 60.4
01/23/04 20:00:00.0 70.05 62 01/26/04 05:00:00.0 70.05 60.7 01/28/04 14:00:00.0 70.39 62.85 01/30/04 23:00:00.0 70.39 61.6 02/02/04 08:00:00.0 70.39 60.05
01/23/04 21:00:00.0 70.05 60.65 01/26/04 06:00:00.0 70.05 61.3 01/28/04 15:00:00.0 71.08 61.5 01/31/04 00:00:00.0 70.39 61.45 02/02/04 09:00:00.0 70.39 62.55
01/23/04 22:00:00.0 70.39 61.75 01/26/04 07:00:00.0 69.71 61.3 01/28/04 16:00:00.0 70.39 62.4 01/31/04 01:00:00.0 70.39 60.1 02/02/04 10:00:00.0 70.39 63.3
01/23/04 23:00:00.0 69.71 60.05 01/26/04 08:00:00.0 69.71 62.1 01/28/04 17:00:00.0 70.39 63.75 01/31/04 02:00:00.0 70.39 60.5 02/02/04 11:00:00.0 70.39 62.8
01/24/04 00:00:00.0 70.05 60.2 01/26/04 09:00:00.0 70.05 61.45 01/28/04 18:00:00.0 70.39 62.5 01/31/04 03:00:00.0 70.05 62.4 02/02/04 12:00:00.0 70.39 63.55
01/24/04 01:00:00.0 70.05 60.35 01/26/04 10:00:00.0 70.39 62.9 01/28/04 19:00:00.0 70.39 62.55 01/31/04 04:00:00.0 70.05 61.5 02/02/04 13:00:00.0 70.39 64.3
01/24/04 02:00:00.0 70.05 60.25 01/26/04 11:00:00.0 70.05 62.65 01/28/04 20:00:00.0 70.39 62.95 01/31/04 05:00:00.0 70.05 60.75 02/02/04 14:00:00.0 70.39 64.5
01/24/04 03:00:00.0 70.05 60.2 01/26/04 12:00:00.0 70.05 61.7 01/28/04 21:00:00.0 70.39 61.25 01/31/04 06:00:00.0 70.39 60.7 02/02/04 15:00:00.0 70.39 64.95
01/24/04 04:00:00.0 70.39 60 01/26/04 13:00:00.0 70.39 60.15 01/28/04 22:00:00.0 70.05 62.7 01/31/04 07:00:00.0 70.05 60.75 02/02/04 16:00:00.0 70.39 64.45
01/24/04 05:00:00.0 70.05 60.55 01/26/04 14:00:00.0 70.39 60.35 01/28/04 23:00:00.0 70.39 61.1 01/31/04 08:00:00.0 70.39 63.5 02/02/04 17:00:00.0 70.39 62.9
01/24/04 06:00:00.0 69.71 61.5 01/26/04 15:00:00.0 70.39 60.05 01/29/04 00:00:00.0 70.39 62.05 01/31/04 09:00:00.0 70.39 63.2 02/02/04 18:00:00.0 70.39 64.05
01/24/04 07:00:00.0 70.39 61.6 01/26/04 16:00:00.0 70.05 61.7 01/29/04 01:00:00.0 70.05 61.9 01/31/04 10:00:00.0 70.39 63.45 02/02/04 19:00:00.0 70.05 62.95
01/24/04 08:00:00.0 70.39 62.25 01/26/04 17:00:00.0 70.05 62.3 01/29/04 02:00:00.0 70.05 61.3 01/31/04 11:00:00.0 70.39 63.35 02/02/04 20:00:00.0 70.39 62.7
01/24/04 09:00:00.0 70.39 64.85 01/26/04 18:00:00.0 70.05 63 01/29/04 03:00:00.0 70.05 62.5 01/31/04 12:00:00.0 70.39 62.45 02/02/04 21:00:00.0 70.39 61.55
01/24/04 10:00:00.0 70.39 65.25 01/26/04 19:00:00.0 70.05 61.35 01/29/04 04:00:00.0 70.05 60.25 01/31/04 13:00:00.0 70.735 60.55 02/02/04 22:00:00.0 70.05 60.95
01/24/04 11:00:00.0 70.39 65.7 01/26/04 20:00:00.0 69.71 60.1 01/29/04 05:00:00.0 70.39 60.85 01/31/04 14:00:00.0 71.08 59.8 02/02/04 23:00:00.0 70.05 60.2
01/24/04 12:00:00.0 70.39 64.95 01/26/04 21:00:00.0 70.39 59.5 01/29/04 06:00:00.0 70.05 61.85 01/31/04 15:00:00.0 71.08 58.8 02/03/04 00:00:00.0 69.71 59.3
01/24/04 13:00:00.0 70.39 63.8 01/26/04 22:00:00.0 69.71 59.2 01/29/04 07:00:00.0 70.05 61.85 01/31/04 16:00:00.0 71.08 58.35 02/03/04 01:00:00.0 70.05 59.5
01/24/04 14:00:00.0 70.39 63.25 01/26/04 23:00:00.0 70.39 60.2 01/29/04 08:00:00.0 70.05 62.7 01/31/04 17:00:00.0 70.39 58.2 02/03/04 02:00:00.0 70.05 58.95
01/24/04 15:00:00.0 70.39 61.45 01/27/04 00:00:00.0 70.05 60.7 01/29/04 09:00:00.0 70.39 64.75 01/31/04 18:00:00.0 70.39 59.75 02/03/04 03:00:00.0 69.71 57.55
01/24/04 16:00:00.0 70.39 62.55 01/27/04 01:00:00.0 70.05 60.35 01/29/04 10:00:00.0 70.39 65.4 01/31/04 19:00:00.0 70.39 59.65 02/03/04 04:00:00.0 70.05 59.2
01/24/04 17:00:00.0 70.39 61.75 01/27/04 02:00:00.0 70.05 61.45 01/29/04 11:00:00.0 70.39 64.45 01/31/04 20:00:00.0 70.39 61.05 02/03/04 05:00:00.0 70.05 59.55
01/24/04 18:00:00.0 70.39 60.5 01/27/04 03:00:00.0 70.05 62 01/29/04 12:00:00.0 70.39 62.95 01/31/04 21:00:00.0 70.39 59.35 02/03/04 06:00:00.0 70.05 60.25
01/24/04 19:00:00.0 70.05 59.35 01/27/04 04:00:00.0 70.39 63.1 01/29/04 13:00:00.0 70.39 65.1 01/31/04 22:00:00.0 70.39 59 02/03/04 07:00:00.0 70.05 60.5
01/24/04 20:00:00.0 70.39 59.45 01/27/04 05:00:00.0 70.39 63.85 01/29/04 14:00:00.0 70.735 65.4 01/31/04 23:00:00.0 70.39 58.5 02/03/04 08:00:00.0 70.05 62.45
01/24/04 21:00:00.0 70.05 59.7 01/27/04 06:00:00.0 70.39 64.8 01/29/04 15:00:00.0 71.08 61.6 02/01/04 00:00:00.0 70.39 60.45 02/03/04 09:00:00.0 70.39 66.9
01/24/04 22:00:00.0 70.05 59.6 01/27/04 07:00:00.0 70.39 64.8 01/29/04 16:00:00.0 70.735 63.95 02/01/04 01:00:00.0 70.39 59.85 02/03/04 10:00:00.0 70.39 66.2
01/24/04 23:00:00.0 70.05 59.05 01/27/04 08:00:00.0 70.05 64.05 01/29/04 17:00:00.0 70.39 67.2 02/01/04 02:00:00.0 70.39 59.75 02/03/04 11:00:00.0 70.39 65.7
01/25/04 00:00:00.0 70.05 57.7 01/27/04 09:00:00.0 70.05 63.85 01/29/04 18:00:00.0 70.39 63.45 02/01/04 03:00:00.0 70.05 59.85 02/03/04 12:00:00.0 70.39 67.05
01/25/04 01:00:00.0 70.05 59.1 01/27/04 10:00:00.0 70.39 67.4 01/29/04 19:00:00.0 70.39 63.45 02/01/04 04:00:00.0 70.05 58.85 02/03/04 13:00:00.0 70.735 66.3
01/25/04 02:00:00.0 70.39 59.2 01/27/04 11:00:00.0 70.39 66.3 01/29/04 20:00:00.0 70.39 61.6 02/01/04 05:00:00.0 70.05 58.05 02/03/04 14:00:00.0 71.08 66.95
01/25/04 03:00:00.0 69.71 59.1 01/27/04 12:00:00.0 70.05 66.4 01/29/04 21:00:00.0 70.39 61.25 02/01/04 06:00:00.0 70.05 57.95 02/03/04 15:00:00.0 71.08 64.9
01/25/04 04:00:00.0 70.39 59.85 01/27/04 13:00:00.0 70.39 65.4 01/29/04 22:00:00.0 70.39 58.95 02/01/04 07:00:00.0 70.05 58.05 02/03/04 16:00:00.0 70.39 65.6
01/25/04 05:00:00.0 70.05 60.6 01/27/04 14:00:00.0 70.05 65.9 01/29/04 23:00:00.0 70.39 59.55 02/01/04 08:00:00.0 70.39 59.05 02/03/04 17:00:00.0 70.39 64.4
01/25/04 06:00:00.0 70.39 62.55 01/27/04 15:00:00.0 70.39 66.4 01/30/04 00:00:00.0 70.05 58.35 02/01/04 09:00:00.0 70.39 62.05 02/03/04 18:00:00.0 70.39 65.25
01/25/04 07:00:00.0 70.39 62.9 01/27/04 16:00:00.0 70.39 66.05 01/30/04 01:00:00.0 70.39 59.5 02/01/04 10:00:00.0 70.39 61.7 02/03/04 19:00:00.0 70.39 66.15
01/25/04 08:00:00.0 70.05 61.7 01/27/04 17:00:00.0 70.05 65.4 01/30/04 02:00:00.0 69.71 58.75 02/01/04 11:00:00.0 70.39 60.85 02/03/04 20:00:00.0 70.05 64.05
01/25/04 09:00:00.0 70.39 61.6 01/27/04 18:00:00.0 70.05 66.15 01/30/04 03:00:00.0 70.05 57.95 02/01/04 12:00:00.0 70.39 61.6 02/03/04 21:00:00.0 70.05 64.6
01/25/04 10:00:00.0 70.39 61.65 01/27/04 19:00:00.0 70.05 65.6 01/30/04 04:00:00.0 70.05 59.35 02/01/04 13:00:00.0 70.735 61.45 02/03/04 22:00:00.0 70.39 64.8
01/25/04 11:00:00.0 70.39 60.45 01/27/04 20:00:00.0 70.05 64.3 01/30/04 05:00:00.0 70.05 59.25 02/01/04 14:00:00.0 71.08 59.7 02/03/04 23:00:00.0 70.05 63.95
01/25/04 12:00:00.0 70.39 60.65 01/27/04 21:00:00.0 70.05 64.55 01/30/04 06:00:00.0 70.05 58.9 02/01/04 15:00:00.0 71.08 58.75 02/04/04 00:00:00.0 70.05 61.85
01/25/04 13:00:00.0 70.39 59.5 01/27/04 22:00:00.0 70.39 63.95 01/30/04 07:00:00.0 70.05 59.8 02/01/04 16:00:00.0 71.08 60.5 02/04/04 01:00:00.0 70.05 62.75
01/25/04 14:00:00.0 70.735 59.95 01/27/04 23:00:00.0 70.39 63.6 01/30/04 08:00:00.0 70.39 60.75 02/01/04 17:00:00.0 70.39 59.65 02/04/04 02:00:00.0 70.05 62.45
01/25/04 15:00:00.0 70.39 59.45 01/28/04 00:00:00.0 70.05 63 01/30/04 09:00:00.0 70.05 63.75 02/01/04 18:00:00.0 70.39 60.25 02/04/04 03:00:00.0 70.05 63.5
01/25/04 16:00:00.0 70.39 57.85 01/28/04 01:00:00.0 69.71 62 01/30/04 10:00:00.0 70.39 61.65 02/01/04 19:00:00.0 70.39 60.4 02/04/04 04:00:00.0 70.05 64.3
01/25/04 17:00:00.0 70.39 60 01/28/04 02:00:00.0 70.05 63 01/30/04 11:00:00.0 70.39 63.6 02/01/04 20:00:00.0 70.39 60.6 02/04/04 05:00:00.0 70.39 62.45
01/25/04 18:00:00.0 70.39 60.9 01/28/04 03:00:00.0 70.05 63.1 01/30/04 12:00:00.0 70.39 62.65 02/01/04 21:00:00.0 70.39 61 02/04/04 06:00:00.0 70.39 61.85
01/25/04 19:00:00.0 70.39 61.15 01/28/04 04:00:00.0 70.05 63.25 01/30/04 13:00:00.0 70.39 63.45 02/01/04 22:00:00.0 70.39 60.7 02/04/04 07:00:00.0 70.05 61.2
01/25/04 20:00:00.0 70.39 59.3 01/28/04 05:00:00.0 70.05 65.05 01/30/04 14:00:00.0 71.08 60.2 02/01/04 23:00:00.0 70.39 59.35 02/04/04 08:00:00.0 70.05 63.55
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
02/04/04 09:00:00.0 70.39 65.4 02/06/04 18:00:00.0 70.39 65.1 02/09/04 03:00:00.0 70.39 63.3 02/11/04 12:00:00.0 70.735 64.05 02/13/04 21:00:00.0 70.39 58.3
02/04/04 10:00:00.0 70.39 64.1 02/06/04 19:00:00.0 70.39 64.4 02/09/04 04:00:00.0 70.05 63 02/11/04 13:00:00.0 70.735 64.55 02/13/04 22:00:00.0 70.39 56.95
02/04/04 11:00:00.0 70.39 64.5 02/06/04 20:00:00.0 70.39 64.25 02/09/04 05:00:00.0 70.05 62.6 02/11/04 14:00:00.0 71.08 62.45 02/13/04 23:00:00.0 70.39 58.4
02/04/04 12:00:00.0 70.39 63.9 02/06/04 21:00:00.0 70.05 64.45 02/09/04 06:00:00.0 70.05 61.2 02/11/04 15:00:00.0 71.08 61.15 02/14/04 00:00:00.0 70.39 60.15
02/04/04 13:00:00.0 70.735 61.9 02/06/04 22:00:00.0 70.39 65.3 02/09/04 07:00:00.0 70.05 62.7 02/11/04 16:00:00.0 71.08 59.7 02/14/04 01:00:00.0 70.05 60.1
02/04/04 14:00:00.0 71.08 60.65 02/06/04 23:00:00.0 70.05 66.5 02/09/04 08:00:00.0 70.39 67.05 02/11/04 17:00:00.0 70.735 59.15 02/14/04 02:00:00.0 70.39 60.2
02/04/04 15:00:00.0 71.08 60.25 02/07/04 00:00:00.0 70.05 66.75 02/09/04 09:00:00.0 70.39 66.85 02/11/04 18:00:00.0 70.39 61.7 02/14/04 03:00:00.0 70.05 58.55
02/04/04 16:00:00.0 71.08 60.3 02/07/04 01:00:00.0 70.05 63.25 02/09/04 10:00:00.0 70.39 65.7 02/11/04 19:00:00.0 70.39 61.05 02/14/04 04:00:00.0 70.39 57.45
02/04/04 17:00:00.0 70.39 61.9 02/07/04 02:00:00.0 70.05 64.45 02/09/04 11:00:00.0 70.39 66.35 02/11/04 20:00:00.0 70.39 63.3 02/14/04 05:00:00.0 70.39 57
02/04/04 18:00:00.0 70.39 61.35 02/07/04 03:00:00.0 70.05 63.5 02/09/04 12:00:00.0 70.39 66.45 02/11/04 21:00:00.0 70.39 63.05 02/14/04 06:00:00.0 70.05 56.85
02/04/04 19:00:00.0 70.39 60.7 02/07/04 04:00:00.0 69.71 62.35 02/09/04 13:00:00.0 70.39 67.55 02/11/04 22:00:00.0 70.39 62.4 02/14/04 07:00:00.0 70.05 57.65
02/04/04 20:00:00.0 70.39 60.8 02/07/04 05:00:00.0 70.39 64.55 02/09/04 14:00:00.0 70.39 65.55 02/11/04 23:00:00.0 70.39 60.4 02/14/04 08:00:00.0 70.05 58.15
02/04/04 21:00:00.0 70.39 59.65 02/07/04 06:00:00.0 70.05 63.3 02/09/04 15:00:00.0 70.39 64.7 02/12/04 00:00:00.0 70.39 60.3 02/14/04 09:00:00.0 70.39 60.4
02/04/04 22:00:00.0 70.05 58.75 02/07/04 07:00:00.0 70.05 62.75 02/09/04 16:00:00.0 70.39 62.7 02/12/04 01:00:00.0 70.39 60.7 02/14/04 10:00:00.0 70.39 64.3
02/04/04 23:00:00.0 70.05 57.8 02/07/04 08:00:00.0 70.05 63.9 02/09/04 17:00:00.0 70.39 62.05 02/12/04 02:00:00.0 70.39 59.55 02/14/04 11:00:00.0 70.39 64
02/05/04 00:00:00.0 69.71 56.35 02/07/04 09:00:00.0 70.39 65.85 02/09/04 18:00:00.0 70.39 62.35 02/12/04 03:00:00.0 70.05 59.15 02/14/04 12:00:00.0 70.39 63.4
02/05/04 01:00:00.0 70.05 56.6 02/07/04 10:00:00.0 70.39 65.35 02/09/04 19:00:00.0 70.39 63.7 02/12/04 04:00:00.0 70.05 58.05 02/14/04 13:00:00.0 70.39 63.9
02/05/04 02:00:00.0 69.71 54.8 02/07/04 11:00:00.0 70.39 65.5 02/09/04 20:00:00.0 70.05 64.45 02/12/04 05:00:00.0 70.05 57.4 02/14/04 14:00:00.0 70.39 64.85
02/05/04 03:00:00.0 69.71 56.7 02/07/04 12:00:00.0 70.735 67.35 02/09/04 21:00:00.0 70.39 64.8 02/12/04 06:00:00.0 70.05 58.35 02/14/04 15:00:00.0 70.39 63.9
02/05/04 04:00:00.0 70.39 56.9 02/07/04 13:00:00.0 70.735 65.4 02/09/04 22:00:00.0 70.05 65 02/12/04 07:00:00.0 70.05 59.55 02/14/04 16:00:00.0 70.39 64.7
02/05/04 05:00:00.0 69.71 57.5 02/07/04 14:00:00.0 70.735 65.85 02/09/04 23:00:00.0 70.39 65.25 02/12/04 08:00:00.0 70.05 62 02/14/04 17:00:00.0 70.39 63.2
02/05/04 06:00:00.0 70.05 58.15 02/07/04 15:00:00.0 70.39 64.3 02/10/04 00:00:00.0 70.05 65.6 02/12/04 09:00:00.0 70.39 61.4 02/14/04 18:00:00.0 70.39 62.8
02/05/04 07:00:00.0 70.05 58.3 02/07/04 16:00:00.0 70.39 63.45 02/10/04 01:00:00.0 70.05 63.75 02/12/04 10:00:00.0 70.39 61.8 02/14/04 19:00:00.0 70.39 63.85
02/05/04 08:00:00.0 70.39 59.9 02/07/04 17:00:00.0 70.39 64.3 02/10/04 02:00:00.0 70.39 63.35 02/12/04 11:00:00.0 70.39 61.25 02/14/04 20:00:00.0 70.05 62.3
02/05/04 09:00:00.0 70.39 62.95 02/07/04 18:00:00.0 70.39 63.85 02/10/04 03:00:00.0 70.05 61.4 02/12/04 12:00:00.0 70.39 61.15 02/14/04 21:00:00.0 70.39 62.25
02/05/04 10:00:00.0 70.39 64.7 02/07/04 19:00:00.0 70.39 63.55 02/10/04 04:00:00.0 70.05 60.85 02/12/04 13:00:00.0 70.735 58.35 02/14/04 22:00:00.0 70.05 61.75
02/05/04 11:00:00.0 70.39 62.45 02/07/04 20:00:00.0 70.39 60.75 02/10/04 05:00:00.0 70.39 61.3 02/12/04 14:00:00.0 71.08 58.9 02/14/04 23:00:00.0 70.05 58.9
02/05/04 12:00:00.0 70.735 63.7 02/07/04 21:00:00.0 70.05 61.55 02/10/04 06:00:00.0 70.39 61.25 02/12/04 15:00:00.0 71.08 60.4 02/15/04 00:00:00.0 70.05 59.1
02/05/04 13:00:00.0 70.39 64.05 02/07/04 22:00:00.0 70.05 61.15 02/10/04 07:00:00.0 70.05 60.85 02/12/04 16:00:00.0 71.08 60.4 02/15/04 01:00:00.0 70.05 58.05
02/05/04 14:00:00.0 70.39 64 02/07/04 23:00:00.0 70.39 60.25 02/10/04 08:00:00.0 70.05 63.9 02/12/04 17:00:00.0 70.39 61.5 02/15/04 02:00:00.0 70.05 58.4
02/05/04 15:00:00.0 70.735 63.1 02/08/04 00:00:00.0 69.71 58.85 02/10/04 09:00:00.0 70.39 65 02/12/04 18:00:00.0 70.39 61.8 02/15/04 03:00:00.0 70.05 59.1
02/05/04 16:00:00.0 70.39 64.25 02/08/04 01:00:00.0 70.05 58.75 02/10/04 10:00:00.0 70.39 64.75 02/12/04 19:00:00.0 70.39 61.5 02/15/04 04:00:00.0 70.05 58.65
02/05/04 17:00:00.0 70.39 64.15 02/08/04 02:00:00.0 70.05 58.5 02/10/04 11:00:00.0 70.39 63.15 02/12/04 20:00:00.0 70.39 61.85 02/15/04 05:00:00.0 70.05 59.5
02/05/04 18:00:00.0 70.39 62.3 02/08/04 03:00:00.0 70.39 59.5 02/10/04 12:00:00.0 70.39 62.4 02/12/04 21:00:00.0 70.39 60.35 02/15/04 06:00:00.0 70.05 61.75
02/05/04 19:00:00.0 70.39 63.25 02/08/04 04:00:00.0 70.05 58.95 02/10/04 13:00:00.0 70.39 62.2 02/12/04 22:00:00.0 70.39 59.25 02/15/04 07:00:00.0 70.39 61.5
02/05/04 20:00:00.0 70.39 63.7 02/08/04 05:00:00.0 70.05 60.05 02/10/04 14:00:00.0 71.08 59.55 02/12/04 23:00:00.0 70.39 57.3 02/15/04 08:00:00.0 70.39 61.95
02/05/04 21:00:00.0 70.39 63.15 02/08/04 06:00:00.0 70.05 60.35 02/10/04 15:00:00.0 70.735 60.15 02/13/04 00:00:00.0 70.39 56.95 02/15/04 09:00:00.0 70.05 65.55
02/05/04 22:00:00.0 70.39 63.15 02/08/04 07:00:00.0 70.05 61 02/10/04 16:00:00.0 70.39 61 02/13/04 01:00:00.0 70.39 57.55 02/15/04 10:00:00.0 70.05 66.45
02/05/04 23:00:00.0 70.05 60.3 02/08/04 08:00:00.0 70.05 61.9 02/10/04 17:00:00.0 70.39 62.45 02/13/04 02:00:00.0 70.39 57 02/15/04 11:00:00.0 70.39 65.8
02/06/04 00:00:00.0 70.05 61.05 02/08/04 09:00:00.0 70.05 63.75 02/10/04 18:00:00.0 70.39 63.7 02/13/04 03:00:00.0 70.39 57.1 02/15/04 12:00:00.0 70.39 63.05
02/06/04 01:00:00.0 70.05 61.3 02/08/04 10:00:00.0 70.39 66 02/10/04 19:00:00.0 70.39 61.1 02/13/04 04:00:00.0 69.71 57.3 02/15/04 13:00:00.0 70.39 62
02/06/04 02:00:00.0 70.05 61.3 02/08/04 11:00:00.0 70.39 66.15 02/10/04 20:00:00.0 70.39 63.3 02/13/04 05:00:00.0 70.05 57.6 02/15/04 14:00:00.0 70.39 62.5
02/06/04 03:00:00.0 70.05 59.55 02/08/04 12:00:00.0 70.39 66.35 02/10/04 21:00:00.0 70.39 62.45 02/13/04 06:00:00.0 70.39 58.15 02/15/04 15:00:00.0 70.39 64.4
02/06/04 04:00:00.0 70.39 61.3 02/08/04 13:00:00.0 70.39 64.95 02/10/04 22:00:00.0 70.39 62.95 02/13/04 07:00:00.0 70.05 58.7 02/15/04 16:00:00.0 70.39 64.55
02/06/04 05:00:00.0 70.05 62.75 02/08/04 14:00:00.0 70.39 64.55 02/10/04 23:00:00.0 70.05 61.75 02/13/04 08:00:00.0 70.39 60 02/15/04 17:00:00.0 70.39 62.1
02/06/04 06:00:00.0 70.05 62.5 02/08/04 15:00:00.0 71.08 65.2 02/11/04 00:00:00.0 70.39 61.35 02/13/04 09:00:00.0 70.39 60.8 02/15/04 18:00:00.0 70.39 61.85
02/06/04 07:00:00.0 70.39 63.7 02/08/04 16:00:00.0 70.39 64 02/11/04 01:00:00.0 70.05 59.45 02/13/04 10:00:00.0 70.39 60.15 02/15/04 19:00:00.0 70.05 61.85
02/06/04 08:00:00.0 70.39 65.25 02/08/04 17:00:00.0 70.39 64.4 02/11/04 02:00:00.0 70.05 59.2 02/13/04 11:00:00.0 70.39 60.25 02/15/04 20:00:00.0 70.39 63.85
02/06/04 09:00:00.0 70.39 62.95 02/08/04 18:00:00.0 70.39 66.4 02/11/04 03:00:00.0 70.05 58.55 02/13/04 12:00:00.0 70.39 58.3 02/15/04 21:00:00.0 70.39 65
02/06/04 10:00:00.0 70.39 62.8 02/08/04 19:00:00.0 70.39 65.7 02/11/04 04:00:00.0 70.05 58.5 02/13/04 13:00:00.0 70.735 58.55 02/15/04 22:00:00.0 70.39 63.3
02/06/04 11:00:00.0 70.39 64.1 02/08/04 20:00:00.0 70.39 64.4 02/11/04 05:00:00.0 69.71 57.4 02/13/04 14:00:00.0 71.08 59.4 02/15/04 23:00:00.0 70.05 62.1
02/06/04 12:00:00.0 70.39 64.7 02/08/04 21:00:00.0 70.39 63.75 02/11/04 06:00:00.0 70.05 58.55 02/13/04 15:00:00.0 71.08 58.75 02/16/04 00:00:00.0 70.39 60.85
02/06/04 13:00:00.0 70.735 66.45 02/08/04 22:00:00.0 70.39 62.35 02/11/04 07:00:00.0 70.05 59.25 02/13/04 16:00:00.0 71.08 60.6 02/16/04 01:00:00.0 70.05 59.6
02/06/04 14:00:00.0 70.735 67.15 02/08/04 23:00:00.0 70.39 62.45 02/11/04 08:00:00.0 70.39 59.35 02/13/04 17:00:00.0 71.08 58.9 02/16/04 02:00:00.0 70.39 59.45
02/06/04 15:00:00.0 70.735 67.65 02/09/04 00:00:00.0 70.05 61.3 02/11/04 09:00:00.0 70.39 61.6 02/13/04 18:00:00.0 70.39 59.85 02/16/04 03:00:00.0 70.05 59.15
02/06/04 16:00:00.0 70.39 65.4 02/09/04 01:00:00.0 70.39 63.35 02/11/04 10:00:00.0 70.39 62.25 02/13/04 19:00:00.0 70.39 60 02/16/04 04:00:00.0 70.05 60.1
02/06/04 17:00:00.0 70.39 66.95 02/09/04 02:00:00.0 70.05 62.5 02/11/04 11:00:00.0 70.39 61.8 02/13/04 20:00:00.0 70.39 59.65 02/16/04 05:00:00.0 70.05 61.4
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
02/16/04 06:00:00.0 70.39 62.7 02/18/04 15:00:00.0 70.39 64.85 02/21/04 00:00:00.0 70.39 64.8 02/23/04 09:00:00.0 70.39 64.25 02/25/04 20:00:00.0 71.08 67.9
02/16/04 07:00:00.0 70.05 63.3 02/18/04 16:00:00.0 70.39 62.65 02/21/04 01:00:00.0 70.39 62.65 02/23/04 10:00:00.0 70.05 63.75 02/25/04 21:00:00.0 70.39 65.2
02/16/04 08:00:00.0 70.39 65.65 02/18/04 17:00:00.0 70.39 61.65 02/21/04 02:00:00.0 70.05 59.8 02/23/04 11:00:00.0 70.39 65.9 02/25/04 22:00:00.0 70.39 66.5
02/16/04 09:00:00.0 70.39 63.1 02/18/04 18:00:00.0 70.39 62.7 02/21/04 03:00:00.0 70.39 59.8 02/23/04 12:00:00.0 70.39 65.85 02/25/04 23:00:00.0 70.39 64.8
02/16/04 10:00:00.0 70.39 62.6 02/18/04 19:00:00.0 70.05 61.65 02/21/04 04:00:00.0 70.05 61.15 02/23/04 13:00:00.0 70.39 67.4 02/26/04 00:00:00.0 70.39 64
02/16/04 11:00:00.0 70.39 62.45 02/18/04 20:00:00.0 70.39 60.55 02/21/04 05:00:00.0 70.39 60 02/23/04 14:00:00.0 70.39 67.55 02/26/04 01:00:00.0 70.39 65.6
02/16/04 12:00:00.0 70.39 61.3 02/18/04 21:00:00.0 70.39 60.45 02/21/04 06:00:00.0 70.05 60.25 02/23/04 15:00:00.0 70.39 66.25 02/26/04 02:00:00.0 70.39 65.2
02/16/04 13:00:00.0 70.39 62.1 02/18/04 22:00:00.0 70.39 61.3 02/21/04 07:00:00.0 70.05 61.1 02/23/04 16:00:00.0 70.39 66.4 02/26/04 03:00:00.0 70.39 66.1
02/16/04 14:00:00.0 71.08 65.55 02/18/04 23:00:00.0 70.05 61 02/21/04 08:00:00.0 70.39 60.9 02/23/04 17:00:00.0 70.39 64.3 02/26/04 04:00:00.0 70.39 63.6
02/16/04 15:00:00.0 71.08 63.5 02/19/04 00:00:00.0 70.05 60.3 02/21/04 09:00:00.0 70.39 64.05 02/23/04 18:00:00.0 70.05 62.45 02/26/04 05:00:00.0 70.39 64
02/16/04 16:00:00.0 71.08 63.4 02/19/04 01:00:00.0 70.39 59.7 02/21/04 10:00:00.0 70.05 64.85 02/23/04 19:00:00.0 70.05 63.1 02/26/04 06:00:00.0 70.39 65.2
02/16/04 17:00:00.0 70.735 65 02/19/04 02:00:00.0 70.39 60.8 02/21/04 11:00:00.0 70.39 64.2 02/23/04 20:00:00.0 70.05 61.9 02/26/04 07:00:00.0 70.39 68
02/16/04 18:00:00.0 70.39 63.85 02/19/04 03:00:00.0 70.05 61.55 02/21/04 12:00:00.0 70.05 64.75 02/23/04 21:00:00.0 70.39 61.7 02/26/04 08:00:00.0 70.39 67
02/16/04 19:00:00.0 70.39 64.25 02/19/04 04:00:00.0 70.05 62.75 02/21/04 13:00:00.0 70.05 64.2 02/23/04 22:00:00.0 70.05 60.6 02/26/04 09:00:00.0 70.39 67.5
02/16/04 20:00:00.0 70.39 62.7 02/19/04 05:00:00.0 70.39 61.15 02/21/04 14:00:00.0 70.05 62.8 02/23/04 23:00:00.0 70.05 60.4 02/26/04 10:00:00.0 71.08 70.8
02/16/04 21:00:00.0 70.39 65.05 02/19/04 06:00:00.0 70.05 61.2 02/21/04 15:00:00.0 70.39 63.6 02/24/04 00:00:00.0 70.05 58.65 02/26/04 11:00:00.0 71.08 67.4
02/16/04 22:00:00.0 70.39 62.95 02/19/04 07:00:00.0 70.39 61.8 02/21/04 16:00:00.0 70.39 63.1 02/24/04 01:00:00.0 69.71 59.45 02/26/04 12:00:00.0 71.08 69
02/16/04 23:00:00.0 70.39 61.5 02/19/04 08:00:00.0 70.39 61.6 02/21/04 17:00:00.0 70.05 64.5 02/24/04 02:00:00.0 70.05 59.8 02/26/04 13:00:00.0 71.08 69
02/17/04 00:00:00.0 70.39 63.85 02/19/04 09:00:00.0 70.39 63.8 02/21/04 18:00:00.0 70.39 63.85 02/24/04 03:00:00.0 70.05 59.95 02/26/04 14:00:00.0 71.08 68.4
02/17/04 01:00:00.0 70.39 61.15 02/19/04 10:00:00.0 70.39 64.25 02/21/04 19:00:00.0 70.05 63.15 02/24/04 04:00:00.0 70.05 59.95 02/26/04 15:00:00.0 71.08 68.4
02/17/04 02:00:00.0 70.05 62.6 02/19/04 11:00:00.0 70.39 66.3 02/21/04 20:00:00.0 70.05 61.85 02/24/04 05:00:00.0 70.05 61.15 02/26/04 16:00:00.0 71.08 66
02/17/04 03:00:00.0 70.05 62.5 02/19/04 12:00:00.0 70.735 65.25 02/21/04 21:00:00.0 70.39 61.75 02/24/04 06:00:00.0 70.39 61.8 02/26/04 17:00:00.0 71.08 67.4
02/17/04 04:00:00.0 70.05 61.55 02/19/04 13:00:00.0 70.39 65.25 02/21/04 22:00:00.0 70.05 62.1 02/24/04 07:00:00.0 70.39 62.25 02/26/04 18:00:00.0 71.08 66.5
02/17/04 05:00:00.0 70.39 64.85 02/19/04 14:00:00.0 70.735 64.8 02/21/04 23:00:00.0 69.71 60.55 02/24/04 08:00:00.0 70.39 63.2 02/26/04 19:00:00.0 70.39 66.1
02/17/04 06:00:00.0 70.39 66.7 02/19/04 15:00:00.0 70.39 64.8 02/22/04 00:00:00.0 69.71 60.65 02/24/04 09:00:00.0 70.39 64.45 02/26/04 20:00:00.0 70.39 66.5
02/17/04 07:00:00.0 70.39 64.45 02/19/04 16:00:00.0 70.39 62.1 02/22/04 01:00:00.0 70.05 60.55 02/24/04 10:00:00.0 70.39 72.2 02/26/04 21:00:00.0 70.39 65.6
02/17/04 08:00:00.0 70.39 67.4 02/19/04 17:00:00.0 70.39 62.55 02/22/04 02:00:00.0 70.05 61.5 02/24/04 11:00:00.0 71.08 71.4 02/26/04 22:00:00.0 70.39 64.4
02/17/04 09:00:00.0 70.39 65.8 02/19/04 18:00:00.0 70.39 62.3 02/22/04 03:00:00.0 70.39 61.7 02/24/04 12:00:00.0 70.39 67 02/26/04 23:00:00.0 70.39 65.6
02/17/04 10:00:00.0 70.39 66.1 02/19/04 19:00:00.0 70.39 64 02/22/04 04:00:00.0 70.05 61.55 02/24/04 13:00:00.0 71.08 69.6 02/27/04 00:00:00.0 70.39 65.6
02/17/04 11:00:00.0 70.39 65.1 02/19/04 20:00:00.0 70.39 65.2 02/22/04 05:00:00.0 70.05 60.9 02/24/04 14:00:00.0 70.39 65.6 02/27/04 01:00:00.0 70.39 68
02/17/04 12:00:00.0 70.39 65 02/19/04 21:00:00.0 70.05 65.75 02/22/04 06:00:00.0 70.39 62.7 02/24/04 15:00:00.0 71.08 62.8 02/27/04 02:00:00.0 70.39 65.2
02/17/04 13:00:00.0 70.735 64.05 02/19/04 22:00:00.0 70.39 64.25 02/22/04 07:00:00.0 70.05 62.35 02/24/04 16:00:00.0 71.77 62.9 02/27/04 03:00:00.0 70.39 66.5
02/17/04 14:00:00.0 71.08 63.4 02/19/04 23:00:00.0 70.05 62.45 02/22/04 08:00:00.0 70.39 64 02/24/04 17:00:00.0 71.08 61.95 02/27/04 04:00:00.0 70.39 67.5
02/17/04 15:00:00.0 71.08 61.4 02/20/04 00:00:00.0 70.39 60.5 02/22/04 09:00:00.0 70.05 63.9 02/24/04 18:00:00.0 71.08 63 02/27/04 05:00:00.0 70.39 64.4
02/17/04 16:00:00.0 71.08 60 02/20/04 01:00:00.0 70.05 60.25 02/22/04 10:00:00.0 70.05 64.85 02/24/04 19:00:00.0 71.08 64.6 02/27/04 06:00:00.0 70.39 66.5
02/17/04 17:00:00.0 70.735 60.35 02/20/04 02:00:00.0 70.05 60 02/22/04 11:00:00.0 70.05 66.6 02/24/04 20:00:00.0 71.08 64.35 02/27/04 07:00:00.0 70.39 65.2
02/17/04 18:00:00.0 70.39 61.65 02/20/04 03:00:00.0 70.39 58.95 02/22/04 12:00:00.0 69.71 59.8 02/24/04 21:00:00.0 71.08 63.6 02/27/04 08:00:00.0 71.08 69
02/17/04 19:00:00.0 70.39 60.25 02/20/04 04:00:00.0 70.05 59.4 02/22/04 13:00:00.0 69.71 58.5 02/24/04 22:00:00.0 71.08 62.45 02/27/04 09:00:00.0 71.08 69
02/17/04 20:00:00.0 70.39 59.55 02/20/04 05:00:00.0 70.05 58.95 02/22/04 14:00:00.0 70.39 59.2 02/24/04 23:00:00.0 71.08 62.1 02/27/04 10:00:00.0 70.39 67
02/17/04 21:00:00.0 70.39 59.2 02/20/04 06:00:00.0 70.05 60.1 02/22/04 15:00:00.0 70.39 62.95 02/25/04 00:00:00.0 71.08 62.45 02/27/04 11:00:00.0 71.08 66
02/17/04 22:00:00.0 70.39 58.8 02/20/04 07:00:00.0 70.05 60.15 02/22/04 16:00:00.0 70.735 61.2 02/25/04 01:00:00.0 71.08 62.5 02/27/04 12:00:00.0 71.08 65.1
02/17/04 23:00:00.0 70.39 57.65 02/20/04 08:00:00.0 70.05 62.35 02/22/04 17:00:00.0 70.39 61.05 02/25/04 02:00:00.0 71.08 61.6 02/27/04 13:00:00.0 71.08 65.1
02/18/04 00:00:00.0 70.05 57.15 02/20/04 09:00:00.0 70.39 64 02/22/04 18:00:00.0 70.39 62.55 02/25/04 03:00:00.0 71.08 61.65 02/27/04 14:00:00.0 71.08 63.9
02/18/04 01:00:00.0 70.05 56.85 02/20/04 10:00:00.0 70.735 65.25 02/22/04 19:00:00.0 70.39 63.05 02/25/04 04:00:00.0 71.08 63.15 02/27/04 15:00:00.0 71.08 61.8
02/18/04 02:00:00.0 70.39 57.05 02/20/04 11:00:00.0 70.735 67.9 02/22/04 20:00:00.0 70.05 61.55 02/25/04 05:00:00.0 71.08 61.8 02/27/04 16:00:00.0 71.08 59.9
02/18/04 03:00:00.0 70.05 57.35 02/20/04 12:00:00.0 70.735 67 02/22/04 21:00:00.0 70.39 61.25 02/25/04 06:00:00.0 70.74 61.9 02/27/04 17:00:00.0 71.08 59.9
02/18/04 04:00:00.0 69.71 57.15 02/20/04 13:00:00.0 70.735 67.15 02/22/04 22:00:00.0 70.05 59.7 02/25/04 07:00:00.0 71.08 62.65 02/27/04 18:00:00.0 71.08 64.3
02/18/04 05:00:00.0 70.05 58.35 02/20/04 14:00:00.0 70.735 66.5 02/22/04 23:00:00.0 70.39 60.1 02/25/04 08:00:00.0 71.08 63.2 02/27/04 19:00:00.0 71.08 62.8
02/18/04 06:00:00.0 69.71 58.4 02/20/04 15:00:00.0 71.08 62.8 02/23/04 00:00:00.0 70.05 59.55 02/25/04 09:00:00.0 71.08 65.35 02/27/04 20:00:00.0 71.08 62.1
02/18/04 07:00:00.0 70.39 59.15 02/20/04 16:00:00.0 70.735 64.35 02/23/04 01:00:00.0 70.05 58.9 02/25/04 10:00:00.0 71.08 67.3 02/27/04 21:00:00.0 71.08 61.5
02/18/04 08:00:00.0 70.39 59.8 02/20/04 17:00:00.0 70.39 65.55 02/23/04 02:00:00.0 70.05 59.7 02/25/04 11:00:00.0 70.39 69.6 02/27/04 22:00:00.0 71.08 61.5
02/18/04 09:00:00.0 70.39 61.7 02/20/04 18:00:00.0 70.39 64.8 02/23/04 03:00:00.0 69.71 60.25 02/25/04 12:00:00.0 71.08 69.6 02/27/04 23:00:00.0 71.08 61.1
02/18/04 10:00:00.0 70.39 62 02/20/04 19:00:00.0 70.39 62.45 02/23/04 04:00:00.0 70.05 60.7 02/25/04 15:00:00.0 71.08 66.5 02/28/04 00:00:00.0 70.39 60.3
02/18/04 11:00:00.0 70.39 64.65 02/20/04 20:00:00.0 70.39 63.6 02/23/04 05:00:00.0 70.05 62.05 02/25/04 16:00:00.0 71.08 66.5 02/28/04 01:00:00.0 70.39 60.6
02/18/04 12:00:00.0 70.39 64.55 02/20/04 21:00:00.0 70.39 65.1 02/23/04 06:00:00.0 70.05 62.55 02/25/04 17:00:00.0 71.08 66.9 02/28/04 02:00:00.0 70.39 59.4
02/18/04 13:00:00.0 70.39 63.85 02/20/04 22:00:00.0 70.39 65.4 02/23/04 07:00:00.0 70.05 62.55 02/25/04 18:00:00.0 70.39 68.5 02/28/04 03:00:00.0 70.39 61.2
02/18/04 14:00:00.0 70.39 64.15 02/20/04 23:00:00.0 70.39 66 02/23/04 08:00:00.0 70.05 61.9 02/25/04 19:00:00.0 71.08 69.6 02/28/04 04:00:00.0 70.39 60.3
101
        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
02/28/04 05:00:00.0 70.39 60.6 03/01/04 14:00:00.0 70.39 64.4 03/04/04 00:00:00.0 70.39 60.25 03/06/04 09:00:00.0 70.39 57.6 03/08/04 18:00:00.0 70.735 59.95
02/28/04 06:00:00.0 70.39 60.3 03/01/04 15:00:00.0 71.08 66 03/04/04 01:00:00.0 70.39 60.15 03/06/04 10:00:00.0 70.39 60.6 03/08/04 19:00:00.0 70.735 57.8
02/28/04 07:00:00.0 70.39 60.6 03/01/04 16:00:00.0 71.08 66.9 03/04/04 02:00:00.0 70.05 60.1 03/06/04 11:00:00.0 71.08 63.75 03/08/04 20:00:00.0 70.735 57.6
02/28/04 08:00:00.0 70.39 61.5 03/01/04 17:00:00.0 71.08 66.9 03/04/04 03:00:00.0 70.39 60.45 03/06/04 12:00:00.0 71.08 63.95 03/08/04 21:00:00.0 70.735 58.4
02/28/04 09:00:00.0 70.39 63.6 03/01/04 18:00:00.0 70.39 65.2 03/04/04 04:00:00.0 70.39 62.05 03/06/04 13:00:00.0 71.08 64.2 03/08/04 22:00:00.0 70.735 57.5
02/28/04 10:00:00.0 71.08 64.7 03/01/04 19:00:00.0 70.39 64.4 03/04/04 05:00:00.0 70.05 60.85 03/06/04 14:00:00.0 71.425 64.6 03/08/04 23:00:00.0 70.735 57.25
02/28/04 11:00:00.0 71.08 66.9 03/01/04 20:00:00.0 70.39 65.2 03/04/04 06:00:00.0 70.05 61.4 03/06/04 15:00:00.0 71.425 64.15 03/09/04 00:00:00.0 70.735 56.75
02/28/04 12:00:00.0 71.08 66.5 03/01/04 21:00:00.0 70.39 64 03/04/04 07:00:00.0 70.735 61.95 03/06/04 16:00:00.0 71.425 61.95 03/09/04 01:00:00.0 70.39 58.6
02/28/04 13:00:00.0 71.08 67.9 03/01/04 22:00:00.0 70.39 62.9 03/04/04 08:00:00.0 70.735 59.25 03/06/04 17:00:00.0 71.425 63.2 03/09/04 02:00:00.0 70.05 57.1
02/28/04 14:00:00.0 71.08 66.5 03/01/04 23:00:00.0 70.39 61.2 03/04/04 09:00:00.0 70.735 59.6 03/06/04 18:00:00.0 71.08 62.7 03/09/04 03:00:00.0 69.71 54.2
02/28/04 15:00:00.0 71.08 63.2 03/02/04 00:00:00.0 70.39 62.9 03/04/04 10:00:00.0 70.735 62.05 03/06/04 19:00:00.0 70.735 60.65 03/09/04 04:00:00.0 69.71 55.6
02/28/04 16:00:00.0 71.08 65.1 03/02/04 01:00:00.0 70.39 61.9 03/04/04 11:00:00.0 70.735 63.15 03/06/04 20:00:00.0 70.735 60.15 03/09/04 05:00:00.0 69.71 55.6
02/28/04 17:00:00.0 71.08 63.9 03/02/04 02:00:00.0 70.39 61.9 03/04/04 12:00:00.0 70.735 61.45 03/06/04 21:00:00.0 70.735 59.3 03/09/04 06:00:00.0 70.05 59.25
02/28/04 18:00:00.0 71.08 63.5 03/02/04 03:00:00.0 70.39 66.1 03/04/04 13:00:00.0 70.735 62.3 03/06/04 22:00:00.0 70.735 59.35 03/09/04 07:00:00.0 70.395 60.85
02/28/04 19:00:00.0 71.08 63.2 03/02/04 04:00:00.0 70.39 67 03/04/04 14:00:00.0 71.08 60.1 03/06/04 23:00:00.0 70.735 59.2 03/09/04 08:00:00.0 71.08 62.4
02/28/04 20:00:00.0 71.08 63.9 03/02/04 05:00:00.0 70.39 68 03/04/04 15:00:00.0 71.08 61.55 03/07/04 00:00:00.0 70.735 58.55 03/09/04 09:00:00.0 71.08 64.5
02/28/04 21:00:00.0 71.08 62.5 03/02/04 06:00:00.0 70.39 66.5 03/04/04 16:00:00.0 71.08 61.4 03/07/04 01:00:00.0 70.735 58.85 03/09/04 10:00:00.0 71.08 64.95
02/28/04 22:00:00.0 71.08 62.8 03/02/04 07:00:00.0 70.39 68.5 03/04/04 17:00:00.0 70.735 61.1 03/07/04 02:00:00.0 70.39 58.4 03/09/04 11:00:00.0 71.08 67.05
02/28/04 23:00:00.0 70.39 62.2 03/02/04 08:00:00.0 70.39 68.5 03/04/04 18:00:00.0 70.735 60.9 03/07/04 03:00:00.0 70.05 59.35 03/09/04 12:00:00.0 71.08 67.55
02/29/04 00:00:00.0 70.39 62.2 03/02/04 10:00:00.0 70.39 68 03/04/04 19:00:00.0 70.735 59.5 03/07/04 04:00:00.0 70.39 59.05 03/09/04 13:00:00.0 71.08 67.3
02/29/04 01:00:00.0 70.39 61.2 03/02/04 11:00:00.0 70.39 69.6 03/04/04 20:00:00.0 70.735 59.6 03/07/04 05:00:00.0 70.05 58.8 03/09/04 14:00:00.0 71.425 67.65
02/29/04 02:00:00.0 70.39 61.5 03/02/04 12:00:00.0 70.39 67.5 03/04/04 21:00:00.0 70.735 60.2 03/07/04 06:00:00.0 70.05 59.7 03/09/04 15:00:00.0 71.425 66.35
02/29/04 03:00:00.0 70.39 60.9 03/02/04 13:00:00.0 70.39 66.5 03/04/04 22:00:00.0 70.735 60.1 03/07/04 07:00:00.0 70.735 64.95 03/09/04 16:00:00.0 71.425 63.45
02/29/04 04:00:00.0 70.39 60.6 03/02/04 14:00:00.0 70.39 67 03/04/04 23:00:00.0 70.39 59.25 03/07/04 08:00:00.0 70.735 63.7 03/09/04 17:00:00.0 71.425 61.75
02/29/04 05:00:00.0 70.39 61.2 03/02/04 15:00:00.0 70.39 65.2 03/05/04 00:00:00.0 70.39 59.5 03/07/04 09:00:00.0 71.08 63.4 03/09/04 18:00:00.0 71.08 61.65
02/29/04 06:00:00.0 70.39 63.3 03/02/04 16:00:00.0 71.08 66 03/05/04 01:00:00.0 70.735 60.55 03/07/04 10:00:00.0 70.735 62.85 03/09/04 19:00:00.0 70.735 61.1
02/29/04 07:00:00.0 70.39 62.9 03/02/04 17:00:00.0 70.39 66.5 03/05/04 02:00:00.0 70.39 59.85 03/07/04 11:00:00.0 71.08 62.95 03/09/04 20:00:00.0 70.735 60.45
02/29/04 08:00:00.0 70.39 69.1 03/02/04 18:00:00.0 70.39 65.2 03/05/04 03:00:00.0 70.05 59.2 03/07/04 12:00:00.0 71.08 63.95 03/09/04 21:00:00.0 70.735 60.75
02/29/04 09:00:00.0 70.39 71.5 03/02/04 19:00:00.0 70.39 66.1 03/05/04 04:00:00.0 70.39 59.5 03/07/04 13:00:00.0 71.08 64.2 03/09/04 22:00:00.0 70.735 60.25
02/29/04 10:00:00.0 70.39 74.4 03/02/04 20:00:00.0 70.39 67.5 03/05/04 05:00:00.0 70.05 59.05 03/07/04 14:00:00.0 71.425 65 03/09/04 23:00:00.0 70.735 61.1
02/29/04 11:00:00.0 70.39 69.1 03/02/04 21:00:00.0 70.39 64 03/05/04 06:00:00.0 70.05 58.5 03/07/04 15:00:00.0 71.425 64.1 03/10/04 00:00:00.0 70.735 60.25
02/29/04 12:00:00.0 70.39 69.1 03/02/04 22:00:00.0 70.39 64.8 03/05/04 07:00:00.0 70.395 62.3 03/07/04 16:00:00.0 71.425 63.2 03/10/04 01:00:00.0 70.735 59.8
02/29/04 13:00:00.0 70.39 66.1 03/02/04 23:00:00.0 70.39 64.8 03/05/04 08:00:00.0 70.735 63 03/07/04 17:00:00.0 71.425 62 03/10/04 02:00:00.0 70.735 59
02/29/04 14:00:00.0 70.39 65.2 03/03/04 00:00:00.0 70.39 65.6 03/05/04 09:00:00.0 70.735 60.95 03/07/04 18:00:00.0 70.735 61.9 03/10/04 03:00:00.0 70.735 59.15
02/29/04 15:00:00.0 70.39 68 03/03/04 01:00:00.0 70.39 65.6 03/05/04 10:00:00.0 70.735 63.25 03/07/04 19:00:00.0 70.735 59.95 03/10/04 04:00:00.0 70.395 58
02/29/04 16:00:00.0 70.39 68.5 03/03/04 02:00:00.0 70.39 67.5 03/05/04 11:00:00.0 70.735 60.5 03/07/04 20:00:00.0 70.735 59.1 03/10/04 05:00:00.0 70.39 58.35
02/29/04 17:00:00.0 70.39 66.1 03/03/04 03:00:00.0 70.39 64.8 03/05/04 12:00:00.0 70.735 59.1 03/07/04 21:00:00.0 70.735 57.65 03/10/04 06:00:00.0 70.39 62.1
02/29/04 18:00:00.0 71.425 66.15 03/03/04 04:00:00.0 70.39 66.1 03/05/04 13:00:00.0 71.08 62 03/07/04 22:00:00.0 70.735 57.65 03/10/04 07:00:00.0 70.39 55.3
02/29/04 19:00:00.0 71.425 66.7 03/03/04 05:00:00.0 70.39 64.8 03/05/04 14:00:00.0 71.425 62.6 03/07/04 23:00:00.0 71.08 58.3 03/10/04 08:00:00.0 70.39 56.9
02/29/04 20:00:00.0 71.425 65.4 03/03/04 06:00:00.0 70.39 65.6 03/05/04 15:00:00.0 71.425 60.9 03/08/04 00:00:00.0 70.735 55.85 03/10/04 09:00:00.0 70.39 56.9
02/29/04 21:00:00.0 71.425 66.15 03/03/04 07:00:00.0 70.39 66.5 03/05/04 16:00:00.0 71.425 60.7 03/08/04 01:00:00.0 69.71 55.2 03/10/04 10:00:00.0 70.39 59.2
02/29/04 22:00:00.0 70.39 69.1 03/03/04 08:00:00.0 70.39 68 03/05/04 17:00:00.0 71.425 61.95 03/08/04 02:00:00.0 69.71 54.4 03/10/04 11:00:00.0 70.39 60
02/29/04 23:00:00.0 70.39 69.6 03/03/04 09:00:00.0 71.08 63.9 03/05/04 18:00:00.0 70.735 59.6 03/08/04 03:00:00.0 69.71 55.4 03/10/04 12:00:00.0 70.39 60
03/01/04 00:00:00.0 70.39 66.5 03/03/04 10:00:00.0 70.39 66.1 03/05/04 19:00:00.0 70.735 59.35 03/08/04 04:00:00.0 70.39 55.1 03/10/04 13:00:00.0 71.08 60.8
03/01/04 01:00:00.0 70.39 68 03/03/04 11:00:00.0 70.39 67.5 03/05/04 20:00:00.0 70.735 58 03/08/04 05:00:00.0 69.71 54.8 03/10/04 14:00:00.0 71.08 58.8
03/01/04 02:00:00.0 71.425 66.15 03/03/04 12:00:00.0 71.08 67.4 03/05/04 21:00:00.0 70.735 58.05 03/08/04 06:00:00.0 70.39 59.9 03/10/04 15:00:00.0 71.08 63.95
03/01/04 03:00:00.0 71.425 65.9 03/03/04 13:00:00.0 71.08 66.5 03/05/04 22:00:00.0 70.735 57.95 03/08/04 07:00:00.0 70.74 60.6 03/10/04 16:00:00.0 71.08 58
03/01/04 04:00:00.0 71.425 64.95 03/03/04 14:00:00.0 71.08 72.1 03/05/04 23:00:00.0 70.735 59.95 03/08/04 08:00:00.0 70.735 60.3 03/10/04 17:00:00.0 70.39 58.9
03/01/04 05:00:00.0 71.425 64.1 03/03/04 15:00:00.0 71.08 67.4 03/06/04 00:00:00.0 70.735 60.2 03/08/04 09:00:00.0 71.08 62.4 03/10/04 18:00:00.0 70.39 58.1
03/01/04 06:00:00.0 71.425 64.1 03/03/04 16:00:00.0 71.08 66.9 03/06/04 01:00:00.0 70.735 60.6 03/08/04 10:00:00.0 71.08 62.5 03/10/04 19:00:00.0 70.735 62.7
03/01/04 07:00:00.0 71.425 64.1 03/03/04 17:00:00.0 71.08 68.4 03/06/04 02:00:00.0 70.735 61.25 03/08/04 11:00:00.0 71.08 63.35 03/10/04 20:00:00.0 70.735 61.2
03/01/04 08:00:00.0 71.425 63.95 03/03/04 18:00:00.0 71.08 65.1 03/06/04 03:00:00.0 70.39 59.3 03/08/04 12:00:00.0 71.08 63.9 03/10/04 21:00:00.0 70.735 62.65
03/01/04 09:00:00.0 71.77 64.5 03/03/04 19:00:00.0 70.735 59.6 03/06/04 04:00:00.0 70.05 58.45 03/08/04 13:00:00.0 71.08 63.3 03/10/04 22:00:00.0 70.735 61.1
03/01/04 10:00:00.0 71.77 64.95 03/03/04 20:00:00.0 70.39 59 03/06/04 05:00:00.0 70.05 57.95 03/08/04 14:00:00.0 71.425 62.2 03/10/04 23:00:00.0 70.735 61
03/01/04 11:00:00.0 71.425 63.3 03/03/04 21:00:00.0 70.735 59.95 03/06/04 06:00:00.0 70.39 57.8 03/08/04 15:00:00.0 71.425 61.7 03/11/04 00:00:00.0 70.735 60.75
03/01/04 12:00:00.0 71.08 62.8 03/03/04 22:00:00.0 70.39 59.65 03/06/04 07:00:00.0 70.735 60.45 03/08/04 16:00:00.0 71.425 58.85 03/11/04 01:00:00.0 70.735 61
03/01/04 13:00:00.0 71.08 62.5 03/03/04 23:00:00.0 70.735 61.2 03/06/04 08:00:00.0 70.395 62.2 03/08/04 17:00:00.0 71.77 64.6 03/11/04 02:00:00.0 70.735 61.7
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
03/11/04 03:00:00.0 70.735 61.25 03/13/04 12:00:00.0 71.08 67.15 03/15/04 21:00:00.0 70.735 62.65 03/18/04 06:00:00.0 70.39 60.2 03/20/04 15:00:00.0 70.39 61.2
03/11/04 04:00:00.0 70.735 60.1 03/13/04 13:00:00.0 71.425 67.85 03/15/04 22:00:00.0 70.735 61.95 03/18/04 07:00:00.0 69.71 57.7 03/20/04 16:00:00.0 70.39 58.9
03/11/04 05:00:00.0 70.395 60.3 03/13/04 14:00:00.0 71.425 68.2 03/15/04 23:00:00.0 70.735 62.05 03/18/04 08:00:00.0 70.39 58.4 03/20/04 17:00:00.0 70.39 59.4
03/11/04 06:00:00.0 70.05 61.4 03/13/04 15:00:00.0 71.425 65.65 03/16/04 00:00:00.0 70.39 61.5 03/18/04 09:00:00.0 70.39 59.4 03/20/04 18:00:00.0 70.735 66.4
03/11/04 07:00:00.0 70.735 64.85 03/13/04 16:00:00.0 71.425 65.3 03/16/04 01:00:00.0 70.05 60.65 03/18/04 10:00:00.0 70.39 59.7 03/20/04 19:00:00.0 70.39 63.2
03/11/04 08:00:00.0 71.08 65.85 03/13/04 17:00:00.0 71.425 65.85 03/16/04 02:00:00.0 70.05 60.05 03/18/04 11:00:00.0 70.39 59.4 03/20/04 20:00:00.0 70.39 62.25
03/11/04 09:00:00.0 71.08 66.4 03/13/04 18:00:00.0 71.08 64.75 03/16/04 03:00:00.0 70.05 59.25 03/18/04 12:00:00.0 70.39 58.1 03/20/04 21:00:00.0 70.05 61.75
03/11/04 10:00:00.0 71.08 65.7 03/13/04 19:00:00.0 71.08 62.95 03/16/04 04:00:00.0 70.39 59.05 03/18/04 13:00:00.0 70.39 59.4 03/20/04 22:00:00.0 70.05 60.85
03/11/04 11:00:00.0 70.39 60 03/13/04 20:00:00.0 70.735 63.15 03/16/04 05:00:00.0 70.39 59.05 03/18/04 14:00:00.0 70.39 58.6 03/20/04 23:00:00.0 70.39 60.5
03/11/04 12:00:00.0 71.08 67.8 03/13/04 21:00:00.0 70.735 62.2 03/16/04 06:00:00.0 70.05 61.65 03/18/04 15:00:00.0 70.39 61.5 03/21/04 00:00:00.0 70.39 60.2
03/11/04 13:00:00.0 70.39 62.2 03/13/04 22:00:00.0 70.735 62.05 03/16/04 07:00:00.0 70.735 64.15 03/18/04 16:00:00.0 70.39 59.7 03/21/04 01:00:00.0 70.39 59.9
03/11/04 14:00:00.0 71.425 68.4 03/13/04 23:00:00.0 70.735 62.05 03/16/04 08:00:00.0 70.395 65.95 03/18/04 17:00:00.0 71.08 66.5 03/21/04 02:00:00.0 70.39 59.65
03/11/04 15:00:00.0 71.77 66.25 03/14/04 00:00:00.0 70.735 62.3 03/16/04 09:00:00.0 70.735 67.8 03/18/04 18:00:00.0 70.735 64.7 03/21/04 03:00:00.0 70.05 59.25
03/11/04 16:00:00.0 71.425 63.95 03/14/04 01:00:00.0 70.735 61.2 03/16/04 10:00:00.0 70.39 61.5 03/18/04 19:00:00.0 70.735 62.6 03/21/04 04:00:00.0 70.05 59.25
03/11/04 17:00:00.0 71.425 62.15 03/14/04 02:00:00.0 70.395 60.25 03/16/04 11:00:00.0 70.39 63.3 03/18/04 20:00:00.0 70.395 61.05 03/21/04 05:00:00.0 70.05 59.25
03/11/04 18:00:00.0 71.08 63.15 03/14/04 03:00:00.0 70.735 59.85 03/16/04 12:00:00.0 70.39 62.2 03/18/04 21:00:00.0 70.735 62.45 03/21/04 06:00:00.0 70.05 63.65
03/11/04 19:00:00.0 71.08 62.35 03/14/04 04:00:00.0 70.39 59.15 03/16/04 13:00:00.0 71.08 67.3 03/18/04 22:00:00.0 70.735 61.1 03/21/04 07:00:00.0 70.395 63.35
03/11/04 20:00:00.0 71.08 63.5 03/14/04 05:00:00.0 70.39 58.7 03/16/04 14:00:00.0 71.425 65.3 03/18/04 23:00:00.0 70.39 61.05 03/21/04 08:00:00.0 70.74 64.45
03/11/04 21:00:00.0 71.08 62.35 03/14/04 06:00:00.0 70.39 62.1 03/16/04 15:00:00.0 71.425 65.3 03/19/04 00:00:00.0 70.05 59.8 03/21/04 09:00:00.0 70.735 65.3
03/11/04 22:00:00.0 70.735 61.45 03/14/04 07:00:00.0 70.735 64.65 03/16/04 16:00:00.0 71.08 65.05 03/19/04 01:00:00.0 70.05 59 03/21/04 10:00:00.0 70.735 64.1
03/11/04 23:00:00.0 70.735 61.9 03/14/04 08:00:00.0 70.39 57.6 03/16/04 17:00:00.0 71.08 66.1 03/19/04 02:00:00.0 70.05 58 03/21/04 11:00:00.0 70.735 66.5
03/12/04 00:00:00.0 70.735 61.2 03/14/04 09:00:00.0 70.39 58.6 03/16/04 18:00:00.0 70.735 64.1 03/19/04 03:00:00.0 70.05 58.7 03/21/04 12:00:00.0 70.735 67
03/12/04 01:00:00.0 70.735 59.25 03/14/04 10:00:00.0 70.39 60.6 03/16/04 19:00:00.0 70.735 61.4 03/19/04 04:00:00.0 70.05 58.2 03/21/04 13:00:00.0 70.39 60.9
03/12/04 02:00:00.0 70.735 58.8 03/14/04 11:00:00.0 70.39 61.2 03/16/04 20:00:00.0 70.735 60.6 03/19/04 05:00:00.0 70.05 59.2 03/21/04 14:00:00.0 70.39 60
03/12/04 03:00:00.0 70.395 58.55 03/14/04 12:00:00.0 70.39 62.5 03/16/04 21:00:00.0 70.735 61.35 03/19/04 06:00:00.0 70.39 63.1 03/21/04 15:00:00.0 70.39 61.2
03/12/04 04:00:00.0 70.39 58.1 03/14/04 13:00:00.0 70.39 61.5 03/16/04 22:00:00.0 70.735 60.5 03/19/04 07:00:00.0 70.395 63.95 03/21/04 16:00:00.0 70.39 58.9
03/12/04 05:00:00.0 70.735 58.8 03/14/04 14:00:00.0 70.39 61.5 03/16/04 23:00:00.0 70.735 60.05 03/19/04 08:00:00.0 70.735 66.65 03/21/04 17:00:00.0 71.08 66.1
03/12/04 06:00:00.0 70.39 60.9 03/14/04 15:00:00.0 70.39 61.2 03/17/04 00:00:00.0 70.735 60.45 03/19/04 09:00:00.0 70.39 62.5 03/21/04 18:00:00.0 70.735 64.3
03/12/04 07:00:00.0 70.735 64.4 03/14/04 16:00:00.0 70.39 60 03/17/04 01:00:00.0 70.735 58.95 03/19/04 10:00:00.0 70.39 63.3 03/21/04 19:00:00.0 70.735 63
03/12/04 08:00:00.0 71.08 66.5 03/14/04 17:00:00.0 70.39 60 03/17/04 02:00:00.0 70.39 59.05 03/19/04 11:00:00.0 70.735 68.3 03/21/04 20:00:00.0 70.735 62.4
03/12/04 09:00:00.0 71.08 66.4 03/14/04 18:00:00.0 70.735 65 03/17/04 03:00:00.0 70.39 57.65 03/19/04 12:00:00.0 71.08 67.8 03/21/04 21:00:00.0 70.735 61.7
03/12/04 10:00:00.0 71.08 66.1 03/14/04 19:00:00.0 70.735 62.9 03/17/04 04:00:00.0 70.05 58.55 03/19/04 13:00:00.0 71.08 66.2 03/21/04 22:00:00.0 70.395 61.6
03/12/04 11:00:00.0 71.08 72.8 03/14/04 20:00:00.0 70.735 62 03/17/04 05:00:00.0 70.39 59.2 03/19/04 14:00:00.0 71.08 66.55 03/21/04 23:00:00.0 70.05 60.55
03/12/04 12:00:00.0 71.08 72.1 03/14/04 21:00:00.0 70.735 61.25 03/17/04 06:00:00.0 70.05 63.25 03/19/04 15:00:00.0 70.39 61.2 03/22/04 00:00:00.0 70.39 60.75
03/12/04 13:00:00.0 71.08 64.75 03/14/04 22:00:00.0 70.39 60.8 03/17/04 07:00:00.0 70.735 64.95 03/19/04 16:00:00.0 71.08 66.8 03/22/04 01:00:00.0 70.39 59.75
03/12/04 14:00:00.0 71.08 66 03/14/04 23:00:00.0 70.395 61.3 03/17/04 08:00:00.0 70.735 65.75 03/19/04 17:00:00.0 70.39 60.9 03/22/04 02:00:00.0 70.05 59.7
03/12/04 15:00:00.0 71.425 66.45 03/15/04 00:00:00.0 70.39 60.8 03/17/04 09:00:00.0 70.39 59.4 03/19/04 18:00:00.0 70.735 65.6 03/22/04 03:00:00.0 70.05 59.35
03/12/04 16:00:00.0 71.425 64.45 03/15/04 01:00:00.0 70.39 60.95 03/17/04 10:00:00.0 70.39 59.4 03/19/04 19:00:00.0 70.735 61.7 03/22/04 04:00:00.0 70.05 60.8
03/12/04 17:00:00.0 71.425 63.55 03/15/04 02:00:00.0 70.05 61 03/17/04 11:00:00.0 70.39 60.6 03/19/04 20:00:00.0 70.39 61.8 03/22/04 05:00:00.0 70.39 60.75
03/12/04 18:00:00.0 71.08 64.45 03/15/04 03:00:00.0 70.39 60.75 03/17/04 12:00:00.0 71.08 67.25 03/19/04 21:00:00.0 70.735 61.9 03/22/04 06:00:00.0 70.05 63.9
03/12/04 19:00:00.0 71.08 63.15 03/15/04 04:00:00.0 70.05 60.5 03/17/04 13:00:00.0 71.08 66.25 03/19/04 22:00:00.0 70.05 59.5 03/22/04 07:00:00.0 70.395 64.3
03/12/04 20:00:00.0 70.735 62.85 03/15/04 05:00:00.0 70.05 59.9 03/17/04 14:00:00.0 71.425 66.3 03/19/04 23:00:00.0 70.05 59.9 03/22/04 08:00:00.0 70.735 65.6
03/12/04 21:00:00.0 70.735 62.75 03/15/04 06:00:00.0 70.05 63.55 03/17/04 15:00:00.0 71.425 64.9 03/20/04 00:00:00.0 70.05 59.9 03/22/04 09:00:00.0 70.735 65.1
03/12/04 22:00:00.0 70.735 62.7 03/15/04 07:00:00.0 70.735 65.65 03/17/04 16:00:00.0 71.08 63.85 03/20/04 01:00:00.0 70.05 59.5 03/22/04 10:00:00.0 70.735 65.9
03/12/04 23:00:00.0 70.735 61.05 03/15/04 08:00:00.0 69.71 59 03/17/04 17:00:00.0 71.425 63.85 03/20/04 02:00:00.0 70.05 59.7 03/22/04 11:00:00.0 71.08 65.05
03/13/04 00:00:00.0 70.735 60.45 03/15/04 09:00:00.0 70.39 61.9 03/17/04 18:00:00.0 70.735 63 03/20/04 03:00:00.0 70.05 59.5 03/22/04 12:00:00.0 71.08 64.6
03/13/04 01:00:00.0 70.735 59.6 03/15/04 10:00:00.0 70.39 61.9 03/17/04 19:00:00.0 70.735 61.7 03/20/04 04:00:00.0 70.05 59.95 03/22/04 13:00:00.0 71.08 63.65
03/13/04 02:00:00.0 70.735 58.5 03/15/04 11:00:00.0 70.39 63.3 03/17/04 20:00:00.0 70.735 61.2 03/20/04 05:00:00.0 70.05 59.55 03/22/04 14:00:00.0 71.08 63.15
03/13/04 03:00:00.0 70.735 59.35 03/15/04 12:00:00.0 70.39 62.2 03/17/04 21:00:00.0 70.735 60.8 03/20/04 06:00:00.0 69.71 62.55 03/22/04 15:00:00.0 71.425 63.1
03/13/04 04:00:00.0 70.735 58.45 03/15/04 13:00:00.0 71.08 67.95 03/17/04 22:00:00.0 70.735 60.35 03/20/04 07:00:00.0 70.735 64.85 03/22/04 16:00:00.0 71.425 62.7
03/13/04 05:00:00.0 70.39 58.1 03/15/04 14:00:00.0 71.425 68.05 03/17/04 23:00:00.0 70.735 59.8 03/20/04 08:00:00.0 70.39 59.2 03/22/04 17:00:00.0 71.425 62.8
03/13/04 06:00:00.0 70.05 60.65 03/15/04 15:00:00.0 71.425 67.95 03/18/04 00:00:00.0 70.735 59.7 03/20/04 09:00:00.0 70.39 60 03/22/04 18:00:00.0 70.735 62.15
03/13/04 07:00:00.0 70.395 61.25 03/15/04 16:00:00.0 71.425 67.45 03/18/04 01:00:00.0 70.395 59.9 03/20/04 10:00:00.0 70.39 61.9 03/22/04 19:00:00.0 70.735 61.35
03/13/04 08:00:00.0 71.08 65.1 03/15/04 17:00:00.0 71.425 67.45 03/18/04 02:00:00.0 70.395 59.65 03/20/04 11:00:00.0 70.39 63.6 03/22/04 20:00:00.0 70.735 60.8
03/13/04 09:00:00.0 71.08 67.05 03/15/04 18:00:00.0 71.08 66.55 03/18/04 03:00:00.0 70.05 58.3 03/20/04 12:00:00.0 70.39 62.2 03/22/04 21:00:00.0 70.735 60.25
03/13/04 10:00:00.0 71.08 67.25 03/15/04 19:00:00.0 70.735 64.5 03/18/04 04:00:00.0 70.39 58.5 03/20/04 13:00:00.0 70.39 62.9 03/22/04 22:00:00.0 70.735 60.25
03/13/04 11:00:00.0 71.08 68.45 03/15/04 20:00:00.0 70.735 62.65 03/18/04 05:00:00.0 70.39 59.1 03/20/04 14:00:00.0 70.39 62.2 03/22/04 23:00:00.0 70.735 58.85
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
03/23/04 00:00:00.0 70.395 59.55 03/25/04 09:00:00.0 70.39 61.2 03/27/04 19:00:00.0 70.735 64.5 03/30/04 07:00:00.0 70.395 63.2 04/02/04 05:00:00.0 70.39 65.2
03/23/04 01:00:00.0 70.39 60.6 03/25/04 10:00:00.0 70.39 62.9 03/27/04 20:00:00.0 70.735 65.55 03/30/04 08:00:00.0 70.39 60.9 04/02/04 06:00:00.0 70.39 72.2
03/23/04 02:00:00.0 70.05 57.25 03/25/04 11:00:00.0 70.39 62.5 03/27/04 21:00:00.0 70.05 63.65 03/30/04 10:00:00.0 71.77 72.1 04/02/04 07:00:00.0 71.08 72.8
03/23/04 03:00:00.0 70.39 57.05 03/25/04 12:00:00.0 70.39 61.9 03/27/04 22:00:00.0 70.05 65.9 03/30/04 11:00:00.0 72.46 70 04/02/04 08:00:00.0 71.08 71.4
03/23/04 04:00:00.0 70.05 56.9 03/25/04 13:00:00.0 70.39 62.9 03/27/04 23:00:00.0 70.05 63.15 03/30/04 12:00:00.0 72.46 69.4 04/02/04 09:00:00.0 71.08 74.4
03/23/04 05:00:00.0 70.05 56.5 03/25/04 14:00:00.0 70.39 63.3 03/28/04 00:00:00.0 70.05 65.75 03/30/04 13:00:00.0 71.08 72.1 04/02/04 10:00:00.0 71.77 72.8
03/23/04 06:00:00.0 70.05 61.65 03/25/04 15:00:00.0 71.08 68.15 03/28/04 01:00:00.0 70.39 65.9 03/30/04 16:00:00.0 70.39 63.6 04/02/04 11:00:00.0 71.77 72.1
03/23/04 07:00:00.0 70.395 60.65 03/25/04 16:00:00.0 70.39 61.2 03/28/04 02:00:00.0 70.39 66.65 03/30/04 17:00:00.0 70.39 62.2 04/02/04 12:00:00.0 71.77 72.1
03/23/04 08:00:00.0 70.735 65.2 03/25/04 17:00:00.0 70.39 60.6 03/28/04 03:00:00.0 70.39 66.45 03/30/04 18:00:00.0 70.735 63.65 04/02/04 13:00:00.0 71.77 72.8
03/23/04 09:00:00.0 71.08 66.4 03/25/04 18:00:00.0 70.735 66.8 03/28/04 04:00:00.0 70.05 66.05 03/30/04 19:00:00.0 70.395 62.15 04/02/04 14:00:00.0 71.77 72.1
03/23/04 10:00:00.0 71.08 65.7 03/25/04 19:00:00.0 70.735 62.15 03/28/04 05:00:00.0 70.05 65.55 03/30/04 20:00:00.0 70.39 62.75 04/02/04 15:00:00.0 71.77 70.1
03/23/04 11:00:00.0 71.08 67.2 03/25/04 20:00:00.0 70.395 61.6 03/28/04 06:00:00.0 70.39 66 03/30/04 21:00:00.0 70.39 62.55 04/02/04 16:00:00.0 71.77 69.5
03/23/04 12:00:00.0 71.08 67.5 03/25/04 21:00:00.0 70.735 62.15 03/28/04 07:00:00.0 69.71 59.8 03/30/04 22:00:00.0 70.05 62.45 04/02/04 17:00:00.0 71.77 70.7
03/23/04 13:00:00.0 71.08 68.3 03/25/04 22:00:00.0 70.395 61.85 03/28/04 08:00:00.0 70.39 59.2 03/30/04 23:00:00.0 70.05 61.6 04/02/04 18:00:00.0 71.77 68.4
03/23/04 14:00:00.0 71.08 67.5 03/25/04 23:00:00.0 70.735 63.55 03/28/04 09:00:00.0 70.39 60 03/31/04 00:00:00.0 70.05 61.7 04/02/04 19:00:00.0 71.08 66
03/23/04 15:00:00.0 71.08 66.95 03/26/04 00:00:00.0 70.05 62.15 03/28/04 10:00:00.0 70.735 67.95 03/31/04 01:00:00.0 70.05 60.9 04/02/04 20:00:00.0 71.08 64.7
03/23/04 16:00:00.0 71.08 66.05 03/26/04 01:00:00.0 70.39 61.65 03/28/04 11:00:00.0 70.39 62.9 03/31/04 02:00:00.0 70.05 61.55 04/02/04 21:00:00.0 71.08 66
03/23/04 17:00:00.0 71.08 65.05 03/26/04 02:00:00.0 70.39 60.2 03/28/04 12:00:00.0 70.39 63.3 03/31/04 03:00:00.0 70.05 61.15 04/02/04 22:00:00.0 71.08 65.1
03/23/04 18:00:00.0 70.735 63.9 03/26/04 03:00:00.0 70.39 60.35 03/28/04 13:00:00.0 70.39 63.6 03/31/04 04:00:00.0 70.05 61.55 04/02/04 23:00:00.0 71.08 63.9
03/23/04 19:00:00.0 70.735 62.45 03/26/04 04:00:00.0 70.39 61.85 03/28/04 14:00:00.0 70.39 62.2 03/31/04 05:00:00.0 70.39 62 04/03/04 00:00:00.0 71.08 64.3
03/23/04 20:00:00.0 70.735 61.25 03/26/04 05:00:00.0 70.39 61.1 03/28/04 15:00:00.0 70.39 61.5 03/31/04 06:00:00.0 70.05 65.15 04/03/04 01:00:00.0 71.08 61.8
03/23/04 21:00:00.0 70.735 60.9 03/26/04 06:00:00.0 70.39 66 03/28/04 16:00:00.0 70.39 60 03/31/04 07:00:00.0 70.05 66.1 04/03/04 02:00:00.0 71.08 62.1
03/23/04 22:00:00.0 70.735 60.3 03/26/04 07:00:00.0 70.395 66.05 03/28/04 17:00:00.0 70.735 66.5 03/31/04 08:00:00.0 70.735 67.1 04/03/04 03:00:00.0 70.39 61.9
03/23/04 23:00:00.0 70.735 59.45 03/26/04 08:00:00.0 69.71 58.7 03/28/04 18:00:00.0 70.735 65.9 03/31/04 09:00:00.0 70.395 67.7 04/03/04 04:00:00.0 70.39 64.4
03/24/04 00:00:00.0 70.735 60.45 03/26/04 09:00:00.0 70.39 60.3 03/28/04 19:00:00.0 70.735 63.9 03/31/04 10:00:00.0 71.08 68.3 04/03/04 05:00:00.0 71.08 65.1
03/24/04 01:00:00.0 70.05 59.1 03/26/04 11:00:00.0 70.39 62.5 03/28/04 20:00:00.0 70.735 61.6 03/31/04 11:00:00.0 70.39 61.9 04/03/04 06:00:00.0 71.08 70.8
03/24/04 02:00:00.0 70.05 58.45 03/26/04 12:00:00.0 71.08 68.35 03/28/04 21:00:00.0 70.05 61.55 03/31/04 12:00:00.0 71.08 68.6 04/03/04 07:00:00.0 71.77 70.1
03/24/04 03:00:00.0 70.395 59.9 03/26/04 13:00:00.0 71.77 75.2 03/28/04 22:00:00.0 70.39 61.3 03/31/04 15:00:00.0 70.39 63.3 04/03/04 08:00:00.0 71.77 72.8
03/24/04 04:00:00.0 70.05 58.75 03/26/04 14:00:00.0 71.08 69.4 03/28/04 23:00:00.0 70.05 61.85 03/31/04 16:00:00.0 70.39 62.9 04/03/04 09:00:00.0 71.77 73.6
03/24/04 05:00:00.0 70.39 58.45 03/26/04 15:00:00.0 70.39 61.9 03/29/04 00:00:00.0 70.05 60.4 03/31/04 17:00:00.0 70.39 60.9 04/03/04 10:00:00.0 71.77 72.8
03/24/04 06:00:00.0 70.05 61.4 03/26/04 16:00:00.0 69.71 59.5 03/29/04 01:00:00.0 70.05 62.45 03/31/04 18:00:00.0 70.735 67.95 04/03/04 11:00:00.0 71.77 72.8
03/24/04 07:00:00.0 70.395 65.55 03/26/04 17:00:00.0 70.39 60.3 03/29/04 02:00:00.0 70.39 60.7 03/31/04 19:00:00.0 70.735 64.1 04/03/04 15:00:00.0 71.77 72.8
03/24/04 08:00:00.0 70.735 65.75 03/26/04 18:00:00.0 70.735 67.1 03/29/04 03:00:00.0 70.39 61.25 03/31/04 20:00:00.0 70.05 63.5 04/03/04 16:00:00.0 71.77 71.4
03/24/04 09:00:00.0 70.735 65.9 03/26/04 19:00:00.0 70.39 63.65 03/29/04 04:00:00.0 70.05 60.65 03/31/04 21:00:00.0 70.39 63.85 04/03/04 17:00:00.0 71.77 70.1
03/24/04 10:00:00.0 70.39 59.2 03/26/04 20:00:00.0 70.05 63.15 03/29/04 05:00:00.0 70.39 60.35 03/31/04 22:00:00.0 70.05 63.25 04/03/04 18:00:00.0 71.08 66
03/24/04 11:00:00.0 69.71 57.2 03/26/04 21:00:00.0 70.39 61.9 03/29/04 06:00:00.0 70.05 64.25 03/31/04 23:00:00.0 70.05 63.25 04/03/04 19:00:00.0 71.08 69.6
03/24/04 12:00:00.0 70.39 57.4 03/26/04 22:00:00.0 70.05 62.25 03/29/04 07:00:00.0 70.05 65.75 04/01/04 00:00:00.0 70.05 63.75 04/03/04 20:00:00.0 71.08 67.4
03/24/04 13:00:00.0 70.39 58.1 03/26/04 23:00:00.0 70.39 61.9 03/29/04 08:00:00.0 70.735 66 04/01/04 01:00:00.0 70.05 63.1 04/03/04 21:00:00.0 71.08 65.1
03/24/04 14:00:00.0 69.71 57.9 03/27/04 00:00:00.0 70.39 62.25 03/29/04 09:00:00.0 70.735 66.85 04/01/04 02:00:00.0 70.05 62.25 04/03/04 22:00:00.0 71.08 66.9
03/24/04 15:00:00.0 69.71 57.9 03/27/04 01:00:00.0 70.05 64.3 03/29/04 10:00:00.0 71.08 67.1 04/01/04 03:00:00.0 70.05 62.3 04/03/04 23:00:00.0 71.08 65.1
03/24/04 16:00:00.0 70.39 60 03/27/04 02:00:00.0 70.39 62.9 03/29/04 12:00:00.0 70.39 62.5 04/01/04 04:00:00.0 70.05 62 04/04/04 00:00:00.0 71.08 66
03/24/04 17:00:00.0 69.71 59.8 03/27/04 03:00:00.0 70.39 66.35 03/29/04 15:00:00.0 70.39 61.2 04/01/04 05:00:00.0 70.05 61.75 04/04/04 01:00:00.0 71.08 67.4
03/24/04 18:00:00.0 70.39 58.6 03/27/04 04:00:00.0 69.71 62.7 03/29/04 16:00:00.0 70.39 59.2 04/01/04 06:00:00.0 70.05 66.05 04/04/04 03:00:00.0 70.39 65.6
03/24/04 19:00:00.0 70.395 64.55 03/27/04 05:00:00.0 70.05 62.9 03/29/04 17:00:00.0 70.39 59.2 04/01/04 07:00:00.0 71.08 74.4 04/04/04 04:00:00.0 71.08 66.9
03/24/04 20:00:00.0 70.39 63.45 03/27/04 06:00:00.0 70.05 65.8 03/29/04 18:00:00.0 70.735 65.35 04/01/04 09:00:00.0 71.77 74.4 04/04/04 05:00:00.0 71.08 67.9
03/24/04 21:00:00.0 70.39 61.7 03/27/04 07:00:00.0 70.39 58.6 03/29/04 19:00:00.0 70.735 63.1 04/01/04 14:00:00.0 71.08 74.4 04/04/04 06:00:00.0 70.39 67
03/24/04 22:00:00.0 70.39 60.9 03/27/04 08:00:00.0 69.71 60.1 03/29/04 20:00:00.0 70.39 62.45 04/01/04 18:00:00.0 71.08 69.6 04/04/04 07:00:00.0 70.39 65.6
03/24/04 23:00:00.0 70.05 62 03/27/04 09:00:00.0 69.71 60.4 03/29/04 21:00:00.0 70.39 62.1 04/01/04 19:00:00.0 71.08 66.9 04/04/04 08:00:00.0 71.08 73.6
03/25/04 00:00:00.0 70.39 60.95 03/27/04 10:00:00.0 71.08 68.45 03/29/04 22:00:00.0 70.39 61.5 04/01/04 20:00:00.0 71.08 66.5 04/04/04 17:00:00.0 71.08 73.6
03/25/04 01:00:00.0 70.05 60.3 03/27/04 11:00:00.0 70.735 67.35 03/29/04 23:00:00.0 70.05 60.55 04/01/04 21:00:00.0 71.08 65.6 04/04/04 18:00:00.0 71.08 73.6
03/25/04 02:00:00.0 70.05 59.95 03/27/04 12:00:00.0 71.08 66.05 03/30/04 00:00:00.0 70.05 60.35 04/01/04 22:00:00.0 70.39 65.2 04/04/04 19:00:00.0 71.08 67.9
03/25/04 03:00:00.0 70.05 60.25 03/27/04 13:00:00.0 71.08 67.15 03/30/04 01:00:00.0 70.39 59.7 04/01/04 23:00:00.0 70.39 65.2 04/04/04 20:00:00.0 71.08 66
03/25/04 04:00:00.0 70.39 61.15 03/27/04 14:00:00.0 71.08 66.8 03/30/04 02:00:00.0 70.05 59.4 04/02/04 00:00:00.0 70.39 65.2 04/04/04 21:00:00.0 71.08 64.7
03/25/04 05:00:00.0 70.39 60.5 03/27/04 15:00:00.0 71.08 66.95 03/30/04 03:00:00.0 70.05 59.8 04/02/04 01:00:00.0 70.39 63.6 04/04/04 22:00:00.0 71.08 66
03/25/04 06:00:00.0 70.05 63.9 03/27/04 16:00:00.0 71.425 65.8 03/30/04 04:00:00.0 70.05 60.05 04/02/04 02:00:00.0 70.39 65.6 04/04/04 23:00:00.0 70.39 65.6
03/25/04 07:00:00.0 70.735 65.9 03/27/04 17:00:00.0 70.39 60 03/30/04 05:00:00.0 70.05 60.3 04/02/04 03:00:00.0 70.39 66.1 04/05/04 00:00:00.0 70.39 65.6
03/25/04 08:00:00.0 70.39 59.7 03/27/04 18:00:00.0 70.735 66.05 03/30/04 06:00:00.0 70.05 63.9 04/02/04 04:00:00.0 70.39 66.1 04/05/04 01:00:00.0 70.39 64
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        Appendix E:  Housing unit V-2 indoor hourly conditions
Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH% Date/Time V-2 Temp.( F) V-2 RH%
04/05/04 02:00:00.0 70.39 64.8 04/08/04 05:00:00.0 70.39 67 04/10/04 20:00:00.0 70.735 61.5 04/13/04 08:00:00.0 70.74 61.55
04/05/04 03:00:00.0 70.39 64.8 04/08/04 06:00:00.0 70.39 67 04/10/04 21:00:00.0 70.735 59.7 04/13/04 09:00:00.0 70.735 62.95
04/05/04 04:00:00.0 70.39 63.3 04/08/04 07:00:00.0 70.39 74.4 04/10/04 22:00:00.0 70.735 59.95 04/13/04 10:00:00.0 70.735 62.25
04/05/04 05:00:00.0 70.39 64.4 04/08/04 14:00:00.0 71.77 73.6 04/10/04 23:00:00.0 70.735 59.25 04/13/04 11:00:00.0 71.08 62.15
04/05/04 06:00:00.0 70.39 65.2 04/08/04 15:00:00.0 71.77 73.6 04/11/04 00:00:00.0 70.735 60.9 04/13/04 12:00:00.0 71.08 64.05
04/05/04 07:00:00.0 70.39 71.5 04/08/04 16:00:00.0 71.08 67.85 04/11/04 01:00:00.0 70.735 58.55 04/13/04 13:00:00.0 71.08 65.05
04/05/04 08:00:00.0 71.08 70.8 04/08/04 17:00:00.0 71.425 64.85 04/11/04 02:00:00.0 70.735 58.35 04/13/04 14:00:00.0 71.08 66.45
04/05/04 09:00:00.0 71.08 71.4 04/08/04 18:00:00.0 71.425 65.45 04/11/04 03:00:00.0 70.735 59 04/13/04 15:00:00.0 71.425 66.1
04/05/04 11:00:00.0 71.08 74.4 04/08/04 19:00:00.0 71.08 64.6 04/11/04 04:00:00.0 70.735 58.05 04/13/04 16:00:00.0 71.425 65.2
04/05/04 20:00:00.0 71.77 74.4 04/08/04 20:00:00.0 70.735 62 04/11/04 05:00:00.0 70.05 57.5 04/13/04 17:00:00.0 71.425 63.35
04/05/04 21:00:00.0 71.77 71.4 04/08/04 21:00:00.0 70.735 61.9 04/11/04 06:00:00.0 70.05 57 04/13/04 18:00:00.0 71.08 64.05
04/05/04 22:00:00.0 71.77 71.4 04/08/04 22:00:00.0 70.735 61.05 04/11/04 07:00:00.0 70.735 62.25 04/13/04 19:00:00.0 70.735 61.6
04/05/04 23:00:00.0 71.08 70.8 04/08/04 23:00:00.0 70.735 60.7 04/11/04 08:00:00.0 70.74 63.2 04/13/04 20:00:00.0 70.735 59.1
04/06/04 00:00:00.0 71.08 69 04/09/04 00:00:00.0 70.735 60.95 04/11/04 09:00:00.0 71.08 64.15 04/13/04 21:00:00.0 70.735 59.55
04/06/04 01:00:00.0 71.08 70.2 04/09/04 01:00:00.0 70.735 60.3 04/11/04 10:00:00.0 71.08 65.4 04/13/04 22:00:00.0 70.735 59.25
04/06/04 02:00:00.0 71.08 70.8 04/09/04 02:00:00.0 70.735 60.15 04/11/04 11:00:00.0 71.08 66.35 04/13/04 23:00:00.0 70.735 59.1
04/06/04 03:00:00.0 71.08 70.2 04/09/04 03:00:00.0 70.39 59.25 04/11/04 12:00:00.0 71.08 66.4 04/14/04 00:00:00.0 70.735 58.5
04/06/04 04:00:00.0 71.08 70.2 04/09/04 04:00:00.0 70.05 59.3 04/11/04 13:00:00.0 71.08 67 04/14/04 01:00:00.0 70.735 57.95
04/06/04 05:00:00.0 71.08 70.2 04/09/04 05:00:00.0 70.39 59.4 04/11/04 14:00:00.0 71.08 65.5 04/14/04 02:00:00.0 69.71 55.4
04/06/04 06:00:00.0 71.08 70.2 04/09/04 06:00:00.0 70.05 59.7 04/11/04 15:00:00.0 71.425 63.5 04/14/04 03:00:00.0 70.39 54.7
04/06/04 07:00:00.0 71.08 72.1 04/09/04 07:00:00.0 70.395 63.55 04/11/04 16:00:00.0 71.425 63.6 04/14/04 04:00:00.0 70.39 55.3
04/06/04 08:00:00.0 71.08 66.9 04/09/04 08:00:00.0 70.395 63.95 04/11/04 17:00:00.0 71.425 61.45 04/14/04 06:00:00.0 69.71 54.8
04/06/04 09:00:00.0 71.77 70.7 04/09/04 09:00:00.0 71.08 67.35 04/11/04 18:00:00.0 71.425 61.7 04/14/04 07:00:00.0 70.395 60.85
04/06/04 10:00:00.0 71.77 70.7 04/09/04 10:00:00.0 71.08 68.2 04/11/04 19:00:00.0 71.08 61.2 04/14/04 08:00:00.0 70.395 61.3
04/06/04 11:00:00.0 71.77 73.6 04/09/04 11:00:00.0 71.08 67.95 04/11/04 20:00:00.0 70.735 59.95 04/14/04 09:00:00.0 71.08 64.05
04/06/04 12:00:00.0 71.77 72.1 04/09/04 12:00:00.0 70.39 60.6 04/11/04 21:00:00.0 70.735 59.85 04/14/04 10:00:00.0 71.77 65.1
04/06/04 13:00:00.0 71.77 72.8 04/09/04 13:00:00.0 70.39 62.9 04/11/04 22:00:00.0 70.735 59.9 04/14/04 11:00:00.0 71.77 60.1
04/06/04 14:00:00.0 71.77 69.5 04/09/04 14:00:00.0 70.39 62.9 04/11/04 23:00:00.0 70.735 59.35
04/06/04 15:00:00.0 71.77 67.9 04/09/04 15:00:00.0 71.425 68.4 04/12/04 00:00:00.0 70.735 59.05
04/06/04 16:00:00.0 71.77 65.9 04/09/04 16:00:00.0 71.08 67 04/12/04 01:00:00.0 70.735 57.6
04/06/04 17:00:00.0 71.77 68.4 04/09/04 17:00:00.0 71.08 66 04/12/04 02:00:00.0 70.735 57.95
04/06/04 18:00:00.0 71.77 68.4 04/09/04 18:00:00.0 71.08 64.65 04/12/04 03:00:00.0 70.395 56.7
04/06/04 19:00:00.0 71.08 69.6 04/09/04 19:00:00.0 71.08 63.65 04/12/04 04:00:00.0 69.71 54
04/06/04 20:00:00.0 71.08 65.6 04/09/04 20:00:00.0 70.735 62.25 04/12/04 05:00:00.0 69.71 55
04/06/04 21:00:00.0 71.08 63.5 04/09/04 21:00:00.0 70.735 61.25 04/12/04 06:00:00.0 69.71 54
04/06/04 22:00:00.0 71.08 64.7 04/09/04 22:00:00.0 70.735 60.6 04/12/04 07:00:00.0 70.395 59.95
04/06/04 23:00:00.0 71.08 65.6 04/09/04 23:00:00.0 70.735 61.8 04/12/04 08:00:00.0 70.74 62.35
04/07/04 00:00:00.0 71.08 65.1 04/10/04 00:00:00.0 70.735 60.05 04/12/04 09:00:00.0 71.77 70.7
04/07/04 01:00:00.0 71.08 64.3 04/10/04 01:00:00.0 70.735 60.1 04/12/04 10:00:00.0 71.77 70.7
04/07/04 02:00:00.0 70.39 62.9 04/10/04 02:00:00.0 70.395 60.35 04/12/04 11:00:00.0 71.77 72.8
04/07/04 03:00:00.0 70.39 60.6 04/10/04 03:00:00.0 70.735 59.95 04/12/04 12:00:00.0 71.77 72.1
04/07/04 04:00:00.0 70.39 61.5 04/10/04 04:00:00.0 70.735 59.95 04/12/04 13:00:00.0 71.77 70.7
04/07/04 05:00:00.0 70.39 60.3 04/10/04 05:00:00.0 70.39 59.9 04/12/04 14:00:00.0 71.77 70.1
04/07/04 06:00:00.0 70.39 62.2 04/10/04 06:00:00.0 70.05 57.75 04/12/04 15:00:00.0 71.77 67.9
04/07/04 07:00:00.0 71.08 70.2 04/10/04 07:00:00.0 70.395 63.25 04/12/04 16:00:00.0 71.77 67.3
04/07/04 08:00:00.0 71.08 71.4 04/10/04 08:00:00.0 70.395 64.65 04/12/04 17:00:00.0 71.77 66.4
04/07/04 09:00:00.0 71.08 75.3 04/10/04 09:00:00.0 70.735 65.25 04/12/04 18:00:00.0 71.77 67.9
04/07/04 19:00:00.0 71.08 72.1 04/10/04 10:00:00.0 71.08 66.8 04/12/04 19:00:00.0 71.77 65.5
04/07/04 20:00:00.0 71.08 68.4 04/10/04 11:00:00.0 71.08 67.8 04/12/04 20:00:00.0 70.735 58.1
04/07/04 21:00:00.0 71.08 69.6 04/10/04 12:00:00.0 71.08 67.65 04/12/04 21:00:00.0 70.735 58.85
04/07/04 22:00:00.0 71.08 66.5 04/10/04 13:00:00.0 71.08 67.5 04/12/04 22:00:00.0 70.735 57.85
04/07/04 23:00:00.0 71.08 69.6 04/10/04 14:00:00.0 71.08 67 04/12/04 23:00:00.0 70.735 57.05
04/08/04 00:00:00.0 70.39 67.5 04/10/04 15:00:00.0 71.425 65.15 04/13/04 00:00:00.0 70.735 57.25
04/08/04 01:00:00.0 70.39 68.5 04/10/04 16:00:00.0 71.425 63.6 04/13/04 03:00:00.0 70.39 56.6
04/08/04 02:00:00.0 70.39 67 04/10/04 17:00:00.0 71.425 63.35 04/13/04 04:00:00.0 70.39 54.7
04/08/04 03:00:00.0 70.39 68 04/10/04 18:00:00.0 71.425 62.05 04/13/04 06:00:00.0 69.71 55.2
04/08/04 04:00:00.0 70.39 68 04/10/04 19:00:00.0 71.08 61.25 04/13/04 07:00:00.0 70.735 60.55
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Appendix F: Housing unit P-2 indoor hourly conditions 
      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
11/10/03 18:00:00.0 73.15 62.9 11/13/03 03:00:00.0 71.08 68.4 11/15/03 12:00:00.0 71.08 68.7 11/17/03 21:00:00.0 71.08 67.2 11/20/03 06:00:00.0 71.08 64.75
11/10/03 19:00:00.0 72.46 62.6 11/13/03 04:00:00.0 71.08 68.4 11/15/03 13:00:00.0 71.08 68.35 11/17/03 22:00:00.0 71.08 67.2 11/20/03 07:00:00.0 70.735 63.45
11/10/03 20:00:00.0 72.46 62.3 11/13/03 05:00:00.0 70.735 67.7 11/15/03 14:00:00.0 71.08 68.55 11/17/03 23:00:00.0 71.08 67.4 11/20/03 08:00:00.0 71.08 65.05
11/10/03 21:00:00.0 72.46 61.9 11/13/03 06:00:00.0 70.735 66.75 11/15/03 15:00:00.0 71.08 68.55 11/18/03 00:00:00.0 70.735 66.7 11/20/03 09:00:00.0 71.08 65.3
11/10/03 22:00:00.0 72.46 61.6 11/13/03 07:00:00.0 70.735 67.2 11/15/03 16:00:00.0 71.08 67.65 11/18/03 01:00:00.0 70.735 66.5 11/20/03 10:00:00.0 71.08 64.95
11/10/03 23:00:00.0 71.77 61.7 11/13/03 08:00:00.0 70.735 67.2 11/15/03 17:00:00.0 71.08 67.55 11/18/03 02:00:00.0 70.735 66.3 11/20/03 11:00:00.0 71.08 64.5
11/11/03 00:00:00.0 71.77 61.7 11/13/03 09:00:00.0 70.735 67.45 11/15/03 18:00:00.0 71.08 68.2 11/18/03 03:00:00.0 71.08 65.6 11/20/03 12:00:00.0 71.08 65.75
11/11/03 01:00:00.0 71.77 61.4 11/13/03 10:00:00.0 70.735 67.55 11/15/03 19:00:00.0 71.08 69.75 11/18/03 04:00:00.0 71.08 66.05 11/20/03 13:00:00.0 71.08 65.55
11/11/03 02:00:00.0 71.77 61.4 11/13/03 11:00:00.0 70.735 67.75 11/15/03 20:00:00.0 71.08 70.35 11/18/03 05:00:00.0 70.735 66.5 11/20/03 14:00:00.0 70.735 66.5
11/11/03 03:00:00.0 71.77 61.4 11/13/03 12:00:00.0 71.08 69 11/15/03 21:00:00.0 71.08 70.2 11/18/03 06:00:00.0 70.735 65.4 11/20/03 15:00:00.0 70.735 66.35
11/11/03 04:00:00.0 71.77 61 11/13/03 13:00:00.0 71.08 68.4 11/15/03 22:00:00.0 71.08 70.8 11/18/03 07:00:00.0 71.08 66.25 11/20/03 16:00:00.0 71.08 66.35
11/11/03 05:00:00.0 71.77 61 11/13/03 14:00:00.0 71.08 69 11/15/03 23:00:00.0 71.08 69.6 11/18/03 08:00:00.0 71.08 65.8 11/20/03 17:00:00.0 70.735 65.4
11/11/03 06:00:00.0 71.77 61 11/13/03 15:00:00.0 71.08 69 11/16/03 00:00:00.0 71.08 70.8 11/18/03 09:00:00.0 70.735 66.6 11/20/03 18:00:00.0 70.735 64.7
11/11/03 07:00:00.0 72.46 61.3 11/13/03 16:00:00.0 71.08 68.4 11/16/03 01:00:00.0 71.08 68.4 11/18/03 10:00:00.0 70.735 66.8 11/20/03 19:00:00.0 71.08 65.45
11/11/03 08:00:00.0 72.46 61.6 11/13/03 17:00:00.0 71.08 67.9 11/16/03 02:00:00.0 71.08 68.4 11/18/03 11:00:00.0 71.08 66.75 11/20/03 20:00:00.0 71.08 65.9
11/11/03 09:00:00.0 73.15 61.9 11/13/03 18:00:00.0 71.08 66.5 11/16/03 03:00:00.0 71.08 67.4 11/18/03 12:00:00.0 70.735 66.7 11/20/03 21:00:00.0 71.08 65.65
11/11/03 10:00:00.0 73.15 62.2 11/13/03 19:00:00.0 71.08 67.4 11/16/03 04:00:00.0 71.08 67.65 11/18/03 13:00:00.0 70.735 65.7 11/20/03 22:00:00.0 71.08 64.75
11/11/03 11:00:00.0 73.15 62.6 11/13/03 20:00:00.0 71.08 67.4 11/16/03 05:00:00.0 71.08 67.9 11/18/03 14:00:00.0 70.735 65.25 11/20/03 23:00:00.0 70.735 65.4
11/11/03 12:00:00.0 73.15 62.9 11/13/03 21:00:00.0 71.08 66.5 11/16/03 06:00:00.0 71.08 67.75 11/18/03 15:00:00.0 70.735 65.7 11/21/03 00:00:00.0 70.735 65
11/11/03 13:00:00.0 73.15 62.9 11/13/03 22:00:00.0 70.39 68 11/16/03 07:00:00.0 71.08 68.2 11/18/03 16:00:00.0 71.08 65.9 11/21/03 01:00:00.0 70.735 64.55
11/11/03 14:00:00.0 73.15 63.3 11/13/03 23:00:00.0 71.08 67.4 11/16/03 08:00:00.0 71.08 68.1 11/18/03 17:00:00.0 70.735 65.7 11/21/03 02:00:00.0 71.08 65.35
11/11/03 15:00:00.0 73.15 63.7 11/14/03 00:00:00.0 71.08 68.4 11/16/03 09:00:00.0 71.08 69.15 11/18/03 18:00:00.0 70.735 66 11/21/03 03:00:00.0 70.735 64.85
11/11/03 16:00:00.0 73.15 63.7 11/14/03 01:00:00.0 71.08 68.4 11/16/03 10:00:00.0 71.08 69.75 11/18/03 19:00:00.0 70.735 65.85 11/21/03 04:00:00.0 70.735 65.6
11/11/03 17:00:00.0 73.15 64.1 11/14/03 02:00:00.0 71.08 68.4 11/16/03 11:00:00.0 71.08 70.35 11/18/03 20:00:00.0 71.08 65.85 11/21/03 05:00:00.0 71.08 66.05
11/11/03 18:00:00.0 73.15 64.1 11/14/03 03:00:00.0 70.39 69.1 11/16/03 12:00:00.0 71.425 69.75 11/18/03 21:00:00.0 71.08 66.25 11/21/03 06:00:00.0 70.735 64.95
11/11/03 19:00:00.0 73.15 64.1 11/14/03 04:00:00.0 70.39 68 11/16/03 13:00:00.0 71.08 70.1 11/18/03 22:00:00.0 71.08 66.25 11/21/03 07:00:00.0 70.735 65.15
11/11/03 20:00:00.0 73.15 64.1 11/14/03 05:00:00.0 70.39 67.5 11/16/03 14:00:00.0 71.08 69.3 11/18/03 23:00:00.0 70.735 67.2 11/21/03 08:00:00.0 71.08 65.45
11/11/03 21:00:00.0 73.15 64.5 11/14/03 06:00:00.0 70.39 68.5 11/16/03 15:00:00.0 71.08 68.25 11/19/03 00:00:00.0 70.735 66.05 11/21/03 09:00:00.0 71.08 66.25
11/11/03 22:00:00.0 72.46 64.2 11/14/03 07:00:00.0 70.39 67.5 11/16/03 16:00:00.0 71.08 67.85 11/19/03 01:00:00.0 70.735 65.8 11/21/03 10:00:00.0 71.08 66.1
11/11/03 23:00:00.0 72.46 64.2 11/14/03 08:00:00.0 71.08 66.9 11/16/03 17:00:00.0 70.735 67.8 11/19/03 02:00:00.0 71.08 65.15 11/21/03 11:00:00.0 71.08 65.2
11/12/03 00:00:00.0 72.46 63.8 11/14/03 09:00:00.0 71.08 67.9 11/16/03 18:00:00.0 71.08 67.95 11/19/03 03:00:00.0 71.08 65.4 11/21/03 12:00:00.0 70.735 65.2
11/12/03 01:00:00.0 72.46 63.8 11/14/03 10:00:00.0 71.08 69 11/16/03 19:00:00.0 70.735 68.3 11/19/03 04:00:00.0 70.735 64.45 11/21/03 13:00:00.0 70.735 65.45
11/12/03 02:00:00.0 71.77 63.5 11/14/03 11:00:00.0 70.39 68.5 11/16/03 20:00:00.0 71.08 67.9 11/19/03 05:00:00.0 70.735 65.15 11/21/03 14:00:00.0 70.735 65.75
11/12/03 03:00:00.0 71.08 63.95 11/14/03 12:00:00.0 71.08 68.4 11/16/03 21:00:00.0 71.08 68.35 11/19/03 06:00:00.0 70.735 64.4 11/21/03 15:00:00.0 71.08 66.35
11/12/03 04:00:00.0 71.08 63.95 11/14/03 13:00:00.0 71.08 69 11/16/03 22:00:00.0 70.735 67.9 11/19/03 07:00:00.0 71.08 66.45 11/21/03 16:00:00.0 70.735 65.95
11/12/03 05:00:00.0 71.08 63.95 11/14/03 14:00:00.0 71.08 70.2 11/16/03 23:00:00.0 70.735 67.4 11/19/03 08:00:00.0 71.08 66.15 11/21/03 17:00:00.0 70.735 65.5
11/12/03 06:00:00.0 71.08 63.95 11/14/03 15:00:00.0 71.08 69.6 11/17/03 00:00:00.0 71.08 68.4 11/19/03 09:00:00.0 71.08 65.95 11/21/03 18:00:00.0 70.735 66.2
11/12/03 07:00:00.0 71.425 63.9 11/14/03 16:00:00.0 71.08 69 11/17/03 01:00:00.0 71.08 67.9 11/19/03 10:00:00.0 71.08 65.35 11/21/03 19:00:00.0 70.735 65.05
11/12/03 08:00:00.0 71.425 65.2 11/14/03 17:00:00.0 71.08 69 11/17/03 02:00:00.0 71.08 66.75 11/19/03 11:00:00.0 71.08 66.7 11/21/03 20:00:00.0 71.08 65.85
11/12/03 09:00:00.0 71.425 64.75 11/14/03 18:00:00.0 71.08 69 11/17/03 03:00:00.0 71.08 67.45 11/19/03 12:00:00.0 70.735 66.2 11/21/03 21:00:00.0 71.08 65.8
11/12/03 10:00:00.0 71.77 64.9 11/14/03 19:00:00.0 71.08 67.9 11/17/03 04:00:00.0 71.08 66.95 11/19/03 13:00:00.0 70.735 66.5 11/21/03 22:00:00.0 71.08 65.6
11/12/03 11:00:00.0 73.85 66.4 11/14/03 20:00:00.0 71.08 67.4 11/17/03 05:00:00.0 71.08 66.5 11/19/03 14:00:00.0 70.735 65.85 11/21/03 23:00:00.0 71.08 67.2
11/12/03 12:00:00.0 72.805 64.35 11/14/03 21:00:00.0 71.08 68.4 11/17/03 06:00:00.0 71.08 66.75 11/19/03 15:00:00.0 70.735 66.15 11/22/03 00:00:00.0 70.735 66.7
11/12/03 13:00:00.0 72.115 68.35 11/14/03 22:00:00.0 71.08 68.4 11/17/03 07:00:00.0 70.735 66.5 11/19/03 16:00:00.0 70.735 65.85 11/22/03 01:00:00.0 70.735 66.7
11/12/03 14:00:00.0 71.425 66.45 11/14/03 23:00:00.0 71.08 66.9 11/17/03 08:00:00.0 70.735 66.55 11/19/03 17:00:00.0 70.735 66.05 11/22/03 02:00:00.0 70.735 66.05
11/12/03 15:00:00.0 71.425 66.2 11/15/03 00:00:00.0 71.08 68.4 11/17/03 09:00:00.0 70.735 66.75 11/19/03 18:00:00.0 70.735 65.55 11/22/03 03:00:00.0 70.735 64.95
11/12/03 16:00:00.0 71.425 67.15 11/15/03 01:00:00.0 71.08 67.4 11/17/03 10:00:00.0 70.735 66.55 11/19/03 19:00:00.0 71.08 65.55 11/22/03 04:00:00.0 70.735 64.75
11/12/03 17:00:00.0 71.08 66.95 11/15/03 02:00:00.0 71.08 67.9 11/17/03 11:00:00.0 70.735 65.85 11/19/03 20:00:00.0 71.08 65.65 11/22/03 05:00:00.0 70.735 64.75
11/12/03 18:00:00.0 71.08 66.7 11/15/03 03:00:00.0 71.08 66.5 11/17/03 12:00:00.0 71.08 66.5 11/19/03 21:00:00.0 71.08 65.85 11/22/03 06:00:00.0 70.735 65.2
11/12/03 19:00:00.0 71.08 67.4 11/15/03 04:00:00.0 70.39 67.5 11/17/03 13:00:00.0 70.735 66.55 11/19/03 22:00:00.0 71.08 65.6 11/22/03 07:00:00.0 70.39 64.9
11/12/03 20:00:00.0 71.08 67.65 11/15/03 05:00:00.0 71.08 67.4 11/17/03 14:00:00.0 70.735 66.15 11/19/03 23:00:00.0 71.08 65.45 11/22/03 08:00:00.0 70.735 64.9
11/12/03 21:00:00.0 71.08 68.2 11/15/03 06:00:00.0 71.08 67.4 11/17/03 15:00:00.0 70.735 66.6 11/20/03 00:00:00.0 71.08 65.2 11/22/03 09:00:00.0 70.735 64.9
11/12/03 22:00:00.0 71.08 68.2 11/15/03 07:00:00.0 71.08 66.5 11/17/03 16:00:00.0 70.735 66.15 11/20/03 01:00:00.0 71.08 64.3 11/22/03 10:00:00.0 71.08 66.85
11/12/03 23:00:00.0 71.08 68.2 11/15/03 08:00:00.0 71.08 68.4 11/17/03 17:00:00.0 70.735 66.6 11/20/03 02:00:00.0 71.08 64.95 11/22/03 11:00:00.0 70.735 65.95
11/13/03 00:00:00.0 70.735 67.95 11/15/03 09:00:00.0 71.08 67.2 11/17/03 18:00:00.0 70.39 66 11/20/03 03:00:00.0 71.08 65.1 11/22/03 12:00:00.0 70.735 66.8
11/13/03 01:00:00.0 71.08 67.9 11/15/03 10:00:00.0 71.08 68.05 11/17/03 19:00:00.0 70.735 67 11/20/03 04:00:00.0 70.735 63.05 11/22/03 13:00:00.0 70.735 66.8
11/13/03 02:00:00.0 71.08 68.4 11/15/03 11:00:00.0 71.08 67.65 11/17/03 20:00:00.0 71.08 66.25 11/20/03 05:00:00.0 70.735 63.65 11/22/03 14:00:00.0 70.735 65.25
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
11/22/03 15:00:00.0 70.735 64.95 11/25/03 00:00:00.0 70.735 64.85 11/27/03 09:00:00.0 71.08 67.15 11/29/03 18:00:00.0 70.735 65.75 12/02/03 03:00:00.0 70.735 64
11/22/03 16:00:00.0 70.735 65.45 11/25/03 01:00:00.0 70.735 64 11/27/03 10:00:00.0 71.08 67 11/29/03 19:00:00.0 71.08 65.55 12/02/03 04:00:00.0 70.735 64.2
11/22/03 17:00:00.0 70.735 64.65 11/25/03 02:00:00.0 70.735 65 11/27/03 11:00:00.0 71.08 67.65 11/29/03 20:00:00.0 71.08 65.55 12/02/03 05:00:00.0 70.735 64.55
11/22/03 18:00:00.0 70.735 65 11/25/03 03:00:00.0 70.735 65 11/27/03 12:00:00.0 71.08 66.95 11/29/03 21:00:00.0 71.08 65.65 12/02/03 06:00:00.0 70.735 64
11/22/03 19:00:00.0 70.735 65.65 11/25/03 04:00:00.0 70.735 64.15 11/27/03 13:00:00.0 71.08 66.75 11/29/03 22:00:00.0 71.08 64.5 12/02/03 07:00:00.0 70.735 63.45
11/22/03 20:00:00.0 70.735 66.95 11/25/03 05:00:00.0 70.735 64.15 11/27/03 14:00:00.0 71.08 66.45 11/29/03 23:00:00.0 71.08 66.25 12/02/03 08:00:00.0 70.735 63.5
11/22/03 21:00:00.0 70.735 66.75 11/25/03 06:00:00.0 70.735 63.75 11/27/03 15:00:00.0 71.08 66.35 11/30/03 00:00:00.0 71.08 66.05 12/02/03 09:00:00.0 70.735 64.8
11/22/03 22:00:00.0 71.08 66.45 11/25/03 07:00:00.0 70.735 63.8 11/27/03 16:00:00.0 70.735 65.55 11/30/03 01:00:00.0 70.735 65.4 12/02/03 10:00:00.0 70.735 65.95
11/22/03 23:00:00.0 70.735 66.5 11/25/03 08:00:00.0 70.735 64.45 11/27/03 17:00:00.0 71.08 65.05 11/30/03 02:00:00.0 71.08 65.15 12/02/03 11:00:00.0 70.735 65.7
11/23/03 00:00:00.0 70.735 66.5 11/25/03 09:00:00.0 70.735 64.1 11/27/03 18:00:00.0 70.735 65.25 11/30/03 03:00:00.0 70.735 65 12/02/03 12:00:00.0 71.08 65.8
11/23/03 01:00:00.0 70.735 67 11/25/03 10:00:00.0 71.08 65.3 11/27/03 19:00:00.0 71.08 65.05 11/30/03 04:00:00.0 70.735 64.8 12/02/03 13:00:00.0 71.08 65.85
11/23/03 02:00:00.0 70.735 65.6 11/25/03 11:00:00.0 71.08 64.95 11/27/03 20:00:00.0 71.08 65.1 11/30/03 05:00:00.0 70.735 64.35 12/02/03 14:00:00.0 70.735 65.7
11/23/03 03:00:00.0 70.735 65.4 11/25/03 12:00:00.0 71.08 65.9 11/27/03 21:00:00.0 71.08 66.35 11/30/03 06:00:00.0 70.735 63.8 12/02/03 15:00:00.0 71.08 65.85
11/23/03 04:00:00.0 70.735 65.2 11/25/03 13:00:00.0 71.08 65.85 11/27/03 22:00:00.0 71.08 66.95 11/30/03 07:00:00.0 70.735 64.45 12/02/03 16:00:00.0 70.735 65.1
11/23/03 05:00:00.0 70.735 65.6 11/25/03 14:00:00.0 70.735 65.4 11/27/03 23:00:00.0 71.08 65.9 11/30/03 08:00:00.0 70.735 64.2 12/02/03 17:00:00.0 71.08 64.9
11/23/03 06:00:00.0 70.735 65.6 11/25/03 15:00:00.0 70.735 65.25 11/28/03 00:00:00.0 71.08 66.1 11/30/03 09:00:00.0 71.08 64.7 12/02/03 18:00:00.0 70.39 64.85
11/23/03 07:00:00.0 70.735 65.6 11/25/03 16:00:00.0 70.735 65.9 11/28/03 01:00:00.0 71.08 65.95 11/30/03 10:00:00.0 70.735 64.3 12/02/03 19:00:00.0 70.735 64.35
11/23/03 08:00:00.0 71.08 65.6 11/25/03 17:00:00.0 70.735 65.3 11/28/03 02:00:00.0 71.425 65.2 11/30/03 11:00:00.0 71.08 65.8 12/02/03 20:00:00.0 70.735 64.9
11/23/03 09:00:00.0 71.08 65.4 11/25/03 18:00:00.0 70.735 65.25 11/28/03 03:00:00.0 71.425 64.65 11/30/03 12:00:00.0 71.08 66.45 12/02/03 21:00:00.0 70.735 64.15
11/23/03 10:00:00.0 71.08 66.15 11/25/03 19:00:00.0 71.08 65.95 11/28/03 04:00:00.0 71.08 63.85 11/30/03 13:00:00.0 70.735 65.55 12/02/03 22:00:00.0 70.735 63.95
11/23/03 11:00:00.0 71.08 65.45 11/25/03 20:00:00.0 71.08 65.35 11/28/03 05:00:00.0 70.735 64.5 11/30/03 14:00:00.0 70.735 66 12/02/03 23:00:00.0 71.08 64.55
11/23/03 12:00:00.0 71.08 67.15 11/25/03 21:00:00.0 71.08 64.75 11/28/03 06:00:00.0 70.735 63.35 11/30/03 15:00:00.0 70.735 65.85 12/03/03 00:00:00.0 71.08 64.5
11/23/03 13:00:00.0 71.08 66.6 11/25/03 22:00:00.0 71.08 65.55 11/28/03 07:00:00.0 70.735 62.45 11/30/03 16:00:00.0 70.735 65.55 12/03/03 01:00:00.0 70.735 64.4
11/23/03 14:00:00.0 70.735 66.2 11/25/03 23:00:00.0 71.08 64.65 11/28/03 08:00:00.0 70.735 63.35 11/30/03 17:00:00.0 70.735 65.4 12/03/03 02:00:00.0 70.735 64.4
11/23/03 15:00:00.0 70.735 66.5 11/26/03 00:00:00.0 70.735 65.2 11/28/03 09:00:00.0 71.08 64.6 11/30/03 18:00:00.0 70.735 65.1 12/03/03 03:00:00.0 70.735 62.75
11/23/03 16:00:00.0 71.08 66 11/26/03 01:00:00.0 70.735 64.4 11/28/03 10:00:00.0 71.08 65.2 11/30/03 19:00:00.0 70.735 64.25 12/03/03 04:00:00.0 70.735 64.05
11/23/03 17:00:00.0 71.08 66.4 11/26/03 02:00:00.0 70.735 64.95 11/28/03 11:00:00.0 71.08 65.35 11/30/03 20:00:00.0 70.735 64.9 12/03/03 05:00:00.0 70.735 64
11/23/03 18:00:00.0 70.735 65.3 11/26/03 03:00:00.0 70.735 64.95 11/28/03 12:00:00.0 71.08 64.95 11/30/03 21:00:00.0 71.08 65.3 12/03/03 06:00:00.0 70.735 63.15
11/23/03 19:00:00.0 71.08 66.15 11/26/03 04:00:00.0 71.08 65.15 11/28/03 13:00:00.0 71.08 65.5 11/30/03 22:00:00.0 71.08 64.5 12/03/03 07:00:00.0 70.735 63.85
11/23/03 20:00:00.0 71.08 65.45 11/26/03 05:00:00.0 70.735 63.8 11/28/03 14:00:00.0 71.08 64.65 11/30/03 23:00:00.0 70.735 64.8 12/03/03 08:00:00.0 70.735 64.5
11/23/03 21:00:00.0 71.08 65.35 11/26/03 06:00:00.0 71.08 64.75 11/28/03 15:00:00.0 70.735 65 12/01/03 00:00:00.0 70.735 64.2 12/03/03 09:00:00.0 70.735 64.85
11/23/03 22:00:00.0 71.08 65.85 11/26/03 07:00:00.0 70.735 65 11/28/03 16:00:00.0 70.735 65.1 12/01/03 01:00:00.0 70.735 64.95 12/03/03 10:00:00.0 70.735 64.75
11/23/03 23:00:00.0 71.08 66.25 11/26/03 08:00:00.0 70.735 64.55 11/28/03 17:00:00.0 71.08 64.6 12/01/03 02:00:00.0 71.08 64.75 12/03/03 11:00:00.0 71.08 66.05
11/24/03 00:00:00.0 71.08 66.45 11/26/03 09:00:00.0 71.08 65 11/28/03 18:00:00.0 71.08 64.2 12/01/03 03:00:00.0 70.735 64.55 12/03/03 12:00:00.0 71.08 65.85
11/24/03 01:00:00.0 71.08 66.05 11/26/03 10:00:00.0 71.08 64.95 11/28/03 19:00:00.0 70.735 63.4 12/01/03 04:00:00.0 70.735 63.85 12/03/03 13:00:00.0 70.735 66.05
11/24/03 02:00:00.0 70.735 65.8 11/26/03 11:00:00.0 71.08 66.05 11/28/03 20:00:00.0 71.08 64.25 12/01/03 05:00:00.0 70.735 64.15 12/03/03 14:00:00.0 70.735 65.7
11/24/03 03:00:00.0 70.735 64.75 11/26/03 12:00:00.0 71.08 66 11/28/03 21:00:00.0 71.08 64.6 12/01/03 06:00:00.0 70.735 63.25 12/03/03 15:00:00.0 70.735 65.4
11/24/03 04:00:00.0 71.08 64.75 11/26/03 13:00:00.0 71.08 66.7 11/28/03 22:00:00.0 70.735 64.75 12/01/03 07:00:00.0 70.735 64 12/03/03 16:00:00.0 70.735 65.6
11/24/03 05:00:00.0 70.735 64.55 11/26/03 14:00:00.0 71.08 66.95 11/28/03 23:00:00.0 70.735 64.75 12/01/03 08:00:00.0 70.735 64.4 12/03/03 17:00:00.0 70.735 65.25
11/24/03 06:00:00.0 71.08 65.4 11/26/03 15:00:00.0 71.08 66.3 11/29/03 00:00:00.0 71.08 64.1 12/01/03 09:00:00.0 70.735 64.2 12/03/03 18:00:00.0 70.735 64.8
11/24/03 07:00:00.0 71.08 63.75 11/26/03 16:00:00.0 70.735 66.8 11/29/03 01:00:00.0 71.08 63.95 12/01/03 10:00:00.0 70.735 64.4 12/03/03 19:00:00.0 71.08 65.45
11/24/03 08:00:00.0 71.08 64.5 11/26/03 17:00:00.0 71.08 66.8 11/29/03 02:00:00.0 70.735 64.75 12/01/03 11:00:00.0 70.735 64.9 12/03/03 20:00:00.0 71.08 65.8
11/24/03 09:00:00.0 70.735 64.9 11/26/03 18:00:00.0 71.08 66.5 11/29/03 03:00:00.0 70.735 63.05 12/01/03 12:00:00.0 70.735 65.4 12/03/03 21:00:00.0 71.08 65.95
11/24/03 10:00:00.0 71.08 65.45 11/26/03 19:00:00.0 70.735 66.5 11/29/03 04:00:00.0 70.735 63.65 12/01/03 13:00:00.0 70.735 65.55 12/03/03 22:00:00.0 71.08 65.2
11/24/03 11:00:00.0 71.08 66.45 11/26/03 20:00:00.0 71.08 66.4 11/29/03 05:00:00.0 70.735 63.35 12/01/03 14:00:00.0 70.735 65.4 12/03/03 23:00:00.0 71.08 65.45
11/24/03 12:00:00.0 70.735 67.05 11/26/03 21:00:00.0 71.08 66.1 11/29/03 06:00:00.0 70.735 64 12/01/03 15:00:00.0 70.735 65.1 12/04/03 00:00:00.0 71.08 65.2
11/24/03 13:00:00.0 70.735 66.35 11/26/03 22:00:00.0 71.08 67.15 11/29/03 07:00:00.0 70.735 63.5 12/01/03 16:00:00.0 70.735 65.4 12/04/03 01:00:00.0 70.735 64.9
11/24/03 14:00:00.0 70.735 66.35 11/26/03 23:00:00.0 71.08 67 11/29/03 08:00:00.0 71.08 64.2 12/01/03 17:00:00.0 70.735 64.55 12/04/03 02:00:00.0 70.735 64.1
11/24/03 15:00:00.0 70.735 66.25 11/27/03 00:00:00.0 71.08 66.95 11/29/03 09:00:00.0 71.08 65.45 12/01/03 18:00:00.0 70.735 64.3 12/04/03 03:00:00.0 70.735 64
11/24/03 16:00:00.0 70.735 64.8 11/27/03 01:00:00.0 71.08 66.45 11/29/03 10:00:00.0 71.08 66.35 12/01/03 19:00:00.0 70.39 64 12/04/03 04:00:00.0 70.735 65
11/24/03 17:00:00.0 70.39 64.35 11/27/03 02:00:00.0 71.08 66 11/29/03 11:00:00.0 71.08 66.15 12/01/03 20:00:00.0 71.08 64.85 12/04/03 05:00:00.0 70.735 64.3
11/24/03 18:00:00.0 70.735 64.7 11/27/03 03:00:00.0 71.08 65.2 11/29/03 12:00:00.0 71.08 66.45 12/01/03 21:00:00.0 70.735 64.8 12/04/03 06:00:00.0 70.735 65
11/24/03 19:00:00.0 70.735 64.9 11/27/03 04:00:00.0 71.08 64.4 11/29/03 13:00:00.0 71.08 65.95 12/01/03 22:00:00.0 70.39 65.3 12/04/03 07:00:00.0 70.735 64.3
11/24/03 20:00:00.0 70.735 65 11/27/03 05:00:00.0 71.08 64.2 11/29/03 14:00:00.0 71.08 65.95 12/01/03 23:00:00.0 70.735 64.55 12/04/03 08:00:00.0 71.08 63.8
11/24/03 21:00:00.0 70.735 65 11/27/03 06:00:00.0 71.08 64.95 11/29/03 15:00:00.0 70.735 66.35 12/02/03 00:00:00.0 70.735 65 12/04/03 09:00:00.0 71.08 65.4
11/24/03 22:00:00.0 71.08 64.4 11/27/03 07:00:00.0 71.08 64.4 11/29/03 16:00:00.0 71.08 65.8 12/02/03 01:00:00.0 70.735 64.45 12/04/03 10:00:00.0 71.08 65.4
11/24/03 23:00:00.0 71.08 64.85 11/27/03 08:00:00.0 71.08 65.7 11/29/03 17:00:00.0 70.735 65.75 12/02/03 02:00:00.0 70.735 64.75 12/04/03 11:00:00.0 71.08 65.85
108
      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
12/04/03 12:00:00.0 71.08 66.65 12/06/03 21:00:00.0 70.39 68.5 12/09/03 06:00:00.0 70.39 65.3 12/11/03 15:00:00.0 70.735 66.35 12/14/03 00:00:00.0 70.735 64.75
12/04/03 13:00:00.0 71.08 66.3 12/06/03 22:00:00.0 70.39 68.5 12/09/03 07:00:00.0 70.39 64.9 12/11/03 16:00:00.0 70.39 66.2 12/14/03 01:00:00.0 70.735 65.6
12/04/03 14:00:00.0 70.735 65.7 12/06/03 23:00:00.0 70.39 69.1 12/09/03 08:00:00.0 70.39 65.45 12/11/03 17:00:00.0 70.39 65.35 12/14/03 02:00:00.0 70.735 64.65
12/04/03 15:00:00.0 70.735 65.85 12/07/03 00:00:00.0 70.39 68.5 12/09/03 09:00:00.0 70.39 66.45 12/11/03 18:00:00.0 70.735 65.95 12/14/03 03:00:00.0 70.735 65.1
12/04/03 16:00:00.0 71.08 65.35 12/07/03 01:00:00.0 70.39 67 12/09/03 10:00:00.0 70.39 66.25 12/11/03 19:00:00.0 70.39 65 12/14/03 04:00:00.0 70.735 65.65
12/04/03 17:00:00.0 71.08 65.1 12/07/03 02:00:00.0 70.39 67.5 12/09/03 11:00:00.0 70.39 66.9 12/11/03 20:00:00.0 70.735 66.05 12/14/03 05:00:00.0 70.735 64.4
12/04/03 18:00:00.0 70.735 65.45 12/07/03 03:00:00.0 70.39 68 12/09/03 12:00:00.0 70.39 66.25 12/11/03 21:00:00.0 70.735 66.3 12/14/03 06:00:00.0 70.735 64.55
12/04/03 19:00:00.0 70.735 64.95 12/07/03 04:00:00.0 70.39 68.5 12/09/03 13:00:00.0 70.39 66.55 12/11/03 22:00:00.0 70.735 66.75 12/14/03 07:00:00.0 70.735 65
12/04/03 20:00:00.0 70.735 64.9 12/07/03 05:00:00.0 70.39 69.1 12/09/03 14:00:00.0 70.735 66.25 12/11/03 23:00:00.0 70.735 64.95 12/14/03 08:00:00.0 70.735 64.55
12/04/03 21:00:00.0 70.735 65.25 12/07/03 06:00:00.0 70.39 67.75 12/09/03 15:00:00.0 70.39 66.05 12/12/03 00:00:00.0 70.735 65.6 12/14/03 09:00:00.0 70.735 65.1
12/04/03 22:00:00.0 70.39 65.05 12/07/03 07:00:00.0 70.735 68.5 12/09/03 16:00:00.0 70.39 65.65 12/12/03 01:00:00.0 70.735 65.6 12/14/03 10:00:00.0 70.735 66
12/04/03 23:00:00.0 70.735 65.4 12/07/03 08:00:00.0 70.39 67.6 12/09/03 17:00:00.0 70.39 64.05 12/12/03 02:00:00.0 70.735 66.3 12/14/03 11:00:00.0 71.08 66.2
12/05/03 00:00:00.0 70.735 65.15 12/07/03 09:00:00.0 70.39 68.05 12/09/03 18:00:00.0 70.39 65.2 12/12/03 03:00:00.0 70.735 65.35 12/14/03 12:00:00.0 71.08 65.85
12/05/03 01:00:00.0 71.08 64.6 12/07/03 10:00:00.0 70.39 67.05 12/09/03 19:00:00.0 70.39 64.95 12/12/03 04:00:00.0 70.735 63.8 12/14/03 13:00:00.0 70.735 66.05
12/05/03 02:00:00.0 70.735 64.95 12/07/03 11:00:00.0 70.39 68.15 12/09/03 20:00:00.0 70.735 65.85 12/12/03 05:00:00.0 70.735 65.4 12/14/03 14:00:00.0 71.08 65.45
12/05/03 03:00:00.0 70.735 65.4 12/07/03 12:00:00.0 70.39 68.15 12/09/03 21:00:00.0 70.39 66.25 12/12/03 06:00:00.0 70.735 64.15 12/14/03 15:00:00.0 70.735 65.55
12/05/03 04:00:00.0 70.735 64.35 12/07/03 13:00:00.0 70.39 67.9 12/09/03 22:00:00.0 70.39 65.65 12/12/03 07:00:00.0 70.735 64.65 12/14/03 16:00:00.0 70.735 65.4
12/05/03 05:00:00.0 70.735 65.15 12/07/03 14:00:00.0 70.735 67.4 12/09/03 23:00:00.0 70.735 66.3 12/12/03 08:00:00.0 70.735 65.8 12/14/03 17:00:00.0 70.735 65.55
12/05/03 06:00:00.0 70.735 65.35 12/07/03 15:00:00.0 70.39 67.2 12/10/03 00:00:00.0 70.735 66.55 12/12/03 09:00:00.0 70.735 65.35 12/14/03 18:00:00.0 70.735 65.3
12/05/03 07:00:00.0 70.39 65 12/07/03 16:00:00.0 70.39 67.5 12/10/03 01:00:00.0 70.735 65.85 12/12/03 10:00:00.0 70.735 65.65 12/14/03 19:00:00.0 70.735 64.9
12/05/03 08:00:00.0 70.735 65.2 12/07/03 17:00:00.0 70.39 68.05 12/10/03 02:00:00.0 70.39 66.3 12/12/03 11:00:00.0 70.735 66.2 12/14/03 20:00:00.0 70.735 65.7
12/05/03 09:00:00.0 70.735 65.8 12/07/03 18:00:00.0 70.39 67.05 12/10/03 03:00:00.0 70.39 64.85 12/12/03 12:00:00.0 71.08 66.85 12/14/03 21:00:00.0 70.735 65.2
12/05/03 10:00:00.0 70.39 65.5 12/07/03 19:00:00.0 70.39 66.1 12/10/03 04:00:00.0 70.39 65.45 12/12/03 13:00:00.0 71.08 66.8 12/14/03 22:00:00.0 70.735 65.85
12/05/03 11:00:00.0 70.735 65.6 12/07/03 20:00:00.0 70.39 66.6 12/10/03 05:00:00.0 70.39 64.5 12/12/03 14:00:00.0 70.735 66.8 12/14/03 23:00:00.0 70.735 65.2
12/05/03 12:00:00.0 70.735 65.65 12/07/03 21:00:00.0 70.39 66.55 12/10/03 06:00:00.0 70.39 64.5 12/12/03 15:00:00.0 71.08 67.1 12/15/03 00:00:00.0 70.735 65.2
12/05/03 13:00:00.0 70.735 65.45 12/07/03 22:00:00.0 70.39 66.3 12/10/03 07:00:00.0 70.39 64.2 12/12/03 16:00:00.0 70.735 66.3 12/15/03 01:00:00.0 70.735 64
12/05/03 14:00:00.0 70.735 66.4 12/07/03 23:00:00.0 70.39 67.75 12/10/03 08:00:00.0 70.39 64.85 12/12/03 17:00:00.0 70.735 65.25 12/15/03 02:00:00.0 71.08 65.8
12/05/03 15:00:00.0 70.735 66.6 12/08/03 00:00:00.0 70.39 66.8 12/10/03 09:00:00.0 70.39 65.8 12/12/03 18:00:00.0 70.39 65 12/15/03 03:00:00.0 71.08 64.4
12/05/03 16:00:00.0 70.735 66.1 12/08/03 01:00:00.0 70.39 66.55 12/10/03 10:00:00.0 70.39 66.55 12/12/03 19:00:00.0 70.735 65.5 12/15/03 04:00:00.0 71.08 65.35
12/05/03 17:00:00.0 70.735 66.05 12/08/03 02:00:00.0 70.39 66.1 12/10/03 11:00:00.0 70.39 66.55 12/12/03 20:00:00.0 70.735 65 12/15/03 05:00:00.0 70.735 64.2
12/05/03 18:00:00.0 70.735 65.45 12/08/03 03:00:00.0 70.39 66.3 12/10/03 12:00:00.0 70.39 66.8 12/12/03 21:00:00.0 70.735 65 12/15/03 06:00:00.0 70.735 64.15
12/05/03 19:00:00.0 70.735 65.9 12/08/03 04:00:00.0 70.39 67 12/10/03 13:00:00.0 70.39 66.85 12/12/03 22:00:00.0 70.735 66.1 12/15/03 07:00:00.0 70.735 63.7
12/05/03 20:00:00.0 70.39 66.8 12/08/03 05:00:00.0 70.39 67 12/10/03 14:00:00.0 70.39 66.35 12/12/03 23:00:00.0 70.735 66.3 12/15/03 08:00:00.0 70.735 65
12/05/03 21:00:00.0 70.39 66.65 12/08/03 06:00:00.0 70.39 67 12/10/03 15:00:00.0 70.39 65.9 12/13/03 00:00:00.0 70.735 66.05 12/15/03 09:00:00.0 71.08 65.65
12/05/03 22:00:00.0 70.39 65.05 12/08/03 07:00:00.0 70.39 65.65 12/10/03 16:00:00.0 70.39 66.95 12/13/03 01:00:00.0 70.735 66.05 12/15/03 10:00:00.0 70.735 66
12/05/03 23:00:00.0 70.39 65.65 12/08/03 08:00:00.0 70.39 66.3 12/10/03 17:00:00.0 70.39 65.95 12/13/03 02:00:00.0 70.735 65.8 12/15/03 11:00:00.0 71.08 66.8
12/06/03 00:00:00.0 70.39 66.1 12/08/03 09:00:00.0 70.39 66.8 12/10/03 18:00:00.0 70.39 66 12/13/03 03:00:00.0 70.735 65.15 12/15/03 12:00:00.0 71.08 65.65
12/06/03 01:00:00.0 70.39 65.4 12/08/03 10:00:00.0 70.39 65.45 12/10/03 19:00:00.0 70.39 65.8 12/13/03 04:00:00.0 70.735 65.2 12/15/03 13:00:00.0 71.08 66.35
12/06/03 02:00:00.0 70.39 66.3 12/08/03 11:00:00.0 70.39 67.05 12/10/03 20:00:00.0 70.39 66.35 12/13/03 05:00:00.0 70.735 64.95 12/15/03 14:00:00.0 71.08 66.6
12/06/03 03:00:00.0 70.39 65.65 12/08/03 12:00:00.0 70.39 67.5 12/10/03 21:00:00.0 70.39 65.85 12/13/03 06:00:00.0 70.735 64.15 12/15/03 15:00:00.0 71.08 66.45
12/06/03 04:00:00.0 70.39 65.85 12/08/03 13:00:00.0 70.39 66.6 12/10/03 22:00:00.0 70.735 66.5 12/13/03 07:00:00.0 70.735 64.75 12/15/03 16:00:00.0 70.735 66.35
12/06/03 05:00:00.0 70.39 66.55 12/08/03 14:00:00.0 70.39 66.4 12/10/03 23:00:00.0 70.39 65.85 12/13/03 08:00:00.0 70.735 64.2 12/15/03 17:00:00.0 70.735 65.7
12/06/03 06:00:00.0 70.39 66.55 12/08/03 15:00:00.0 70.39 66.35 12/11/03 00:00:00.0 70.735 66.3 12/13/03 09:00:00.0 70.735 65.3 12/15/03 18:00:00.0 70.735 65.75
12/06/03 07:00:00.0 70.39 65.85 12/08/03 16:00:00.0 70.39 66.6 12/11/03 01:00:00.0 70.735 65.85 12/13/03 10:00:00.0 70.735 66.85 12/15/03 19:00:00.0 71.08 65.8
12/06/03 08:00:00.0 70.39 66.75 12/08/03 17:00:00.0 70.39 66.65 12/11/03 02:00:00.0 70.735 66.7 12/13/03 11:00:00.0 70.735 66.7 12/15/03 20:00:00.0 71.08 66.15
12/06/03 09:00:00.0 70.39 67.5 12/08/03 18:00:00.0 70.39 65.8 12/11/03 03:00:00.0 70.735 66.5 12/13/03 12:00:00.0 71.08 67.3 12/15/03 21:00:00.0 71.08 65.95
12/06/03 10:00:00.0 70.39 66.5 12/08/03 19:00:00.0 70.39 66.15 12/11/03 04:00:00.0 70.735 65.4 12/13/03 13:00:00.0 70.735 67.35 12/15/03 22:00:00.0 70.735 65.75
12/06/03 11:00:00.0 70.39 66.5 12/08/03 20:00:00.0 70.39 65.75 12/11/03 05:00:00.0 70.735 66.25 12/13/03 14:00:00.0 71.08 68 12/15/03 23:00:00.0 70.735 65.9
12/06/03 12:00:00.0 70.39 66.1 12/08/03 21:00:00.0 70.39 67.5 12/11/03 06:00:00.0 70.735 65.6 12/13/03 15:00:00.0 71.08 68 12/16/03 00:00:00.0 71.08 65.2
12/06/03 13:00:00.0 70.39 65.2 12/08/03 22:00:00.0 70.39 67.5 12/11/03 07:00:00.0 70.735 66.5 12/13/03 16:00:00.0 70.735 67.85 12/16/03 01:00:00.0 70.735 64.8
12/06/03 14:00:00.0 70.39 66.1 12/08/03 23:00:00.0 70.39 67.5 12/11/03 08:00:00.0 70.735 66.5 12/13/03 17:00:00.0 71.08 67.3 12/16/03 02:00:00.0 70.735 65.35
12/06/03 15:00:00.0 70.39 66.5 12/09/03 00:00:00.0 70.39 67 12/11/03 09:00:00.0 70.39 65.95 12/13/03 18:00:00.0 70.735 66.95 12/16/03 03:00:00.0 71.08 64.8
12/06/03 16:00:00.0 70.39 66.5 12/09/03 01:00:00.0 70.39 66.8 12/11/03 10:00:00.0 70.735 66.1 12/13/03 19:00:00.0 70.735 65.95 12/16/03 04:00:00.0 70.735 64.4
12/06/03 17:00:00.0 70.39 66.1 12/09/03 02:00:00.0 70.735 66.5 12/11/03 11:00:00.0 70.39 65.8 12/13/03 20:00:00.0 70.735 65.6 12/16/03 05:00:00.0 70.735 64.55
12/06/03 18:00:00.0 70.39 67.5 12/09/03 03:00:00.0 70.39 65 12/11/03 12:00:00.0 70.39 66 12/13/03 21:00:00.0 71.08 65.45 12/16/03 06:00:00.0 70.735 65
12/06/03 19:00:00.0 70.39 68 12/09/03 04:00:00.0 70.39 66.1 12/11/03 13:00:00.0 70.735 66.9 12/13/03 22:00:00.0 71.08 66.05 12/16/03 07:00:00.0 70.735 65.15
12/06/03 20:00:00.0 70.39 68 12/09/03 05:00:00.0 70.39 65.25 12/11/03 14:00:00.0 70.735 66.6 12/13/03 23:00:00.0 70.735 65.9 12/16/03 08:00:00.0 71.08 64.6
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
12/16/03 09:00:00.0 70.735 64.5 12/18/03 18:00:00.0 70.39 64.4 12/21/03 03:00:00.0 70.735 65.9 12/23/03 12:00:00.0 70.735 65.7 12/25/03 21:00:00.0 71.08 65.55
12/16/03 10:00:00.0 71.08 64.6 12/18/03 19:00:00.0 70.735 64.65 12/21/03 04:00:00.0 70.735 64.95 12/23/03 13:00:00.0 70.735 64.8 12/25/03 22:00:00.0 71.08 65.9
12/16/03 11:00:00.0 71.08 66.25 12/18/03 20:00:00.0 70.735 64.65 12/21/03 05:00:00.0 70.735 64.45 12/23/03 14:00:00.0 70.735 64.95 12/25/03 23:00:00.0 70.735 65.4
12/16/03 12:00:00.0 71.08 65.35 12/18/03 21:00:00.0 71.08 65.45 12/21/03 06:00:00.0 70.735 64.05 12/23/03 15:00:00.0 70.735 65.7 12/26/03 00:00:00.0 70.735 66.3
12/16/03 13:00:00.0 70.735 65.55 12/18/03 22:00:00.0 70.735 65.15 12/21/03 07:00:00.0 70.735 63.2 12/23/03 16:00:00.0 70.735 65.45 12/26/03 01:00:00.0 70.735 65.85
12/16/03 14:00:00.0 70.735 65.85 12/18/03 23:00:00.0 70.735 65.25 12/21/03 08:00:00.0 70.735 63.65 12/23/03 17:00:00.0 70.735 64.4 12/26/03 02:00:00.0 70.735 65.6
12/16/03 15:00:00.0 70.735 66.3 12/19/03 00:00:00.0 70.735 64.3 12/21/03 09:00:00.0 70.735 64.35 12/23/03 18:00:00.0 71.08 64.9 12/26/03 03:00:00.0 70.735 65.65
12/16/03 16:00:00.0 71.08 66.75 12/19/03 01:00:00.0 70.735 65.1 12/21/03 10:00:00.0 70.735 65 12/23/03 19:00:00.0 70.735 64.5 12/26/03 04:00:00.0 70.735 65.65
12/16/03 17:00:00.0 70.735 66.75 12/19/03 02:00:00.0 70.735 64.75 12/21/03 11:00:00.0 71.08 63.75 12/23/03 20:00:00.0 70.735 64.55 12/26/03 05:00:00.0 70.735 65.6
12/16/03 18:00:00.0 71.08 67.25 12/19/03 03:00:00.0 70.735 64.55 12/21/03 12:00:00.0 70.735 64.4 12/23/03 21:00:00.0 71.08 64.45 12/26/03 06:00:00.0 70.735 65
12/16/03 19:00:00.0 71.08 65.95 12/19/03 04:00:00.0 70.735 63.5 12/21/03 13:00:00.0 70.735 65.15 12/23/03 22:00:00.0 70.735 65.35 12/26/03 07:00:00.0 70.39 64.25
12/16/03 20:00:00.0 70.735 66.2 12/19/03 05:00:00.0 70.735 65.4 12/21/03 14:00:00.0 71.08 66.65 12/23/03 23:00:00.0 70.735 65.7 12/26/03 08:00:00.0 70.39 64
12/16/03 21:00:00.0 71.08 65.9 12/19/03 06:00:00.0 70.735 65 12/21/03 15:00:00.0 70.735 66 12/24/03 00:00:00.0 70.735 65.35 12/26/03 09:00:00.0 70.39 65.65
12/16/03 22:00:00.0 70.735 65.2 12/19/03 07:00:00.0 70.735 64.35 12/21/03 16:00:00.0 70.735 66.4 12/24/03 01:00:00.0 70.735 64.95 12/26/03 10:00:00.0 71.08 66.1
12/16/03 23:00:00.0 71.08 66.5 12/19/03 08:00:00.0 70.735 65.45 12/21/03 17:00:00.0 70.735 64.95 12/24/03 02:00:00.0 70.735 64.75 12/26/03 11:00:00.0 70.735 66.65
12/17/03 00:00:00.0 70.735 65.6 12/19/03 09:00:00.0 70.735 65.7 12/21/03 18:00:00.0 70.735 64.5 12/24/03 03:00:00.0 70.735 64.35 12/26/03 12:00:00.0 70.735 67.3
12/17/03 01:00:00.0 70.735 65.7 12/19/03 10:00:00.0 70.735 65.15 12/21/03 19:00:00.0 70.735 65.45 12/24/03 04:00:00.0 70.735 64.45 12/26/03 13:00:00.0 70.735 66.5
12/17/03 02:00:00.0 70.735 65.2 12/19/03 11:00:00.0 70.39 65 12/21/03 20:00:00.0 70.735 65.6 12/24/03 05:00:00.0 70.735 65.2 12/26/03 14:00:00.0 70.39 66.15
12/17/03 03:00:00.0 70.735 65.1 12/19/03 12:00:00.0 70.735 65.85 12/21/03 21:00:00.0 70.735 64.05 12/24/03 06:00:00.0 70.735 64.55 12/26/03 15:00:00.0 70.39 66.85
12/17/03 04:00:00.0 70.735 65.75 12/19/03 13:00:00.0 70.735 65.35 12/21/03 22:00:00.0 70.735 65.75 12/24/03 07:00:00.0 70.735 64.8 12/26/03 16:00:00.0 70.735 66
12/17/03 05:00:00.0 70.735 65.95 12/19/03 14:00:00.0 71.08 66.35 12/21/03 23:00:00.0 70.735 64.45 12/24/03 08:00:00.0 70.39 64.9 12/26/03 17:00:00.0 70.39 65.85
12/17/03 06:00:00.0 70.735 66 12/19/03 15:00:00.0 70.39 66.25 12/22/03 00:00:00.0 70.735 64.15 12/24/03 09:00:00.0 70.735 64.05 12/26/03 18:00:00.0 70.39 65.2
12/17/03 07:00:00.0 70.735 65.95 12/19/03 16:00:00.0 70.39 66.35 12/22/03 01:00:00.0 70.735 64.4 12/24/03 10:00:00.0 71.08 65.8 12/26/03 19:00:00.0 70.39 64.85
12/17/03 08:00:00.0 70.735 66.4 12/19/03 17:00:00.0 70.39 67.1 12/22/03 02:00:00.0 70.735 64.55 12/24/03 11:00:00.0 70.39 65.75 12/26/03 20:00:00.0 70.735 65.65
12/17/03 09:00:00.0 71.08 65.25 12/19/03 18:00:00.0 70.39 66.2 12/22/03 03:00:00.0 70.735 65.2 12/24/03 12:00:00.0 70.39 66.2 12/26/03 21:00:00.0 70.735 65.45
12/17/03 10:00:00.0 70.39 65.9 12/19/03 19:00:00.0 70.39 66 12/22/03 04:00:00.0 70.735 64.8 12/24/03 13:00:00.0 70.39 66.7 12/26/03 22:00:00.0 70.735 64.85
12/17/03 11:00:00.0 70.39 65 12/19/03 20:00:00.0 70.735 66.8 12/22/03 05:00:00.0 70.735 64.45 12/24/03 14:00:00.0 70.39 65.7 12/26/03 23:00:00.0 70.39 65.25
12/17/03 12:00:00.0 70.39 64.4 12/19/03 21:00:00.0 70.735 66.3 12/22/03 06:00:00.0 70.735 65.25 12/24/03 15:00:00.0 70.735 66.05 12/27/03 00:00:00.0 70.735 66.5
12/17/03 13:00:00.0 70.735 65.25 12/19/03 22:00:00.0 70.735 65.65 12/22/03 07:00:00.0 70.735 64.3 12/24/03 16:00:00.0 70.39 65.85 12/27/03 01:00:00.0 70.735 66.95
12/17/03 14:00:00.0 70.735 64.2 12/19/03 23:00:00.0 70.735 65.15 12/22/03 08:00:00.0 70.735 64.3 12/24/03 17:00:00.0 70.39 65.35 12/27/03 02:00:00.0 70.735 65.65
12/17/03 15:00:00.0 70.735 64.8 12/20/03 00:00:00.0 70.735 65.35 12/22/03 09:00:00.0 70.735 65.3 12/24/03 18:00:00.0 70.39 66.2 12/27/03 03:00:00.0 70.735 65.6
12/17/03 16:00:00.0 70.735 64.95 12/20/03 01:00:00.0 70.735 64.65 12/22/03 10:00:00.0 70.735 65.65 12/24/03 19:00:00.0 70.39 65.4 12/27/03 04:00:00.0 70.735 65.6
12/17/03 17:00:00.0 70.735 65.75 12/20/03 02:00:00.0 71.08 64.75 12/22/03 11:00:00.0 70.735 65.6 12/24/03 20:00:00.0 70.735 67.1 12/27/03 05:00:00.0 70.735 65.6
12/17/03 18:00:00.0 70.39 65.15 12/20/03 03:00:00.0 71.08 65.2 12/22/03 12:00:00.0 70.735 65.95 12/24/03 21:00:00.0 70.39 68.5 12/27/03 06:00:00.0 70.39 65.05
12/17/03 19:00:00.0 70.735 65.8 12/20/03 04:00:00.0 71.08 64.1 12/22/03 13:00:00.0 70.39 65.25 12/24/03 22:00:00.0 70.39 67 12/27/03 07:00:00.0 70.735 64.35
12/17/03 20:00:00.0 71.08 65.1 12/20/03 05:00:00.0 70.735 65 12/22/03 14:00:00.0 70.39 66.5 12/24/03 23:00:00.0 70.39 67 12/27/03 08:00:00.0 70.39 65.3
12/17/03 21:00:00.0 70.735 65.65 12/20/03 06:00:00.0 70.735 64.75 12/22/03 15:00:00.0 70.39 66.65 12/25/03 00:00:00.0 71.08 65.6 12/27/03 09:00:00.0 70.39 65.25
12/17/03 22:00:00.0 70.735 65.65 12/20/03 07:00:00.0 70.735 65.05 12/22/03 16:00:00.0 70.39 66.35 12/25/03 01:00:00.0 70.735 64.8 12/27/03 10:00:00.0 70.39 65.7
12/17/03 23:00:00.0 70.735 65.65 12/20/03 08:00:00.0 70.735 65.5 12/22/03 17:00:00.0 70.39 65.65 12/25/03 02:00:00.0 70.735 65.2 12/27/03 11:00:00.0 70.39 66.6
12/18/03 00:00:00.0 70.735 66.05 12/20/03 09:00:00.0 70.735 65.85 12/22/03 18:00:00.0 70.39 65 12/25/03 03:00:00.0 70.735 65.25 12/27/03 12:00:00.0 70.39 67.2
12/18/03 01:00:00.0 70.735 65.85 12/20/03 10:00:00.0 70.735 65 12/22/03 19:00:00.0 70.39 64.7 12/25/03 04:00:00.0 70.735 64.85 12/27/03 13:00:00.0 70.39 67.05
12/18/03 02:00:00.0 71.08 65.55 12/20/03 11:00:00.0 71.08 66.7 12/22/03 20:00:00.0 70.735 65.65 12/25/03 05:00:00.0 70.735 64.55 12/27/03 14:00:00.0 70.39 68.9
12/18/03 03:00:00.0 70.735 65.2 12/20/03 12:00:00.0 71.08 66.5 12/22/03 21:00:00.0 70.735 65.05 12/25/03 06:00:00.0 70.735 64.65 12/27/03 15:00:00.0 70.39 68.1
12/18/03 04:00:00.0 70.735 65.2 12/20/03 13:00:00.0 71.08 66.7 12/22/03 22:00:00.0 70.735 65.15 12/25/03 07:00:00.0 70.735 64.45 12/27/03 16:00:00.0 70.39 68.35
12/18/03 05:00:00.0 70.735 64.3 12/20/03 14:00:00.0 71.08 66.05 12/22/03 23:00:00.0 70.735 65.5 12/25/03 08:00:00.0 71.08 64.85 12/27/03 17:00:00.0 70.39 68.35
12/18/03 06:00:00.0 70.735 64.75 12/20/03 15:00:00.0 71.08 66.15 12/23/03 00:00:00.0 70.735 64.65 12/25/03 09:00:00.0 71.08 64.25 12/27/03 18:00:00.0 70.39 66
12/18/03 07:00:00.0 70.735 63.8 12/20/03 16:00:00.0 71.08 65.45 12/23/03 01:00:00.0 70.735 64.65 12/25/03 10:00:00.0 71.08 66.2 12/27/03 19:00:00.0 70.39 66.45
12/18/03 08:00:00.0 70.735 65.5 12/20/03 17:00:00.0 70.39 65.75 12/23/03 02:00:00.0 70.735 63.8 12/25/03 11:00:00.0 71.08 66.1 12/27/03 20:00:00.0 70.39 66.4
12/18/03 09:00:00.0 70.735 65 12/20/03 18:00:00.0 70.39 65.1 12/23/03 03:00:00.0 70.735 64.5 12/25/03 12:00:00.0 71.08 66.15 12/27/03 21:00:00.0 70.39 66.1
12/18/03 10:00:00.0 71.08 65.6 12/20/03 19:00:00.0 70.735 64.8 12/23/03 04:00:00.0 70.735 65.25 12/25/03 13:00:00.0 70.735 66.3 12/27/03 22:00:00.0 70.735 65.65
12/18/03 11:00:00.0 71.08 66.5 12/20/03 20:00:00.0 71.08 64.9 12/23/03 05:00:00.0 70.735 65.1 12/25/03 14:00:00.0 70.735 65.4 12/27/03 23:00:00.0 70.735 65.95
12/18/03 12:00:00.0 70.735 65.85 12/20/03 21:00:00.0 70.735 65.95 12/23/03 06:00:00.0 70.735 63.7 12/25/03 15:00:00.0 71.08 66.45 12/28/03 00:00:00.0 70.735 66.35
12/18/03 13:00:00.0 71.08 65.35 12/20/03 22:00:00.0 71.08 65.9 12/23/03 07:00:00.0 70.735 64.9 12/25/03 16:00:00.0 70.735 65.55 12/28/03 01:00:00.0 70.735 65.15
12/18/03 14:00:00.0 70.735 64.85 12/20/03 23:00:00.0 70.735 66.4 12/23/03 08:00:00.0 70.735 64.5 12/25/03 17:00:00.0 70.735 65.25 12/28/03 02:00:00.0 70.735 67.55
12/18/03 15:00:00.0 70.735 64.25 12/21/03 00:00:00.0 70.735 65.1 12/23/03 09:00:00.0 70.735 65.5 12/25/03 18:00:00.0 70.39 64.55 12/28/03 03:00:00.0 70.735 68.1
12/18/03 16:00:00.0 70.735 65.4 12/21/03 01:00:00.0 70.735 65.9 12/23/03 10:00:00.0 70.735 65.3 12/25/03 19:00:00.0 70.39 63.85 12/28/03 04:00:00.0 70.39 67.9
12/18/03 17:00:00.0 70.39 64.4 12/21/03 02:00:00.0 70.735 65.6 12/23/03 11:00:00.0 71.08 65.4 12/25/03 20:00:00.0 71.08 64.7 12/28/03 05:00:00.0 70.39 66.75
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
12/28/03 06:00:00.0 70.39 65.8 12/30/03 15:00:00.0 70.735 63.65 01/02/04 00:00:00.0 70.39 66.8 01/04/04 09:00:00.0 70.39 64.45 01/11/04 09:00:00.0 70.39 62.25
12/28/03 07:00:00.0 70.39 65.3 12/30/03 16:00:00.0 70.39 63.35 01/02/04 01:00:00.0 70.735 65.85 01/04/04 10:00:00.0 70.39 65.35 01/11/04 10:00:00.0 70.735 61.4
12/28/03 08:00:00.0 70.39 66.05 12/30/03 17:00:00.0 70.39 64.15 01/02/04 02:00:00.0 70.39 66.45 01/04/04 11:00:00.0 70.39 64.85 01/11/04 11:00:00.0 70.735 62.15
12/28/03 09:00:00.0 70.39 65.9 12/30/03 18:00:00.0 70.39 63.15 01/02/04 03:00:00.0 70.735 66.6 01/04/04 12:00:00.0 70.39 64.6 01/11/04 12:00:00.0 70.39 63.75
12/28/03 10:00:00.0 70.39 65.55 12/30/03 19:00:00.0 70.39 63.8 01/02/04 04:00:00.0 70.735 66.7 01/04/04 13:00:00.0 70.39 65.35 01/11/04 13:00:00.0 70.39 62.35
12/28/03 11:00:00.0 70.39 65.55 12/30/03 20:00:00.0 70.39 63.85 01/02/04 05:00:00.0 70.39 66.9 01/04/04 14:00:00.0 70.39 65.2 01/11/04 14:00:00.0 70.39 62.1
12/28/03 12:00:00.0 70.735 67.05 12/30/03 21:00:00.0 70.39 63.2 01/02/04 06:00:00.0 70.39 66.9 01/04/04 15:00:00.0 70.39 65.75 01/11/04 15:00:00.0 70.39 63.5
12/28/03 13:00:00.0 70.735 66.75 12/30/03 22:00:00.0 70.39 63.5 01/02/04 07:00:00.0 70.39 66.6 01/04/04 16:00:00.0 70.39 67.2 01/11/04 16:00:00.0 70.39 64
12/28/03 14:00:00.0 70.735 66.65 12/30/03 23:00:00.0 70.39 64.3 01/02/04 08:00:00.0 70.39 66.25 01/04/04 17:00:00.0 70.39 67.6 01/11/04 17:00:00.0 70.39 64.15
12/28/03 15:00:00.0 70.39 67.2 12/31/03 00:00:00.0 70.39 63.9 01/02/04 09:00:00.0 70.39 65.5 01/04/04 18:00:00.0 70.39 68.05 01/11/04 18:00:00.0 70.39 63.35
12/28/03 16:00:00.0 70.39 65.55 12/31/03 01:00:00.0 70.735 64.1 01/02/04 10:00:00.0 70.39 65 01/04/04 19:00:00.0 70.39 66.35 01/11/04 19:00:00.0 70.39 62.1
12/28/03 17:00:00.0 70.39 65.85 12/31/03 02:00:00.0 70.735 62.55 01/02/04 11:00:00.0 70.39 66.25 01/04/04 20:00:00.0 70.39 68.5 01/11/04 20:00:00.0 70.39 61.5
12/28/03 18:00:00.0 70.39 65.65 12/31/03 03:00:00.0 70.735 63.7 01/02/04 12:00:00.0 70.735 66.25 01/04/04 21:00:00.0 70.39 67.5 01/11/04 21:00:00.0 70.39 62.25
12/28/03 19:00:00.0 70.39 65.9 12/31/03 04:00:00.0 70.39 64.05 01/02/04 13:00:00.0 70.39 65.55 01/04/04 22:00:00.0 70.39 68 01/11/04 22:00:00.0 70.39 61.7
12/28/03 20:00:00.0 70.39 65.9 12/31/03 05:00:00.0 70.735 65 01/02/04 14:00:00.0 70.39 65.4 01/04/04 23:00:00.0 70.39 67.5 01/11/04 23:00:00.0 70.39 61.3
12/28/03 21:00:00.0 70.39 65.7 12/31/03 06:00:00.0 70.735 64.5 01/02/04 15:00:00.0 70.39 65.85 01/05/04 00:00:00.0 70.39 67 01/12/04 00:00:00.0 70.39 61.25
12/28/03 22:00:00.0 70.735 65.25 12/31/03 07:00:00.0 70.735 64.5 01/02/04 16:00:00.0 70.39 66.65 01/05/04 01:00:00.0 70.39 67 01/12/04 01:00:00.0 70.39 61.8
12/28/03 23:00:00.0 70.39 64.2 12/31/03 08:00:00.0 70.735 64.55 01/02/04 17:00:00.0 70.39 66.65 01/05/04 02:00:00.0 70.39 67 01/12/04 02:00:00.0 70.39 62.2
12/29/03 00:00:00.0 70.735 65.45 12/31/03 09:00:00.0 70.39 64.7 01/02/04 18:00:00.0 70.39 65.7 01/05/04 03:00:00.0 70.39 67 01/12/04 03:00:00.0 70.39 62.25
12/29/03 01:00:00.0 70.735 63.85 12/31/03 10:00:00.0 70.39 63.95 01/02/04 19:00:00.0 70.39 66.25 01/05/04 04:00:00.0 70.39 68 01/12/04 04:00:00.0 70.39 62.45
12/29/03 02:00:00.0 70.735 64.5 12/31/03 11:00:00.0 70.39 64.85 01/02/04 20:00:00.0 70.39 65.65 01/05/04 05:00:00.0 70.39 69.1 01/12/04 05:00:00.0 70.39 62.8
12/29/03 03:00:00.0 70.735 64.5 12/31/03 12:00:00.0 70.39 65.65 01/02/04 21:00:00.0 70.735 65 01/05/04 06:00:00.0 70.39 69.1 01/12/04 06:00:00.0 70.39 63.35
12/29/03 04:00:00.0 70.39 63.6 12/31/03 13:00:00.0 70.735 64.55 01/02/04 22:00:00.0 70.39 65.2 01/05/04 07:00:00.0 70.39 68 01/12/04 07:00:00.0 70.39 62.75
12/29/03 05:00:00.0 70.39 63.7 12/31/03 14:00:00.0 70.39 65 01/02/04 23:00:00.0 70.39 66.35 01/05/04 08:00:00.0 70.39 68.5 01/12/04 08:00:00.0 70.39 63.9
12/29/03 06:00:00.0 70.39 62.95 12/31/03 15:00:00.0 70.735 64.95 01/03/04 00:00:00.0 70.735 65.1 01/10/04 00:00:00.0 70.39 61.3 01/12/04 09:00:00.0 70.39 62.8
12/29/03 07:00:00.0 70.39 63.9 12/31/03 16:00:00.0 70.39 65.3 01/03/04 01:00:00.0 70.735 65 01/10/04 01:00:00.0 70.39 61.85 01/12/04 10:00:00.0 70.39 63.35
12/29/03 08:00:00.0 70.39 62.7 12/31/03 17:00:00.0 70.39 66.05 01/03/04 02:00:00.0 70.735 64 01/10/04 02:00:00.0 70.39 61.6 01/12/04 11:00:00.0 70.39 63.2
12/29/03 09:00:00.0 70.39 64.45 12/31/03 18:00:00.0 70.39 64.25 01/03/04 03:00:00.0 70.735 63.3 01/10/04 03:00:00.0 70.39 61.4 01/12/04 12:00:00.0 70.39 63.7
12/29/03 10:00:00.0 70.39 64.75 12/31/03 19:00:00.0 70.39 64.6 01/03/04 04:00:00.0 70.735 63.8 01/10/04 04:00:00.0 70.39 62.25 01/12/04 13:00:00.0 70.735 63.4
12/29/03 11:00:00.0 70.39 64.85 12/31/03 20:00:00.0 70.39 64.1 01/03/04 05:00:00.0 70.735 63.2 01/10/04 05:00:00.0 70.39 62.55 01/12/04 14:00:00.0 71.08 62.35
12/29/03 12:00:00.0 70.39 63.75 12/31/03 21:00:00.0 70.39 63.6 01/03/04 06:00:00.0 70.735 63.6 01/10/04 06:00:00.0 70.39 63.05 01/12/04 15:00:00.0 71.08 63.45
12/29/03 13:00:00.0 70.735 64 12/31/03 22:00:00.0 70.39 63.05 01/03/04 07:00:00.0 70.05 62.9 01/10/04 07:00:00.0 70.39 63.05 01/12/04 16:00:00.0 70.735 61.8
12/29/03 14:00:00.0 70.39 64 12/31/03 23:00:00.0 70.39 63.4 01/03/04 08:00:00.0 70.735 64 01/10/04 08:00:00.0 70.39 62.3 01/12/04 17:00:00.0 70.39 63.05
12/29/03 15:00:00.0 70.39 63.9 01/01/04 00:00:00.0 70.39 64.7 01/03/04 09:00:00.0 70.735 64.65 01/10/04 09:00:00.0 70.735 62.9 01/12/04 18:00:00.0 70.39 61.95
12/29/03 16:00:00.0 70.39 64.95 01/01/04 01:00:00.0 70.735 64.3 01/03/04 10:00:00.0 70.39 64.95 01/10/04 10:00:00.0 70.735 62.2 01/12/04 19:00:00.0 70.735 61.95
12/29/03 17:00:00.0 70.39 64.95 01/01/04 02:00:00.0 70.735 64.9 01/03/04 11:00:00.0 70.39 64.55 01/10/04 11:00:00.0 70.39 63.25 01/12/04 20:00:00.0 70.39 60.95
12/29/03 18:00:00.0 70.39 64.35 01/01/04 03:00:00.0 70.735 65.25 01/03/04 12:00:00.0 70.39 63.6 01/10/04 12:00:00.0 71.08 62.25 01/12/04 21:00:00.0 70.39 61.4
12/29/03 19:00:00.0 70.39 64.2 01/01/04 04:00:00.0 70.735 65.6 01/03/04 13:00:00.0 70.735 64.35 01/10/04 13:00:00.0 70.39 62.1 01/12/04 22:00:00.0 70.39 61.3
12/29/03 20:00:00.0 70.39 62.75 01/01/04 05:00:00.0 70.39 64.95 01/03/04 14:00:00.0 70.39 65.15 01/10/04 14:00:00.0 70.735 62.6 01/12/04 23:00:00.0 70.39 62
12/29/03 21:00:00.0 70.735 64.3 01/01/04 06:00:00.0 70.735 64.55 01/03/04 15:00:00.0 70.39 65.15 01/10/04 15:00:00.0 71.08 61.4 01/13/04 00:00:00.0 70.39 61.1
12/29/03 22:00:00.0 70.39 63.2 01/01/04 07:00:00.0 70.39 64.5 01/03/04 16:00:00.0 70.39 63.6 01/10/04 16:00:00.0 71.08 63 01/13/04 01:00:00.0 70.39 61.6
12/29/03 23:00:00.0 70.735 62.35 01/01/04 08:00:00.0 70.39 63.85 01/03/04 17:00:00.0 70.39 65.3 01/10/04 17:00:00.0 70.735 63.25 01/13/04 02:00:00.0 70.39 61.1
12/30/03 00:00:00.0 70.735 63.9 01/01/04 09:00:00.0 70.735 64.65 01/03/04 18:00:00.0 70.39 64.85 01/10/04 18:00:00.0 70.39 61.75 01/13/04 03:00:00.0 70.39 61
12/30/03 01:00:00.0 70.735 64.25 01/01/04 10:00:00.0 70.735 65 01/03/04 19:00:00.0 70.39 65.1 01/10/04 19:00:00.0 70.735 62.7 01/13/04 04:00:00.0 70.39 60.75
12/30/03 02:00:00.0 70.735 64.5 01/01/04 11:00:00.0 70.39 65.2 01/03/04 20:00:00.0 70.39 64.85 01/10/04 20:00:00.0 70.39 61.65 01/13/04 05:00:00.0 70.39 61.65
12/30/03 03:00:00.0 70.735 63.7 01/01/04 12:00:00.0 70.39 66.45 01/03/04 21:00:00.0 70.39 64.95 01/10/04 21:00:00.0 70.39 62.25 01/13/04 06:00:00.0 70.39 61.45
12/30/03 04:00:00.0 70.39 63.7 01/01/04 13:00:00.0 70.39 65.9 01/03/04 22:00:00.0 70.39 65 01/10/04 22:00:00.0 70.39 62.95 01/13/04 07:00:00.0 70.39 61.7
12/30/03 05:00:00.0 70.39 63.75 01/01/04 14:00:00.0 70.735 66.6 01/03/04 23:00:00.0 70.39 64.5 01/10/04 23:00:00.0 70.39 62.7 01/13/04 08:00:00.0 70.39 61.5
12/30/03 06:00:00.0 70.39 63.75 01/01/04 15:00:00.0 70.39 67.3 01/04/04 00:00:00.0 70.39 64.05 01/11/04 00:00:00.0 70.39 62.15 01/13/04 09:00:00.0 70.735 61.95
12/30/03 07:00:00.0 70.39 63.75 01/01/04 16:00:00.0 70.735 66.8 01/04/04 01:00:00.0 70.39 64.7 01/11/04 01:00:00.0 70.39 61.4 01/13/04 10:00:00.0 70.735 62.65
12/30/03 08:00:00.0 70.39 63.35 01/01/04 17:00:00.0 70.39 66.8 01/04/04 02:00:00.0 70.39 63.85 01/11/04 02:00:00.0 70.39 61.2 01/13/04 11:00:00.0 71.08 62.45
12/30/03 09:00:00.0 70.735 63.9 01/01/04 18:00:00.0 70.39 67.4 01/04/04 03:00:00.0 70.39 64.5 01/11/04 03:00:00.0 70.39 62.2 01/13/04 12:00:00.0 71.08 62.6
12/30/03 10:00:00.0 70.39 62.95 01/01/04 19:00:00.0 70.39 66.6 01/04/04 04:00:00.0 70.735 64.15 01/11/04 04:00:00.0 70.39 61.85 01/13/04 13:00:00.0 71.08 62.45
12/30/03 11:00:00.0 70.39 61.3 01/01/04 20:00:00.0 70.39 66 01/04/04 05:00:00.0 70.39 65.05 01/11/04 05:00:00.0 70.39 62.25 01/13/04 14:00:00.0 71.08 62.35
12/30/03 12:00:00.0 70.39 63.35 01/01/04 21:00:00.0 70.39 66.35 01/04/04 06:00:00.0 70.39 65.15 01/11/04 06:00:00.0 70.39 62.6 01/13/04 15:00:00.0 71.08 61.2
12/30/03 13:00:00.0 70.39 63.35 01/01/04 22:00:00.0 70.735 65.45 01/04/04 07:00:00.0 70.39 64.95 01/11/04 07:00:00.0 70.39 62.3 01/13/04 16:00:00.0 71.08 61.85
12/30/03 14:00:00.0 70.39 63.2 01/01/04 23:00:00.0 70.39 66.8 01/04/04 08:00:00.0 70.39 65.2 01/11/04 08:00:00.0 70.39 62.45 01/13/04 17:00:00.0 70.735 60.75
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
01/13/04 18:00:00.0 71.08 60.7 01/16/04 03:00:00.0 70.39 59.75 01/18/04 12:00:00.0 71.08 62.25 01/20/04 21:00:00.0 70.39 61.7 01/23/04 06:00:00.0 70.39 60.55
01/13/04 19:00:00.0 70.39 61.05 01/16/04 04:00:00.0 70.39 60.45 01/18/04 13:00:00.0 71.08 62.95 01/20/04 22:00:00.0 70.39 61.9 01/23/04 07:00:00.0 70.39 60.9
01/13/04 20:00:00.0 70.39 59.35 01/16/04 05:00:00.0 70.39 60.05 01/18/04 14:00:00.0 71.08 62.45 01/20/04 23:00:00.0 70.39 61.45 01/23/04 08:00:00.0 70.39 61.3
01/13/04 21:00:00.0 70.39 60.05 01/16/04 06:00:00.0 70.39 60.5 01/18/04 15:00:00.0 71.08 62.85 01/21/04 00:00:00.0 70.39 61.8 01/23/04 09:00:00.0 70.39 61.1
01/13/04 22:00:00.0 70.39 59.55 01/16/04 07:00:00.0 70.39 60.95 01/18/04 16:00:00.0 70.735 61.7 01/21/04 01:00:00.0 70.39 60.7 01/23/04 10:00:00.0 70.39 61
01/13/04 23:00:00.0 70.39 59.85 01/16/04 08:00:00.0 70.39 60.05 01/18/04 17:00:00.0 70.735 62.5 01/21/04 02:00:00.0 70.39 61.6 01/23/04 11:00:00.0 70.39 61.1
01/14/04 00:00:00.0 70.39 60.2 01/16/04 09:00:00.0 70.735 59.95 01/18/04 18:00:00.0 70.39 61.95 01/21/04 03:00:00.0 70.39 60.7 01/23/04 12:00:00.0 70.39 61.45
01/14/04 01:00:00.0 70.39 59.55 01/16/04 10:00:00.0 70.735 61.55 01/18/04 19:00:00.0 70.39 60.95 01/21/04 04:00:00.0 70.39 61.8 01/23/04 13:00:00.0 70.39 62.5
01/14/04 02:00:00.0 70.39 59.25 01/16/04 11:00:00.0 70.735 59.8 01/18/04 20:00:00.0 70.39 60.85 01/21/04 05:00:00.0 70.39 61.25 01/23/04 14:00:00.0 71.08 63.25
01/14/04 03:00:00.0 70.39 60.4 01/16/04 12:00:00.0 70.735 61.8 01/18/04 21:00:00.0 70.39 60.95 01/21/04 06:00:00.0 70.39 61.7 01/23/04 15:00:00.0 70.735 63.8
01/14/04 04:00:00.0 70.39 60.7 01/16/04 13:00:00.0 71.08 63.1 01/18/04 22:00:00.0 70.39 60.9 01/21/04 07:00:00.0 70.39 61.25 01/23/04 16:00:00.0 70.735 63.8
01/14/04 05:00:00.0 70.39 60 01/16/04 14:00:00.0 71.08 63 01/18/04 23:00:00.0 70.39 60.25 01/21/04 08:00:00.0 70.39 62.4 01/23/04 17:00:00.0 70.39 63.35
01/14/04 06:00:00.0 70.39 60.9 01/16/04 15:00:00.0 71.08 62.1 01/19/04 00:00:00.0 70.39 60.9 01/21/04 09:00:00.0 70.39 64.4 01/23/04 18:00:00.0 70.39 61.95
01/14/04 07:00:00.0 70.39 61.25 01/16/04 16:00:00.0 70.735 61.4 01/19/04 01:00:00.0 70.39 59.85 01/21/04 10:00:00.0 70.39 62.5 01/23/04 19:00:00.0 70.39 61.2
01/14/04 08:00:00.0 70.39 61.2 01/16/04 17:00:00.0 70.735 61.35 01/19/04 02:00:00.0 70.39 59.65 01/21/04 11:00:00.0 70.735 62.85 01/23/04 20:00:00.0 70.39 60.75
01/14/04 09:00:00.0 70.39 62 01/16/04 18:00:00.0 71.08 60.8 01/19/04 03:00:00.0 70.39 59.9 01/21/04 12:00:00.0 70.39 65.5 01/23/04 21:00:00.0 70.39 61.05
01/14/04 10:00:00.0 70.735 62.5 01/16/04 19:00:00.0 70.735 61.75 01/19/04 04:00:00.0 70.39 60.65 01/21/04 13:00:00.0 71.08 65.35 01/23/04 22:00:00.0 70.39 61.3
01/14/04 11:00:00.0 70.735 63.95 01/16/04 20:00:00.0 70.735 59.9 01/19/04 05:00:00.0 70.39 60.05 01/21/04 14:00:00.0 71.08 63.45 01/23/04 23:00:00.0 70.39 61.2
01/14/04 12:00:00.0 71.08 62.95 01/16/04 21:00:00.0 70.39 60.6 01/19/04 06:00:00.0 70.39 60.3 01/21/04 15:00:00.0 71.08 62.35 01/24/04 00:00:00.0 70.39 60.5
01/14/04 13:00:00.0 71.08 62.95 01/16/04 22:00:00.0 70.39 60.1 01/19/04 07:00:00.0 70.39 60.7 01/21/04 16:00:00.0 71.08 63.35 01/24/04 01:00:00.0 70.39 60.7
01/14/04 14:00:00.0 71.08 64.05 01/16/04 23:00:00.0 70.39 60.4 01/19/04 08:00:00.0 70.39 60.9 01/21/04 17:00:00.0 70.735 62.3 01/24/04 02:00:00.0 70.39 60.25
01/14/04 15:00:00.0 71.08 63.35 01/17/04 00:00:00.0 70.39 60.25 01/19/04 09:00:00.0 70.735 61.4 01/21/04 18:00:00.0 70.39 61.45 01/24/04 03:00:00.0 70.39 59.9
01/14/04 16:00:00.0 71.08 63.2 01/17/04 01:00:00.0 70.39 60.3 01/19/04 10:00:00.0 70.735 60.65 01/21/04 19:00:00.0 70.735 61.25 01/24/04 04:00:00.0 70.39 60.7
01/14/04 17:00:00.0 71.08 63.1 01/17/04 02:00:00.0 70.39 60.5 01/19/04 11:00:00.0 71.08 61.2 01/21/04 20:00:00.0 70.39 61.6 01/24/04 05:00:00.0 70.39 60.55
01/14/04 18:00:00.0 70.735 62 01/17/04 03:00:00.0 70.39 61.25 01/19/04 12:00:00.0 71.08 60.75 01/21/04 21:00:00.0 70.735 60.55 01/24/04 06:00:00.0 70.39 61.7
01/14/04 19:00:00.0 70.39 61.25 01/17/04 04:00:00.0 70.39 60.4 01/19/04 13:00:00.0 71.08 61.5 01/21/04 22:00:00.0 70.39 60.6 01/24/04 07:00:00.0 70.39 61.7
01/14/04 20:00:00.0 70.735 61.7 01/17/04 05:00:00.0 70.39 60.3 01/19/04 14:00:00.0 71.08 63.4 01/21/04 23:00:00.0 70.39 60.25 01/24/04 08:00:00.0 70.39 61.65
01/14/04 21:00:00.0 70.39 60.8 01/17/04 06:00:00.0 70.39 59.9 01/19/04 15:00:00.0 71.08 62.45 01/22/04 00:00:00.0 70.39 60.8 01/24/04 09:00:00.0 70.39 61.65
01/14/04 22:00:00.0 70.39 61.3 01/17/04 07:00:00.0 70.39 61 01/19/04 16:00:00.0 71.08 61.5 01/22/04 01:00:00.0 70.39 60.35 01/24/04 10:00:00.0 70.39 62.75
01/14/04 23:00:00.0 70.39 61 01/17/04 08:00:00.0 70.39 61.2 01/19/04 17:00:00.0 71.08 62.35 01/22/04 02:00:00.0 70.39 59.5 01/24/04 11:00:00.0 70.39 64
01/15/04 00:00:00.0 70.39 59.65 01/17/04 09:00:00.0 70.735 61.85 01/19/04 18:00:00.0 71.08 63 01/22/04 03:00:00.0 70.39 60 01/24/04 12:00:00.0 71.08 62.5
01/15/04 01:00:00.0 70.39 60.45 01/17/04 10:00:00.0 70.735 61.05 01/19/04 19:00:00.0 71.08 62.85 01/22/04 04:00:00.0 70.39 60 01/24/04 13:00:00.0 70.735 62.3
01/15/04 02:00:00.0 70.39 60.55 01/17/04 11:00:00.0 71.08 62.2 01/19/04 20:00:00.0 70.735 62.35 01/22/04 05:00:00.0 70.39 60.85 01/24/04 14:00:00.0 70.735 62.35
01/15/04 03:00:00.0 70.39 60.8 01/17/04 12:00:00.0 71.08 63.5 01/19/04 21:00:00.0 70.39 61.25 01/22/04 06:00:00.0 70.39 59.45 01/24/04 15:00:00.0 71.08 61.45
01/15/04 04:00:00.0 70.39 60.9 01/17/04 13:00:00.0 71.08 63.1 01/19/04 22:00:00.0 70.39 59.8 01/22/04 07:00:00.0 70.39 60.7 01/24/04 16:00:00.0 70.735 61.55
01/15/04 05:00:00.0 70.39 60.7 01/17/04 14:00:00.0 71.08 63.2 01/19/04 23:00:00.0 70.39 60.65 01/22/04 08:00:00.0 70.39 60.2 01/24/04 17:00:00.0 70.39 61.15
01/15/04 06:00:00.0 70.39 60.5 01/17/04 15:00:00.0 71.08 63.5 01/20/04 00:00:00.0 70.39 60.75 01/22/04 09:00:00.0 70.39 60.9 01/24/04 18:00:00.0 70.39 60.95
01/15/04 07:00:00.0 70.39 61.3 01/17/04 16:00:00.0 71.08 63.75 01/20/04 01:00:00.0 70.39 60 01/22/04 10:00:00.0 70.39 61.2 01/24/04 19:00:00.0 70.39 60.6
01/15/04 08:00:00.0 70.39 60.4 01/17/04 17:00:00.0 70.735 62.5 01/20/04 02:00:00.0 70.39 60.55 01/22/04 11:00:00.0 70.735 63.1 01/24/04 20:00:00.0 70.39 59.4
01/15/04 09:00:00.0 70.735 60.25 01/17/04 18:00:00.0 71.08 62.7 01/20/04 03:00:00.0 70.39 60.7 01/22/04 12:00:00.0 71.08 63.65 01/24/04 21:00:00.0 70.39 59.55
01/15/04 10:00:00.0 70.735 61 01/17/04 19:00:00.0 70.735 62.55 01/20/04 04:00:00.0 70.39 60.65 01/22/04 13:00:00.0 71.08 63.6 01/24/04 22:00:00.0 70.39 60.45
01/15/04 11:00:00.0 71.08 60.95 01/17/04 20:00:00.0 70.735 61.8 01/20/04 05:00:00.0 70.39 60.6 01/22/04 14:00:00.0 71.08 62.6 01/24/04 23:00:00.0 70.39 60.1
01/15/04 12:00:00.0 70.39 61.25 01/17/04 21:00:00.0 70.39 61.6 01/20/04 06:00:00.0 70.39 60.2 01/22/04 15:00:00.0 71.08 62.35 01/25/04 00:00:00.0 70.39 58.5
01/15/04 13:00:00.0 71.08 61.95 01/17/04 22:00:00.0 70.39 61.2 01/20/04 07:00:00.0 70.39 60.65 01/22/04 16:00:00.0 70.735 62.5 01/25/04 01:00:00.0 70.39 59.75
01/15/04 14:00:00.0 71.08 62.85 01/17/04 23:00:00.0 70.39 61.6 01/20/04 08:00:00.0 70.735 61.65 01/22/04 17:00:00.0 71.08 62.95 01/25/04 02:00:00.0 70.39 59.95
01/15/04 15:00:00.0 71.08 62.6 01/18/04 00:00:00.0 70.39 61.2 01/20/04 09:00:00.0 70.735 61.7 01/22/04 18:00:00.0 70.39 61.25 01/25/04 03:00:00.0 70.39 59.75
01/15/04 16:00:00.0 71.08 61.2 01/18/04 01:00:00.0 70.735 60.35 01/20/04 10:00:00.0 71.08 62.65 01/22/04 19:00:00.0 70.39 60.7 01/25/04 04:00:00.0 70.39 59.4
01/15/04 17:00:00.0 70.735 61.05 01/18/04 02:00:00.0 70.39 60.35 01/20/04 11:00:00.0 70.39 63.1 01/22/04 20:00:00.0 70.39 60.5 01/25/04 05:00:00.0 70.39 60.2
01/15/04 18:00:00.0 70.735 60.25 01/18/04 03:00:00.0 70.39 60.6 01/20/04 12:00:00.0 70.735 65.4 01/22/04 21:00:00.0 70.39 60.55 01/25/04 06:00:00.0 70.39 60.45
01/15/04 19:00:00.0 70.735 60.8 01/18/04 04:00:00.0 70.39 60.15 01/20/04 13:00:00.0 70.735 63.55 01/22/04 22:00:00.0 70.39 60.95 01/25/04 07:00:00.0 70.05 59.8
01/15/04 20:00:00.0 70.735 60.45 01/18/04 05:00:00.0 70.39 60.45 01/20/04 14:00:00.0 70.735 63.15 01/22/04 23:00:00.0 70.39 60.35 01/25/04 08:00:00.0 70.39 60.2
01/15/04 21:00:00.0 70.39 60.4 01/18/04 06:00:00.0 70.39 60.45 01/20/04 15:00:00.0 70.735 62.7 01/23/04 00:00:00.0 70.39 60.9 01/25/04 09:00:00.0 70.39 60.55
01/15/04 22:00:00.0 70.39 59.35 01/18/04 07:00:00.0 70.39 59.65 01/20/04 16:00:00.0 70.735 63.4 01/23/04 01:00:00.0 70.39 59.9 01/25/04 10:00:00.0 70.39 60.1
01/15/04 23:00:00.0 70.39 59.2 01/18/04 08:00:00.0 70.39 60.7 01/20/04 17:00:00.0 70.39 62.35 01/23/04 02:00:00.0 70.39 60 01/25/04 11:00:00.0 70.39 60.6
01/16/04 00:00:00.0 70.39 60.3 01/18/04 09:00:00.0 70.735 61.2 01/20/04 18:00:00.0 70.39 62 01/23/04 03:00:00.0 70.39 59.45 01/25/04 12:00:00.0 70.39 59.75
01/16/04 01:00:00.0 70.39 60.1 01/18/04 10:00:00.0 70.735 60.25 01/20/04 19:00:00.0 70.39 62.1 01/23/04 04:00:00.0 70.39 60.65 01/25/04 13:00:00.0 70.735 60.15
01/16/04 02:00:00.0 70.39 60.2 01/18/04 11:00:00.0 71.08 62.65 01/20/04 20:00:00.0 70.39 61.65 01/23/04 05:00:00.0 70.39 60.55 01/25/04 14:00:00.0 70.735 59.15
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
01/25/04 15:00:00.0 70.735 60.7 01/28/04 00:00:00.0 70.39 61.6 01/30/04 09:00:00.0 70.39 61.1 02/01/04 18:00:00.0 71.08 61.15 02/04/04 03:00:00.0 70.39 61.3
01/25/04 16:00:00.0 70.735 60.35 01/28/04 01:00:00.0 70.39 61.5 01/30/04 10:00:00.0 70.39 60.5 02/01/04 19:00:00.0 71.08 60.75 02/04/04 04:00:00.0 70.39 61.8
01/25/04 17:00:00.0 70.39 60.4 01/28/04 02:00:00.0 70.05 61.1 01/30/04 11:00:00.0 70.39 60.65 02/01/04 20:00:00.0 71.08 60.95 02/04/04 05:00:00.0 70.39 61.65
01/25/04 18:00:00.0 70.39 59.8 01/28/04 03:00:00.0 70.39 61.5 01/30/04 12:00:00.0 70.39 59.8 02/01/04 21:00:00.0 71.08 60.5 02/04/04 06:00:00.0 70.39 60.9
01/25/04 19:00:00.0 70.39 59.3 01/28/04 04:00:00.0 70.39 62 01/30/04 13:00:00.0 71.08 60.2 02/01/04 22:00:00.0 71.08 60.45 02/04/04 07:00:00.0 70.39 60.1
01/25/04 20:00:00.0 70.39 60.1 01/28/04 05:00:00.0 70.39 62.15 01/30/04 14:00:00.0 71.08 60.45 02/01/04 23:00:00.0 70.735 59.35 02/04/04 08:00:00.0 70.39 61.05
01/25/04 21:00:00.0 70.39 59.8 01/28/04 06:00:00.0 70.39 62.8 01/30/04 15:00:00.0 71.08 60.95 02/02/04 00:00:00.0 70.735 59.95 02/04/04 09:00:00.0 70.39 61.8
01/25/04 22:00:00.0 70.39 59.65 01/28/04 07:00:00.0 70.05 61.7 01/30/04 16:00:00.0 71.08 60.3 02/02/04 01:00:00.0 70.39 60 02/04/04 10:00:00.0 70.735 62.2
01/25/04 23:00:00.0 70.39 59.3 01/28/04 08:00:00.0 70.39 62 01/30/04 17:00:00.0 71.08 60.85 02/02/04 02:00:00.0 70.735 59 02/04/04 11:00:00.0 70.735 61.05
01/26/04 00:00:00.0 70.39 59.1 01/28/04 09:00:00.0 70.39 64.6 01/30/04 18:00:00.0 70.735 61.4 02/02/04 03:00:00.0 70.39 60 02/04/04 12:00:00.0 71.08 62.15
01/26/04 01:00:00.0 70.39 59.3 01/28/04 10:00:00.0 70.735 63.8 01/30/04 19:00:00.0 70.735 60.15 02/02/04 04:00:00.0 70.39 59.3 02/04/04 13:00:00.0 71.08 60.55
01/26/04 02:00:00.0 70.39 59.65 01/28/04 11:00:00.0 70.735 63.8 01/30/04 20:00:00.0 70.39 60.7 02/02/04 05:00:00.0 70.39 59.8 02/04/04 14:00:00.0 71.08 60.4
01/26/04 03:00:00.0 70.39 60.2 01/28/04 12:00:00.0 70.735 62.3 01/30/04 21:00:00.0 70.39 60 02/02/04 06:00:00.0 70.39 59.9 02/04/04 15:00:00.0 71.08 60.6
01/26/04 04:00:00.0 70.05 60.1 01/28/04 13:00:00.0 70.735 60.9 01/30/04 22:00:00.0 70.39 60.2 02/02/04 07:00:00.0 70.39 60.45 02/04/04 16:00:00.0 71.08 60.6
01/26/04 05:00:00.0 70.39 61.1 01/28/04 14:00:00.0 71.08 61.9 01/30/04 23:00:00.0 70.39 60.8 02/02/04 08:00:00.0 70.39 60.7 02/04/04 17:00:00.0 71.08 60.85
01/26/04 06:00:00.0 70.05 60.85 01/28/04 15:00:00.0 71.08 61.7 01/31/04 00:00:00.0 70.39 61.1 02/02/04 09:00:00.0 70.735 60.85 02/04/04 18:00:00.0 71.08 61
01/26/04 07:00:00.0 70.39 61.45 01/28/04 16:00:00.0 70.735 61.45 01/31/04 01:00:00.0 70.39 60.25 02/02/04 10:00:00.0 70.39 61.3 02/04/04 19:00:00.0 70.735 59.6
01/26/04 08:00:00.0 70.39 61.9 01/28/04 17:00:00.0 70.39 62.45 01/31/04 02:00:00.0 70.39 59.95 02/02/04 11:00:00.0 70.39 61.65 02/04/04 20:00:00.0 71.08 59.35
01/26/04 09:00:00.0 70.39 63.65 01/28/04 18:00:00.0 70.39 62.4 01/31/04 03:00:00.0 70.39 61.05 02/02/04 12:00:00.0 70.735 61.25 02/04/04 21:00:00.0 70.39 58.65
01/26/04 10:00:00.0 70.39 61.5 01/28/04 19:00:00.0 70.39 63.2 01/31/04 04:00:00.0 70.39 61.8 02/02/04 13:00:00.0 71.08 60.95 02/04/04 22:00:00.0 70.735 58.95
01/26/04 11:00:00.0 70.39 62 01/28/04 20:00:00.0 70.39 62.35 01/31/04 05:00:00.0 70.39 61.5 02/02/04 14:00:00.0 70.735 63.4 02/04/04 23:00:00.0 70.39 59.3
01/26/04 12:00:00.0 70.39 61.65 01/28/04 21:00:00.0 70.39 62.65 01/31/04 06:00:00.0 70.39 60 02/02/04 15:00:00.0 70.735 62 02/05/04 00:00:00.0 70.39 59.25
01/26/04 13:00:00.0 70.39 60.8 01/28/04 22:00:00.0 70.39 61.9 01/31/04 07:00:00.0 70.39 60.7 02/02/04 16:00:00.0 70.39 61.65 02/05/04 01:00:00.0 70.39 57.95
01/26/04 14:00:00.0 70.39 60.6 01/28/04 23:00:00.0 70.39 61.4 01/31/04 08:00:00.0 70.735 60.95 02/02/04 17:00:00.0 70.735 61.4 02/05/04 02:00:00.0 70.39 58.35
01/26/04 15:00:00.0 70.39 60.45 01/29/04 00:00:00.0 70.39 61.4 01/31/04 09:00:00.0 70.735 62.2 02/02/04 18:00:00.0 70.39 61.5 02/05/04 03:00:00.0 70.39 58.4
01/26/04 16:00:00.0 70.39 60.45 01/29/04 01:00:00.0 70.39 62 01/31/04 10:00:00.0 71.08 61.8 02/02/04 19:00:00.0 70.735 61.2 02/05/04 04:00:00.0 70.39 59.25
01/26/04 17:00:00.0 70.39 60.35 01/29/04 02:00:00.0 70.39 61.2 01/31/04 11:00:00.0 71.08 61.65 02/02/04 20:00:00.0 70.39 60.7 02/05/04 05:00:00.0 70.39 58.7
01/26/04 18:00:00.0 70.39 61.3 01/29/04 03:00:00.0 70.39 60.9 01/31/04 12:00:00.0 71.08 62.05 02/02/04 21:00:00.0 70.39 61 02/05/04 06:00:00.0 70.39 59.55
01/26/04 19:00:00.0 70.39 61.1 01/29/04 04:00:00.0 70.39 61.4 01/31/04 13:00:00.0 71.08 61.2 02/02/04 22:00:00.0 70.39 60.3 02/05/04 07:00:00.0 70.39 59.2
01/26/04 20:00:00.0 70.39 60.15 01/29/04 05:00:00.0 70.39 61.3 01/31/04 14:00:00.0 71.08 60.65 02/02/04 23:00:00.0 70.39 59.55 02/05/04 08:00:00.0 70.39 60.1
01/26/04 21:00:00.0 70.39 60.5 01/29/04 06:00:00.0 70.39 61.6 01/31/04 15:00:00.0 71.08 59.75 02/03/04 00:00:00.0 70.39 60.15 02/05/04 09:00:00.0 70.39 60.3
01/26/04 22:00:00.0 70.39 60.45 01/29/04 07:00:00.0 70.39 60.15 01/31/04 16:00:00.0 71.08 60.6 02/03/04 01:00:00.0 70.39 59.9 02/05/04 10:00:00.0 70.39 61.65
01/26/04 23:00:00.0 70.39 60.35 01/29/04 08:00:00.0 70.39 61.65 01/31/04 17:00:00.0 71.08 60.3 02/03/04 02:00:00.0 70.39 59.25 02/05/04 11:00:00.0 70.735 61.75
01/27/04 00:00:00.0 70.39 60.35 01/29/04 09:00:00.0 70.39 61.7 01/31/04 18:00:00.0 71.08 60.6 02/03/04 03:00:00.0 70.39 59.85 02/05/04 12:00:00.0 71.08 61.95
01/27/04 01:00:00.0 70.39 60.2 01/29/04 10:00:00.0 70.39 62 01/31/04 19:00:00.0 71.08 60.45 02/03/04 04:00:00.0 70.39 58.95 02/05/04 13:00:00.0 71.08 62.25
01/27/04 02:00:00.0 70.05 60.2 01/29/04 11:00:00.0 70.735 63 01/31/04 20:00:00.0 71.08 60.3 02/03/04 05:00:00.0 70.39 60.45 02/05/04 14:00:00.0 71.08 61.5
01/27/04 03:00:00.0 70.39 60.85 01/29/04 12:00:00.0 70.735 61.6 01/31/04 21:00:00.0 71.08 60.55 02/03/04 06:00:00.0 70.39 60.45 02/05/04 15:00:00.0 71.08 61.25
01/27/04 04:00:00.0 70.39 59.9 01/29/04 13:00:00.0 71.08 63.6 01/31/04 22:00:00.0 70.735 59.95 02/03/04 07:00:00.0 70.39 59.95 02/05/04 16:00:00.0 71.08 62.35
01/27/04 05:00:00.0 70.05 61.2 01/29/04 14:00:00.0 71.08 62.65 01/31/04 23:00:00.0 70.735 60.4 02/03/04 08:00:00.0 70.39 60.9 02/05/04 17:00:00.0 71.08 62.2
01/27/04 06:00:00.0 70.39 62 01/29/04 15:00:00.0 71.08 61.7 02/01/04 00:00:00.0 70.39 60.3 02/03/04 09:00:00.0 70.39 61.1 02/05/04 18:00:00.0 70.735 61.45
01/27/04 07:00:00.0 70.39 62.3 01/29/04 16:00:00.0 71.08 62.4 02/01/04 01:00:00.0 70.39 60.55 02/03/04 10:00:00.0 70.735 62.25 02/05/04 19:00:00.0 70.735 62.05
01/27/04 08:00:00.0 70.39 61.7 01/29/04 17:00:00.0 71.08 63.9 02/01/04 02:00:00.0 70.39 61.2 02/03/04 11:00:00.0 70.39 62.65 02/05/04 20:00:00.0 70.39 60.5
01/27/04 09:00:00.0 70.39 61.45 01/29/04 18:00:00.0 70.735 63.4 02/01/04 03:00:00.0 70.39 60.35 02/03/04 12:00:00.0 71.08 63.55 02/05/04 21:00:00.0 70.39 60.7
01/27/04 10:00:00.0 70.39 62.45 01/29/04 19:00:00.0 70.39 62.1 02/01/04 04:00:00.0 70.39 59.65 02/03/04 13:00:00.0 71.08 62.7 02/05/04 22:00:00.0 70.39 61.25
01/27/04 11:00:00.0 70.39 62.55 01/29/04 20:00:00.0 70.39 61.1 02/01/04 05:00:00.0 70.39 59 02/03/04 14:00:00.0 71.08 63.75 02/05/04 23:00:00.0 70.39 60.65
01/27/04 12:00:00.0 70.39 63.65 01/29/04 21:00:00.0 70.39 60.5 02/01/04 06:00:00.0 70.39 59.2 02/03/04 15:00:00.0 71.08 63.85 02/06/04 00:00:00.0 70.39 60.7
01/27/04 13:00:00.0 70.39 63.85 01/29/04 22:00:00.0 70.39 59.75 02/01/04 07:00:00.0 70.39 59.5 02/03/04 16:00:00.0 71.08 62.65 02/06/04 01:00:00.0 70.39 60.8
01/27/04 14:00:00.0 70.39 63.05 01/29/04 23:00:00.0 70.39 60.7 02/01/04 08:00:00.0 70.39 59.65 02/03/04 17:00:00.0 70.39 61.6 02/06/04 02:00:00.0 70.39 61.1
01/27/04 15:00:00.0 70.39 62.55 01/30/04 00:00:00.0 70.39 59.8 02/01/04 09:00:00.0 70.735 60.6 02/03/04 18:00:00.0 70.39 62.1 02/06/04 03:00:00.0 70.39 61.1
01/27/04 16:00:00.0 70.39 62.75 01/30/04 01:00:00.0 70.39 60.5 02/01/04 10:00:00.0 71.08 59.85 02/03/04 19:00:00.0 70.735 61.75 02/06/04 04:00:00.0 70.39 60.8
01/27/04 17:00:00.0 70.39 62.85 01/30/04 02:00:00.0 70.39 60.35 02/01/04 11:00:00.0 71.08 60.6 02/03/04 20:00:00.0 70.735 61.7 02/06/04 05:00:00.0 70.39 61.4
01/27/04 18:00:00.0 70.39 62.55 01/30/04 03:00:00.0 70.39 60.25 02/01/04 12:00:00.0 71.08 60.85 02/03/04 21:00:00.0 70.39 61.15 02/06/04 06:00:00.0 70.39 60.8
01/27/04 19:00:00.0 70.39 62 01/30/04 04:00:00.0 70.39 59.85 02/01/04 13:00:00.0 71.08 60.4 02/03/04 22:00:00.0 70.39 61.05 02/06/04 07:00:00.0 70.39 61.3
01/27/04 20:00:00.0 70.39 62.25 01/30/04 05:00:00.0 70.39 59.95 02/01/04 14:00:00.0 71.08 59.1 02/03/04 23:00:00.0 70.39 61.3 02/06/04 08:00:00.0 70.39 61.45
01/27/04 21:00:00.0 70.39 62 01/30/04 06:00:00.0 70.39 60.1 02/01/04 15:00:00.0 71.08 59.6 02/04/04 00:00:00.0 70.39 60.85 02/06/04 09:00:00.0 70.39 61.25
01/27/04 22:00:00.0 70.39 61.9 01/30/04 07:00:00.0 70.39 60.1 02/01/04 16:00:00.0 71.08 60.2 02/04/04 01:00:00.0 70.39 60.2 02/06/04 10:00:00.0 71.08 61.8
01/27/04 23:00:00.0 70.39 62 01/30/04 08:00:00.0 70.39 60.6 02/01/04 17:00:00.0 71.08 60.25 02/04/04 02:00:00.0 70.39 60.9 02/06/04 11:00:00.0 70.735 61.7
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
02/06/04 12:00:00.0 71.08 62.15 02/08/04 21:00:00.0 70.39 60.95 02/11/04 06:00:00.0 70.39 58.9 02/13/04 15:00:00.0 71.08 59.65 02/16/04 00:00:00.0 70.39 59.05
02/06/04 13:00:00.0 71.08 63.55 02/08/04 22:00:00.0 70.39 61 02/11/04 07:00:00.0 70.39 59.05 02/13/04 16:00:00.0 71.08 60.4 02/16/04 01:00:00.0 70.39 59.55
02/06/04 14:00:00.0 71.08 63.8 02/08/04 23:00:00.0 70.735 60.7 02/11/04 08:00:00.0 70.735 60.2 02/13/04 17:00:00.0 71.08 60.3 02/16/04 02:00:00.0 70.39 58.8
02/06/04 15:00:00.0 71.08 64 02/09/04 00:00:00.0 70.39 60.5 02/11/04 09:00:00.0 70.735 60.4 02/13/04 18:00:00.0 71.08 59.85 02/16/04 03:00:00.0 70.39 58.5
02/06/04 16:00:00.0 71.08 62.7 02/09/04 01:00:00.0 70.39 60.25 02/11/04 10:00:00.0 70.735 60.2 02/13/04 19:00:00.0 71.08 59.9 02/16/04 04:00:00.0 70.39 59.4
02/06/04 17:00:00.0 70.39 61.9 02/09/04 02:00:00.0 70.39 60.4 02/11/04 11:00:00.0 70.735 60.85 02/13/04 20:00:00.0 71.08 60.4 02/16/04 05:00:00.0 70.39 60.15
02/06/04 18:00:00.0 70.39 61 02/09/04 03:00:00.0 70.39 60.65 02/11/04 12:00:00.0 71.08 61.2 02/13/04 21:00:00.0 71.08 60.1 02/16/04 06:00:00.0 70.39 60.5
02/06/04 19:00:00.0 70.735 62.25 02/09/04 04:00:00.0 70.39 61.4 02/11/04 13:00:00.0 71.08 61.9 02/13/04 22:00:00.0 71.08 59.65 02/16/04 07:00:00.0 70.39 59.95
02/06/04 20:00:00.0 70.39 61.5 02/09/04 05:00:00.0 70.39 61.05 02/11/04 14:00:00.0 71.08 62.15 02/13/04 23:00:00.0 71.08 58.9 02/16/04 08:00:00.0 70.39 60
02/06/04 21:00:00.0 70.39 61.3 02/09/04 06:00:00.0 70.39 61.05 02/11/04 15:00:00.0 71.08 61.2 02/14/04 00:00:00.0 71.08 59.1 02/16/04 09:00:00.0 70.735 60.05
02/06/04 22:00:00.0 70.39 61.05 02/09/04 07:00:00.0 70.39 63.2 02/11/04 16:00:00.0 71.08 60.7 02/14/04 01:00:00.0 70.39 59 02/16/04 10:00:00.0 71.08 61.45
02/06/04 23:00:00.0 70.39 62 02/09/04 08:00:00.0 70.735 65.25 02/11/04 17:00:00.0 71.08 60.05 02/14/04 02:00:00.0 70.735 59.4 02/16/04 11:00:00.0 71.08 60.1
02/07/04 00:00:00.0 70.39 61.7 02/09/04 09:00:00.0 70.39 63.3 02/11/04 18:00:00.0 71.08 60.85 02/14/04 03:00:00.0 70.39 58.8 02/16/04 12:00:00.0 71.08 61.35
02/07/04 01:00:00.0 70.39 61.2 02/09/04 10:00:00.0 71.08 61.1 02/11/04 19:00:00.0 71.08 60.7 02/14/04 04:00:00.0 70.39 59.1 02/16/04 13:00:00.0 71.08 60.1
02/07/04 02:00:00.0 70.39 61.6 02/09/04 11:00:00.0 71.08 60.8 02/11/04 20:00:00.0 71.08 60.65 02/14/04 05:00:00.0 70.39 58.8 02/16/04 14:00:00.0 71.08 62
02/07/04 03:00:00.0 70.39 61.8 02/09/04 12:00:00.0 71.08 62.1 02/11/04 21:00:00.0 71.08 60.35 02/14/04 06:00:00.0 70.39 59.3 02/16/04 15:00:00.0 71.08 61.85
02/07/04 04:00:00.0 70.39 60.35 02/09/04 13:00:00.0 71.08 64.3 02/11/04 22:00:00.0 71.08 59.75 02/14/04 07:00:00.0 70.39 58.8 02/16/04 16:00:00.0 71.08 62.2
02/07/04 05:00:00.0 70.39 61.3 02/09/04 14:00:00.0 71.08 63.1 02/11/04 23:00:00.0 71.08 58.55 02/14/04 08:00:00.0 70.39 58.8 02/16/04 17:00:00.0 71.08 62.15
02/07/04 06:00:00.0 70.39 61.25 02/09/04 15:00:00.0 71.08 62.65 02/12/04 00:00:00.0 71.08 60.15 02/14/04 09:00:00.0 70.39 59.85 02/16/04 18:00:00.0 71.08 61.75
02/07/04 07:00:00.0 70.39 61.1 02/09/04 16:00:00.0 71.08 61.95 02/12/04 01:00:00.0 70.735 59.7 02/14/04 10:00:00.0 70.735 59.6 02/16/04 19:00:00.0 71.08 61.6
02/07/04 08:00:00.0 70.39 61.5 02/09/04 17:00:00.0 70.735 60.85 02/12/04 02:00:00.0 71.08 60 02/14/04 11:00:00.0 71.08 60.45 02/16/04 20:00:00.0 71.08 61.4
02/07/04 09:00:00.0 70.39 61.85 02/09/04 18:00:00.0 71.08 61.5 02/12/04 03:00:00.0 70.39 58.95 02/14/04 12:00:00.0 71.08 61.35 02/16/04 21:00:00.0 71.08 60.7
02/07/04 10:00:00.0 70.735 62.35 02/09/04 19:00:00.0 70.39 60.2 02/12/04 04:00:00.0 70.39 58.8 02/14/04 13:00:00.0 71.08 61.1 02/16/04 22:00:00.0 71.08 61.45
02/07/04 11:00:00.0 70.735 62.1 02/09/04 20:00:00.0 70.735 60.8 02/12/04 05:00:00.0 70.39 58.6 02/14/04 14:00:00.0 71.08 60.35 02/16/04 23:00:00.0 71.08 61.2
02/07/04 12:00:00.0 71.08 62.2 02/09/04 21:00:00.0 71.08 61.55 02/12/04 06:00:00.0 70.39 58.3 02/14/04 15:00:00.0 71.08 60.95 02/17/04 00:00:00.0 71.08 61
02/07/04 13:00:00.0 71.08 61.95 02/09/04 22:00:00.0 70.39 60.95 02/12/04 07:00:00.0 70.735 58.7 02/14/04 16:00:00.0 71.08 60.15 02/17/04 01:00:00.0 71.08 59.65
02/07/04 14:00:00.0 71.08 62.25 02/09/04 23:00:00.0 70.39 61.3 02/12/04 08:00:00.0 70.735 59.75 02/14/04 17:00:00.0 71.08 61.25 02/17/04 02:00:00.0 71.08 60.8
02/07/04 15:00:00.0 71.08 62.6 02/10/04 00:00:00.0 71.08 61.6 02/12/04 09:00:00.0 70.735 60.25 02/14/04 18:00:00.0 71.08 60.4 02/17/04 03:00:00.0 71.08 59.65
02/07/04 16:00:00.0 71.08 62.15 02/10/04 01:00:00.0 70.39 61.5 02/12/04 10:00:00.0 70.735 60.2 02/14/04 19:00:00.0 70.735 60.75 02/17/04 04:00:00.0 70.39 59.95
02/07/04 17:00:00.0 70.735 62.05 02/10/04 02:00:00.0 70.39 60.9 02/12/04 11:00:00.0 71.08 60 02/14/04 20:00:00.0 70.39 60 02/17/04 05:00:00.0 70.735 59.4
02/07/04 18:00:00.0 70.735 61.45 02/10/04 03:00:00.0 70.39 60.7 02/12/04 12:00:00.0 71.08 60.1 02/14/04 21:00:00.0 70.735 59.5 02/17/04 06:00:00.0 70.39 61.2
02/07/04 19:00:00.0 70.735 61.25 02/10/04 04:00:00.0 70.39 60 02/12/04 13:00:00.0 71.08 58.15 02/14/04 22:00:00.0 70.39 59.9 02/17/04 07:00:00.0 70.39 60.5
02/07/04 20:00:00.0 70.39 59.9 02/10/04 05:00:00.0 70.39 59.65 02/12/04 14:00:00.0 71.08 60.75 02/14/04 23:00:00.0 70.39 59.1 02/17/04 08:00:00.0 70.735 61.15
02/07/04 21:00:00.0 70.39 60.8 02/10/04 06:00:00.0 70.39 59.2 02/12/04 15:00:00.0 71.08 60.2 02/15/04 00:00:00.0 70.39 59.2 02/17/04 09:00:00.0 70.735 60.4
02/07/04 22:00:00.0 70.39 60.1 02/10/04 07:00:00.0 70.39 59.1 02/12/04 16:00:00.0 71.08 60.4 02/15/04 01:00:00.0 70.39 59.25 02/17/04 10:00:00.0 70.735 60.4
02/07/04 23:00:00.0 70.39 59.85 02/10/04 08:00:00.0 70.39 61 02/12/04 17:00:00.0 71.08 60.1 02/15/04 02:00:00.0 70.39 58.7 02/17/04 11:00:00.0 71.08 61.1
02/08/04 00:00:00.0 70.39 60.1 02/10/04 09:00:00.0 70.735 62.4 02/12/04 18:00:00.0 71.08 60.8 02/15/04 03:00:00.0 70.39 59.05 02/17/04 12:00:00.0 71.08 60.7
02/08/04 01:00:00.0 70.39 59.3 02/10/04 10:00:00.0 70.735 61.85 02/12/04 19:00:00.0 71.08 60.5 02/15/04 04:00:00.0 70.39 59.1 02/17/04 13:00:00.0 71.08 61.7
02/08/04 02:00:00.0 70.39 59.3 02/10/04 11:00:00.0 70.735 61.5 02/12/04 20:00:00.0 71.08 60 02/15/04 05:00:00.0 70.39 59.75 02/17/04 14:00:00.0 71.08 61.65
02/08/04 03:00:00.0 70.39 59.9 02/10/04 12:00:00.0 71.08 61.3 02/12/04 21:00:00.0 71.08 59.65 02/15/04 06:00:00.0 70.39 60.35 02/17/04 15:00:00.0 71.08 61.45
02/08/04 04:00:00.0 70.39 59.1 02/10/04 13:00:00.0 71.08 60.75 02/12/04 22:00:00.0 71.08 59.4 02/15/04 07:00:00.0 70.39 60.25 02/17/04 16:00:00.0 71.08 60.6
02/08/04 05:00:00.0 70.39 60.2 02/10/04 14:00:00.0 71.08 60.85 02/12/04 23:00:00.0 70.735 58.5 02/15/04 08:00:00.0 70.39 60.5 02/17/04 17:00:00.0 71.08 60.75
02/08/04 06:00:00.0 70.39 60.2 02/10/04 15:00:00.0 71.08 60.6 02/13/04 00:00:00.0 70.735 59.05 02/15/04 09:00:00.0 70.39 60.35 02/17/04 18:00:00.0 71.08 60.7
02/08/04 07:00:00.0 70.39 60.2 02/10/04 16:00:00.0 71.08 60.4 02/13/04 01:00:00.0 70.39 57.9 02/15/04 10:00:00.0 70.39 60.7 02/17/04 19:00:00.0 71.08 59.75
02/08/04 08:00:00.0 70.39 60.5 02/10/04 17:00:00.0 71.08 60.85 02/13/04 02:00:00.0 70.39 57.95 02/15/04 11:00:00.0 71.08 61.95 02/17/04 20:00:00.0 71.08 58.55
02/08/04 09:00:00.0 70.39 61.3 02/10/04 18:00:00.0 71.08 61.2 02/13/04 03:00:00.0 70.39 58.55 02/15/04 12:00:00.0 71.08 61.55 02/17/04 21:00:00.0 71.08 58.35
02/08/04 10:00:00.0 70.39 61.65 02/10/04 19:00:00.0 71.08 60.5 02/13/04 04:00:00.0 70.39 59.1 02/15/04 13:00:00.0 71.08 60.7 02/17/04 22:00:00.0 71.08 59.45
02/08/04 11:00:00.0 70.39 61.3 02/10/04 20:00:00.0 71.08 59.75 02/13/04 05:00:00.0 70.39 58.8 02/15/04 14:00:00.0 71.08 60.6 02/17/04 23:00:00.0 70.39 58.4
02/08/04 12:00:00.0 70.39 61.7 02/10/04 21:00:00.0 71.08 59.9 02/13/04 06:00:00.0 70.39 58.8 02/15/04 15:00:00.0 71.08 61.75 02/18/04 00:00:00.0 70.39 58.1
02/08/04 13:00:00.0 71.08 61.5 02/10/04 22:00:00.0 70.735 59.15 02/13/04 07:00:00.0 70.39 58.6 02/15/04 16:00:00.0 71.08 61.45 02/18/04 01:00:00.0 70.39 58.4
02/08/04 14:00:00.0 71.08 61.05 02/10/04 23:00:00.0 70.735 59.7 02/13/04 08:00:00.0 70.735 59.1 02/15/04 17:00:00.0 71.08 61.8 02/18/04 02:00:00.0 70.39 58.7
02/08/04 15:00:00.0 71.08 62.2 02/11/04 00:00:00.0 70.39 59.1 02/13/04 09:00:00.0 70.735 59.45 02/15/04 18:00:00.0 71.08 60.2 02/18/04 03:00:00.0 70.39 58.6
02/08/04 16:00:00.0 71.08 62.45 02/11/04 01:00:00.0 70.735 58.95 02/13/04 10:00:00.0 71.08 59.55 02/15/04 19:00:00.0 70.735 60.15 02/18/04 04:00:00.0 70.39 58.45
02/08/04 17:00:00.0 70.735 62.15 02/11/04 02:00:00.0 70.39 59.05 02/13/04 11:00:00.0 71.08 59.8 02/15/04 20:00:00.0 70.735 61.05 02/18/04 05:00:00.0 70.39 57.65
02/08/04 18:00:00.0 71.08 62.5 02/11/04 03:00:00.0 70.39 59.15 02/13/04 12:00:00.0 71.08 59.7 02/15/04 21:00:00.0 70.735 61.2 02/18/04 06:00:00.0 70.39 58.2
02/08/04 19:00:00.0 70.735 62.7 02/11/04 04:00:00.0 70.39 58.45 02/13/04 13:00:00.0 71.08 58.35 02/15/04 22:00:00.0 70.735 60.35 02/18/04 07:00:00.0 70.39 59
02/08/04 20:00:00.0 70.735 62.45 02/11/04 05:00:00.0 70.39 58.45 02/13/04 14:00:00.0 71.08 57.95 02/15/04 23:00:00.0 70.735 60.45 02/18/04 08:00:00.0 70.735 58.75
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
02/18/04 09:00:00.0 70.735 59.4 02/20/04 18:00:00.0 71.08 64 02/23/04 03:00:00.0 70.39 61.6 02/25/04 12:00:00.0 71.08 64.95 02/27/04 21:00:00.0 71.08 62.85
02/18/04 10:00:00.0 71.08 60.25 02/20/04 19:00:00.0 71.08 62.95 02/23/04 04:00:00.0 70.39 62.65 02/25/04 13:00:00.0 71.08 64.45 02/27/04 22:00:00.0 71.08 62.85
02/18/04 11:00:00.0 71.08 61.05 02/20/04 20:00:00.0 71.08 63.5 02/23/04 05:00:00.0 70.39 62.75 02/25/04 14:00:00.0 71.08 65.5 02/27/04 23:00:00.0 71.08 61.5
02/18/04 12:00:00.0 71.08 60.85 02/20/04 21:00:00.0 71.08 63.35 02/23/04 06:00:00.0 70.39 63.4 02/25/04 15:00:00.0 71.08 64.45 02/28/04 00:00:00.0 71.08 62.6
02/18/04 13:00:00.0 71.08 60.3 02/20/04 22:00:00.0 71.08 62.85 02/23/04 07:00:00.0 70.39 62.8 02/25/04 16:00:00.0 71.08 64.3 02/28/04 01:00:00.0 71.08 60.85
02/18/04 14:00:00.0 71.08 61.2 02/20/04 23:00:00.0 71.08 64.35 02/23/04 08:00:00.0 70.39 62.4 02/25/04 17:00:00.0 71.08 64.75 02/28/04 02:00:00.0 70.39 60.65
02/18/04 15:00:00.0 71.08 60.45 02/21/04 00:00:00.0 70.735 63.8 02/23/04 09:00:00.0 70.39 63.95 02/25/04 18:00:00.0 71.08 64.9 02/28/04 03:00:00.0 71.08 61.35
02/18/04 16:00:00.0 71.08 61.75 02/21/04 01:00:00.0 71.08 63.9 02/23/04 10:00:00.0 70.735 63.65 02/25/04 19:00:00.0 71.08 65.2 02/28/04 04:00:00.0 70.735 60.75
02/18/04 17:00:00.0 71.08 64.3 02/21/04 02:00:00.0 71.08 63.1 02/23/04 11:00:00.0 70.735 64.5 02/25/04 20:00:00.0 71.08 66.15 02/28/04 05:00:00.0 70.39 60.4
02/18/04 18:00:00.0 71.08 63.8 02/21/04 03:00:00.0 70.39 63.45 02/23/04 12:00:00.0 70.39 64.85 02/25/04 21:00:00.0 71.08 65.05 02/28/04 06:00:00.0 70.735 62.45
02/18/04 19:00:00.0 71.08 63.65 02/21/04 04:00:00.0 70.735 63.95 02/23/04 13:00:00.0 70.735 65.6 02/25/04 22:00:00.0 71.08 65.55 02/28/04 07:00:00.0 70.735 62.05
02/18/04 20:00:00.0 71.08 62.35 02/21/04 05:00:00.0 70.39 62.95 02/23/04 14:00:00.0 71.08 65.55 02/25/04 23:00:00.0 71.08 64.6 02/28/04 08:00:00.0 71.08 63.1
02/18/04 21:00:00.0 71.08 63.1 02/21/04 06:00:00.0 70.39 63.6 02/23/04 15:00:00.0 70.735 65.7 02/26/04 00:00:00.0 71.08 64.45 02/28/04 09:00:00.0 71.08 63.7
02/18/04 22:00:00.0 70.735 61.7 02/21/04 07:00:00.0 70.39 64.15 02/23/04 16:00:00.0 70.735 64.8 02/26/04 01:00:00.0 71.08 63.85 02/28/04 10:00:00.0 71.08 64.45
02/18/04 23:00:00.0 71.08 63.05 02/21/04 08:00:00.0 70.735 63.65 02/23/04 17:00:00.0 70.735 64.5 02/26/04 02:00:00.0 71.08 64.9 02/28/04 11:00:00.0 71.08 63.75
02/19/04 00:00:00.0 71.08 62.65 02/21/04 09:00:00.0 70.735 63.8 02/23/04 18:00:00.0 70.39 63.5 02/26/04 03:00:00.0 71.08 64.9 02/28/04 12:00:00.0 71.08 63.75
02/19/04 01:00:00.0 70.39 61.95 02/21/04 10:00:00.0 70.735 64.65 02/23/04 19:00:00.0 70.39 63.35 02/26/04 04:00:00.0 71.08 63.35 02/28/04 13:00:00.0 71.08 64
02/19/04 02:00:00.0 70.39 61.7 02/21/04 11:00:00.0 70.735 63.9 02/23/04 20:00:00.0 70.735 63.45 02/26/04 05:00:00.0 70.735 63.15 02/28/04 14:00:00.0 71.08 63.6
02/19/04 03:00:00.0 70.39 63.75 02/21/04 12:00:00.0 70.735 64.35 02/23/04 21:00:00.0 70.39 63.4 02/26/04 06:00:00.0 70.735 63.9 02/28/04 15:00:00.0 71.08 63.85
02/19/04 04:00:00.0 70.39 63.35 02/21/04 13:00:00.0 70.39 63.95 02/23/04 22:00:00.0 70.39 63.7 02/26/04 07:00:00.0 70.735 64.65 02/28/04 16:00:00.0 71.08 64.15
02/19/04 05:00:00.0 70.39 63.6 02/21/04 14:00:00.0 70.39 64.45 02/23/04 23:00:00.0 70.39 63.4 02/26/04 08:00:00.0 71.08 64.45 02/28/04 17:00:00.0 71.08 62.95
02/19/04 06:00:00.0 70.39 62.3 02/21/04 15:00:00.0 70.735 64.3 02/24/04 00:00:00.0 70.39 62.25 02/26/04 09:00:00.0 71.08 62.1 02/28/04 18:00:00.0 71.08 63.2
02/19/04 07:00:00.0 70.39 63.1 02/21/04 16:00:00.0 70.735 64.25 02/24/04 01:00:00.0 70.39 63.35 02/26/04 10:00:00.0 71.08 59.9 02/28/04 19:00:00.0 71.08 62.6
02/19/04 08:00:00.0 71.08 64.25 02/21/04 17:00:00.0 70.735 64.2 02/24/04 02:00:00.0 70.39 62.75 02/26/04 11:00:00.0 71.08 60.2 02/28/04 20:00:00.0 71.08 63.45
02/19/04 09:00:00.0 71.08 63.9 02/21/04 18:00:00.0 70.39 63.85 02/24/04 03:00:00.0 70.39 62.65 02/26/04 12:00:00.0 71.08 60.8 02/28/04 21:00:00.0 71.08 63.9
02/19/04 10:00:00.0 71.08 63.7 02/21/04 19:00:00.0 70.39 64.55 02/24/04 04:00:00.0 70.39 63.05 02/26/04 13:00:00.0 71.08 61.8 02/28/04 22:00:00.0 71.08 63.2
02/19/04 11:00:00.0 71.08 64 02/21/04 20:00:00.0 70.39 63.25 02/24/04 05:00:00.0 70.39 61.75 02/26/04 14:00:00.0 71.08 60.8 02/28/04 23:00:00.0 71.08 62.7
02/19/04 12:00:00.0 71.08 64.6 02/21/04 21:00:00.0 70.39 62.9 02/24/04 06:00:00.0 70.39 62.95 02/26/04 15:00:00.0 71.08 59.9 02/29/04 00:00:00.0 71.08 63.25
02/19/04 13:00:00.0 71.08 64.75 02/21/04 22:00:00.0 70.39 63.85 02/24/04 07:00:00.0 70.39 62.8 02/26/04 16:00:00.0 71.08 60.5 02/29/04 01:00:00.0 71.08 63.35
02/19/04 14:00:00.0 71.08 64.3 02/21/04 23:00:00.0 70.39 62.7 02/24/04 08:00:00.0 70.39 63.95 02/26/04 17:00:00.0 71.08 58.5 02/29/04 02:00:00.0 71.08 62.4
02/19/04 15:00:00.0 71.08 63.9 02/22/04 00:00:00.0 70.39 63.75 02/24/04 09:00:00.0 70.39 63.95 02/26/04 18:00:00.0 71.08 58.8 02/29/04 03:00:00.0 71.08 63.25
02/19/04 16:00:00.0 71.08 63.45 02/22/04 01:00:00.0 70.39 62.45 02/24/04 10:00:00.0 70.39 63.95 02/26/04 19:00:00.0 71.08 61.1 02/29/04 04:00:00.0 71.08 63.35
02/19/04 17:00:00.0 71.08 63.9 02/22/04 02:00:00.0 70.39 63.55 02/24/04 11:00:00.0 70.735 64 02/26/04 20:00:00.0 71.08 59.3 02/29/04 05:00:00.0 70.735 62.75
02/19/04 18:00:00.0 71.08 63.6 02/22/04 03:00:00.0 70.39 61.65 02/24/04 12:00:00.0 70.735 64.1 02/26/04 21:00:00.0 71.08 60.8 02/29/04 06:00:00.0 70.735 64.2
02/19/04 19:00:00.0 71.08 64.05 02/22/04 04:00:00.0 70.39 63.05 02/24/04 13:00:00.0 71.08 63.35 02/26/04 22:00:00.0 71.08 58.5 02/29/04 07:00:00.0 71.08 64.3
02/19/04 20:00:00.0 71.08 64.6 02/22/04 05:00:00.0 70.39 62.9 02/24/04 14:00:00.0 71.08 62.85 02/26/04 23:00:00.0 71.08 59.1 02/29/04 08:00:00.0 70.39 63.7
02/19/04 21:00:00.0 71.08 63.1 02/22/04 06:00:00.0 70.39 62.4 02/24/04 15:00:00.0 71.08 61.65 02/27/04 00:00:00.0 70.39 59.2 02/29/04 09:00:00.0 70.735 65.25
02/19/04 22:00:00.0 71.08 63.9 02/22/04 07:00:00.0 70.39 62.55 02/24/04 16:00:00.0 71.08 62.35 02/27/04 01:00:00.0 70.39 58.1 02/29/04 10:00:00.0 70.735 65.55
02/19/04 23:00:00.0 71.08 63.9 02/22/04 08:00:00.0 70.39 64.5 02/24/04 17:00:00.0 70.735 61.8 02/27/04 02:00:00.0 71.08 60.5 02/29/04 11:00:00.0 70.735 63.95
02/20/04 00:00:00.0 71.08 63.4 02/22/04 09:00:00.0 70.39 64.3 02/24/04 18:00:00.0 71.08 61.5 02/27/04 03:00:00.0 70.39 58.1 02/29/04 12:00:00.0 70.735 63.4
02/20/04 01:00:00.0 70.39 62.95 02/22/04 10:00:00.0 70.39 64.6 02/24/04 19:00:00.0 70.39 63.2 02/27/04 04:00:00.0 70.39 59.2 02/29/04 13:00:00.0 70.39 62.55
02/20/04 02:00:00.0 70.735 62.9 02/22/04 11:00:00.0 70.39 66.25 02/24/04 20:00:00.0 70.735 62.85 02/27/04 05:00:00.0 70.39 60 02/29/04 14:00:00.0 70.39 63.5
02/20/04 03:00:00.0 70.39 62.05 02/22/04 12:00:00.0 70.39 64.85 02/24/04 21:00:00.0 70.735 63.45 02/27/04 06:00:00.0 70.39 58.6 02/29/04 15:00:00.0 70.735 63.25
02/20/04 04:00:00.0 70.735 62.6 02/22/04 13:00:00.0 70.39 66.55 02/24/04 22:00:00.0 70.39 62.65 02/27/04 07:00:00.0 70.39 59.2 02/29/04 16:00:00.0 70.39 63.2
02/20/04 05:00:00.0 70.735 62.5 02/22/04 14:00:00.0 70.39 65.5 02/24/04 23:00:00.0 70.39 61.75 02/27/04 08:00:00.0 71.08 62.1 02/29/04 17:00:00.0 70.39 63.05
02/20/04 06:00:00.0 70.39 62.75 02/22/04 15:00:00.0 70.735 65 02/25/04 00:00:00.0 70.39 62.35 02/27/04 09:00:00.0 71.08 60.5 02/29/04 18:00:00.0 70.39 63.45
02/20/04 07:00:00.0 70.39 63.6 02/22/04 16:00:00.0 71.08 63.35 02/25/04 01:00:00.0 70.39 62.85 02/27/04 10:00:00.0 71.08 59.9 02/29/04 19:00:00.0 70.39 61.95
02/20/04 08:00:00.0 70.39 62.8 02/22/04 17:00:00.0 70.735 63.2 02/25/04 02:00:00.0 70.39 62.5 02/27/04 11:00:00.0 71.08 60.2 02/29/04 20:00:00.0 70.39 63.5
02/20/04 09:00:00.0 71.08 63.9 02/22/04 18:00:00.0 70.39 63.95 02/25/04 03:00:00.0 70.39 60.7 02/27/04 12:00:00.0 71.08 59.1 02/29/04 21:00:00.0 70.39 62.55
02/20/04 10:00:00.0 71.08 63.5 02/22/04 19:00:00.0 70.39 64.1 02/25/04 04:00:00.0 70.39 62.85 02/27/04 13:00:00.0 71.08 62.6 02/29/04 22:00:00.0 70.39 63.75
02/20/04 11:00:00.0 71.08 64.6 02/22/04 20:00:00.0 70.39 63.8 02/25/04 05:00:00.0 70.39 62.1 02/27/04 14:00:00.0 71.77 62.75 02/29/04 23:00:00.0 70.39 64.05
02/20/04 12:00:00.0 71.08 64.5 02/22/04 21:00:00.0 70.39 63.65 02/25/04 06:00:00.0 70.39 61.7 02/27/04 15:00:00.0 71.77 62.6 03/01/04 00:00:00.0 70.39 63.8
02/20/04 13:00:00.0 71.08 64.6 02/22/04 22:00:00.0 70.39 62.65 02/25/04 07:00:00.0 70.39 61.85 02/27/04 16:00:00.0 71.77 62.05 03/01/04 01:00:00.0 70.39 63.4
02/20/04 14:00:00.0 71.08 64.05 02/22/04 23:00:00.0 70.39 63.8 02/25/04 08:00:00.0 70.39 62.5 02/27/04 17:00:00.0 71.08 62.15 03/01/04 02:00:00.0 70.39 63.2
02/20/04 15:00:00.0 71.08 63.6 02/23/04 00:00:00.0 70.39 63.7 02/25/04 09:00:00.0 70.735 63 02/27/04 18:00:00.0 71.08 62.65 03/01/04 03:00:00.0 70.39 62.6
02/20/04 16:00:00.0 71.08 62.85 02/23/04 01:00:00.0 70.39 63.05 02/25/04 10:00:00.0 71.08 65.75 02/27/04 19:00:00.0 71.08 63.1 03/01/04 04:00:00.0 70.39 62.25
02/20/04 17:00:00.0 71.08 62.6 02/23/04 02:00:00.0 70.39 62.8 02/25/04 11:00:00.0 71.08 64.05 02/27/04 20:00:00.0 71.08 62.95 03/01/04 05:00:00.0 70.39 62.65
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
03/01/04 06:00:00.0 70.39 62.1 03/04/04 08:00:00.0 71.08 60.15 03/06/04 13:00:00.0 71.08 62.5 03/08/04 18:00:00.0 71.08 58.85 03/10/04 23:00:00.0 71.08 62.1
03/01/04 07:00:00.0 70.735 63.75 03/04/04 09:00:00.0 71.08 60.75 03/06/04 14:00:00.0 71.08 63.35 03/08/04 19:00:00.0 71.08 60.5 03/11/04 00:00:00.0 71.08 61.4
03/01/04 18:00:00.0 71.08 67.4 03/04/04 10:00:00.0 71.08 62.4 03/06/04 15:00:00.0 71.425 64.3 03/08/04 20:00:00.0 71.08 60.5 03/11/04 01:00:00.0 71.08 61
03/01/04 19:00:00.0 71.08 67.9 03/04/04 11:00:00.0 71.08 63.2 03/06/04 16:00:00.0 71.08 62.35 03/08/04 21:00:00.0 71.08 60.6 03/11/04 02:00:00.0 71.08 60.15
03/01/04 20:00:00.0 71.08 68.4 03/04/04 12:00:00.0 71.08 62.5 03/06/04 17:00:00.0 71.08 62.55 03/08/04 22:00:00.0 71.08 61 03/11/04 03:00:00.0 71.08 60
03/01/04 21:00:00.0 71.08 66.5 03/04/04 13:00:00.0 71.08 62.3 03/06/04 18:00:00.0 71.08 63.6 03/08/04 23:00:00.0 70.735 59.7 03/11/04 04:00:00.0 71.08 60
03/01/04 22:00:00.0 71.08 66.5 03/04/04 14:00:00.0 71.08 60.5 03/06/04 19:00:00.0 71.08 63.1 03/09/04 00:00:00.0 70.735 59.45 03/11/04 05:00:00.0 71.08 60.25
03/01/04 23:00:00.0 71.08 66 03/04/04 15:00:00.0 71.08 60.75 03/06/04 20:00:00.0 71.08 61.5 03/09/04 01:00:00.0 71.08 59.9 03/11/04 06:00:00.0 71.08 59.35
03/02/04 00:00:00.0 71.08 67.9 03/04/04 16:00:00.0 71.08 61.15 03/06/04 21:00:00.0 71.08 61.45 03/09/04 02:00:00.0 70.39 58.75 03/11/04 07:00:00.0 71.08 59.9
03/02/04 01:00:00.0 71.08 64.3 03/04/04 17:00:00.0 71.08 60.45 03/06/04 22:00:00.0 71.08 59.9 03/09/04 03:00:00.0 70.39 58.15 03/11/04 08:00:00.0 71.08 60
03/02/04 02:00:00.0 71.08 66.9 03/04/04 18:00:00.0 71.08 61.9 03/06/04 23:00:00.0 71.08 60.45 03/09/04 04:00:00.0 70.39 58.9 03/11/04 09:00:00.0 71.08 60.25
03/02/04 12:00:00.0 73.84 66.2 03/04/04 19:00:00.0 71.08 60.95 03/07/04 00:00:00.0 71.08 60.5 03/09/04 05:00:00.0 70.39 58.15 03/11/04 10:00:00.0 71.08 61.05
03/02/04 13:00:00.0 71.77 64.2 03/04/04 20:00:00.0 71.08 61.2 03/07/04 01:00:00.0 71.08 59.9 03/09/04 06:00:00.0 70.39 59.05 03/11/04 11:00:00.0 71.08 60.2
03/02/04 14:00:00.0 71.77 64.6 03/04/04 21:00:00.0 70.735 60.25 03/07/04 02:00:00.0 71.08 59.35 03/09/04 07:00:00.0 70.735 58.55 03/11/04 12:00:00.0 71.08 62.8
03/02/04 15:00:00.0 71.77 65.9 03/04/04 22:00:00.0 70.735 61 03/07/04 03:00:00.0 70.735 59.85 03/09/04 08:00:00.0 70.735 59.6 03/11/04 13:00:00.0 71.08 64.05
03/02/04 16:00:00.0 71.77 65.5 03/04/04 23:00:00.0 70.735 61.25 03/07/04 04:00:00.0 70.735 59.95 03/09/04 09:00:00.0 71.08 61.6 03/11/04 14:00:00.0 71.77 62.55
03/02/04 17:00:00.0 71.08 65.6 03/05/04 00:00:00.0 70.39 60.7 03/07/04 05:00:00.0 71.08 61.05 03/09/04 10:00:00.0 71.08 61.05 03/11/04 15:00:00.0 71.77 63
03/02/04 18:00:00.0 71.08 65.6 03/05/04 01:00:00.0 70.735 59.95 03/07/04 06:00:00.0 70.39 59.45 03/09/04 11:00:00.0 71.08 61.3 03/11/04 16:00:00.0 71.77 62.95
03/02/04 19:00:00.0 71.08 65.6 03/05/04 02:00:00.0 70.39 62 03/07/04 07:00:00.0 71.08 61.6 03/09/04 12:00:00.0 71.08 63.85 03/11/04 17:00:00.0 71.425 62.2
03/02/04 20:00:00.0 71.08 66 03/05/04 03:00:00.0 70.39 59.7 03/07/04 08:00:00.0 71.08 62.2 03/09/04 13:00:00.0 71.08 63.35 03/11/04 18:00:00.0 71.08 61.45
03/02/04 21:00:00.0 71.08 64.7 03/05/04 04:00:00.0 70.735 61.45 03/07/04 09:00:00.0 71.08 61.45 03/09/04 14:00:00.0 71.08 62.85 03/11/04 19:00:00.0 71.08 60.85
03/02/04 22:00:00.0 71.08 65.1 03/05/04 05:00:00.0 70.39 60.4 03/07/04 10:00:00.0 71.08 60.35 03/09/04 15:00:00.0 71.08 63.95 03/11/04 20:00:00.0 71.08 61.45
03/02/04 23:00:00.0 71.08 63.9 03/05/04 06:00:00.0 70.39 59.75 03/07/04 11:00:00.0 71.08 60.6 03/09/04 16:00:00.0 71.08 63.2 03/11/04 21:00:00.0 71.08 60.15
03/03/04 00:00:00.0 71.08 65.1 03/05/04 07:00:00.0 70.39 59.45 03/07/04 12:00:00.0 71.08 63.5 03/09/04 17:00:00.0 71.08 62.8 03/11/04 22:00:00.0 71.08 59.55
03/03/04 01:00:00.0 71.08 65.6 03/05/04 08:00:00.0 71.08 61.8 03/07/04 13:00:00.0 71.08 63.35 03/09/04 18:00:00.0 71.08 62.4 03/11/04 23:00:00.0 71.08 60.35
03/03/04 02:00:00.0 71.08 65.6 03/05/04 09:00:00.0 71.08 61.15 03/07/04 14:00:00.0 71.08 63.1 03/09/04 19:00:00.0 71.08 62 03/12/04 00:00:00.0 71.08 60.95
03/03/04 03:00:00.0 71.08 66.5 03/05/04 10:00:00.0 71.08 61.35 03/07/04 15:00:00.0 71.425 64.3 03/09/04 20:00:00.0 71.08 62.3 03/12/04 01:00:00.0 71.08 59.35
03/03/04 04:00:00.0 71.08 66.5 03/05/04 11:00:00.0 71.08 61.35 03/07/04 16:00:00.0 71.08 61.9 03/09/04 21:00:00.0 71.08 60.25 03/12/04 02:00:00.0 71.08 59.3
03/03/04 05:00:00.0 70.39 64.8 03/05/04 12:00:00.0 71.08 60.6 03/07/04 17:00:00.0 71.08 61.4 03/09/04 22:00:00.0 71.08 61.3 03/12/04 03:00:00.0 71.08 59.45
03/03/04 06:00:00.0 71.08 64.3 03/05/04 13:00:00.0 71.08 61.15 03/07/04 18:00:00.0 71.08 60.2 03/09/04 23:00:00.0 71.08 60.55 03/12/04 04:00:00.0 71.08 59.05
03/03/04 09:00:00.0 71.08 66.9 03/05/04 14:00:00.0 71.08 62.05 03/07/04 19:00:00.0 71.08 60.95 03/10/04 00:00:00.0 71.08 61.3 03/12/04 05:00:00.0 71.08 58.7
03/03/04 10:00:00.0 71.08 67.4 03/05/04 15:00:00.0 71.08 61.35 03/07/04 20:00:00.0 71.08 59.45 03/10/04 01:00:00.0 71.08 61.15 03/12/04 06:00:00.0 71.08 58.1
03/03/04 11:00:00.0 71.08 68.4 03/05/04 16:00:00.0 71.08 61.95 03/07/04 21:00:00.0 71.08 59.75 03/10/04 02:00:00.0 71.08 59.65 03/12/04 07:00:00.0 71.08 60.65
03/03/04 12:00:00.0 71.08 68.4 03/05/04 17:00:00.0 71.08 61.2 03/07/04 22:00:00.0 71.08 59.45 03/10/04 03:00:00.0 71.08 60.15 03/12/04 08:00:00.0 71.08 60.1
03/03/04 13:00:00.0 71.08 68.4 03/05/04 18:00:00.0 71.08 60.65 03/07/04 23:00:00.0 71.08 58.8 03/10/04 04:00:00.0 71.08 60.6 03/12/04 09:00:00.0 71.08 61.7
03/03/04 14:00:00.0 71.08 69 03/05/04 19:00:00.0 71.08 60.55 03/08/04 00:00:00.0 71.08 59.05 03/10/04 05:00:00.0 70.735 60.35 03/12/04 10:00:00.0 71.08 61.25
03/03/04 15:00:00.0 71.08 65.6 03/05/04 20:00:00.0 71.08 59.75 03/08/04 01:00:00.0 70.735 58.9 03/10/04 06:00:00.0 71.08 60.7 03/12/04 11:00:00.0 71.08 60.8
03/03/04 16:00:00.0 71.08 65.1 03/05/04 21:00:00.0 71.08 60.2 03/08/04 02:00:00.0 70.39 58.15 03/10/04 07:00:00.0 71.08 61.4 03/12/04 12:00:00.0 71.08 61.35
03/03/04 17:00:00.0 71.08 66 03/05/04 22:00:00.0 71.08 61.15 03/08/04 03:00:00.0 70.39 59.1 03/10/04 08:00:00.0 71.08 61.1 03/12/04 13:00:00.0 71.08 61.15
03/03/04 18:00:00.0 71.08 66 03/05/04 23:00:00.0 70.735 60.75 03/08/04 04:00:00.0 70.39 59.65 03/10/04 09:00:00.0 71.08 61.7 03/12/04 14:00:00.0 71.08 60.95
03/03/04 19:00:00.0 71.08 66.9 03/06/04 00:00:00.0 71.08 61.6 03/08/04 05:00:00.0 70.39 59.45 03/10/04 10:00:00.0 71.08 64.05 03/12/04 15:00:00.0 71.425 61.15
03/03/04 20:00:00.0 71.08 66.5 03/06/04 01:00:00.0 71.08 62.2 03/08/04 06:00:00.0 70.39 59.7 03/10/04 11:00:00.0 71.425 64.55 03/12/04 16:00:00.0 71.425 60.8
03/03/04 21:00:00.0 71.08 67.4 03/06/04 02:00:00.0 70.735 61.55 03/08/04 07:00:00.0 70.39 59.8 03/10/04 12:00:00.0 71.425 64.55 03/12/04 17:00:00.0 71.08 60.7
03/03/04 22:00:00.0 71.08 67.4 03/06/04 03:00:00.0 70.735 61 03/08/04 08:00:00.0 70.735 60.35 03/10/04 13:00:00.0 71.77 64.15 03/12/04 18:00:00.0 71.08 61.55
03/03/04 23:00:00.0 71.08 66.5 03/06/04 04:00:00.0 70.735 60.8 03/08/04 09:00:00.0 70.735 60.55 03/10/04 14:00:00.0 71.77 63.25 03/12/04 19:00:00.0 71.08 61.7
03/04/04 00:00:00.0 71.08 67.4 03/06/04 05:00:00.0 70.39 59.45 03/08/04 10:00:00.0 71.08 60.9 03/10/04 15:00:00.0 71.425 64.6 03/12/04 20:00:00.0 71.08 60.3
03/04/04 01:00:00.0 71.08 67.9 03/06/04 06:00:00.0 70.39 59.8 03/08/04 11:00:00.0 71.08 61.35 03/10/04 16:00:00.0 71.425 63.4 03/12/04 21:00:00.0 71.08 60.3
03/04/04 02:00:00.0 71.08 67.4 03/06/04 07:00:00.0 71.08 59.7 03/08/04 12:00:00.0 71.08 60.8 03/10/04 17:00:00.0 71.425 62.7 03/12/04 22:00:00.0 71.08 59.9
03/04/04 03:00:00.0 71.08 66.9 03/06/04 08:00:00.0 70.735 60.5 03/08/04 13:00:00.0 71.08 59.3 03/10/04 18:00:00.0 71.08 62 03/12/04 23:00:00.0 71.08 60.25
03/04/04 04:00:00.0 71.08 69.6 03/06/04 09:00:00.0 71.08 62.2 03/08/04 14:00:00.0 71.08 59.75 03/10/04 19:00:00.0 71.08 62.75 03/13/04 00:00:00.0 71.08 59.9
03/04/04 05:00:00.0 71.08 67.9 03/06/04 10:00:00.0 71.08 62.7 03/08/04 15:00:00.0 71.425 59.6 03/10/04 20:00:00.0 71.08 61.35 03/13/04 01:00:00.0 71.08 58.95
03/04/04 06:00:00.0 70.735 64.95 03/06/04 11:00:00.0 71.08 61.95 03/08/04 16:00:00.0 71.08 59.3 03/10/04 21:00:00.0 71.08 63.2 03/13/04 02:00:00.0 71.08 59.45
03/04/04 07:00:00.0 71.08 63.1 03/06/04 12:00:00.0 71.08 62.45 03/08/04 17:00:00.0 71.08 58.7 03/10/04 22:00:00.0 71.08 61.2
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
03/13/04 03:00:00.0 71.08 59.2 03/15/04 12:00:00.0 71.08 63.1 03/17/04 21:00:00.0 71.08 58.7 03/20/04 06:00:00.0 70.735 59.45 03/22/04 15:00:00.0 71.08 60.1
03/13/04 04:00:00.0 71.08 58.15 03/15/04 13:00:00.0 71.08 62.65 03/17/04 22:00:00.0 71.08 58.75 03/20/04 07:00:00.0 70.735 59.45 03/22/04 16:00:00.0 71.08 60.2
03/13/04 05:00:00.0 70.735 58.1 03/15/04 14:00:00.0 71.425 63.4 03/17/04 23:00:00.0 71.08 58.7 03/20/04 08:00:00.0 70.735 61.1 03/22/04 17:00:00.0 71.08 59.7
03/13/04 06:00:00.0 70.735 58.6 03/15/04 15:00:00.0 71.08 63.2 03/18/04 00:00:00.0 71.08 59.8 03/20/04 09:00:00.0 70.735 62.35 03/22/04 18:00:00.0 71.08 61.4
03/13/04 07:00:00.0 71.08 58.45 03/15/04 16:00:00.0 71.08 62.85 03/18/04 01:00:00.0 71.08 59.65 03/20/04 10:00:00.0 70.735 63.5 03/22/04 19:00:00.0 71.08 60.8
03/13/04 08:00:00.0 71.08 59.4 03/15/04 17:00:00.0 71.08 63.35 03/18/04 02:00:00.0 71.08 58.25 03/20/04 11:00:00.0 71.08 64.3 03/22/04 20:00:00.0 71.08 60.45
03/13/04 09:00:00.0 71.08 60.5 03/15/04 18:00:00.0 71.08 62.55 03/18/04 03:00:00.0 71.08 58.8 03/20/04 12:00:00.0 70.735 64 03/22/04 21:00:00.0 71.08 59.65
03/13/04 10:00:00.0 71.08 61.15 03/15/04 19:00:00.0 71.08 61.5 03/18/04 04:00:00.0 70.735 59.05 03/20/04 13:00:00.0 71.08 64.1 03/22/04 22:00:00.0 71.08 59.65
03/13/04 11:00:00.0 71.08 62.45 03/15/04 20:00:00.0 71.08 61.8 03/18/04 05:00:00.0 71.08 58.5 03/20/04 14:00:00.0 70.735 65.15 03/22/04 23:00:00.0 71.08 58.7
03/13/04 12:00:00.0 71.08 62.65 03/15/04 21:00:00.0 71.08 61.55 03/18/04 06:00:00.0 71.08 58.65 03/20/04 15:00:00.0 70.735 62.5 03/23/04 00:00:00.0 71.08 58.15
03/13/04 13:00:00.0 71.425 63 03/15/04 22:00:00.0 71.08 60.35 03/18/04 07:00:00.0 70.735 59.15 03/20/04 16:00:00.0 70.735 62.55 03/23/04 01:00:00.0 71.08 58.05
03/13/04 14:00:00.0 71.08 63.35 03/15/04 23:00:00.0 71.08 60.05 03/18/04 08:00:00.0 71.08 60.5 03/20/04 17:00:00.0 70.735 61.4 03/23/04 02:00:00.0 70.735 58.4
03/13/04 15:00:00.0 71.425 62.75 03/16/04 00:00:00.0 71.08 59.75 03/18/04 09:00:00.0 71.08 60.45 03/20/04 18:00:00.0 70.735 60.8 03/23/04 03:00:00.0 71.08 57.75
03/13/04 16:00:00.0 71.425 63.3 03/16/04 01:00:00.0 71.08 59.8 03/18/04 10:00:00.0 71.08 61 03/20/04 19:00:00.0 70.735 62 03/23/04 04:00:00.0 70.735 58.15
03/13/04 17:00:00.0 71.08 63 03/16/04 02:00:00.0 70.735 59.15 03/18/04 11:00:00.0 70.735 60.3 03/20/04 20:00:00.0 70.735 61.7 03/23/04 05:00:00.0 70.735 57.1
03/13/04 18:00:00.0 71.08 61.25 03/16/04 03:00:00.0 70.735 59.95 03/18/04 12:00:00.0 71.08 62.45 03/20/04 21:00:00.0 70.735 61.7 03/23/04 06:00:00.0 70.735 57.55
03/13/04 19:00:00.0 71.08 61.45 03/16/04 04:00:00.0 70.39 59.05 03/18/04 13:00:00.0 71.08 61.7 03/20/04 22:00:00.0 70.735 60.9 03/23/04 07:00:00.0 70.735 58.1
03/13/04 20:00:00.0 71.08 62.15 03/16/04 05:00:00.0 70.39 58.9 03/18/04 14:00:00.0 71.08 63.2 03/20/04 23:00:00.0 70.735 59.1 03/23/04 08:00:00.0 71.08 60
03/13/04 21:00:00.0 71.08 61.7 03/16/04 06:00:00.0 70.39 59.55 03/18/04 15:00:00.0 71.08 62.2 03/21/04 00:00:00.0 70.735 59.95 03/23/04 09:00:00.0 71.08 64.15
03/13/04 22:00:00.0 71.08 61.1 03/16/04 07:00:00.0 70.39 57.6 03/18/04 16:00:00.0 71.08 62.35 03/21/04 01:00:00.0 70.735 58.65 03/23/04 10:00:00.0 71.08 61.9
03/13/04 23:00:00.0 71.08 60.55 03/16/04 08:00:00.0 71.08 60.8 03/18/04 17:00:00.0 71.08 61.05 03/21/04 02:00:00.0 70.735 59 03/23/04 11:00:00.0 71.08 62.5
03/14/04 00:00:00.0 71.08 60.1 03/16/04 09:00:00.0 71.08 61.8 03/18/04 18:00:00.0 71.08 60.05 03/21/04 03:00:00.0 70.735 59 03/23/04 12:00:00.0 71.08 63.35
03/14/04 01:00:00.0 71.08 60.35 03/16/04 10:00:00.0 71.08 62.8 03/18/04 19:00:00.0 70.735 59.45 03/21/04 04:00:00.0 70.735 59.75 03/23/04 13:00:00.0 71.08 64.75
03/14/04 02:00:00.0 71.08 59.9 03/16/04 11:00:00.0 71.08 62.8 03/18/04 20:00:00.0 70.735 59.6 03/21/04 05:00:00.0 70.39 59.3 03/23/04 14:00:00.0 71.425 64.85
03/14/04 03:00:00.0 71.08 60.1 03/16/04 12:00:00.0 71.08 61.5 03/18/04 21:00:00.0 70.735 61 03/21/04 06:00:00.0 70.39 59.9 03/23/04 15:00:00.0 71.08 63.9
03/14/04 04:00:00.0 71.08 58.55 03/16/04 13:00:00.0 71.425 63.15 03/18/04 22:00:00.0 71.08 59.8 03/21/04 07:00:00.0 70.735 59.1 03/23/04 16:00:00.0 71.08 61.75
03/14/04 05:00:00.0 71.08 58.8 03/16/04 14:00:00.0 71.425 61.3 03/18/04 23:00:00.0 70.735 59.95 03/21/04 08:00:00.0 70.735 60.5 03/23/04 17:00:00.0 71.08 62.15
03/14/04 06:00:00.0 71.08 58.95 03/16/04 15:00:00.0 71.425 61.15 03/19/04 00:00:00.0 70.735 59.45 03/21/04 09:00:00.0 71.08 61.3 03/23/04 18:00:00.0 71.08 60.7
03/14/04 07:00:00.0 70.735 58.15 03/16/04 16:00:00.0 71.08 60.4 03/19/04 01:00:00.0 70.735 59.1 03/21/04 10:00:00.0 70.735 61.1 03/23/04 19:00:00.0 71.08 60.6
03/14/04 08:00:00.0 71.08 60.15 03/16/04 17:00:00.0 71.08 60.25 03/19/04 02:00:00.0 70.735 58.3 03/21/04 11:00:00.0 71.08 61.5 03/23/04 20:00:00.0 71.08 60.7
03/14/04 09:00:00.0 71.08 61.75 03/16/04 18:00:00.0 71.08 59.9 03/19/04 03:00:00.0 70.735 57.9 03/21/04 12:00:00.0 71.08 62.5 03/23/04 21:00:00.0 71.08 61.25
03/14/04 10:00:00.0 71.08 62.05 03/16/04 19:00:00.0 71.08 59.8 03/19/04 04:00:00.0 70.735 59 03/21/04 13:00:00.0 71.08 63.55 03/23/04 22:00:00.0 70.735 60.85
03/14/04 11:00:00.0 71.08 62.4 03/16/04 20:00:00.0 71.08 59.5 03/19/04 05:00:00.0 70.735 58.4 03/21/04 14:00:00.0 71.08 62.3 03/23/04 23:00:00.0 70.735 60.25
03/14/04 12:00:00.0 71.08 63.1 03/16/04 21:00:00.0 71.08 58.85 03/19/04 06:00:00.0 70.735 58.95 03/21/04 15:00:00.0 71.08 61.95 03/24/04 00:00:00.0 70.735 60.95
03/14/04 13:00:00.0 71.425 63.3 03/16/04 22:00:00.0 71.08 60.15 03/19/04 07:00:00.0 70.735 58.8 03/21/04 16:00:00.0 71.08 60.95 03/24/04 01:00:00.0 70.735 61.4
03/14/04 14:00:00.0 71.08 61.9 03/16/04 23:00:00.0 71.08 59.55 03/19/04 08:00:00.0 71.08 61.5 03/21/04 17:00:00.0 71.08 61.7 03/24/04 02:00:00.0 70.735 61.35
03/14/04 15:00:00.0 71.08 63.1 03/17/04 00:00:00.0 71.08 59.9 03/19/04 09:00:00.0 71.08 62.65 03/21/04 18:00:00.0 71.08 60.85 03/24/04 03:00:00.0 70.735 61.8
03/14/04 16:00:00.0 71.08 61.95 03/17/04 01:00:00.0 70.735 57.7 03/19/04 10:00:00.0 70.735 62 03/21/04 19:00:00.0 71.08 61.2 03/24/04 04:00:00.0 70.735 60.5
03/14/04 17:00:00.0 71.08 60.95 03/17/04 02:00:00.0 70.735 58.9 03/19/04 11:00:00.0 71.08 63.4 03/21/04 20:00:00.0 71.08 62.5 03/24/04 05:00:00.0 70.735 61.45
03/14/04 18:00:00.0 71.08 61 03/17/04 03:00:00.0 70.735 58.9 03/19/04 12:00:00.0 71.08 61.05 03/21/04 21:00:00.0 70.735 61.25 03/24/04 06:00:00.0 70.735 62.65
03/14/04 19:00:00.0 71.08 61.1 03/17/04 04:00:00.0 70.735 59.65 03/19/04 13:00:00.0 71.08 61.5 03/21/04 22:00:00.0 70.735 60.15 03/24/04 07:00:00.0 70.735 62.7
03/14/04 20:00:00.0 71.08 60.4 03/17/04 05:00:00.0 70.735 58.35 03/19/04 14:00:00.0 71.08 60.6 03/21/04 23:00:00.0 70.735 60.45 03/24/04 08:00:00.0 70.735 61.25
03/14/04 21:00:00.0 71.08 60.5 03/17/04 06:00:00.0 71.08 59.55 03/19/04 15:00:00.0 71.08 60.75 03/22/04 00:00:00.0 70.735 59.85 03/24/04 09:00:00.0 71.08 62.2
03/14/04 22:00:00.0 71.08 59.3 03/17/04 07:00:00.0 71.08 60.8 03/19/04 16:00:00.0 71.08 60.85 03/22/04 01:00:00.0 70.735 59.6 03/24/04 15:00:00.0 70.39 62.2
03/14/04 23:00:00.0 70.735 59.45 03/17/04 08:00:00.0 71.08 60.05 03/19/04 17:00:00.0 70.735 60.6 03/22/04 02:00:00.0 70.735 59.8 03/24/04 16:00:00.0 70.39 61.5
03/15/04 00:00:00.0 71.08 59.9 03/17/04 09:00:00.0 71.08 61.6 03/19/04 18:00:00.0 70.735 59.7 03/22/04 03:00:00.0 70.39 60.4 03/24/04 17:00:00.0 71.08 63.9
03/15/04 01:00:00.0 70.735 60.55 03/17/04 10:00:00.0 71.08 61.9 03/19/04 19:00:00.0 70.735 58.65 03/22/04 04:00:00.0 70.39 60.05 03/24/04 18:00:00.0 71.425 66.35
03/15/04 02:00:00.0 70.735 60.8 03/17/04 11:00:00.0 71.425 62.7 03/19/04 20:00:00.0 70.735 60.1 03/22/04 05:00:00.0 70.39 61.7 03/24/04 19:00:00.0 71.08 63.35
03/15/04 03:00:00.0 70.39 59.15 03/17/04 12:00:00.0 71.425 63.15 03/19/04 21:00:00.0 70.735 59.95 03/22/04 06:00:00.0 70.39 61.1 03/24/04 20:00:00.0 71.08 64
03/15/04 04:00:00.0 70.735 60.1 03/17/04 13:00:00.0 71.77 62.25 03/19/04 22:00:00.0 70.735 60.25 03/22/04 07:00:00.0 70.735 60.1 03/24/04 21:00:00.0 71.425 64.05
03/15/04 05:00:00.0 70.39 60.65 03/17/04 14:00:00.0 71.77 62.45 03/19/04 23:00:00.0 70.735 58.45 03/22/04 08:00:00.0 70.735 61.2 03/24/04 22:00:00.0 71.08 61.5
03/15/04 06:00:00.0 70.39 60.75 03/17/04 15:00:00.0 71.77 61.75 03/20/04 00:00:00.0 70.735 58.45 03/22/04 09:00:00.0 71.08 61.5 03/24/04 23:00:00.0 71.08 61.6
03/15/04 07:00:00.0 70.735 59.6 03/17/04 16:00:00.0 71.77 62.95 03/20/04 01:00:00.0 70.735 58.95 03/22/04 10:00:00.0 71.08 60.55 03/25/04 00:00:00.0 71.08 61.4
03/15/04 08:00:00.0 70.735 60.8 03/17/04 17:00:00.0 71.425 61.65 03/20/04 02:00:00.0 70.735 59.75 03/22/04 11:00:00.0 71.08 60.05 03/25/04 01:00:00.0 71.08 60.95
03/15/04 09:00:00.0 71.08 62.8 03/17/04 18:00:00.0 71.08 60.2 03/20/04 03:00:00.0 70.735 58.95 03/22/04 12:00:00.0 71.08 59 03/25/04 02:00:00.0 71.08 62.5
03/15/04 10:00:00.0 71.08 61.8 03/17/04 19:00:00.0 71.08 60.5 03/20/04 04:00:00.0 70.735 59.1 03/22/04 13:00:00.0 71.08 59.9 03/25/04 03:00:00.0 71.08 61.55
03/15/04 11:00:00.0 71.08 62.6 03/17/04 20:00:00.0 71.08 59.3 03/20/04 05:00:00.0 70.735 58.55 03/22/04 14:00:00.0 71.08 60.65 03/25/04 04:00:00.0 71.08 61.35
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
03/25/04 05:00:00.0 71.08 60.65 03/27/04 20:00:00.0 71.77 65.85 03/30/04 05:00:00.0 71.425 58.6 04/01/04 14:00:00.0 72.115 61.3 04/03/04 23:00:00.0 72.46 56.9
03/25/04 06:00:00.0 71.08 61.5 03/27/04 21:00:00.0 71.425 63.3 03/30/04 06:00:00.0 71.425 58.15 04/01/04 15:00:00.0 72.115 60.85 04/04/04 00:00:00.0 72.46 56.9
03/25/04 07:00:00.0 71.77 64.2 03/27/04 22:00:00.0 71.77 65.35 03/30/04 07:00:00.0 71.425 58.45 04/01/04 16:00:00.0 72.115 61.05 04/04/04 01:00:00.0 72.46 57.65
03/25/04 14:00:00.0 71.08 64.3 03/27/04 23:00:00.0 71.77 64.75 03/30/04 08:00:00.0 71.425 58.55 04/01/04 17:00:00.0 72.115 61.85 04/04/04 03:00:00.0 72.46 58.7
03/25/04 15:00:00.0 71.08 61.5 03/28/04 00:00:00.0 71.77 64.55 03/30/04 09:00:00.0 71.77 59.55 04/01/04 18:00:00.0 72.115 60.9 04/04/04 04:00:00.0 72.46 58.35
03/25/04 16:00:00.0 71.08 62.1 03/28/04 01:00:00.0 71.77 64.7 03/30/04 10:00:00.0 71.77 59.2 04/01/04 19:00:00.0 72.115 59.5 04/04/04 05:00:00.0 72.46 56.65
03/25/04 17:00:00.0 71.08 61.1 03/28/04 02:00:00.0 71.77 65.1 03/30/04 11:00:00.0 72.115 59.55 04/01/04 20:00:00.0 72.115 58.7 04/04/04 06:00:00.0 72.46 57.85
03/25/04 18:00:00.0 71.08 63.9 03/28/04 03:00:00.0 71.425 64.15 03/30/04 12:00:00.0 72.115 61.2 04/01/04 21:00:00.0 72.115 58.35 04/04/04 07:00:00.0 72.46 56.2
03/25/04 19:00:00.0 71.77 63.65 03/28/04 04:00:00.0 71.77 64.7 03/30/04 13:00:00.0 72.115 62.1 04/01/04 22:00:00.0 72.115 58.95 04/04/04 08:00:00.0 72.46 57.95
03/25/04 20:00:00.0 71.77 63.6 03/28/04 05:00:00.0 71.425 63.25 03/30/04 14:00:00.0 72.115 62.55 04/01/04 23:00:00.0 72.115 59.5 04/04/04 09:00:00.0 72.46 56.65
03/25/04 21:00:00.0 71.77 63.45 03/28/04 06:00:00.0 71.425 63.95 03/30/04 15:00:00.0 72.115 61.85 04/02/04 00:00:00.0 72.115 57.5 04/04/04 10:00:00.0 72.46 56.7
03/25/04 22:00:00.0 71.425 61.1 03/28/04 07:00:00.0 71.77 62.95 03/30/04 16:00:00.0 72.115 62.05 04/02/04 01:00:00.0 72.115 59.1 04/04/04 11:00:00.0 72.46 58.6
03/25/04 23:00:00.0 71.77 63.55 03/28/04 08:00:00.0 71.425 60.35 03/30/04 17:00:00.0 71.425 60.5 04/02/04 02:00:00.0 72.115 58.7 04/04/04 12:00:00.0 73.15 61.55
03/26/04 00:00:00.0 71.77 62.75 03/28/04 09:00:00.0 71.77 60.85 03/30/04 18:00:00.0 71.77 61.7 04/02/04 03:00:00.0 72.115 57.55 04/04/04 13:00:00.0 72.46 64.05
03/26/04 01:00:00.0 71.425 61.55 03/28/04 10:00:00.0 71.77 63.55 03/30/04 19:00:00.0 71.77 62.95 04/02/04 04:00:00.0 71.77 57.95 04/04/04 14:00:00.0 72.46 62.15
03/26/04 02:00:00.0 71.425 60.6 03/28/04 11:00:00.0 71.77 65.4 03/30/04 20:00:00.0 71.77 62.4 04/02/04 05:00:00.0 71.77 59.25 04/04/04 15:00:00.0 72.46 62
03/26/04 03:00:00.0 71.77 62.25 03/28/04 12:00:00.0 72.115 66.1 03/30/04 21:00:00.0 71.425 61.3 04/02/04 06:00:00.0 72.115 59.9 04/04/04 16:00:00.0 72.46 63.55
03/26/04 04:00:00.0 71.425 60.3 03/28/04 13:00:00.0 72.115 67.25 03/30/04 22:00:00.0 71.425 59 04/02/04 07:00:00.0 72.115 59.6 04/04/04 17:00:00.0 72.46 61.2
03/26/04 05:00:00.0 71.425 61.6 03/28/04 14:00:00.0 72.115 67.45 03/30/04 23:00:00.0 71.77 61.35 04/02/04 08:00:00.0 72.115 60.85 04/04/04 18:00:00.0 72.46 60.8
03/26/04 06:00:00.0 71.77 61.4 03/28/04 15:00:00.0 72.115 66.85 03/31/04 00:00:00.0 71.425 58.9 04/02/04 09:00:00.0 72.115 60.9 04/04/04 19:00:00.0 72.46 60.35
03/26/04 07:00:00.0 71.425 59.85 03/28/04 16:00:00.0 72.115 64.4 03/31/04 01:00:00.0 71.425 60.1 04/02/04 10:00:00.0 72.115 59.15 04/04/04 20:00:00.0 72.46 58.35
03/26/04 08:00:00.0 71.77 62.25 03/28/04 17:00:00.0 72.115 65.6 03/31/04 02:00:00.0 71.77 59.95 04/02/04 11:00:00.0 72.115 60.1 04/04/04 21:00:00.0 72.46 59.2
03/26/04 09:00:00.0 71.77 63.35 03/28/04 18:00:00.0 71.77 63.85 03/31/04 03:00:00.0 71.77 59.7 04/02/04 12:00:00.0 72.46 60.35 04/04/04 22:00:00.0 72.46 58.25
03/26/04 10:00:00.0 71.77 64.55 03/28/04 19:00:00.0 71.77 63.2 03/31/04 04:00:00.0 71.425 59.85 04/02/04 13:00:00.0 72.46 60.15 04/04/04 23:00:00.0 72.46 56.65
03/26/04 11:00:00.0 71.77 64.9 03/28/04 20:00:00.0 71.425 61.3 03/31/04 05:00:00.0 71.425 59.05 04/02/04 14:00:00.0 72.46 60.65 04/05/04 00:00:00.0 72.46 57
03/26/04 12:00:00.0 72.115 64.15 03/28/04 21:00:00.0 71.77 61.95 03/31/04 06:00:00.0 71.425 59.2 04/02/04 15:00:00.0 72.46 60.4 04/05/04 01:00:00.0 72.46 57.95
03/26/04 13:00:00.0 72.115 65.3 03/28/04 22:00:00.0 71.77 62.05 03/31/04 07:00:00.0 71.425 59.85 04/02/04 16:00:00.0 72.46 60.15 04/05/04 02:00:00.0 71.77 56.25
03/26/04 14:00:00.0 72.115 66.55 03/28/04 23:00:00.0 71.77 61.55 03/31/04 08:00:00.0 71.425 59.7 04/02/04 17:00:00.0 72.46 59.5 04/05/04 03:00:00.0 72.115 58
03/26/04 15:00:00.0 71.77 65 03/29/04 00:00:00.0 71.77 61.55 03/31/04 09:00:00.0 71.77 59.8 04/02/04 18:00:00.0 72.46 60.8 04/05/04 04:00:00.0 72.115 56.1
03/26/04 16:00:00.0 71.77 64.95 03/29/04 01:00:00.0 71.425 60.7 03/31/04 10:00:00.0 71.425 59.6 04/02/04 19:00:00.0 72.46 59.9 04/05/04 05:00:00.0 71.77 56.45
03/26/04 17:00:00.0 71.77 65.6 03/29/04 02:00:00.0 71.77 61.4 03/31/04 11:00:00.0 71.77 60.45 04/02/04 20:00:00.0 72.46 60.3 04/05/04 06:00:00.0 71.77 56.45
03/26/04 18:00:00.0 71.425 63.25 03/29/04 03:00:00.0 71.425 59.45 03/31/04 12:00:00.0 71.77 62.05 04/02/04 21:00:00.0 72.46 58.35 04/05/04 07:00:00.0 72.115 57.05
03/26/04 19:00:00.0 71.425 64.1 03/29/04 04:00:00.0 71.425 60.45 03/31/04 13:00:00.0 72.115 62 04/02/04 22:00:00.0 72.46 58.55 04/05/04 08:00:00.0 72.115 57.85
03/26/04 20:00:00.0 71.77 63.95 03/29/04 05:00:00.0 71.425 59.85 03/31/04 14:00:00.0 72.115 62.55 04/02/04 23:00:00.0 72.46 59.7 04/05/04 09:00:00.0 72.115 56.85
03/26/04 21:00:00.0 71.77 62.85 03/29/04 06:00:00.0 71.425 58.9 03/31/04 15:00:00.0 71.77 62.45 04/03/04 00:00:00.0 72.46 60.45 04/05/04 10:00:00.0 72.115 59.95
03/26/04 22:00:00.0 71.425 63.05 03/29/04 07:00:00.0 71.425 59.55 03/31/04 16:00:00.0 72.115 60.45 04/03/04 01:00:00.0 72.115 59.2 04/05/04 11:00:00.0 72.46 60.2
03/26/04 23:00:00.0 71.425 61.1 03/29/04 08:00:00.0 71.425 58.8 03/31/04 17:00:00.0 71.77 61.4 04/03/04 02:00:00.0 72.115 57.8 04/05/04 12:00:00.0 72.46 59.35
03/27/04 00:00:00.0 71.425 61.7 03/29/04 09:00:00.0 71.77 63.75 03/31/04 18:00:00.0 71.77 60.6 04/03/04 03:00:00.0 72.115 58.7 04/05/04 13:00:00.0 72.46 58.85
03/27/04 01:00:00.0 71.77 62.95 03/29/04 10:00:00.0 71.77 63.15 03/31/04 19:00:00.0 71.425 58.75 04/03/04 04:00:00.0 72.115 57.8 04/05/04 14:00:00.0 72.46 59.75
03/27/04 02:00:00.0 71.77 64.45 03/29/04 11:00:00.0 71.77 64.1 03/31/04 20:00:00.0 71.425 59 04/03/04 05:00:00.0 72.115 59.45 04/05/04 15:00:00.0 72.46 61.5
03/27/04 03:00:00.0 71.77 65.7 03/29/04 12:00:00.0 71.77 62.75 03/31/04 21:00:00.0 71.425 59.2 04/03/04 06:00:00.0 72.115 59.65 04/05/04 16:00:00.0 72.46 61.95
03/27/04 04:00:00.0 71.425 62.5 03/29/04 13:00:00.0 72.115 63.05 03/31/04 22:00:00.0 71.425 59.3 04/03/04 07:00:00.0 72.46 58.4 04/05/04 17:00:00.0 72.46 62.15
03/27/04 05:00:00.0 71.425 60.9 03/29/04 14:00:00.0 72.115 62.3 03/31/04 23:00:00.0 71.425 58.8 04/03/04 08:00:00.0 72.46 58.95 04/05/04 18:00:00.0 72.46 62.5
03/27/04 06:00:00.0 71.425 61.35 03/29/04 15:00:00.0 72.115 63.55 04/01/04 00:00:00.0 71.425 58.45 04/03/04 09:00:00.0 72.46 60.2 04/05/04 19:00:00.0 72.46 63.2
03/27/04 07:00:00.0 71.425 61.15 03/29/04 16:00:00.0 72.115 63.15 04/01/04 01:00:00.0 71.77 58.5 04/03/04 10:00:00.0 72.46 59.1 04/05/04 20:00:00.0 72.46 62.55
03/27/04 08:00:00.0 71.425 61.7 03/29/04 17:00:00.0 72.115 63.1 04/01/04 02:00:00.0 71.77 59.65 04/03/04 11:00:00.0 72.46 59.2 04/05/04 21:00:00.0 72.46 59.2
03/27/04 09:00:00.0 71.77 63.35 03/29/04 18:00:00.0 71.425 61.9 04/01/04 03:00:00.0 71.425 58.75 04/03/04 12:00:00.0 72.805 59.25 04/05/04 22:00:00.0 72.46 59.2
03/27/04 10:00:00.0 71.77 63.05 03/29/04 19:00:00.0 71.77 61.45 04/01/04 04:00:00.0 71.77 60.1 04/03/04 13:00:00.0 72.46 60.3 04/05/04 23:00:00.0 72.46 57.45
03/27/04 11:00:00.0 71.77 64.55 03/29/04 20:00:00.0 71.425 60.2 04/01/04 05:00:00.0 71.425 60.1 04/03/04 14:00:00.0 72.46 61.75 04/06/04 00:00:00.0 72.46 57.7
03/27/04 12:00:00.0 71.77 63.45 03/29/04 21:00:00.0 71.77 60.9 04/01/04 06:00:00.0 71.77 60.55 04/03/04 15:00:00.0 72.46 61.55 04/06/04 01:00:00.0 72.46 57.7
03/27/04 13:00:00.0 72.115 64.15 03/29/04 22:00:00.0 71.77 58.65 04/01/04 07:00:00.0 71.425 58.45 04/03/04 16:00:00.0 72.46 59.3 04/06/04 02:00:00.0 72.46 57.3
03/27/04 14:00:00.0 72.115 63.85 03/29/04 23:00:00.0 71.425 58.15 04/01/04 08:00:00.0 71.77 59.2 04/03/04 17:00:00.0 72.46 58.6 04/06/04 03:00:00.0 72.46 56.25
03/27/04 15:00:00.0 72.115 64.1 03/30/04 00:00:00.0 71.425 58.15 04/01/04 09:00:00.0 72.115 58.3 04/03/04 18:00:00.0 72.46 60.2 04/06/04 04:00:00.0 72.46 56.15
03/27/04 16:00:00.0 72.115 64.35 03/30/04 01:00:00.0 71.77 58.8 04/01/04 10:00:00.0 72.115 58.7 04/03/04 19:00:00.0 72.46 61.3 04/06/04 05:00:00.0 72.46 55.4
03/27/04 17:00:00.0 72.115 65.6 03/30/04 02:00:00.0 71.425 59.9 04/01/04 11:00:00.0 72.115 60.05 04/03/04 20:00:00.0 72.46 59.2 04/06/04 06:00:00.0 72.46 55.95
03/27/04 18:00:00.0 71.77 64.8 03/30/04 03:00:00.0 71.425 58.5 04/01/04 12:00:00.0 72.115 61.5 04/03/04 21:00:00.0 72.46 59.35 04/06/04 07:00:00.0 72.46 56.05
03/27/04 19:00:00.0 71.425 63.4 03/30/04 04:00:00.0 71.425 58.15 04/01/04 13:00:00.0 72.115 61.85 04/03/04 22:00:00.0 72.46 58.15 04/06/04 08:00:00.0 72.46 56.95
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
04/06/04 09:00:00.0 72.46 56.75 04/08/04 18:00:00.0 73.15 59.3 04/11/04 03:00:00.0 72.805 55.35 04/13/04 12:00:00.0 73.15 55.45 04/15/04 21:00:00.0 72.805 56.85
04/06/04 10:00:00.0 72.46 57.8 04/08/04 19:00:00.0 73.15 58.8 04/11/04 04:00:00.0 72.805 55.1 04/13/04 13:00:00.0 72.805 57.55 04/15/04 22:00:00.0 72.805 56.55
04/06/04 11:00:00.0 72.46 58.5 04/08/04 20:00:00.0 73.15 58.2 04/11/04 05:00:00.0 72.805 54.5 04/13/04 14:00:00.0 73.15 58.5 04/15/04 23:00:00.0 72.805 56.45
04/06/04 12:00:00.0 72.805 60.6 04/08/04 21:00:00.0 72.805 58.6 04/11/04 06:00:00.0 72.805 53.85 04/13/04 15:00:00.0 73.15 59.05 04/16/04 00:00:00.0 72.805 56
04/06/04 13:00:00.0 73.15 61.1 04/08/04 22:00:00.0 72.805 58.9 04/11/04 07:00:00.0 72.805 54.95 04/13/04 16:00:00.0 73.15 58.55 04/16/04 01:00:00.0 72.805 55.25
04/06/04 14:00:00.0 73.15 60.6 04/08/04 23:00:00.0 72.805 58.35 04/11/04 08:00:00.0 72.805 55.35 04/13/04 17:00:00.0 73.15 59.3 04/16/04 02:00:00.0 72.805 54.4
04/06/04 15:00:00.0 73.15 60.35 04/09/04 00:00:00.0 72.805 57.8 04/11/04 09:00:00.0 73.15 56.25 04/13/04 18:00:00.0 73.15 59.2 04/16/04 03:00:00.0 72.805 55.5
04/06/04 16:00:00.0 73.15 60.5 04/09/04 01:00:00.0 72.805 57.25 04/11/04 10:00:00.0 73.15 57.6 04/13/04 19:00:00.0 73.15 59.4 04/16/04 04:00:00.0 72.46 53.9
04/06/04 17:00:00.0 73.15 59.7 04/09/04 02:00:00.0 72.805 56.45 04/11/04 11:00:00.0 73.15 59.4 04/13/04 20:00:00.0 73.15 58.2 04/16/04 05:00:00.0 72.46 53.8
04/06/04 18:00:00.0 72.805 61.15 04/09/04 03:00:00.0 72.46 55.3 04/11/04 12:00:00.0 73.15 58.75 04/13/04 21:00:00.0 72.805 56.75 04/16/04 06:00:00.0 72.46 53.9
04/06/04 19:00:00.0 73.15 61.4 04/09/04 04:00:00.0 72.46 55.75 04/11/04 13:00:00.0 73.495 58.6 04/13/04 22:00:00.0 72.805 55.85 04/16/04 07:00:00.0 72.46 54.55
04/06/04 20:00:00.0 73.15 59.6 04/09/04 05:00:00.0 72.46 54.75 04/11/04 14:00:00.0 73.495 57.3 04/13/04 23:00:00.0 72.805 55.35 04/16/04 08:00:00.0 72.805 54.95
04/06/04 21:00:00.0 72.805 58.3 04/09/04 06:00:00.0 72.46 55 04/11/04 15:00:00.0 73.495 56.35 04/14/04 00:00:00.0 72.805 54.85 04/16/04 09:00:00.0 72.805 54.55
04/06/04 22:00:00.0 72.46 57.8 04/09/04 07:00:00.0 72.46 54.75 04/11/04 16:00:00.0 73.495 56.35 04/14/04 01:00:00.0 72.805 55.25 04/16/04 10:00:00.0 72.805 55.15
04/06/04 23:00:00.0 72.46 57.3 04/09/04 08:00:00.0 72.805 55.6 04/11/04 17:00:00.0 73.495 55 04/14/04 02:00:00.0 72.805 53.75 04/16/04 11:00:00.0 72.805 55.6
04/07/04 00:00:00.0 72.46 56.95 04/09/04 09:00:00.0 72.805 56.65 04/11/04 18:00:00.0 73.495 55.8 04/14/04 03:00:00.0 72.805 54.85 04/16/04 12:00:00.0 72.805 56.45
04/07/04 01:00:00.0 72.46 56.6 04/09/04 10:00:00.0 73.15 57.75 04/11/04 19:00:00.0 73.15 55.9 04/14/04 04:00:00.0 72.805 55.05 04/16/04 13:00:00.0 73.15 57.5
04/07/04 02:00:00.0 72.46 57.1 04/09/04 11:00:00.0 73.15 57.7 04/11/04 20:00:00.0 73.15 56.4 04/14/04 05:00:00.0 72.46 54.9 04/16/04 14:00:00.0 73.15 58.5
04/07/04 03:00:00.0 72.46 56.2 04/09/04 12:00:00.0 73.15 58.3 04/11/04 21:00:00.0 73.15 54.9 04/14/04 06:00:00.0 72.46 53.55 04/16/04 15:00:00.0 73.15 57.8
04/07/04 04:00:00.0 72.46 56.8 04/09/04 13:00:00.0 73.15 60.75 04/11/04 22:00:00.0 73.15 56 04/14/04 07:00:00.0 72.46 54.35 04/16/04 16:00:00.0 73.495 58.25
04/07/04 05:00:00.0 72.46 55.7 04/09/04 14:00:00.0 73.15 60.85 04/11/04 23:00:00.0 73.15 55.35 04/14/04 08:00:00.0 72.46 54.85 04/16/04 17:00:00.0 73.15 57.65
04/07/04 06:00:00.0 72.46 55.5 04/09/04 15:00:00.0 73.15 60.35 04/12/04 00:00:00.0 72.805 55.1 04/14/04 09:00:00.0 72.805 55.5 04/16/04 18:00:00.0 73.15 56.8
04/07/04 07:00:00.0 72.46 56 04/09/04 16:00:00.0 73.15 58.6 04/12/04 01:00:00.0 73.15 55.55 04/14/04 10:00:00.0 72.805 54.65 04/16/04 19:00:00.0 73.15 58.25
04/07/04 08:00:00.0 72.46 56.1 04/09/04 17:00:00.0 73.15 57.65 04/12/04 02:00:00.0 72.805 55.4 04/14/04 11:00:00.0 72.805 54.2 04/16/04 20:00:00.0 73.15 57.15
04/07/04 09:00:00.0 72.46 56.15 04/09/04 18:00:00.0 73.15 57.15 04/12/04 03:00:00.0 72.805 54.85 04/14/04 12:00:00.0 72.805 53 04/16/04 21:00:00.0 72.805 56
04/07/04 10:00:00.0 72.46 57.6 04/09/04 19:00:00.0 73.15 56.45 04/12/04 04:00:00.0 72.805 54.95 04/14/04 13:00:00.0 73.15 54.2 04/16/04 22:00:00.0 72.805 55.6
04/07/04 11:00:00.0 72.805 58.8 04/09/04 20:00:00.0 73.15 57.6 04/12/04 05:00:00.0 72.805 54.25 04/14/04 14:00:00.0 73.15 55.45 04/16/04 23:00:00.0 72.805 55.75
04/07/04 12:00:00.0 73.15 61.35 04/09/04 21:00:00.0 73.15 56.6 04/12/04 06:00:00.0 72.805 53.85 04/14/04 15:00:00.0 73.15 56.6 04/17/04 00:00:00.0 72.805 55.5
04/07/04 13:00:00.0 73.15 63.35 04/09/04 22:00:00.0 73.15 57.1 04/12/04 07:00:00.0 72.805 54.05 04/14/04 16:00:00.0 73.15 55.9 04/17/04 01:00:00.0 72.805 54.65
04/07/04 14:00:00.0 73.15 64.15 04/09/04 23:00:00.0 73.15 56.6 04/12/04 08:00:00.0 72.805 54.95 04/14/04 17:00:00.0 73.15 56.95 04/17/04 02:00:00.0 72.805 53.65
04/07/04 15:00:00.0 73.15 63.35 04/10/04 00:00:00.0 72.805 55.45 04/12/04 09:00:00.0 72.805 55.15 04/14/04 18:00:00.0 73.15 57.35 04/17/04 03:00:00.0 72.805 55.25
04/07/04 16:00:00.0 72.805 62.05 04/10/04 01:00:00.0 72.805 55.45 04/12/04 10:00:00.0 73.15 56.1 04/14/04 19:00:00.0 72.805 56.9 04/17/04 04:00:00.0 72.805 53.85
04/07/04 17:00:00.0 72.805 60.3 04/10/04 02:00:00.0 72.805 55.75 04/12/04 11:00:00.0 73.15 58.25 04/14/04 20:00:00.0 72.805 55.85 04/17/04 05:00:00.0 72.805 54.15
04/07/04 18:00:00.0 72.805 58.35 04/10/04 03:00:00.0 72.805 55.7 04/12/04 12:00:00.0 73.15 58.8 04/14/04 21:00:00.0 72.805 54.8 04/17/04 06:00:00.0 72.46 53.8
04/07/04 19:00:00.0 72.46 58.15 04/10/04 04:00:00.0 72.805 54.9 04/12/04 13:00:00.0 73.495 58.55 04/14/04 22:00:00.0 72.805 54.35 04/17/04 07:00:00.0 72.46 53.9
04/07/04 20:00:00.0 72.46 59.2 04/10/04 05:00:00.0 72.805 54.6 04/12/04 14:00:00.0 73.495 58.3 04/14/04 23:00:00.0 72.805 53.95 04/17/04 08:00:00.0 72.805 54.9
04/07/04 21:00:00.0 72.46 57.05 04/10/04 06:00:00.0 72.805 55.7 04/12/04 15:00:00.0 73.495 57.3 04/15/04 00:00:00.0 72.805 53.75 04/17/04 09:00:00.0 72.805 54.05
04/07/04 22:00:00.0 72.46 57.85 04/10/04 07:00:00.0 72.805 54.4 04/12/04 16:00:00.0 73.495 57.05 04/15/04 01:00:00.0 72.805 54.5 04/17/04 10:00:00.0 72.805 55.15
04/07/04 23:00:00.0 72.46 58.05 04/10/04 08:00:00.0 72.805 55.75 04/12/04 17:00:00.0 73.495 56.6 04/15/04 02:00:00.0 72.805 53.3 04/17/04 11:00:00.0 72.805 55.3
04/08/04 00:00:00.0 72.46 57.95 04/10/04 09:00:00.0 72.805 56.15 04/12/04 18:00:00.0 73.495 56.45 04/15/04 03:00:00.0 72.805 53.2 04/17/04 12:00:00.0 73.15 57.7
04/08/04 01:00:00.0 72.46 57.95 04/10/04 10:00:00.0 73.15 57.6 04/12/04 19:00:00.0 73.15 55.75 04/15/04 04:00:00.0 72.46 53.35 04/17/04 13:00:00.0 73.15 60.25
04/08/04 02:00:00.0 72.46 56.75 04/10/04 11:00:00.0 73.15 59.8 04/12/04 20:00:00.0 73.15 56.4 04/15/04 05:00:00.0 72.46 54.8 04/17/04 14:00:00.0 73.15 59.7
04/08/04 03:00:00.0 72.46 56.85 04/10/04 12:00:00.0 73.15 60.65 04/12/04 21:00:00.0 73.15 56.35 04/15/04 06:00:00.0 72.46 53.65 04/17/04 15:00:00.0 73.495 58.35
04/08/04 04:00:00.0 72.46 56.3 04/10/04 13:00:00.0 73.15 59.45 04/12/04 22:00:00.0 72.805 55 04/15/04 07:00:00.0 72.46 54.5 04/17/04 16:00:00.0 73.495 59.3
04/08/04 05:00:00.0 72.46 59.05 04/10/04 14:00:00.0 73.495 59.5 04/12/04 23:00:00.0 72.805 54.25 04/15/04 08:00:00.0 72.46 55.8 04/17/04 17:00:00.0 73.15 57.45
04/08/04 06:00:00.0 72.46 58.3 04/10/04 15:00:00.0 73.495 59.2 04/13/04 00:00:00.0 72.805 53.85 04/15/04 09:00:00.0 72.805 56.3 04/17/04 18:00:00.0 73.15 56.75
04/08/04 07:00:00.0 72.46 57.55 04/10/04 16:00:00.0 73.495 56.1 04/13/04 01:00:00.0 72.805 54.75 04/15/04 10:00:00.0 72.805 55.55 04/17/04 19:00:00.0 73.15 58.25
04/08/04 08:00:00.0 72.46 57.95 04/10/04 17:00:00.0 73.495 56 04/13/04 02:00:00.0 72.805 54.25 04/15/04 11:00:00.0 73.15 56.85 04/17/04 20:00:00.0 73.15 56.9
04/08/04 09:00:00.0 72.46 56.6 04/10/04 18:00:00.0 73.495 55.85 04/13/04 03:00:00.0 72.805 54.75 04/15/04 12:00:00.0 73.15 59.2 04/17/04 21:00:00.0 73.15 57.35
04/08/04 10:00:00.0 72.46 57.35 04/10/04 19:00:00.0 73.15 56.75 04/13/04 04:00:00.0 72.805 53.75 04/15/04 13:00:00.0 73.15 61.2 04/17/04 22:00:00.0 73.15 57.6
04/08/04 11:00:00.0 72.46 58 04/10/04 20:00:00.0 73.15 56.2 04/13/04 05:00:00.0 72.805 53.65 04/15/04 14:00:00.0 73.15 60.9 04/17/04 23:00:00.0 72.805 56.2
04/08/04 12:00:00.0 72.805 58.3 04/10/04 21:00:00.0 73.15 56.95 04/13/04 06:00:00.0 72.46 54.7 04/15/04 15:00:00.0 73.15 60.75 04/18/04 00:00:00.0 72.805 55.9
04/08/04 13:00:00.0 73.15 58.85 04/10/04 22:00:00.0 73.15 57.2 04/13/04 07:00:00.0 72.46 54.5 04/15/04 16:00:00.0 73.15 59.95 04/18/04 01:00:00.0 72.805 55.95
04/08/04 14:00:00.0 73.15 58.25 04/10/04 23:00:00.0 72.805 56.35 04/13/04 08:00:00.0 72.46 54 04/15/04 17:00:00.0 73.15 58.8 04/18/04 02:00:00.0 72.805 56.55
04/08/04 15:00:00.0 73.15 59.35 04/11/04 00:00:00.0 73.15 57.25 04/13/04 09:00:00.0 72.805 54.5 04/15/04 18:00:00.0 73.15 59.4 04/18/04 03:00:00.0 72.805 55.85
04/08/04 16:00:00.0 73.15 59.55 04/11/04 01:00:00.0 73.15 56.05 04/13/04 10:00:00.0 72.805 55.6 04/15/04 19:00:00.0 73.15 58.85 04/18/04 04:00:00.0 72.805 55.15
04/08/04 17:00:00.0 73.15 58.4 04/11/04 02:00:00.0 72.805 55.45 04/13/04 11:00:00.0 72.805 54.35 04/15/04 20:00:00.0 72.805 57.1 04/18/04 05:00:00.0 72.805 54.15
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      Appendix F: Housing unit P-2 indoor hourly conditions
Date/Time P-2 Temp.( F) P-2 RH% Date/Time P-2 Temp.( F) P-2 RH%
04/18/04 06:00:00.0 72.805 54.75 04/20/04 15:00:00.0 72.805 58
04/18/04 07:00:00.0 72.805 54.55 04/20/04 16:00:00.0 72.805 58.2
04/18/04 08:00:00.0 72.805 54.35 04/20/04 17:00:00.0 72.805 58.85
04/18/04 09:00:00.0 73.15 55.3 04/20/04 18:00:00.0 72.46 58.1
04/18/04 10:00:00.0 73.15 55.65 04/20/04 19:00:00.0 72.46 58.1
04/18/04 11:00:00.0 73.15 56.6 04/20/04 20:00:00.0 72.46 58.05
04/18/04 12:00:00.0 73.495 59.35 04/20/04 21:00:00.0 72.46 57.45
04/18/04 13:00:00.0 73.495 59.8 04/20/04 22:00:00.0 72.46 55.95
04/18/04 14:00:00.0 73.495 57.4 04/20/04 23:00:00.0 72.46 56.95
04/18/04 15:00:00.0 73.495 57.15 04/21/04 00:00:00.0 72.46 55.45
04/18/04 16:00:00.0 73.495 56.15 04/21/04 01:00:00.0 72.46 58.85
04/18/04 17:00:00.0 73.495 57.1 04/21/04 02:00:00.0 72.46 57.1
04/18/04 18:00:00.0 73.495 58.1 04/21/04 03:00:00.0 72.46 57.25
04/18/04 19:00:00.0 73.495 58.8 04/21/04 04:00:00.0 72.46 58.35
04/18/04 20:00:00.0 73.15 57.6 04/21/04 05:00:00.0 72.46 57.95
04/18/04 21:00:00.0 73.15 56.65 04/21/04 06:00:00.0 72.46 57.7
04/18/04 22:00:00.0 73.495 55.65 04/21/04 07:00:00.0 72.46 56.95
04/18/04 23:00:00.0 73.15 56.15 04/21/04 08:00:00.0 72.46 56.45
04/19/04 00:00:00.0 73.15 55.85 04/21/04 09:00:00.0 72.46 57.3
04/19/04 01:00:00.0 73.15 55.35 04/21/04 10:00:00.0 72.46 57.35
04/19/04 02:00:00.0 72.805 55.8 04/21/04 11:00:00.0 72.46 59.15
04/19/04 03:00:00.0 73.15 55.55 04/21/04 12:00:00.0 72.46 59.45
04/19/04 04:00:00.0 72.805 55.3 04/21/04 13:00:00.0 72.805 59
04/19/04 05:00:00.0 72.805 55.15 04/21/04 14:00:00.0 72.805 59.55
04/19/04 06:00:00.0 72.805 55.15
04/19/04 07:00:00.0 72.805 53.95
04/19/04 08:00:00.0 72.805 54.45
04/19/04 09:00:00.0 73.15 55.25
04/19/04 10:00:00.0 73.15 56.6
04/19/04 11:00:00.0 73.495 58.1
04/19/04 12:00:00.0 72.805 57.75
04/19/04 13:00:00.0 73.15 59.95
04/19/04 14:00:00.0 73.495 60.05
04/19/04 15:00:00.0 72.805 58.65
04/19/04 16:00:00.0 72.805 58.65
04/19/04 17:00:00.0 72.805 58.85
04/19/04 18:00:00.0 72.805 58.55
04/19/04 19:00:00.0 72.805 58.9
04/19/04 20:00:00.0 72.805 56.65
04/19/04 21:00:00.0 72.805 57.25
04/19/04 22:00:00.0 72.805 56.5
04/19/04 23:00:00.0 72.805 56.4
04/20/04 00:00:00.0 72.46 57.6
04/20/04 01:00:00.0 72.46 56.25
04/20/04 02:00:00.0 72.46 56.7
04/20/04 03:00:00.0 72.46 55.15
04/20/04 04:00:00.0 72.46 55.8
04/20/04 05:00:00.0 72.46 56.1
04/20/04 06:00:00.0 72.46 55.85
04/20/04 07:00:00.0 72.46 55.15
04/20/04 08:00:00.0 72.46 56.7
04/20/04 09:00:00.0 72.46 58.6
04/20/04 10:00:00.0 72.46 57.35
04/20/04 11:00:00.0 72.805 58.45
04/20/04 12:00:00.0 72.805 60
04/20/04 13:00:00.0 72.805 60
04/20/04 14:00:00.0 72.805 59.4
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Appendix G:  Housing unit T-2 indoor hourly conditions 
       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
11/10/03 12:00:00.0 74.53 63.95 11/12/03 21:00:00.0 71.425 60.25 11/15/03 06:00:00.0 71.08 66 11/17/03 15:00:00.0 71.77 71.1 11/20/03 00:00:00.0 71.08 59.8
11/10/03 13:00:00.0 73.84 63.4 11/12/03 22:00:00.0 71.425 60.75 11/15/03 07:00:00.0 71.77 68.65 11/17/03 16:00:00.0 71.77 71.05 11/20/03 01:00:00.0 71.425 59.6
11/10/03 14:00:00.0 73.84 62.85 11/12/03 23:00:00.0 71.425 60.4 11/15/03 08:00:00.0 71.77 67.9 11/17/03 17:00:00.0 71.77 68.65 11/20/03 02:00:00.0 71.08 58.15
11/10/03 15:00:00.0 73.84 62.5 11/13/03 00:00:00.0 71.425 60.15 11/15/03 09:00:00.0 72.115 68.7 11/17/03 18:00:00.0 71.77 63.5 11/20/03 03:00:00.0 71.08 58.05
11/10/03 16:00:00.0 73.84 62.1 11/13/03 01:00:00.0 71.425 60.8 11/15/03 10:00:00.0 71.77 68.4 11/17/03 19:00:00.0 71.77 61.85 11/20/03 04:00:00.0 71.08 58.25
11/10/03 17:00:00.0 73.84 61.95 11/13/03 02:00:00.0 71.425 60.15 11/15/03 11:00:00.0 72.115 69 11/17/03 20:00:00.0 71.425 61.45 11/20/03 05:00:00.0 71.08 58.55
11/10/03 18:00:00.0 73.84 61.45 11/13/03 03:00:00.0 71.425 61.1 11/15/03 12:00:00.0 72.115 67.4 11/17/03 21:00:00.0 71.08 60.65 11/20/03 06:00:00.0 71.08 64.3
11/10/03 19:00:00.0 73.15 61.25 11/13/03 04:00:00.0 71.425 60.3 11/15/03 13:00:00.0 72.115 67.45 11/17/03 22:00:00.0 71.08 60.7 11/20/03 07:00:00.0 71.77 66.85
11/10/03 20:00:00.0 73.15 60.85 11/13/03 05:00:00.0 71.08 60.8 11/15/03 14:00:00.0 72.115 66.85 11/17/03 23:00:00.0 71.08 61.35 11/20/03 08:00:00.0 71.77 67.65
11/10/03 21:00:00.0 72.46 60.65 11/13/03 06:00:00.0 71.08 61.45 11/15/03 15:00:00.0 72.115 68.45 11/18/03 00:00:00.0 71.08 60.65 11/20/03 09:00:00.0 71.77 67.9
11/10/03 22:00:00.0 72.46 60.35 11/13/03 07:00:00.0 71.425 64 11/15/03 16:00:00.0 71.77 68.25 11/18/03 01:00:00.0 71.08 61 11/20/03 10:00:00.0 71.77 67.65
11/10/03 23:00:00.0 72.46 60.15 11/13/03 08:00:00.0 71.77 69 11/15/03 17:00:00.0 71.77 67.15 11/18/03 02:00:00.0 71.08 60.2 11/20/03 11:00:00.0 72.115 68.35
11/11/03 00:00:00.0 72.46 59.85 11/13/03 09:00:00.0 71.77 69.8 11/15/03 18:00:00.0 71.77 62.75 11/18/03 03:00:00.0 71.425 60.15 11/20/03 12:00:00.0 71.77 69
11/11/03 01:00:00.0 72.46 59.75 11/13/03 10:00:00.0 71.77 70.4 11/15/03 19:00:00.0 71.77 65.95 11/18/03 04:00:00.0 71.425 60.45 11/20/03 13:00:00.0 72.115 68.05
11/11/03 02:00:00.0 72.46 59.6 11/13/03 11:00:00.0 71.77 70.4 11/15/03 20:00:00.0 71.77 65.75 11/18/03 05:00:00.0 71.08 60.35 11/20/03 14:00:00.0 72.115 66.95
11/11/03 03:00:00.0 72.46 59.3 11/13/03 12:00:00.0 71.77 70.45 11/15/03 21:00:00.0 71.77 62.9 11/18/03 06:00:00.0 71.08 66.55 11/20/03 15:00:00.0 72.115 66.85
11/11/03 04:00:00.0 72.46 59.3 11/13/03 13:00:00.0 71.77 69.8 11/15/03 22:00:00.0 71.77 62.95 11/18/03 07:00:00.0 71.77 67.9 11/20/03 16:00:00.0 72.115 67.55
11/11/03 05:00:00.0 72.46 59.3 11/13/03 14:00:00.0 71.77 70 11/15/03 23:00:00.0 71.77 63.3 11/18/03 08:00:00.0 71.77 67.85 11/20/03 17:00:00.0 71.77 65.95
11/11/03 06:00:00.0 72.46 59 11/13/03 15:00:00.0 71.77 71.45 11/16/03 00:00:00.0 71.77 63 11/18/03 09:00:00.0 72.115 68.9 11/20/03 18:00:00.0 71.77 62.45
11/11/03 07:00:00.0 72.46 59.15 11/13/03 16:00:00.0 71.77 70.85 11/16/03 01:00:00.0 71.425 62 11/18/03 10:00:00.0 72.115 68.9 11/20/03 19:00:00.0 71.77 60.9
11/11/03 08:00:00.0 72.46 59.3 11/13/03 17:00:00.0 71.425 64.25 11/16/03 02:00:00.0 71.425 61.45 11/18/03 11:00:00.0 71.77 70.8 11/20/03 20:00:00.0 71.77 60.4
11/11/03 09:00:00.0 73.15 59.35 11/13/03 18:00:00.0 71.08 61.8 11/16/03 03:00:00.0 71.425 61.35 11/18/03 12:00:00.0 71.77 71.4 11/20/03 21:00:00.0 71.08 60.1
11/11/03 10:00:00.0 73.15 59.35 11/13/03 19:00:00.0 71.08 61 11/16/03 04:00:00.0 71.08 60.35 11/18/03 13:00:00.0 71.77 70.1 11/20/03 22:00:00.0 71.425 59.6
11/11/03 11:00:00.0 73.15 59.65 11/13/03 20:00:00.0 71.08 60.5 11/16/03 05:00:00.0 71.08 62.35 11/18/03 14:00:00.0 71.77 68.95 11/20/03 23:00:00.0 71.425 60.25
11/11/03 12:00:00.0 73.84 59.6 11/13/03 21:00:00.0 71.425 61.45 11/16/03 06:00:00.0 71.425 64.6 11/18/03 15:00:00.0 72.115 67.35 11/21/03 00:00:00.0 71.08 59.5
11/11/03 13:00:00.0 73.84 59.9 11/13/03 22:00:00.0 71.08 60.95 11/16/03 07:00:00.0 71.77 70.75 11/18/03 16:00:00.0 71.77 68.5 11/21/03 01:00:00.0 71.08 59.4
11/11/03 14:00:00.0 73.84 59.9 11/13/03 23:00:00.0 71.425 60.95 11/16/03 08:00:00.0 71.77 71.1 11/18/03 17:00:00.0 71.77 67.85 11/21/03 02:00:00.0 71.08 59.4
11/11/03 15:00:00.0 73.84 60.05 11/14/03 00:00:00.0 71.08 60.35 11/16/03 09:00:00.0 72.115 71.7 11/18/03 18:00:00.0 71.77 63.45 11/21/03 03:00:00.0 71.08 59.25
11/11/03 16:00:00.0 73.84 60.2 11/14/03 01:00:00.0 71.08 61.15 11/16/03 10:00:00.0 72.115 71.35 11/18/03 19:00:00.0 71.425 61.6 11/21/03 04:00:00.0 71.08 59.25
11/11/03 17:00:00.0 73.84 60.35 11/14/03 02:00:00.0 71.08 61.5 11/16/03 11:00:00.0 72.115 69.5 11/18/03 20:00:00.0 71.08 61.5 11/21/03 05:00:00.0 71.08 59.05
11/11/03 18:00:00.0 73.15 60.55 11/14/03 03:00:00.0 71.08 60.95 11/16/03 12:00:00.0 72.115 69.8 11/18/03 21:00:00.0 71.08 61 11/21/03 06:00:00.0 71.08 65.8
11/11/03 19:00:00.0 73.15 60.55 11/14/03 04:00:00.0 71.08 61.5 11/16/03 13:00:00.0 72.115 68.4 11/18/03 22:00:00.0 71.08 61 11/21/03 07:00:00.0 71.77 67.4
11/11/03 20:00:00.0 73.15 60.75 11/14/03 05:00:00.0 70.735 61.05 11/16/03 14:00:00.0 72.115 68.4 11/18/03 23:00:00.0 71.08 61 11/21/03 08:00:00.0 71.77 66.75
11/11/03 21:00:00.0 73.15 61.05 11/14/03 06:00:00.0 71.08 63.9 11/16/03 15:00:00.0 72.115 69.45 11/19/03 00:00:00.0 71.08 60.05 11/21/03 09:00:00.0 71.77 68.55
11/11/03 22:00:00.0 73.15 60.9 11/14/03 07:00:00.0 71.08 69.35 11/16/03 16:00:00.0 71.77 69.25 11/19/03 01:00:00.0 71.08 59.9 11/21/03 10:00:00.0 71.77 69.15
11/11/03 23:00:00.0 72.805 60.9 11/14/03 08:00:00.0 71.77 69.9 11/16/03 17:00:00.0 71.77 68.15 11/19/03 02:00:00.0 71.08 60.05 11/21/03 11:00:00.0 71.77 69.25
11/12/03 00:00:00.0 72.46 60.95 11/14/03 09:00:00.0 71.77 71.05 11/16/03 18:00:00.0 71.77 64.3 11/19/03 03:00:00.0 71.08 59.6 11/21/03 12:00:00.0 72.115 68.95
11/12/03 01:00:00.0 72.46 60.95 11/14/03 10:00:00.0 71.77 70.1 11/16/03 19:00:00.0 71.77 64.1 11/19/03 04:00:00.0 71.08 59.35 11/21/03 13:00:00.0 71.77 67.65
11/12/03 02:00:00.0 72.46 60.95 11/14/03 11:00:00.0 71.77 72.1 11/16/03 20:00:00.0 71.77 63.9 11/19/03 05:00:00.0 71.08 60.05 11/21/03 14:00:00.0 71.77 68.7
11/12/03 03:00:00.0 72.46 60.95 11/14/03 12:00:00.0 72.115 71.05 11/16/03 21:00:00.0 71.77 64.15 11/19/03 06:00:00.0 71.08 65.6 11/21/03 15:00:00.0 72.115 69.15
11/12/03 04:00:00.0 72.46 60.95 11/14/03 13:00:00.0 71.77 70.1 11/16/03 22:00:00.0 71.77 64.3 11/19/03 07:00:00.0 71.77 67.9 11/21/03 16:00:00.0 71.77 68.7
11/12/03 05:00:00.0 72.46 60.95 11/14/03 14:00:00.0 71.77 70.4 11/16/03 23:00:00.0 71.77 64.65 11/19/03 08:00:00.0 71.77 68.95 11/21/03 17:00:00.0 71.77 67.6
11/12/03 06:00:00.0 72.46 60.65 11/14/03 15:00:00.0 71.77 69.5 11/17/03 00:00:00.0 71.77 64.3 11/19/03 09:00:00.0 71.77 69.8 11/21/03 18:00:00.0 71.77 62.75
11/12/03 07:00:00.0 72.46 60.8 11/14/03 16:00:00.0 71.77 69.5 11/17/03 01:00:00.0 71.425 63 11/19/03 10:00:00.0 71.77 69.65 11/21/03 19:00:00.0 71.77 61.75
11/12/03 08:00:00.0 72.46 61.15 11/14/03 17:00:00.0 71.77 67.65 11/17/03 02:00:00.0 71.425 62.1 11/19/03 11:00:00.0 72.115 70.2 11/21/03 20:00:00.0 71.425 60.95
11/12/03 09:00:00.0 72.805 61.1 11/14/03 18:00:00.0 71.77 63.45 11/17/03 03:00:00.0 71.425 60.15 11/19/03 12:00:00.0 72.115 69.2 11/21/03 21:00:00.0 71.08 60.5
11/12/03 10:00:00.0 73.495 61.3 11/14/03 19:00:00.0 71.425 62.1 11/17/03 04:00:00.0 71.08 60.2 11/19/03 13:00:00.0 72.115 68.7 11/21/03 22:00:00.0 71.425 60.3
11/12/03 11:00:00.0 77.31 64.9 11/14/03 20:00:00.0 71.425 62.3 11/17/03 05:00:00.0 71.08 60.85 11/19/03 14:00:00.0 72.115 67.55 11/21/03 23:00:00.0 71.425 60.95
11/12/03 12:00:00.0 78.01 66.8 11/14/03 21:00:00.0 71.08 61.8 11/17/03 06:00:00.0 71.08 61.2 11/19/03 15:00:00.0 72.115 68.3 11/22/03 00:00:00.0 71.425 60.65
11/12/03 13:00:00.0 73.495 64.7 11/14/03 22:00:00.0 71.425 62.1 11/17/03 07:00:00.0 71.08 61 11/19/03 16:00:00.0 71.77 67.3 11/22/03 01:00:00.0 71.08 59.9
11/12/03 14:00:00.0 72.46 61.8 11/14/03 23:00:00.0 71.425 61.75 11/17/03 08:00:00.0 71.77 69.5 11/19/03 17:00:00.0 71.77 66.95 11/22/03 02:00:00.0 71.08 60.35
11/12/03 15:00:00.0 72.46 63 11/15/03 00:00:00.0 71.425 61.75 11/17/03 09:00:00.0 71.77 70.1 11/19/03 18:00:00.0 71.77 63.05 11/22/03 03:00:00.0 71.08 60.55
11/12/03 16:00:00.0 72.115 64.5 11/15/03 01:00:00.0 71.425 62.1 11/17/03 10:00:00.0 71.77 69.5 11/19/03 19:00:00.0 71.77 61.25 11/22/03 04:00:00.0 71.425 60.45
11/12/03 17:00:00.0 71.77 62.35 11/15/03 02:00:00.0 71.425 61.6 11/17/03 11:00:00.0 71.77 70.1 11/19/03 20:00:00.0 71.77 60.75 11/22/03 05:00:00.0 71.08 60.2
11/12/03 18:00:00.0 71.77 59.55 11/15/03 03:00:00.0 71.08 61.3 11/17/03 12:00:00.0 71.77 70.1 11/19/03 21:00:00.0 71.77 60.65 11/22/03 06:00:00.0 71.08 64.3
11/12/03 19:00:00.0 71.77 58.95 11/15/03 04:00:00.0 71.08 60.2 11/17/03 13:00:00.0 71.77 69.8 11/19/03 22:00:00.0 71.425 60 11/22/03 07:00:00.0 71.77 67.9
11/12/03 20:00:00.0 71.77 60.55 11/15/03 05:00:00.0 71.08 61.1 11/17/03 14:00:00.0 71.77 70.1 11/19/03 23:00:00.0 71.425 60.25 11/22/03 08:00:00.0 71.77 68.9
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
11/22/03 09:00:00.0 71.77 67.85 11/24/03 18:00:00.0 71.77 62.25 11/27/03 03:00:00.0 71.08 60.2 11/29/03 12:00:00.0 72.115 69.2 12/01/03 21:00:00.0 71.425 61
11/22/03 10:00:00.0 72.115 69.75 11/24/03 19:00:00.0 71.425 60.9 11/27/03 04:00:00.0 71.425 60.15 11/29/03 13:00:00.0 72.115 68.2 12/01/03 22:00:00.0 71.08 59.9
11/22/03 11:00:00.0 72.115 69.45 11/24/03 20:00:00.0 71.425 60.75 11/27/03 05:00:00.0 71.08 60.4 11/29/03 14:00:00.0 72.115 67.6 12/01/03 23:00:00.0 71.08 59.4
11/22/03 12:00:00.0 71.77 69.8 11/24/03 21:00:00.0 71.08 60.5 11/27/03 06:00:00.0 71.425 61.15 11/29/03 15:00:00.0 72.115 67.75 12/02/03 00:00:00.0 71.08 59
11/22/03 13:00:00.0 71.77 70.4 11/24/03 22:00:00.0 71.425 60.5 11/27/03 07:00:00.0 71.77 68.15 11/29/03 16:00:00.0 71.77 66.75 12/02/03 01:00:00.0 71.08 59.4
11/22/03 14:00:00.0 71.77 70.45 11/24/03 23:00:00.0 71.08 60.2 11/27/03 08:00:00.0 71.77 69.25 11/29/03 17:00:00.0 71.77 67 12/02/03 02:00:00.0 71.08 59.15
11/22/03 15:00:00.0 71.77 69.55 11/25/03 00:00:00.0 71.08 60.35 11/27/03 09:00:00.0 71.77 69.9 11/29/03 18:00:00.0 71.77 62.8 12/02/03 03:00:00.0 71.08 58.7
11/22/03 16:00:00.0 71.77 71.05 11/25/03 01:00:00.0 71.08 60.05 11/27/03 10:00:00.0 72.115 69.5 11/29/03 19:00:00.0 71.77 61.25 12/02/03 04:00:00.0 71.08 58.8
11/22/03 17:00:00.0 71.77 63.3 11/25/03 02:00:00.0 71.08 59.6 11/27/03 11:00:00.0 71.77 68.7 11/29/03 20:00:00.0 71.425 60.25 12/02/03 05:00:00.0 71.08 58.3
11/22/03 18:00:00.0 71.77 60.75 11/25/03 03:00:00.0 71.08 59.5 11/27/03 12:00:00.0 71.77 68.4 11/29/03 21:00:00.0 71.425 60.15 12/02/03 06:00:00.0 70.735 64.2
11/22/03 19:00:00.0 71.425 61.25 11/25/03 04:00:00.0 71.08 59.65 11/27/03 13:00:00.0 72.115 68.6 11/29/03 22:00:00.0 71.08 59.9 12/02/03 07:00:00.0 71.77 67.4
11/22/03 20:00:00.0 71.08 61.05 11/25/03 05:00:00.0 71.08 59.65 11/27/03 14:00:00.0 71.77 68.7 11/29/03 23:00:00.0 71.08 59.25 12/02/03 08:00:00.0 71.77 65.05
11/22/03 21:00:00.0 71.425 59.9 11/25/03 06:00:00.0 71.08 62.2 11/27/03 15:00:00.0 72.115 66.45 11/30/03 00:00:00.0 71.08 60.15 12/02/03 09:00:00.0 71.77 67.9
11/22/03 22:00:00.0 71.425 60.25 11/25/03 07:00:00.0 71.425 66.65 11/27/03 16:00:00.0 71.77 66.75 11/30/03 01:00:00.0 71.08 59.9 12/02/03 10:00:00.0 71.77 68.1
11/22/03 23:00:00.0 71.08 60.2 11/25/03 08:00:00.0 71.77 66.9 11/27/03 17:00:00.0 71.77 66.9 11/30/03 02:00:00.0 71.08 59.95 12/02/03 11:00:00.0 71.77 68.9
11/23/03 00:00:00.0 71.08 60.55 11/25/03 09:00:00.0 71.77 67.6 11/27/03 18:00:00.0 71.77 63.65 11/30/03 03:00:00.0 71.08 59.65 12/02/03 12:00:00.0 72.115 69
11/23/03 01:00:00.0 71.08 59.8 11/25/03 10:00:00.0 72.115 68.1 11/27/03 19:00:00.0 71.77 61.1 11/30/03 04:00:00.0 71.08 59.4 12/02/03 13:00:00.0 71.77 68.65
11/23/03 02:00:00.0 71.08 60.2 11/25/03 11:00:00.0 72.115 68.45 11/27/03 20:00:00.0 71.77 61.85 11/30/03 05:00:00.0 71.08 59.75 12/02/03 14:00:00.0 72.115 67.85
11/23/03 03:00:00.0 71.08 60.05 11/25/03 12:00:00.0 72.115 68.85 11/27/03 21:00:00.0 71.77 62.75 11/30/03 06:00:00.0 71.08 62.5 12/02/03 15:00:00.0 72.115 67.65
11/23/03 04:00:00.0 71.08 60.1 11/25/03 13:00:00.0 72.115 68.45 11/27/03 22:00:00.0 71.425 62.4 11/30/03 07:00:00.0 71.77 67.85 12/02/03 16:00:00.0 71.77 67.95
11/23/03 05:00:00.0 71.08 59.9 11/25/03 14:00:00.0 71.77 68.7 11/27/03 23:00:00.0 71.77 62.6 11/30/03 08:00:00.0 71.77 67.65 12/02/03 17:00:00.0 71.77 66.75
11/23/03 06:00:00.0 71.08 66.95 11/25/03 15:00:00.0 71.77 68.7 11/28/03 00:00:00.0 71.425 61.35 11/30/03 09:00:00.0 72.115 69.25 12/02/03 18:00:00.0 71.77 62.5
11/23/03 07:00:00.0 71.77 68.65 11/25/03 16:00:00.0 71.77 69.5 11/28/03 01:00:00.0 71.425 61 11/30/03 10:00:00.0 71.77 68.55 12/02/03 19:00:00.0 71.77 61.8
11/23/03 08:00:00.0 71.77 68.65 11/25/03 17:00:00.0 71.77 66.25 11/28/03 02:00:00.0 71.425 61.15 11/30/03 11:00:00.0 72.115 70.2 12/02/03 20:00:00.0 71.425 61.7
11/23/03 09:00:00.0 72.115 67.4 11/25/03 18:00:00.0 71.77 63.45 11/28/03 03:00:00.0 71.425 60.15 11/30/03 12:00:00.0 71.77 69.3 12/02/03 21:00:00.0 71.425 60.85
11/23/03 10:00:00.0 71.77 70.4 11/25/03 19:00:00.0 71.425 61.85 11/28/03 04:00:00.0 71.425 60.05 11/30/03 13:00:00.0 71.77 69.8 12/02/03 22:00:00.0 71.08 59.9
11/23/03 11:00:00.0 72.115 70.7 11/25/03 20:00:00.0 71.77 61.5 11/28/03 05:00:00.0 71.08 59.2 11/30/03 14:00:00.0 72.115 70.4 12/02/03 23:00:00.0 71.08 60.15
11/23/03 12:00:00.0 72.115 70.4 11/25/03 21:00:00.0 71.425 60.95 11/28/03 06:00:00.0 71.08 65.35 11/30/03 15:00:00.0 71.77 69.8 12/03/03 00:00:00.0 71.08 59.4
11/23/03 13:00:00.0 72.115 69.95 11/25/03 22:00:00.0 71.425 61.15 11/28/03 07:00:00.0 71.77 67.4 11/30/03 16:00:00.0 71.77 68.95 12/03/03 01:00:00.0 71.08 59.3
11/23/03 14:00:00.0 72.115 68.65 11/25/03 23:00:00.0 71.08 60.7 11/28/03 08:00:00.0 71.77 67.1 11/30/03 17:00:00.0 71.77 67.1 12/03/03 02:00:00.0 71.08 58.7
11/23/03 15:00:00.0 72.115 68.65 11/26/03 00:00:00.0 71.08 59.9 11/28/03 09:00:00.0 72.115 68.7 11/30/03 18:00:00.0 71.77 62.25 12/03/03 03:00:00.0 71.08 58.85
11/23/03 16:00:00.0 72.115 69.5 11/26/03 01:00:00.0 71.425 60.35 11/28/03 10:00:00.0 72.115 68.7 11/30/03 19:00:00.0 71.425 61.7 12/03/03 04:00:00.0 71.08 59.15
11/23/03 17:00:00.0 71.77 66.95 11/26/03 02:00:00.0 71.08 59.6 11/28/03 11:00:00.0 72.115 68.3 11/30/03 20:00:00.0 71.425 60.65 12/03/03 05:00:00.0 71.08 59
11/23/03 18:00:00.0 71.77 63.25 11/26/03 03:00:00.0 71.08 59.5 11/28/03 12:00:00.0 72.115 68.3 11/30/03 21:00:00.0 71.08 60.1 12/03/03 06:00:00.0 71.08 61.2
11/23/03 19:00:00.0 71.77 61.7 11/26/03 04:00:00.0 71.08 59.65 11/28/03 13:00:00.0 72.115 66.65 11/30/03 22:00:00.0 71.425 59.5 12/03/03 07:00:00.0 71.425 66.2
11/23/03 20:00:00.0 71.77 61.3 11/26/03 05:00:00.0 71.08 59.35 11/28/03 14:00:00.0 72.115 65.7 11/30/03 23:00:00.0 71.425 59.35 12/03/03 08:00:00.0 71.77 67.9
11/23/03 21:00:00.0 71.77 61.4 11/26/03 06:00:00.0 71.425 64.9 11/28/03 15:00:00.0 72.115 65.25 12/01/03 00:00:00.0 71.08 58.55 12/03/03 09:00:00.0 71.77 68.2
11/23/03 22:00:00.0 71.425 60.4 11/26/03 07:00:00.0 71.77 67.1 11/28/03 16:00:00.0 72.115 66.55 12/01/03 01:00:00.0 71.08 58.45 12/03/03 10:00:00.0 72.115 68.75
11/23/03 23:00:00.0 71.77 60.9 11/26/03 08:00:00.0 71.77 67.85 11/28/03 17:00:00.0 71.77 65.75 12/01/03 02:00:00.0 71.08 58.3 12/03/03 11:00:00.0 71.77 69.5
11/24/03 00:00:00.0 71.425 60.65 11/26/03 09:00:00.0 71.77 68.65 11/28/03 18:00:00.0 71.77 61.45 12/01/03 03:00:00.0 71.08 58.75 12/03/03 12:00:00.0 72.115 69.1
11/24/03 01:00:00.0 71.425 60.35 11/26/03 10:00:00.0 72.115 68.9 11/28/03 19:00:00.0 71.77 60.2 12/01/03 04:00:00.0 71.08 58.7 12/03/03 13:00:00.0 71.77 68.55
11/24/03 02:00:00.0 71.425 60.35 11/26/03 11:00:00.0 71.77 68.25 11/28/03 20:00:00.0 71.77 60.35 12/01/03 05:00:00.0 71.08 58.2 12/03/03 14:00:00.0 72.115 68.45
11/24/03 03:00:00.0 71.425 60.05 11/26/03 12:00:00.0 71.77 68.2 11/28/03 21:00:00.0 71.77 59.6 12/01/03 06:00:00.0 70.735 64.35 12/03/03 15:00:00.0 71.77 68
11/24/03 04:00:00.0 71.08 59.5 11/26/03 13:00:00.0 72.115 68.05 11/28/03 22:00:00.0 71.425 58.85 12/01/03 07:00:00.0 71.425 66.65 12/03/03 16:00:00.0 71.77 68.7
11/24/03 05:00:00.0 71.425 60.15 11/26/03 14:00:00.0 72.115 68.05 11/28/03 23:00:00.0 71.08 58.45 12/01/03 08:00:00.0 71.77 67.4 12/03/03 17:00:00.0 71.77 66.7
11/24/03 06:00:00.0 71.08 63.05 11/26/03 15:00:00.0 72.115 68.3 11/29/03 00:00:00.0 71.08 58.9 12/01/03 09:00:00.0 71.77 67.65 12/03/03 18:00:00.0 71.425 62.4
11/24/03 07:00:00.0 71.77 68.7 11/26/03 16:00:00.0 71.77 69.3 11/29/03 01:00:00.0 71.425 58.45 12/01/03 10:00:00.0 71.77 69 12/03/03 19:00:00.0 71.425 61.2
11/24/03 08:00:00.0 71.77 68.95 11/26/03 17:00:00.0 71.77 66.75 11/29/03 02:00:00.0 71.08 58.75 12/01/03 11:00:00.0 71.77 68.65 12/03/03 20:00:00.0 71.425 61.7
11/24/03 09:00:00.0 72.115 68.65 11/26/03 18:00:00.0 71.77 63.7 11/29/03 03:00:00.0 71.08 58.75 12/01/03 12:00:00.0 71.77 68.3 12/03/03 21:00:00.0 71.425 60.95
11/24/03 10:00:00.0 71.77 68.65 11/26/03 19:00:00.0 71.77 62.75 11/29/03 04:00:00.0 71.08 58.05 12/01/03 13:00:00.0 71.77 69 12/03/03 22:00:00.0 71.08 60.85
11/24/03 11:00:00.0 71.77 70.4 11/26/03 20:00:00.0 71.77 61.95 11/29/03 05:00:00.0 71.08 58.25 12/01/03 14:00:00.0 72.115 69 12/03/03 23:00:00.0 71.08 60.9
11/24/03 12:00:00.0 72.115 70.75 11/26/03 21:00:00.0 71.77 60.9 11/29/03 06:00:00.0 71.425 64.8 12/01/03 15:00:00.0 72.115 68.45 12/04/03 00:00:00.0 71.08 60.2
11/24/03 13:00:00.0 71.77 70.1 11/26/03 22:00:00.0 71.425 61.5 11/29/03 07:00:00.0 71.425 65.3 12/01/03 16:00:00.0 71.77 68.25 12/04/03 01:00:00.0 71.08 59.75
11/24/03 14:00:00.0 71.77 70.4 11/26/03 23:00:00.0 71.425 61.15 11/29/03 08:00:00.0 71.77 66.95 12/01/03 17:00:00.0 71.77 67.9 12/04/03 02:00:00.0 71.08 60.1
11/24/03 15:00:00.0 71.77 70.45 11/27/03 00:00:00.0 71.08 61.05 11/29/03 09:00:00.0 72.115 67.85 12/01/03 18:00:00.0 71.77 63.05 12/04/03 03:00:00.0 71.08 60.1
11/24/03 16:00:00.0 71.77 69.8 11/27/03 01:00:00.0 71.08 60.7 11/29/03 10:00:00.0 71.77 69.5 12/01/03 19:00:00.0 71.425 61.35 12/04/03 04:00:00.0 71.08 60.1
11/24/03 17:00:00.0 71.77 65.25 11/27/03 02:00:00.0 71.08 60.45 11/29/03 11:00:00.0 71.77 68.45 12/01/03 20:00:00.0 71.08 60.85 12/04/03 05:00:00.0 71.08 59.95
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
12/04/03 06:00:00.0 71.08 64.3 12/06/03 15:00:00.0 71.425 70.75 12/09/03 00:00:00.0 71.08 62.15 12/11/03 09:00:00.0 71.77 69.8 12/13/03 18:00:00.0 71.77 63.95
12/04/03 07:00:00.0 71.77 67.85 12/06/03 16:00:00.0 71.77 71.1 12/09/03 01:00:00.0 71.08 60.8 12/11/03 10:00:00.0 71.77 69.5 12/13/03 19:00:00.0 71.425 62.4
12/04/03 08:00:00.0 71.77 67.1 12/06/03 17:00:00.0 71.08 66.1 12/09/03 02:00:00.0 70.735 60.7 12/11/03 11:00:00.0 71.77 70.4 12/13/03 20:00:00.0 71.425 61.55
12/04/03 09:00:00.0 72.115 66.75 12/06/03 18:00:00.0 71.08 62.9 12/09/03 03:00:00.0 70.735 60.25 12/11/03 12:00:00.0 71.77 69.8 12/13/03 21:00:00.0 71.08 61.35
12/04/03 10:00:00.0 72.115 69 12/06/03 19:00:00.0 71.08 62.15 12/09/03 04:00:00.0 71.08 60.05 12/11/03 13:00:00.0 71.77 72.9 12/13/03 22:00:00.0 71.08 60.2
12/04/03 11:00:00.0 72.115 68.4 12/06/03 20:00:00.0 71.08 61.95 12/09/03 05:00:00.0 70.735 60.75 12/11/03 14:00:00.0 71.77 71.1 12/13/03 23:00:00.0 71.08 60.7
12/04/03 12:00:00.0 72.115 68.05 12/06/03 21:00:00.0 71.08 61.65 12/09/03 06:00:00.0 70.735 62.35 12/11/03 15:00:00.0 71.77 69.3 12/14/03 00:00:00.0 71.08 60.45
12/04/03 13:00:00.0 72.115 68 12/06/03 22:00:00.0 71.08 61.65 12/09/03 07:00:00.0 71.08 69.3 12/11/03 16:00:00.0 71.77 70.8 12/14/03 01:00:00.0 71.08 60.4
12/04/03 14:00:00.0 71.77 67.5 12/06/03 23:00:00.0 71.08 61.8 12/09/03 08:00:00.0 71.08 69.9 12/11/03 17:00:00.0 71.77 69.5 12/14/03 02:00:00.0 71.08 60.2
12/04/03 15:00:00.0 71.77 68.55 12/07/03 00:00:00.0 70.735 61.85 12/09/03 09:00:00.0 71.425 70.85 12/11/03 18:00:00.0 71.08 63.9 12/14/03 03:00:00.0 71.08 59.75
12/04/03 16:00:00.0 71.77 68.5 12/07/03 01:00:00.0 71.08 62.5 12/09/03 10:00:00.0 71.77 70.45 12/11/03 19:00:00.0 71.08 63.2 12/14/03 04:00:00.0 71.425 60.5
12/04/03 17:00:00.0 71.77 65.95 12/07/03 02:00:00.0 71.08 61.45 12/09/03 11:00:00.0 71.77 70.45 12/11/03 20:00:00.0 71.08 62.3 12/14/03 05:00:00.0 71.08 60.5
12/04/03 18:00:00.0 71.77 62.45 12/07/03 03:00:00.0 71.08 62.7 12/09/03 12:00:00.0 71.77 70.25 12/11/03 21:00:00.0 71.08 61.45 12/14/03 06:00:00.0 71.08 60.55
12/04/03 19:00:00.0 71.425 60.6 12/07/03 04:00:00.0 70.735 62.7 12/09/03 13:00:00.0 71.77 70.45 12/11/03 22:00:00.0 71.08 60.65 12/14/03 07:00:00.0 71.77 67.4
12/04/03 20:00:00.0 71.08 59.9 12/07/03 05:00:00.0 70.735 63.1 12/09/03 14:00:00.0 71.77 69.3 12/11/03 23:00:00.0 71.08 60.35 12/14/03 08:00:00.0 71.77 68.1
12/04/03 21:00:00.0 71.08 60.15 12/07/03 06:00:00.0 70.735 63.05 12/09/03 15:00:00.0 71.77 69.8 12/12/03 00:00:00.0 71.08 60.55 12/14/03 09:00:00.0 71.77 68.5
12/04/03 22:00:00.0 71.08 59.35 12/07/03 07:00:00.0 71.08 69.95 12/09/03 16:00:00.0 71.77 69.8 12/12/03 01:00:00.0 71.08 60.05 12/14/03 10:00:00.0 71.77 71.1
12/04/03 23:00:00.0 71.08 59.9 12/07/03 08:00:00.0 71.08 71.1 12/09/03 17:00:00.0 71.77 67.85 12/12/03 02:00:00.0 71.08 60.35 12/14/03 11:00:00.0 71.77 71.15
12/05/03 00:00:00.0 71.425 59.75 12/07/03 09:00:00.0 71.77 71.05 12/09/03 18:00:00.0 71.425 63.45 12/12/03 03:00:00.0 71.08 60.5 12/14/03 12:00:00.0 71.77 69.9
12/05/03 01:00:00.0 71.08 59.25 12/07/03 10:00:00.0 71.77 72.15 12/09/03 19:00:00.0 71.08 62.15 12/12/03 04:00:00.0 71.08 60.35 12/14/03 13:00:00.0 71.77 69.9
12/05/03 02:00:00.0 71.425 59.35 12/07/03 11:00:00.0 71.77 72.15 12/09/03 20:00:00.0 71.08 61.7 12/12/03 05:00:00.0 71.08 60.05 12/14/03 14:00:00.0 71.77 68.7
12/05/03 03:00:00.0 71.08 58.85 12/07/03 12:00:00.0 71.77 71.75 12/09/03 21:00:00.0 71.425 61.65 12/12/03 06:00:00.0 70.735 61.3 12/14/03 15:00:00.0 71.77 69.3
12/05/03 04:00:00.0 71.08 58.6 12/07/03 13:00:00.0 71.77 70.75 12/09/03 22:00:00.0 71.08 61.35 12/12/03 07:00:00.0 71.08 68.7 12/14/03 16:00:00.0 71.77 69.3
12/05/03 05:00:00.0 71.08 58.55 12/07/03 14:00:00.0 71.77 70.75 12/09/03 23:00:00.0 71.08 61 12/12/03 08:00:00.0 71.77 68.95 12/14/03 17:00:00.0 71.77 69.8
12/05/03 06:00:00.0 70.735 60.85 12/07/03 15:00:00.0 71.77 71.4 12/10/03 00:00:00.0 71.08 60.7 12/12/03 09:00:00.0 71.77 69.8 12/14/03 18:00:00.0 71.77 63.5
12/05/03 07:00:00.0 71.425 66 12/07/03 16:00:00.0 71.77 71.4 12/10/03 01:00:00.0 71.08 60.35 12/12/03 10:00:00.0 71.77 70.45 12/14/03 19:00:00.0 71.425 61.4
12/05/03 08:00:00.0 71.77 67.9 12/07/03 17:00:00.0 71.77 67.85 12/10/03 02:00:00.0 71.08 60.2 12/12/03 11:00:00.0 71.77 69.8 12/14/03 20:00:00.0 71.425 60.8
12/05/03 09:00:00.0 71.77 68.7 12/07/03 18:00:00.0 71.425 64.05 12/10/03 03:00:00.0 71.08 59.8 12/12/03 12:00:00.0 71.77 71.85 12/14/03 21:00:00.0 71.08 61
12/05/03 10:00:00.0 71.77 68.95 12/07/03 19:00:00.0 71.08 62.65 12/10/03 04:00:00.0 70.735 58.7 12/12/03 13:00:00.0 71.77 71.1 12/14/03 22:00:00.0 71.08 60.35
12/05/03 11:00:00.0 71.77 69.55 12/07/03 20:00:00.0 71.425 62.25 12/10/03 05:00:00.0 71.08 59.35 12/12/03 14:00:00.0 71.77 70.25 12/14/03 23:00:00.0 71.08 59.35
12/05/03 12:00:00.0 71.77 70.1 12/07/03 21:00:00.0 71.08 62.3 12/10/03 06:00:00.0 70.735 62.35 12/12/03 15:00:00.0 71.77 70.25 12/15/03 00:00:00.0 71.08 59.35
12/05/03 13:00:00.0 71.77 68.4 12/07/03 22:00:00.0 71.08 61.65 12/10/03 07:00:00.0 71.08 67.4 12/12/03 16:00:00.0 71.77 69.7 12/15/03 01:00:00.0 71.08 60.1
12/05/03 14:00:00.0 71.77 70.1 12/07/03 23:00:00.0 71.08 62.3 12/10/03 08:00:00.0 71.77 67.1 12/12/03 17:00:00.0 71.77 69 12/15/03 02:00:00.0 71.08 59.65
12/05/03 15:00:00.0 71.77 69.8 12/08/03 00:00:00.0 71.425 61.75 12/10/03 09:00:00.0 71.425 68.45 12/12/03 18:00:00.0 71.77 63.75 12/15/03 03:00:00.0 71.08 59.95
12/05/03 16:00:00.0 71.77 69.5 12/08/03 01:00:00.0 71.08 60.95 12/10/03 10:00:00.0 71.77 69 12/12/03 19:00:00.0 71.08 62.65 12/15/03 04:00:00.0 71.08 59.95
12/05/03 17:00:00.0 71.77 67.15 12/08/03 02:00:00.0 71.08 60.65 12/10/03 11:00:00.0 71.77 68.8 12/12/03 20:00:00.0 71.425 61.25 12/15/03 05:00:00.0 71.08 59.8
12/05/03 18:00:00.0 71.08 62.85 12/08/03 03:00:00.0 71.08 61.8 12/10/03 12:00:00.0 71.77 70.5 12/12/03 21:00:00.0 71.425 61.6 12/15/03 06:00:00.0 70.735 62.8
12/05/03 19:00:00.0 71.08 61.8 12/08/03 04:00:00.0 71.08 62.15 12/10/03 13:00:00.0 71.77 70.05 12/12/03 22:00:00.0 71.425 61.45 12/15/03 07:00:00.0 71.77 67.3
12/05/03 20:00:00.0 71.08 61.45 12/08/03 05:00:00.0 71.08 61.65 12/10/03 14:00:00.0 71.77 69.65 12/12/03 23:00:00.0 71.08 60.65 12/15/03 08:00:00.0 71.77 68.1
12/05/03 21:00:00.0 71.425 61.85 12/08/03 06:00:00.0 71.08 61.45 12/10/03 15:00:00.0 71.77 70.25 12/13/03 00:00:00.0 71.425 60.95 12/15/03 09:00:00.0 71.77 67.4
12/05/03 22:00:00.0 71.425 60.55 12/08/03 07:00:00.0 71.08 69 12/10/03 16:00:00.0 71.77 70.5 12/13/03 01:00:00.0 71.08 60.55 12/15/03 10:00:00.0 71.77 69.25
12/05/03 23:00:00.0 71.08 60.85 12/08/03 08:00:00.0 71.77 70.75 12/10/03 17:00:00.0 71.77 68.2 12/13/03 02:00:00.0 71.08 59.95 12/15/03 11:00:00.0 71.77 69.55
12/06/03 00:00:00.0 71.425 60.8 12/08/03 09:00:00.0 71.77 71.4 12/10/03 18:00:00.0 71.08 62.85 12/13/03 03:00:00.0 71.08 59.9 12/15/03 12:00:00.0 71.77 69.9
12/06/03 01:00:00.0 71.08 60.85 12/08/03 10:00:00.0 71.77 69.9 12/10/03 19:00:00.0 71.08 61.8 12/13/03 04:00:00.0 71.08 59.65 12/15/03 13:00:00.0 71.77 68.45
12/06/03 02:00:00.0 71.08 61 12/08/03 11:00:00.0 71.77 71.1 12/10/03 20:00:00.0 71.08 61.65 12/13/03 05:00:00.0 71.08 59.95 12/15/03 14:00:00.0 72.115 68.85
12/06/03 03:00:00.0 71.08 60.85 12/08/03 12:00:00.0 71.77 71.75 12/10/03 21:00:00.0 71.08 60.5 12/13/03 06:00:00.0 70.735 62.05 12/15/03 15:00:00.0 72.115 68
12/06/03 04:00:00.0 71.08 60.2 12/08/03 13:00:00.0 71.77 71.4 12/10/03 22:00:00.0 71.08 61 12/13/03 07:00:00.0 71.77 67.4 12/15/03 16:00:00.0 71.77 67.15
12/06/03 05:00:00.0 70.735 60.4 12/08/03 14:00:00.0 71.77 71.75 12/10/03 23:00:00.0 71.08 60.85 12/13/03 08:00:00.0 71.77 67.4 12/15/03 17:00:00.0 71.77 69.15
12/06/03 06:00:00.0 70.735 61.2 12/08/03 15:00:00.0 71.77 71.05 12/11/03 00:00:00.0 71.08 59.75 12/13/03 09:00:00.0 71.77 70.1 12/15/03 18:00:00.0 71.77 66.55
12/06/03 07:00:00.0 71.08 68.75 12/08/03 16:00:00.0 71.77 72.45 12/11/03 01:00:00.0 71.08 59.45 12/13/03 10:00:00.0 71.77 71.55 12/15/03 19:00:00.0 71.425 65
12/06/03 08:00:00.0 71.77 70.45 12/08/03 17:00:00.0 71.425 68.75 12/11/03 02:00:00.0 70.735 59.65 12/13/03 11:00:00.0 71.77 70.75 12/15/03 20:00:00.0 71.425 64.85
12/06/03 09:00:00.0 71.425 70.15 12/08/03 18:00:00.0 71.08 63.9 12/11/03 03:00:00.0 70.735 59.65 12/13/03 12:00:00.0 72.115 70.55 12/15/03 21:00:00.0 71.425 65
12/06/03 10:00:00.0 71.425 69.25 12/08/03 19:00:00.0 71.08 62.5 12/11/03 04:00:00.0 70.735 60.4 12/13/03 13:00:00.0 71.77 70.6 12/15/03 22:00:00.0 71.425 65.5
12/06/03 11:00:00.0 71.77 69.8 12/08/03 20:00:00.0 71.08 61 12/11/03 05:00:00.0 71.08 60.8 12/13/03 14:00:00.0 72.115 69.35 12/15/03 23:00:00.0 71.425 64.55
12/06/03 12:00:00.0 71.77 68.95 12/08/03 21:00:00.0 71.425 61.75 12/11/03 06:00:00.0 70.735 65.05 12/13/03 15:00:00.0 72.115 69.8 12/16/03 00:00:00.0 71.425 64.2
12/06/03 13:00:00.0 71.77 70.4 12/08/03 22:00:00.0 71.08 61.6 12/11/03 07:00:00.0 71.425 68.7 12/13/03 16:00:00.0 71.77 70.5 12/16/03 01:00:00.0 71.425 64.85
12/06/03 14:00:00.0 71.77 70 12/08/03 23:00:00.0 71.08 61.45 12/11/03 08:00:00.0 71.425 68.15 12/13/03 17:00:00.0 71.77 69.5 12/16/03 02:00:00.0 71.425 63.75
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
12/16/03 03:00:00.0 71.425 63.75 12/18/03 12:00:00.0 71.77 69.6 12/20/03 21:00:00.0 71.08 61.85 12/23/03 06:00:00.0 70.735 61.2 01/10/04 01:00:00.0 71.08 57.75
12/16/03 04:00:00.0 71.425 64.2 12/18/03 13:00:00.0 71.77 68.9 12/20/03 22:00:00.0 71.08 62.5 12/23/03 07:00:00.0 71.08 68.4 01/10/04 02:00:00.0 71.08 57.4
12/16/03 05:00:00.0 71.425 63.7 12/18/03 14:00:00.0 71.77 68.25 12/20/03 23:00:00.0 71.08 62 12/23/03 08:00:00.0 71.08 69.6 01/10/04 03:00:00.0 70.735 57.55
12/16/03 06:00:00.0 71.425 63.55 12/18/03 15:00:00.0 71.77 68.55 12/21/03 00:00:00.0 71.08 62 12/23/03 09:00:00.0 71.08 70.8 01/10/04 04:00:00.0 70.735 58.1
12/16/03 07:00:00.0 71.77 68.2 12/18/03 16:00:00.0 71.77 69.55 12/21/03 01:00:00.0 71.08 62 01/10/04 05:00:00.0 70.735 58.85
12/16/03 08:00:00.0 71.77 68.7 12/18/03 17:00:00.0 71.77 67.65 12/21/03 02:00:00.0 71.08 61.4 01/07/04 09:00:00.0 72.115 62.05 01/10/04 06:00:00.0 70.735 59.8
12/16/03 09:00:00.0 71.77 68.5 12/18/03 18:00:00.0 71.425 63.5 12/21/03 03:00:00.0 71.08 60.95 01/07/04 10:00:00.0 72.115 60.4 01/10/04 07:00:00.0 70.735 60.1
12/16/03 10:00:00.0 71.77 70.15 12/18/03 19:00:00.0 71.425 62.5 12/21/03 04:00:00.0 71.08 60.55 01/07/04 11:00:00.0 72.115 60.5 01/10/04 08:00:00.0 71.08 59.9
12/16/03 11:00:00.0 71.77 70.5 12/18/03 20:00:00.0 71.08 62.2 12/21/03 05:00:00.0 71.08 61.25 01/07/04 12:00:00.0 72.115 60.65 01/10/04 09:00:00.0 70.735 60.75
12/16/03 12:00:00.0 71.77 68.9 12/18/03 21:00:00.0 71.08 61.4 12/21/03 06:00:00.0 71.08 60.35 01/07/04 13:00:00.0 72.115 59.7 01/10/04 10:00:00.0 71.08 59.5
12/16/03 13:00:00.0 71.77 68.25 12/18/03 22:00:00.0 71.425 61.5 12/21/03 07:00:00.0 71.425 68.75 01/07/04 14:00:00.0 72.115 60.15 01/10/04 11:00:00.0 71.08 60.7
12/16/03 14:00:00.0 72.115 67.25 12/18/03 23:00:00.0 71.08 60.7 12/21/03 08:00:00.0 71.425 69.65 01/07/04 15:00:00.0 72.115 60.15 01/10/04 12:00:00.0 71.425 59.95
12/16/03 15:00:00.0 72.115 67.35 12/19/03 00:00:00.0 71.08 60.15 12/21/03 09:00:00.0 71.425 68.65 01/07/04 16:00:00.0 72.115 60.1 01/10/04 13:00:00.0 71.425 60.05
12/16/03 16:00:00.0 71.77 68.1 12/19/03 01:00:00.0 71.08 59.35 12/21/03 10:00:00.0 71.425 70.25 01/07/04 17:00:00.0 72.115 60 01/10/04 14:00:00.0 71.08 60.55
12/16/03 17:00:00.0 71.77 68.65 12/19/03 02:00:00.0 71.08 59.65 12/21/03 11:00:00.0 71.425 70.35 01/07/04 18:00:00.0 72.115 60.65 01/10/04 15:00:00.0 71.425 60.05
12/16/03 18:00:00.0 71.77 66.55 12/19/03 03:00:00.0 70.735 59 12/21/03 12:00:00.0 71.425 70.6 01/07/04 19:00:00.0 71.425 59.9 01/10/04 16:00:00.0 71.425 59.6
12/16/03 19:00:00.0 71.77 65.4 12/19/03 04:00:00.0 70.735 59.8 12/21/03 13:00:00.0 71.77 70.45 01/07/04 20:00:00.0 71.425 57.85 01/10/04 17:00:00.0 71.08 59.65
12/16/03 20:00:00.0 71.77 64.3 12/19/03 05:00:00.0 70.735 59.45 12/21/03 14:00:00.0 71.425 70.45 01/07/04 21:00:00.0 71.425 56.5 01/10/04 18:00:00.0 71.08 59.1
12/16/03 21:00:00.0 71.425 64.45 12/19/03 06:00:00.0 70.735 59.1 12/21/03 15:00:00.0 71.425 69.35 01/07/04 22:00:00.0 71.425 55.8 01/10/04 19:00:00.0 71.08 58.05
12/16/03 22:00:00.0 71.425 63.75 12/19/03 07:00:00.0 71.08 67.95 12/21/03 16:00:00.0 71.425 70.35 01/07/04 23:00:00.0 71.425 55.6 01/10/04 20:00:00.0 71.08 58.25
12/16/03 23:00:00.0 71.425 64.05 12/19/03 08:00:00.0 71.425 68 12/21/03 17:00:00.0 71.425 69.6 01/08/04 00:00:00.0 71.425 55.8 01/10/04 21:00:00.0 71.08 58.4
12/17/03 00:00:00.0 71.425 63.6 12/19/03 09:00:00.0 71.77 69.15 12/21/03 18:00:00.0 71.08 63.3 01/08/04 01:00:00.0 71.425 55.6 01/10/04 22:00:00.0 71.08 58.05
12/17/03 01:00:00.0 71.425 64.3 12/19/03 10:00:00.0 71.425 69.05 12/21/03 19:00:00.0 71.08 62 01/08/04 02:00:00.0 71.425 55.8 01/10/04 23:00:00.0 71.08 58.4
12/17/03 02:00:00.0 71.425 63.6 12/19/03 11:00:00.0 71.425 69.9 12/21/03 20:00:00.0 71.08 61.8 01/08/04 03:00:00.0 71.08 55.3 01/11/04 00:00:00.0 71.08 58
12/17/03 03:00:00.0 71.425 63.45 12/19/03 12:00:00.0 71.425 69.15 12/21/03 21:00:00.0 71.08 61.4 01/08/04 04:00:00.0 71.08 55.85 01/11/04 01:00:00.0 71.08 57.65
12/17/03 04:00:00.0 71.425 64.6 12/19/03 13:00:00.0 71.425 69.7 12/21/03 22:00:00.0 71.08 60.65 01/08/04 05:00:00.0 71.08 56 01/11/04 02:00:00.0 71.08 58.15
12/17/03 05:00:00.0 71.425 64.75 12/19/03 14:00:00.0 71.425 69.35 12/21/03 23:00:00.0 71.08 60.5 01/08/04 06:00:00.0 71.08 56.4 01/11/04 03:00:00.0 71.08 58.4
12/17/03 06:00:00.0 71.425 64.4 12/19/03 15:00:00.0 71.425 70.15 12/22/03 00:00:00.0 71.08 59.8 01/08/04 07:00:00.0 71.08 57 01/11/04 04:00:00.0 70.735 58.6
12/17/03 07:00:00.0 71.77 69.8 12/19/03 16:00:00.0 71.425 70.25 12/22/03 01:00:00.0 71.08 60.3 01/08/04 08:00:00.0 71.08 57.05 01/11/04 05:00:00.0 71.08 58.5
12/17/03 08:00:00.0 71.77 69.7 12/19/03 17:00:00.0 71.425 68.75 12/22/03 02:00:00.0 71.08 59.95 01/08/04 09:00:00.0 71.425 57.6 01/11/04 06:00:00.0 71.08 58
12/17/03 09:00:00.0 71.77 69.85 12/19/03 18:00:00.0 71.08 64.05 12/22/03 03:00:00.0 71.08 60.3 01/08/04 10:00:00.0 71.08 59.25 01/11/04 07:00:00.0 71.08 58.15
12/17/03 10:00:00.0 71.77 73.25 12/19/03 19:00:00.0 71.08 62.9 12/22/03 04:00:00.0 71.08 60.3 01/08/04 11:00:00.0 71.425 61 01/11/04 08:00:00.0 70.735 58.2
12/17/03 11:00:00.0 71.77 71.4 12/19/03 20:00:00.0 71.08 62.2 12/22/03 05:00:00.0 70.735 60.35 01/08/04 12:00:00.0 71.425 60.85 01/11/04 09:00:00.0 71.08 58.55
12/17/03 12:00:00.0 71.77 70.75 12/19/03 21:00:00.0 71.08 61.85 12/22/03 06:00:00.0 70.735 60.1 01/08/04 13:00:00.0 71.425 59.55 01/11/04 10:00:00.0 71.425 59.7
12/17/03 13:00:00.0 71.77 69.9 12/19/03 22:00:00.0 71.08 61.05 12/22/03 07:00:00.0 71.425 68.25 01/08/04 14:00:00.0 71.425 59.75 01/11/04 11:00:00.0 71.08 59.6
12/17/03 14:00:00.0 71.77 69 12/19/03 23:00:00.0 71.08 61.2 12/22/03 08:00:00.0 71.425 68.3 01/08/04 15:00:00.0 71.425 61.55 01/11/04 12:00:00.0 71.08 61.75
12/17/03 15:00:00.0 71.77 68.8 12/20/03 00:00:00.0 71.08 61.55 12/22/03 09:00:00.0 71.425 67.55 01/08/04 16:00:00.0 71.425 61.55 01/11/04 13:00:00.0 71.08 59.5
12/17/03 16:00:00.0 71.77 69 12/20/03 01:00:00.0 71.08 61.35 12/22/03 10:00:00.0 71.425 69.7 01/08/04 17:00:00.0 71.425 65.4 01/11/04 14:00:00.0 71.08 60.05
12/17/03 17:00:00.0 71.77 68.15 12/20/03 02:00:00.0 71.08 62 12/22/03 11:00:00.0 71.425 70.35 01/08/04 18:00:00.0 71.425 61.25 01/11/04 15:00:00.0 71.08 59.5
12/17/03 18:00:00.0 71.425 62.8 12/20/03 03:00:00.0 70.735 61.6 12/22/03 12:00:00.0 71.425 70.25 01/08/04 19:00:00.0 71.425 59.75 01/11/04 16:00:00.0 71.08 59.8
12/17/03 19:00:00.0 71.77 63.65 12/20/03 04:00:00.0 70.735 61.6 12/22/03 13:00:00.0 71.425 69.85 01/08/04 20:00:00.0 71.08 58 01/11/04 17:00:00.0 70.735 60.1
12/17/03 20:00:00.0 71.425 62.25 12/20/03 05:00:00.0 70.735 61.05 12/22/03 14:00:00.0 71.425 70.75 01/08/04 21:00:00.0 71.08 57.15 01/11/04 18:00:00.0 70.735 59.55
12/17/03 21:00:00.0 71.425 61.65 12/20/03 06:00:00.0 70.39 62.05 12/22/03 15:00:00.0 71.425 70.75 01/08/04 22:00:00.0 71.08 57.4 01/11/04 19:00:00.0 71.08 59.35
12/17/03 22:00:00.0 71.425 61.2 12/20/03 07:00:00.0 71.425 70.15 12/22/03 16:00:00.0 71.425 70.8 01/08/04 23:00:00.0 71.08 57.65 01/11/04 20:00:00.0 71.08 58.3
12/17/03 23:00:00.0 71.08 60.5 12/20/03 08:00:00.0 71.425 69.05 12/22/03 17:00:00.0 71.425 69.85 01/09/04 00:00:00.0 71.08 57.55 01/11/04 21:00:00.0 71.08 58.4
12/18/03 00:00:00.0 71.08 60.6 12/20/03 09:00:00.0 71.425 70.15 12/22/03 18:00:00.0 71.08 64.2 01/09/04 01:00:00.0 71.08 57.75 01/11/04 22:00:00.0 70.735 58.05
12/18/03 01:00:00.0 71.08 60.6 12/20/03 10:00:00.0 71.425 69.85 12/22/03 19:00:00.0 71.08 62.6 01/09/04 02:00:00.0 71.08 57.5 01/11/04 23:00:00.0 71.08 58
12/18/03 02:00:00.0 71.08 60.15 12/20/03 11:00:00.0 71.425 69.35 12/22/03 20:00:00.0 71.08 61.55 01/09/04 03:00:00.0 70.735 57.15 01/12/04 00:00:00.0 71.08 58.7
12/18/03 03:00:00.0 71.08 60.2 12/20/03 12:00:00.0 71.425 68.65 12/22/03 21:00:00.0 71.08 61.2 01/09/04 04:00:00.0 71.08 57.9 01/12/04 01:00:00.0 71.08 58.55
12/18/03 04:00:00.0 71.08 60.05 12/20/03 13:00:00.0 71.425 69.35 12/22/03 22:00:00.0 71.08 61.05 01/09/04 05:00:00.0 71.08 58.15 01/12/04 02:00:00.0 71.08 58.4
12/18/03 05:00:00.0 71.08 60.7 12/20/03 14:00:00.0 71.77 68.85 12/22/03 23:00:00.0 71.08 60.5 01/09/04 06:00:00.0 70.735 58.6 01/12/04 03:00:00.0 70.735 58.05
12/18/03 06:00:00.0 71.08 60.55 12/20/03 15:00:00.0 71.425 68.15 12/23/03 00:00:00.0 71.08 61.2 01/09/04 07:00:00.0 70.735 58.5 01/12/04 04:00:00.0 70.735 59.35
12/18/03 07:00:00.0 71.425 67.9 12/20/03 16:00:00.0 71.425 69.25 12/23/03 01:00:00.0 71.08 60.35 01/09/04 08:00:00.0 71.08 58.8 01/12/04 05:00:00.0 70.735 59.8
12/18/03 08:00:00.0 71.425 69 12/20/03 17:00:00.0 71.425 69.85 12/23/03 02:00:00.0 70.735 60.9 01/09/04 09:00:00.0 71.08 59.35 01/12/04 06:00:00.0 70.735 59.25
12/18/03 09:00:00.0 71.77 68.65 12/20/03 18:00:00.0 71.08 64.25 12/23/03 03:00:00.0 71.08 61.2 01/09/04 10:00:00.0 71.08 60.7 01/12/04 07:00:00.0 70.735 59.25
12/18/03 10:00:00.0 71.77 70.45 12/20/03 19:00:00.0 71.08 62.75 12/23/03 04:00:00.0 70.735 61.25 01/09/04 11:00:00.0 71.08 61.5 01/12/04 08:00:00.0 70.735 59.15
12/18/03 11:00:00.0 71.77 69.65 12/20/03 20:00:00.0 71.08 61.7 12/23/03 05:00:00.0 70.735 61.1 01/10/04 00:00:00.0 71.08 56.9 01/12/04 09:00:00.0 71.08 60.05
Heat Pipe Installation
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
01/12/04 10:00:00.0 71.425 61.1 01/14/04 19:00:00.0 71.425 59 01/17/04 04:00:00.0 71.08 56.9 01/19/04 13:00:00.0 71.425 60.1 01/21/04 22:00:00.0 70.735 56.3
01/12/04 11:00:00.0 71.425 61 01/14/04 20:00:00.0 71.425 57.75 01/17/04 05:00:00.0 71.08 56.55 01/19/04 14:00:00.0 71.425 61.55 01/21/04 23:00:00.0 70.735 56.6
01/12/04 12:00:00.0 71.425 61.85 01/14/04 21:00:00.0 71.425 56.75 01/17/04 06:00:00.0 71.08 56.9 01/19/04 15:00:00.0 71.425 61.1 01/22/04 00:00:00.0 70.735 56.1
01/12/04 13:00:00.0 71.425 61.5 01/14/04 22:00:00.0 71.425 56.95 01/17/04 07:00:00.0 70.735 56.6 01/19/04 16:00:00.0 71.425 59.85 01/22/04 01:00:00.0 70.735 55.9
01/12/04 14:00:00.0 71.425 61.85 01/14/04 23:00:00.0 71.425 56.85 01/17/04 08:00:00.0 71.08 56.65 01/19/04 17:00:00.0 71.425 58.95 01/22/04 02:00:00.0 70.735 55.25
01/12/04 15:00:00.0 71.425 61.7 01/15/04 00:00:00.0 71.08 56.7 01/17/04 09:00:00.0 71.425 57.45 01/19/04 18:00:00.0 71.425 58.85 01/22/04 03:00:00.0 70.735 55.8
01/12/04 16:00:00.0 71.425 60.75 01/15/04 01:00:00.0 71.425 56.4 01/17/04 10:00:00.0 71.425 59.2 01/19/04 19:00:00.0 71.425 58.65 01/22/04 04:00:00.0 70.735 55.35
01/12/04 17:00:00.0 71.425 61.1 01/15/04 02:00:00.0 70.735 56.85 01/17/04 11:00:00.0 71.425 60.75 01/19/04 20:00:00.0 71.425 58.8 01/22/04 05:00:00.0 70.735 55.15
01/12/04 18:00:00.0 71.425 59.9 01/15/04 03:00:00.0 71.08 57 01/17/04 12:00:00.0 71.425 61.05 01/19/04 21:00:00.0 71.425 57.5 01/22/04 06:00:00.0 70.39 55.85
01/12/04 19:00:00.0 71.425 58.8 01/15/04 04:00:00.0 70.735 57.2 01/17/04 13:00:00.0 71.425 61.15 01/19/04 22:00:00.0 71.425 56.65 01/22/04 07:00:00.0 70.735 55.8
01/12/04 20:00:00.0 71.425 58.55 01/15/04 05:00:00.0 70.735 56.25 01/17/04 14:00:00.0 71.425 61.55 01/19/04 23:00:00.0 71.425 57.05 01/22/04 08:00:00.0 70.735 56.6
01/12/04 21:00:00.0 71.08 58.4 01/15/04 06:00:00.0 70.735 57 01/17/04 15:00:00.0 71.425 61.95 01/20/04 00:00:00.0 71.425 56.4 01/22/04 09:00:00.0 71.08 57.65
01/12/04 22:00:00.0 71.425 58.1 01/15/04 07:00:00.0 71.08 57.05 01/17/04 16:00:00.0 71.425 61 01/20/04 01:00:00.0 71.08 56.1 01/22/04 10:00:00.0 71.08 57.65
01/12/04 23:00:00.0 71.08 57.9 01/15/04 08:00:00.0 70.735 57.2 01/17/04 17:00:00.0 71.425 60.9 01/20/04 02:00:00.0 70.735 56.6 01/22/04 11:00:00.0 71.08 59.75
01/13/04 00:00:00.0 71.08 58.15 01/15/04 09:00:00.0 71.425 58.1 01/17/04 18:00:00.0 71.425 60.25 01/20/04 03:00:00.0 71.08 56.65 01/22/04 12:00:00.0 71.08 59.75
01/13/04 01:00:00.0 71.08 57.25 01/15/04 10:00:00.0 71.425 58.95 01/17/04 19:00:00.0 71.425 59.25 01/20/04 04:00:00.0 70.735 56.45 01/22/04 13:00:00.0 71.08 61.9
01/13/04 02:00:00.0 70.735 57.7 01/15/04 11:00:00.0 71.425 59.2 01/17/04 20:00:00.0 71.425 59.1 01/20/04 05:00:00.0 70.735 56.6 01/22/04 14:00:00.0 71.08 60.8
01/13/04 03:00:00.0 70.735 57.2 01/15/04 12:00:00.0 71.425 60.35 01/17/04 21:00:00.0 71.425 59.25 01/20/04 06:00:00.0 70.735 56.15 01/22/04 15:00:00.0 71.08 61
01/13/04 04:00:00.0 70.735 57.05 01/15/04 13:00:00.0 71.425 62.2 01/17/04 22:00:00.0 71.425 59.35 01/20/04 07:00:00.0 70.735 57.2 01/22/04 16:00:00.0 71.08 60
01/13/04 05:00:00.0 71.08 57.65 01/15/04 14:00:00.0 71.77 61.25 01/17/04 23:00:00.0 71.425 58.65 01/20/04 08:00:00.0 71.425 57.95 01/22/04 17:00:00.0 71.08 60.3
01/13/04 06:00:00.0 70.735 57.55 01/15/04 15:00:00.0 71.425 60.65 01/18/04 00:00:00.0 71.425 57.6 01/20/04 09:00:00.0 71.425 63.75 01/22/04 18:00:00.0 71.08 59.35
01/13/04 07:00:00.0 71.08 57.4 01/15/04 16:00:00.0 71.425 59.7 01/18/04 01:00:00.0 71.08 57.15 01/20/04 10:00:00.0 71.425 59.9 01/22/04 19:00:00.0 71.08 57.65
01/13/04 08:00:00.0 70.735 57.35 01/15/04 17:00:00.0 71.425 58.55 01/18/04 02:00:00.0 71.08 56.65 01/20/04 11:00:00.0 71.425 60.65 01/22/04 20:00:00.0 71.08 57.4
01/13/04 09:00:00.0 71.425 57.9 01/15/04 18:00:00.0 71.425 57.85 01/18/04 03:00:00.0 71.08 56.55 01/20/04 12:00:00.0 71.425 64.6 01/22/04 21:00:00.0 71.08 57.15
01/13/04 10:00:00.0 71.425 59.95 01/15/04 19:00:00.0 71.425 57.6 01/18/04 04:00:00.0 70.735 56.4 01/20/04 13:00:00.0 70.735 61.85 01/22/04 22:00:00.0 71.08 57.4
01/13/04 11:00:00.0 71.425 60.5 01/15/04 20:00:00.0 71.425 57 01/18/04 05:00:00.0 70.735 56.15 01/20/04 14:00:00.0 71.08 60.05 01/22/04 23:00:00.0 71.08 56.9
01/13/04 12:00:00.0 71.425 61.5 01/15/04 21:00:00.0 71.425 56.3 01/18/04 06:00:00.0 71.08 56.45 01/20/04 15:00:00.0 71.08 59 01/23/04 00:00:00.0 71.08 56.8
01/13/04 13:00:00.0 71.425 61 01/15/04 22:00:00.0 71.425 56.05 01/18/04 07:00:00.0 70.735 56.15 01/20/04 16:00:00.0 71.08 60.15 01/23/04 01:00:00.0 70.735 55.8
01/13/04 14:00:00.0 71.77 60.85 01/15/04 23:00:00.0 71.425 55.35 01/18/04 08:00:00.0 71.08 56.65 01/20/04 17:00:00.0 71.08 59.5 01/23/04 02:00:00.0 70.735 55.55
01/13/04 15:00:00.0 71.77 59.8 01/16/04 00:00:00.0 71.425 56.55 01/18/04 09:00:00.0 71.425 57.1 01/20/04 18:00:00.0 70.735 58.35 01/23/04 03:00:00.0 70.735 55.45
01/13/04 16:00:00.0 71.425 60 01/16/04 01:00:00.0 71.08 56 01/18/04 10:00:00.0 71.425 57.15 01/20/04 19:00:00.0 70.735 57.85 01/23/04 04:00:00.0 70.735 55.8
01/13/04 17:00:00.0 71.425 59 01/16/04 02:00:00.0 71.08 56.2 01/18/04 11:00:00.0 71.425 60 01/20/04 20:00:00.0 71.08 58.2 01/23/04 05:00:00.0 70.735 55.9
01/13/04 18:00:00.0 71.425 58.45 01/16/04 03:00:00.0 70.735 56.4 01/18/04 12:00:00.0 71.425 60.9 01/20/04 21:00:00.0 70.735 57.85 01/23/04 06:00:00.0 70.735 55.8
01/13/04 19:00:00.0 71.425 57.35 01/16/04 04:00:00.0 70.735 56.25 01/18/04 13:00:00.0 71.425 60.4 01/20/04 22:00:00.0 70.735 57.3 01/23/04 07:00:00.0 70.735 56.05
01/13/04 20:00:00.0 71.425 56.9 01/16/04 05:00:00.0 71.08 57.05 01/18/04 14:00:00.0 71.425 60.8 01/20/04 23:00:00.0 70.735 57.15 01/23/04 08:00:00.0 70.735 56.35
01/13/04 21:00:00.0 71.425 56.85 01/16/04 06:00:00.0 71.08 57.3 01/18/04 15:00:00.0 71.425 61.35 01/21/04 00:00:00.0 70.735 56.6 01/23/04 09:00:00.0 71.08 57
01/13/04 22:00:00.0 71.425 56.15 01/16/04 07:00:00.0 70.735 57.3 01/18/04 16:00:00.0 71.425 60.45 01/21/04 01:00:00.0 70.735 57.2 01/23/04 10:00:00.0 71.08 57
01/13/04 23:00:00.0 71.425 56.65 01/16/04 08:00:00.0 70.735 57.4 01/18/04 17:00:00.0 71.425 59.5 01/21/04 02:00:00.0 70.735 56.6 01/23/04 11:00:00.0 70.735 57.95
01/14/04 00:00:00.0 71.08 56.25 01/16/04 09:00:00.0 71.08 58.6 01/18/04 18:00:00.0 71.425 58.45 01/21/04 03:00:00.0 70.735 56.6 01/23/04 12:00:00.0 70.735 58.1
01/14/04 01:00:00.0 70.735 56.6 01/16/04 10:00:00.0 71.425 58.45 01/18/04 19:00:00.0 71.425 57.85 01/21/04 04:00:00.0 70.735 56.7 01/23/04 13:00:00.0 71.08 60.85
01/14/04 02:00:00.0 70.735 56.75 01/16/04 11:00:00.0 71.425 58.3 01/18/04 20:00:00.0 71.425 57.4 01/21/04 05:00:00.0 70.735 57.2 01/23/04 14:00:00.0 71.08 61.2
01/14/04 03:00:00.0 70.735 56.2 01/16/04 12:00:00.0 71.425 60.3 01/18/04 21:00:00.0 71.425 57.35 01/21/04 06:00:00.0 70.735 56.85 01/23/04 15:00:00.0 71.08 61.5
01/14/04 04:00:00.0 70.735 56.85 01/16/04 13:00:00.0 71.425 62.55 01/18/04 22:00:00.0 71.08 56.8 01/21/04 07:00:00.0 70.735 56.85 01/23/04 16:00:00.0 71.08 60.7
01/14/04 05:00:00.0 71.08 57.15 01/16/04 14:00:00.0 71.425 61.95 01/18/04 23:00:00.0 71.08 56.8 01/21/04 08:00:00.0 70.735 58.95 01/23/04 17:00:00.0 71.08 60.3
01/14/04 06:00:00.0 71.08 57.05 01/16/04 15:00:00.0 71.425 61 01/19/04 00:00:00.0 71.08 56.65 01/21/04 09:00:00.0 70.735 59.1 01/23/04 18:00:00.0 71.08 59.05
01/14/04 07:00:00.0 71.08 57.65 01/16/04 16:00:00.0 71.425 61.25 01/19/04 01:00:00.0 71.08 56.45 01/21/04 10:00:00.0 70.735 59.65 01/23/04 19:00:00.0 71.08 58.4
01/14/04 08:00:00.0 71.08 58 01/16/04 17:00:00.0 71.425 59.95 01/19/04 02:00:00.0 70.735 56.35 01/21/04 11:00:00.0 71.08 60.5 01/23/04 20:00:00.0 70.735 57.6
01/14/04 09:00:00.0 71.08 59.75 01/16/04 18:00:00.0 71.425 59.15 01/19/04 03:00:00.0 71.08 56.45 01/21/04 12:00:00.0 71.08 62.85 01/23/04 21:00:00.0 70.735 56.85
01/14/04 10:00:00.0 71.425 61.9 01/16/04 19:00:00.0 71.425 58.4 01/19/04 04:00:00.0 70.735 56.5 01/21/04 13:00:00.0 71.08 63.3 01/23/04 22:00:00.0 71.08 57.15
01/14/04 11:00:00.0 71.425 62.4 01/16/04 20:00:00.0 71.425 58.15 01/19/04 05:00:00.0 70.735 56.45 01/21/04 14:00:00.0 71.08 61.75 01/23/04 23:00:00.0 70.735 56.8
01/14/04 12:00:00.0 71.425 61.95 01/16/04 21:00:00.0 71.425 57.45 01/19/04 06:00:00.0 70.735 56.6 01/21/04 15:00:00.0 71.08 60.8 01/24/04 00:00:00.0 70.735 56.6
01/14/04 13:00:00.0 71.425 63.15 01/16/04 22:00:00.0 71.425 57.6 01/19/04 07:00:00.0 70.735 57.2 01/21/04 16:00:00.0 71.08 60.5 01/24/04 01:00:00.0 70.735 56.15
01/14/04 14:00:00.0 71.425 61.45 01/16/04 23:00:00.0 71.425 56.7 01/19/04 08:00:00.0 70.735 56.45 01/21/04 17:00:00.0 71.08 59.8 01/24/04 02:00:00.0 70.735 55.9
01/14/04 15:00:00.0 71.425 61.8 01/17/04 00:00:00.0 71.425 57.35 01/19/04 09:00:00.0 70.735 57.25 01/21/04 18:00:00.0 71.08 58.8 01/24/04 03:00:00.0 70.735 56.25
01/14/04 16:00:00.0 71.425 61.7 01/17/04 01:00:00.0 71.425 57.1 01/19/04 10:00:00.0 71.425 58.15 01/21/04 19:00:00.0 71.08 57.65 01/24/04 04:00:00.0 70.735 56.15
01/14/04 17:00:00.0 71.425 61.75 01/17/04 02:00:00.0 71.08 56.55 01/19/04 11:00:00.0 71.425 58.65 01/21/04 20:00:00.0 70.735 57.45 01/24/04 05:00:00.0 70.735 56.25
01/14/04 18:00:00.0 71.425 59.65 01/17/04 03:00:00.0 71.08 56.55 01/19/04 12:00:00.0 71.425 58.4 01/21/04 21:00:00.0 71.08 56.8 01/24/04 06:00:00.0 70.735 57
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
01/24/04 07:00:00.0 70.735 57.2 01/26/04 16:00:00.0 70.735 57.9 01/29/04 01:00:00.0 70.735 57.35 01/31/04 10:00:00.0 71.08 58.95 02/02/04 19:00:00.0 71.08 57.4
01/24/04 08:00:00.0 70.735 57.35 01/26/04 17:00:00.0 70.735 57.85 01/29/04 02:00:00.0 70.735 56.8 01/31/04 11:00:00.0 71.08 59.5 02/02/04 20:00:00.0 71.08 56.8
01/24/04 09:00:00.0 71.08 57.25 01/26/04 18:00:00.0 70.735 57.95 01/29/04 03:00:00.0 70.735 57.05 01/31/04 12:00:00.0 71.08 58.65 02/02/04 21:00:00.0 70.735 56.4
01/24/04 10:00:00.0 71.08 59.4 01/26/04 19:00:00.0 70.735 56.85 01/29/04 04:00:00.0 70.735 56.85 01/31/04 13:00:00.0 71.77 59.45 02/02/04 22:00:00.0 70.735 55.8
01/24/04 11:00:00.0 71.08 61.05 01/26/04 20:00:00.0 70.39 56.45 01/29/04 05:00:00.0 70.735 56.3 01/31/04 14:00:00.0 71.77 59.1 02/02/04 23:00:00.0 71.08 56.2
01/24/04 12:00:00.0 71.08 60.8 01/26/04 21:00:00.0 70.735 56.25 01/29/04 06:00:00.0 70.735 56.95 01/31/04 15:00:00.0 71.77 58.45 02/03/04 00:00:00.0 70.735 54.95
01/24/04 13:00:00.0 71.08 60.5 01/26/04 22:00:00.0 70.735 55.95 01/29/04 07:00:00.0 70.735 56.35 01/31/04 16:00:00.0 71.77 57.95 02/03/04 01:00:00.0 70.735 55.5
01/24/04 14:00:00.0 71.08 60 01/26/04 23:00:00.0 70.39 55.7 01/29/04 08:00:00.0 70.735 57.2 01/31/04 17:00:00.0 71.08 57.95 02/03/04 02:00:00.0 70.735 54.85
01/24/04 15:00:00.0 71.08 60.3 01/27/04 00:00:00.0 70.735 55.7 01/29/04 09:00:00.0 70.735 57.45 01/31/04 18:00:00.0 71.08 57.8 02/03/04 03:00:00.0 70.735 55.35
01/24/04 16:00:00.0 71.08 59.15 01/27/04 01:00:00.0 70.735 55.55 01/29/04 10:00:00.0 71.08 60.35 01/31/04 19:00:00.0 71.08 56.95 02/03/04 04:00:00.0 70.735 55.05
01/24/04 17:00:00.0 71.08 58.7 01/27/04 02:00:00.0 70.735 55.7 01/29/04 11:00:00.0 71.08 60.3 01/31/04 20:00:00.0 71.08 56.9 02/03/04 05:00:00.0 70.735 55.3
01/24/04 18:00:00.0 71.08 57.9 01/27/04 03:00:00.0 70.735 56.35 01/29/04 12:00:00.0 71.08 59.3 01/31/04 21:00:00.0 71.08 56.65 02/03/04 06:00:00.0 70.735 55.3
01/24/04 19:00:00.0 70.735 56.95 01/27/04 04:00:00.0 70.735 56.8 01/29/04 13:00:00.0 71.08 61.75 01/31/04 22:00:00.0 71.08 56.75 02/03/04 07:00:00.0 70.735 55.7
01/24/04 20:00:00.0 70.735 56.85 01/27/04 05:00:00.0 70.735 57.35 01/29/04 14:00:00.0 71.08 60.9 01/31/04 23:00:00.0 71.08 56.3 02/03/04 08:00:00.0 70.735 56.65
01/24/04 21:00:00.0 70.735 56.1 01/27/04 06:00:00.0 70.735 57.8 01/29/04 15:00:00.0 71.425 59.95 02/01/04 00:00:00.0 71.08 56.3 02/03/04 09:00:00.0 70.735 57.55
01/24/04 22:00:00.0 70.735 55.9 01/27/04 07:00:00.0 70.735 58.3 01/29/04 16:00:00.0 71.08 60.5 02/01/04 01:00:00.0 71.08 56.8 02/03/04 10:00:00.0 71.08 60.4
01/24/04 23:00:00.0 70.735 55.9 01/27/04 08:00:00.0 70.39 57.75 01/29/04 17:00:00.0 71.08 62.65 02/01/04 02:00:00.0 71.08 57.35 02/03/04 11:00:00.0 71.08 61.1
01/25/04 00:00:00.0 70.735 55.15 01/27/04 09:00:00.0 70.735 58.05 01/29/04 18:00:00.0 71.08 61.2 02/01/04 03:00:00.0 71.08 56.8 02/03/04 12:00:00.0 71.08 61.6
01/25/04 01:00:00.0 70.735 55.35 01/27/04 10:00:00.0 70.735 58.7 01/29/04 19:00:00.0 71.08 58.6 02/01/04 04:00:00.0 71.08 55.65 02/03/04 13:00:00.0 71.08 61.7
01/25/04 02:00:00.0 70.735 55.5 01/27/04 11:00:00.0 70.735 58.85 01/29/04 20:00:00.0 71.08 57.4 02/01/04 05:00:00.0 70.735 55 02/03/04 14:00:00.0 71.08 62.7
01/25/04 03:00:00.0 70.735 54.95 01/27/04 12:00:00.0 70.735 60.65 01/29/04 21:00:00.0 71.08 56.9 02/01/04 06:00:00.0 70.735 55 02/03/04 15:00:00.0 71.08 62.25
01/25/04 04:00:00.0 70.735 55.7 01/27/04 13:00:00.0 70.735 60.9 01/29/04 22:00:00.0 71.08 56.4 02/01/04 07:00:00.0 70.735 55.55 02/03/04 16:00:00.0 71.08 60.95
01/25/04 05:00:00.0 70.39 55.95 01/27/04 14:00:00.0 70.735 60.1 01/29/04 23:00:00.0 71.08 56.8 02/01/04 08:00:00.0 71.08 56.25 02/03/04 17:00:00.0 71.08 60.6
01/25/04 06:00:00.0 70.735 55.9 01/27/04 15:00:00.0 70.735 59.5 01/30/04 00:00:00.0 70.735 55.9 02/01/04 09:00:00.0 71.08 57.3 02/03/04 18:00:00.0 71.08 60.7
01/25/04 07:00:00.0 70.735 56.6 01/27/04 16:00:00.0 70.735 59.4 01/30/04 01:00:00.0 71.08 56.2 02/01/04 10:00:00.0 71.08 57.25 02/03/04 19:00:00.0 71.08 59.55
01/25/04 08:00:00.0 70.39 56.55 01/27/04 17:00:00.0 70.735 58.75 01/30/04 02:00:00.0 71.08 56.35 02/01/04 11:00:00.0 71.08 57.95 02/03/04 20:00:00.0 71.08 59.2
01/25/04 09:00:00.0 70.735 56.6 01/27/04 18:00:00.0 70.735 58.45 01/30/04 03:00:00.0 70.735 55.9 02/01/04 12:00:00.0 71.08 57.95 02/03/04 21:00:00.0 71.08 58.05
01/25/04 10:00:00.0 71.08 56.7 01/27/04 19:00:00.0 70.735 58.3 01/30/04 04:00:00.0 70.39 55.1 02/01/04 13:00:00.0 71.08 58.2 02/03/04 22:00:00.0 71.08 57.55
01/25/04 11:00:00.0 70.735 57.85 01/27/04 20:00:00.0 70.735 58.1 01/30/04 05:00:00.0 70.39 55.1 02/01/04 14:00:00.0 71.77 58.1 02/03/04 23:00:00.0 71.08 57.5
01/25/04 12:00:00.0 71.08 58.05 01/27/04 21:00:00.0 70.735 58.1 01/30/04 06:00:00.0 70.735 55.4 02/01/04 15:00:00.0 71.77 57.65 02/04/04 00:00:00.0 71.08 57.9
01/25/04 13:00:00.0 71.08 58.05 01/27/04 22:00:00.0 70.735 57.7 01/30/04 07:00:00.0 70.735 54.95 02/01/04 16:00:00.0 71.77 57.55 02/04/04 01:00:00.0 71.08 57.9
01/25/04 14:00:00.0 71.08 58.15 01/27/04 23:00:00.0 70.735 57.7 01/30/04 08:00:00.0 70.735 56.15 02/01/04 17:00:00.0 71.425 58.45 02/04/04 02:00:00.0 71.08 57.4
01/25/04 15:00:00.0 71.08 58.3 01/28/04 00:00:00.0 70.735 57 01/30/04 09:00:00.0 71.08 57.1 02/01/04 18:00:00.0 71.08 57.95 02/04/04 03:00:00.0 70.735 58.25
01/25/04 16:00:00.0 71.08 57.5 01/28/04 01:00:00.0 70.39 57.1 01/30/04 10:00:00.0 71.08 57.7 02/01/04 19:00:00.0 71.08 57.2 02/04/04 04:00:00.0 71.08 58.6
01/25/04 17:00:00.0 71.08 57.15 01/28/04 02:00:00.0 70.39 56.85 01/30/04 11:00:00.0 71.08 57.8 02/01/04 20:00:00.0 71.08 57.55 02/04/04 05:00:00.0 70.735 56.95
01/25/04 18:00:00.0 70.735 56.95 01/28/04 03:00:00.0 70.39 57.1 01/30/04 12:00:00.0 71.08 58.45 02/01/04 21:00:00.0 71.08 57.15 02/04/04 06:00:00.0 70.735 56.55
01/25/04 19:00:00.0 71.08 57.4 01/28/04 04:00:00.0 70.39 57 01/30/04 13:00:00.0 71.08 57.8 02/01/04 22:00:00.0 71.08 57.15 02/04/04 07:00:00.0 70.735 56.15
01/25/04 20:00:00.0 71.08 57.3 01/28/04 05:00:00.0 70.735 57.95 01/30/04 14:00:00.0 71.08 57.9 02/01/04 23:00:00.0 71.08 56.4 02/04/04 08:00:00.0 71.08 56.45
01/25/04 21:00:00.0 70.735 56.7 01/28/04 06:00:00.0 70.735 58.6 01/30/04 15:00:00.0 71.425 58.7 02/02/04 00:00:00.0 71.08 56.55 02/04/04 09:00:00.0 71.08 59.4
01/25/04 22:00:00.0 70.735 56.15 01/28/04 07:00:00.0 70.735 58.95 01/30/04 16:00:00.0 71.08 57.9 02/02/04 01:00:00.0 71.08 56.2 02/04/04 10:00:00.0 71.08 60.15
01/25/04 23:00:00.0 70.735 56.05 01/28/04 08:00:00.0 70.735 59.15 01/30/04 17:00:00.0 71.08 58.45 02/02/04 02:00:00.0 71.08 55.85 02/04/04 11:00:00.0 71.08 59.8
01/26/04 00:00:00.0 70.735 55.9 01/28/04 09:00:00.0 70.735 60.6 01/30/04 18:00:00.0 71.08 58.05 02/02/04 03:00:00.0 71.08 56.2 02/04/04 12:00:00.0 71.08 59.9
01/26/04 01:00:00.0 70.735 55.55 01/28/04 10:00:00.0 70.735 61.1 01/30/04 19:00:00.0 71.08 57.8 02/02/04 04:00:00.0 71.08 55.75 02/04/04 13:00:00.0 71.08 58
01/26/04 02:00:00.0 70.39 55.65 01/28/04 11:00:00.0 70.735 61.05 01/30/04 20:00:00.0 71.08 57.4 02/02/04 05:00:00.0 70.735 55.9 02/04/04 14:00:00.0 71.77 57.55
01/26/04 03:00:00.0 70.735 55.9 01/28/04 12:00:00.0 71.08 60.55 01/30/04 21:00:00.0 71.08 57.65 02/02/04 06:00:00.0 71.08 55.55 02/04/04 15:00:00.0 71.77 58.4
01/26/04 04:00:00.0 70.735 56.4 01/28/04 13:00:00.0 71.08 59.7 01/30/04 22:00:00.0 71.08 56.95 02/02/04 07:00:00.0 71.08 56.6 02/04/04 16:00:00.0 71.77 58.15
01/26/04 05:00:00.0 70.39 56.55 01/28/04 14:00:00.0 71.08 59.9 01/30/04 23:00:00.0 71.08 57.1 02/02/04 08:00:00.0 71.08 56.9 02/04/04 17:00:00.0 71.08 59.3
01/26/04 06:00:00.0 70.735 56.95 01/28/04 15:00:00.0 71.08 58.85 01/31/04 00:00:00.0 71.08 56.8 02/02/04 09:00:00.0 71.08 57.3 02/04/04 18:00:00.0 71.08 57.45
01/26/04 07:00:00.0 70.735 57.7 01/28/04 16:00:00.0 71.08 59.4 01/31/04 01:00:00.0 71.08 57 02/02/04 10:00:00.0 71.08 58.6 02/04/04 19:00:00.0 71.08 56.9
01/26/04 08:00:00.0 70.735 57.85 01/28/04 17:00:00.0 71.08 59.5 01/31/04 02:00:00.0 71.08 56.9 02/02/04 11:00:00.0 71.08 58.05 02/04/04 20:00:00.0 71.08 56.9
01/26/04 09:00:00.0 70.735 58.85 01/28/04 18:00:00.0 71.08 59.2 01/31/04 03:00:00.0 70.735 56.35 02/02/04 12:00:00.0 71.08 57.8 02/04/04 21:00:00.0 71.08 56
01/26/04 10:00:00.0 70.735 58.75 01/28/04 19:00:00.0 71.08 59.55 01/31/04 04:00:00.0 71.08 57.15 02/02/04 13:00:00.0 71.08 58.85 02/04/04 22:00:00.0 71.08 56.1
01/26/04 11:00:00.0 70.735 58.85 01/28/04 20:00:00.0 70.735 58.8 01/31/04 05:00:00.0 71.08 57.05 02/02/04 14:00:00.0 71.08 60.35 02/04/04 23:00:00.0 71.08 54.9
01/26/04 12:00:00.0 71.08 58.8 01/28/04 21:00:00.0 71.08 58.15 01/31/04 06:00:00.0 70.735 56.35 02/02/04 15:00:00.0 71.08 59.05 02/05/04 00:00:00.0 70.735 55.1
01/26/04 13:00:00.0 71.08 58.55 01/28/04 22:00:00.0 70.735 58 01/31/04 07:00:00.0 70.735 56.5 02/02/04 16:00:00.0 71.08 57.4 02/05/04 01:00:00.0 70.735 54.55
01/26/04 14:00:00.0 70.735 58.35 01/28/04 23:00:00.0 70.735 58.1 01/31/04 08:00:00.0 71.08 57 02/02/04 17:00:00.0 71.08 57.4 02/05/04 02:00:00.0 71.08 54.7
01/26/04 15:00:00.0 70.735 57.95 01/29/04 00:00:00.0 70.735 57.4 01/31/04 09:00:00.0 71.08 57.55 02/02/04 18:00:00.0 71.08 57.3 02/05/04 03:00:00.0 70.735 54.25
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
02/05/04 04:00:00.0 70.735 54.35 02/07/04 13:00:00.0 71.425 59.7 02/09/04 22:00:00.0 71.08 58.75 02/12/04 07:00:00.0 71.08 55.2 02/14/04 16:00:00.0 71.08 57.2
02/05/04 05:00:00.0 70.735 54.55 02/07/04 14:00:00.0 71.425 59.35 02/09/04 23:00:00.0 71.08 57.9 02/12/04 08:00:00.0 71.08 56.45 02/14/04 17:00:00.0 71.08 57.9
02/05/04 06:00:00.0 70.735 54.65 02/07/04 15:00:00.0 71.08 58.9 02/10/04 00:00:00.0 70.735 57.55 02/12/04 09:00:00.0 71.08 56.35 02/14/04 18:00:00.0 71.08 57.8
02/05/04 07:00:00.0 70.735 54.85 02/07/04 16:00:00.0 71.08 58.65 02/10/04 01:00:00.0 70.735 57.1 02/12/04 10:00:00.0 71.08 57.7 02/14/04 19:00:00.0 71.08 57.25
02/05/04 08:00:00.0 70.735 55.35 02/07/04 17:00:00.0 71.08 57.95 02/10/04 02:00:00.0 70.735 56.1 02/12/04 11:00:00.0 71.08 58.35 02/14/04 20:00:00.0 71.08 56.05
02/05/04 09:00:00.0 71.08 57.6 02/07/04 18:00:00.0 71.08 57.5 02/10/04 03:00:00.0 70.735 56.15 02/12/04 12:00:00.0 71.08 58 02/14/04 21:00:00.0 70.735 56
02/05/04 10:00:00.0 71.08 58.65 02/07/04 19:00:00.0 71.08 57.05 02/10/04 04:00:00.0 70.735 55.35 02/12/04 13:00:00.0 71.425 56.75 02/14/04 22:00:00.0 71.08 56.1
02/05/04 11:00:00.0 71.08 59.05 02/07/04 20:00:00.0 71.08 56.65 02/10/04 05:00:00.0 70.735 55.6 02/12/04 14:00:00.0 71.425 56.7 02/14/04 23:00:00.0 70.735 55.4
02/05/04 12:00:00.0 71.08 59.55 02/07/04 21:00:00.0 71.08 56.2 02/10/04 06:00:00.0 70.735 55.55 02/12/04 15:00:00.0 71.77 57.65 02/15/04 00:00:00.0 71.08 55.2
02/05/04 13:00:00.0 71.08 60.5 02/07/04 22:00:00.0 71.08 56.2 02/10/04 07:00:00.0 70.735 55.65 02/12/04 16:00:00.0 71.77 58.5 02/15/04 01:00:00.0 70.735 54.85
02/05/04 14:00:00.0 71.08 60.7 02/07/04 23:00:00.0 71.08 55.65 02/10/04 08:00:00.0 70.735 56.85 02/12/04 17:00:00.0 71.08 58.65 02/15/04 02:00:00.0 70.735 54.65
02/05/04 15:00:00.0 71.425 60.4 02/08/04 00:00:00.0 70.735 54.85 02/10/04 09:00:00.0 71.08 57.3 02/12/04 18:00:00.0 71.08 58.25 02/15/04 03:00:00.0 70.735 54.85
02/05/04 16:00:00.0 71.08 60.55 02/08/04 01:00:00.0 71.08 55.2 02/10/04 10:00:00.0 71.08 58.4 02/12/04 19:00:00.0 71.08 57.6 02/15/04 04:00:00.0 70.735 54.55
02/05/04 17:00:00.0 71.08 60.75 02/08/04 02:00:00.0 71.08 55.2 02/10/04 11:00:00.0 71.08 58.4 02/12/04 20:00:00.0 71.08 56.6 02/15/04 05:00:00.0 70.735 55.3
02/05/04 18:00:00.0 71.08 59.15 02/08/04 03:00:00.0 70.735 54.95 02/10/04 12:00:00.0 71.08 58.7 02/12/04 21:00:00.0 71.08 56.3 02/15/04 06:00:00.0 70.735 56.15
02/05/04 19:00:00.0 71.08 57.8 02/08/04 04:00:00.0 70.735 54.45 02/10/04 13:00:00.0 71.08 57.7 02/12/04 22:00:00.0 71.08 56.2 02/15/04 07:00:00.0 70.735 55.45
02/05/04 20:00:00.0 71.08 57.05 02/08/04 05:00:00.0 70.735 55.1 02/10/04 14:00:00.0 71.425 57.5 02/12/04 23:00:00.0 71.08 55.1 02/15/04 08:00:00.0 70.735 56.35
02/05/04 21:00:00.0 71.08 57.15 02/08/04 06:00:00.0 70.735 55.2 02/10/04 15:00:00.0 71.425 58.3 02/13/04 00:00:00.0 71.08 55.2 02/15/04 09:00:00.0 70.735 57.55
02/05/04 22:00:00.0 71.08 56.8 02/08/04 07:00:00.0 70.735 55.3 02/10/04 16:00:00.0 71.08 57.9 02/13/04 01:00:00.0 71.08 54.8 02/15/04 10:00:00.0 70.735 58.1
02/05/04 23:00:00.0 71.08 56.6 02/08/04 08:00:00.0 70.735 55.7 02/10/04 17:00:00.0 71.08 58.35 02/13/04 02:00:00.0 71.08 54.5 02/15/04 11:00:00.0 71.08 58.3
02/06/04 00:00:00.0 71.08 56.3 02/08/04 09:00:00.0 71.08 57.55 02/10/04 18:00:00.0 71.08 58.5 02/13/04 03:00:00.0 70.735 54.65 02/15/04 12:00:00.0 71.08 59.15
02/06/04 01:00:00.0 71.08 56.65 02/08/04 10:00:00.0 71.08 58.6 02/10/04 19:00:00.0 71.08 57.3 02/13/04 04:00:00.0 70.735 54.55 02/15/04 13:00:00.0 71.08 58.8
02/06/04 02:00:00.0 70.735 56.5 02/08/04 11:00:00.0 71.08 58.7 02/10/04 20:00:00.0 71.08 57.05 02/13/04 05:00:00.0 71.08 54.7 02/15/04 14:00:00.0 71.08 58.45
02/06/04 03:00:00.0 70.735 55.95 02/08/04 12:00:00.0 71.08 59.75 02/10/04 21:00:00.0 71.08 56.2 02/13/04 06:00:00.0 70.735 54.45 02/15/04 15:00:00.0 71.08 59.7
02/06/04 04:00:00.0 70.735 56.65 02/08/04 13:00:00.0 71.08 59.65 02/10/04 22:00:00.0 71.08 56.45 02/13/04 07:00:00.0 70.735 55.2 02/15/04 16:00:00.0 71.08 59.3
02/06/04 05:00:00.0 71.08 57.5 02/08/04 14:00:00.0 71.08 59.5 02/10/04 23:00:00.0 71.08 56.2 02/13/04 08:00:00.0 71.08 55.05 02/15/04 17:00:00.0 71.08 58.55
02/06/04 06:00:00.0 70.735 57.55 02/08/04 15:00:00.0 71.77 60.45 02/11/04 00:00:00.0 71.08 56.3 02/13/04 09:00:00.0 71.08 56.15 02/15/04 18:00:00.0 71.08 57.05
02/06/04 07:00:00.0 71.08 56.9 02/08/04 16:00:00.0 71.08 60.25 02/11/04 01:00:00.0 71.08 55.2 02/13/04 10:00:00.0 71.08 56.55 02/15/04 19:00:00.0 71.08 57.3
02/06/04 08:00:00.0 71.08 58.35 02/08/04 17:00:00.0 71.08 60.45 02/11/04 02:00:00.0 71.08 55.2 02/13/04 11:00:00.0 71.08 56.95 02/15/04 20:00:00.0 71.08 58.2
02/06/04 09:00:00.0 71.08 58.25 02/08/04 18:00:00.0 71.08 60.15 02/11/04 03:00:00.0 70.735 54.95 02/13/04 12:00:00.0 71.08 57.05 02/15/04 21:00:00.0 71.08 57.8
02/06/04 10:00:00.0 71.08 59.4 02/08/04 19:00:00.0 71.08 59.15 02/11/04 04:00:00.0 70.735 54.65 02/13/04 13:00:00.0 71.425 56.75 02/15/04 22:00:00.0 71.08 56.75
02/06/04 11:00:00.0 71.08 59.9 02/08/04 20:00:00.0 71.08 58.75 02/11/04 05:00:00.0 70.735 54.35 02/13/04 14:00:00.0 71.77 56.55 02/15/04 23:00:00.0 71.08 57.05
02/06/04 12:00:00.0 71.08 59.75 02/08/04 21:00:00.0 71.08 57 02/11/04 06:00:00.0 70.735 54.25 02/13/04 15:00:00.0 71.77 58.05 02/16/04 00:00:00.0 70.735 55.9
02/06/04 13:00:00.0 71.425 60.95 02/08/04 22:00:00.0 71.08 56.65 02/11/04 07:00:00.0 70.735 54.75 02/13/04 16:00:00.0 71.77 58.25 02/16/04 01:00:00.0 70.735 55.25
02/06/04 14:00:00.0 71.425 61.65 02/08/04 23:00:00.0 71.08 56.75 02/11/04 08:00:00.0 71.08 54.85 02/13/04 17:00:00.0 71.425 57.85 02/16/04 02:00:00.0 70.735 55.05
02/06/04 15:00:00.0 71.425 63.1 02/09/04 00:00:00.0 71.08 57.4 02/11/04 09:00:00.0 71.08 56.05 02/13/04 18:00:00.0 71.08 57.7 02/16/04 03:00:00.0 70.735 55.25
02/06/04 16:00:00.0 71.08 61.1 02/09/04 01:00:00.0 71.08 57.7 02/11/04 10:00:00.0 71.08 57.45 02/13/04 19:00:00.0 71.08 56.85 02/16/04 04:00:00.0 70.735 55.8
02/06/04 17:00:00.0 71.08 58.35 02/09/04 02:00:00.0 71.08 56.8 02/11/04 11:00:00.0 71.08 57 02/13/04 20:00:00.0 71.08 56.55 02/16/04 05:00:00.0 70.735 55.95
02/06/04 18:00:00.0 71.08 57.4 02/09/04 03:00:00.0 70.735 56.85 02/11/04 12:00:00.0 71.08 58.25 02/13/04 21:00:00.0 71.08 55.65 02/16/04 06:00:00.0 70.735 55.8
02/06/04 19:00:00.0 71.08 56.65 02/09/04 04:00:00.0 70.735 56.75 02/11/04 13:00:00.0 71.425 59 02/13/04 22:00:00.0 71.08 55.4 02/16/04 07:00:00.0 70.735 56.05
02/06/04 20:00:00.0 71.08 57.6 02/09/04 05:00:00.0 71.08 56.4 02/11/04 14:00:00.0 71.77 59 02/13/04 23:00:00.0 71.08 56.1 02/16/04 08:00:00.0 71.08 57.2
02/06/04 21:00:00.0 71.08 56.65 02/09/04 06:00:00.0 70.735 56.35 02/11/04 15:00:00.0 71.77 58.55 02/14/04 00:00:00.0 71.08 55.65 02/16/04 09:00:00.0 71.08 57.65
02/06/04 22:00:00.0 71.08 56.5 02/09/04 07:00:00.0 70.735 56.25 02/11/04 16:00:00.0 71.77 58.95 02/14/04 01:00:00.0 71.08 55.65 02/16/04 10:00:00.0 71.08 57.8
02/06/04 23:00:00.0 71.08 57.45 02/09/04 08:00:00.0 70.735 57 02/11/04 17:00:00.0 71.08 58.55 02/14/04 02:00:00.0 71.08 55.4 02/16/04 11:00:00.0 71.08 58.15
02/07/04 00:00:00.0 71.08 58.25 02/09/04 09:00:00.0 71.08 57.4 02/11/04 18:00:00.0 71.08 58.1 02/14/04 03:00:00.0 71.08 55.55 02/16/04 12:00:00.0 71.08 58.7
02/07/04 01:00:00.0 70.735 56.9 02/09/04 10:00:00.0 71.08 58.2 02/11/04 19:00:00.0 71.08 58.85 02/14/04 04:00:00.0 70.735 54.75 02/16/04 13:00:00.0 71.08 58.7
02/07/04 02:00:00.0 70.735 57.25 02/09/04 11:00:00.0 71.08 59.15 02/11/04 20:00:00.0 71.08 57.9 02/14/04 05:00:00.0 71.08 54.7 02/16/04 14:00:00.0 71.77 60.75
02/07/04 03:00:00.0 70.735 56.5 02/09/04 12:00:00.0 71.08 60.5 02/11/04 21:00:00.0 71.08 57.45 02/14/04 06:00:00.0 70.735 53.85 02/16/04 15:00:00.0 71.77 62.6
02/07/04 04:00:00.0 70.735 56.55 02/09/04 13:00:00.0 71.08 59.65 02/11/04 22:00:00.0 71.08 56.45 02/14/04 07:00:00.0 70.735 54.45 02/16/04 16:00:00.0 71.77 61.4
02/07/04 05:00:00.0 70.735 56.55 02/09/04 14:00:00.0 71.08 58.5 02/11/04 23:00:00.0 71.08 56.15 02/14/04 08:00:00.0 70.735 55.5 02/16/04 17:00:00.0 71.425 61.65
02/07/04 06:00:00.0 70.735 56.45 02/09/04 15:00:00.0 71.08 58.6 02/12/04 00:00:00.0 71.08 56.3 02/14/04 09:00:00.0 70.735 55.8 02/16/04 18:00:00.0 71.425 59.95
02/07/04 07:00:00.0 70.735 56.25 02/09/04 16:00:00.0 71.08 58.8 02/12/04 01:00:00.0 71.08 55.95 02/14/04 10:00:00.0 71.08 56.95 02/16/04 19:00:00.0 71.08 59.8
02/07/04 08:00:00.0 71.08 56.95 02/09/04 17:00:00.0 71.08 58.45 02/12/04 02:00:00.0 71.08 55.5 02/14/04 11:00:00.0 71.08 58.35 02/16/04 20:00:00.0 71.08 58.8
02/07/04 09:00:00.0 71.08 58.3 02/09/04 18:00:00.0 71.08 57.15 02/12/04 03:00:00.0 70.735 55.25 02/14/04 12:00:00.0 71.08 58.6 02/16/04 21:00:00.0 71.08 58.8
02/07/04 10:00:00.0 71.08 59.05 02/09/04 19:00:00.0 71.08 57.95 02/12/04 04:00:00.0 70.735 55 02/14/04 13:00:00.0 71.08 58.15 02/16/04 22:00:00.0 71.08 58.35
02/07/04 11:00:00.0 71.08 60.25 02/09/04 20:00:00.0 71.08 58.25 02/12/04 05:00:00.0 70.735 54.95 02/14/04 14:00:00.0 71.08 58.35 02/16/04 23:00:00.0 71.08 57.8
02/07/04 12:00:00.0 71.08 60.7 02/09/04 21:00:00.0 71.08 57.95 02/12/04 06:00:00.0 71.08 54.8 02/14/04 15:00:00.0 71.08 58.35 02/17/04 00:00:00.0 71.08 57.05
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
02/17/04 01:00:00.0 71.08 56.8 02/19/04 10:00:00.0 71.08 57.5 02/21/04 19:00:00.0 70.735 57.15 02/24/04 04:00:00.0 70.735 55.85 02/26/04 13:00:00.0 71.425 58.15
02/17/04 02:00:00.0 71.08 56.5 02/19/04 11:00:00.0 71.08 60.3 02/21/04 20:00:00.0 70.735 56.05 02/24/04 05:00:00.0 70.735 55.6 02/26/04 14:00:00.0 71.425 59.4
02/17/04 03:00:00.0 71.08 56.55 02/19/04 12:00:00.0 71.08 61 02/21/04 21:00:00.0 70.735 55.8 02/24/04 06:00:00.0 70.735 56.1 02/26/04 15:00:00.0 71.425 58.4
02/17/04 04:00:00.0 71.08 56.6 02/19/04 13:00:00.0 71.08 61.4 02/21/04 22:00:00.0 70.735 55.55 02/24/04 07:00:00.0 70.735 56.65 02/26/04 16:00:00.0 71.425 58.5
02/17/04 05:00:00.0 71.08 56.95 02/19/04 14:00:00.0 71.425 59.4 02/21/04 23:00:00.0 70.735 55.7 02/24/04 08:00:00.0 70.735 57.1 02/26/04 17:00:00.0 71.08 57.55
02/17/04 06:00:00.0 71.08 56.85 02/19/04 15:00:00.0 71.08 58.75 02/22/04 00:00:00.0 70.735 55.7 02/24/04 09:00:00.0 70.735 57.6 02/26/04 18:00:00.0 71.08 56.8
02/17/04 07:00:00.0 70.735 57.4 02/19/04 16:00:00.0 71.08 58.3 02/22/04 01:00:00.0 70.735 55.45 02/24/04 10:00:00.0 70.735 58.35 02/26/04 19:00:00.0 71.08 56.9
02/17/04 08:00:00.0 71.08 57.75 02/19/04 17:00:00.0 71.08 57.7 02/22/04 02:00:00.0 70.735 55.05 02/24/04 11:00:00.0 71.08 59.75 02/26/04 20:00:00.0 71.08 57.15
02/17/04 09:00:00.0 71.08 56.6 02/19/04 18:00:00.0 71.08 58.05 02/22/04 03:00:00.0 70.735 55.5 02/24/04 12:00:00.0 71.08 60.55 02/26/04 21:00:00.0 71.08 56.9
02/17/04 10:00:00.0 71.08 56.6 02/19/04 19:00:00.0 71.08 59.65 02/22/04 04:00:00.0 70.39 55.2 02/24/04 13:00:00.0 71.08 61.35 02/26/04 22:00:00.0 71.08 56.5
02/17/04 11:00:00.0 71.08 58.25 02/19/04 20:00:00.0 71.08 59.8 02/22/04 05:00:00.0 70.735 55.95 02/24/04 14:00:00.0 71.08 60.25 02/26/04 23:00:00.0 71.08 56.55
02/17/04 12:00:00.0 71.08 59.4 02/19/04 21:00:00.0 71.08 59.5 02/22/04 06:00:00.0 70.735 55.35 02/24/04 15:00:00.0 71.08 58.5 02/27/04 00:00:00.0 71.08 56.3
02/17/04 13:00:00.0 71.425 58.9 02/19/04 22:00:00.0 71.08 57.95 02/22/04 07:00:00.0 70.735 56.55 02/24/04 16:00:00.0 71.08 57.55 02/27/04 01:00:00.0 71.08 56.2
02/17/04 14:00:00.0 71.77 60.1 02/19/04 23:00:00.0 71.08 56.55 02/22/04 08:00:00.0 70.735 57.55 02/24/04 17:00:00.0 71.08 56.8 02/27/04 02:00:00.0 70.735 56.25
02/17/04 15:00:00.0 71.77 60.3 02/20/04 00:00:00.0 71.08 56.3 02/22/04 09:00:00.0 70.735 57.85 02/24/04 18:00:00.0 71.08 56.65 02/27/04 03:00:00.0 70.735 56.05
02/17/04 16:00:00.0 71.77 59.2 02/20/04 01:00:00.0 71.08 55.55 02/22/04 10:00:00.0 70.735 59.55 02/24/04 19:00:00.0 71.08 56.9 02/27/04 04:00:00.0 70.735 55.7
02/17/04 17:00:00.0 71.08 58.2 02/20/04 02:00:00.0 71.08 55 02/22/04 11:00:00.0 70.735 60.45 02/24/04 20:00:00.0 71.08 56.65 02/27/04 05:00:00.0 70.735 55.8
02/17/04 18:00:00.0 71.08 57.7 02/20/04 03:00:00.0 71.08 55.75 02/22/04 12:00:00.0 70.735 58.2 02/24/04 21:00:00.0 71.08 56.3 02/27/04 06:00:00.0 70.735 56.35
02/17/04 19:00:00.0 71.08 56.5 02/20/04 04:00:00.0 70.735 55.6 02/22/04 13:00:00.0 70.735 60.2 02/24/04 22:00:00.0 70.735 56.4 02/27/04 07:00:00.0 70.735 56.3
02/17/04 20:00:00.0 71.08 56.45 02/20/04 05:00:00.0 71.08 55.3 02/22/04 14:00:00.0 70.735 59.6 02/24/04 23:00:00.0 71.08 55.95 02/27/04 08:00:00.0 71.08 56.45
02/17/04 21:00:00.0 71.08 56.2 02/20/04 06:00:00.0 70.735 54.95 02/22/04 15:00:00.0 71.08 59.8 02/25/04 00:00:00.0 70.735 55.4 02/27/04 09:00:00.0 71.08 58.05
02/17/04 22:00:00.0 71.08 55.55 02/20/04 07:00:00.0 70.735 55.6 02/22/04 16:00:00.0 71.08 59.15 02/25/04 01:00:00.0 70.735 56.05 02/27/04 10:00:00.0 71.08 58.55
02/17/04 23:00:00.0 71.08 54.35 02/20/04 08:00:00.0 71.08 56.3 02/22/04 17:00:00.0 70.735 57.85 02/25/04 02:00:00.0 70.735 55.9 02/27/04 11:00:00.0 71.08 59.05
02/18/04 00:00:00.0 71.08 54.8 02/20/04 09:00:00.0 71.08 57.3 02/22/04 18:00:00.0 70.735 58.05 02/25/04 03:00:00.0 70.735 55.05 02/27/04 12:00:00.0 71.425 58.4
02/18/04 01:00:00.0 71.08 54.55 02/20/04 10:00:00.0 71.08 59.3 02/22/04 19:00:00.0 70.735 57.2 02/25/04 04:00:00.0 70.735 54.7 02/27/04 13:00:00.0 71.77 59.2
02/18/04 02:00:00.0 70.735 53.95 02/20/04 11:00:00.0 71.08 61.9 02/22/04 20:00:00.0 70.735 57.05 02/25/04 05:00:00.0 70.39 55.05 02/27/04 14:00:00.0 71.77 58.95
02/18/04 03:00:00.0 71.08 54.75 02/20/04 12:00:00.0 71.08 62.4 02/22/04 21:00:00.0 70.735 57.2 02/25/04 06:00:00.0 70.735 55.6 02/27/04 15:00:00.0 71.77 58.7
02/18/04 04:00:00.0 70.735 54.05 02/20/04 13:00:00.0 71.77 62.3 02/22/04 22:00:00.0 70.735 56.25 02/25/04 07:00:00.0 70.39 55.5 02/27/04 16:00:00.0 71.77 57.6
02/18/04 05:00:00.0 70.735 54.55 02/20/04 14:00:00.0 71.77 61.45 02/22/04 23:00:00.0 70.735 56.35 02/25/04 08:00:00.0 70.735 56.15 02/27/04 17:00:00.0 71.77 58.3
02/18/04 06:00:00.0 70.735 54.25 02/20/04 15:00:00.0 71.77 59.3 02/23/04 00:00:00.0 70.735 55.4 02/25/04 09:00:00.0 71.08 57.35 02/27/04 18:00:00.0 71.425 57.3
02/18/04 07:00:00.0 70.735 54.25 02/20/04 16:00:00.0 71.425 60.75 02/23/04 01:00:00.0 70.735 55.7 02/25/04 10:00:00.0 71.08 58.35 02/27/04 19:00:00.0 71.425 57.3
02/18/04 08:00:00.0 71.08 55.1 02/20/04 17:00:00.0 71.08 60.25 02/23/04 02:00:00.0 70.39 55.05 02/25/04 11:00:00.0 71.08 58.95 02/27/04 20:00:00.0 71.08 56.55
02/18/04 09:00:00.0 71.08 55.85 02/20/04 18:00:00.0 71.08 59.3 02/23/04 03:00:00.0 70.735 55.9 02/25/04 12:00:00.0 71.08 59.15 02/27/04 21:00:00.0 71.08 56.1
02/18/04 10:00:00.0 71.08 57.15 02/20/04 19:00:00.0 71.08 57.15 02/23/04 04:00:00.0 70.735 55.95 02/25/04 13:00:00.0 71.08 62.05 02/27/04 22:00:00.0 71.08 55.65
02/18/04 11:00:00.0 71.08 59.4 02/20/04 20:00:00.0 71.08 58.35 02/23/04 05:00:00.0 70.735 56.55 02/25/04 14:00:00.0 71.08 61.95 02/27/04 23:00:00.0 71.08 55.55
02/18/04 12:00:00.0 71.08 58.9 02/20/04 21:00:00.0 71.08 58.85 02/23/04 06:00:00.0 70.39 56.05 02/25/04 15:00:00.0 71.425 59.5 02/28/04 00:00:00.0 71.08 55.1
02/18/04 13:00:00.0 71.08 58.35 02/20/04 22:00:00.0 71.08 59.1 02/23/04 07:00:00.0 70.735 56.75 02/25/04 16:00:00.0 71.77 59.05 02/28/04 01:00:00.0 71.08 54.9
02/18/04 14:00:00.0 71.08 58.1 02/20/04 23:00:00.0 71.08 60.55 02/23/04 08:00:00.0 70.735 56.3 02/25/04 17:00:00.0 71.08 58.85 02/28/04 02:00:00.0 71.08 54.35
02/18/04 15:00:00.0 71.08 57.6 02/21/04 00:00:00.0 71.08 58.4 02/23/04 09:00:00.0 70.735 57.6 02/25/04 18:00:00.0 71.08 58 02/28/04 03:00:00.0 71.08 53.6
02/18/04 16:00:00.0 71.08 57.8 02/21/04 01:00:00.0 71.08 57.9 02/23/04 10:00:00.0 70.735 57.7 02/25/04 19:00:00.0 71.08 57.75 02/28/04 04:00:00.0 70.735 53.65
02/18/04 17:00:00.0 71.08 56.95 02/21/04 02:00:00.0 71.08 56.15 02/23/04 11:00:00.0 71.08 60.25 02/25/04 20:00:00.0 71.08 57.85 02/28/04 05:00:00.0 71.08 54.3
02/18/04 18:00:00.0 71.08 57.35 02/21/04 03:00:00.0 71.08 56.1 02/23/04 12:00:00.0 71.08 61.05 02/25/04 21:00:00.0 71.08 57.9 02/28/04 06:00:00.0 71.08 55.55
02/18/04 19:00:00.0 71.08 56.75 02/21/04 04:00:00.0 70.735 55.75 02/23/04 13:00:00.0 71.08 62.25 02/25/04 22:00:00.0 71.08 57.3 02/28/04 07:00:00.0 71.08 56.25
02/18/04 20:00:00.0 71.08 56.6 02/21/04 05:00:00.0 70.735 55.8 02/23/04 14:00:00.0 71.08 62.9 02/25/04 23:00:00.0 71.08 57.2 02/28/04 08:00:00.0 71.08 57.35
02/18/04 21:00:00.0 70.735 56.4 02/21/04 06:00:00.0 70.735 55.95 02/23/04 15:00:00.0 71.08 61.35 02/26/04 00:00:00.0 71.08 57.25 02/28/04 09:00:00.0 71.08 58.3
02/18/04 22:00:00.0 71.08 56.3 02/21/04 07:00:00.0 71.08 56 02/23/04 16:00:00.0 71.08 59.9 02/26/04 01:00:00.0 71.08 56.85 02/28/04 10:00:00.0 71.08 58.2
02/18/04 23:00:00.0 70.735 56.15 02/21/04 08:00:00.0 70.735 55.7 02/23/04 17:00:00.0 71.08 60.2 02/26/04 02:00:00.0 71.08 57.6 02/28/04 11:00:00.0 71.08 58.8
02/19/04 00:00:00.0 70.735 55.9 02/21/04 09:00:00.0 71.08 56.6 02/23/04 18:00:00.0 70.735 58.1 02/26/04 03:00:00.0 71.08 56.95 02/28/04 12:00:00.0 71.08 58.5
02/19/04 01:00:00.0 70.735 55.55 02/21/04 10:00:00.0 71.08 58.75 02/23/04 19:00:00.0 71.08 57.55 02/26/04 04:00:00.0 71.08 56.8 02/28/04 13:00:00.0 71.425 60
02/19/04 02:00:00.0 71.08 55.7 02/21/04 11:00:00.0 71.08 58.65 02/23/04 20:00:00.0 70.735 56.85 02/26/04 05:00:00.0 71.08 56.3 02/28/04 14:00:00.0 71.77 59.8
02/19/04 03:00:00.0 70.735 55.85 02/21/04 12:00:00.0 71.08 59.1 02/23/04 21:00:00.0 70.735 56.45 02/26/04 06:00:00.0 70.735 56.85 02/28/04 15:00:00.0 71.77 59.7
02/19/04 04:00:00.0 70.735 56.5 02/21/04 13:00:00.0 70.735 57.45 02/23/04 22:00:00.0 70.735 55.9 02/26/04 07:00:00.0 70.735 56.55 02/28/04 16:00:00.0 71.77 60
02/19/04 05:00:00.0 70.735 56.15 02/21/04 14:00:00.0 71.08 56.9 02/23/04 23:00:00.0 70.735 56 02/26/04 08:00:00.0 71.08 57.15 02/28/04 17:00:00.0 71.08 58.7
02/19/04 06:00:00.0 70.735 55.8 02/21/04 15:00:00.0 71.08 56.65 02/24/04 00:00:00.0 70.39 55.1 02/26/04 09:00:00.0 71.08 58.5 02/28/04 18:00:00.0 71.08 57.9
02/19/04 07:00:00.0 70.735 55.8 02/21/04 16:00:00.0 71.08 56.65 02/24/04 01:00:00.0 70.735 55.4 02/26/04 10:00:00.0 71.08 58.05 02/28/04 19:00:00.0 71.08 57.65
02/19/04 08:00:00.0 71.08 56.65 02/21/04 17:00:00.0 70.735 57.3 02/24/04 02:00:00.0 70.735 55.6 02/26/04 11:00:00.0 71.425 58.55 02/28/04 20:00:00.0 71.08 57.4
02/19/04 09:00:00.0 71.08 56.95 02/21/04 18:00:00.0 70.735 57.7 02/24/04 03:00:00.0 70.735 55.25 02/26/04 12:00:00.0 71.08 58.5 02/28/04 21:00:00.0 71.08 56.65
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
02/28/04 22:00:00.0 71.08 56.65 03/02/04 07:00:00.0 70.735 58.15 03/04/04 16:00:00.0 71.08 56.5 03/07/04 01:00:00.0 71.08 55.1 03/09/04 10:00:00.0 71.08 57.5
02/28/04 23:00:00.0 71.08 56 03/02/04 08:00:00.0 70.735 59.35 03/04/04 17:00:00.0 71.08 57.35 03/07/04 02:00:00.0 71.08 55.35 03/09/04 11:00:00.0 71.08 57.55
02/29/04 00:00:00.0 71.08 55.45 03/02/04 09:00:00.0 70.735 59 03/04/04 18:00:00.0 71.08 57.35 03/07/04 03:00:00.0 71.08 55.7 03/09/04 12:00:00.0 71.08 60.45
02/29/04 01:00:00.0 71.08 56.1 03/02/04 10:00:00.0 70.735 59.2 03/04/04 19:00:00.0 71.08 56 03/07/04 04:00:00.0 71.08 55.75 03/09/04 13:00:00.0 71.77 61.25
02/29/04 02:00:00.0 71.08 55.35 03/02/04 11:00:00.0 71.08 61 03/04/04 20:00:00.0 71.08 55.15 03/07/04 05:00:00.0 71.08 56.3 03/09/04 14:00:00.0 71.77 61.4
02/29/04 03:00:00.0 71.08 55.45 03/02/04 12:00:00.0 71.08 60.3 03/04/04 21:00:00.0 71.08 55.75 03/07/04 06:00:00.0 71.08 56 03/09/04 15:00:00.0 71.77 61.05
02/29/04 04:00:00.0 71.08 55 03/02/04 13:00:00.0 71.08 60 03/04/04 22:00:00.0 71.08 56.05 03/07/04 07:00:00.0 71.08 56.4 03/09/04 16:00:00.0 71.77 60.1
02/29/04 05:00:00.0 70.735 55.55 03/02/04 14:00:00.0 71.08 59.55 03/04/04 23:00:00.0 71.08 56.1 03/07/04 08:00:00.0 71.08 57.05 03/09/04 17:00:00.0 71.77 58.05
02/29/04 06:00:00.0 70.735 56.4 03/02/04 15:00:00.0 71.08 59.4 03/05/04 00:00:00.0 71.08 55.45 03/07/04 09:00:00.0 71.08 57.5 03/09/04 18:00:00.0 71.08 57.3
02/29/04 07:00:00.0 71.08 56.35 03/02/04 16:00:00.0 71.08 58.6 03/05/04 01:00:00.0 71.08 55.85 03/07/04 10:00:00.0 71.08 57.35 03/09/04 19:00:00.0 71.08 56.75
02/29/04 08:00:00.0 70.735 57.95 03/02/04 17:00:00.0 71.08 59.05 03/05/04 02:00:00.0 71.08 55.75 03/07/04 11:00:00.0 71.08 57.1 03/09/04 20:00:00.0 71.08 56.5
02/29/04 09:00:00.0 71.08 63 03/02/04 18:00:00.0 71.08 58.45 03/05/04 03:00:00.0 70.735 55.4 03/07/04 12:00:00.0 71.77 58.55 03/09/04 21:00:00.0 71.08 55.8
02/29/04 10:00:00.0 71.08 64.85 03/02/04 19:00:00.0 71.08 58.6 03/05/04 04:00:00.0 71.08 56.1 03/07/04 13:00:00.0 71.77 58.9 03/09/04 22:00:00.0 71.08 55.55
02/29/04 11:00:00.0 71.08 62.35 03/02/04 20:00:00.0 71.08 58.75 03/05/04 05:00:00.0 70.735 54.95 03/07/04 14:00:00.0 71.77 59.3 03/09/04 23:00:00.0 71.08 55.95
02/29/04 12:00:00.0 71.08 60.65 03/02/04 21:00:00.0 71.08 58.3 03/05/04 06:00:00.0 70.735 55.15 03/07/04 15:00:00.0 71.77 59.75 03/10/04 00:00:00.0 71.08 55.9
02/29/04 13:00:00.0 71.08 58.2 03/02/04 22:00:00.0 70.735 58.1 03/05/04 07:00:00.0 71.08 55 03/07/04 16:00:00.0 71.77 58.75 03/10/04 01:00:00.0 71.08 55.65
02/29/04 14:00:00.0 70.735 56.65 03/02/04 23:00:00.0 70.735 57.35 03/05/04 08:00:00.0 71.08 56.7 03/07/04 17:00:00.0 71.77 57.6 03/10/04 02:00:00.0 71.08 55.5
02/29/04 15:00:00.0 71.08 59.75 03/03/04 00:00:00.0 70.735 57.35 03/05/04 09:00:00.0 71.08 56.5 03/07/04 18:00:00.0 71.425 56.25 03/10/04 03:00:00.0 71.08 55.3
02/29/04 16:00:00.0 71.08 60.9 03/03/04 01:00:00.0 70.735 57.15 03/05/04 10:00:00.0 71.08 58.1 03/07/04 19:00:00.0 71.08 55.6 03/10/04 04:00:00.0 71.08 55.75
02/29/04 17:00:00.0 70.735 59.25 03/03/04 02:00:00.0 70.735 56.5 03/05/04 11:00:00.0 71.08 56.95 03/07/04 20:00:00.0 71.08 54.9 03/10/04 05:00:00.0 71.08 55.2
02/29/04 18:00:00.0 70.735 59 03/03/04 03:00:00.0 70.735 56.8 03/05/04 12:00:00.0 71.08 56.15 03/07/04 21:00:00.0 71.08 55.35 03/10/04 06:00:00.0 71.08 55.95
02/29/04 19:00:00.0 70.735 59.85 03/03/04 04:00:00.0 70.735 57.6 03/05/04 13:00:00.0 71.77 56.85 03/07/04 22:00:00.0 71.08 54.5 03/10/04 07:00:00.0 71.08 55.85
02/29/04 20:00:00.0 70.735 59 03/03/04 05:00:00.0 70.735 56.9 03/05/04 14:00:00.0 71.77 57.85 03/07/04 23:00:00.0 71.08 54.2 03/10/04 08:00:00.0 71.08 56.5
02/29/04 21:00:00.0 70.735 58.35 03/03/04 06:00:00.0 70.735 56 03/05/04 15:00:00.0 71.77 56.75 03/08/04 00:00:00.0 71.08 53.9 03/10/04 09:00:00.0 71.08 57.55
02/29/04 22:00:00.0 70.735 61 03/03/04 07:00:00.0 70.735 57 03/05/04 16:00:00.0 71.77 58.05 03/08/04 01:00:00.0 71.08 54 03/10/04 10:00:00.0 71.08 58.8
02/29/04 23:00:00.0 70.735 60.55 03/03/04 08:00:00.0 70.735 57.5 03/05/04 17:00:00.0 71.425 56.8 03/08/04 02:00:00.0 71.08 54 03/10/04 11:00:00.0 71.77 58.85
03/01/04 00:00:00.0 71.08 61.2 03/03/04 09:00:00.0 71.08 57.8 03/05/04 18:00:00.0 71.08 56.15 03/08/04 03:00:00.0 71.08 53.25 03/10/04 12:00:00.0 71.77 58.85
03/01/04 01:00:00.0 70.735 60.85 03/03/04 10:00:00.0 71.08 57.9 03/05/04 19:00:00.0 71.08 56.3 03/08/04 04:00:00.0 71.08 53.55 03/10/04 13:00:00.0 71.77 59.75
03/01/04 02:00:00.0 71.08 60.45 03/03/04 11:00:00.0 71.08 60.05 03/05/04 20:00:00.0 71.08 55.6 03/08/04 05:00:00.0 70.735 52.95 03/10/04 14:00:00.0 71.77 60.2
03/01/04 03:00:00.0 70.735 60.7 03/03/04 12:00:00.0 71.08 59.55 03/05/04 21:00:00.0 71.08 56.05 03/08/04 06:00:00.0 70.735 53.4 03/10/04 15:00:00.0 71.77 60.1
03/01/04 04:00:00.0 70.735 60.35 03/03/04 13:00:00.0 71.08 59.05 03/05/04 22:00:00.0 71.08 55.75 03/08/04 07:00:00.0 71.08 53.5 03/10/04 16:00:00.0 71.77 60
03/01/04 05:00:00.0 70.735 59.95 03/03/04 14:00:00.0 71.08 59.2 03/05/04 23:00:00.0 71.08 55.35 03/08/04 08:00:00.0 71.08 54.45 03/10/04 17:00:00.0 71.77 59.9
03/01/04 06:00:00.0 70.735 59.45 03/03/04 15:00:00.0 71.08 58.05 03/06/04 00:00:00.0 71.08 56.65 03/08/04 09:00:00.0 71.08 55.3 03/10/04 18:00:00.0 71.77 58.2
03/01/04 07:00:00.0 71.08 59.65 03/03/04 16:00:00.0 71.08 57.25 03/06/04 01:00:00.0 71.08 57.1 03/08/04 10:00:00.0 71.08 56.4 03/10/04 19:00:00.0 71.77 58.85
03/01/04 08:00:00.0 71.08 59.45 03/03/04 17:00:00.0 71.08 57.5 03/06/04 02:00:00.0 71.08 57.05 03/08/04 11:00:00.0 71.08 57.6 03/10/04 20:00:00.0 71.425 57.45
03/01/04 09:00:00.0 71.08 60.15 03/03/04 18:00:00.0 71.08 57.5 03/06/04 03:00:00.0 71.08 56.25 03/08/04 12:00:00.0 71.08 56.75 03/10/04 21:00:00.0 71.425 58
03/01/04 10:00:00.0 71.08 60.8 03/03/04 19:00:00.0 71.08 57.15 03/06/04 04:00:00.0 71.08 55.45 03/08/04 13:00:00.0 71.08 57.2 03/10/04 22:00:00.0 71.425 56.9
03/01/04 11:00:00.0 71.08 60.7 03/03/04 20:00:00.0 71.08 56.85 03/06/04 05:00:00.0 71.08 55.05 03/08/04 14:00:00.0 71.425 56.75 03/10/04 23:00:00.0 71.425 56.9
03/01/04 12:00:00.0 71.08 58.55 03/03/04 21:00:00.0 71.08 56.85 03/06/04 06:00:00.0 71.08 54.4 03/08/04 15:00:00.0 71.77 56.55 03/11/04 00:00:00.0 71.08 56.55
03/01/04 13:00:00.0 71.425 59.2 03/03/04 22:00:00.0 71.08 56.95 03/06/04 07:00:00.0 71.08 54 03/08/04 16:00:00.0 71.77 56.35 03/11/04 01:00:00.0 71.08 56.45
03/01/04 14:00:00.0 71.08 58.4 03/03/04 23:00:00.0 71.08 57.1 03/06/04 08:00:00.0 71.08 55.35 03/08/04 17:00:00.0 71.08 56.3 03/11/04 02:00:00.0 71.08 55.75
03/01/04 15:00:00.0 71.08 59.55 03/04/04 00:00:00.0 71.08 56.7 03/06/04 09:00:00.0 71.08 57.25 03/08/04 18:00:00.0 71.08 55.8 03/11/04 03:00:00.0 71.08 55.85
03/01/04 16:00:00.0 71.08 59.25 03/04/04 01:00:00.0 71.08 56.85 03/06/04 10:00:00.0 71.08 58.45 03/08/04 19:00:00.0 71.08 56.5 03/11/04 04:00:00.0 71.08 55.75
03/01/04 17:00:00.0 71.08 59.05 03/04/04 02:00:00.0 70.735 56.45 03/06/04 11:00:00.0 71.08 57.75 03/08/04 20:00:00.0 71.08 56.05 03/11/04 05:00:00.0 71.08 56.2
03/01/04 18:00:00.0 71.08 58.9 03/04/04 03:00:00.0 71.08 55.4 03/06/04 12:00:00.0 71.77 58.4 03/08/04 21:00:00.0 71.08 56.15 03/11/04 06:00:00.0 71.08 55.55
03/01/04 19:00:00.0 71.08 57.05 03/04/04 04:00:00.0 71.08 56.45 03/06/04 13:00:00.0 71.77 59.05 03/08/04 22:00:00.0 71.08 55.15 03/11/04 07:00:00.0 71.08 56.1
03/01/04 20:00:00.0 71.08 57.95 03/04/04 05:00:00.0 70.735 55.2 03/06/04 14:00:00.0 71.77 59.8 03/08/04 23:00:00.0 71.08 54.45 03/11/04 08:00:00.0 71.08 56.4
03/01/04 21:00:00.0 71.08 57.55 03/04/04 06:00:00.0 70.735 55.4 03/06/04 15:00:00.0 71.77 59.2 03/09/04 00:00:00.0 71.08 54.7 03/11/04 09:00:00.0 71.77 57.2
03/01/04 22:00:00.0 71.08 56.8 03/04/04 07:00:00.0 71.08 56.25 03/06/04 16:00:00.0 71.77 58.85 03/09/04 01:00:00.0 71.08 54.1 03/11/04 10:00:00.0 71.425 57.7
03/01/04 23:00:00.0 71.08 56.8 03/04/04 08:00:00.0 71.08 55.3 03/06/04 17:00:00.0 71.77 58.65 03/09/04 02:00:00.0 71.08 54.25 03/11/04 11:00:00.0 71.77 59.35
03/02/04 00:00:00.0 70.735 56.3 03/04/04 09:00:00.0 71.08 55.35 03/06/04 18:00:00.0 71.425 58.3 03/09/04 03:00:00.0 71.08 53.6 03/11/04 12:00:00.0 71.77 61.4
03/02/04 01:00:00.0 70.735 56.3 03/04/04 10:00:00.0 71.08 58.55 03/06/04 19:00:00.0 71.425 58.1 03/09/04 04:00:00.0 71.08 54.3 03/11/04 13:00:00.0 71.77 62.8
03/02/04 02:00:00.0 70.735 56 03/04/04 11:00:00.0 71.08 58.5 03/06/04 20:00:00.0 71.08 56.6 03/09/04 05:00:00.0 71.08 54.3 03/11/04 14:00:00.0 71.77 61.3
03/02/04 03:00:00.0 70.735 57.95 03/04/04 12:00:00.0 71.08 56.95 03/06/04 21:00:00.0 71.08 57 03/09/04 06:00:00.0 70.735 53.65 03/11/04 15:00:00.0 71.77 60.7
03/02/04 04:00:00.0 70.735 57.25 03/04/04 13:00:00.0 71.08 58.2 03/06/04 22:00:00.0 71.08 55.6 03/09/04 07:00:00.0 70.735 53.65 03/11/04 16:00:00.0 71.77 58.3
03/02/04 05:00:00.0 70.735 57.4 03/04/04 14:00:00.0 71.425 56.7 03/06/04 23:00:00.0 71.08 55.45 03/09/04 08:00:00.0 71.08 55 03/11/04 17:00:00.0 71.77 58.85
03/02/04 06:00:00.0 70.735 56.25 03/04/04 15:00:00.0 71.08 57.05 03/07/04 00:00:00.0 71.08 55.1 03/09/04 09:00:00.0 71.08 56.2 03/11/04 18:00:00.0 71.77 58.9
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
03/11/04 19:00:00.0 71.77 58.9 03/14/04 04:00:00.0 71.08 54.9 03/16/04 13:00:00.0 71.425 59.85 03/18/04 22:00:00.0 71.08 55.4 03/21/04 07:00:00.0 70.735 55.4
03/11/04 20:00:00.0 71.77 58.75 03/14/04 05:00:00.0 71.08 54.3 03/16/04 14:00:00.0 71.77 58.6 03/18/04 23:00:00.0 70.735 55.65 03/21/04 08:00:00.0 70.735 56.25
03/11/04 21:00:00.0 71.77 58.45 03/14/04 06:00:00.0 71.08 54.9 03/16/04 15:00:00.0 71.77 59.75 03/19/04 00:00:00.0 70.735 55.15 03/21/04 09:00:00.0 71.08 57.55
03/11/04 22:00:00.0 71.77 57.2 03/14/04 07:00:00.0 71.08 55.1 03/16/04 16:00:00.0 71.425 58.5 03/19/04 01:00:00.0 71.08 54.4 03/21/04 10:00:00.0 71.08 58.05
03/11/04 23:00:00.0 71.425 57.1 03/14/04 08:00:00.0 71.08 56.25 03/16/04 17:00:00.0 71.425 58.5 03/19/04 02:00:00.0 70.735 54.65 03/21/04 11:00:00.0 71.08 58.05
03/12/04 00:00:00.0 71.425 56.85 03/14/04 09:00:00.0 71.08 55.95 03/16/04 18:00:00.0 71.425 57.15 03/19/04 03:00:00.0 70.735 54.35 03/21/04 12:00:00.0 71.08 58.5
03/12/04 01:00:00.0 71.08 55.7 03/14/04 10:00:00.0 71.425 59.6 03/16/04 19:00:00.0 71.08 56.8 03/19/04 04:00:00.0 70.735 54.55 03/21/04 13:00:00.0 71.08 60.4
03/12/04 02:00:00.0 71.08 55.3 03/14/04 11:00:00.0 71.77 60.55 03/16/04 20:00:00.0 71.08 55.95 03/19/04 05:00:00.0 70.735 54.55 03/21/04 14:00:00.0 71.08 59.15
03/12/04 03:00:00.0 71.08 54.8 03/14/04 12:00:00.0 71.425 62.35 03/16/04 21:00:00.0 71.08 55.85 03/19/04 06:00:00.0 70.735 54.75 03/21/04 15:00:00.0 71.08 58.2
03/12/04 04:00:00.0 71.08 54.5 03/14/04 13:00:00.0 71.77 61.15 03/16/04 22:00:00.0 71.08 55.35 03/19/04 07:00:00.0 70.735 54.65 03/21/04 16:00:00.0 71.08 57.75
03/12/04 05:00:00.0 71.08 54.8 03/14/04 14:00:00.0 71.77 61.1 03/16/04 23:00:00.0 71.08 55.35 03/19/04 08:00:00.0 71.08 56.95 03/21/04 17:00:00.0 71.08 57.15
03/12/04 06:00:00.0 71.08 55 03/14/04 15:00:00.0 71.77 61.05 03/17/04 00:00:00.0 71.08 55.65 03/19/04 09:00:00.0 71.08 59 03/21/04 18:00:00.0 71.08 57.15
03/12/04 07:00:00.0 71.08 55.1 03/14/04 16:00:00.0 71.425 58.1 03/17/04 01:00:00.0 71.08 55.3 03/19/04 10:00:00.0 71.08 60.15 03/21/04 19:00:00.0 71.08 57
03/12/04 08:00:00.0 71.08 56.75 03/14/04 17:00:00.0 71.425 57.45 03/17/04 02:00:00.0 71.08 54.7 03/19/04 11:00:00.0 71.08 58.65 03/21/04 20:00:00.0 70.735 56.6
03/12/04 09:00:00.0 71.77 57 03/14/04 18:00:00.0 71.08 56.15 03/17/04 03:00:00.0 71.08 54.5 03/19/04 12:00:00.0 71.08 58.5 03/21/04 21:00:00.0 70.735 56.15
03/12/04 10:00:00.0 71.77 56.95 03/14/04 19:00:00.0 71.08 56.5 03/17/04 04:00:00.0 71.08 54.35 03/19/04 13:00:00.0 71.08 58.9 03/21/04 22:00:00.0 70.735 56.25
03/12/04 11:00:00.0 71.77 59.3 03/14/04 20:00:00.0 71.08 56.35 03/17/04 05:00:00.0 71.08 54.7 03/19/04 14:00:00.0 71.08 57.75 03/21/04 23:00:00.0 70.735 55.95
03/12/04 12:00:00.0 71.77 59.9 03/14/04 21:00:00.0 71.08 56.1 03/17/04 06:00:00.0 71.08 55.1 03/19/04 15:00:00.0 71.08 58 03/22/04 00:00:00.0 70.735 55.7
03/12/04 13:00:00.0 71.77 59.85 03/14/04 22:00:00.0 71.08 55.8 03/17/04 07:00:00.0 71.08 56 03/19/04 16:00:00.0 71.08 56.7 03/22/04 01:00:00.0 70.735 55.7
03/12/04 14:00:00.0 71.77 60.2 03/14/04 23:00:00.0 71.08 55.45 03/17/04 08:00:00.0 71.08 56.45 03/19/04 17:00:00.0 71.08 58.2 03/22/04 02:00:00.0 70.735 55.25
03/12/04 15:00:00.0 71.77 59.75 03/15/04 00:00:00.0 71.08 55.65 03/17/04 09:00:00.0 71.08 57.3 03/19/04 18:00:00.0 71.08 56.55 03/22/04 03:00:00.0 70.735 55.9
03/12/04 16:00:00.0 71.77 59.75 03/15/04 01:00:00.0 71.08 55 03/17/04 10:00:00.0 71.08 57.85 03/19/04 19:00:00.0 71.08 55.6 03/22/04 04:00:00.0 70.735 56
03/12/04 17:00:00.0 71.77 59 03/15/04 02:00:00.0 71.08 55.45 03/17/04 11:00:00.0 71.425 59.85 03/19/04 20:00:00.0 70.735 55.8 03/22/04 05:00:00.0 70.735 56.4
03/12/04 18:00:00.0 71.77 59.9 03/15/04 03:00:00.0 71.08 55.45 03/17/04 12:00:00.0 71.77 59.2 03/19/04 21:00:00.0 71.08 55.25 03/22/04 06:00:00.0 70.735 55.8
03/12/04 19:00:00.0 71.77 59.55 03/15/04 04:00:00.0 70.735 55.25 03/17/04 13:00:00.0 71.77 59.75 03/19/04 22:00:00.0 70.735 55.15 03/22/04 07:00:00.0 70.735 55.8
03/12/04 20:00:00.0 71.77 58.5 03/15/04 05:00:00.0 70.735 55 03/17/04 14:00:00.0 71.77 59.2 03/19/04 23:00:00.0 70.735 54.55 03/22/04 08:00:00.0 71.08 56.35
03/12/04 21:00:00.0 71.77 58.95 03/15/04 06:00:00.0 70.735 55.5 03/17/04 15:00:00.0 71.77 59.45 03/20/04 00:00:00.0 70.735 54.95 03/22/04 09:00:00.0 71.08 57.3
03/12/04 22:00:00.0 71.77 59.05 03/15/04 07:00:00.0 71.08 55.5 03/17/04 16:00:00.0 71.77 59.1 03/20/04 01:00:00.0 70.735 54.65 03/22/04 10:00:00.0 71.08 57.55
03/12/04 23:00:00.0 71.425 56.45 03/15/04 08:00:00.0 71.08 57.1 03/17/04 17:00:00.0 71.77 59.35 03/20/04 02:00:00.0 70.735 54.95 03/22/04 11:00:00.0 71.08 57.5
03/13/04 00:00:00.0 71.08 56.1 03/15/04 09:00:00.0 71.08 58.2 03/17/04 18:00:00.0 71.425 57.85 03/20/04 03:00:00.0 70.735 54.65 03/22/04 12:00:00.0 71.08 56.95
03/13/04 01:00:00.0 71.08 55.2 03/15/04 10:00:00.0 71.08 60 03/17/04 19:00:00.0 71.425 57.9 03/20/04 04:00:00.0 70.735 54.45 03/22/04 13:00:00.0 71.425 57.25
03/13/04 02:00:00.0 71.08 55.15 03/15/04 11:00:00.0 71.08 60.6 03/17/04 20:00:00.0 71.425 56.8 03/20/04 05:00:00.0 70.735 54.55 03/22/04 14:00:00.0 71.425 57.35
03/13/04 03:00:00.0 71.08 55.35 03/15/04 12:00:00.0 71.425 60.3 03/17/04 21:00:00.0 71.425 55.95 03/20/04 06:00:00.0 70.735 55.05 03/22/04 15:00:00.0 71.77 56.2
03/13/04 04:00:00.0 71.08 54.7 03/15/04 13:00:00.0 71.425 59.85 03/17/04 22:00:00.0 71.08 55.55 03/20/04 07:00:00.0 70.735 54.95 03/22/04 16:00:00.0 71.77 57
03/13/04 05:00:00.0 71.08 53.7 03/15/04 14:00:00.0 71.77 60.5 03/17/04 23:00:00.0 71.08 55.85 03/20/04 08:00:00.0 70.735 56.05 03/22/04 17:00:00.0 71.425 57.3
03/13/04 06:00:00.0 71.08 54.1 03/15/04 15:00:00.0 71.77 61.15 03/18/04 00:00:00.0 71.08 55.55 03/20/04 09:00:00.0 71.08 57.5 03/22/04 18:00:00.0 71.08 56.95
03/13/04 07:00:00.0 71.08 53.8 03/15/04 16:00:00.0 71.77 60.2 03/18/04 01:00:00.0 71.08 55.55 03/20/04 10:00:00.0 71.08 58.85 03/22/04 19:00:00.0 71.08 56.55
03/13/04 08:00:00.0 71.08 55.7 03/15/04 17:00:00.0 71.425 61.95 03/18/04 02:00:00.0 71.08 55.15 03/20/04 11:00:00.0 70.735 59.3 03/22/04 20:00:00.0 71.08 55.85
03/13/04 09:00:00.0 71.08 57.7 03/15/04 18:00:00.0 71.425 60.05 03/18/04 03:00:00.0 71.08 55.1 03/20/04 12:00:00.0 71.08 60.3 03/22/04 21:00:00.0 71.08 55.95
03/13/04 10:00:00.0 71.77 58.95 03/15/04 19:00:00.0 71.425 59.4 03/18/04 04:00:00.0 71.08 54.8 03/20/04 13:00:00.0 71.08 59.05 03/22/04 22:00:00.0 71.08 55.3
03/13/04 11:00:00.0 71.77 59.9 03/15/04 20:00:00.0 71.08 57.7 03/18/04 05:00:00.0 71.08 54.8 03/20/04 14:00:00.0 71.08 59.3 03/22/04 23:00:00.0 71.08 55.1
03/13/04 12:00:00.0 71.77 60.5 03/15/04 21:00:00.0 71.08 56.4 03/18/04 06:00:00.0 71.08 54.6 03/20/04 15:00:00.0 71.08 58.35 03/23/04 00:00:00.0 71.08 54.9
03/13/04 13:00:00.0 71.77 61.55 03/15/04 22:00:00.0 71.08 56.2 03/18/04 07:00:00.0 71.08 56.15 03/20/04 16:00:00.0 71.08 57.35 03/23/04 01:00:00.0 71.08 55.1
03/13/04 14:00:00.0 71.77 61.4 03/15/04 23:00:00.0 71.08 56.25 03/18/04 08:00:00.0 71.08 55.95 03/20/04 17:00:00.0 71.08 58.35 03/23/04 02:00:00.0 71.08 54.8
03/13/04 15:00:00.0 71.77 60.55 03/16/04 00:00:00.0 71.08 55.45 03/18/04 09:00:00.0 71.08 56.5 03/20/04 18:00:00.0 70.735 57.75 03/23/04 03:00:00.0 71.08 54.4
03/13/04 16:00:00.0 71.77 60.25 03/16/04 01:00:00.0 71.08 54.8 03/18/04 10:00:00.0 71.08 57 03/20/04 19:00:00.0 70.735 57.3 03/23/04 04:00:00.0 71.08 53.8
03/13/04 17:00:00.0 71.77 60.4 03/16/04 02:00:00.0 71.08 55 03/18/04 11:00:00.0 71.08 56.85 03/20/04 20:00:00.0 70.735 56 03/23/04 05:00:00.0 70.735 53.95
03/13/04 18:00:00.0 71.77 60.5 03/16/04 03:00:00.0 71.08 55.5 03/18/04 12:00:00.0 71.08 57.3 03/20/04 21:00:00.0 70.735 55.8 03/23/04 06:00:00.0 70.735 53.65
03/13/04 19:00:00.0 71.77 59.65 03/16/04 04:00:00.0 71.08 55.1 03/18/04 13:00:00.0 71.08 57.25 03/20/04 22:00:00.0 70.735 55.7 03/23/04 07:00:00.0 71.08 54.4
03/13/04 20:00:00.0 71.77 59.4 03/16/04 05:00:00.0 71.08 54.8 03/18/04 14:00:00.0 71.08 58.25 03/20/04 23:00:00.0 70.735 55.4 03/23/04 08:00:00.0 71.08 55.85
03/13/04 21:00:00.0 71.77 58.6 03/16/04 06:00:00.0 70.735 54.45 03/18/04 15:00:00.0 71.08 58.2 03/21/04 00:00:00.0 70.735 55.15 03/23/04 09:00:00.0 71.08 56.95
03/13/04 22:00:00.0 71.425 58.3 03/16/04 07:00:00.0 71.08 54.35 03/18/04 16:00:00.0 71.08 58.1 03/21/04 01:00:00.0 70.735 54.75 03/23/04 10:00:00.0 71.08 57.35
03/13/04 23:00:00.0 71.425 58.05 03/16/04 08:00:00.0 71.08 55.9 03/18/04 17:00:00.0 71.08 57.5 03/21/04 02:00:00.0 70.735 54.65 03/23/04 11:00:00.0 71.08 59.15
03/14/04 00:00:00.0 71.08 57.6 03/16/04 09:00:00.0 71.08 58 03/18/04 18:00:00.0 71.08 56.75 03/21/04 03:00:00.0 70.735 55.15 03/23/04 12:00:00.0 71.08 59.7
03/14/04 01:00:00.0 71.08 56.15 03/16/04 10:00:00.0 71.08 58.45 03/18/04 19:00:00.0 71.08 56.95 03/21/04 04:00:00.0 70.735 55.05 03/23/04 13:00:00.0 71.08 60.5
03/14/04 02:00:00.0 71.08 55.55 03/16/04 11:00:00.0 71.08 59.45 03/18/04 20:00:00.0 71.08 55.95 03/21/04 05:00:00.0 70.735 54.75 03/23/04 14:00:00.0 71.77 60.4
03/14/04 03:00:00.0 71.08 55.35 03/16/04 12:00:00.0 71.425 58.9 03/18/04 21:00:00.0 71.08 56.45 03/21/04 06:00:00.0 70.735 54.6 03/23/04 15:00:00.0 71.425 59.9
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
03/23/04 16:00:00.0 71.425 58.4 03/26/04 01:00:00.0 70.735 55.85 03/28/04 10:00:00.0 68.33 48.2 03/30/04 21:00:00.0 67.99 42.45 04/02/04 06:00:00.0 67.99 46.75
03/23/04 17:00:00.0 71.08 59 03/26/04 02:00:00.0 70.735 55.6 03/28/04 11:00:00.0 68.33 52.35 03/30/04 22:00:00.0 67.99 40.75 04/02/04 07:00:00.0 68.33 51
03/23/04 18:00:00.0 71.08 58.25 03/26/04 03:00:00.0 70.735 55.4 03/28/04 12:00:00.0 68.675 53.2 03/30/04 23:00:00.0 67.99 41.2 04/02/04 08:00:00.0 68.675 55.3
03/23/04 19:00:00.0 71.08 57.75 03/26/04 04:00:00.0 70.735 55.4 03/28/04 13:00:00.0 68.675 56.25 03/31/04 00:00:00.0 67.99 41.4 04/02/04 09:00:00.0 69.02 52.5
03/23/04 20:00:00.0 71.08 56.85 03/26/04 05:00:00.0 70.735 55.3 03/28/04 14:00:00.0 68.675 53.85 03/31/04 01:00:00.0 67.65 41 04/02/04 10:00:00.0 69.02 54.4
03/23/04 21:00:00.0 71.08 55.45 03/26/04 06:00:00.0 70.735 54.9 03/28/04 15:00:00.0 68.675 51.1 03/31/04 02:00:00.0 67.65 40.85 04/02/04 11:00:00.0 68.675 48.05
03/23/04 22:00:00.0 71.08 56 03/26/04 07:00:00.0 70.735 55.6 03/28/04 16:00:00.0 68.675 48.85 03/31/04 03:00:00.0 67.65 40.8 04/02/04 12:00:00.0 69.02 48.6
03/23/04 23:00:00.0 71.08 55.35 03/26/04 08:00:00.0 70.735 57.15 03/28/04 17:00:00.0 68.33 48.85 03/31/04 04:00:00.0 67.65 41.2 04/02/04 13:00:00.0 69.02 46.25
03/24/04 00:00:00.0 71.08 55.85 03/26/04 09:00:00.0 71.08 60.15 03/28/04 18:00:00.0 67.99 45.95 03/31/04 05:00:00.0 67.65 41.3 04/02/04 14:00:00.0 69.02 47.85
03/24/04 01:00:00.0 71.08 54.95 03/26/04 10:00:00.0 71.08 62.2 03/28/04 19:00:00.0 67.99 44.6 03/31/04 06:00:00.0 67.65 41.5 04/02/04 15:00:00.0 69.02 46
03/24/04 02:00:00.0 71.08 55.2 03/26/04 11:00:00.0 71.08 61.4 03/28/04 20:00:00.0 67.99 41.05 03/31/04 07:00:00.0 67.65 47.5 04/02/04 16:00:00.0 68.675 46.35
03/24/04 03:00:00.0 71.08 55.45 03/26/04 12:00:00.0 71.08 61.95 03/28/04 21:00:00.0 67.99 40.95 03/31/04 08:00:00.0 67.99 49.2 04/02/04 17:00:00.0 68.675 45.65
03/24/04 04:00:00.0 71.08 55.35 03/26/04 13:00:00.0 72.115 61.2 03/28/04 22:00:00.0 67.99 40.7 03/31/04 09:00:00.0 67.99 47.5 04/02/04 18:00:00.0 68.675 44.55
03/24/04 05:00:00.0 71.08 55.25 03/26/04 14:00:00.0 70.395 49.85 03/28/04 23:00:00.0 67.99 40.6 03/31/04 10:00:00.0 68.33 52.3 04/02/04 19:00:00.0 68.675 45.6
03/24/04 06:00:00.0 70.735 54.95 03/26/04 15:00:00.0 69.705 40.8 03/29/04 00:00:00.0 67.65 39.65 03/31/04 11:00:00.0 68.33 52.7 04/02/04 20:00:00.0 68.675 44.5
03/24/04 07:00:00.0 71.08 55.2 03/26/04 16:00:00.0 69.02 37.7 03/29/04 01:00:00.0 67.65 40.35 03/31/04 12:00:00.0 68.33 52.3 04/02/04 21:00:00.0 68.33 43.8
03/24/04 08:00:00.0 71.08 55.75 03/26/04 17:00:00.0 69.02 41.35 03/29/04 02:00:00.0 67.99 40 03/31/04 13:00:00.0 68.33 51.1 04/02/04 22:00:00.0 68.33 43.15
03/24/04 09:00:00.0 71.08 56.6 03/26/04 18:00:00.0 68.675 42.25 03/29/04 03:00:00.0 67.99 41.05 03/31/04 14:00:00.0 68.675 53.1 04/02/04 23:00:00.0 68.33 44.45
03/24/04 10:00:00.0 71.08 57.35 03/26/04 19:00:00.0 68.675 38.8 03/29/04 04:00:00.0 67.99 40.65 03/31/04 15:00:00.0 68.33 44.6 04/03/04 00:00:00.0 68.33 44.15
03/24/04 11:00:00.0 70.735 56.6 03/26/04 20:00:00.0 68.675 37.85 03/29/04 05:00:00.0 67.99 40.7 03/31/04 16:00:00.0 68.33 42.65 04/03/04 01:00:00.0 68.33 43.85
03/24/04 12:00:00.0 71.08 56.6 03/26/04 21:00:00.0 68.675 39.65 03/29/04 06:00:00.0 67.65 40.6 03/31/04 17:00:00.0 68.33 42.35 04/03/04 02:00:00.0 68.33 42.1
03/24/04 13:00:00.0 71.08 57.05 03/26/04 22:00:00.0 68.675 39.75 03/29/04 07:00:00.0 67.99 41.5 03/31/04 18:00:00.0 68.33 41.95 04/03/04 03:00:00.0 68.33 41.75
03/24/04 14:00:00.0 71.08 56.9 03/26/04 23:00:00.0 68.33 38.1 03/29/04 08:00:00.0 68.33 43.15 03/31/04 19:00:00.0 68.33 41.9 04/03/04 04:00:00.0 68.33 42.65
03/24/04 15:00:00.0 71.08 57.15 03/27/04 00:00:00.0 67.99 38.05 03/29/04 09:00:00.0 68.33 45.8 03/31/04 20:00:00.0 67.99 43.05 04/03/04 05:00:00.0 67.99 42.8
03/24/04 16:00:00.0 71.08 59.4 03/27/04 01:00:00.0 67.99 40.95 03/29/04 10:00:00.0 68.33 49.5 03/31/04 21:00:00.0 67.99 42.05 04/03/04 06:00:00.0 68.33 43.4
03/24/04 17:00:00.0 71.08 59.4 03/27/04 02:00:00.0 68.675 41.85 03/29/04 11:00:00.0 68.33 49.7 03/31/04 22:00:00.0 67.99 42.05 04/03/04 07:00:00.0 68.33 45.55
03/24/04 18:00:00.0 71.08 59.05 03/27/04 03:00:00.0 68.33 43.7 03/29/04 12:00:00.0 68.33 50.8 03/31/04 23:00:00.0 67.99 42 04/03/04 08:00:00.0 68.675 47.95
03/24/04 19:00:00.0 71.08 57.75 03/27/04 04:00:00.0 68.675 42.6 03/29/04 13:00:00.0 68.33 48.9 04/01/04 00:00:00.0 67.99 41.55 04/03/04 09:00:00.0 68.33 46.55
03/24/04 20:00:00.0 70.735 56.6 03/27/04 05:00:00.0 68.33 42.25 03/29/04 14:00:00.0 68.33 47.1 04/01/04 01:00:00.0 67.99 41.6 04/03/04 10:00:00.0 69.02 49.8
03/24/04 21:00:00.0 70.735 55.9 03/27/04 06:00:00.0 68.675 42.8 03/29/04 15:00:00.0 68.675 47.15 04/01/04 02:00:00.0 67.99 41.35 04/03/04 11:00:00.0 69.02 48.1
03/24/04 22:00:00.0 70.735 56.45 03/27/04 07:00:00.0 68.33 43.2 03/29/04 16:00:00.0 68.675 46.7 04/01/04 03:00:00.0 67.99 42.4 04/03/04 12:00:00.0 69.02 48.7
03/24/04 23:00:00.0 70.735 55.4 03/27/04 08:00:00.0 68.33 45.2 03/29/04 17:00:00.0 68.33 46.1 04/01/04 04:00:00.0 67.99 42.5 04/03/04 13:00:00.0 68.675 48.55
03/25/04 00:00:00.0 70.735 55.8 03/27/04 09:00:00.0 68.33 46.5 03/29/04 18:00:00.0 68.33 43.85 04/01/04 05:00:00.0 67.99 42.45 04/03/04 14:00:00.0 68.675 49.5
03/25/04 01:00:00.0 70.735 55.05 03/27/04 10:00:00.0 68.33 46.5 03/29/04 19:00:00.0 67.99 42.3 04/01/04 06:00:00.0 67.99 43.2 04/03/04 15:00:00.0 68.675 46.95
03/25/04 02:00:00.0 70.735 55.55 03/27/04 11:00:00.0 68.675 44.9 03/29/04 20:00:00.0 67.99 41.45 04/01/04 07:00:00.0 67.99 45.65 04/03/04 16:00:00.0 68.675 45.7
03/25/04 03:00:00.0 70.735 55.25 03/27/04 12:00:00.0 68.675 46.65 03/29/04 21:00:00.0 67.99 40.9 04/01/04 08:00:00.0 68.33 50.5 04/03/04 17:00:00.0 68.33 45.15
03/25/04 04:00:00.0 70.735 55.35 03/27/04 13:00:00.0 68.675 46.45 03/29/04 22:00:00.0 67.99 40.65 04/01/04 09:00:00.0 68.33 45.7 04/03/04 18:00:00.0 68.33 44.45
03/25/04 05:00:00.0 70.735 55.1 03/27/04 14:00:00.0 68.675 47.3 03/29/04 23:00:00.0 67.99 40.4 04/01/04 10:00:00.0 68.33 47.9 04/03/04 19:00:00.0 68.33 46.55
03/25/04 06:00:00.0 70.735 55.25 03/27/04 15:00:00.0 68.675 47.05 03/30/04 00:00:00.0 67.99 39.95 04/01/04 11:00:00.0 68.33 46.4 04/03/04 20:00:00.0 68.33 46.4
03/25/04 07:00:00.0 70.735 56.15 03/27/04 16:00:00.0 68.675 45.4 03/30/04 01:00:00.0 67.99 39.35 04/01/04 12:00:00.0 68.675 54.6 04/03/04 21:00:00.0 68.33 48.05
03/25/04 08:00:00.0 70.735 56.7 03/27/04 17:00:00.0 68.675 50.1 03/30/04 02:00:00.0 67.65 38.7 04/01/04 13:00:00.0 68.675 53.1 04/03/04 22:00:00.0 68.33 47.35
03/25/04 09:00:00.0 70.735 59.3 03/27/04 18:00:00.0 67.99 45 03/30/04 03:00:00.0 67.99 38.95 04/01/04 14:00:00.0 68.675 53.1 04/03/04 23:00:00.0 68.33 47
03/25/04 10:00:00.0 70.735 61.05 03/27/04 19:00:00.0 67.99 44.7 03/30/04 04:00:00.0 67.99 39.85 04/01/04 15:00:00.0 68.675 50.05 04/04/04 00:00:00.0 68.33 46.2
03/25/04 11:00:00.0 71.08 61.25 03/27/04 20:00:00.0 67.99 45.9 03/30/04 05:00:00.0 67.99 39.3 04/01/04 16:00:00.0 68.675 49.7 04/04/04 01:00:00.0 68.33 46.35
03/25/04 12:00:00.0 71.08 60.6 03/27/04 21:00:00.0 67.99 44.3 03/30/04 06:00:00.0 67.99 39.65 04/01/04 17:00:00.0 68.675 48.4 04/04/04 03:00:00.0 68.33 46.5
03/25/04 13:00:00.0 71.425 61.95 03/27/04 22:00:00.0 67.99 47.8 03/30/04 07:00:00.0 67.99 40.15 04/01/04 18:00:00.0 68.33 46.2 04/04/04 04:00:00.0 68.33 47.95
03/25/04 14:00:00.0 71.08 60.95 03/27/04 23:00:00.0 67.99 43.2 03/30/04 08:00:00.0 68.33 43.45 04/01/04 19:00:00.0 68.33 46.65 04/04/04 05:00:00.0 68.33 46.65
03/25/04 15:00:00.0 71.425 60.55 03/28/04 00:00:00.0 67.99 44.4 03/30/04 09:00:00.0 68.33 54.2 04/01/04 20:00:00.0 68.33 45.7 04/04/04 06:00:00.0 68.33 47.5
03/25/04 16:00:00.0 71.08 61.3 03/28/04 01:00:00.0 67.99 46.3 03/30/04 10:00:00.0 68.33 50.6 04/01/04 21:00:00.0 68.33 45.2 04/04/04 07:00:00.0 68.33 48.2
03/25/04 17:00:00.0 71.08 60.65 03/28/04 02:00:00.0 67.99 46.85 03/30/04 11:00:00.0 68.33 49.7 04/01/04 22:00:00.0 68.33 44.75 04/04/04 08:00:00.0 68.33 49.4
03/25/04 18:00:00.0 71.08 59.5 03/28/04 03:00:00.0 67.99 46 03/30/04 14:00:00.0 68.33 51.1 04/01/04 23:00:00.0 68.33 44.25 04/04/04 09:00:00.0 68.33 48.85
03/25/04 19:00:00.0 71.08 56.9 03/28/04 04:00:00.0 67.99 43.3 03/30/04 15:00:00.0 68.675 44.8 04/02/04 00:00:00.0 68.33 44.75 04/04/04 10:00:00.0 68.675 51.7
03/25/04 20:00:00.0 71.08 56.6 03/28/04 05:00:00.0 67.65 45.45 03/30/04 16:00:00.0 68.675 44.5 04/02/04 01:00:00.0 67.99 45.05 04/04/04 11:00:00.0 69.02 48.25
03/25/04 21:00:00.0 71.08 56.5 03/28/04 06:00:00.0 67.65 43.25 03/30/04 17:00:00.0 68.675 45 04/02/04 02:00:00.0 67.99 45.25 04/04/04 12:00:00.0 68.675 51.95
03/25/04 22:00:00.0 71.08 56.1 03/28/04 07:00:00.0 67.65 42.3 03/30/04 18:00:00.0 67.99 41.85 04/02/04 03:00:00.0 67.99 45.45 04/04/04 13:00:00.0 68.675 54.55
03/25/04 23:00:00.0 71.08 58.5 03/28/04 08:00:00.0 67.65 41.4 03/30/04 19:00:00.0 67.99 43.1 04/02/04 04:00:00.0 67.99 45.95 04/04/04 14:00:00.0 68.675 51.35
03/26/04 00:00:00.0 70.735 56.8 03/28/04 09:00:00.0 68.33 45.75 03/30/04 20:00:00.0 67.99 42.7 04/02/04 05:00:00.0 67.99 46.2 04/04/04 15:00:00.0 68.675 48.8
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
04/04/04 16:00:00.0 68.33 46.95 04/07/04 01:00:00.0 68.33 42.65 04/09/04 10:00:00.0 68.675 47.25 04/11/04 19:00:00.0 68.675 44.05 04/14/04 06:00:00.0 67.99 39.1
04/04/04 17:00:00.0 68.33 47.1 04/07/04 02:00:00.0 68.33 41.75 04/09/04 11:00:00.0 69.02 48.2 04/11/04 20:00:00.0 68.33 43.3 04/14/04 07:00:00.0 68.33 39.3
04/04/04 18:00:00.0 68.33 48.65 04/07/04 03:00:00.0 68.33 41.35 04/09/04 12:00:00.0 68.675 49.05 04/11/04 21:00:00.0 68.33 41.85 04/14/04 08:00:00.0 68.33 41
04/04/04 19:00:00.0 68.33 46.55 04/07/04 04:00:00.0 68.33 42.1 04/09/04 13:00:00.0 69.02 52.3 04/11/04 22:00:00.0 68.33 42.2 04/14/04 09:00:00.0 68.675 42.8
04/04/04 20:00:00.0 68.33 46.9 04/07/04 05:00:00.0 68.33 41.35 04/09/04 14:00:00.0 69.02 50.85 04/11/04 23:00:00.0 68.33 42.7 04/14/04 10:00:00.0 68.675 43.6
04/04/04 21:00:00.0 68.33 46.4 04/07/04 06:00:00.0 68.33 41.1 04/09/04 15:00:00.0 69.365 50.85 04/12/04 00:00:00.0 68.33 43.5 04/14/04 11:00:00.0 68.675 42.25
04/04/04 22:00:00.0 67.99 45.65 04/07/04 07:00:00.0 68.33 41.7 04/09/04 16:00:00.0 68.675 48.05 04/12/04 01:00:00.0 68.33 43.25 04/14/04 12:00:00.0 68.675 41.75
04/04/04 23:00:00.0 67.99 46.45 04/07/04 08:00:00.0 68.33 44.15 04/09/04 17:00:00.0 68.675 45.95 04/12/04 02:00:00.0 68.33 41.6 04/14/04 13:00:00.0 69.02 43.6
04/05/04 00:00:00.0 67.99 45.75 04/07/04 09:00:00.0 68.675 44.7 04/09/04 18:00:00.0 68.675 43.95 04/12/04 03:00:00.0 68.33 42.25 04/14/04 14:00:00.0 69.02 45.8
04/05/04 01:00:00.0 67.99 46.2 04/07/04 10:00:00.0 68.675 45.35 04/09/04 19:00:00.0 68.675 43.7 04/12/04 04:00:00.0 68.33 42.95 04/14/04 15:00:00.0 69.365 44.15
04/05/04 02:00:00.0 67.99 45.8 04/07/04 11:00:00.0 68.675 50.25 04/09/04 20:00:00.0 68.33 43.75 04/12/04 05:00:00.0 68.33 42.5 04/14/04 16:00:00.0 69.02 44.35
04/05/04 03:00:00.0 67.99 45.1 04/07/04 12:00:00.0 68.675 50.15 04/09/04 21:00:00.0 68.33 44.25 04/12/04 06:00:00.0 68.33 42.85 04/14/04 17:00:00.0 69.02 44.65
04/05/04 04:00:00.0 67.99 44.8 04/07/04 13:00:00.0 69.02 53.15 04/09/04 22:00:00.0 68.33 43.45 04/12/04 07:00:00.0 68.33 43.3 04/14/04 18:00:00.0 69.02 44.45
04/05/04 05:00:00.0 67.99 46.1 04/07/04 14:00:00.0 69.365 53.2 04/09/04 23:00:00.0 67.99 43.15 04/12/04 08:00:00.0 68.33 47.2 04/14/04 19:00:00.0 68.675 42.15
04/05/04 06:00:00.0 67.99 46.95 04/07/04 15:00:00.0 68.675 52.85 04/10/04 00:00:00.0 67.99 44.05 04/12/04 09:00:00.0 69.02 51.5 04/14/04 20:00:00.0 68.675 40.75
04/05/04 07:00:00.0 67.99 44.1 04/07/04 16:00:00.0 68.335 46.1 04/10/04 01:00:00.0 68.33 43.75 04/12/04 10:00:00.0 69.02 48.6 04/14/04 21:00:00.0 68.335 39.95
04/05/04 08:00:00.0 68.33 46.25 04/07/04 17:00:00.0 68.675 46.85 04/10/04 02:00:00.0 68.33 44.6 04/12/04 11:00:00.0 68.33 49.8 04/14/04 22:00:00.0 68.675 38.7
04/05/04 09:00:00.0 68.33 48.8 04/07/04 18:00:00.0 68.335 46.45 04/10/04 03:00:00.0 68.33 44.25 04/12/04 12:00:00.0 68.33 45.9 04/14/04 23:00:00.0 68.33 38.6
04/05/04 10:00:00.0 68.675 55.95 04/07/04 19:00:00.0 68.675 47.05 04/10/04 04:00:00.0 68.33 43.8 04/12/04 15:00:00.0 69.36 51.8 04/15/04 00:00:00.0 68.33 37.9
04/05/04 11:00:00.0 69.02 55 04/07/04 20:00:00.0 68.335 47.05 04/10/04 05:00:00.0 68.33 44.65 04/12/04 16:00:00.0 69.365 48.5 04/15/04 01:00:00.0 68.33 39.1
04/05/04 12:00:00.0 69.02 50.9 04/07/04 21:00:00.0 67.99 46.95 04/10/04 06:00:00.0 67.99 43.95 04/12/04 17:00:00.0 69.02 46.55 04/15/04 02:00:00.0 68.33 38.4
04/05/04 13:00:00.0 68.675 48.35 04/07/04 22:00:00.0 67.99 46.95 04/10/04 07:00:00.0 68.33 43.3 04/12/04 18:00:00.0 69.02 43.8 04/15/04 03:00:00.0 68.33 38.45
04/05/04 14:00:00.0 69.02 49.6 04/07/04 23:00:00.0 67.99 47 04/10/04 08:00:00.0 68.33 44.3 04/12/04 19:00:00.0 68.675 43.35 04/15/04 04:00:00.0 67.99 38.4
04/05/04 15:00:00.0 68.675 53 04/08/04 00:00:00.0 67.99 47 04/10/04 09:00:00.0 68.33 45.95 04/12/04 20:00:00.0 68.675 42.75 04/15/04 05:00:00.0 68.33 38.55
04/05/04 16:00:00.0 68.675 51.3 04/08/04 01:00:00.0 67.99 46.45 04/10/04 10:00:00.0 69.02 47.35 04/12/04 21:00:00.0 68.675 43.25 04/15/04 06:00:00.0 67.99 38.9
04/05/04 17:00:00.0 68.675 50.15 04/08/04 02:00:00.0 67.99 46.4 04/10/04 11:00:00.0 68.675 50.2 04/12/04 22:00:00.0 68.675 42.5 04/15/04 07:00:00.0 68.33 38.45
04/05/04 18:00:00.0 68.675 50.25 04/08/04 03:00:00.0 67.99 46.35 04/10/04 12:00:00.0 69.02 50.35 04/12/04 23:00:00.0 68.675 43.4 04/15/04 08:00:00.0 68.675 43.65
04/05/04 19:00:00.0 68.675 53.15 04/08/04 04:00:00.0 67.99 46.25 04/10/04 13:00:00.0 69.365 50.9 04/13/04 00:00:00.0 68.675 42.65 04/15/04 09:00:00.0 68.675 44.15
04/05/04 20:00:00.0 68.675 48 04/08/04 05:00:00.0 67.99 46.8 04/10/04 14:00:00.0 69.365 50.25 04/13/04 01:00:00.0 68.33 42.4 04/15/04 10:00:00.0 69.02 45.05
04/05/04 21:00:00.0 68.33 43.5 04/08/04 06:00:00.0 67.99 47.5 04/10/04 15:00:00.0 69.365 50.5 04/13/04 02:00:00.0 68.33 42.05 04/15/04 11:00:00.0 69.02 43.55
04/05/04 22:00:00.0 68.33 44.85 04/08/04 07:00:00.0 67.99 47.5 04/10/04 16:00:00.0 69.02 46.55 04/13/04 03:00:00.0 68.33 42.3 04/15/04 12:00:00.0 68.675 47.55
04/05/04 23:00:00.0 68.33 45.25 04/08/04 08:00:00.0 68.675 48.55 04/10/04 17:00:00.0 68.675 45.75 04/13/04 04:00:00.0 68.33 43.2 04/15/04 13:00:00.0 69.02 47.6
04/06/04 00:00:00.0 68.33 46.25 04/08/04 09:00:00.0 68.675 50.2 04/10/04 18:00:00.0 68.675 44.4 04/13/04 05:00:00.0 68.33 43 04/15/04 14:00:00.0 68.33 44.6
04/06/04 01:00:00.0 68.33 46.65 04/08/04 10:00:00.0 68.675 50.75 04/10/04 19:00:00.0 68.675 44.65 04/13/04 06:00:00.0 68.33 43.8 04/15/04 15:00:00.0 69.02 48.2
04/06/04 02:00:00.0 68.33 45.95 04/08/04 11:00:00.0 68.675 49.8 04/10/04 20:00:00.0 68.675 44.4 04/13/04 07:00:00.0 68.33 45.45 04/15/04 16:00:00.0 69.02 48.1
04/06/04 03:00:00.0 68.33 46.85 04/08/04 12:00:00.0 68.675 48.95 04/10/04 21:00:00.0 68.675 44.25 04/13/04 08:00:00.0 68.675 46.15 04/15/04 17:00:00.0 69.02 45.85
04/06/04 04:00:00.0 68.33 45.5 04/08/04 13:00:00.0 68.675 47.85 04/10/04 22:00:00.0 68.33 43.3 04/13/04 09:00:00.0 68.675 46.15 04/15/04 18:00:00.0 68.675 44.95
04/06/04 05:00:00.0 68.33 45.05 04/08/04 14:00:00.0 69.02 50.25 04/10/04 23:00:00.0 68.33 43.25 04/13/04 10:00:00.0 68.675 45.6 04/15/04 19:00:00.0 68.675 43.8
04/06/04 06:00:00.0 68.33 45.6 04/08/04 15:00:00.0 69.02 47 04/11/04 00:00:00.0 68.33 43.65 04/13/04 11:00:00.0 68.675 44.65 04/15/04 20:00:00.0 68.675 42.75
04/06/04 07:00:00.0 68.33 45.3 04/08/04 16:00:00.0 68.675 46.4 04/11/04 01:00:00.0 68.33 44.1 04/13/04 12:00:00.0 69.02 48.6 04/15/04 21:00:00.0 68.675 41.1
04/06/04 08:00:00.0 68.33 51.35 04/08/04 17:00:00.0 68.675 44.4 04/11/04 02:00:00.0 68.33 43.8 04/13/04 13:00:00.0 69.02 51.25 04/15/04 22:00:00.0 68.675 40.1
04/06/04 09:00:00.0 69.02 55.2 04/08/04 18:00:00.0 68.675 43.85 04/11/04 03:00:00.0 68.33 44.1 04/13/04 14:00:00.0 69.365 54.95 04/15/04 23:00:00.0 68.675 39.45
04/06/04 10:00:00.0 68.675 47.3 04/08/04 19:00:00.0 68.675 43.45 04/11/04 04:00:00.0 68.33 43.65 04/13/04 15:00:00.0 69.365 53.05 04/16/04 00:00:00.0 68.33 38.95
04/06/04 11:00:00.0 68.675 49.5 04/08/04 20:00:00.0 68.675 42.85 04/11/04 05:00:00.0 68.33 44 04/13/04 16:00:00.0 69.365 47.75 04/16/04 01:00:00.0 67.99 39.15
04/06/04 12:00:00.0 69.02 50.3 04/08/04 21:00:00.0 68.33 42.6 04/11/04 06:00:00.0 68.33 42.85 04/13/04 17:00:00.0 68.675 45.35 04/16/04 02:00:00.0 68.33 39.25
04/06/04 13:00:00.0 69.365 50 04/08/04 22:00:00.0 68.33 42.05 04/11/04 07:00:00.0 68.33 43.35 04/13/04 18:00:00.0 68.675 47.4 04/16/04 03:00:00.0 68.33 39.8
04/06/04 14:00:00.0 69.02 48.2 04/08/04 23:00:00.0 68.33 42.4 04/11/04 08:00:00.0 68.33 45.8 04/13/04 19:00:00.0 68.675 43.25 04/16/04 04:00:00.0 67.99 40
04/06/04 15:00:00.0 69.365 47.6 04/09/04 00:00:00.0 68.33 43.85 04/11/04 09:00:00.0 68.675 47.65 04/13/04 20:00:00.0 68.675 41.75 04/16/04 05:00:00.0 67.99 39.9
04/06/04 16:00:00.0 68.675 45.85 04/09/04 01:00:00.0 68.33 44.2 04/11/04 10:00:00.0 69.02 47.6 04/13/04 21:00:00.0 67.99 41.6 04/16/04 06:00:00.0 67.99 40.5
04/06/04 17:00:00.0 68.675 46.95 04/09/04 02:00:00.0 68.33 44.1 04/11/04 11:00:00.0 68.675 52.05 04/13/04 22:00:00.0 68.33 40.65 04/16/04 07:00:00.0 68.33 39.5
04/06/04 18:00:00.0 68.675 46.55 04/09/04 03:00:00.0 68.33 44.25 04/11/04 12:00:00.0 68.675 47.95 04/13/04 23:00:00.0 68.33 39.35 04/16/04 08:00:00.0 68.33 44.5
04/06/04 19:00:00.0 68.675 46.2 04/09/04 04:00:00.0 68.33 44.4 04/11/04 13:00:00.0 69.365 51.1 04/14/04 00:00:00.0 68.33 40.05 04/16/04 09:00:00.0 68.675 45.55
04/06/04 20:00:00.0 67.99 42.15 04/09/04 05:00:00.0 68.33 44.45 04/11/04 14:00:00.0 69.365 48.95 04/14/04 01:00:00.0 68.33 39.45 04/16/04 10:00:00.0 68.675 44.9
04/06/04 21:00:00.0 67.99 41.15 04/09/04 06:00:00.0 68.33 44.85 04/11/04 15:00:00.0 69.02 46.4 04/14/04 02:00:00.0 68.33 40.15 04/16/04 11:00:00.0 68.675 43.95
04/06/04 22:00:00.0 68.33 42.35 04/09/04 07:00:00.0 68.33 44.35 04/11/04 16:00:00.0 69.365 46.95 04/14/04 03:00:00.0 67.99 40.05 04/16/04 12:00:00.0 68.675 44.35
04/06/04 23:00:00.0 68.33 43.25 04/09/04 08:00:00.0 68.33 47.15 04/11/04 17:00:00.0 68.675 45.5 04/14/04 04:00:00.0 67.99 39.6 04/16/04 13:00:00.0 69.02 44.7
04/07/04 00:00:00.0 68.33 42.8 04/09/04 09:00:00.0 69.02 48.2 04/11/04 18:00:00.0 68.675 44.05 04/14/04 05:00:00.0 67.99 39.55 04/16/04 14:00:00.0 69.02 43.2
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       Appendix G:  Housing unit T-2 indoor hourly conditions
Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH% Date/Time T-2 Temp.( F) T-2 RH%
04/16/04 15:00:00.0 69.02 44.25 04/19/04 00:00:00.0 68.33 40.4 04/21/04 11:00:00.0 68.675 42.65
04/16/04 16:00:00.0 69.02 44.2 04/19/04 01:00:00.0 68.33 40.45 04/21/04 12:00:00.0 68.675 42.95
04/16/04 17:00:00.0 68.675 41.85 04/19/04 02:00:00.0 68.33 40.3 04/21/04 13:00:00.0 68.675 43.05
04/16/04 18:00:00.0 68.675 42.8 04/19/04 03:00:00.0 68.33 39.7 04/21/04 14:00:00.0 68.675 42.3
04/16/04 19:00:00.0 68.675 42.15 04/19/04 04:00:00.0 68.33 41.2
04/16/04 20:00:00.0 68.675 40.4 04/19/04 05:00:00.0 68.33 40.25
04/16/04 21:00:00.0 67.99 39.95 04/19/04 06:00:00.0 68.33 40.1
04/16/04 22:00:00.0 68.33 40 04/19/04 07:00:00.0 68.33 39.95
04/16/04 23:00:00.0 68.33 40 04/19/04 08:00:00.0 68.675 57.55
04/17/04 00:00:00.0 68.33 40 04/19/04 09:00:00.0 68.675 53.25
04/17/04 01:00:00.0 68.33 40.45 04/19/04 10:00:00.0 68.675 48.65
04/17/04 02:00:00.0 68.33 39.7 04/19/04 11:00:00.0 69.02 51
04/17/04 03:00:00.0 68.33 40.4 04/19/04 12:00:00.0 68.675 49
04/17/04 04:00:00.0 68.33 40.35 04/19/04 13:00:00.0 69.02 52.75
04/17/04 05:00:00.0 68.33 39.45 04/19/04 14:00:00.0 69.02 50.8
04/17/04 06:00:00.0 68.33 39.4 04/19/04 15:00:00.0 69.02 51.75
04/17/04 07:00:00.0 68.33 41.2 04/19/04 16:00:00.0 68.675 41.2
04/17/04 08:00:00.0 68.675 42.65 04/19/04 17:00:00.0 68.33 39.75
04/17/04 09:00:00.0 68.675 42.35 04/19/04 18:00:00.0 68.33 39.35
04/17/04 10:00:00.0 69.02 42.3 04/19/04 19:00:00.0 68.33 39.5
04/17/04 11:00:00.0 68.675 42.3 04/19/04 20:00:00.0 68.33 39.85
04/17/04 12:00:00.0 68.675 45.9 04/19/04 21:00:00.0 68.33 40.35
04/17/04 13:00:00.0 69.02 48.3 04/19/04 22:00:00.0 68.33 40.7
04/17/04 14:00:00.0 69.365 48.85 04/19/04 23:00:00.0 67.99 41.1
04/17/04 15:00:00.0 69.365 45.7 04/20/04 00:00:00.0 67.99 41.2
04/17/04 16:00:00.0 69.02 47.35 04/20/04 01:00:00.0 67.99 41.3
04/17/04 17:00:00.0 69.02 46 04/20/04 02:00:00.0 67.99 41.55
04/17/04 18:00:00.0 69.02 44.55 04/20/04 03:00:00.0 67.99 41.3
04/17/04 19:00:00.0 68.675 44.2 04/20/04 04:00:00.0 67.99 41.25
04/17/04 20:00:00.0 68.675 42.35 04/20/04 05:00:00.0 68.33 41.55
04/17/04 21:00:00.0 68.675 43.65 04/20/04 06:00:00.0 68.33 42.6
04/17/04 22:00:00.0 68.335 43.3 04/20/04 07:00:00.0 68.33 42.45
04/17/04 23:00:00.0 68.335 41.85 04/20/04 10:00:00.0 69.02 54.9
04/18/04 00:00:00.0 68.335 41.1 04/20/04 11:00:00.0 68.675 46.75
04/18/04 01:00:00.0 67.99 41.1 04/20/04 12:00:00.0 68.675 45.05
04/18/04 02:00:00.0 67.99 40.65 04/20/04 13:00:00.0 68.675 43.75
04/18/04 03:00:00.0 68.33 40.15 04/20/04 14:00:00.0 68.675 43.45
04/18/04 04:00:00.0 67.99 41.45 04/20/04 15:00:00.0 68.675 46.45
04/18/04 05:00:00.0 67.99 41.3 04/20/04 16:00:00.0 68.675 42.75
04/18/04 06:00:00.0 68.33 41.6 04/20/04 17:00:00.0 68.675 42.65
04/18/04 07:00:00.0 68.33 41.1 04/20/04 18:00:00.0 68.675 41.05
04/18/04 08:00:00.0 68.675 42.1 04/20/04 19:00:00.0 68.675 41.2
04/18/04 09:00:00.0 69.02 43.2 04/20/04 20:00:00.0 68.675 40.75
04/18/04 10:00:00.0 68.675 44.4 04/20/04 21:00:00.0 68.675 40.5
04/18/04 11:00:00.0 68.675 43.45 04/20/04 22:00:00.0 68.675 39.5
04/18/04 12:00:00.0 69.02 47.15 04/20/04 23:00:00.0 68.33 39.85
04/18/04 13:00:00.0 69.02 48.7 04/21/04 00:00:00.0 68.33 40.2
04/18/04 14:00:00.0 69.365 47.1 04/21/04 01:00:00.0 68.33 40.15
04/18/04 15:00:00.0 69.365 47.6 04/21/04 02:00:00.0 67.99 39.6
04/18/04 16:00:00.0 69.02 46.5 04/21/04 03:00:00.0 67.99 39.65
04/18/04 17:00:00.0 69.02 45.75 04/21/04 04:00:00.0 67.99 39.65
04/18/04 18:00:00.0 69.02 45.1 04/21/04 05:00:00.0 67.99 40.4
04/18/04 19:00:00.0 68.675 45.05 04/21/04 06:00:00.0 67.99 40.1
04/18/04 20:00:00.0 68.675 42.4 04/21/04 07:00:00.0 67.99 40.2
04/18/04 21:00:00.0 68.335 41.8 04/21/04 08:00:00.0 67.99 41.2
04/18/04 22:00:00.0 68.335 40.8 04/21/04 09:00:00.0 68.33 42.45
04/18/04 23:00:00.0 68.675 40.25 04/21/04 10:00:00.0 68.675 42.45
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Appendix H: Housing unit Q-2 indoor hourly conditions 
       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
11/10/03 12:00:00.0 73.84 65.7 11/12/03 21:00:00.0 70.735 63.05 11/15/03 06:00:00.0 70.735 66.6 11/17/03 15:00:00.0 70.735 67.05 11/20/03 00:00:00.0 70.735 63.8
11/10/03 13:00:00.0 73.84 64.8 11/12/03 22:00:00.0 70.735 62.75 11/15/03 07:00:00.0 70.735 66.35 11/17/03 16:00:00.0 70.735 67.5 11/20/03 01:00:00.0 70.735 63.05
11/10/03 14:00:00.0 73.84 64 11/12/03 23:00:00.0 70.735 64.55 11/15/03 08:00:00.0 70.735 66.75 11/17/03 17:00:00.0 70.735 67.25 11/20/03 02:00:00.0 70.735 62.2
11/10/03 15:00:00.0 73.84 63.6 11/13/03 00:00:00.0 70.735 64.75 11/15/03 09:00:00.0 71.08 67.35 11/17/03 18:00:00.0 70.735 66.7 11/20/03 03:00:00.0 70.735 63.25
11/10/03 16:00:00.0 73.84 63.2 11/13/03 01:00:00.0 70.735 65.4 11/15/03 10:00:00.0 70.735 67.6 11/17/03 19:00:00.0 70.735 66.55 11/20/03 04:00:00.0 70.735 62.85
11/10/03 17:00:00.0 73.84 62.8 11/13/03 02:00:00.0 70.735 66.15 11/15/03 11:00:00.0 70.735 68.25 11/17/03 20:00:00.0 70.735 66.5 11/20/03 05:00:00.0 70.735 62.15
11/10/03 18:00:00.0 73.15 62.2 11/13/03 03:00:00.0 70.735 65.35 11/15/03 12:00:00.0 71.08 68.15 11/17/03 21:00:00.0 70.735 66.7 11/20/03 06:00:00.0 70.735 62.35
11/10/03 19:00:00.0 72.46 61.9 11/13/03 04:00:00.0 70.735 66.05 11/15/03 13:00:00.0 71.425 69.4 11/17/03 22:00:00.0 70.735 66.25 11/20/03 07:00:00.0 70.735 61.85
11/10/03 20:00:00.0 72.46 61.6 11/13/03 05:00:00.0 70.735 65.9 11/15/03 14:00:00.0 71.425 69.75 11/17/03 23:00:00.0 70.735 66.25 11/20/03 08:00:00.0 70.735 65.45
11/10/03 21:00:00.0 72.46 61.3 11/13/03 06:00:00.0 70.735 66.55 11/15/03 15:00:00.0 70.735 68.6 11/18/03 00:00:00.0 70.735 66.3 11/20/03 09:00:00.0 70.735 65.4
11/10/03 22:00:00.0 72.46 61 11/13/03 07:00:00.0 70.735 66.6 11/15/03 16:00:00.0 70.735 68.45 11/18/03 01:00:00.0 70.735 66.15 11/20/03 10:00:00.0 70.735 66.05
11/10/03 23:00:00.0 72.46 60.6 11/13/03 08:00:00.0 70.735 66.6 11/15/03 17:00:00.0 70.735 69.3 11/18/03 02:00:00.0 70.735 65.65 11/20/03 11:00:00.0 70.735 66.75
11/11/03 00:00:00.0 72.46 60.3 11/13/03 09:00:00.0 70.735 67.25 11/15/03 18:00:00.0 70.735 67.2 11/18/03 03:00:00.0 70.735 65.15 11/20/03 12:00:00.0 70.735 67
11/11/03 01:00:00.0 72.46 60.3 11/13/03 10:00:00.0 70.735 67.2 11/15/03 19:00:00.0 70.735 72.2 11/18/03 04:00:00.0 70.735 66.1 11/20/03 13:00:00.0 70.735 67
11/11/03 02:00:00.0 71.77 60.1 11/13/03 11:00:00.0 70.735 67.45 11/15/03 20:00:00.0 70.735 71.2 11/18/03 05:00:00.0 70.735 65.35 11/20/03 14:00:00.0 70.735 67.6
11/11/03 03:00:00.0 71.77 59.8 11/13/03 12:00:00.0 70.735 66.55 11/15/03 21:00:00.0 70.735 69.85 11/18/03 06:00:00.0 70.735 65.7 11/20/03 15:00:00.0 70.735 68.5
11/11/03 04:00:00.0 71.77 59.8 11/13/03 13:00:00.0 70.735 67.05 11/15/03 22:00:00.0 70.735 69.65 11/18/03 07:00:00.0 70.735 65.5 11/20/03 16:00:00.0 71.08 66.65
11/11/03 05:00:00.0 71.77 59.8 11/13/03 14:00:00.0 70.735 67.1 11/15/03 23:00:00.0 70.735 68.95 11/18/03 08:00:00.0 70.735 66.55 11/20/03 17:00:00.0 70.735 65.85
11/11/03 06:00:00.0 71.77 59.5 11/13/03 15:00:00.0 70.735 67.65 11/16/03 00:00:00.0 70.735 70.7 11/18/03 09:00:00.0 71.08 66.75 11/20/03 18:00:00.0 70.735 66.25
11/11/03 07:00:00.0 72.46 59.4 11/13/03 16:00:00.0 70.735 67.1 11/16/03 01:00:00.0 70.735 68.2 11/18/03 10:00:00.0 70.735 67.8 11/20/03 19:00:00.0 70.735 65.4
11/11/03 08:00:00.0 72.46 59.7 11/13/03 17:00:00.0 70.735 66.8 11/16/03 02:00:00.0 70.735 68.65 11/18/03 11:00:00.0 70.735 67.2 11/20/03 20:00:00.0 70.735 64.85
11/11/03 09:00:00.0 73.15 59.6 11/13/03 18:00:00.0 70.735 65.5 11/16/03 03:00:00.0 70.735 68.1 11/18/03 12:00:00.0 70.735 67.35 11/20/03 21:00:00.0 70.735 64.65
11/11/03 10:00:00.0 73.15 59.6 11/13/03 19:00:00.0 70.735 65.2 11/16/03 04:00:00.0 70.735 66.6 11/18/03 13:00:00.0 70.735 68.35 11/20/03 22:00:00.0 70.735 64.75
11/11/03 11:00:00.0 73.15 59.9 11/13/03 20:00:00.0 70.735 65.2 11/16/03 05:00:00.0 70.735 68.05 11/18/03 14:00:00.0 70.735 67.25 11/20/03 23:00:00.0 70.735 64.35
11/11/03 12:00:00.0 73.15 59.9 11/13/03 21:00:00.0 70.735 65.65 11/16/03 06:00:00.0 70.735 68.95 11/18/03 15:00:00.0 71.08 67.9 11/21/03 00:00:00.0 70.735 64.15
11/11/03 13:00:00.0 73.15 60.2 11/13/03 22:00:00.0 70.735 66.3 11/16/03 07:00:00.0 70.735 68.95 11/18/03 16:00:00.0 70.735 67 11/21/03 01:00:00.0 70.735 63.25
11/11/03 14:00:00.0 73.15 60.2 11/13/03 23:00:00.0 70.735 67 11/16/03 08:00:00.0 70.735 69.9 11/18/03 17:00:00.0 70.735 66.35 11/21/03 02:00:00.0 70.735 63.6
11/11/03 15:00:00.0 73.15 60.6 11/14/03 00:00:00.0 70.735 68.45 11/16/03 09:00:00.0 70.735 69.15 11/18/03 18:00:00.0 70.735 66.9 11/21/03 03:00:00.0 70.735 63.6
11/11/03 16:00:00.0 73.15 60.9 11/14/03 01:00:00.0 70.735 66.5 11/16/03 10:00:00.0 70.735 69.8 11/18/03 19:00:00.0 70.735 67 11/21/03 04:00:00.0 70.735 62.9
11/11/03 17:00:00.0 73.15 60.9 11/14/03 02:00:00.0 70.735 66.3 11/16/03 11:00:00.0 71.425 71.4 11/18/03 20:00:00.0 70.735 65.85 11/21/03 05:00:00.0 70.735 63.05
11/11/03 18:00:00.0 73.15 60.9 11/14/03 03:00:00.0 70.735 66.3 11/16/03 12:00:00.0 70.735 70.65 11/18/03 21:00:00.0 70.735 67.2 11/21/03 06:00:00.0 70.735 63.05
11/11/03 19:00:00.0 73.15 61.2 11/14/03 04:00:00.0 70.735 66.5 11/16/03 13:00:00.0 70.735 69.55 11/18/03 22:00:00.0 70.735 66.3 11/21/03 07:00:00.0 70.735 62.9
11/11/03 20:00:00.0 73.15 61.2 11/14/03 05:00:00.0 70.735 67.45 11/16/03 14:00:00.0 71.08 70.35 11/18/03 23:00:00.0 70.735 66.8 11/21/03 08:00:00.0 70.735 64.2
11/11/03 21:00:00.0 73.15 61.2 11/14/03 06:00:00.0 70.735 69.4 11/16/03 15:00:00.0 70.735 70.15 11/19/03 00:00:00.0 70.735 64.75 11/21/03 09:00:00.0 70.735 65.2
11/11/03 22:00:00.0 72.46 61.3 11/14/03 07:00:00.0 70.735 67.55 11/16/03 16:00:00.0 70.735 68.3 11/19/03 01:00:00.0 70.735 64.95 11/21/03 10:00:00.0 70.735 66.55
11/11/03 23:00:00.0 72.46 61.3 11/14/03 08:00:00.0 70.735 66.8 11/16/03 17:00:00.0 70.735 67.9 11/19/03 02:00:00.0 70.735 64.75 11/21/03 11:00:00.0 70.735 65.4
11/12/03 00:00:00.0 72.46 61.3 11/14/03 09:00:00.0 70.735 67.55 11/16/03 18:00:00.0 70.735 68.5 11/19/03 03:00:00.0 70.735 63.65 11/21/03 12:00:00.0 70.735 66.3
11/12/03 01:00:00.0 72.46 61.3 11/14/03 10:00:00.0 70.735 67.95 11/16/03 19:00:00.0 70.735 69.9 11/19/03 04:00:00.0 70.735 64.55 11/21/03 13:00:00.0 70.735 66.1
11/12/03 02:00:00.0 72.46 61.3 11/14/03 11:00:00.0 70.735 68.55 11/16/03 20:00:00.0 70.735 68 11/19/03 05:00:00.0 70.735 64.15 11/21/03 14:00:00.0 70.735 66.15
11/12/03 03:00:00.0 71.77 61.4 11/14/03 12:00:00.0 70.735 69.55 11/16/03 21:00:00.0 70.735 68.35 11/19/03 06:00:00.0 70.735 63.65 11/21/03 15:00:00.0 70.735 66.1
11/12/03 04:00:00.0 71.77 61.4 11/14/03 13:00:00.0 70.735 69.8 11/16/03 22:00:00.0 70.735 68.15 11/19/03 07:00:00.0 70.735 64.8 11/21/03 16:00:00.0 70.735 66.6
11/12/03 05:00:00.0 71.77 61 11/14/03 14:00:00.0 70.735 68.55 11/16/03 23:00:00.0 70.735 67.55 11/19/03 08:00:00.0 70.735 66.35 11/21/03 17:00:00.0 70.735 66.6
11/12/03 06:00:00.0 71.77 61 11/14/03 15:00:00.0 70.735 67.55 11/17/03 00:00:00.0 70.735 68.6 11/19/03 09:00:00.0 70.735 68.3 11/21/03 18:00:00.0 70.735 65.85
11/12/03 07:00:00.0 72.46 61 11/14/03 16:00:00.0 70.735 67.05 11/17/03 01:00:00.0 70.735 67.45 11/19/03 10:00:00.0 70.735 70.55 11/21/03 19:00:00.0 70.735 65.2
11/12/03 08:00:00.0 72.46 61.3 11/14/03 17:00:00.0 70.735 66.95 11/17/03 02:00:00.0 70.735 65.8 11/19/03 11:00:00.0 70.735 70.8 11/21/03 20:00:00.0 70.735 65.2
11/12/03 09:00:00.0 72.46 61 11/14/03 18:00:00.0 70.735 66.95 11/17/03 03:00:00.0 70.735 66.05 11/19/03 12:00:00.0 70.735 70.4 11/21/03 21:00:00.0 70.735 64.85
11/12/03 10:00:00.0 73.84 61.4 11/14/03 19:00:00.0 70.735 67.1 11/17/03 04:00:00.0 70.735 66.7 11/19/03 13:00:00.0 70.735 69.2 11/21/03 22:00:00.0 70.735 64.8
11/12/03 11:00:00.0 77.31 66.3 11/14/03 20:00:00.0 70.735 67.1 11/17/03 05:00:00.0 70.735 66.5 11/19/03 14:00:00.0 71.08 69.55 11/21/03 23:00:00.0 70.735 64.4
11/12/03 12:00:00.0 78.01 64 11/14/03 21:00:00.0 70.735 66.5 11/17/03 06:00:00.0 70.735 66.7 11/19/03 15:00:00.0 70.735 68.95 11/22/03 00:00:00.0 70.735 65.2
11/12/03 13:00:00.0 72.805 68.55 11/14/03 22:00:00.0 70.735 66.8 11/17/03 07:00:00.0 70.735 67.2 11/19/03 16:00:00.0 70.735 68.2 11/22/03 01:00:00.0 70.735 64.8
11/12/03 14:00:00.0 71.425 57.4 11/14/03 23:00:00.0 70.735 67.1 11/17/03 08:00:00.0 70.735 67.2 11/19/03 17:00:00.0 70.735 67 11/22/03 02:00:00.0 70.735 64.75
11/12/03 15:00:00.0 71.425 60.8 11/15/03 00:00:00.0 70.735 67.35 11/17/03 09:00:00.0 70.735 66.7 11/19/03 18:00:00.0 70.735 67.7 11/22/03 03:00:00.0 70.735 64.55
11/12/03 16:00:00.0 71.425 60 11/15/03 01:00:00.0 70.735 66.4 11/17/03 10:00:00.0 70.735 66.5 11/19/03 19:00:00.0 70.735 66.3 11/22/03 04:00:00.0 70.735 64.4
11/12/03 17:00:00.0 70.735 59.95 11/15/03 02:00:00.0 70.735 66.35 11/17/03 11:00:00.0 70.735 66.8 11/19/03 20:00:00.0 70.735 65.6 11/22/03 05:00:00.0 70.735 65
11/12/03 18:00:00.0 71.08 63.4 11/15/03 03:00:00.0 70.735 65.75 11/17/03 12:00:00.0 70.735 67.35 11/19/03 21:00:00.0 70.735 65.2 11/22/03 06:00:00.0 70.735 65.2
11/12/03 19:00:00.0 70.735 61.7 11/15/03 04:00:00.0 70.735 66.15 11/17/03 13:00:00.0 70.735 67.8 11/19/03 22:00:00.0 70.735 65.4 11/22/03 07:00:00.0 70.735 64.85
11/12/03 20:00:00.0 70.735 63.2 11/15/03 05:00:00.0 70.735 66.4 11/17/03 14:00:00.0 70.735 68.1 11/19/03 23:00:00.0 70.735 64.75 11/22/03 08:00:00.0 70.735 66.1
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
11/22/03 09:00:00.0 70.735 66.55 11/24/03 18:00:00.0 70.735 66.05 11/27/03 03:00:00.0 70.735 64.15 11/29/03 12:00:00.0 70.735 68.15 12/01/03 21:00:00.0 70.735 64.8
11/22/03 10:00:00.0 70.735 66.75 11/24/03 19:00:00.0 70.735 65.45 11/27/03 04:00:00.0 70.735 64.15 11/29/03 13:00:00.0 70.735 67.75 12/01/03 22:00:00.0 70.735 64
11/22/03 11:00:00.0 70.735 66.5 11/24/03 20:00:00.0 70.735 66.05 11/27/03 05:00:00.0 70.735 64.35 11/29/03 14:00:00.0 70.735 68.2 12/01/03 23:00:00.0 70.735 63.55
11/22/03 12:00:00.0 70.735 66.3 11/24/03 21:00:00.0 70.735 65.6 11/27/03 06:00:00.0 70.735 64.15 11/29/03 15:00:00.0 70.735 67.6 12/02/03 00:00:00.0 70.735 62.85
11/22/03 13:00:00.0 70.735 66.1 11/24/03 22:00:00.0 70.735 65.25 11/27/03 07:00:00.0 70.735 65.45 11/29/03 16:00:00.0 70.735 67.4 12/02/03 01:00:00.0 70.735 62.7
11/22/03 14:00:00.0 70.735 66.75 11/24/03 23:00:00.0 70.735 65.65 11/27/03 08:00:00.0 70.735 67 11/29/03 17:00:00.0 70.735 67.2 12/02/03 02:00:00.0 70.735 62.15
11/22/03 15:00:00.0 70.735 66.55 11/25/03 00:00:00.0 70.735 65.2 11/27/03 09:00:00.0 70.735 69.2 11/29/03 18:00:00.0 70.735 66.7 12/02/03 03:00:00.0 70.395 61.55
11/22/03 16:00:00.0 70.735 66.05 11/25/03 01:00:00.0 70.735 64.75 11/27/03 10:00:00.0 70.735 68.95 11/29/03 19:00:00.0 70.735 65.2 12/02/03 04:00:00.0 70.735 62.05
11/22/03 17:00:00.0 70.735 65.35 11/25/03 02:00:00.0 70.735 64.05 11/27/03 11:00:00.0 70.735 68.95 11/29/03 20:00:00.0 70.735 64.75 12/02/03 05:00:00.0 70.735 62.35
11/22/03 18:00:00.0 70.735 64.75 11/25/03 03:00:00.0 70.735 64.75 11/27/03 12:00:00.0 70.735 68.95 11/29/03 21:00:00.0 70.735 64.55 12/02/03 06:00:00.0 70.735 62.15
11/22/03 19:00:00.0 70.735 64.15 11/25/03 04:00:00.0 70.735 63.45 11/27/03 13:00:00.0 70.735 68.65 11/29/03 22:00:00.0 70.735 64.35 12/02/03 07:00:00.0 70.735 61.15
11/22/03 20:00:00.0 70.735 65.15 11/25/03 05:00:00.0 70.735 63.05 11/27/03 14:00:00.0 70.735 67.45 11/29/03 23:00:00.0 70.735 63.45 12/02/03 08:00:00.0 70.735 64.35
11/22/03 21:00:00.0 70.735 64.15 11/25/03 06:00:00.0 70.735 63.6 11/27/03 15:00:00.0 71.08 67.6 11/30/03 00:00:00.0 70.735 63.8 12/02/03 09:00:00.0 70.735 67.2
11/22/03 22:00:00.0 70.735 64.95 11/25/03 07:00:00.0 70.735 64 11/27/03 16:00:00.0 71.08 66.75 11/30/03 01:00:00.0 70.735 64.15 12/02/03 10:00:00.0 70.735 68.15
11/22/03 23:00:00.0 70.735 64.75 11/25/03 08:00:00.0 70.735 65.1 11/27/03 17:00:00.0 70.735 66.5 11/30/03 02:00:00.0 70.735 63.6 12/02/03 11:00:00.0 70.735 68.15
11/23/03 00:00:00.0 70.735 64.95 11/25/03 09:00:00.0 70.735 67 11/27/03 18:00:00.0 70.735 67.2 11/30/03 03:00:00.0 70.735 63.6 12/02/03 12:00:00.0 70.735 67.75
11/23/03 01:00:00.0 70.735 65.15 11/25/03 10:00:00.0 70.735 67 11/27/03 19:00:00.0 70.735 66.05 11/30/03 04:00:00.0 70.735 63.75 12/02/03 13:00:00.0 70.735 67.85
11/23/03 02:00:00.0 70.735 64.35 11/25/03 11:00:00.0 70.735 67.3 11/27/03 20:00:00.0 70.735 67.2 11/30/03 05:00:00.0 70.735 63.95 12/02/03 14:00:00.0 70.735 68.15
11/23/03 03:00:00.0 70.735 64.75 11/25/03 12:00:00.0 71.08 69.2 11/27/03 21:00:00.0 70.735 67.3 11/30/03 06:00:00.0 70.735 63.2 12/02/03 15:00:00.0 70.735 67.4
11/23/03 04:00:00.0 70.735 65.15 11/25/03 13:00:00.0 71.08 68.6 11/27/03 22:00:00.0 70.735 66.7 11/30/03 07:00:00.0 70.735 63.8 12/02/03 16:00:00.0 70.735 66.6
11/23/03 05:00:00.0 70.735 65 11/25/03 14:00:00.0 70.735 68.15 11/27/03 23:00:00.0 70.735 68 11/30/03 08:00:00.0 70.735 65.2 12/02/03 17:00:00.0 70.735 66.2
11/23/03 06:00:00.0 70.735 65.4 11/25/03 15:00:00.0 70.735 67.9 11/28/03 00:00:00.0 70.735 67.4 11/30/03 09:00:00.0 70.735 68.35 12/02/03 18:00:00.0 70.735 65.75
11/23/03 07:00:00.0 70.735 64.85 11/25/03 16:00:00.0 70.735 67.9 11/28/03 01:00:00.0 70.735 66.15 11/30/03 10:00:00.0 70.735 66.6 12/02/03 19:00:00.0 70.735 65.65
11/23/03 08:00:00.0 71.08 65.6 11/25/03 17:00:00.0 70.735 67.3 11/28/03 02:00:00.0 70.735 65.25 11/30/03 11:00:00.0 70.735 69.55 12/02/03 20:00:00.0 70.735 65.4
11/23/03 09:00:00.0 71.77 67.9 11/25/03 18:00:00.0 70.735 66.55 11/28/03 03:00:00.0 70.735 64.55 11/30/03 12:00:00.0 70.735 68.95 12/02/03 21:00:00.0 70.735 64.95
11/23/03 10:00:00.0 70.735 67.5 11/25/03 19:00:00.0 70.735 66.6 11/28/03 04:00:00.0 70.735 64.15 11/30/03 13:00:00.0 70.735 67.85 12/02/03 22:00:00.0 70.735 64.3
11/23/03 11:00:00.0 70.735 66.5 11/25/03 20:00:00.0 70.735 65.65 11/28/03 05:00:00.0 70.735 62.55 11/30/03 14:00:00.0 70.735 68.95 12/02/03 23:00:00.0 70.735 64.2
11/23/03 12:00:00.0 70.735 67.45 11/25/03 21:00:00.0 70.735 65.9 11/28/03 06:00:00.0 70.735 62.35 11/30/03 15:00:00.0 70.735 67.85 12/03/03 00:00:00.0 70.735 62.7
11/23/03 13:00:00.0 71.08 67.4 11/25/03 22:00:00.0 70.735 65.5 11/28/03 07:00:00.0 70.735 62.35 11/30/03 16:00:00.0 70.735 67.1 12/03/03 01:00:00.0 70.735 62
11/23/03 14:00:00.0 71.08 66 11/25/03 23:00:00.0 70.735 65.2 11/28/03 08:00:00.0 70.735 64.4 11/30/03 17:00:00.0 70.735 66.6 12/03/03 02:00:00.0 70.735 62.15
11/23/03 15:00:00.0 70.735 66.75 11/26/03 00:00:00.0 70.735 65.4 11/28/03 09:00:00.0 70.735 68.75 11/30/03 18:00:00.0 70.735 66.4 12/03/03 03:00:00.0 70.735 62.35
11/23/03 16:00:00.0 70.735 65.85 11/26/03 01:00:00.0 70.735 64.75 11/28/03 10:00:00.0 71.08 68.4 11/30/03 19:00:00.0 70.735 65.65 12/03/03 04:00:00.0 70.735 61.5
11/23/03 17:00:00.0 70.735 65.45 11/26/03 02:00:00.0 70.735 63.5 11/28/03 11:00:00.0 70.735 67 11/30/03 20:00:00.0 70.735 63.95 12/03/03 05:00:00.0 70.735 62
11/23/03 18:00:00.0 70.735 65.4 11/26/03 03:00:00.0 70.735 63.8 11/28/03 12:00:00.0 70.735 67.9 11/30/03 21:00:00.0 70.735 63.4 12/03/03 06:00:00.0 70.735 62.35
11/23/03 19:00:00.0 70.735 65.45 11/26/03 04:00:00.0 70.39 63.2 11/28/03 13:00:00.0 70.735 67.4 11/30/03 22:00:00.0 70.735 62.7 12/03/03 07:00:00.0 70.05 61.9
11/23/03 20:00:00.0 70.735 65.9 11/26/03 05:00:00.0 70.735 63.8 11/28/03 14:00:00.0 71.08 67.6 11/30/03 23:00:00.0 70.735 62 12/03/03 08:00:00.0 70.735 65.05
11/23/03 21:00:00.0 70.735 65.9 11/26/03 06:00:00.0 70.735 64.15 11/28/03 15:00:00.0 71.08 67.05 12/01/03 00:00:00.0 70.735 62.7 12/03/03 09:00:00.0 70.735 67.4
11/23/03 22:00:00.0 70.735 65.85 11/26/03 07:00:00.0 70.735 63.45 11/28/03 16:00:00.0 71.08 66.95 12/01/03 01:00:00.0 70.735 62.35 12/03/03 10:00:00.0 70.735 67.75
11/23/03 23:00:00.0 70.735 65.65 11/26/03 08:00:00.0 70.735 66.15 11/28/03 17:00:00.0 70.735 66.3 12/01/03 02:00:00.0 70.735 61.7 12/03/03 11:00:00.0 70.735 67
11/24/03 00:00:00.0 70.735 64.45 11/26/03 09:00:00.0 70.735 67 11/28/03 18:00:00.0 70.735 64.65 12/01/03 03:00:00.0 70.39 61.7 12/03/03 12:00:00.0 70.735 66.8
11/24/03 01:00:00.0 70.735 64.8 11/26/03 10:00:00.0 70.735 67.6 11/28/03 19:00:00.0 70.735 64.35 12/01/03 04:00:00.0 70.735 61.7 12/03/03 13:00:00.0 70.735 66.8
11/24/03 02:00:00.0 70.735 64.4 11/26/03 11:00:00.0 70.735 69.2 11/28/03 20:00:00.0 70.735 63.95 12/01/03 05:00:00.0 70.735 62.15 12/03/03 14:00:00.0 70.735 66.75
11/24/03 03:00:00.0 70.735 64 11/26/03 12:00:00.0 70.735 69.8 11/28/03 21:00:00.0 70.735 63.6 12/01/03 06:00:00.0 70.395 61.25 12/03/03 15:00:00.0 70.735 66.8
11/24/03 04:00:00.0 70.735 63.6 11/26/03 13:00:00.0 70.735 69.45 11/28/03 22:00:00.0 70.735 63.05 12/01/03 07:00:00.0 70.735 61.35 12/03/03 16:00:00.0 70.735 66.15
11/24/03 05:00:00.0 70.735 64.55 11/26/03 14:00:00.0 70.735 69.8 11/28/03 23:00:00.0 70.735 61.8 12/01/03 08:00:00.0 70.735 63.15 12/03/03 17:00:00.0 70.735 66.15
11/24/03 06:00:00.0 70.735 64.65 11/26/03 15:00:00.0 70.735 69.55 11/29/03 00:00:00.0 70.735 62.35 12/01/03 09:00:00.0 70.735 65.6 12/03/03 18:00:00.0 70.735 65.5
11/24/03 07:00:00.0 70.735 65.85 11/26/03 16:00:00.0 70.735 68.65 11/29/03 01:00:00.0 70.735 62.35 12/01/03 10:00:00.0 70.735 66.05 12/03/03 19:00:00.0 70.735 65.95
11/24/03 08:00:00.0 70.735 66.5 11/26/03 17:00:00.0 70.735 68.15 11/29/03 02:00:00.0 70.735 62.15 12/01/03 11:00:00.0 70.735 68.15 12/03/03 20:00:00.0 70.735 67.7
11/24/03 09:00:00.0 70.735 66.55 11/26/03 18:00:00.0 70.735 67.9 11/29/03 03:00:00.0 70.735 62.2 12/01/03 12:00:00.0 70.735 70.05 12/03/03 21:00:00.0 70.735 66.15
11/24/03 10:00:00.0 70.735 66.55 11/26/03 19:00:00.0 70.735 68.45 11/29/03 04:00:00.0 70.735 61.15 12/01/03 13:00:00.0 70.735 69.15 12/03/03 22:00:00.0 70.735 65.9
11/24/03 11:00:00.0 70.735 69.2 11/26/03 20:00:00.0 70.735 67 11/29/03 05:00:00.0 70.735 61.35 12/01/03 14:00:00.0 70.735 69.8 12/03/03 23:00:00.0 70.735 65.25
11/24/03 12:00:00.0 70.735 68.6 11/26/03 21:00:00.0 70.735 65.85 11/29/03 06:00:00.0 70.735 61.55 12/01/03 15:00:00.0 70.735 67.85 12/04/03 00:00:00.0 70.735 64.6
11/24/03 13:00:00.0 70.735 66.75 11/26/03 22:00:00.0 70.735 65 11/29/03 07:00:00.0 70.735 60.4 12/01/03 16:00:00.0 70.735 67.9 12/04/03 01:00:00.0 70.735 63.55
11/24/03 14:00:00.0 70.735 68.5 11/26/03 23:00:00.0 70.735 67.1 11/29/03 08:00:00.0 70.735 64.2 12/01/03 17:00:00.0 70.735 66.35 12/04/03 02:00:00.0 70.735 63.95
11/24/03 15:00:00.0 70.735 67.6 11/27/03 00:00:00.0 70.735 64.8 11/29/03 09:00:00.0 70.735 67.2 12/01/03 18:00:00.0 70.735 66.4 12/04/03 03:00:00.0 70.735 63.95
11/24/03 16:00:00.0 70.735 66.5 11/27/03 01:00:00.0 70.735 64.75 11/29/03 10:00:00.0 70.735 68.65 12/01/03 19:00:00.0 70.735 65.2 12/04/03 04:00:00.0 70.735 64
11/24/03 17:00:00.0 70.735 65.85 11/27/03 02:00:00.0 70.735 64.35 11/29/03 11:00:00.0 70.735 68.15 12/01/03 20:00:00.0 70.735 65.15 12/04/03 05:00:00.0 70.735 63.8
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
12/04/03 06:00:00.0 70.735 63.75 12/06/03 15:00:00.0 70.735 66.75 12/09/03 00:00:00.0 70.735 65.85 12/11/03 09:00:00.0 70.735 67.25 12/13/03 18:00:00.0 70.735 68.35
12/04/03 07:00:00.0 70.735 63.95 12/06/03 16:00:00.0 70.735 67.2 12/09/03 01:00:00.0 70.395 64.65 12/11/03 10:00:00.0 70.735 67 12/13/03 19:00:00.0 70.735 66.9
12/04/03 08:00:00.0 70.735 65.75 12/06/03 17:00:00.0 70.735 66.75 12/09/03 02:00:00.0 70.735 65.2 12/11/03 11:00:00.0 70.735 67 12/13/03 20:00:00.0 70.735 65.15
12/04/03 09:00:00.0 70.735 68.2 12/06/03 18:00:00.0 70.735 67.2 12/09/03 03:00:00.0 70.735 64.95 12/11/03 12:00:00.0 70.735 67.5 12/13/03 21:00:00.0 70.735 65
12/04/03 10:00:00.0 70.735 68.15 12/06/03 19:00:00.0 70.735 67.9 12/09/03 04:00:00.0 70.735 64.35 12/11/03 13:00:00.0 70.735 69.35 12/13/03 22:00:00.0 70.735 65.15
12/04/03 11:00:00.0 70.735 68.35 12/06/03 20:00:00.0 70.735 68 12/09/03 05:00:00.0 70.735 63.8 12/11/03 14:00:00.0 70.735 67.2 12/13/03 23:00:00.0 70.735 64.2
12/04/03 12:00:00.0 71.08 69.2 12/06/03 21:00:00.0 70.395 67.25 12/09/03 06:00:00.0 70.395 64.2 12/11/03 15:00:00.0 70.735 66.5 12/14/03 00:00:00.0 70.735 64.15
12/04/03 13:00:00.0 70.735 69.8 12/06/03 22:00:00.0 70.735 67.2 12/09/03 07:00:00.0 70.395 63.6 12/11/03 16:00:00.0 70.735 66.3 12/14/03 01:00:00.0 70.735 63.8
12/04/03 14:00:00.0 70.735 68.95 12/06/03 23:00:00.0 70.735 68.65 12/09/03 08:00:00.0 70.735 64.55 12/11/03 17:00:00.0 70.735 66.25 12/14/03 02:00:00.0 70.735 63.25
12/04/03 15:00:00.0 70.735 68.5 12/07/03 00:00:00.0 70.395 66.75 12/09/03 09:00:00.0 70.735 67.45 12/11/03 18:00:00.0 70.735 65.45 12/14/03 03:00:00.0 70.735 64.35
12/04/03 16:00:00.0 70.735 67.9 12/07/03 01:00:00.0 70.735 68.9 12/09/03 10:00:00.0 70.735 68.6 12/11/03 19:00:00.0 70.735 66.8 12/14/03 04:00:00.0 70.735 64.55
12/04/03 17:00:00.0 70.735 65.8 12/07/03 02:00:00.0 70.735 68.55 12/09/03 11:00:00.0 70.735 68.6 12/11/03 20:00:00.0 70.735 65.65 12/14/03 05:00:00.0 70.735 64.15
12/04/03 18:00:00.0 70.735 65 12/07/03 03:00:00.0 70.395 67.8 12/09/03 12:00:00.0 70.735 68.05 12/11/03 21:00:00.0 70.735 65.65 12/14/03 06:00:00.0 70.395 63.5
12/04/03 19:00:00.0 70.735 63.75 12/07/03 04:00:00.0 70.735 68.45 12/09/03 13:00:00.0 70.735 67.45 12/11/03 22:00:00.0 70.735 64.8 12/14/03 07:00:00.0 70.735 64.55
12/04/03 20:00:00.0 70.735 64.15 12/07/03 05:00:00.0 70.735 68.2 12/09/03 14:00:00.0 70.735 67 12/11/03 23:00:00.0 70.735 64.55 12/14/03 08:00:00.0 70.735 65
12/04/03 21:00:00.0 70.735 64.55 12/07/03 06:00:00.0 70.735 68.8 12/09/03 15:00:00.0 70.735 66.75 12/12/03 00:00:00.0 70.735 64 12/14/03 09:00:00.0 70.735 67.25
12/04/03 22:00:00.0 70.735 64.15 12/07/03 07:00:00.0 70.395 68.9 12/09/03 16:00:00.0 70.735 66.05 12/12/03 01:00:00.0 70.735 64 12/14/03 10:00:00.0 70.735 68.6
12/04/03 23:00:00.0 70.735 63.95 12/07/03 08:00:00.0 70.735 68.45 12/09/03 17:00:00.0 70.735 65.85 12/12/03 02:00:00.0 70.735 63.6 12/14/03 11:00:00.0 70.735 68.35
12/05/03 00:00:00.0 70.735 63.95 12/07/03 09:00:00.0 70.735 68.5 12/09/03 18:00:00.0 70.735 65.6 12/12/03 03:00:00.0 70.735 63.6 12/14/03 12:00:00.0 70.735 68.6
12/05/03 01:00:00.0 70.735 63.25 12/07/03 10:00:00.0 70.735 69.6 12/09/03 19:00:00.0 70.735 66.1 12/12/03 04:00:00.0 70.735 63.6 12/14/03 13:00:00.0 70.735 69.45
12/05/03 02:00:00.0 70.735 62 12/07/03 11:00:00.0 70.735 68.5 12/09/03 20:00:00.0 70.735 65.25 12/12/03 05:00:00.0 70.735 63.2 12/14/03 14:00:00.0 70.735 68.15
12/05/03 03:00:00.0 70.735 62.2 12/07/03 12:00:00.0 70.735 69.1 12/09/03 21:00:00.0 70.735 65 12/12/03 06:00:00.0 70.735 63.4 12/14/03 15:00:00.0 70.735 68.95
12/05/03 04:00:00.0 70.735 62 12/07/03 13:00:00.0 70.735 67.55 12/09/03 22:00:00.0 70.735 63.95 12/12/03 07:00:00.0 70.735 63.6 12/14/03 16:00:00.0 70.735 67.6
12/05/03 05:00:00.0 70.735 63.2 12/07/03 14:00:00.0 70.735 68.05 12/09/03 23:00:00.0 70.735 64.35 12/12/03 08:00:00.0 70.735 64.8 12/14/03 17:00:00.0 70.735 67.7
12/05/03 06:00:00.0 70.735 63.05 12/07/03 15:00:00.0 70.735 67.7 12/10/03 00:00:00.0 70.735 63.55 12/12/03 09:00:00.0 70.735 67.2 12/14/03 18:00:00.0 70.735 66.3
12/05/03 07:00:00.0 70.735 63.8 12/07/03 16:00:00.0 70.735 67.5 12/10/03 01:00:00.0 70.735 63.6 12/12/03 10:00:00.0 70.735 67.45 12/14/03 19:00:00.0 70.735 65.4
12/05/03 08:00:00.0 70.735 65 12/07/03 17:00:00.0 70.735 67.9 12/10/03 02:00:00.0 70.395 62.9 12/12/03 11:00:00.0 70.735 67.7 12/14/03 20:00:00.0 70.735 65.2
12/05/03 09:00:00.0 70.735 66.05 12/07/03 18:00:00.0 70.735 67.9 12/10/03 03:00:00.0 70.395 62.4 12/12/03 12:00:00.0 70.735 67.75 12/14/03 21:00:00.0 70.735 64.2
12/05/03 10:00:00.0 70.735 67.6 12/07/03 19:00:00.0 70.735 67.6 12/10/03 04:00:00.0 70.395 62.4 12/12/03 13:00:00.0 70.735 69.2 12/14/03 22:00:00.0 70.735 64.55
12/05/03 11:00:00.0 70.735 67.3 12/07/03 20:00:00.0 70.735 66.9 12/10/03 05:00:00.0 70.735 62.35 12/12/03 14:00:00.0 70.735 69.45 12/14/03 23:00:00.0 70.735 63.6
12/05/03 12:00:00.0 70.735 66.75 12/07/03 21:00:00.0 70.735 67.35 12/10/03 06:00:00.0 70.395 62.25 12/12/03 15:00:00.0 70.735 69.8 12/15/03 00:00:00.0 70.735 63.2
12/05/03 13:00:00.0 70.735 65.85 12/07/03 22:00:00.0 70.735 66.35 12/10/03 07:00:00.0 70.735 60.4 12/12/03 16:00:00.0 70.735 68.15 12/15/03 01:00:00.0 70.735 63.25
12/05/03 14:00:00.0 70.735 66.8 12/07/03 23:00:00.0 70.735 66.6 12/10/03 08:00:00.0 70.735 62.5 12/12/03 17:00:00.0 70.735 68.35 12/15/03 02:00:00.0 70.735 63.6
12/05/03 15:00:00.0 70.735 65.9 12/08/03 00:00:00.0 70.735 66.4 12/10/03 09:00:00.0 70.735 66.75 12/12/03 18:00:00.0 70.735 68.35 12/15/03 03:00:00.0 70.735 63.2
12/05/03 16:00:00.0 70.735 65.85 12/08/03 01:00:00.0 70.735 66 12/10/03 10:00:00.0 70.735 68.65 12/12/03 19:00:00.0 70.735 66.5 12/15/03 04:00:00.0 70.735 62.5
12/05/03 17:00:00.0 70.735 66.55 12/08/03 02:00:00.0 70.735 65.9 12/10/03 11:00:00.0 70.735 68.85 12/12/03 20:00:00.0 70.735 65.4 12/15/03 05:00:00.0 70.735 62.85
12/05/03 18:00:00.0 70.735 66.1 12/08/03 03:00:00.0 70.735 66.55 12/10/03 12:00:00.0 70.735 70.05 12/12/03 21:00:00.0 70.735 65.9 12/15/03 06:00:00.0 70.395 62.55
12/05/03 19:00:00.0 70.735 66.5 12/08/03 04:00:00.0 70.735 66.05 12/10/03 13:00:00.0 70.735 69.45 12/12/03 22:00:00.0 70.735 65.65 12/15/03 07:00:00.0 70.735 61.7
12/05/03 20:00:00.0 70.735 66.75 12/08/03 05:00:00.0 70.735 66.75 12/10/03 14:00:00.0 70.735 68.35 12/12/03 23:00:00.0 70.735 64.2 12/15/03 08:00:00.0 70.735 64.2
12/05/03 21:00:00.0 70.735 66.55 12/08/03 06:00:00.0 70.735 65.9 12/10/03 15:00:00.0 70.735 67.9 12/13/03 00:00:00.0 70.735 64.8 12/15/03 09:00:00.0 70.735 66.3
12/05/03 22:00:00.0 70.735 65.4 12/08/03 07:00:00.0 70.735 66.3 12/10/03 16:00:00.0 70.735 67.25 12/13/03 01:00:00.0 70.735 64 12/15/03 10:00:00.0 71.08 66.45
12/05/03 23:00:00.0 70.735 65.15 12/08/03 08:00:00.0 70.735 66.35 12/10/03 17:00:00.0 70.735 66.05 12/13/03 02:00:00.0 70.735 63.4 12/15/03 11:00:00.0 70.735 66.75
12/06/03 00:00:00.0 70.735 64.95 12/08/03 09:00:00.0 70.735 67.05 12/10/03 18:00:00.0 70.735 66.05 12/13/03 03:00:00.0 70.735 63.6 12/15/03 12:00:00.0 70.735 66.55
12/06/03 01:00:00.0 70.735 65.2 12/08/03 10:00:00.0 70.735 66.55 12/10/03 19:00:00.0 70.735 65.15 12/13/03 04:00:00.0 70.735 63.4 12/15/03 13:00:00.0 70.735 67
12/06/03 02:00:00.0 70.735 66.3 12/08/03 11:00:00.0 70.735 67.7 12/10/03 20:00:00.0 70.735 64.8 12/13/03 05:00:00.0 70.395 62.6 12/15/03 14:00:00.0 70.735 67.7
12/06/03 03:00:00.0 70.735 65.6 12/08/03 12:00:00.0 70.735 66.3 12/10/03 21:00:00.0 70.735 64.75 12/13/03 06:00:00.0 70.395 62.55 12/15/03 15:00:00.0 70.735 68.9
12/06/03 04:00:00.0 70.735 66.3 12/08/03 13:00:00.0 70.735 65.2 12/10/03 22:00:00.0 70.735 64.35 12/13/03 07:00:00.0 70.735 63.2 12/15/03 16:00:00.0 70.735 66.3
12/06/03 05:00:00.0 70.735 66.35 12/08/03 14:00:00.0 70.735 67 12/10/03 23:00:00.0 70.395 63.5 12/13/03 08:00:00.0 70.735 65 12/15/03 17:00:00.0 70.735 66.3
12/06/03 06:00:00.0 70.735 67.1 12/08/03 15:00:00.0 70.735 66.5 12/11/03 00:00:00.0 70.735 63.8 12/13/03 09:00:00.0 70.735 67.25 12/15/03 18:00:00.0 70.735 65.85
12/06/03 07:00:00.0 70.39 65.2 12/08/03 16:00:00.0 70.735 65.7 12/11/03 01:00:00.0 70.735 64 12/13/03 10:00:00.0 70.735 70.4 12/15/03 19:00:00.0 70.735 65.4
12/06/03 08:00:00.0 70.735 65.8 12/08/03 17:00:00.0 70.735 66.5 12/11/03 02:00:00.0 70.735 62.85 12/13/03 11:00:00.0 70.735 70.8 12/15/03 20:00:00.0 70.735 65.15
12/06/03 09:00:00.0 70.735 66.75 12/08/03 18:00:00.0 70.735 65.6 12/11/03 03:00:00.0 70.395 64.2 12/13/03 12:00:00.0 70.735 70.3 12/15/03 21:00:00.0 70.735 65.85
12/06/03 10:00:00.0 70.735 66.25 12/08/03 19:00:00.0 70.735 65.65 12/11/03 04:00:00.0 70.735 64.55 12/13/03 13:00:00.0 70.735 69.8 12/15/03 22:00:00.0 70.735 65.15
12/06/03 11:00:00.0 70.735 66.1 12/08/03 20:00:00.0 70.735 65.45 12/11/03 05:00:00.0 70.735 64.55 12/13/03 14:00:00.0 70.735 70.4 12/15/03 23:00:00.0 70.735 64.95
12/06/03 12:00:00.0 70.735 66.3 12/08/03 21:00:00.0 70.735 65.25 12/11/03 06:00:00.0 70.395 63.85 12/13/03 15:00:00.0 70.735 69.2 12/16/03 00:00:00.0 70.735 64.05
12/06/03 13:00:00.0 70.735 66.75 12/08/03 22:00:00.0 70.735 65.2 12/11/03 07:00:00.0 70.735 63.6 12/13/03 16:00:00.0 70.735 68.95 12/16/03 01:00:00.0 70.735 64.35
12/06/03 14:00:00.0 70.735 65.65 12/08/03 23:00:00.0 70.735 65.6 12/11/03 08:00:00.0 70.735 66.05 12/13/03 17:00:00.0 70.735 69.55 12/16/03 02:00:00.0 70.735 63.8
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
12/16/03 03:00:00.0 70.735 63.2 12/18/03 12:00:00.0 70.735 67.25 12/20/03 21:00:00.0 70.735 65 12/23/03 06:00:00.0 70.395 63.4 12/25/03 15:00:00.0 70.735 68.6
12/16/03 04:00:00.0 70.735 63.25 12/18/03 13:00:00.0 70.735 66.95 12/20/03 22:00:00.0 70.735 65.85 12/23/03 07:00:00.0 70.735 62.9 12/25/03 16:00:00.0 70.735 69.2
12/16/03 05:00:00.0 70.735 64 12/18/03 14:00:00.0 70.735 67.7 12/20/03 23:00:00.0 70.735 65.45 12/23/03 08:00:00.0 70.735 65.65 12/25/03 17:00:00.0 70.735 67.85
12/16/03 06:00:00.0 70.735 64.55 12/18/03 15:00:00.0 70.735 66.55 12/21/03 00:00:00.0 70.735 65.4 12/23/03 09:00:00.0 70.735 66.9 12/25/03 18:00:00.0 70.735 65.8
12/16/03 07:00:00.0 70.735 62.9 12/18/03 16:00:00.0 70.735 66.75 12/21/03 01:00:00.0 70.735 65.1 12/23/03 10:00:00.0 70.735 66.3 12/25/03 19:00:00.0 70.735 65.15
12/16/03 08:00:00.0 70.735 65.4 12/18/03 17:00:00.0 70.735 65.4 12/21/03 02:00:00.0 70.735 64 12/23/03 11:00:00.0 70.735 66.55 12/25/03 20:00:00.0 70.735 65.4
12/16/03 09:00:00.0 70.735 68.15 12/18/03 18:00:00.0 70.735 66.3 12/21/03 03:00:00.0 70.735 64.35 12/23/03 12:00:00.0 70.735 68.35 12/25/03 21:00:00.0 70.735 64.45
12/16/03 10:00:00.0 70.735 69.8 12/18/03 19:00:00.0 70.735 65.85 12/21/03 04:00:00.0 70.735 64.55 12/23/03 13:00:00.0 70.735 67.25 12/25/03 22:00:00.0 70.735 64.55
12/16/03 11:00:00.0 70.735 69.95 12/18/03 20:00:00.0 70.735 65.4 12/21/03 05:00:00.0 70.735 63.95 12/23/03 14:00:00.0 70.735 67.85 12/25/03 23:00:00.0 70.735 65.2
12/16/03 12:00:00.0 70.735 69.15 12/18/03 21:00:00.0 70.735 65 12/21/03 06:00:00.0 70.735 63.6 12/23/03 15:00:00.0 70.735 67.55 12/26/03 00:00:00.0 70.735 64.55
12/16/03 13:00:00.0 70.735 69.8 12/18/03 22:00:00.0 70.735 64.75 12/21/03 07:00:00.0 70.735 63.25 12/23/03 16:00:00.0 70.735 67 12/26/03 01:00:00.0 70.395 63.65
12/16/03 14:00:00.0 70.735 69.7 12/18/03 23:00:00.0 70.735 63.25 12/21/03 08:00:00.0 70.735 64.4 12/23/03 17:00:00.0 70.735 65.85 12/26/03 02:00:00.0 70.735 63.6
12/16/03 15:00:00.0 70.735 69.15 12/19/03 00:00:00.0 70.735 63.75 12/21/03 09:00:00.0 70.735 66.05 12/23/03 18:00:00.0 70.735 66.05 12/26/03 03:00:00.0 70.735 64.35
12/16/03 16:00:00.0 70.735 68.5 12/19/03 01:00:00.0 70.735 63.25 12/21/03 10:00:00.0 70.735 67.7 12/23/03 19:00:00.0 70.735 65.4 12/26/03 04:00:00.0 70.39 63.45
12/16/03 17:00:00.0 70.735 67.6 12/19/03 02:00:00.0 70.735 63 12/21/03 11:00:00.0 70.735 67.2 12/23/03 20:00:00.0 70.735 65.15 12/26/03 05:00:00.0 70.735 63.4
12/16/03 18:00:00.0 70.735 68.95 12/19/03 03:00:00.0 70.05 62.3 12/21/03 12:00:00.0 70.735 67.25 12/23/03 21:00:00.0 70.735 65.2 12/26/03 06:00:00.0 70.395 63.45
12/16/03 19:00:00.0 70.735 66.35 12/19/03 04:00:00.0 70.39 62.55 12/21/03 13:00:00.0 70.735 69.2 12/23/03 22:00:00.0 70.735 64.2 12/26/03 07:00:00.0 70.735 63.6
12/16/03 20:00:00.0 70.735 65.85 12/19/03 05:00:00.0 70.05 62.35 12/21/03 14:00:00.0 70.735 70.05 12/23/03 23:00:00.0 70.735 63.95 12/26/03 08:00:00.0 70.735 64.55
12/16/03 21:00:00.0 70.735 64.95 12/19/03 06:00:00.0 70.735 63.2 12/21/03 15:00:00.0 70.735 69.3 12/24/03 00:00:00.0 70.735 62.9 12/26/03 09:00:00.0 70.735 68
12/16/03 22:00:00.0 70.735 63.45 12/19/03 07:00:00.0 70.735 62.7 12/21/03 16:00:00.0 70.735 68.65 12/24/03 01:00:00.0 70.735 63.8 12/26/03 10:00:00.0 70.735 69.7
12/16/03 23:00:00.0 70.735 63.2 12/19/03 08:00:00.0 70.735 63.4 12/21/03 17:00:00.0 70.735 67 12/24/03 02:00:00.0 70.735 63.6 12/26/03 11:00:00.0 70.735 70.3
12/17/03 00:00:00.0 70.735 62.5 12/19/03 09:00:00.0 70.735 67.3 12/21/03 18:00:00.0 70.735 66.75 12/24/03 03:00:00.0 70.735 62.7 12/26/03 12:00:00.0 70.735 70.65
12/17/03 01:00:00.0 70.735 63.75 12/19/03 10:00:00.0 70.735 66.5 12/21/03 19:00:00.0 70.735 66.05 12/24/03 04:00:00.0 70.395 62.75 12/26/03 13:00:00.0 70.735 68
12/17/03 02:00:00.0 70.735 63.95 12/19/03 11:00:00.0 70.735 66.75 12/21/03 20:00:00.0 70.735 64.95 12/24/03 05:00:00.0 70.735 63.4 12/26/03 14:00:00.0 70.735 69.2
12/17/03 03:00:00.0 70.735 64 12/19/03 12:00:00.0 70.735 65.6 12/21/03 21:00:00.0 70.735 64.2 12/24/03 06:00:00.0 70.735 63.4 12/26/03 15:00:00.0 70.735 69.8
12/17/03 04:00:00.0 70.735 65.15 12/19/03 13:00:00.0 70.735 66.5 12/21/03 22:00:00.0 70.735 63.25 12/24/03 07:00:00.0 70.735 62.65 12/26/03 16:00:00.0 70.735 68.9
12/17/03 05:00:00.0 70.735 64.15 12/19/03 14:00:00.0 70.735 68.65 12/21/03 23:00:00.0 70.735 62.85 12/24/03 08:00:00.0 70.735 64.35 12/26/03 17:00:00.0 70.735 68.85
12/17/03 06:00:00.0 70.735 65.65 12/19/03 15:00:00.0 70.735 68.9 12/22/03 00:00:00.0 70.735 62.85 12/24/03 09:00:00.0 70.39 65.3 12/26/03 18:00:00.0 70.735 66.95
12/17/03 07:00:00.0 70.735 65.2 12/19/03 16:00:00.0 70.735 67.85 12/22/03 01:00:00.0 70.395 61.85 12/24/03 10:00:00.0 70.735 66.05 12/26/03 19:00:00.0 70.735 66.75
12/17/03 08:00:00.0 70.735 66.8 12/19/03 17:00:00.0 70.735 67.2 12/22/03 02:00:00.0 70.735 62.5 12/24/03 11:00:00.0 70.735 66.75 12/26/03 20:00:00.0 70.395 65.6
12/17/03 09:00:00.0 70.735 66.75 12/19/03 18:00:00.0 70.735 67.25 12/22/03 03:00:00.0 70.735 62.55 12/24/03 12:00:00.0 70.735 69.05 12/26/03 21:00:00.0 70.735 66.05
12/17/03 10:00:00.0 70.735 68.45 12/19/03 19:00:00.0 70.735 67.2 12/22/03 04:00:00.0 70.05 61.9 12/24/03 13:00:00.0 70.735 69.95 12/26/03 22:00:00.0 70.735 65.4
12/17/03 11:00:00.0 70.735 67 12/19/03 20:00:00.0 70.735 65.65 12/22/03 05:00:00.0 70.735 62.15 12/24/03 14:00:00.0 70.735 68.95 12/26/03 23:00:00.0 70.735 64.55
12/17/03 12:00:00.0 70.735 67.05 12/19/03 21:00:00.0 70.735 65.9 12/22/03 06:00:00.0 70.735 63 12/24/03 15:00:00.0 70.735 68.95 12/27/03 00:00:00.0 70.395 63.8
12/17/03 13:00:00.0 70.735 66.75 12/19/03 22:00:00.0 70.735 65.2 12/22/03 07:00:00.0 70.735 62 12/24/03 16:00:00.0 70.735 69.8 12/27/03 01:00:00.0 70.735 63.95
12/17/03 14:00:00.0 70.735 67.75 12/19/03 23:00:00.0 70.735 64.35 12/22/03 08:00:00.0 70.735 63.25 12/24/03 17:00:00.0 70.735 66.75 12/27/03 02:00:00.0 70.395 63.6
12/17/03 15:00:00.0 70.735 68.9 12/20/03 00:00:00.0 70.735 65.2 12/22/03 09:00:00.0 70.735 66.3 12/24/03 18:00:00.0 70.735 66.05 12/27/03 03:00:00.0 70.735 63.2
12/17/03 16:00:00.0 70.735 68.05 12/20/03 01:00:00.0 70.735 65.4 12/22/03 10:00:00.0 70.735 66.75 12/24/03 19:00:00.0 70.735 66.35 12/27/03 04:00:00.0 70.735 63.4
12/17/03 17:00:00.0 70.735 67.55 12/20/03 02:00:00.0 70.395 64.8 12/22/03 11:00:00.0 70.735 67 12/24/03 20:00:00.0 70.735 65.15 12/27/03 05:00:00.0 70.735 63.75
12/17/03 18:00:00.0 70.735 67.2 12/20/03 03:00:00.0 70.395 65.2 12/22/03 12:00:00.0 70.735 66.8 12/24/03 21:00:00.0 70.735 65.85 12/27/03 06:00:00.0 70.395 63.6
12/17/03 19:00:00.0 70.735 67.25 12/20/03 04:00:00.0 70.395 64.6 12/22/03 13:00:00.0 70.735 67.75 12/24/03 22:00:00.0 70.735 65.9 12/27/03 07:00:00.0 70.735 62.85
12/17/03 20:00:00.0 70.735 65.85 12/20/03 05:00:00.0 70.735 65.2 12/22/03 14:00:00.0 70.735 68.65 12/24/03 23:00:00.0 70.735 64.55 12/27/03 08:00:00.0 70.735 64.05
12/17/03 21:00:00.0 70.735 65.35 12/20/03 06:00:00.0 70.735 65.85 12/22/03 15:00:00.0 70.735 68.55 12/25/03 00:00:00.0 70.735 64.55 12/27/03 09:00:00.0 70.735 65.85
12/17/03 22:00:00.0 70.735 64.55 12/20/03 07:00:00.0 70.735 65.4 12/22/03 16:00:00.0 70.735 68.15 12/25/03 01:00:00.0 70.735 63.8 12/27/03 10:00:00.0 70.735 66.2
12/17/03 23:00:00.0 70.735 64 12/20/03 08:00:00.0 70.735 66.3 12/22/03 17:00:00.0 70.735 68.15 12/25/03 02:00:00.0 70.395 62.9 12/27/03 11:00:00.0 70.395 67.5
12/18/03 00:00:00.0 70.735 63.25 12/20/03 09:00:00.0 70.735 67.2 12/22/03 18:00:00.0 70.735 67.3 12/25/03 03:00:00.0 70.05 62.45 12/27/03 12:00:00.0 70.735 68.2
12/18/03 01:00:00.0 70.05 63.15 12/20/03 10:00:00.0 70.735 67.25 12/22/03 19:00:00.0 70.735 65.6 12/25/03 04:00:00.0 70.05 62.75 12/27/03 13:00:00.0 70.735 68.2
12/18/03 02:00:00.0 70.395 63.1 12/20/03 11:00:00.0 70.735 65.65 12/22/03 20:00:00.0 70.735 64.95 12/25/03 05:00:00.0 70.395 63.05 12/27/03 14:00:00.0 70.735 68.55
12/18/03 03:00:00.0 70.735 62.55 12/20/03 12:00:00.0 70.735 66.05 12/22/03 21:00:00.0 70.735 64.65 12/25/03 06:00:00.0 70.735 66.6 12/27/03 15:00:00.0 70.735 68.5
12/18/03 04:00:00.0 70.395 62.9 12/20/03 13:00:00.0 70.735 66.8 12/22/03 22:00:00.0 70.735 64.55 12/25/03 07:00:00.0 70.735 63.95 12/27/03 16:00:00.0 70.735 68.25
12/18/03 05:00:00.0 70.395 63.45 12/20/03 14:00:00.0 70.735 66.05 12/22/03 23:00:00.0 70.735 64.55 12/25/03 08:00:00.0 70.735 67.05 12/27/03 17:00:00.0 70.735 66.7
12/18/03 06:00:00.0 70.735 63.4 12/20/03 15:00:00.0 70.735 65.4 12/23/03 00:00:00.0 70.735 64.95 12/25/03 09:00:00.0 71.425 71.45 12/27/03 18:00:00.0 70.735 66.5
12/18/03 07:00:00.0 70.735 62.35 12/20/03 16:00:00.0 70.735 64.95 12/23/03 01:00:00.0 70.735 64.15 12/25/03 10:00:00.0 71.77 76.1 12/27/03 19:00:00.0 70.735 65.85
12/18/03 08:00:00.0 70.735 64.55 12/20/03 17:00:00.0 70.735 65.85 12/23/03 02:00:00.0 70.735 64.15 12/25/03 11:00:00.0 71.77 78.2 12/27/03 20:00:00.0 70.735 66.8
12/18/03 09:00:00.0 70.735 66.05 12/20/03 18:00:00.0 70.735 65.4 12/23/03 03:00:00.0 70.395 63.5 12/25/03 12:00:00.0 70.735 70.5 12/27/03 21:00:00.0 70.735 66.1
12/18/03 10:00:00.0 70.735 67.2 12/20/03 19:00:00.0 70.735 65.6 12/23/03 04:00:00.0 70.395 64.4 12/25/03 13:00:00.0 70.735 69.7 12/27/03 22:00:00.0 70.735 65.85
12/18/03 11:00:00.0 70.735 67.2 12/20/03 20:00:00.0 70.735 65.6 12/23/03 05:00:00.0 70.39 64.45 12/25/03 14:00:00.0 70.735 69.65 12/27/03 23:00:00.0 70.05 64.5
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
12/28/03 00:00:00.0 70.735 64.95 12/30/03 09:00:00.0 70.735 62.65 01/01/04 18:00:00.0 70.735 67.25 01/04/04 03:00:00.0 70.395 63.1 01/06/04 12:00:00.0 70.395 73.85
12/28/03 01:00:00.0 70.395 64.8 12/30/03 10:00:00.0 70.735 58.7 01/01/04 19:00:00.0 70.735 67.85 01/04/04 04:00:00.0 70.395 63.65 01/06/04 13:00:00.0 70.735 72
12/28/03 02:00:00.0 70.395 67.05 12/30/03 11:00:00.0 70.735 58.2 01/01/04 20:00:00.0 70.395 66.4 01/04/04 05:00:00.0 70.395 64 01/06/04 14:00:00.0 70.735 71.9
12/28/03 03:00:00.0 70.735 66.3 12/30/03 12:00:00.0 70.735 62.7 01/01/04 21:00:00.0 70.395 66.4 01/04/04 06:00:00.0 70.05 65.85 01/06/04 15:00:00.0 70.05 69.15
12/28/03 04:00:00.0 70.735 66.95 12/30/03 13:00:00.0 70.735 63.25 01/01/04 22:00:00.0 70.395 67.15 01/04/04 07:00:00.0 70.395 68.45 01/06/04 16:00:00.0 70.395 68.35
12/28/03 05:00:00.0 70.395 65 12/30/03 14:00:00.0 70.735 64.95 01/01/04 23:00:00.0 70.395 68.4 01/04/04 08:00:00.0 70.735 66.3 01/06/04 17:00:00.0 70.395 67.75
12/28/03 06:00:00.0 70.395 64.6 12/30/03 15:00:00.0 70.735 63.4 01/02/04 00:00:00.0 70.735 69.45 01/04/04 09:00:00.0 70.735 68.25 01/06/04 18:00:00.0 70.05 67.1
12/28/03 07:00:00.0 70.735 65.2 12/30/03 16:00:00.0 70.735 62.85 01/02/04 01:00:00.0 70.735 68.9 01/04/04 10:00:00.0 70.05 67.85 01/06/04 19:00:00.0 70.395 67.55
12/28/03 08:00:00.0 70.395 65.25 12/30/03 17:00:00.0 70.735 61.5 01/02/04 02:00:00.0 70.735 69.4 01/04/04 11:00:00.0 70.735 68.6 01/06/04 20:00:00.0 70.05 66.65
12/28/03 09:00:00.0 70.735 64.75 12/30/03 18:00:00.0 70.735 60.4 01/02/04 03:00:00.0 70.735 68.85 01/04/04 12:00:00.0 70.735 68.55 01/06/04 21:00:00.0 70.395 66.55
12/28/03 10:00:00.0 70.735 65.2 12/30/03 19:00:00.0 70.395 61.75 01/02/04 04:00:00.0 70.395 68.95 01/04/04 13:00:00.0 70.735 68.25 01/06/04 22:00:00.0 70.39 65.9
12/28/03 11:00:00.0 70.735 65.35 12/30/03 20:00:00.0 70.735 62.35 01/02/04 05:00:00.0 70.395 68.95 01/04/04 14:00:00.0 70.395 67.85 01/06/04 23:00:00.0 70.395 64.6
12/28/03 12:00:00.0 70.735 65.65 12/30/03 21:00:00.0 70.395 62.4 01/02/04 06:00:00.0 70.395 68.7 01/04/04 15:00:00.0 70.735 69.15 01/07/04 00:00:00.0 70.05 65.05
12/28/03 13:00:00.0 70.735 64.75 12/30/03 22:00:00.0 70.735 61.2 01/02/04 07:00:00.0 70.735 68.6 01/04/04 16:00:00.0 70.735 68.9 01/07/04 01:00:00.0 70.395 65.85
12/28/03 14:00:00.0 70.735 65.6 12/30/03 23:00:00.0 70.395 59.65 01/02/04 08:00:00.0 70.735 68.3 01/04/04 17:00:00.0 70.395 69.25 01/07/04 02:00:00.0 70.395 65.25
12/28/03 15:00:00.0 70.735 66.75 12/31/03 00:00:00.0 70.05 62.4 01/02/04 09:00:00.0 70.395 68.7 01/04/04 18:00:00.0 70.395 68.3 01/07/04 03:00:00.0 70.395 65.45
12/28/03 16:00:00.0 70.735 66.3 12/31/03 01:00:00.0 70.735 62.5 01/02/04 10:00:00.0 70.735 67.85 01/04/04 19:00:00.0 70.735 67.7 01/07/04 04:00:00.0 70.395 65.3
12/28/03 17:00:00.0 70.735 67 12/31/03 02:00:00.0 70.735 59.75 01/02/04 11:00:00.0 70.735 68.15 01/04/04 20:00:00.0 70.395 65.7 01/07/04 05:00:00.0 70.735 66.05
12/28/03 18:00:00.0 70.735 66.9 12/31/03 03:00:00.0 70.39 61.55 01/02/04 12:00:00.0 70.735 70.4 01/04/04 21:00:00.0 70.395 65.25 01/07/04 06:00:00.0 70.395 66.75
12/28/03 19:00:00.0 70.735 65.6 12/31/03 04:00:00.0 70.395 63.25 01/02/04 13:00:00.0 70.735 69.45 01/04/04 22:00:00.0 70.395 64 01/07/04 07:00:00.0 70.735 64.75
12/28/03 20:00:00.0 70.395 64.45 12/31/03 05:00:00.0 70.395 65.3 01/02/04 14:00:00.0 70.735 70.95 01/04/04 23:00:00.0 70.395 63.6 01/07/04 08:00:00.0 70.395 64.8
12/28/03 21:00:00.0 70.395 64.2 12/31/03 06:00:00.0 70.05 63.5 01/02/04 15:00:00.0 70.735 69.8 01/05/04 00:00:00.0 70.395 64.4 01/07/04 09:00:00.0 70.735 68.35
12/28/03 22:00:00.0 70.395 63.8 12/31/03 07:00:00.0 70.395 63.4 01/02/04 16:00:00.0 70.735 70.65 01/05/04 01:00:00.0 70.735 64.55 01/07/04 10:00:00.0 70.735 69.7
12/28/03 23:00:00.0 70.395 63.65 12/31/03 08:00:00.0 70.395 63.65 01/02/04 17:00:00.0 70.395 68.95 01/05/04 02:00:00.0 70.05 63.65 01/07/04 11:00:00.0 70.735 69.4
12/29/03 00:00:00.0 70.395 65.05 12/31/03 09:00:00.0 70.735 65 01/02/04 18:00:00.0 70.05 68.4 01/05/04 03:00:00.0 70.395 64.2 01/07/04 12:00:00.0 70.735 68.5
12/29/03 01:00:00.0 70.05 63.85 12/31/03 10:00:00.0 70.735 65.2 01/02/04 19:00:00.0 70.735 68.85 01/05/04 04:00:00.0 70.735 69.15 01/07/04 13:00:00.0 70.735 66.3
12/29/03 02:00:00.0 70.395 64.4 12/31/03 11:00:00.0 70.735 66.25 01/02/04 20:00:00.0 70.395 67.25 01/05/04 05:00:00.0 70.735 69.65 01/07/04 14:00:00.0 70.735 66.5
12/29/03 03:00:00.0 70.395 64.6 12/31/03 12:00:00.0 70.735 66.75 01/02/04 21:00:00.0 70.395 66.3 01/05/04 06:00:00.0 70.735 69.65 01/07/04 15:00:00.0 70.735 66.75
12/29/03 04:00:00.0 70.395 64.4 12/31/03 13:00:00.0 70.735 65 01/02/04 22:00:00.0 70.395 69.35 01/05/04 07:00:00.0 70.735 66.75 01/07/04 16:00:00.0 70.735 64.35
12/29/03 05:00:00.0 70.395 65.25 12/31/03 14:00:00.0 70.735 65.85 01/02/04 23:00:00.0 70.395 69.5 01/05/04 08:00:00.0 70.395 68.75 01/07/04 17:00:00.0 70.395 67.15
12/29/03 06:00:00.0 70.395 64.4 12/31/03 15:00:00.0 70.735 64.55 01/03/04 00:00:00.0 70.395 66.55 01/05/04 09:00:00.0 70.395 71.25 01/07/04 18:00:00.0 70.735 67.3
12/29/03 07:00:00.0 70.395 63.6 12/31/03 16:00:00.0 70.735 67 01/03/04 01:00:00.0 70.395 65.7 01/05/04 10:00:00.0 70.735 72.3 01/07/04 19:00:00.0 70.735 66.05
12/29/03 08:00:00.0 70.735 62.7 12/31/03 17:00:00.0 70.735 68 01/03/04 02:00:00.0 70.05 64.85 01/05/04 11:00:00.0 70.735 70.6 01/07/04 20:00:00.0 70.735 64.95
12/29/03 09:00:00.0 70.735 64.45 12/31/03 18:00:00.0 70.395 65.25 01/03/04 03:00:00.0 70.39 64.6 01/05/04 12:00:00.0 70.735 70.6 01/07/04 21:00:00.0 70.735 64.55
12/29/03 10:00:00.0 70.735 64.35 12/31/03 19:00:00.0 70.735 66.05 01/03/04 04:00:00.0 70.395 64.8 01/05/04 13:00:00.0 70.735 68.55 01/07/04 22:00:00.0 70.735 63.4
12/29/03 11:00:00.0 70.735 64.35 12/31/03 20:00:00.0 70.735 65.4 01/03/04 05:00:00.0 70.05 64.45 01/05/04 14:00:00.0 70.735 69.4 01/07/04 23:00:00.0 70.395 63.45
12/29/03 12:00:00.0 70.735 62.9 12/31/03 21:00:00.0 70.395 64.85 01/03/04 06:00:00.0 70.05 65.3 01/05/04 15:00:00.0 70.735 68.35 01/08/04 00:00:00.0 70.395 63.45
12/29/03 13:00:00.0 70.395 62.9 12/31/03 22:00:00.0 70.735 63.4 01/03/04 07:00:00.0 70.735 63.6 01/05/04 16:00:00.0 70.395 68.95 01/08/04 01:00:00.0 70.395 63.55
12/29/03 14:00:00.0 70.735 62.5 12/31/03 23:00:00.0 70.395 64.2 01/03/04 08:00:00.0 70.735 64.8 01/05/04 17:00:00.0 70.395 69.75 01/08/04 02:00:00.0 70.395 64.05
12/29/03 15:00:00.0 70.735 63.75 01/01/04 00:00:00.0 70.395 64 01/03/04 09:00:00.0 70.735 67.75 01/05/04 18:00:00.0 70.735 68.8 01/08/04 03:00:00.0 70.735 64.45
12/29/03 16:00:00.0 70.395 64 01/01/04 01:00:00.0 70.735 64.35 01/03/04 10:00:00.0 70.735 69.1 01/05/04 19:00:00.0 70.395 69.25 01/08/04 04:00:00.0 70.395 63.95
12/29/03 17:00:00.0 70.735 64.15 01/01/04 02:00:00.0 70.735 64.15 01/03/04 11:00:00.0 70.735 68.25 01/05/04 20:00:00.0 70.395 67.35 01/08/04 05:00:00.0 70.735 65.45
12/29/03 18:00:00.0 70.395 62.35 01/01/04 03:00:00.0 70.735 64.6 01/03/04 12:00:00.0 70.735 66.5 01/05/04 21:00:00.0 70.395 66.1 01/08/04 06:00:00.0 70.395 65.3
12/29/03 19:00:00.0 70.395 62.05 01/01/04 04:00:00.0 70.735 66.3 01/03/04 13:00:00.0 70.735 66.5 01/05/04 22:00:00.0 70.395 65.6 01/08/04 07:00:00.0 70.735 64.1
12/29/03 20:00:00.0 70.395 61.9 01/01/04 05:00:00.0 70.05 64.45 01/03/04 14:00:00.0 70.735 65.6 01/05/04 23:00:00.0 70.735 65.15 01/08/04 08:00:00.0 70.735 64.35
12/29/03 21:00:00.0 70.395 64.3 01/01/04 06:00:00.0 70.395 63.3 01/03/04 15:00:00.0 70.735 64.95 01/06/04 00:00:00.0 70.395 64.8 01/08/04 09:00:00.0 70.05 64.45
12/29/03 22:00:00.0 70.735 64.35 01/01/04 07:00:00.0 70.05 63.3 01/03/04 16:00:00.0 70.735 64.55 01/06/04 01:00:00.0 70.395 64.6 01/08/04 10:00:00.0 70.395 68.65
12/29/03 23:00:00.0 70.395 63.45 01/01/04 08:00:00.0 70.735 62.5 01/03/04 17:00:00.0 70.735 64.35 01/06/04 02:00:00.0 70.395 64 01/08/04 11:00:00.0 70.735 70.25
12/30/03 00:00:00.0 70.395 63.25 01/01/04 09:00:00.0 70.735 61.3 01/03/04 18:00:00.0 70.735 63.75 01/06/04 03:00:00.0 70.05 63.3 01/08/04 12:00:00.0 70.735 69.7
12/30/03 01:00:00.0 70.395 62.7 01/01/04 10:00:00.0 70.735 61.85 01/03/04 19:00:00.0 70.735 63.6 01/06/04 04:00:00.0 70.395 63.65 01/08/04 13:00:00.0 70.395 68.8
12/30/03 02:00:00.0 70.05 64.25 01/01/04 11:00:00.0 70.735 66.6 01/03/04 20:00:00.0 70.735 63.6 01/06/04 05:00:00.0 70.395 64.8 01/08/04 14:00:00.0 70.735 68.85
12/30/03 03:00:00.0 70.735 64.55 01/01/04 12:00:00.0 70.735 67.7 01/03/04 21:00:00.0 70.735 62.3 01/06/04 06:00:00.0 70.395 65.2 01/08/04 15:00:00.0 70.735 71.9
12/30/03 04:00:00.0 70.735 64.75 01/01/04 13:00:00.0 70.735 67 01/03/04 22:00:00.0 70.395 61.55 01/06/04 07:00:00.0 70.395 69.25 01/08/04 16:00:00.0 70.735 70.6
12/30/03 05:00:00.0 70.395 64.05 01/01/04 14:00:00.0 70.735 67.2 01/03/04 23:00:00.0 70.735 62.5 01/06/04 08:00:00.0 70.395 68.7 01/08/04 17:00:00.0 71.08 75.3
12/30/03 06:00:00.0 70.395 64.6 01/01/04 15:00:00.0 70.735 68.55 01/04/04 00:00:00.0 70.395 62.1 01/06/04 09:00:00.0 70.735 68.8 01/08/04 18:00:00.0 70.735 70.2
12/30/03 07:00:00.0 70.735 64.15 01/01/04 16:00:00.0 70.735 68.25 01/04/04 01:00:00.0 70.395 62.4 01/06/04 10:00:00.0 70.395 71.1 01/08/04 19:00:00.0 70.735 69.35
12/30/03 08:00:00.0 70.39 62.55 01/01/04 17:00:00.0 70.39 66.8 01/04/04 02:00:00.0 70.395 63.8 01/06/04 11:00:00.0 70.735 72 01/08/04 20:00:00.0 70.395 66.75
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
01/08/04 21:00:00.0 70.39 65.85 01/11/04 18:00:00.0 70.395 65.85 01/14/04 03:00:00.0 70.735 63.8 01/16/04 12:00:00.0 70.735 66.35 01/18/04 21:00:00.0 70.735 66.1
01/08/04 22:00:00.0 70.395 65.25 01/11/04 19:00:00.0 70.735 65.8 01/14/04 04:00:00.0 70.395 64.05 01/16/04 13:00:00.0 70.735 69.8 01/18/04 22:00:00.0 70.735 65.6
01/08/04 23:00:00.0 70.395 64.6 01/11/04 20:00:00.0 70.395 65 01/14/04 05:00:00.0 70.395 63.7 01/16/04 14:00:00.0 70.735 69.15 01/18/04 23:00:00.0 70.735 64.95
01/09/04 00:00:00.0 70.395 64.6 01/11/04 21:00:00.0 70.05 64.45 01/14/04 06:00:00.0 70.395 64 01/16/04 15:00:00.0 70.735 68.45 01/19/04 00:00:00.0 70.05 63.65
01/09/04 01:00:00.0 70.05 64.05 01/11/04 22:00:00.0 70.395 64.6 01/14/04 07:00:00.0 70.735 63.25 01/16/04 16:00:00.0 70.735 67.5 01/19/04 01:00:00.0 70.395 63.1
01/09/04 02:00:00.0 70.05 63.85 01/11/04 23:00:00.0 70.05 63.15 01/14/04 08:00:00.0 70.735 64.55 01/16/04 17:00:00.0 70.735 67 01/19/04 02:00:00.0 70.395 62.6
01/09/04 03:00:00.0 70.395 65 01/12/04 00:00:00.0 70.735 64.35 01/14/04 09:00:00.0 70.735 66.8 01/16/04 18:00:00.0 70.735 66.6 01/19/04 03:00:00.0 70.395 62.6
01/09/04 04:00:00.0 70.395 65.05 01/12/04 01:00:00.0 70.05 64.05 01/14/04 10:00:00.0 70.735 69.2 01/16/04 19:00:00.0 70.735 65.45 01/19/04 04:00:00.0 70.05 63.5
01/09/04 05:00:00.0 70.395 65.7 01/12/04 02:00:00.0 70.395 64.6 01/14/04 11:00:00.0 70.735 70.4 01/16/04 20:00:00.0 70.735 64.35 01/19/04 05:00:00.0 70.735 65
01/09/04 06:00:00.0 70.395 65.9 01/12/04 03:00:00.0 70.395 64.6 01/14/04 12:00:00.0 70.735 70.65 01/16/04 21:00:00.0 70.735 64.55 01/19/04 06:00:00.0 70.395 64.55
01/09/04 07:00:00.0 70.735 65.65 01/12/04 04:00:00.0 70.05 64.85 01/14/04 13:00:00.0 70.735 70.65 01/16/04 22:00:00.0 70.735 65.15 01/19/04 07:00:00.0 70.735 64.2
01/09/04 08:00:00.0 70.735 65.6 01/12/04 05:00:00.0 70.395 66.55 01/14/04 14:00:00.0 70.735 69.45 01/16/04 23:00:00.0 70.395 64.6 01/19/04 08:00:00.0 70.735 63.4
01/09/04 09:00:00.0 70.735 67 01/12/04 06:00:00.0 70.395 65.65 01/14/04 15:00:00.0 70.735 69.8 01/17/04 00:00:00.0 70.735 64.35 01/19/04 09:00:00.0 70.735 65.6
01/09/04 10:00:00.0 70.735 69.15 01/12/04 07:00:00.0 70.395 68.35 01/14/04 16:00:00.0 70.735 69.45 01/17/04 01:00:00.0 70.735 64.2 01/19/04 10:00:00.0 70.735 66.05
01/09/04 11:00:00.0 71.08 71.4 01/12/04 08:00:00.0 70.735 66.5 01/14/04 17:00:00.0 70.735 69.9 01/17/04 02:00:00.0 70.735 64.55 01/19/04 11:00:00.0 70.735 66.05
01/10/04 00:00:00.0 70.735 64.95 01/12/04 09:00:00.0 70.735 67.55 01/14/04 18:00:00.0 70.735 67.9 01/17/04 03:00:00.0 70.735 64.35 01/19/04 12:00:00.0 70.735 66.7
01/10/04 01:00:00.0 70.395 65.05 01/12/04 10:00:00.0 70.735 68.9 01/14/04 19:00:00.0 70.735 67.75 01/17/04 04:00:00.0 70.395 64 01/19/04 13:00:00.0 70.735 67.45
01/10/04 02:00:00.0 70.395 65.25 01/12/04 11:00:00.0 70.735 68.55 01/14/04 20:00:00.0 70.735 66.05 01/17/04 05:00:00.0 70.05 63.3 01/19/04 14:00:00.0 70.735 70.15
01/10/04 03:00:00.0 70.735 65.85 01/12/04 12:00:00.0 70.735 71.05 01/14/04 21:00:00.0 70.735 65.35 01/17/04 06:00:00.0 70.395 63.15 01/19/04 15:00:00.0 70.735 68.05
01/10/04 04:00:00.0 70.395 66.8 01/12/04 13:00:00.0 70.735 72.3 01/14/04 22:00:00.0 70.735 65.4 01/17/04 07:00:00.0 70.735 62.85 01/19/04 16:00:00.0 70.735 67.85
01/10/04 05:00:00.0 70.05 65.95 01/12/04 14:00:00.0 70.735 71.35 01/14/04 23:00:00.0 70.735 64.55 01/17/04 08:00:00.0 70.735 64.55 01/19/04 17:00:00.0 70.735 66.5
01/10/04 06:00:00.0 70.395 67.15 01/12/04 15:00:00.0 70.735 71.35 01/15/04 00:00:00.0 70.395 63.05 01/17/04 09:00:00.0 70.735 65.6 01/19/04 18:00:00.0 70.735 67.45
01/10/04 07:00:00.0 70.735 66.35 01/12/04 16:00:00.0 70.735 68.65 01/15/04 01:00:00.0 70.735 63.8 01/17/04 10:00:00.0 70.735 65.4 01/19/04 19:00:00.0 70.735 66.1
01/10/04 08:00:00.0 70.735 65 01/12/04 17:00:00.0 70.735 68.65 01/15/04 02:00:00.0 70.395 63.3 01/17/04 11:00:00.0 70.735 66.05 01/19/04 20:00:00.0 70.735 65.8
01/10/04 09:00:00.0 70.735 66.95 01/12/04 18:00:00.0 70.735 67.3 01/15/04 03:00:00.0 70.05 63.85 01/17/04 12:00:00.0 70.735 65.6 01/19/04 21:00:00.0 70.735 65.15
01/10/04 10:00:00.0 70.735 66.7 01/12/04 19:00:00.0 70.735 67 01/15/04 04:00:00.0 70.395 63.8 01/17/04 13:00:00.0 70.735 67 01/19/04 22:00:00.0 70.735 65.4
01/10/04 11:00:00.0 70.395 69.1 01/12/04 20:00:00.0 70.735 66.05 01/15/04 05:00:00.0 70.395 63.85 01/17/04 14:00:00.0 70.735 66.25 01/19/04 23:00:00.0 70.735 63.4
01/10/04 12:00:00.0 70.735 69.4 01/12/04 21:00:00.0 70.395 66.3 01/15/04 06:00:00.0 70.395 64.45 01/17/04 15:00:00.0 70.735 68.45 01/20/04 00:00:00.0 70.395 63.8
01/10/04 13:00:00.0 70.395 68.3 01/12/04 22:00:00.0 70.735 66.05 01/15/04 07:00:00.0 70.735 63.15 01/17/04 16:00:00.0 70.735 67.85 01/20/04 01:00:00.0 70.395 63.25
01/10/04 14:00:00.0 70.735 69.15 01/12/04 23:00:00.0 70.395 66.05 01/15/04 08:00:00.0 70.735 63.95 01/17/04 17:00:00.0 70.735 67.3 01/20/04 02:00:00.0 70.395 63.05
01/10/04 15:00:00.0 70.735 67.75 01/13/04 00:00:00.0 70.05 64.85 01/15/04 09:00:00.0 70.735 65.65 01/17/04 18:00:00.0 70.735 66.3 01/20/04 03:00:00.0 70.735 63.4
01/10/04 16:00:00.0 70.735 67.7 01/13/04 01:00:00.0 70.395 64.6 01/15/04 10:00:00.0 70.735 66.35 01/17/04 19:00:00.0 70.395 65.7 01/20/04 04:00:00.0 70.735 63.25
01/10/04 17:00:00.0 70.735 67.55 01/13/04 02:00:00.0 70.735 64.55 01/15/04 11:00:00.0 70.735 66.3 01/17/04 20:00:00.0 70.735 66.1 01/20/04 05:00:00.0 70.395 63.1
01/10/04 18:00:00.0 70.735 68 01/13/04 03:00:00.0 70.395 63.85 01/15/04 12:00:00.0 70.735 68.15 01/17/04 21:00:00.0 70.735 65.45 01/20/04 06:00:00.0 70.395 62.9
01/10/04 19:00:00.0 70.395 66.6 01/13/04 04:00:00.0 70.395 64.4 01/15/04 13:00:00.0 70.735 69.2 01/17/04 22:00:00.0 70.395 66.2 01/20/04 07:00:00.0 70.735 62.35
01/10/04 20:00:00.0 70.735 65.6 01/13/04 05:00:00.0 70.395 64.6 01/15/04 14:00:00.0 70.735 69.8 01/17/04 23:00:00.0 70.735 65 01/20/04 08:00:00.0 70.735 63.4
01/10/04 21:00:00.0 70.395 67.15 01/13/04 06:00:00.0 70.395 64.4 01/15/04 15:00:00.0 70.735 69.55 01/18/04 00:00:00.0 70.735 64.15 01/20/04 09:00:00.0 70.735 65.65
01/10/04 22:00:00.0 70.395 66.1 01/13/04 07:00:00.0 70.735 63.75 01/15/04 16:00:00.0 70.735 68.95 01/18/04 01:00:00.0 70.395 63.65 01/20/04 10:00:00.0 70.735 67
01/10/04 23:00:00.0 70.735 65.65 01/13/04 08:00:00.0 70.735 65.2 01/15/04 17:00:00.0 70.735 65.7 01/18/04 02:00:00.0 70.735 63.95 01/20/04 11:00:00.0 70.735 66.95
01/11/04 00:00:00.0 70.05 65.8 01/13/04 09:00:00.0 70.735 66.3 01/15/04 18:00:00.0 70.735 64.8 01/18/04 03:00:00.0 70.395 63.8 01/20/04 12:00:00.0 70.39 68.55
01/11/04 01:00:00.0 70.735 66.05 01/13/04 10:00:00.0 70.735 67.25 01/15/04 19:00:00.0 70.735 64.75 01/18/04 04:00:00.0 70.395 63.45 01/20/04 13:00:00.0 70.05 66.3
01/11/04 02:00:00.0 70.395 66.3 01/13/04 11:00:00.0 70.735 67.75 01/15/04 20:00:00.0 70.735 64.35 01/18/04 05:00:00.0 70.05 62.6 01/20/04 14:00:00.0 70.05 66.15
01/11/04 03:00:00.0 70.735 66.3 01/13/04 12:00:00.0 70.735 68.35 01/15/04 21:00:00.0 70.735 62.85 01/18/04 06:00:00.0 70.395 63.7 01/20/04 15:00:00.0 70.39 65.25
01/11/04 04:00:00.0 70.735 66.55 01/13/04 13:00:00.0 70.735 68.6 01/15/04 22:00:00.0 70.39 62.9 01/18/04 07:00:00.0 70.735 62.55 01/20/04 16:00:00.0 70.39 65.45
01/11/04 05:00:00.0 70.05 65.7 01/13/04 14:00:00.0 70.735 69.8 01/15/04 23:00:00.0 70.735 62.85 01/18/04 08:00:00.0 70.735 63.2 01/20/04 17:00:00.0 70.39 65.45
01/11/04 06:00:00.0 70.395 65.2 01/13/04 15:00:00.0 70.735 68.45 01/16/04 00:00:00.0 70.395 62.95 01/18/04 09:00:00.0 70.735 63.8 01/20/04 18:00:00.0 70.05 64.45
01/11/04 07:00:00.0 70.735 64.85 01/13/04 16:00:00.0 70.735 68.45 01/16/04 01:00:00.0 70.395 62.8 01/18/04 10:00:00.0 70.735 66.35 01/20/04 19:00:00.0 70.39 64.4
01/11/04 08:00:00.0 70.735 66.1 01/13/04 17:00:00.0 70.735 67.7 01/16/04 02:00:00.0 70.395 63.3 01/18/04 11:00:00.0 70.735 67.85 01/20/04 20:00:00.0 70.39 64.8
01/11/04 09:00:00.0 70.735 66.05 01/13/04 18:00:00.0 70.735 66.6 01/16/04 03:00:00.0 70.05 63.35 01/18/04 12:00:00.0 70.735 69.2 01/20/04 21:00:00.0 70.39 63.25
01/11/04 10:00:00.0 70.735 67.45 01/13/04 19:00:00.0 70.735 65.2 01/16/04 04:00:00.0 70.395 63.5 01/18/04 13:00:00.0 70.735 68.9 01/20/04 22:00:00.0 70.05 64.05
01/11/04 11:00:00.0 70.735 68.2 01/13/04 20:00:00.0 70.735 64.55 01/16/04 05:00:00.0 70.395 64.65 01/18/04 14:00:00.0 70.735 69.15 01/20/04 23:00:00.0 70.39 62.75
01/11/04 12:00:00.0 70.395 69.7 01/13/04 21:00:00.0 70.395 63.25 01/16/04 06:00:00.0 70.395 65.1 01/18/04 15:00:00.0 70.735 69.45 01/21/04 00:00:00.0 70.39 63.6
01/11/04 13:00:00.0 70.735 66.5 01/13/04 22:00:00.0 70.735 63.2 01/16/04 07:00:00.0 70.735 64.1 01/18/04 16:00:00.0 70.735 67.9 01/21/04 01:00:00.0 70.05 63.45
01/11/04 14:00:00.0 70.395 67.5 01/13/04 23:00:00.0 70.735 63.4 01/16/04 08:00:00.0 70.735 63.6 01/18/04 17:00:00.0 70.735 69.8 01/21/04 02:00:00.0 70.05 62.65
01/11/04 15:00:00.0 70.735 68.75 01/14/04 00:00:00.0 70.395 63.15 01/16/04 09:00:00.0 70.735 66.1 01/18/04 18:00:00.0 70.735 68.35 01/21/04 03:00:00.0 70.05 62.95
01/11/04 16:00:00.0 70.05 67.05 01/14/04 01:00:00.0 70.735 63.25 01/16/04 10:00:00.0 70.735 67.4 01/18/04 19:00:00.0 70.735 67.6 01/21/04 04:00:00.0 70.05 63.3
01/11/04 17:00:00.0 70.395 67.25 01/14/04 02:00:00.0 70.05 62.35 01/16/04 11:00:00.0 70.735 66.05 01/18/04 20:00:00.0 70.395 66.75 01/21/04 05:00:00.0 70.05 63.1
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
01/21/04 06:00:00.0 70.05 63 01/23/04 15:00:00.0 70.39 69.35 01/26/04 00:00:00.0 70.05 64.55 01/28/04 09:00:00.0 70.39 67.95 01/30/04 18:00:00.0 70.39 65.15
01/21/04 07:00:00.0 70.05 62.6 01/23/04 16:00:00.0 70.39 69.6 01/26/04 01:00:00.0 70.05 63.85 01/28/04 10:00:00.0 70.39 69.5 01/30/04 19:00:00.0 70.39 64.05
01/21/04 08:00:00.0 70.39 63.45 01/23/04 17:00:00.0 70.39 69.5 01/26/04 02:00:00.0 70.05 64.7 01/28/04 11:00:00.0 70.39 69.75 01/30/04 20:00:00.0 70.39 64.25
01/21/04 09:00:00.0 70.39 65 01/23/04 18:00:00.0 70.39 68.05 01/26/04 03:00:00.0 70.05 64.9 01/28/04 12:00:00.0 70.39 69.25 01/30/04 21:00:00.0 70.39 64.45
01/21/04 10:00:00.0 70.735 70.4 01/23/04 19:00:00.0 70.05 66.45 01/26/04 04:00:00.0 70.05 63.7 01/28/04 13:00:00.0 70.39 69.7 01/30/04 22:00:00.0 70.39 64.25
01/21/04 11:00:00.0 70.735 70.55 01/23/04 20:00:00.0 70.05 65.3 01/26/04 05:00:00.0 70.39 65.9 01/28/04 14:00:00.0 70.39 69.6 01/30/04 23:00:00.0 70.39 63.85
01/21/04 12:00:00.0 71.08 74.4 01/23/04 21:00:00.0 70.39 64.4 01/26/04 06:00:00.0 70.05 65.25 01/28/04 15:00:00.0 70.39 68.7 01/31/04 00:00:00.0 70.39 64.4
01/21/04 13:00:00.0 70.39 72.2 01/23/04 22:00:00.0 70.05 64.85 01/26/04 07:00:00.0 70.05 69.45 01/28/04 16:00:00.0 70.39 68.9 01/31/04 01:00:00.0 70.39 63.45
01/21/04 14:00:00.0 70.39 70.35 01/23/04 23:00:00.0 70.39 64.05 01/26/04 08:00:00.0 70.39 69.5 01/28/04 17:00:00.0 70.39 69.05 01/31/04 02:00:00.0 70.39 64.25
01/21/04 15:00:00.0 70.39 69.6 01/24/04 00:00:00.0 70.39 63.25 01/26/04 09:00:00.0 70.05 68.75 01/28/04 18:00:00.0 70.39 67.85 01/31/04 03:00:00.0 70.39 63.8
01/21/04 16:00:00.0 70.39 69.35 01/24/04 01:00:00.0 70.05 63.4 01/26/04 10:00:00.0 70.39 67.35 01/28/04 19:00:00.0 70.39 67.05 01/31/04 04:00:00.0 70.39 63.45
01/21/04 17:00:00.0 70.39 68.8 01/24/04 02:00:00.0 70.39 64.25 01/26/04 11:00:00.0 70.05 66.85 01/28/04 20:00:00.0 70.39 66.3 01/31/04 05:00:00.0 70.05 63.9
01/21/04 18:00:00.0 70.39 66.95 01/24/04 03:00:00.0 70.05 64.25 01/26/04 12:00:00.0 70.05 67.05 01/28/04 21:00:00.0 70.39 65.7 01/31/04 06:00:00.0 70.39 64
01/21/04 19:00:00.0 70.39 66.1 01/24/04 04:00:00.0 70.05 63 01/26/04 13:00:00.0 70.39 66.75 01/28/04 22:00:00.0 70.39 66.1 01/31/04 07:00:00.0 70.39 63.25
01/21/04 20:00:00.0 70.39 65.4 01/24/04 05:00:00.0 70.05 64.25 01/26/04 14:00:00.0 70.39 65.5 01/28/04 23:00:00.0 70.39 65.05 01/31/04 08:00:00.0 70.39 63.15
01/21/04 21:00:00.0 70.39 64.4 01/24/04 06:00:00.0 70.05 65.3 01/26/04 15:00:00.0 70.05 65.85 01/29/04 00:00:00.0 70.05 64.85 01/31/04 09:00:00.0 70.39 64.95
01/21/04 22:00:00.0 70.39 63.85 01/24/04 07:00:00.0 70.05 67.75 01/26/04 16:00:00.0 70.39 66.55 01/29/04 01:00:00.0 70.05 64.85 01/31/04 10:00:00.0 70.39 65.25
01/21/04 23:00:00.0 70.39 63.85 01/24/04 08:00:00.0 70.39 68.45 01/26/04 17:00:00.0 70.05 67.35 01/29/04 02:00:00.0 70.05 64.85 01/31/04 11:00:00.0 70.39 66.05
01/22/04 00:00:00.0 70.05 62.95 01/24/04 09:00:00.0 70.39 67.95 01/26/04 18:00:00.0 70.39 66.2 01/29/04 03:00:00.0 70.39 64.6 01/31/04 12:00:00.0 70.39 65.6
01/22/04 01:00:00.0 70.39 63.45 01/24/04 10:00:00.0 70.39 68 01/26/04 19:00:00.0 70.39 65.65 01/29/04 04:00:00.0 70.05 64.45 01/31/04 13:00:00.0 70.39 65.65
01/22/04 02:00:00.0 70.05 63.35 01/24/04 11:00:00.0 70.39 69.7 01/26/04 20:00:00.0 70.05 64.85 01/29/04 05:00:00.0 70.05 64.45 01/31/04 14:00:00.0 70.39 64.8
01/22/04 03:00:00.0 70.05 62.85 01/24/04 12:00:00.0 70.39 69.25 01/26/04 21:00:00.0 70.05 63.9 01/29/04 06:00:00.0 70.05 63.65 01/31/04 15:00:00.0 70.39 64.6
01/22/04 04:00:00.0 70.05 63.35 01/24/04 13:00:00.0 70.39 69.25 01/26/04 22:00:00.0 70.05 64.45 01/29/04 07:00:00.0 70.39 65.9 01/31/04 16:00:00.0 70.39 64.85
01/22/04 05:00:00.0 70.05 63.7 01/24/04 14:00:00.0 70.39 68.35 01/26/04 23:00:00.0 70.05 64.1 01/29/04 08:00:00.0 70.39 66.15 01/31/04 17:00:00.0 70.39 64.85
01/22/04 06:00:00.0 70.05 64.75 01/24/04 15:00:00.0 70.39 68.85 01/27/04 00:00:00.0 70.05 64.55 01/29/04 09:00:00.0 70.39 66.05 01/31/04 18:00:00.0 70.39 64.6
01/22/04 07:00:00.0 70.39 68.1 01/24/04 16:00:00.0 70.39 68.45 01/27/04 01:00:00.0 70.05 64.1 01/29/04 10:00:00.0 70.05 64.65 01/31/04 19:00:00.0 70.39 64
01/22/04 08:00:00.0 70.39 67 01/24/04 17:00:00.0 70.39 68.65 01/27/04 02:00:00.0 70.05 65.75 01/29/04 11:00:00.0 70.39 65.45 01/31/04 20:00:00.0 70.39 63.05
01/22/04 09:00:00.0 70.39 67.8 01/24/04 18:00:00.0 70.39 67 01/27/04 03:00:00.0 70.05 66.4 01/29/04 12:00:00.0 70.39 66.3 01/31/04 21:00:00.0 70.39 63.35
01/22/04 10:00:00.0 70.39 68.55 01/24/04 19:00:00.0 70.39 65.5 01/27/04 04:00:00.0 70.05 66.85 01/29/04 13:00:00.0 70.39 68.05 01/31/04 22:00:00.0 70.39 63.1
01/22/04 11:00:00.0 70.39 69.35 01/24/04 20:00:00.0 70.39 65.05 01/27/04 05:00:00.0 70.05 67.3 01/29/04 14:00:00.0 70.39 67.85 01/31/04 23:00:00.0 70.39 63.05
01/22/04 12:00:00.0 70.39 69 01/24/04 21:00:00.0 70.05 64.55 01/27/04 06:00:00.0 70.05 68.4 01/29/04 15:00:00.0 70.39 67.05 02/01/04 00:00:00.0 70.39 63.05
01/22/04 13:00:00.0 70.39 69.7 01/24/04 22:00:00.0 70.39 64 01/27/04 07:00:00.0 70.39 67.9 01/29/04 16:00:00.0 70.39 66.85 02/01/04 01:00:00.0 70.39 63.85
01/22/04 14:00:00.0 70.39 69.15 01/24/04 23:00:00.0 70.39 64.45 01/27/04 08:00:00.0 70.39 67.75 01/29/04 17:00:00.0 70.39 68.9 02/01/04 02:00:00.0 70.39 63.05
01/22/04 15:00:00.0 70.39 69.5 01/25/04 00:00:00.0 70.39 64.25 01/27/04 09:00:00.0 70.05 67.25 01/29/04 18:00:00.0 70.39 68.65 02/01/04 03:00:00.0 70.39 63.45
01/22/04 16:00:00.0 70.39 69.85 01/25/04 01:00:00.0 70.05 64.05 01/27/04 10:00:00.0 70.39 68.2 01/29/04 19:00:00.0 70.39 67.15 02/01/04 04:00:00.0 70.39 62.75
01/22/04 17:00:00.0 70.05 68.95 01/25/04 02:00:00.0 70.05 64.3 01/27/04 11:00:00.0 70.05 68.4 01/29/04 20:00:00.0 70.39 65.4 02/01/04 05:00:00.0 70.39 61.85
01/22/04 18:00:00.0 70.39 67.9 01/25/04 03:00:00.0 70.05 64.9 01/27/04 12:00:00.0 70.39 70.35 01/29/04 21:00:00.0 70.39 64.85 02/01/04 06:00:00.0 70.39 62.15
01/22/04 19:00:00.0 70.05 66.9 01/25/04 04:00:00.0 70.05 64.65 01/27/04 13:00:00.0 70.39 71.2 01/29/04 22:00:00.0 70.39 63.1 02/01/04 07:00:00.0 70.735 61.75
01/22/04 20:00:00.0 70.39 66.1 01/25/04 05:00:00.0 70.05 65.55 01/27/04 14:00:00.0 70.05 71.25 01/29/04 23:00:00.0 70.05 63.3 02/01/04 08:00:00.0 70.735 62.5
01/22/04 21:00:00.0 70.05 65.3 01/25/04 06:00:00.0 70.05 66.8 01/27/04 15:00:00.0 70.39 70.8 01/30/04 00:00:00.0 70.05 62.95 02/01/04 09:00:00.0 70.39 64.05
01/22/04 22:00:00.0 70.39 65.45 01/25/04 07:00:00.0 70.39 67 01/27/04 16:00:00.0 70.05 71 01/30/04 01:00:00.0 70.05 63.05 02/01/04 10:00:00.0 70.39 64.6
01/22/04 23:00:00.0 70.39 64.8 01/25/04 08:00:00.0 70.39 66.85 01/27/04 17:00:00.0 70.05 69.75 01/30/04 02:00:00.0 70.05 64.1 02/01/04 11:00:00.0 70.39 64.4
01/23/04 00:00:00.0 70.39 64.8 01/25/04 09:00:00.0 70.39 66.35 01/27/04 18:00:00.0 70.05 68.9 01/30/04 03:00:00.0 70.05 64.1 02/01/04 12:00:00.0 70.39 64.8
01/23/04 01:00:00.0 70.05 63.7 01/25/04 10:00:00.0 70.39 65.8 01/27/04 19:00:00.0 70.05 68.9 01/30/04 04:00:00.0 70.05 63.9 02/01/04 13:00:00.0 70.39 64.9
01/23/04 02:00:00.0 70.39 63.5 01/25/04 11:00:00.0 70.39 66 01/27/04 20:00:00.0 70.05 66.2 01/30/04 05:00:00.0 70.39 64.5 02/01/04 14:00:00.0 70.39 64.45
01/23/04 03:00:00.0 70.39 63.65 01/25/04 12:00:00.0 70.39 66.2 01/27/04 21:00:00.0 70.05 66.65 01/30/04 06:00:00.0 70.39 64.6 02/01/04 15:00:00.0 70.39 64.9
01/23/04 04:00:00.0 70.39 64.2 01/25/04 13:00:00.0 70.39 66 01/27/04 22:00:00.0 70.05 66.35 01/30/04 07:00:00.0 70.39 62.95 02/01/04 16:00:00.0 70.39 65.4
01/23/04 05:00:00.0 70.05 64.1 01/25/04 14:00:00.0 70.39 66.2 01/27/04 23:00:00.0 70.05 65.7 01/30/04 08:00:00.0 70.39 62.65 02/01/04 17:00:00.0 70.39 65.2
01/23/04 06:00:00.0 70.05 63.4 01/25/04 15:00:00.0 70.39 66.2 01/28/04 00:00:00.0 70.05 65.3 01/30/04 09:00:00.0 70.39 64.25 02/01/04 18:00:00.0 70.39 65.3
01/23/04 07:00:00.0 70.39 68.1 01/25/04 16:00:00.0 70.39 66.25 01/28/04 01:00:00.0 70.05 65.75 01/30/04 10:00:00.0 70.39 64.95 02/01/04 19:00:00.0 70.39 64.05
01/23/04 08:00:00.0 70.39 66.75 01/25/04 17:00:00.0 70.39 66.55 01/28/04 02:00:00.0 70.05 65.75 01/30/04 11:00:00.0 70.39 64.45 02/01/04 20:00:00.0 70.39 63.65
01/23/04 09:00:00.0 70.39 67.4 01/25/04 18:00:00.0 70.05 65.1 01/28/04 03:00:00.0 70.05 65.55 01/30/04 12:00:00.0 70.39 65.05 02/01/04 21:00:00.0 70.39 63.65
01/23/04 10:00:00.0 70.39 67.35 01/25/04 19:00:00.0 70.39 65.5 01/28/04 04:00:00.0 70.05 66.45 01/30/04 13:00:00.0 70.39 65.25 02/01/04 22:00:00.0 70.39 63.5
01/23/04 11:00:00.0 70.05 67.45 01/25/04 20:00:00.0 70.05 64.55 01/28/04 05:00:00.0 70.05 67.1 01/30/04 14:00:00.0 70.39 65.25 02/01/04 23:00:00.0 70.39 62.55
01/23/04 12:00:00.0 70.05 67.45 01/25/04 21:00:00.0 70.05 64.3 01/28/04 06:00:00.0 70.05 67.3 01/30/04 15:00:00.0 70.39 65.5 02/02/04 00:00:00.0 70.39 63.45
01/23/04 13:00:00.0 70.39 69 01/25/04 22:00:00.0 70.05 63.9 01/28/04 07:00:00.0 70.39 68.45 01/30/04 16:00:00.0 70.39 65.45 02/02/04 01:00:00.0 70.39 62.7
01/23/04 14:00:00.0 70.39 69.25 01/25/04 23:00:00.0 70.05 63.6 01/28/04 08:00:00.0 70.39 68.1 01/30/04 17:00:00.0 70.39 65.25 02/02/04 02:00:00.0 70.39 63.25
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
02/02/04 03:00:00.0 70.39 63.05 02/04/04 12:00:00.0 70.39 67.5 02/06/04 21:00:00.0 70.39 66 02/09/04 06:00:00.0 70.39 64.6 02/11/04 15:00:00.0 71.08 66.15
02/02/04 04:00:00.0 70.39 62.25 02/04/04 13:00:00.0 70.39 66.15 02/06/04 22:00:00.0 70.05 66.6 02/09/04 07:00:00.0 70.395 65.1 02/11/04 16:00:00.0 71.08 65
02/02/04 05:00:00.0 70.05 62.45 02/04/04 14:00:00.0 70.39 65.5 02/06/04 23:00:00.0 70.05 67.05 02/09/04 08:00:00.0 70.735 69.3 02/11/04 17:00:00.0 70.735 65.95
02/02/04 06:00:00.0 70.39 62.4 02/04/04 15:00:00.0 70.39 66.2 02/07/04 00:00:00.0 70.05 67.95 02/09/04 09:00:00.0 70.735 69.55 02/11/04 18:00:00.0 70.735 65.35
02/02/04 07:00:00.0 70.39 62.75 02/04/04 16:00:00.0 70.39 67.15 02/07/04 01:00:00.0 70.05 67 02/09/04 10:00:00.0 70.735 69.2 02/11/04 19:00:00.0 70.735 66.7
02/02/04 08:00:00.0 70.39 63.25 02/04/04 17:00:00.0 70.39 66.8 02/07/04 02:00:00.0 70.39 67.4 02/09/04 11:00:00.0 70.735 70.05 02/11/04 20:00:00.0 70.735 65.7
02/02/04 09:00:00.0 70.39 64 02/04/04 18:00:00.0 70.39 65.5 02/07/04 03:00:00.0 70.05 65.35 02/09/04 12:00:00.0 70.735 69.15 02/11/04 21:00:00.0 70.735 65.25
02/02/04 10:00:00.0 70.39 65.25 02/04/04 19:00:00.0 70.39 65.15 02/07/04 04:00:00.0 70.05 64.9 02/09/04 13:00:00.0 70.735 69.65 02/11/04 22:00:00.0 70.735 63.6
02/02/04 11:00:00.0 70.39 65.65 02/04/04 20:00:00.0 70.39 63.5 02/07/04 05:00:00.0 70.05 65.75 02/09/04 14:00:00.0 70.735 70.95 02/11/04 23:00:00.0 70.39 62.8
02/02/04 12:00:00.0 70.39 65.2 02/04/04 21:00:00.0 70.39 63.65 02/07/04 06:00:00.0 70.05 65.3 02/09/04 15:00:00.0 70.39 67.3 02/12/04 00:00:00.0 70.39 62.95
02/02/04 13:00:00.0 70.39 65.25 02/04/04 22:00:00.0 70.39 62.9 02/07/04 07:00:00.0 70.39 63.85 02/09/04 16:00:00.0 70.39 67.05 02/12/04 01:00:00.0 70.39 62.75
02/02/04 14:00:00.0 70.39 67.05 02/04/04 23:00:00.0 70.39 62.75 02/07/04 08:00:00.0 70.39 64.5 02/09/04 17:00:00.0 70.39 66.1 02/12/04 02:00:00.0 70.39 61.85
02/02/04 15:00:00.0 70.39 67.6 02/05/04 00:00:00.0 70.39 61.8 02/07/04 09:00:00.0 70.39 65.75 02/09/04 18:00:00.0 70.39 65.45 02/12/04 03:00:00.0 70.39 62.25
02/02/04 16:00:00.0 70.39 65.5 02/05/04 01:00:00.0 70.05 62 02/07/04 10:00:00.0 70.39 67.3 02/09/04 19:00:00.0 70.39 65.9 02/12/04 04:00:00.0 70.39 62.1
02/02/04 17:00:00.0 70.39 64.8 02/05/04 02:00:00.0 70.39 61.85 02/07/04 11:00:00.0 70.39 68.85 02/09/04 20:00:00.0 70.39 66.55 02/12/04 05:00:00.0 70.39 61.8
02/02/04 18:00:00.0 70.39 65.2 02/05/04 03:00:00.0 70.05 61.95 02/07/04 12:00:00.0 70.735 68.35 02/09/04 21:00:00.0 70.39 66.15 02/12/04 06:00:00.0 70.39 61.55
02/02/04 19:00:00.0 70.39 63.45 02/05/04 04:00:00.0 70.05 62.45 02/07/04 13:00:00.0 70.39 69.35 02/09/04 22:00:00.0 70.39 67.5 02/12/04 07:00:00.0 70.39 60.55
02/02/04 20:00:00.0 70.05 64.25 02/05/04 05:00:00.0 70.05 63.4 02/07/04 14:00:00.0 70.39 68.85 02/09/04 23:00:00.0 70.39 67.3 02/12/04 08:00:00.0 70.39 62.3
02/02/04 21:00:00.0 70.05 63.7 02/05/04 06:00:00.0 70.05 62.25 02/07/04 15:00:00.0 70.39 65.9 02/10/04 00:00:00.0 70.39 66.2 02/12/04 09:00:00.0 71.08 64.05
02/02/04 22:00:00.0 70.05 63 02/05/04 07:00:00.0 70.05 63.95 02/07/04 16:00:00.0 70.39 67.4 02/10/04 01:00:00.0 70.39 66.45 02/12/04 10:00:00.0 71.08 64.25
02/02/04 23:00:00.0 70.05 62.8 02/05/04 08:00:00.0 70.39 62.8 02/07/04 17:00:00.0 70.39 66.95 02/10/04 02:00:00.0 70.39 65.25 02/12/04 11:00:00.0 71.08 64.85
02/03/04 00:00:00.0 70.05 63.1 02/05/04 09:00:00.0 70.39 65.8 02/07/04 18:00:00.0 70.39 65.95 02/10/04 03:00:00.0 70.05 63.55 02/12/04 12:00:00.0 70.735 63.65
02/03/04 01:00:00.0 70.05 61.8 02/05/04 10:00:00.0 70.39 66.4 02/07/04 19:00:00.0 70.39 65.5 02/10/04 04:00:00.0 70.05 63.9 02/12/04 13:00:00.0 71.08 62.85
02/03/04 02:00:00.0 70.05 62.45 02/05/04 11:00:00.0 70.39 66.4 02/07/04 20:00:00.0 70.39 64.2 02/10/04 05:00:00.0 70.05 63.6 02/12/04 14:00:00.0 71.08 63.6
02/03/04 03:00:00.0 70.05 62.45 02/05/04 12:00:00.0 70.39 67.05 02/07/04 21:00:00.0 70.39 64.05 02/10/04 06:00:00.0 70.05 64.25 02/12/04 15:00:00.0 71.08 64.2
02/03/04 04:00:00.0 70.05 61.85 02/05/04 13:00:00.0 70.39 67.8 02/07/04 22:00:00.0 70.39 63.85 02/10/04 07:00:00.0 70.05 66.2 02/12/04 16:00:00.0 71.08 64.5
02/03/04 05:00:00.0 70.05 62.5 02/05/04 14:00:00.0 70.39 67.8 02/07/04 23:00:00.0 70.39 62.05 02/10/04 08:00:00.0 70.735 70.6 02/12/04 17:00:00.0 70.735 65.75
02/03/04 06:00:00.0 70.05 62.95 02/05/04 15:00:00.0 70.39 68.6 02/08/04 00:00:00.0 70.05 62.45 02/10/04 09:00:00.0 71.08 71.45 02/12/04 18:00:00.0 70.735 66.5
02/03/04 07:00:00.0 70.735 62.55 02/05/04 16:00:00.0 70.39 67.6 02/08/04 01:00:00.0 70.05 62.4 02/10/04 10:00:00.0 71.08 71.15 02/12/04 19:00:00.0 70.735 65.05
02/03/04 08:00:00.0 70.39 62.45 02/05/04 17:00:00.0 70.39 67.35 02/08/04 02:00:00.0 70.05 62.45 02/10/04 11:00:00.0 71.08 68.45 02/12/04 20:00:00.0 70.735 64.15
02/03/04 09:00:00.0 70.39 64.6 02/05/04 18:00:00.0 70.39 66.95 02/08/04 03:00:00.0 70.05 62.8 02/10/04 12:00:00.0 71.08 66.25 02/12/04 21:00:00.0 70.735 62.95
02/03/04 10:00:00.0 70.39 66.35 02/05/04 19:00:00.0 70.39 65.3 02/08/04 04:00:00.0 70.05 62.8 02/10/04 13:00:00.0 71.08 67.5 02/12/04 22:00:00.0 70.735 62
02/03/04 11:00:00.0 70.39 67.5 02/05/04 20:00:00.0 70.39 64.6 02/08/04 05:00:00.0 70.05 63.1 02/10/04 14:00:00.0 71.425 65.3 02/12/04 23:00:00.0 70.39 62.55
02/03/04 12:00:00.0 70.39 69.05 02/05/04 21:00:00.0 70.39 65.05 02/08/04 06:00:00.0 70.05 63.55 02/10/04 15:00:00.0 71.08 65.6 02/13/04 00:00:00.0 70.39 60.65
02/03/04 13:00:00.0 70.39 68.85 02/05/04 22:00:00.0 70.39 64.6 02/08/04 07:00:00.0 70.735 62.45 02/10/04 16:00:00.0 71.08 65.6 02/13/04 01:00:00.0 70.39 60.95
02/03/04 14:00:00.0 70.39 68.8 02/05/04 23:00:00.0 70.39 63.65 02/08/04 08:00:00.0 70.39 60.8 02/10/04 17:00:00.0 70.735 65 02/13/04 02:00:00.0 70.39 60.05
02/03/04 15:00:00.0 70.39 68.3 02/06/04 00:00:00.0 70.39 63.65 02/08/04 09:00:00.0 70.39 64.9 02/10/04 18:00:00.0 70.735 65.95 02/13/04 03:00:00.0 70.39 60.7
02/03/04 16:00:00.0 70.39 67.8 02/06/04 01:00:00.0 70.39 63.85 02/08/04 10:00:00.0 70.39 66.1 02/10/04 19:00:00.0 70.39 65.55 02/13/04 04:00:00.0 70.39 60.9
02/03/04 17:00:00.0 70.39 67.3 02/06/04 02:00:00.0 70.05 63.2 02/08/04 11:00:00.0 70.39 67.6 02/10/04 20:00:00.0 70.735 65.5 02/13/04 05:00:00.0 70.39 61.65
02/03/04 18:00:00.0 70.39 68.05 02/06/04 03:00:00.0 70.39 63.85 02/08/04 12:00:00.0 70.39 67.8 02/10/04 21:00:00.0 70.39 64.25 02/13/04 06:00:00.0 70.39 61.5
02/03/04 19:00:00.0 70.39 67.85 02/06/04 04:00:00.0 70.05 64.05 02/08/04 13:00:00.0 70.735 66.8 02/10/04 22:00:00.0 70.39 64.05 02/13/04 07:00:00.0 70.735 62.6
02/03/04 20:00:00.0 70.39 67.85 02/06/04 05:00:00.0 70.39 65.2 02/08/04 14:00:00.0 70.39 67.35 02/10/04 23:00:00.0 70.39 62.4 02/13/04 08:00:00.0 70.735 63.55
02/03/04 21:00:00.0 70.39 65.95 02/06/04 06:00:00.0 70.05 64.45 02/08/04 15:00:00.0 70.39 68.05 02/11/04 00:00:00.0 70.39 62.05 02/13/04 09:00:00.0 70.39 62.95
02/03/04 22:00:00.0 70.39 65.45 02/06/04 07:00:00.0 70.735 64.1 02/08/04 16:00:00.0 70.39 67.8 02/11/04 01:00:00.0 70.39 61.55 02/13/04 10:00:00.0 70.39 62.75
02/03/04 23:00:00.0 70.05 64.85 02/06/04 08:00:00.0 70.39 66.15 02/08/04 17:00:00.0 70.39 68.3 02/11/04 02:00:00.0 70.39 62.4 02/13/04 11:00:00.0 70.39 63.15
02/04/04 00:00:00.0 70.39 64.6 02/06/04 09:00:00.0 70.39 65.75 02/08/04 18:00:00.0 70.39 68.65 02/11/04 03:00:00.0 70.39 61.35 02/13/04 12:00:00.0 70.735 63.1
02/04/04 01:00:00.0 70.05 64.05 02/06/04 10:00:00.0 70.39 65.65 02/08/04 19:00:00.0 70.39 68.15 02/11/04 04:00:00.0 70.39 61.25 02/13/04 13:00:00.0 70.735 62.55
02/04/04 02:00:00.0 70.05 65.5 02/06/04 11:00:00.0 70.39 66.8 02/08/04 20:00:00.0 70.39 67.15 02/11/04 05:00:00.0 70.39 61.8 02/13/04 14:00:00.0 71.08 62.5
02/04/04 03:00:00.0 70.39 65.7 02/06/04 12:00:00.0 70.39 67.5 02/08/04 21:00:00.0 70.39 64.85 02/11/04 06:00:00.0 70.39 62.15 02/13/04 15:00:00.0 71.08 63.75
02/04/04 04:00:00.0 70.05 66 02/06/04 13:00:00.0 70.39 68.55 02/08/04 22:00:00.0 70.39 64.45 02/11/04 07:00:00.0 70.735 60.85 02/13/04 16:00:00.0 71.08 65.05
02/04/04 05:00:00.0 70.39 64.4 02/06/04 14:00:00.0 70.39 69.65 02/08/04 23:00:00.0 70.39 64.6 02/11/04 08:00:00.0 70.39 61.4 02/13/04 17:00:00.0 70.735 64.85
02/04/04 06:00:00.0 70.05 63.9 02/06/04 15:00:00.0 70.39 69.25 02/09/04 00:00:00.0 70.39 65.25 02/11/04 09:00:00.0 70.735 63.45 02/13/04 18:00:00.0 70.735 64.65
02/04/04 07:00:00.0 70.39 63.25 02/06/04 16:00:00.0 70.39 68.35 02/09/04 01:00:00.0 70.39 66.2 02/11/04 10:00:00.0 71.08 64.4 02/13/04 19:00:00.0 70.735 64.3
02/04/04 08:00:00.0 70.39 64.25 02/06/04 17:00:00.0 70.39 67.05 02/09/04 02:00:00.0 70.39 64.05 02/11/04 11:00:00.0 71.08 64.2 02/13/04 20:00:00.0 70.735 63
02/04/04 09:00:00.0 70.39 66.55 02/06/04 18:00:00.0 70.39 66.15 02/09/04 03:00:00.0 70.39 64.8 02/11/04 12:00:00.0 70.735 65.2 02/13/04 21:00:00.0 70.39 62.45
02/04/04 10:00:00.0 70.39 66.8 02/06/04 19:00:00.0 70.39 66 02/09/04 04:00:00.0 70.39 65.65 02/11/04 13:00:00.0 71.08 66.25 02/13/04 22:00:00.0 70.39 61.8
02/04/04 11:00:00.0 70.39 66.8 02/06/04 20:00:00.0 70.05 67.35 02/09/04 05:00:00.0 70.39 65.05 02/11/04 14:00:00.0 71.08 66.65 02/13/04 23:00:00.0 70.39 62.1
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
02/14/04 00:00:00.0 70.39 62.25 02/16/04 09:00:00.0 70.39 64.05 02/18/04 18:00:00.0 70.39 63.45 02/21/04 03:00:00.0 70.39 61.8 02/23/04 12:00:00.0 70.39 67.25
02/14/04 01:00:00.0 70.39 62.25 02/16/04 10:00:00.0 70.39 64.25 02/18/04 19:00:00.0 70.39 63.25 02/21/04 04:00:00.0 70.39 61.95 02/23/04 13:00:00.0 70.39 67.5
02/14/04 02:00:00.0 70.39 62 02/16/04 11:00:00.0 70.39 64.05 02/18/04 20:00:00.0 70.39 62.95 02/21/04 05:00:00.0 70.39 61.1 02/23/04 14:00:00.0 70.39 68
02/14/04 03:00:00.0 70.39 61.5 02/16/04 12:00:00.0 71.08 64.2 02/18/04 21:00:00.0 70.39 62.9 02/21/04 06:00:00.0 70.39 62.55 02/23/04 15:00:00.0 70.39 67.05
02/14/04 04:00:00.0 70.39 60.05 02/16/04 13:00:00.0 70.735 64.8 02/18/04 22:00:00.0 70.39 61.7 02/21/04 07:00:00.0 70.39 62.85 02/23/04 16:00:00.0 70.39 65.85
02/14/04 05:00:00.0 70.39 60.05 02/16/04 14:00:00.0 71.08 67.3 02/18/04 23:00:00.0 70.39 62.1 02/21/04 08:00:00.0 70.39 61.95 02/23/04 17:00:00.0 70.39 65.9
02/14/04 06:00:00.0 70.39 60.55 02/16/04 15:00:00.0 71.08 67.45 02/19/04 00:00:00.0 70.39 61.85 02/21/04 09:00:00.0 70.735 62.05 02/23/04 18:00:00.0 70.39 64.2
02/14/04 07:00:00.0 70.39 60.4 02/16/04 16:00:00.0 71.08 66.95 02/19/04 01:00:00.0 70.39 61.9 02/21/04 10:00:00.0 70.39 63.25 02/23/04 19:00:00.0 70.39 64.05
02/14/04 08:00:00.0 70.39 61.25 02/16/04 17:00:00.0 70.735 67 02/19/04 02:00:00.0 70.39 61.4 02/21/04 11:00:00.0 70.39 63.45 02/23/04 20:00:00.0 70.39 63.05
02/14/04 09:00:00.0 70.39 62.4 02/16/04 18:00:00.0 70.735 67.05 02/19/04 03:00:00.0 70.39 62.2 02/21/04 12:00:00.0 70.39 63.25 02/23/04 21:00:00.0 70.39 62.9
02/14/04 10:00:00.0 70.39 63.65 02/16/04 19:00:00.0 70.735 66.55 02/19/04 04:00:00.0 70.39 62.4 02/21/04 13:00:00.0 70.39 63.05 02/23/04 22:00:00.0 70.39 62.2
02/14/04 11:00:00.0 70.39 65.05 02/16/04 20:00:00.0 70.735 65.9 02/19/04 05:00:00.0 70.39 61.7 02/21/04 14:00:00.0 70.39 62.4 02/23/04 23:00:00.0 70.39 61.1
02/14/04 12:00:00.0 70.39 65.75 02/16/04 21:00:00.0 70.735 66.35 02/19/04 06:00:00.0 70.39 62.2 02/21/04 15:00:00.0 70.39 62.4 02/24/04 00:00:00.0 70.39 60.75
02/14/04 13:00:00.0 70.39 65.05 02/16/04 22:00:00.0 70.39 66.2 02/19/04 07:00:00.0 70.735 61.5 02/21/04 16:00:00.0 70.39 61.7 02/24/04 01:00:00.0 70.39 60.7
02/14/04 14:00:00.0 70.735 65.95 02/16/04 23:00:00.0 70.39 65.05 02/19/04 08:00:00.0 70.735 62.7 02/21/04 17:00:00.0 70.39 62.2 02/24/04 02:00:00.0 70.05 61
02/14/04 15:00:00.0 70.39 65.95 02/17/04 00:00:00.0 70.39 63.65 02/19/04 09:00:00.0 70.735 63.4 02/21/04 18:00:00.0 70.39 65.05 02/24/04 03:00:00.0 70.05 60.9
02/14/04 16:00:00.0 70.39 65.05 02/17/04 01:00:00.0 70.39 63.3 02/19/04 10:00:00.0 70.39 63.8 02/21/04 19:00:00.0 70.39 64.6 02/24/04 04:00:00.0 70.05 60.6
02/14/04 17:00:00.0 70.39 66 02/17/04 02:00:00.0 70.39 63.5 02/19/04 11:00:00.0 70.39 65.25 02/21/04 20:00:00.0 70.05 62.6 02/24/04 05:00:00.0 70.05 61.5
02/14/04 18:00:00.0 70.39 66.15 02/17/04 03:00:00.0 70.39 62.05 02/19/04 12:00:00.0 70.39 65.45 02/21/04 21:00:00.0 70.05 62.05 02/24/04 06:00:00.0 70.05 61.4
02/14/04 19:00:00.0 70.39 64.7 02/17/04 04:00:00.0 70.39 62.8 02/19/04 13:00:00.0 70.39 66.1 02/21/04 22:00:00.0 70.05 62.05 02/24/04 07:00:00.0 70.735 60.45
02/14/04 20:00:00.0 70.39 64.05 02/17/04 05:00:00.0 70.39 63.75 02/19/04 14:00:00.0 70.735 66.55 02/21/04 23:00:00.0 70.05 61.75 02/24/04 08:00:00.0 70.39 60.3
02/14/04 21:00:00.0 70.39 62.6 02/17/04 06:00:00.0 70.39 66.05 02/19/04 15:00:00.0 70.39 65 02/22/04 00:00:00.0 70.05 61.1 02/24/04 09:00:00.0 70.39 62.95
02/14/04 22:00:00.0 70.39 62.75 02/17/04 07:00:00.0 70.39 66 02/19/04 16:00:00.0 70.735 64.35 02/22/04 01:00:00.0 70.39 61.05 02/24/04 10:00:00.0 70.39 64.2
02/14/04 23:00:00.0 70.39 61.95 02/17/04 08:00:00.0 70.39 66.25 02/19/04 17:00:00.0 70.39 63.65 02/22/04 02:00:00.0 70.05 61.95 02/24/04 11:00:00.0 70.39 65
02/15/04 00:00:00.0 70.39 61.15 02/17/04 09:00:00.0 70.39 64.9 02/19/04 18:00:00.0 70.39 63.45 02/22/04 03:00:00.0 70.39 61.9 02/24/04 12:00:00.0 70.39 66.3
02/15/04 01:00:00.0 70.39 60.6 02/17/04 10:00:00.0 70.39 63.7 02/19/04 19:00:00.0 70.39 64.8 02/22/04 04:00:00.0 70.39 62.1 02/24/04 13:00:00.0 70.39 67.25
02/15/04 02:00:00.0 70.39 61.3 02/17/04 11:00:00.0 70.735 65.7 02/19/04 20:00:00.0 70.39 65.05 02/22/04 05:00:00.0 70.05 61.65 02/24/04 14:00:00.0 70.39 66.75
02/15/04 03:00:00.0 70.39 60.7 02/17/04 12:00:00.0 70.735 66.05 02/19/04 21:00:00.0 70.39 65.05 02/22/04 06:00:00.0 70.05 62.8 02/24/04 15:00:00.0 70.735 64.55
02/15/04 04:00:00.0 70.39 60.15 02/17/04 13:00:00.0 71.08 66.75 02/19/04 22:00:00.0 70.39 64.6 02/22/04 07:00:00.0 70.735 60.75 02/24/04 16:00:00.0 70.735 63.35
02/15/04 05:00:00.0 70.39 61.25 02/17/04 14:00:00.0 70.735 67.25 02/19/04 23:00:00.0 70.39 63.45 02/22/04 08:00:00.0 70.735 61.35 02/24/04 17:00:00.0 70.39 63.15
02/15/04 06:00:00.0 70.39 62.05 02/17/04 15:00:00.0 71.08 66.75 02/20/04 00:00:00.0 70.39 62.6 02/22/04 09:00:00.0 70.39 63.3 02/24/04 18:00:00.0 70.39 62.4
02/15/04 07:00:00.0 70.735 61.2 02/17/04 16:00:00.0 71.08 65.9 02/20/04 01:00:00.0 70.39 61.7 02/22/04 10:00:00.0 70.39 64.2 02/24/04 19:00:00.0 70.39 63.15
02/15/04 08:00:00.0 70.39 61.35 02/17/04 17:00:00.0 70.735 65.9 02/20/04 02:00:00.0 70.39 61.4 02/22/04 11:00:00.0 70.39 65.85 02/24/04 20:00:00.0 70.39 62.05
02/15/04 09:00:00.0 70.39 61.85 02/17/04 18:00:00.0 70.735 65 02/20/04 03:00:00.0 70.39 61.25 02/22/04 12:00:00.0 70.39 63.8 02/24/04 21:00:00.0 70.39 62.2
02/15/04 10:00:00.0 70.39 64.6 02/17/04 19:00:00.0 70.735 64.9 02/20/04 04:00:00.0 70.39 61.55 02/22/04 13:00:00.0 70.39 65.05 02/24/04 22:00:00.0 70.39 62.55
02/15/04 11:00:00.0 70.39 65.05 02/17/04 20:00:00.0 70.735 63.25 02/20/04 05:00:00.0 70.39 61.4 02/22/04 14:00:00.0 70.39 64.4 02/24/04 23:00:00.0 70.39 60.45
02/15/04 12:00:00.0 70.39 65.45 02/17/04 21:00:00.0 70.735 63.1 02/20/04 06:00:00.0 70.39 60.9 02/22/04 15:00:00.0 70.39 64.6 02/25/04 00:00:00.0 70.39 60.6
02/15/04 13:00:00.0 70.39 64.85 02/17/04 22:00:00.0 70.39 62.25 02/20/04 07:00:00.0 70.39 61.4 02/22/04 16:00:00.0 70.39 63.85 02/25/04 01:00:00.0 70.39 60.9
02/15/04 14:00:00.0 70.39 64.25 02/17/04 23:00:00.0 70.39 60.8 02/20/04 08:00:00.0 70.39 61.85 02/22/04 17:00:00.0 70.39 64 02/25/04 02:00:00.0 70.39 61.75
02/15/04 15:00:00.0 70.39 67.3 02/18/04 00:00:00.0 70.39 61.3 02/20/04 09:00:00.0 70.39 63.65 02/22/04 18:00:00.0 70.39 63.8 02/25/04 03:00:00.0 70.39 61.1
02/15/04 16:00:00.0 70.39 66.55 02/18/04 01:00:00.0 70.39 60.85 02/20/04 10:00:00.0 70.39 64.8 02/22/04 19:00:00.0 70.39 63.45 02/25/04 04:00:00.0 70.39 61.25
02/15/04 17:00:00.0 70.39 64.4 02/18/04 02:00:00.0 70.39 60.45 02/20/04 11:00:00.0 70.39 67.25 02/22/04 20:00:00.0 70.39 63.65 02/25/04 05:00:00.0 70.05 60.9
02/15/04 18:00:00.0 70.39 64.05 02/18/04 03:00:00.0 70.39 60.85 02/20/04 12:00:00.0 70.39 67.75 02/22/04 21:00:00.0 70.39 62.75 02/25/04 06:00:00.0 70.39 61.05
02/15/04 19:00:00.0 70.39 63.85 02/18/04 04:00:00.0 70.39 60.05 02/20/04 13:00:00.0 70.735 67.2 02/22/04 22:00:00.0 70.39 62.05 02/25/04 07:00:00.0 70.735 60.15
02/15/04 20:00:00.0 70.39 65.75 02/18/04 05:00:00.0 70.39 60.05 02/20/04 14:00:00.0 70.735 67.5 02/22/04 23:00:00.0 70.39 61.75 02/25/04 08:00:00.0 70.39 60.95
02/15/04 21:00:00.0 70.39 65.4 02/18/04 06:00:00.0 70.39 60.55 02/20/04 15:00:00.0 70.735 65.4 02/23/04 00:00:00.0 70.05 61.3 02/25/04 09:00:00.0 70.735 62.65
02/15/04 22:00:00.0 70.39 63.45 02/18/04 07:00:00.0 70.735 60.15 02/20/04 16:00:00.0 70.735 66.1 02/23/04 01:00:00.0 70.05 61.45 02/25/04 10:00:00.0 70.39 64.4
02/15/04 23:00:00.0 70.39 62.75 02/18/04 08:00:00.0 70.39 60.65 02/20/04 17:00:00.0 70.39 66.1 02/23/04 02:00:00.0 70.05 61.35 02/25/04 11:00:00.0 70.39 64.8
02/16/04 00:00:00.0 70.39 61.55 02/18/04 09:00:00.0 70.39 61.4 02/20/04 18:00:00.0 70.39 66.2 02/23/04 03:00:00.0 70.39 60.95 02/25/04 12:00:00.0 70.39 65.2
02/16/04 01:00:00.0 70.39 61.9 02/18/04 10:00:00.0 70.39 62.35 02/20/04 19:00:00.0 70.39 65.05 02/23/04 04:00:00.0 70.05 61.65 02/25/04 13:00:00.0 70.735 69.05
02/16/04 02:00:00.0 70.39 61.4 02/18/04 11:00:00.0 70.39 64.8 02/20/04 20:00:00.0 70.39 65.25 02/23/04 05:00:00.0 70.39 62.75 02/25/04 14:00:00.0 70.735 68.75
02/16/04 03:00:00.0 70.39 61.4 02/18/04 12:00:00.0 70.39 65.45 02/20/04 21:00:00.0 70.39 66.2 02/23/04 06:00:00.0 70.05 61.9 02/25/04 15:00:00.0 71.08 65.6
02/16/04 04:00:00.0 70.39 61.9 02/18/04 13:00:00.0 70.39 65.7 02/20/04 22:00:00.0 70.39 66.15 02/23/04 07:00:00.0 70.735 60.05 02/25/04 16:00:00.0 71.08 65.55
02/16/04 05:00:00.0 70.39 61.7 02/18/04 14:00:00.0 70.39 65 02/20/04 23:00:00.0 70.39 66.35 02/23/04 08:00:00.0 70.39 59.9 02/25/04 17:00:00.0 70.735 64.2
02/16/04 06:00:00.0 70.39 62.4 02/18/04 15:00:00.0 70.39 65.05 02/21/04 00:00:00.0 70.39 65.45 02/23/04 09:00:00.0 70.39 62.35 02/25/04 18:00:00.0 70.39 65.15
02/16/04 07:00:00.0 70.735 61.5 02/18/04 16:00:00.0 70.39 64.6 02/21/04 01:00:00.0 70.39 63.85 02/23/04 10:00:00.0 70.39 64 02/25/04 19:00:00.0 70.39 64.45
02/16/04 08:00:00.0 70.39 62.9 02/18/04 17:00:00.0 70.39 64.4 02/21/04 02:00:00.0 70.39 62.95 02/23/04 11:00:00.0 70.39 64.4 02/25/04 20:00:00.0 70.39 63.45
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
02/25/04 21:00:00.0 70.39 63.1 02/28/04 06:00:00.0 70.39 61.25 03/01/04 15:00:00.0 70.735 64.15 03/04/04 00:00:00.0 70.39 63.85 03/06/04 09:00:00.0 70.39 63.3
02/25/04 22:00:00.0 70.39 62.7 02/28/04 07:00:00.0 70.735 61 03/01/04 16:00:00.0 70.39 64.6 03/04/04 01:00:00.0 70.39 63.7 03/06/04 10:00:00.0 70.735 65.6
02/25/04 23:00:00.0 70.39 62.5 02/28/04 08:00:00.0 70.735 61.5 03/01/04 17:00:00.0 70.39 65.05 03/04/04 02:00:00.0 70.39 63.65 03/06/04 11:00:00.0 71.08 64.3
02/26/04 00:00:00.0 70.39 63.6 02/28/04 09:00:00.0 70.735 63 03/01/04 18:00:00.0 70.39 64.4 03/04/04 03:00:00.0 70.39 61.9 03/06/04 12:00:00.0 71.08 64.3
02/26/04 01:00:00.0 70.39 62.9 02/28/04 10:00:00.0 70.735 64.15 03/01/04 19:00:00.0 70.39 63.45 03/04/04 04:00:00.0 70.39 64.05 03/06/04 13:00:00.0 71.08 64.85
02/26/04 02:00:00.0 70.39 62.4 02/28/04 11:00:00.0 70.735 64.35 03/01/04 20:00:00.0 70.39 63.15 03/04/04 05:00:00.0 70.39 63.55 03/06/04 14:00:00.0 71.08 64.95
02/26/04 03:00:00.0 70.39 62.55 02/28/04 12:00:00.0 70.735 64.35 03/01/04 21:00:00.0 70.39 63.45 03/04/04 06:00:00.0 70.39 62.65 03/06/04 15:00:00.0 71.08 65.15
02/26/04 04:00:00.0 70.39 62.05 02/28/04 13:00:00.0 70.39 64.2 03/01/04 22:00:00.0 70.39 62.4 03/04/04 07:00:00.0 71.08 61.15 03/06/04 16:00:00.0 71.08 63.6
02/26/04 05:00:00.0 70.39 62.9 02/28/04 14:00:00.0 70.735 63.6 03/01/04 23:00:00.0 70.39 62.1 03/04/04 08:00:00.0 70.735 59.45 03/06/04 17:00:00.0 71.08 64.95
02/26/04 06:00:00.0 70.39 62.55 02/28/04 15:00:00.0 70.735 64 03/02/04 00:00:00.0 70.39 62.75 03/04/04 09:00:00.0 70.735 60.7 03/06/04 18:00:00.0 70.735 65
02/26/04 07:00:00.0 70.39 63.45 02/28/04 16:00:00.0 70.735 63.55 03/02/04 01:00:00.0 70.39 62.1 03/04/04 10:00:00.0 70.735 64 03/06/04 19:00:00.0 70.735 64.65
02/26/04 08:00:00.0 70.39 62.55 02/28/04 17:00:00.0 70.735 63.8 03/02/04 02:00:00.0 70.39 61.95 03/04/04 11:00:00.0 70.735 63.4 03/06/04 20:00:00.0 70.735 63.6
02/26/04 09:00:00.0 70.39 64.2 02/28/04 18:00:00.0 70.735 62.7 03/02/04 03:00:00.0 70.39 64.6 03/04/04 12:00:00.0 71.08 63.4 03/06/04 21:00:00.0 70.735 63.6
02/26/04 10:00:00.0 70.39 65.05 02/28/04 19:00:00.0 70.735 63.6 03/02/04 04:00:00.0 70.39 63.55 03/04/04 13:00:00.0 70.735 63.8 03/06/04 22:00:00.0 70.39 62.85
02/26/04 11:00:00.0 70.735 65.6 02/28/04 20:00:00.0 70.735 62.55 03/02/04 05:00:00.0 70.39 63.1 03/04/04 14:00:00.0 70.735 62 03/06/04 23:00:00.0 70.39 62.8
02/26/04 12:00:00.0 70.39 64.4 02/28/04 21:00:00.0 70.39 62.4 03/02/04 06:00:00.0 70.39 62.6 03/04/04 15:00:00.0 70.735 62.7 03/07/04 00:00:00.0 70.39 62.6
02/26/04 13:00:00.0 70.735 64.95 02/28/04 22:00:00.0 70.39 62.1 03/02/04 07:00:00.0 70.39 65.25 03/04/04 16:00:00.0 70.735 62.35 03/07/04 01:00:00.0 70.39 61.8
02/26/04 14:00:00.0 70.735 65.8 02/28/04 23:00:00.0 70.39 61.8 03/02/04 08:00:00.0 70.39 66.4 03/04/04 17:00:00.0 70.735 63.25 03/07/04 02:00:00.0 70.39 62.75
02/26/04 15:00:00.0 70.735 64.55 02/29/04 00:00:00.0 70.39 61.1 03/02/04 09:00:00.0 70.39 65.75 03/04/04 18:00:00.0 70.735 63.3 03/07/04 03:00:00.0 70.39 62.75
02/26/04 16:00:00.0 70.735 64.35 02/29/04 01:00:00.0 70.39 61.25 03/02/04 10:00:00.0 70.39 66.05 03/04/04 19:00:00.0 70.735 62.2 03/07/04 04:00:00.0 70.39 62.2
02/26/04 17:00:00.0 70.39 63.25 02/29/04 02:00:00.0 70.39 61.1 03/02/04 11:00:00.0 70.39 66.75 03/04/04 20:00:00.0 70.39 61.55 03/07/04 05:00:00.0 70.39 62.55
02/26/04 18:00:00.0 70.39 62.6 02/29/04 03:00:00.0 70.39 60.75 03/02/04 12:00:00.0 70.735 66.7 03/04/04 21:00:00.0 70.735 62 03/07/04 06:00:00.0 70.39 62.8
02/26/04 19:00:00.0 70.39 62.75 02/29/04 04:00:00.0 70.39 61.1 03/02/04 13:00:00.0 70.39 64.8 03/04/04 22:00:00.0 70.39 61.75 03/07/04 07:00:00.0 70.735 62.9
02/26/04 20:00:00.0 70.39 62.9 02/29/04 05:00:00.0 70.39 61.4 03/02/04 14:00:00.0 70.39 64.8 03/04/04 23:00:00.0 70.39 62.95 03/07/04 08:00:00.0 70.735 62.9
02/26/04 21:00:00.0 70.39 63.45 02/29/04 06:00:00.0 70.39 61.75 03/02/04 15:00:00.0 70.735 65.2 03/05/04 00:00:00.0 70.39 61.85 03/07/04 09:00:00.0 70.735 63.8
02/26/04 22:00:00.0 70.39 62.75 02/29/04 07:00:00.0 70.39 62.75 03/02/04 16:00:00.0 70.735 64.55 03/05/04 01:00:00.0 70.39 62.75 03/07/04 10:00:00.0 71.08 63.6
02/26/04 23:00:00.0 70.39 62.05 02/29/04 08:00:00.0 70.39 63.65 03/02/04 17:00:00.0 70.39 65.45 03/05/04 02:00:00.0 70.39 62.15 03/07/04 11:00:00.0 70.735 63.1
02/27/04 00:00:00.0 70.39 62.55 02/29/04 09:00:00.0 70.39 66.1 03/02/04 18:00:00.0 70.39 65.45 03/05/04 03:00:00.0 70.39 62.4 03/07/04 12:00:00.0 71.08 64.95
02/27/04 01:00:00.0 70.39 62.05 02/29/04 10:00:00.0 70.39 67.75 03/02/04 19:00:00.0 70.39 65.45 03/05/04 04:00:00.0 70.39 62.75 03/07/04 13:00:00.0 71.08 65.15
02/27/04 02:00:00.0 70.39 62.55 02/29/04 11:00:00.0 70.39 67.25 03/02/04 20:00:00.0 70.39 64.4 03/05/04 05:00:00.0 70.39 60.95 03/07/04 14:00:00.0 71.08 65.8
02/27/04 03:00:00.0 70.39 62.2 02/29/04 12:00:00.0 70.39 65.7 03/02/04 21:00:00.0 70.39 64.25 03/05/04 06:00:00.0 70.39 60.95 03/07/04 15:00:00.0 71.08 65.6
02/27/04 04:00:00.0 70.39 62.55 02/29/04 13:00:00.0 70.39 63.05 03/02/04 22:00:00.0 70.39 63.5 03/05/04 07:00:00.0 70.735 59.85 03/07/04 16:00:00.0 71.08 65.2
02/27/04 05:00:00.0 70.39 62.25 02/29/04 14:00:00.0 70.39 62.55 03/02/04 23:00:00.0 70.39 62.95 03/05/04 08:00:00.0 70.735 62.2 03/07/04 17:00:00.0 70.735 63.8
02/27/04 06:00:00.0 70.39 62.1 02/29/04 15:00:00.0 70.39 64.05 03/03/04 00:00:00.0 70.39 63.85 03/05/04 09:00:00.0 70.735 62.15 03/07/04 18:00:00.0 70.735 64.45
02/27/04 07:00:00.0 70.735 60.85 02/29/04 16:00:00.0 70.39 64.8 03/03/04 01:00:00.0 70.39 63.65 03/05/04 10:00:00.0 71.08 63.75 03/07/04 19:00:00.0 70.735 62.95
02/27/04 08:00:00.0 70.735 62.55 02/29/04 17:00:00.0 70.39 64.25 03/03/04 02:00:00.0 70.39 63.85 03/05/04 11:00:00.0 71.08 62.5 03/07/04 20:00:00.0 70.735 62.75
02/27/04 09:00:00.0 70.735 63.95 02/29/04 18:00:00.0 70.39 64.7 03/03/04 03:00:00.0 70.39 63.7 03/05/04 12:00:00.0 70.735 61.2 03/07/04 21:00:00.0 70.735 61.9
02/27/04 10:00:00.0 70.39 64.4 02/29/04 19:00:00.0 70.39 64.6 03/03/04 04:00:00.0 70.39 63.25 03/05/04 13:00:00.0 70.735 62.2 03/07/04 22:00:00.0 70.39 61.4
02/27/04 11:00:00.0 70.735 64.75 02/29/04 20:00:00.0 70.39 65.5 03/03/04 05:00:00.0 70.39 63.3 03/05/04 14:00:00.0 71.08 63.95 03/07/04 23:00:00.0 70.39 60.15
02/27/04 12:00:00.0 70.735 64.75 02/29/04 21:00:00.0 70.39 64.6 03/03/04 06:00:00.0 70.39 62.4 03/05/04 15:00:00.0 71.08 62.9 03/08/04 00:00:00.0 70.39 59.95
02/27/04 13:00:00.0 70.735 64.55 02/29/04 22:00:00.0 70.39 65.95 03/03/04 07:00:00.0 70.39 63.1 03/05/04 16:00:00.0 70.735 63.25 03/08/04 01:00:00.0 70.39 59.8
02/27/04 14:00:00.0 70.735 64.55 02/29/04 23:00:00.0 70.39 66.3 03/03/04 08:00:00.0 70.39 64.05 03/05/04 17:00:00.0 70.735 63.1 03/08/04 02:00:00.0 70.39 59.4
02/27/04 15:00:00.0 70.735 63.7 03/01/04 00:00:00.0 70.39 65.45 03/03/04 09:00:00.0 70.39 63.15 03/05/04 18:00:00.0 70.735 62.2 03/08/04 03:00:00.0 70.39 59.9
02/27/04 16:00:00.0 71.08 63.45 03/01/04 01:00:00.0 70.39 66.3 03/03/04 10:00:00.0 70.39 64.6 03/05/04 19:00:00.0 70.735 62.55 03/08/04 04:00:00.0 70.39 59.5
02/27/04 17:00:00.0 70.735 62.95 03/01/04 02:00:00.0 70.39 65.25 03/03/04 11:00:00.0 70.735 66.5 03/05/04 20:00:00.0 70.735 62.35 03/08/04 05:00:00.0 70.39 59.75
02/27/04 18:00:00.0 70.735 62.55 03/01/04 03:00:00.0 70.39 65.4 03/03/04 12:00:00.0 70.735 66.3 03/05/04 21:00:00.0 70.735 61.8 03/08/04 06:00:00.0 70.39 59.35
02/27/04 19:00:00.0 70.735 63.25 03/01/04 04:00:00.0 70.39 64.85 03/03/04 13:00:00.0 71.08 66.25 03/05/04 22:00:00.0 70.39 62.65 03/08/04 07:00:00.0 70.735 58.9
02/27/04 20:00:00.0 70.735 62.85 03/01/04 05:00:00.0 70.39 63.8 03/03/04 14:00:00.0 70.735 65.35 03/05/04 23:00:00.0 70.735 62.35 03/08/04 08:00:00.0 70.735 59.55
02/27/04 21:00:00.0 70.735 62.05 03/01/04 06:00:00.0 70.39 64.6 03/03/04 15:00:00.0 70.735 63.75 03/06/04 00:00:00.0 70.735 63.05 03/08/04 09:00:00.0 70.39 62.05
02/27/04 22:00:00.0 70.735 61 03/01/04 07:00:00.0 70.39 63.85 03/03/04 16:00:00.0 70.735 63.4 03/06/04 01:00:00.0 70.735 63.45 03/08/04 10:00:00.0 70.39 62.2
02/27/04 23:00:00.0 70.735 61.2 03/01/04 08:00:00.0 70.735 63.6 03/03/04 17:00:00.0 70.735 63.25 03/06/04 02:00:00.0 70.735 64.2 03/08/04 11:00:00.0 70.39 62.95
02/28/04 00:00:00.0 70.39 60.3 03/01/04 09:00:00.0 70.735 64.75 03/03/04 18:00:00.0 70.39 64.25 03/06/04 03:00:00.0 70.39 62.75 03/08/04 12:00:00.0 70.735 63.4
02/28/04 01:00:00.0 70.39 60.45 03/01/04 10:00:00.0 70.39 64.7 03/03/04 19:00:00.0 70.39 64.05 03/06/04 04:00:00.0 70.39 62.1 03/08/04 13:00:00.0 71.08 63.2
02/28/04 02:00:00.0 70.39 59.6 03/01/04 11:00:00.0 70.39 64.4 03/03/04 20:00:00.0 70.39 63.1 03/06/04 05:00:00.0 70.39 60.75 03/08/04 14:00:00.0 70.735 62.7
02/28/04 03:00:00.0 70.39 59.85 03/01/04 12:00:00.0 70.39 63.1 03/03/04 21:00:00.0 70.39 63.15 03/06/04 06:00:00.0 70.39 60.7 03/08/04 15:00:00.0 70.735 62.7
02/28/04 04:00:00.0 70.39 60.4 03/01/04 13:00:00.0 70.735 63.6 03/03/04 22:00:00.0 70.39 64.05 03/06/04 07:00:00.0 71.08 59.9 03/08/04 16:00:00.0 70.735 62.2
02/28/04 05:00:00.0 70.39 60.15 03/01/04 14:00:00.0 70.39 63.85 03/03/04 23:00:00.0 70.39 64.7 03/06/04 08:00:00.0 70.39 61.05 03/08/04 17:00:00.0 70.735 62.2
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
03/08/04 18:00:00.0 70.735 61.65 03/11/04 03:00:00.0 70.39 61.9 03/13/04 12:00:00.0 71.08 66.95 03/15/04 21:00:00.0 70.39 65.55 03/18/04 06:00:00.0 70.39 62.4
03/08/04 19:00:00.0 70.735 62.7 03/11/04 04:00:00.0 70.39 62.55 03/13/04 13:00:00.0 71.08 67.9 03/15/04 22:00:00.0 70.39 64.6 03/18/04 07:00:00.0 70.39 64.85
03/08/04 20:00:00.0 70.735 61.7 03/11/04 05:00:00.0 70.39 61.7 03/13/04 14:00:00.0 71.08 67.65 03/15/04 23:00:00.0 70.39 63.5 03/18/04 08:00:00.0 70.39 65.3
03/08/04 21:00:00.0 70.39 61.6 03/11/04 06:00:00.0 70.39 62.5 03/13/04 15:00:00.0 71.08 67.65 03/16/04 00:00:00.0 70.39 63.5 03/18/04 09:00:00.0 70.39 66.65
03/08/04 22:00:00.0 70.39 61.3 03/11/04 07:00:00.0 71.08 61.95 03/13/04 16:00:00.0 71.08 67.45 03/16/04 01:00:00.0 70.39 62.95 03/18/04 10:00:00.0 70.39 67.5
03/08/04 23:00:00.0 70.39 60.8 03/11/04 08:00:00.0 71.08 63.2 03/13/04 17:00:00.0 70.735 66.95 03/16/04 02:00:00.0 70.39 62.9 03/18/04 11:00:00.0 70.39 70.2
03/09/04 00:00:00.0 70.39 60.45 03/11/04 09:00:00.0 70.735 63.8 03/13/04 18:00:00.0 70.735 66.8 03/16/04 03:00:00.0 70.39 62 03/18/04 12:00:00.0 70.39 67.5
03/09/04 01:00:00.0 70.39 59.85 03/11/04 10:00:00.0 70.39 64.05 03/13/04 19:00:00.0 70.735 66.05 03/16/04 04:00:00.0 70.39 62.25 03/18/04 13:00:00.0 70.39 67
03/09/04 02:00:00.0 70.39 60 03/11/04 11:00:00.0 70.735 65.2 03/13/04 20:00:00.0 70.735 66.3 03/16/04 05:00:00.0 70.39 62.4 03/18/04 14:00:00.0 70.39 66.5
03/09/04 03:00:00.0 70.39 60.2 03/11/04 12:00:00.0 70.735 67.45 03/13/04 21:00:00.0 70.735 65.9 03/16/04 06:00:00.0 70.735 61.2 03/18/04 15:00:00.0 70.39 67
03/09/04 04:00:00.0 70.39 59.05 03/11/04 13:00:00.0 71.08 68.75 03/13/04 22:00:00.0 70.735 64.75 03/16/04 07:00:00.0 70.39 60.75 03/18/04 16:00:00.0 70.39 66.05
03/09/04 05:00:00.0 70.39 58.95 03/11/04 14:00:00.0 71.08 68.4 03/13/04 23:00:00.0 70.735 65.2 03/16/04 08:00:00.0 70.39 63.25 03/18/04 17:00:00.0 70.39 65.65
03/09/04 06:00:00.0 70.39 59.3 03/11/04 15:00:00.0 71.08 67.45 03/14/04 00:00:00.0 70.735 64.95 03/16/04 09:00:00.0 70.39 65.95 03/18/04 18:00:00.0 70.39 65.5
03/09/04 07:00:00.0 70.735 58.3 03/11/04 16:00:00.0 71.08 66.95 03/14/04 01:00:00.0 70.39 63.85 03/16/04 10:00:00.0 70.39 67 03/18/04 19:00:00.0 70.39 66.4
03/09/04 08:00:00.0 70.735 59.85 03/11/04 17:00:00.0 71.08 66.7 03/14/04 02:00:00.0 70.39 62.25 03/16/04 11:00:00.0 70.735 68.45 03/18/04 20:00:00.0 70.39 64.5
03/09/04 09:00:00.0 70.39 62.25 03/11/04 18:00:00.0 70.735 65.65 03/14/04 03:00:00.0 70.39 62.75 03/16/04 12:00:00.0 70.735 67.2 03/18/04 21:00:00.0 70.39 64.85
03/09/04 10:00:00.0 70.39 63.45 03/11/04 19:00:00.0 70.735 65.65 03/14/04 04:00:00.0 70.39 62.6 03/16/04 13:00:00.0 70.735 67.25 03/18/04 22:00:00.0 70.39 63.7
03/09/04 11:00:00.0 70.735 63.65 03/11/04 20:00:00.0 70.735 65.9 03/14/04 05:00:00.0 70.39 61.4 03/16/04 14:00:00.0 70.735 65.8 03/18/04 23:00:00.0 70.39 64.05
03/09/04 12:00:00.0 70.735 66.3 03/11/04 21:00:00.0 70.735 65.45 03/14/04 06:00:00.0 70.39 61.85 03/16/04 15:00:00.0 70.735 65.4 03/19/04 00:00:00.0 70.39 63.5
03/09/04 13:00:00.0 71.08 66.05 03/11/04 22:00:00.0 70.735 65.15 03/14/04 07:00:00.0 70.39 61.55 03/16/04 16:00:00.0 70.735 65.65 03/19/04 01:00:00.0 70.39 62.85
03/09/04 14:00:00.0 71.08 66.95 03/11/04 23:00:00.0 70.735 64.2 03/14/04 08:00:00.0 70.39 62.4 03/16/04 17:00:00.0 70.735 65.6 03/19/04 02:00:00.0 70.39 61.65
03/09/04 15:00:00.0 71.08 66.95 03/12/04 00:00:00.0 70.39 64.05 03/14/04 09:00:00.0 71.08 65.2 03/16/04 18:00:00.0 70.735 65.45 03/19/04 03:00:00.0 70.39 62.3
03/09/04 16:00:00.0 71.08 64.95 03/12/04 01:00:00.0 70.39 62.2 03/14/04 10:00:00.0 71.08 69 03/16/04 19:00:00.0 70.735 64.65 03/19/04 04:00:00.0 70.39 62.65
03/09/04 17:00:00.0 70.735 63.95 03/12/04 02:00:00.0 70.39 61.7 03/14/04 11:00:00.0 71.08 69.3 03/16/04 20:00:00.0 70.39 63.45 03/19/04 05:00:00.0 70.39 62.6
03/09/04 18:00:00.0 70.735 63.2 03/12/04 03:00:00.0 70.39 61.85 03/14/04 12:00:00.0 70.735 69.9 03/16/04 21:00:00.0 70.39 62.75 03/19/04 06:00:00.0 70.05 62.75
03/09/04 19:00:00.0 70.735 63.45 03/12/04 04:00:00.0 70.39 61.25 03/14/04 13:00:00.0 70.735 68 03/16/04 22:00:00.0 70.39 62.9 03/19/04 07:00:00.0 70.39 61.6
03/09/04 20:00:00.0 70.735 63.3 03/12/04 05:00:00.0 70.39 61.1 03/14/04 14:00:00.0 70.735 67.8 03/16/04 23:00:00.0 70.39 62.55 03/19/04 08:00:00.0 70.39 64
03/09/04 21:00:00.0 70.735 62.55 03/12/04 06:00:00.0 70.39 61.4 03/14/04 15:00:00.0 70.735 67.8 03/17/04 00:00:00.0 70.39 62.4 03/19/04 09:00:00.0 70.735 67.25
03/09/04 22:00:00.0 70.39 62.4 03/12/04 07:00:00.0 70.735 62 03/14/04 16:00:00.0 70.39 66.6 03/17/04 01:00:00.0 70.39 62.2 03/19/04 10:00:00.0 70.39 68.8
03/09/04 23:00:00.0 70.39 62.6 03/12/04 08:00:00.0 70.735 64.2 03/14/04 17:00:00.0 70.39 65.5 03/17/04 02:00:00.0 70.39 61.85 03/19/04 11:00:00.0 70.39 67.25
03/10/04 00:00:00.0 70.39 62.2 03/12/04 09:00:00.0 70.735 64.65 03/14/04 18:00:00.0 70.39 65.05 03/17/04 03:00:00.0 70.39 62.25 03/19/04 12:00:00.0 70.735 66.75
03/10/04 01:00:00.0 70.39 62.4 03/12/04 10:00:00.0 70.735 63.75 03/14/04 19:00:00.0 70.39 65.45 03/17/04 04:00:00.0 70.39 61.55 03/19/04 13:00:00.0 70.735 67.2
03/10/04 02:00:00.0 70.39 61.35 03/12/04 11:00:00.0 71.08 66.25 03/14/04 20:00:00.0 70.39 64.05 03/17/04 05:00:00.0 70.39 61.05 03/19/04 14:00:00.0 70.735 66.75
03/10/04 03:00:00.0 70.39 61.4 03/12/04 12:00:00.0 70.735 66.3 03/14/04 21:00:00.0 70.39 64.25 03/17/04 06:00:00.0 70.39 61.35 03/19/04 15:00:00.0 70.39 66.3
03/10/04 04:00:00.0 70.39 61.55 03/12/04 13:00:00.0 70.735 65.6 03/14/04 22:00:00.0 70.39 62.75 03/17/04 07:00:00.0 70.39 61.7 03/19/04 16:00:00.0 70.39 65.75
03/10/04 05:00:00.0 70.39 61.4 03/12/04 14:00:00.0 70.735 66.05 03/14/04 23:00:00.0 70.39 63.65 03/17/04 08:00:00.0 70.735 63.4 03/19/04 17:00:00.0 70.39 66.55
03/10/04 06:00:00.0 70.39 60.75 03/12/04 15:00:00.0 71.08 66.7 03/15/04 00:00:00.0 70.39 64.5 03/17/04 09:00:00.0 70.39 64.8 03/19/04 18:00:00.0 70.39 64.05
03/10/04 07:00:00.0 70.735 61.15 03/12/04 16:00:00.0 71.08 66.5 03/15/04 01:00:00.0 70.39 62.8 03/17/04 10:00:00.0 70.39 65.45 03/19/04 19:00:00.0 70.39 64.05
03/10/04 08:00:00.0 71.08 62.65 03/12/04 17:00:00.0 70.735 66.55 03/15/04 02:00:00.0 70.39 63.05 03/17/04 11:00:00.0 70.735 65.8 03/19/04 20:00:00.0 70.39 64.2
03/10/04 09:00:00.0 70.39 63.3 03/12/04 18:00:00.0 70.735 66.5 03/15/04 03:00:00.0 70.39 63.15 03/17/04 12:00:00.0 70.735 65.6 03/19/04 21:00:00.0 70.39 63.85
03/10/04 10:00:00.0 70.735 64.75 03/12/04 19:00:00.0 70.735 66.35 03/15/04 04:00:00.0 70.39 62.4 03/17/04 13:00:00.0 70.735 65.6 03/19/04 22:00:00.0 70.39 63.25
03/10/04 11:00:00.0 70.735 65.15 03/12/04 20:00:00.0 70.735 65.85 03/15/04 05:00:00.0 70.39 62.8 03/17/04 14:00:00.0 71.08 66.5 03/19/04 23:00:00.0 70.39 62.55
03/10/04 12:00:00.0 70.735 66.5 03/12/04 21:00:00.0 70.735 65.4 03/15/04 06:00:00.0 70.39 62.95 03/17/04 15:00:00.0 70.735 64.75 03/20/04 00:00:00.0 70.39 63.25
03/10/04 13:00:00.0 71.08 65.4 03/12/04 22:00:00.0 70.735 65.5 03/15/04 07:00:00.0 70.735 62 03/17/04 16:00:00.0 70.735 64.95 03/20/04 01:00:00.0 70.39 63.25
03/10/04 14:00:00.0 71.08 65.8 03/12/04 23:00:00.0 70.735 63.45 03/15/04 08:00:00.0 70.39 64.8 03/17/04 17:00:00.0 70.735 64.2 03/20/04 02:00:00.0 70.39 62.7
03/10/04 15:00:00.0 70.735 65.85 03/13/04 00:00:00.0 70.39 63.3 03/15/04 09:00:00.0 70.39 67.25 03/17/04 18:00:00.0 70.735 63.45 03/20/04 03:00:00.0 70.39 63.1
03/10/04 16:00:00.0 70.735 64.95 03/13/04 01:00:00.0 70.39 62.6 03/15/04 10:00:00.0 70.39 67.25 03/17/04 19:00:00.0 70.735 63.5 03/20/04 04:00:00.0 70.05 63.6
03/10/04 17:00:00.0 70.735 65.2 03/13/04 02:00:00.0 70.39 62.25 03/15/04 11:00:00.0 71.08 68.45 03/17/04 20:00:00.0 70.735 63.6 03/20/04 05:00:00.0 70.39 63.55
03/10/04 18:00:00.0 70.735 64.85 03/13/04 03:00:00.0 70.39 61.95 03/15/04 12:00:00.0 70.735 68.2 03/17/04 21:00:00.0 70.735 63.05 03/20/04 06:00:00.0 70.39 63.35
03/10/04 19:00:00.0 70.735 64.2 03/13/04 04:00:00.0 70.39 61.6 03/15/04 13:00:00.0 70.735 68.2 03/17/04 22:00:00.0 70.39 63.25 03/20/04 07:00:00.0 70.39 62.2
03/10/04 20:00:00.0 70.735 63.05 03/13/04 05:00:00.0 70.39 61.25 03/15/04 14:00:00.0 71.08 68.4 03/17/04 23:00:00.0 70.39 63.1 03/20/04 08:00:00.0 70.39 64.25
03/10/04 21:00:00.0 70.735 63.95 03/13/04 06:00:00.0 70.39 59.6 03/15/04 15:00:00.0 70.735 68.25 03/18/04 00:00:00.0 70.39 62.55 03/20/04 09:00:00.0 70.39 67.5
03/10/04 22:00:00.0 70.735 62.5 03/13/04 07:00:00.0 70.39 60.2 03/15/04 16:00:00.0 70.735 68.5 03/18/04 01:00:00.0 70.39 62.95 03/20/04 10:00:00.0 70.39 69.9
03/10/04 23:00:00.0 70.735 62.7 03/13/04 08:00:00.0 70.39 62.4 03/15/04 17:00:00.0 70.735 68.45 03/18/04 02:00:00.0 70.39 62.1 03/20/04 11:00:00.0 70.39 70.3
03/11/04 00:00:00.0 70.39 61.85 03/13/04 09:00:00.0 70.735 65.6 03/15/04 18:00:00.0 70.735 67.45 03/18/04 03:00:00.0 70.39 62.1 03/20/04 12:00:00.0 70.39 70.2
03/11/04 01:00:00.0 70.39 62.75 03/13/04 10:00:00.0 70.735 66.75 03/15/04 19:00:00.0 70.735 67.55 03/18/04 04:00:00.0 70.39 61.55 03/20/04 13:00:00.0 70.39 67.8
03/11/04 02:00:00.0 70.39 61.9 03/13/04 11:00:00.0 71.08 68.15 03/15/04 20:00:00.0 70.735 66.05 03/18/04 05:00:00.0 70.39 61.25 03/20/04 14:00:00.0 70.39 69.65
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
03/20/04 15:00:00.0 70.39 67.6 03/23/04 00:00:00.0 70.39 62.95 03/27/04 20:00:00.0 71.08 67.4 03/30/04 05:00:00.0 70.39 64 04/01/04 14:00:00.0 71.08 69
03/20/04 16:00:00.0 70.39 66.15 03/23/04 01:00:00.0 70.39 61.55 03/27/04 21:00:00.0 71.08 66.5 03/30/04 06:00:00.0 71.08 63.6 04/01/04 15:00:00.0 71.08 68.8
03/20/04 17:00:00.0 70.39 67.05 03/23/04 02:00:00.0 70.39 61.8 03/27/04 22:00:00.0 71.08 67.4 03/30/04 07:00:00.0 71.08 63.7 04/01/04 16:00:00.0 71.08 69.6
03/20/04 18:00:00.0 70.39 66.6 03/23/04 03:00:00.0 70.39 62.3 03/27/04 23:00:00.0 71.08 66.9 03/30/04 08:00:00.0 71.08 63.85 04/01/04 17:00:00.0 71.08 69.1
03/20/04 19:00:00.0 70.39 64.25 03/23/04 04:00:00.0 70.39 60.2 03/28/04 00:00:00.0 71.08 67.4 03/30/04 09:00:00.0 71.08 66.05 04/01/04 18:00:00.0 71.08 67.95
03/20/04 20:00:00.0 70.39 64.45 03/23/04 05:00:00.0 70.39 61.9 03/28/04 01:00:00.0 71.08 66.9 03/30/04 10:00:00.0 71.08 66.75 04/01/04 19:00:00.0 71.08 67.5
03/20/04 21:00:00.0 70.39 63.65 03/23/04 06:00:00.0 70.735 61.75 03/28/04 02:00:00.0 71.08 68.4 03/30/04 11:00:00.0 71.08 67.35 04/01/04 20:00:00.0 71.08 66.05
03/20/04 22:00:00.0 70.39 63.65 03/23/04 07:00:00.0 71.08 60.45 03/28/04 03:00:00.0 71.08 67.4 03/30/04 12:00:00.0 71.08 68.2 04/01/04 21:00:00.0 71.08 65.8
03/20/04 23:00:00.0 70.39 62.9 03/23/04 08:00:00.0 71.08 65.1 03/28/04 04:00:00.0 70.39 67.5 03/30/04 13:00:00.0 71.08 68.05 04/01/04 22:00:00.0 71.08 65.4
03/21/04 00:00:00.0 70.39 63.3 03/23/04 09:00:00.0 70.39 65.5 03/28/04 05:00:00.0 70.39 67.5 03/30/04 14:00:00.0 71.08 68.5 04/01/04 23:00:00.0 71.08 65.2
03/21/04 01:00:00.0 70.39 62.75 03/23/04 10:00:00.0 70.39 65.7 03/28/04 06:00:00.0 70.39 67.5 03/30/04 15:00:00.0 71.08 67.95 04/02/04 00:00:00.0 71.08 64.95
03/21/04 02:00:00.0 70.39 62.8 03/23/04 11:00:00.0 70.39 66.55 03/28/04 07:00:00.0 70.39 66.1 03/30/04 16:00:00.0 71.08 68.55 04/02/04 01:00:00.0 70.735 65
03/21/04 03:00:00.0 70.39 63.35 03/23/04 12:00:00.0 70.735 66.75 03/28/04 08:00:00.0 71.08 66 03/30/04 17:00:00.0 71.08 68.05 04/02/04 02:00:00.0 70.735 65
03/21/04 04:00:00.0 70.05 63.45 03/23/04 13:00:00.0 70.735 67.25 03/28/04 09:00:00.0 71.08 66.9 03/30/04 18:00:00.0 70.735 66.35 04/02/04 03:00:00.0 70.735 64.65
03/21/04 05:00:00.0 70.39 63.8 03/23/04 14:00:00.0 71.08 69.05 03/28/04 10:00:00.0 71.08 67.4 03/30/04 19:00:00.0 70.735 66.4 04/02/04 04:00:00.0 70.735 65.2
03/21/04 06:00:00.0 70.39 62.4 03/23/04 15:00:00.0 70.735 68.25 03/28/04 11:00:00.0 71.08 68.4 03/30/04 20:00:00.0 70.735 65.95 04/02/04 05:00:00.0 70.735 64.65
03/21/04 07:00:00.0 70.39 60.75 03/23/04 16:00:00.0 70.735 66.3 03/28/04 12:00:00.0 71.08 69.6 03/30/04 21:00:00.0 70.735 65.95 04/02/04 06:00:00.0 71.08 64.3
03/21/04 08:00:00.0 70.735 61.75 03/23/04 17:00:00.0 70.735 66.55 03/28/04 13:00:00.0 71.08 70.2 03/30/04 22:00:00.0 70.735 66.6 04/02/04 07:00:00.0 71.08 64.95
03/21/04 09:00:00.0 70.39 65 03/23/04 18:00:00.0 70.735 65.9 03/28/04 14:00:00.0 71.08 70.2 03/30/04 23:00:00.0 70.735 65.6 04/02/04 08:00:00.0 71.425 66
03/21/04 10:00:00.0 70.39 64.8 03/23/04 19:00:00.0 70.735 65.1 03/28/04 15:00:00.0 71.08 68.4 03/31/04 00:00:00.0 70.39 65.15 04/02/04 09:00:00.0 71.08 66.55
03/21/04 11:00:00.0 70.39 66.1 03/23/04 20:00:00.0 70.39 64.85 03/28/04 16:00:00.0 71.08 67.4 03/31/04 01:00:00.0 70.39 64.5 04/02/04 10:00:00.0 71.08 66.5
03/21/04 12:00:00.0 70.39 66.8 03/23/04 21:00:00.0 70.39 64.85 03/28/04 17:00:00.0 71.08 66.9 03/31/04 02:00:00.0 70.39 64.7 04/02/04 11:00:00.0 71.08 66.3
03/21/04 13:00:00.0 70.39 68.5 03/23/04 22:00:00.0 70.39 62.6 03/28/04 18:00:00.0 71.08 66.5 03/31/04 03:00:00.0 70.39 63.7 04/02/04 12:00:00.0 71.425 66.9
03/21/04 14:00:00.0 70.39 67.05 03/23/04 23:00:00.0 70.39 63.85 03/28/04 19:00:00.0 71.08 67.05 03/31/04 04:00:00.0 70.39 64.45 04/02/04 13:00:00.0 71.425 67.4
03/21/04 15:00:00.0 70.39 66.85 03/24/04 00:00:00.0 70.39 63.45 03/28/04 20:00:00.0 70.735 66.55 03/31/04 05:00:00.0 70.39 64.7 04/02/04 14:00:00.0 71.425 66.25
03/21/04 16:00:00.0 70.39 66.35 03/24/04 01:00:00.0 70.39 63.75 03/28/04 21:00:00.0 70.735 66.8 03/31/04 06:00:00.0 70.39 64.35 04/02/04 15:00:00.0 71.425 64.05
03/21/04 17:00:00.0 70.39 64.8 03/24/04 02:00:00.0 70.39 62.85 03/28/04 22:00:00.0 70.735 66.1 03/31/04 07:00:00.0 70.39 64.95 04/02/04 16:00:00.0 71.425 64.8
03/21/04 18:00:00.0 70.39 65.5 03/24/04 03:00:00.0 70.39 62.4 03/28/04 23:00:00.0 70.735 66.35 03/31/04 08:00:00.0 70.39 65.65 04/02/04 17:00:00.0 71.425 65.75
03/21/04 19:00:00.0 70.39 65.05 03/24/04 04:00:00.0 70.39 62.4 03/29/04 00:00:00.0 70.39 65.55 03/31/04 09:00:00.0 70.39 66.8 04/02/04 18:00:00.0 71.425 65.35
03/21/04 20:00:00.0 70.39 64.25 03/24/04 05:00:00.0 70.39 63.35 03/29/04 01:00:00.0 70.735 65.9 03/31/04 10:00:00.0 70.39 66.55 04/02/04 19:00:00.0 71.425 65.15
03/21/04 21:00:00.0 70.39 63.1 03/24/04 06:00:00.0 70.39 62.8 03/29/04 02:00:00.0 70.39 65.55 03/31/04 11:00:00.0 71.08 67.2 04/02/04 20:00:00.0 71.425 65
03/21/04 22:00:00.0 70.39 62.65 03/24/04 07:00:00.0 70.39 65.5 03/29/04 03:00:00.0 70.39 66 03/31/04 12:00:00.0 71.08 67.45 04/02/04 21:00:00.0 71.425 64.7
03/21/04 23:00:00.0 70.39 62.2 A/C installation 03/29/04 04:00:00.0 70.39 66 03/31/04 13:00:00.0 71.08 67.95 04/02/04 22:00:00.0 71.425 65
03/22/04 00:00:00.0 70.39 61.85 03/26/04 20:00:00.0 70.735 67.35 03/29/04 05:00:00.0 70.39 65.55 03/31/04 14:00:00.0 71.08 67.2 04/02/04 23:00:00.0 71.425 64.9
03/22/04 01:00:00.0 70.39 63.05 03/26/04 21:00:00.0 70.735 66.4 03/29/04 06:00:00.0 70.39 65.55 03/31/04 15:00:00.0 71.08 67.95 04/03/04 00:00:00.0 71.425 64.75
03/22/04 02:00:00.0 70.39 62.75 03/26/04 22:00:00.0 70.735 67.25 03/29/04 07:00:00.0 70.39 64 03/31/04 16:00:00.0 71.08 67.8 04/03/04 01:00:00.0 71.425 64.2
03/22/04 03:00:00.0 70.39 63.45 03/26/04 23:00:00.0 70.735 66.6 03/29/04 08:00:00.0 71.08 63.9 03/31/04 17:00:00.0 70.735 67.55 04/03/04 02:00:00.0 71.08 63.75
03/22/04 04:00:00.0 70.39 63.35 03/27/04 00:00:00.0 70.735 66.8 03/29/04 09:00:00.0 71.08 66.5 03/31/04 18:00:00.0 70.735 67.25 04/03/04 03:00:00.0 71.08 62.9
03/22/04 05:00:00.0 70.39 63.45 03/27/04 01:00:00.0 70.735 68.05 03/29/04 10:00:00.0 71.08 66.9 03/31/04 19:00:00.0 70.735 67.25 04/03/04 04:00:00.0 71.08 64.05
03/22/04 06:00:00.0 70.39 63.35 03/27/04 02:00:00.0 70.735 68.65 03/29/04 11:00:00.0 71.08 66.5 03/31/04 20:00:00.0 70.735 67 04/03/04 05:00:00.0 71.08 64.05
03/22/04 07:00:00.0 71.08 61.95 03/27/04 03:00:00.0 70.735 69.35 03/29/04 12:00:00.0 71.08 66.9 03/31/04 21:00:00.0 70.735 66.75 04/03/04 06:00:00.0 71.08 63.25
03/22/04 08:00:00.0 70.735 62.05 03/27/04 04:00:00.0 70.735 68.4 03/29/04 13:00:00.0 71.08 67.9 03/31/04 22:00:00.0 70.735 65.85 04/03/04 07:00:00.0 71.425 62.95
03/22/04 09:00:00.0 70.39 63.65 03/27/04 05:00:00.0 70.39 66.55 03/29/04 14:00:00.0 71.08 66.9 03/31/04 23:00:00.0 70.735 66.3 04/03/04 08:00:00.0 71.425 64.3
03/22/04 10:00:00.0 70.39 63.45 03/27/04 06:00:00.0 70.39 66.55 03/29/04 15:00:00.0 71.08 68.05 04/01/04 00:00:00.0 70.39 65.05 04/03/04 09:00:00.0 71.425 65.55
03/22/04 11:00:00.0 70.735 64.75 03/27/04 07:00:00.0 70.39 66.65 03/29/04 16:00:00.0 71.08 68.05 04/01/04 01:00:00.0 70.39 65.65 04/03/04 10:00:00.0 71.425 65.55
03/22/04 12:00:00.0 70.735 64.15 03/27/04 08:00:00.0 71.08 66 03/29/04 17:00:00.0 71.08 67.8 04/01/04 02:00:00.0 70.39 65.45 04/03/04 11:00:00.0 71.425 65.15
03/22/04 13:00:00.0 70.735 64.15 03/27/04 09:00:00.0 71.08 66.9 03/29/04 18:00:00.0 71.08 67.8 04/01/04 03:00:00.0 70.39 65.45 04/03/04 12:00:00.0 71.425 65.35
03/22/04 14:00:00.0 70.735 63.25 03/27/04 10:00:00.0 71.08 67.4 03/29/04 19:00:00.0 71.08 66.75 04/01/04 04:00:00.0 70.39 65.05 04/03/04 13:00:00.0 71.425 65.3
03/22/04 15:00:00.0 70.735 63.15 03/27/04 11:00:00.0 71.08 67.9 03/29/04 20:00:00.0 71.08 66.25 04/01/04 05:00:00.0 70.39 64.4 04/03/04 14:00:00.0 71.425 66.45
03/22/04 16:00:00.0 70.735 64.2 03/27/04 12:00:00.0 71.08 66.9 03/29/04 21:00:00.0 71.08 66.75 04/01/04 06:00:00.0 70.39 65.65 04/03/04 15:00:00.0 71.425 66.2
03/22/04 17:00:00.0 70.735 63.65 03/27/04 13:00:00.0 71.08 66.9 03/29/04 22:00:00.0 70.735 65.4 04/01/04 07:00:00.0 70.735 65.15 04/03/04 16:00:00.0 71.425 64.9
03/22/04 18:00:00.0 70.735 63.85 03/27/04 14:00:00.0 71.08 66.9 03/29/04 23:00:00.0 70.735 65.2 04/01/04 08:00:00.0 71.08 69 04/03/04 17:00:00.0 71.425 65.95
03/22/04 19:00:00.0 70.735 63.45 03/27/04 15:00:00.0 71.08 66.9 03/30/04 00:00:00.0 70.735 65.25 04/01/04 09:00:00.0 71.08 66 04/03/04 18:00:00.0 71.425 65.75
03/22/04 20:00:00.0 70.735 63.45 03/27/04 16:00:00.0 71.77 65.5 03/30/04 01:00:00.0 70.735 64.55 04/01/04 10:00:00.0 71.08 65.1 04/03/04 19:00:00.0 71.425 66
03/22/04 21:00:00.0 70.39 63.45 03/27/04 17:00:00.0 71.08 66.9 03/30/04 02:00:00.0 70.39 64.75 04/01/04 11:00:00.0 71.08 67.8 04/03/04 20:00:00.0 71.425 64.9
03/22/04 22:00:00.0 70.39 62.75 03/27/04 18:00:00.0 71.08 66.5 03/30/04 03:00:00.0 70.39 64.75 04/01/04 12:00:00.0 71.08 68.4 04/03/04 21:00:00.0 71.425 65.35
03/22/04 23:00:00.0 70.39 62.4 03/27/04 19:00:00.0 71.08 66.5 03/30/04 04:00:00.0 70.39 65 04/01/04 13:00:00.0 71.08 70.8 04/03/04 22:00:00.0 71.425 64.7
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
04/03/04 23:00:00.0 71.425 64.45 04/06/04 09:00:00.0 71.425 64.9 04/08/04 18:00:00.0 69.02 53.75 04/11/04 03:00:00.0 67.995 52.15 04/13/04 12:00:00.0 69.02 55.1
04/04/04 00:00:00.0 71.425 64.05 04/06/04 10:00:00.0 71.425 65.35 04/08/04 19:00:00.0 68.68 54.15 04/11/04 04:00:00.0 67.995 52.25 04/13/04 13:00:00.0 68.675 56.8
04/04/04 01:00:00.0 71.425 64.7 04/06/04 11:00:00.0 71.425 66.7 04/08/04 20:00:00.0 68.68 54.25 04/11/04 05:00:00.0 67.995 52.85 04/13/04 14:00:00.0 69.02 56.1
04/04/04 03:00:00.0 71.08 64.4 04/06/04 12:00:00.0 71.425 67.15 04/08/04 21:00:00.0 68.68 53.95 04/11/04 06:00:00.0 67.995 53.35 04/13/04 15:00:00.0 69.02 55.75
04/04/04 04:00:00.0 71.08 64.3 04/06/04 13:00:00.0 71.77 69.35 04/08/04 22:00:00.0 68.68 53.95 04/11/04 07:00:00.0 67.995 53.2 04/13/04 16:00:00.0 69.02 57.65
04/04/04 05:00:00.0 71.08 64.1 04/06/04 14:00:00.0 71.77 65.95 04/08/04 23:00:00.0 68.68 53.6 04/11/04 08:00:00.0 68.675 53.55 04/13/04 17:00:00.0 68.675 54.8
04/04/04 06:00:00.0 71.08 64.7 04/06/04 15:00:00.0 71.77 64.45 04/09/04 00:00:00.0 68.335 54.6 04/11/04 09:00:00.0 69.02 58.8 04/13/04 18:00:00.0 68.675 56.7
04/04/04 07:00:00.0 71.08 65.15 04/06/04 16:00:00.0 71.425 65.6 04/09/04 01:00:00.0 68.335 54.15 04/11/04 10:00:00.0 68.675 61.45 04/13/04 19:00:00.0 68.675 52.55
04/04/04 08:00:00.0 70.735 64.95 04/06/04 17:00:00.0 71.425 66.25 04/09/04 02:00:00.0 68.335 54.3 04/11/04 11:00:00.0 69.02 61.55 04/13/04 20:00:00.0 67.995 50.75
04/04/04 09:00:00.0 71.08 65.35 04/06/04 18:00:00.0 71.425 66.8 04/09/04 03:00:00.0 68.335 53.7 04/11/04 12:00:00.0 69.02 60.2 04/13/04 21:00:00.0 67.995 49.9
04/04/04 10:00:00.0 71.425 65.55 04/06/04 19:00:00.0 71.425 68.3 04/09/04 04:00:00.0 68.335 53.45 04/11/04 13:00:00.0 69.02 58.8 04/13/04 22:00:00.0 67.995 48.15
04/04/04 11:00:00.0 71.425 66.45 04/06/04 20:00:00.0 71.425 65.35 04/09/04 05:00:00.0 68.335 54.45 04/11/04 14:00:00.0 69.02 57.4 04/13/04 23:00:00.0 67.995 46.95
04/04/04 12:00:00.0 71.425 67.15 04/06/04 21:00:00.0 71.425 64.65 04/09/04 06:00:00.0 68.675 55.7 04/11/04 15:00:00.0 68.675 56.45 04/14/04 00:00:00.0 67.995 46.15
04/04/04 13:00:00.0 71.425 68.25 04/06/04 22:00:00.0 71.425 65.75 04/09/04 07:00:00.0 68.675 55.6 04/11/04 16:00:00.0 68.675 55.35 04/14/04 01:00:00.0 67.65 46.95
04/04/04 14:00:00.0 71.425 67.4 04/06/04 23:00:00.0 71.425 65.75 04/09/04 08:00:00.0 69.365 56.5 04/11/04 17:00:00.0 68.675 55.05 04/14/04 02:00:00.0 67.65 47.3
04/04/04 15:00:00.0 71.425 67.7 04/07/04 00:00:00.0 71.425 66 04/09/04 09:00:00.0 69.365 58.35 04/11/04 18:00:00.0 68.675 54.1 04/14/04 03:00:00.0 67.995 47.6
04/04/04 16:00:00.0 71.08 66.05 04/07/04 01:00:00.0 71.425 65.55 04/09/04 10:00:00.0 69.365 60.35 04/11/04 19:00:00.0 68.675 53.7 04/14/04 04:00:00.0 67.995 47.3
04/04/04 17:00:00.0 71.08 65.85 04/07/04 02:00:00.0 71.425 64.45 04/09/04 11:00:00.0 69.02 56.6 04/11/04 20:00:00.0 68.335 52.6 04/14/04 05:00:00.0 67.995 47.4
04/04/04 18:00:00.0 71.08 65.4 04/07/04 03:00:00.0 71.425 64.1 04/09/04 12:00:00.0 69.02 55.85 04/11/04 21:00:00.0 68.335 52.15 04/14/04 06:00:00.0 67.995 48.35
04/04/04 19:00:00.0 71.08 64.95 04/07/04 04:00:00.0 71.425 63.3 04/09/04 13:00:00.0 69.02 57 04/11/04 22:00:00.0 67.995 51.25 04/14/04 07:00:00.0 68.335 47.45
04/04/04 20:00:00.0 71.08 65.4 04/07/04 05:00:00.0 71.425 63.5 04/09/04 14:00:00.0 69.02 58.75 04/11/04 23:00:00.0 67.995 51.85 04/14/04 08:00:00.0 69.02 48.35
04/04/04 21:00:00.0 70.735 65.15 04/07/04 06:00:00.0 70.735 63.6 04/09/04 15:00:00.0 69.02 56.3 04/12/04 00:00:00.0 67.995 50.7 04/14/04 09:00:00.0 69.02 52.45
04/04/04 22:00:00.0 71.08 65.35 04/07/04 07:00:00.0 71.425 63.9 04/09/04 16:00:00.0 68.675 54.15 04/12/04 01:00:00.0 67.995 50.7 04/14/04 10:00:00.0 69.02 52.65
04/04/04 23:00:00.0 71.08 64.3 04/07/04 08:00:00.0 71.425 64.25 04/09/04 17:00:00.0 69.02 55.6 04/12/04 02:00:00.0 68.335 50.5 04/14/04 11:00:00.0 69.02 50.8
04/05/04 00:00:00.0 70.735 64.75 04/07/04 09:00:00.0 71.425 65.75 04/09/04 18:00:00.0 68.675 52.3 04/12/04 03:00:00.0 67.995 50.85 04/14/04 12:00:00.0 69.02 50.25
04/05/04 01:00:00.0 70.735 64 04/07/04 10:00:00.0 71.425 66.4 04/09/04 19:00:00.0 69.02 53.15 04/12/04 04:00:00.0 67.995 51.1 04/14/04 13:00:00.0 68.675 50.7
04/05/04 02:00:00.0 70.735 64 04/07/04 11:00:00.0 71.425 67.4 04/09/04 20:00:00.0 68.675 52.45 04/12/04 05:00:00.0 67.995 51.15 04/14/04 14:00:00.0 68.675 52.65
04/05/04 03:00:00.0 71.08 64.75 04/07/04 12:00:00.0 71.425 69.05 04/09/04 21:00:00.0 68.675 53.45 04/12/04 06:00:00.0 67.995 51 04/14/04 15:00:00.0 69.02 51.95
04/05/04 04:00:00.0 70.735 63.65 04/07/04 13:00:00.0 71.77 67.9 04/09/04 22:00:00.0 68.335 52.35 04/12/04 07:00:00.0 68.335 50.95 04/14/04 16:00:00.0 68.675 52.95
04/05/04 05:00:00.0 70.39 63.35 04/07/04 14:00:00.0 71.77 68.9 04/09/04 23:00:00.0 68.335 52.55 04/12/04 08:00:00.0 68.335 52.95 04/14/04 17:00:00.0 68.675 51.5
04/05/04 06:00:00.0 70.39 63.35 04/07/04 15:00:00.0 71.77 64.25 04/10/04 00:00:00.0 68.335 52 04/12/04 09:00:00.0 69.02 56.05 04/14/04 18:00:00.0 68.675 52.7
04/05/04 07:00:00.0 71.08 62.7 04/07/04 16:00:00.0 70.05 52 04/10/04 01:00:00.0 68.335 51.75 04/12/04 10:00:00.0 69.02 59.8 04/14/04 19:00:00.0 68.335 51.3
04/05/04 08:00:00.0 71.08 62.2 04/07/04 17:00:00.0 69.705 50.65 04/10/04 02:00:00.0 67.995 51.65 04/12/04 11:00:00.0 69.02 62.9 04/14/04 20:00:00.0 68.335 49.1
04/05/04 09:00:00.0 71.08 66.1 04/07/04 18:00:00.0 69.705 49.5 04/10/04 03:00:00.0 67.995 52.15 04/12/04 12:00:00.0 68.675 61.2 04/14/04 21:00:00.0 68.335 47.85
04/05/04 10:00:00.0 71.08 65.6 04/07/04 19:00:00.0 69.365 50.4 04/10/04 04:00:00.0 67.995 52.45 04/12/04 13:00:00.0 69.02 62.2 04/14/04 22:00:00.0 67.995 46.35
04/05/04 11:00:00.0 71.08 67.4 04/07/04 20:00:00.0 69.365 50.85 04/10/04 05:00:00.0 67.995 52.4 04/12/04 14:00:00.0 68.675 60.3 04/14/04 23:00:00.0 67.995 46.3
04/05/04 12:00:00.0 71.08 67.75 04/07/04 21:00:00.0 69.365 51.1 04/10/04 06:00:00.0 67.995 52.4 04/12/04 15:00:00.0 68.675 59.25 04/15/04 00:00:00.0 67.995 45.6
04/05/04 13:00:00.0 71.425 67.7 04/07/04 22:00:00.0 69.02 50.65 04/10/04 07:00:00.0 67.995 52.35 04/12/04 16:00:00.0 68.675 56.1 04/15/04 01:00:00.0 67.995 45.2
04/05/04 14:00:00.0 71.425 67.4 04/07/04 23:00:00.0 68.675 50.75 04/10/04 08:00:00.0 68.675 52.85 04/12/04 17:00:00.0 69.02 56.15 04/15/04 02:00:00.0 67.65 45.2
04/05/04 15:00:00.0 71.425 68.45 04/08/04 00:00:00.0 68.675 51.85 04/10/04 09:00:00.0 68.675 55.3 04/12/04 18:00:00.0 69.02 53.6 04/15/04 03:00:00.0 67.995 45.25
04/05/04 16:00:00.0 71.425 69 04/08/04 01:00:00.0 68.675 50.55 04/10/04 10:00:00.0 68.675 56 04/12/04 19:00:00.0 68.675 53.55 04/15/04 04:00:00.0 67.995 45.85
04/05/04 17:00:00.0 71.425 67.85 04/08/04 02:00:00.0 68.675 51.95 04/10/04 11:00:00.0 68.675 58.15 04/12/04 20:00:00.0 69.02 53.85 04/15/04 05:00:00.0 67.995 46.45
04/05/04 18:00:00.0 71.425 67.65 04/08/04 03:00:00.0 68.675 52.95 04/10/04 12:00:00.0 69.02 60.25 04/12/04 21:00:00.0 68.675 51.75 04/15/04 06:00:00.0 67.995 46.7
04/05/04 19:00:00.0 71.425 67.95 04/08/04 04:00:00.0 68.675 53 04/10/04 13:00:00.0 68.675 57.7 04/12/04 22:00:00.0 69.02 51 04/15/04 07:00:00.0 68.675 46.05
04/05/04 20:00:00.0 71.425 67.4 04/08/04 05:00:00.0 68.675 54.8 04/10/04 14:00:00.0 69.02 58.3 04/12/04 23:00:00.0 68.675 49 04/15/04 08:00:00.0 68.675 47.4
04/05/04 21:00:00.0 71.425 66 04/08/04 06:00:00.0 68.675 54.8 04/10/04 15:00:00.0 69.02 58.05 04/13/04 00:00:00.0 68.675 48.9 04/15/04 09:00:00.0 69.365 51.3
04/05/04 22:00:00.0 71.425 66 04/08/04 07:00:00.0 68.675 54.8 04/10/04 16:00:00.0 69.02 56.2 04/13/04 01:00:00.0 68.675 48.5 04/15/04 10:00:00.0 69.02 53.8
04/05/04 23:00:00.0 71.425 65.3 04/08/04 08:00:00.0 69.365 56.5 04/10/04 17:00:00.0 68.675 55.85 04/13/04 02:00:00.0 68.675 47.7 04/15/04 11:00:00.0 69.02 52.65
04/06/04 00:00:00.0 71.425 65.55 04/08/04 09:00:00.0 69.02 56.3 04/10/04 18:00:00.0 68.675 55.65 04/13/04 03:00:00.0 68.675 48.2 04/15/04 12:00:00.0 68.675 54.6
04/06/04 01:00:00.0 71.425 65.3 04/08/04 10:00:00.0 69.02 57.85 04/10/04 19:00:00.0 68.675 54.9 04/13/04 04:00:00.0 68.335 48.1 04/15/04 13:00:00.0 69.02 57
04/06/04 02:00:00.0 71.425 64.7 04/08/04 11:00:00.0 69.02 58.95 04/10/04 20:00:00.0 68.675 53.45 04/13/04 05:00:00.0 68.335 47.8 04/15/04 14:00:00.0 69.02 58.1
04/06/04 03:00:00.0 70.735 63.8 04/08/04 12:00:00.0 69.365 58.95 04/10/04 21:00:00.0 68.675 53.35 04/13/04 06:00:00.0 68.335 47.4 04/15/04 15:00:00.0 69.02 55.3
04/06/04 04:00:00.0 70.735 64.15 04/08/04 13:00:00.0 69.02 57.15 04/10/04 22:00:00.0 68.335 53 04/13/04 07:00:00.0 69.02 45.85 04/15/04 16:00:00.0 68.675 54.45
04/06/04 05:00:00.0 70.735 62.85 04/08/04 14:00:00.0 69.02 55.1 04/10/04 23:00:00.0 67.995 53.1 04/13/04 08:00:00.0 69.02 46.4 04/15/04 17:00:00.0 68.675 55.25
04/06/04 06:00:00.0 70.735 63.1 04/08/04 15:00:00.0 69.02 57.05 04/11/04 00:00:00.0 67.995 52.75 04/13/04 09:00:00.0 69.365 49.7 04/15/04 18:00:00.0 68.675 53.75
04/06/04 07:00:00.0 71.08 62.65 04/08/04 16:00:00.0 69.02 55.15 04/11/04 01:00:00.0 67.995 51.65 04/13/04 10:00:00.0 69.02 50.2 04/15/04 19:00:00.0 68.675 52.3
04/06/04 08:00:00.0 71.425 62.6 04/08/04 17:00:00.0 69.02 52.65 04/11/04 02:00:00.0 67.995 51.65 04/13/04 11:00:00.0 68.675 49.65 04/15/04 20:00:00.0 68.675 51.75
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       Appendix H: Housing unit Q-2 indoor hourly conditions
Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH% Date/Time Q-2 Temp.( F) Q-2 RH%
04/15/04 21:00:00.0 68.675 52.45 04/18/04 06:00:00.0 67.995 49.6 04/20/04 15:00:00.0 67.65 54.1
04/15/04 22:00:00.0 68.675 50 04/18/04 07:00:00.0 68.675 48.2 04/20/04 16:00:00.0 67.65 52.8
04/15/04 23:00:00.0 68.335 48.75 04/18/04 08:00:00.0 68.675 49.65 04/20/04 17:00:00.0 67.65 53.7
04/16/04 00:00:00.0 68.335 48.75 04/18/04 09:00:00.0 68.675 52.05 04/20/04 18:00:00.0 67.65 52.6
04/16/04 01:00:00.0 67.995 48.5 04/18/04 10:00:00.0 68.675 54.4 04/20/04 19:00:00.0 66.96 52.7
04/16/04 02:00:00.0 67.995 47.7 04/18/04 11:00:00.0 68.675 54.65 04/20/04 20:00:00.0 67.65 52.8
04/16/04 03:00:00.0 67.995 47.75 04/18/04 12:00:00.0 69.02 58.85 04/20/04 21:00:00.0 66.96 51.7
04/16/04 04:00:00.0 67.995 47.4 04/18/04 13:00:00.0 68.675 59.2 04/20/04 22:00:00.0 66.96 51.4
04/16/04 05:00:00.0 67.995 47.65 04/18/04 14:00:00.0 69.02 56.35 04/20/04 23:00:00.0 66.96 52.2
04/16/04 06:00:00.0 67.995 47.9 04/18/04 15:00:00.0 69.02 56.25 04/21/04 00:00:00.0 66.96 51.7
04/16/04 07:00:00.0 68.335 46.95 04/18/04 16:00:00.0 68.675 55.75 04/21/04 01:00:00.0 66.96 51.7
04/16/04 08:00:00.0 68.675 47.5 04/18/04 17:00:00.0 68.675 57.7 04/21/04 02:00:00.0 66.96 50.9
04/16/04 09:00:00.0 68.675 51.25 04/18/04 18:00:00.0 68.675 55.85 04/21/04 03:00:00.0 66.96 50.7
04/16/04 10:00:00.0 68.675 51.65 04/18/04 19:00:00.0 68.675 57.05 04/21/04 04:00:00.0 66.96 50.7
04/16/04 11:00:00.0 68.675 53.75 04/18/04 20:00:00.0 68.335 54.25 04/21/04 05:00:00.0 66.96 50.5
04/16/04 12:00:00.0 69.02 56.35 04/18/04 21:00:00.0 68.335 51.95 04/21/04 06:00:00.0 66.96 50.1
04/16/04 13:00:00.0 69.02 56.9 04/18/04 22:00:00.0 67.995 49.15 04/21/04 07:00:00.0 66.96 49.9
04/16/04 14:00:00.0 69.02 55 04/18/04 23:00:00.0 67.995 49.4 04/21/04 08:00:00.0 66.96 50.5
04/16/04 15:00:00.0 69.02 56.6 04/19/04 00:00:00.0 67.995 48.5 04/21/04 09:00:00.0 66.96 51
04/16/04 16:00:00.0 69.02 55.25 04/19/04 01:00:00.0 67.995 48.6 04/21/04 10:00:00.0 66.96 51.7
04/16/04 17:00:00.0 68.675 53.4 04/19/04 02:00:00.0 67.995 48.6 04/21/04 11:00:00.0 66.96 53.5
04/16/04 18:00:00.0 68.675 54.15 04/19/04 03:00:00.0 67.995 47.9 04/21/04 12:00:00.0 66.96 52.4
04/16/04 19:00:00.0 68.675 53.45 04/19/04 04:00:00.0 67.65 47.8 04/21/04 13:00:00.0 66.96 50.5
04/16/04 20:00:00.0 68.335 51.65 04/19/04 05:00:00.0 67.65 48.2 04/21/04 14:00:00.0 66.96 50.1
04/16/04 21:00:00.0 68.335 49.6 04/19/04 06:00:00.0 67.995 47.8
04/16/04 22:00:00.0 67.995 48.35 04/19/04 07:00:00.0 67.995 48.65
04/16/04 23:00:00.0 67.995 47.75 04/19/04 08:00:00.0 68.335 50.2
04/17/04 00:00:00.0 67.995 46.95 04/19/04 09:00:00.0 68.335 53.4
04/17/04 01:00:00.0 67.995 46.25 04/19/04 10:00:00.0 68.335 58.05
04/17/04 02:00:00.0 67.995 46.25 04/19/04 11:00:00.0 68.68 60.15
04/17/04 03:00:00.0 67.995 46.9 04/19/04 12:00:00.0 68.335 54.3
04/17/04 04:00:00.0 67.995 47.4 04/19/04 13:00:00.0 68.68 60.95
04/17/04 05:00:00.0 67.995 47.45 04/19/04 14:00:00.0 68.68 61.9
04/17/04 06:00:00.0 67.995 47.55 04/19/04 15:00:00.0 68.335 58.55
04/17/04 07:00:00.0 68.675 47.3 04/19/04 16:00:00.0 68.335 55.05
04/17/04 08:00:00.0 69.365 47.85 04/19/04 17:00:00.0 68.335 51.85
04/17/04 09:00:00.0 69.365 50.2 04/19/04 18:00:00.0 67.995 50.65
04/17/04 10:00:00.0 69.02 50.3 04/19/04 19:00:00.0 67.995 50.5
04/17/04 11:00:00.0 68.675 50.65 04/19/04 20:00:00.0 67.995 50.25
04/17/04 12:00:00.0 69.02 53.4 04/19/04 21:00:00.0 67.995 49.7
04/17/04 13:00:00.0 68.675 55.55 04/19/04 22:00:00.0 67.995 50.65
04/17/04 14:00:00.0 69.02 57.7 04/19/04 23:00:00.0 67.995 51.15
04/17/04 15:00:00.0 69.02 56.2 04/20/04 00:00:00.0 67.995 51.4
04/17/04 16:00:00.0 69.02 55.05 04/20/04 01:00:00.0 67.995 51.6
04/17/04 17:00:00.0 69.02 55.35 04/20/04 02:00:00.0 67.995 52
04/17/04 18:00:00.0 68.675 53.55 04/20/04 03:00:00.0 67.995 53.6
04/17/04 19:00:00.0 68.675 55.2 04/20/04 04:00:00.0 67.995 54.1
04/17/04 20:00:00.0 68.675 53.1 04/20/04 05:00:00.0 67.995 53.95
04/17/04 21:00:00.0 68.675 53.45 04/20/04 06:00:00.0 67.995 53.95
04/17/04 22:00:00.0 68.335 52.4 04/20/04 07:00:00.0 68.335 55.8
04/17/04 23:00:00.0 68.335 50.65 04/20/04 08:00:00.0 67.995 56
04/18/04 00:00:00.0 68.335 50.4 04/20/04 09:00:00.0 68.335 56.6
04/18/04 01:00:00.0 67.995 49.9 04/20/04 10:00:00.0 66.96 63.3
04/18/04 02:00:00.0 67.995 48.65 04/20/04 11:00:00.0 67.65 61.6
04/18/04 03:00:00.0 67.995 48.25 04/20/04 12:00:00.0 67.65 56.8
04/18/04 04:00:00.0 67.995 48.15 04/20/04 13:00:00.0 67.65 56.2
04/18/04 05:00:00.0 67.995 49.05 04/20/04 14:00:00.0 67.65 53.7
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S-2 -Average. RH (%)
V-2 -Average. RH (%)
Fresh Air Installation 6-JAN-04 
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P-2  Average Temp (*F) 
P-2 -Average. RH (%)Heat  Pipe Installation 
7-JAN-04 
Temp raised 72-74F 
22-MAR-04 
Long periods of rain 
(See appendix A for 
details) 
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P-2 -Average. RH (%)
V-2 -Average. RH (%)
Heat Pipe Installation 
7-Jan-04 
Temp raised 72F  to 74F 
22-MAR-04 
Long Periods of Rain 
(See Appendix A for details) 
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T-2 -Average. RH (%)
V-2 -Average. RH (%)
Installation of Mechanical 
Thermostat 
23-MAR-04 
Heat Pipe Installation 
7-Jan-04 
Long Periods of Rain 
(See Appendix A for details) 
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Q-2 -Average. RH (%)
V-2 -Average. RH (%)
Date / Time 
RH% 
Installation of Mechanical 
Thermostat 7-APR-04 
Installation of New air 
conditioning unit 26-MAR-04 
Long Periods of Rain 
(See Appendix A for details) 
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Appendix N: HVAC system sizing summary for housing unit Q-2 
 
           






Second Floor……………………………………………………….………… 157 
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Air System Information 
    Air System Name  Q-2 First (1) Floor Split Unit  
    Equipment Class ...........................  SPLT AHU  
    Air System Type ..................................  SZCAV  
Number of zones ............................................... 1  
Floor Area .............................................. 809.8 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ..........  Sum of space airflow rates  
    Space CFM ......  Individual peak space loads  
Calculation Months ............................  Jan to Dec  
Sizing Data ........................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ....................................  1.6 Tons 
    Total coil load ..................................  18.9 MBH 
    Sensible coil load ............................  17.1 MBH 
    Coil CFM at Jul 1800 ........................  700 CFM 
    Max block CFM ................................  986 CFM 
    Sum of peak zone CFM ....................  966 CFM 
    Sensible heat ratio .................................  0.907  
    ft²/Ton ....................................................  514.9  
    BTU/(hr-ft²) ...............................................  23.3  
    Water flow @ 10.0 °F rise .........................  N/A  
Load occurs at ....................................... Jul 1800  
OA DB / WB ..................................  89.4 / 76.3 °F 
Entering DB / WB .........................  76.9 / 62.4  °F 
Leaving DB / WB ...........................  54.2 / 52.8 °F 
Coil ADP .................................................  51.7 °F 
Bypass Factor ............................................  0.100  
Resulting RH ............................................... 43 % 
Design supply temp. ................................  55.0 °F 
Zone T-stat Check ...............................  1 of 1 OK 
Max zone temperature deviation ...............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...............................  986 CFM 
    Standard CFM ..................................  983 CFM 
    Actual max CFM/ft² .....................  1.22 CFM/ft² 
Fan motor 
BHP …………………………….…………... 0.00 BHP 
Fan motor kW  ………………………………0.00 kW 
Fan static ………………………………….. 0.00in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ............................  50 CFM 
    CFM/ft² ........................................  0.06 CFM/ft² 
 









Air System Information 
    Air System Name:  Q-2 Second Floor Split Unit 
    Equipment Class ...........................  SPLT AHU  
    Air System Type ..................................  SZCAV  
Number of zones ............................................... 1  
Floor Area .............................................. 750.1 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ..........  Sum of space airflow rates  
    Space CFM ......  Individual peak space loads  
Calculation Months ............................  Jan to Dec  
Sizing Data ........................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ....................................  1.5 Tons 
    Total coil load ..................................  17.7 MBH 
    Sensible coil load ............................  16.1 MBH 
    Coil CFM at Aug 1600 ......................  634 CFM 
    Max block CFM ................................  841 CFM 
    Sum of peak zone CFM ....................  799 CFM 
    Sensible heat ratio .................................  0.908  
    ft²/Ton ....................................................  507.9  
    BTU/(hr-ft²) ...............................................  23.6  
    Water flow @ 10.0 °F rise .........................  N/A  
Load occurs at .....................................  Aug 1600  
OA DB / WB ..................................  91.6 / 76.9 °F 
Entering DB / WB ..........................  76.8 / 61.9 °F 
Leaving DB / WB ...........................  53.2 / 51.9 °F 
Coil ADP .................................................  50.6 °F 
Bypass Factor ............................................  0.100  
Resulting RH ............................................... 41 % 
Design supply temp. ................................  55.0 °F 
Zone T-stat Check ...............................  1 of 1 OK 
Max zone temperature deviation ...............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...............................  841 CFM 
    Standard CFM ..................................  839 CFM 
    Actual max CFM/ft² .....................  1.12 CFM/ft² 
Fan motor BHP ……………………………. 0.00 BHP 
Fan motor kW ……………………………… 0.00  kW 
Fan static  ………………………………….. 0.00in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ............................  50 CFM 
    CFM/ft² ........................................  0.07 CFM/ft² 
 




Appendix O: HVAC system sizing summary for P-2, T-2, S-2 and V-2. 
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Air System Information 
    Air System Name:  P-2 First Floor Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 809.8 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.6 Tons 
    Total coil load ..............................  18.9 MBH 
    Sensible coil load ........................  17.1 MBH 
    Coil CFM at Jul 1800 ....................  699 CFM 
    Max block CFM ............................  979 CFM 
    Sum of peak zone CFM ................  960 CFM 
    Sensible heat ratio .............................  0.906  
    ft²/Ton ................................................  515.2  
    BTU/(hr-ft²) ...........................................  23.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1800  
OA DB / WB ..............................  89.4 / 76.3 °F 
Entering DB / WB ......................  76.9 / 62.4 °F 
Leaving DB / WB .......................  54.2 / 52.8 °F 
Coil ADP .............................................  51.7 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 43 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...........................  979 CFM 
    Standard CFM ..............................  977 CFM 
    Actual max CFM/ft² .................  1.21 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.06 CFM/ft² 
 
CFM/person ...........................................  25.00  
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Air System Information 
    Air System Name P-2 Second Fl. Split Unit 
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 750.1 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.4 Tons 
    Total coil load ..............................  17.3 MBH 
    Sensible coil load ........................  15.6 MBH 
    Coil CFM at Aug 1600 ..................  614 CFM 
    Max block CFM ............................  804 CFM 
    Sum of peak zone CFM ................  764 CFM 
    Sensible heat ratio .............................  0.905  
    ft²/Ton ................................................  520.6  
    BTU/(hr-ft²) ...........................................  23.0  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at .................................  Aug 1600  
OA DB / WB ..............................  91.6 / 76.9 °F 
Entering DB / WB ......................  76.9 / 62.0 °F 
Leaving DB / WB .......................  53.2 / 51.8 °F 
Coil ADP .............................................  50.6 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 41 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...........................  804 CFM 
    Standard CFM ..............................  802 CFM 
    Actual max CFM/ft² .................  1.07 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.07 CFM/ft² 
 
CFM/person ...........................................  12.50  
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Air System Information 
    Air System Name  T-2 First Floor Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 809.8 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.6 Tons 
    Total coil load ..............................  18.9 MBH 
    Sensible coil load ........................  17.2 MBH 
    Coil CFM at Jul 1700 ....................  711 CFM 
    Max block CFM ........................... 1173 CFM 
    Sum of peak zone CFM ............... 1114 CFM 
    Sensible heat ratio .............................  0.910  
    ft²/Ton ................................................  515.5  
    BTU/(hr-ft²) ...........................................  23.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.0 / 61.8 °F 
Leaving DB / WB .......................  53.6 / 52.3 °F 
Coil ADP .............................................  51.1 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 43 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM .......................... 1173 CFM 
    Standard CFM ............................. 1170 CFM 
    Actual max CFM/ft² .................  1.45 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.06 CFM/ft² 
 









Air System Information 
    Air System Name: T-2 Second Fl. Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 750.1 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.5 Tons 
    Total coil load ..............................  18.2 MBH 
    Sensible coil load ........................  16.4 MBH 
    Coil CFM at Jul 1700 ....................  643 CFM 
    Max block CFM ............................  822 CFM 
    Sum of peak zone CFM ................  781 CFM 
    Sensible heat ratio .............................  0.901  
    ft²/Ton ................................................  493.6  
    BTU/(hr-ft²) ...........................................  24.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.8 / 62.0 °F 
Leaving DB / WB .......................  53.1 / 51.8 °F 
Coil ADP .............................................  50.5 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 41 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...........................  822 CFM 
    Standard CFM ..............................  820 CFM 
    Actual max CFM/ft² .................  1.10 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.07 CFM/ft² 
 
CFM/person ...........................................  12.50 
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Air System Information 
    Air System Name  S-2 First Floor Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 809.8 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  2.1 Tons 
    Total coil load ..............................  25.8 MBH 
    Sensible coil load ........................  23.7 MBH 
    Coil CFM at Jul 1700 ....................  956 CFM 
    Max block CFM ........................... 1256 CFM 
    Sum of peak zone CFM ............... 1193 CFM 
    Sensible heat ratio .............................  0.921  
    ft²/Ton ................................................  377.3  
    BTU/(hr-ft²) ...........................................  31.8  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.3 / 61.6 °F 
Leaving DB / WB .......................  53.2 / 51.9 °F 
Coil ADP .............................................  50.7 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 41 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM .......................... 1256 CFM 
    Standard CFM ............................. 1253 CFM 
    Actual max CFM/ft² .................  1.55 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.06 CFM/ft² 
 
CFM/person ...........................................  25.00 
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Air System Information 
    Air System Name: S-2 Second Fl. Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 750.1 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.6 Tons 
    Total coil load ..............................  19.0 MBH 
    Sensible coil load ........................  17.1 MBH 
    Coil CFM at Jul 1700 ....................  667 CFM 
    Max block CFM ............................  827 CFM 
    Sum of peak zone CFM ................  786 CFM 
    Sensible heat ratio .............................  0.902  
    ft²/Ton ................................................  474.7  
    BTU/(hr-ft²) ...........................................  25.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.9 / 62.0 °F 
Leaving DB / WB .......................  53.1 / 51.7 °F 
Coil ADP .............................................  50.4 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 41 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...........................  827 CFM 
    Standard CFM ..............................  825 CFM 
    Actual max CFM/ft² .................  1.10 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ...........................  50 FM 
    CFM/ft² ....................................  0.07 CFM/ft² 
 









Air System Information 
    Air System Name: V-2 First Floor Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 809.8 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  2.0 Tons 
    Total coil load ..............................  24.5 MBH 
    Sensible coil load ........................  22.6 MBH 
    Coil CFM at Aug 1700 ..................  918 CFM 
    Max block CFM ........................... 1285 CFM 
    Sum of peak zone CFM ............... 1220 CFM 
    Sensible heat ratio .............................  0.921  
    ft²/Ton ................................................  396.7  
    BTU/(hr-ft²) ...........................................  30.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at .................................  Aug 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.2 / 61.6 °F 
Leaving DB / WB .......................  53.4 / 52.0 °F 
Coil ADP .............................................  50.8 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 42 % 
Design supply temp. ...........................  55.0  °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM .......................... 1285 CFM 
    Standard CFM ............................. 1282 CFM 
    Actual max CFM/ft² .................  1.59 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.06 CFM/ft² 
 
CFM/person ...........................................  25.00  
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Air System Information 
    Air System Name: V-2 Second Fl. Split Unit  
    Equipment Class .......................  SPLT AHU  
    Air System Type ..............................  SZCAV  
Number of zones ........................................... 1  
Floor Area .......................................... 750.1 ft² 
 
Sizing Calculation Information 
    Zone and Space Sizing Method: 
    Zone CFM ......  Sum of space airflow rates  
    Space CFM ..  Individual peak space loads  
Calculation Months ........................  Jan to Dec  
Sizing Data ....................................  Calculated  
 
Central Cooling Coil Sizing Data 
    Total coil load ................................  1.6 Tons 
    Total coil load ..............................  18.9 MBH 
    Sensible coil load ........................  17.1 MBH 
    Coil CFM at Jul 1700 ....................  669 CFM 
    Max block CFM ............................  843 CFM 
    Sum of peak zone CFM ................  801 CFM 
    Sensible heat ratio .............................  0.904  
    ft²/Ton ................................................  475.0  
    BTU/(hr-ft²) ...........................................  25.3  
    Water flow @ 10.0 °F rise .....................  N/A  
Load occurs at ................................... Jul 1700  
OA DB / WB ..............................  90.8 / 76.7 °F 
Entering DB / WB ......................  76.9 / 61.9 °F 
Leaving DB / WB .......................  53.1 / 51.8 °F 
Coil ADP .............................................  50.5 °F 
Bypass Factor ........................................  0.100  
Resulting RH ........................................... 41 % 
Design supply temp. ............................  55.0 °F 
Zone T-stat Check ...........................  1 of 1 OK 
Max zone temperature deviation ............  0.0 °F 
 
Central Heating Coil Sizing Data 
    No central heating coil loads occurred during this calculation. 
 
Supply Fan Sizing Data 
    Actual max CFM ...........................  843 CFM 
    Standard CFM ..............................  841 CFM 
    Actual max CFM/ft² .................  1.12 CFM/ft² 
Fan motor BHP ................................ 0.00 BHP 
Fan motor kW ..................................... 0.00 kW 
Fan static ........................................ 0.00 in wg 
 
Outdoor Ventilation Air Data 
    Design airflow CFM ........................  50 CFM 
    CFM/ft² ....................................  0.07 CFM/ft² 
 
CFM/person ...........................................  12.50 
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A 4BR $4,430.00  K-1 2BR $3,880.00  S-6 2BR $3,880.00 
B-1  4BR $4,230.00  K-2 2BR $3,880.00  S-7 3BR $3,880.00 
B-2 4BR $4,230.00  K-3 2BR $3,880.00  S-8 4BR $4,230.00 
B-3 4BR $4,230.00  K-4 2BR $3,880.00  T-1 4BR $4,230.00 
B-4 4BR $4,230.00  L-1 3BR $3,880.00  *T-2 3BR $0.00 
B-5 4BR $4,230.00  L-2 3BR $3,880.00  T-3 2BR $3,880.00 
B-6 4BR $4,230.00  L-3 2BR $3,880.00  T-4 2BR $3,880.00 
C-1 4BR $4,230.00  L-4 2BR $3,880.00  T-5 2BR $3,880.00 
C-2 3BR $3,880.00  L-5 4BR $4,230.00  T-6 2BR $3,880.00 
C-3 3BR $3,880.00  L-6 4BR $4,230.00  T-7 3BR $3,880.00 
C-4 3BR $3,880.00  M-1 4BR $4,230.00  T-8 4BR $4,230.00 
D-1 4BR $4,230.00  M-2 3BR $3,880.00  U-1 2BR $3,880.00 
D-2 3BR $3,880.00  M-3 3BR $3,880.00  U-2 2BR $3,880.00 
D-3 2BR $3,880.00  M-4 2BR $3,880.00  U-3 2BR $3,880.00 
D-4 2BR $3,880.00  M-5 3BR $3,880.00  U-4 2BR $3,880.00 
D-5 2BR $3,880.00  M-6 4BR $4,230.00  V-1 4BR $4,230.00 
D-6 2BR $3,880.00  N-1 4BR $4,230.00  V-2 3BR $3,880.00 
D-7 3BR $3,880.00  N-2 4BR $4,230.00  V-3 3BR $3,880.00 
D-8 4BR $4,230.00  N-3 2BR $3,880.00  V-4 2BR $3,880.00 
E-1 3BR $3,880.00  N-4 2BR $3,880.00  V-5 3BR $3,880.00 
E-2 2BR $3,880.00  N-5 3BR $3,880.00  V-6 4BR $4,230.00 
E-3 2BR $3,880.00  N-6 3BR $3,880.00  W-1 2BR $3,880.00 
E-4 2BR $3,880.00  0-1 2BR $3,880.00  W-2 2BR $3,880.00 
E-5 2BR $3,880.00  0-2 2BR $3,880.00  W-3 2BR $3,880.00 
E-6 3BR $3,880.00  0-3 2BR $3,880.00  W-4 2BR $3,880.00 
F-1 3BR $3,880.00  0-4 2BR $3,880.00  X-1 2BR $3,880.00 
F-2 2BR $3,880.00  P-1 4BR $4,230.00  X-2 2BR $3,880.00 
F-3 2BR $3,880.00  *P-2 3BR $0.00  X-3 2BR $3,880.00 
F-4 2BR $3,880.00  P-3 2BR $3,880.00  X-4 2BR $3,880.00 
F-5 2BR $3,880.00  P-4 2BR $3,880.00  Y-1 2BR $3,880.00 
F-6 3BR $3,880.00  P-5 2BR $3,880.00  Y-2 2BR $3,880.00 
G-1 3BR $3,880.00  P-6 2BR $3,880.00  Y-3 2BR $3,880.00 
G-2 2BR $3,880.00  P-7 3BR $3,880.00  Y-4 2BR $3,880.00 
G-3 2BR $3,880.00  P-8 4BR $4,230.00  Z-1 3BR $3,880.00 
G-4 2BR $3,880.00  Q-1 4BR $4,230.00  Z-2 2BR $3,880.00 
G-5 2BR $3,880.00  *Q-2 3BR $0.00  Z-3 2BR $3,880.00 
G-6 3BR $3,880.00  Q-3 2BR $3,880.00  Z-4 2BR $3,880.00 
H-1 4BR $4,230.00  Q-4 2BR $3,880.00  Z-5 2BR $3,880.00 
H-2 3BR $3,880.00  Q-5 2BR $3,880.00  Z-6 3BR $3,880.00 
H-3 3BR $3,880.00  Q-6 2BR $3,880.00  Total Repl. Cost $577,180 
H-4 2BR $3,880.00  Q-7 3BR $3,880.00  Average 
H-5 3BR $3,880.00  Q-8 4BR $4,230.00  Cost per Unit 
$3,874 
H-6 4BR $4,230.00  R-1 4BR $4,230.00     
I-1 3BR $3,880.00  R-2 3BR $3,880.00     
I-2 2BR $3,880.00  R-3 2BR $3,880.00     
I-3 2BR $3,880.00  R-4 2BR $3,880.00     
I-4 2BR $3,880.00  R-5 2BR $3,880.00     
I-5 2BR $3,880.00  R-6 2BR $3,880.00     
I-6 3BR $3,880.00  R-7 3BR $3,880.00     
J-1 3BR $3,880.00  R-8 4BR $4,230.00     
J-2 2BR $3,880.00  S-1 4BR $4,230.00     
J-3 2BR $3,880.00  S-2 3BR $3,880.00     
J-4 2BR $3,880.00  S-3 2BR $3,880.00     
J-5 2BR $3,880.00  S-4 2BR $3,880.00     
J-6 3BR $3,880.00  S-5 2BR $3,880.00     
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Appendix Q: US Coast Guard Bayamon Housing Site Plan 
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Appendix R: Bayamon Housing typical house and three bedroom floor plans 
 
Three-bedroom first floor 
plan 
Bayamon Typical house 
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